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;U3J.ECT: Incorrect Drawings for Auxiliary Feedwater Pumps

NCR # MEB 79-34
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,,-a: ?T 1O. 07 °(X~jjM-jZ#: TVA reported to ,.Region II that the vendor of the,1 t

-tr Driven Auxiliary Feedwater Pumps (Ingersoll - Rand Co.) had,

incorrect information on the drawings on how to connect the lube oil

cooling. According to the dcrawings, the cooling water supply to Tth e

lube oil was connected on the suction side, when it! should have been

connected on the discharge side. TVA is evaluating. Writen report
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