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ENCLOSURE

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2
PENN VENTILATOR QA PROGRAM

NCR QEB 79-3
10 CFR 50.55(e)

FIRST INTERIM REPORT

Description of Deficiency

During a TVA audit, a number of deficiencies were identified against the
Penn Ventilator Co. QA program. The deficiencies indicated that Penn
was not implementing the QA manual that had been submitted to TVA and
approved for use.

Interim Progress

TVA is investigating various courses of action.
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