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FACILITY Watts Bar 1 & 2 DOCKET NO. 50-390, 391

DATE 9/15/80 TIME 9:12 a.m. LIC. OCC. NO. 2597 R

SUBJECT: CDR - Improper Materials Used In Auxiliary Room Board Air Conditiojning

System - Level II

D. Wall called Wright with the folliwing.
DESCRIPTION OF OCCURRENCE:

Improper materials were used to fabricate the auxiliary board room air

conditioning systems. Type"M" copper was used in place to type"K" copper

tubing. ASTM type "M" copper tubing has an allowable working stress of 327 2 Psi,

whereas the minimum design pressure specified is 350 psi. A written report is due

10/15/80.

ji

SIGNATURE R. Wright for M. Thon

00 0f
8009260643

a. 
-


