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400 Chestnut Street Tower II

October 22, 1980

Mr. James P. O'Reilly, Director
Office of Insp ction and Enforcement
U.S. Nuclear Reg latory Commission
Region Ii Suite 100
101 MaariettLa Street
Atlanta, Georgia 30 3

Dear Mr. O'Reilly:

WATTS BAR NUCLEAR PLANT UNITS I AND 2 - SEISMIC QUALIFICATION OF CONTROL
EQUIPMENT - NCR WBN EEB 8005 - FIRST INTERIM REPORT

The subject deficiency was initially reported to NRC-OIE Inspector
M. Thomas on September 22, 1980. Enclosed is our first interim report.
expect to provide additional information by April 15, 1981.
If you have any questions, please get in touch with D. L. Lambert at

FTS 857-2581.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

L. M. Mills, Manager
Nuclear Regulation and Safety

Enclosure
cc: Mr. Victor Stello, Director (Enclosure)4

Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Washington, DC 20555

An Equal Opportunity Employer
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ENCLOSURE

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2
SEISMIC QUALIFICATION OF CONTROL EQUIPMENT

NCR WBN EEB 8005
10 CFR 50.55(e)

FIRST INTERIM REPORT

Description of Deficiency,

During a contract review, it was discovered that certain remote control
equipment mounted in boxes, which is installed in various safety-related
systems throughout the plant, is not qualified to the seismic test
requirements of the appropriate TVA design criteria. The control equipment
includes selector switches, pushbuttons, and indicator lights, mounted in
boxes, which are used to control MOV's motors, fans, and similar
equipment. Although this equipment meets the procurement requirements in
effect when it was purchased, the seismic qualification requirements have
been upgraded; and, therefore, the equipment must be retested.

Corrective Action

TVA has identified all pertinent control equipment which lacks proper
documentation for seismic qualification. Testing of this equipment should
be completed in early April.


