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UNITED STATES

NUCLEAR REGULATORY COMMISSION
REGION 11

101 MARIETTA ST., N.W., SUITE 3100
ATLANTA, GEORGIA 30303
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In Reply Refer To:
RII:JPO
50-438, 50-439, 50-259
50-260, 50-296, 50-518
50-519, 50-520, 50-521
50-553, 50-554, 50-327
5 0- 3 28, <S ; <zz 3
50-566, 50-567

Tennessee Valley Authority
ATTN: H. G. Parris

Manager of Power
500A Chestnut Street Tower II
Chattanooga, TN 37401

Gentlemen:

The enclosed IE Circular No. 81-01 contains recommendations that may be

applicable to your facility with regard to design problems associated with the

subject indicating pushbotton switches. Should you have any questions regarding

this circular or the recommendations contained therein, please contact this

office.

Sincerely,

James P. O'Reilly
Director

Enclosures:
1. IE Circular No. 81-01
2. List of Recently issued

IE Circulars
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cc w/encl:
A. M. Qualls, Plant Superintendent
W. R. Dahnke, Project Manager
J. F. Cox, Supervisor, Nuclear
Licensing Section

D. L. Terrill, Project Engineer
H. N. Culver, Chief, Nuclear Safety
Review Staff

H. L. Abercrombie, Plant Superintendent
R. E. Rogers, Project Engineer
J. E. Wills, Project Engineer
M. A. McBurnett, Project Engineer
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W.
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M.
C.
J.
D.
M.
R.
H.

w/encl: Cont'd.
P. Kelleghan, Project-Manager
G. Stack, Project Manager
M. Ballentine, Plant Superintendent
J. Burzynski, Project Engineer
C. Mason, Acting Plant Superintendent
E. Wilkins, Project Manager
P. Ormsby, Project Engineer
M. Price, Project Manager
T. Hathcote, Project Manager
J. Green, Division Director
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