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WBRD-50-391/82-76

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Gentlemen:

In the Matter of the Application of ) Docket Nos. 50-390
Tennessee Valley Authority ) 50-391

WATTS BAR NUCLEAR PLANT (WBN) UNITS 1 AND 2 - CABLE BEND RADIUS DEFICIENCY -
WBRD-50-390/82-80, WBRD-50-391/82-76 - SCHEDULE FOR REVISED FINAL REPORT

The subject deficiency was initially reported to NRC Inspector R. V. Crlenjak
on July 29, 1982, in accordance with 10 CFR 50.55(e) as Nonconforming
Condition Report (NCR) WBN 4194R. Our final report was submitted on
September 13, 1983. NRC closed the licensee-identified item (LII) based on an
inspection performed September 13-16, 1983. Because of employee concerns at
WBN, Region II issued a letter dated August 15, 1986, reopening the item and
requesting a revised final report and additional information. TVA letter
dated December 29, 1987, provided response to 2 of the 11 NRC questions.

Interim Progress

Resolution of this item is being implemented by the Corrective Action Program
(CAP) Plan for Cable Issues, Revision 1, as submitted in a letter from TVA to
NRC on June 27, 1989. Paragraph 4.1.7 of the CAP provides the plan to resolve
the cable bend radius issue. Presently, the initial evaluations have been
completed and calculations documenting the analysis are in final review and
issue. Results of these calculations indicate a walkdown will be required for
class IE cables to assess the adequacy of the installed cables. A walkdown
procedure has been drafted and is presently in the approval process. At the
conclusion of the walkdown, anomalies will be evaluated and all cases found to
be unacceptable will be reworked or replaced.

Paragraph 4.1.9 of the Cable Issues CAP outlines a plan to resolve the cable
sidewall bearing pressure issue. As indicated by TVA's letter dated June 22,
1988, resolution of NCR WBN 6347 will be completed as part of this issue.
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We will provide our revised final report for unit 1 on the cable bend radius
issue, which will include a response to the remaining 9 NRC questions and the
sidewall bearing pressure issue, on or about May 31, 1990. As a result of the
Unit 2 schedule hold, a schedule for the Unit 2 final report will be provided
when a Unit 2 completion schedule is established.

See the enclosure for the commitments identified in this letter.

If there are any questions, please telephone G. R. Ashley at (615) 365-8527.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

Manager, Nuclear Li ensing
and Regulatory Affairs

Enclosure
cc (Enclosure):

Ms. S. C. Black, Assistant Director
for Projects

TVA Projects Division
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

Mr. B. A. Wilson, Assistant Director
for Inspection Programs

TVA Projects Division
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323

NRC Resident Inspector
Watts Bar Nuclear Plant
P.O. Box 700
Spring City, Tennessee 37381



ENCLOSURE

The commitments made by this submittal are as follows:

We will provide our revised final report for unit 1 on the cable bend radius
issue, which will iIclude a response to tie remaining 9 NRC questions and the
sidewall bearing pressure issue, on or about May 31, 1990. As a result of the
unit 2 schedule hold, a schedule for the unit 2 final report will be provided
when a unit 2 completion schedule is established.
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