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U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Gentlemen:

In the Matter of the Application of ) Docket Nos. 50-390
Tennessee Valley Authority ) 50-391

WATTS BAR NUCLEAR PLANT (WHN) UNITS 1 AND 2 - QUESTIONABLE COMPRESSION
FITTINGS OF INSTRUMENiATION TUBING - WBRD-50-390/85-43 AND WBRD-50-391/85-42 -
REVISED FINAL REPORT

The subject deficiency was initially reported to NRC Inspector Al Ignatonis
on September 24, 1985, in accordance with 10 CFR 50.55(e) as Nonconforming
Condition Report (NCR) WEl 6278. Interim reports were submitted on
October 24, 1985, and January 31 and March 31, 198,. A final report was
submitted on July 30, 1986.

Enclosed is a revised final report for the subject deficiency. The corrective
action to address compression fittings on local panels has been revised. TVA
will test instrument lines subject to pressure testing, including the local
panels that may not have been tested, designated as Seismic Category I or
I(L), i.e., safety-related instrumentation, in accordance with the applicable
piping code requirements specified in site-implementing procedures.

Enclosure 2 provides the list of commitments made in this submittal.

If there are any questions, please telephone G. R. Ashley at (615) 365-8527.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

E. G. Wa lace, Mdn ger
Nuclear Licensing and

Regulatory Affairs

Enclosures
cc: See page 2
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U.S. Nuclear Regulatory Commission MAY I1 1990

cc (Enclosures):
Ms. S. C. Black, Assistant Director

for Projects
TVA Projects Division
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

NRC Resident Inspector
Watts Bar Nuclear Plant
P.O. Box 700
Spring City, Tennessee 37381

Mr. B. A. Wilson, Assistant Director
for Inspection Programs

TVA Projects Division
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323



ENCLOSURE 1

WATTS BAR NUCLEAR PLANT UNITS I AND 2
QUESTIONABLE COMPRESSION FITTINGS ON INSTRUMENTATION TUBING

NONCONFORMING CONDITION-REPORT (NCR) 6278
10 CFR 50.55(e)

REVISED FINAL REPORT

Description of Deficiency

TVA has identified through its employee concern program and subsequently
through NCR 6278 and Significant Condition Report (SCR) 6278, that various
compression fitting installations were not in accordance with fitting
manufacturer's recommendations. Employee concern nos. IN-85-795-001 and 002
and the associated Corrective Action Tracking Document (CATD) 17300-WBN-08
were generated to document this deficiency within the employee concern
program. Corrective action required to address employee concern IN-85-143-002
was also determined to be with in the scope of NCR 6278. These compression
fittings are used for instrument-related American Society of Mechanical
Engineers (ASME) Section III tubing connections on various systems throughout
the plant. ASME Section III requirements for use of compression fitting
joints include installation in accordance with manufacturer's
recommendations. The types involved are Parker-Hannifin "CPI" fittings and
Imperial-Eastman "Hi-Seal" fittings.

As a result of these employee concerns, a sample inspection of 107 compression
fittings used in instrument or sampling lines was performed and 60
discrepancies were identified which fall in the following general categories:
tubing cuts not deburred; tubes not bottomed out inside the fittings; nuts not
properly tightened; and ferrules either unidentified, missing, or reversed.
These installation problems are attributed to ;nadequate or nonexistent site
procedures and inadequately trained construction craftsmen. This resulted
from inadequate specification of requirements.

After this sample inspection was completed, WBN maintenance personnel
identified an additional category which was then included in revision 1 to
NCR 6278. This catego~y involved the use of Parker-Hannifin "CPI" tube end
reducers with Imperial-Eastman "Hi-Seal" nuts and ferrules as a means to
connect tubing to instrument panel isolation valves. These installations are
not in compliance with manufacturer's recommendations. (It should be noted
that these type installations are not in the ASME Code boundary.) The cause
of this particular condition was determined to be an error in TVA drawing
series 47BM600 which allowed the use-of either Parker-Hannifin or
Imperial-Eastman tube end reducers.

Safety Implicdtions

In ger 2ral, without adherence to manufacturer's recommendations during
installation, compiession fittings may not totally seal, which could result in
leaking connections. All "closed-ended," safety--related instrumentation
tubing receives hydrostatic or pneumatic pressure testing. This testing
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eliminates any concern with the adequacy of the initial seal of the
compression fittings. However, potential long-term concerns existed with the
adequacy of the seal because of vibration induced during normal plant
operation or during a seismic event.. Either of these situations had the
potential for the vibration to loosen the fittings and develop a leak.

Also, burrs in instrumentation tubing would not be detected during pressure
testing and could lead to an accumulation of "crud" and an eventual flow
restriction. Tube leakage or flow restriction could cause errors in
instrument readings of varying degree; depending on the instrument in question
and the type of problems. Such instrumentation errors could adversely affect
plant safety.

In the case of open-ended instrument tubing, such as drains and vent lines,
the lines are not pressure tested, but any leakage due to inadequate fitting
installation would be minimal as such lines will not have significant pressure
in them to develop a substantial leak.

Corrective Action

A compression fitting testing program for those discrepancies identified in
Revision 0 (and later in Revision 1) of NCR 6278 was performed at TVA's
Singleton Materials Laboratory. This program included testing of the effect
on flow rate because of the presence of tubing burrs; testing of the integrity
of fittings with various installation deficiencies by tensile pullout and
vibration fatigue tests; and seismic event tests. The results of these tests
showed that for the instances where tube ends were not deburred, tubes were
not bottomed out, or nuts were not properly tightened, fitting performance
would still be satisfactory if no leakage is observed, even though, there may
be some reduction in fitting integrity. Also, normal operation fatigue
testing resulted in no leaks in any of the samples tested (including
Imperial-Eastman "Hi-Seal" ferrules installed backwards), and seismic event
testing only produced very slight leakage (undetectable on the pressure
gauges) in 20 of 47 samples. The seismic tests were conservative and a severe
test of fitting integrity.

For fittings with missing, reversed, or unidentified ferrules, it was
determined that a missing ferrule would cause a definite leak during
hydrostatic testing; a reversed ferrule would leak if it was a "CPI" fitting,
but would not leak if it was a reversed "Hi-Seal" ferrule; and that the
unidentified ferrule noted on the NCR was probably a reversed ferrule which
had been distorted by subsequent nut tightening. This specific case was a
"CPI" fitting, and this condition was found to leak during pressure testing.
Because of this, TVA has determined that for these 3 particular types of
questionable ferrule installations, unacceptable installation would be
detected during hydrostatic testing because of leakage or, if the fittings
were used in lines that do not require hydrostatic testing, there would be no
driving force to create any significant leakage.
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Overall, TVA has determined that it is acceptable to use these type fittings
as-is with the exception of fittings on lines which are not subject to
pressure tests but could see radioactive service, and some instrument lines on
local instrument panels which may not have been hydrostatically tested. Those
lines successfully pressure tested are acceptable, as their lack of leakage is
sufficient assurance that they will provide satisfactory service.

For those fittings seeing radioactive service in lines not subject to pressure
testing (i.e., drains), the Unit 1 fittings were reinspected by qualified
craftsmen to verify installation in accordance with manufacturer's
recommendations and any discrepancies found during the inspection were
replaced. The Unit 2 fittings will be reinspected before Unit 2 fuel load.
For the instrument lines subject to pressure testing (including the local
panels that may not have been tested), TVA will test instrument lines
designated as Seismic Category I or I(L), i.e., safety-related
instrumentation, in accordance with the applicable piping code requirements
specified in site-implementing procedures. Pressure testing of the Unit 1
instrument lines subject to testing will be complete by April 1991. The
ULit 2 instrument lines subject to pressure testing will be tested before
Unit 2 fuel load.

With regard to the Parker-Hannifin tube end reducers installed with the
Imperial-Eastman "Hi-Seal" nuts and ferrules, TVA has determined through
tensile and vibration tests and analysis that fittings with this type
discrepancy are functionally reliable, and existing installations are
acceptable as-is.

To prevent recurrence of the type problems in Revision 0 of NCR 6278, T.A
revised Constru tion Specification G-29, "Process Specification for Welding,
Heat Treatment, Non-destructive Examination and Allied Field Fabrication
Operations," to detail the requirements for installation, remake and
inspection of compression fittings. These requirements were incorporated into
construction Quality Control Procedure (QCP)-3.13-6, "Installation and
Inspection of Tubing Instrument Lines," as well as Quality Control Instruction
(QCI)-3.13, "Mechanical Tube Fitting Installer Performance Certification," to
which applicable craft personnel were trained and certified. G-29
requirements for compression fitting work performed by operations personnel
were implemented by Modifications and Additions Instruction (MAI) 29,
"Instrument Tube Fitting and Installaticn" to which applicable craft personnel
were also trained and certified. Procedures QCI-3.13 and MAI-29 have been
superseded by Construction Process Instruction (CPI) 8.1.8-I-1OOB. Procedures
CPI-8.1.8-I-1O0B and Instrument Maintenance Instruction (IMI) 110 implem nt
the compression fitting requirements of G-29 and require trainirg for craft
personnel before performing compression fitting work.

To prevent a recurrence of the type problem identified by Revision 1 of NCR
6278, TVA has revised the applicable drawings through Engineering Change
Notice (ECN) 6313 to specify use of tube end reducers made by the sake
manufacturer as the fitting it is to be mated with.



ENCLOSURE 2

LIST OF COMMITMENTS

1. The Unit 2 fittings [seeing radioactive service in lines not subject to

pressure testing] will be reinspected before Unit 2 fuel load.

2. Pressure testing of the Unit 1 instrument lines subject to testing will

be complete by April 1991.

3. The Unit 2 instrument lines subject to pressure testing will be tested

before Unit 2 fuel load.


