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U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Gentlemen:

In the Matter of the Application of
Tennessee Valley Authority

WATTS BAR NUCLEAR PLANT (WBN) UNITS
WESTINGHOUSE TYPE W-2 SPRING RETURN
CLARIFIED RESPONSE

) Docket Nos. 50-390
50-391

1 AND 2 - NRC BULLETIN 80-20,
TO NEUTRAL CONTROL SWITCHES -

This letter provides further clarification of TVA's response dated
August 31, 1989, for WBN. That response was not clear in identifying the
total number of safety-related Westinghouse W-2 control switches
requiring modification for each of the WBN Units. However, the total
number of safety-related switches that fall within the description of the
NRC bulletin remains as previously reported.

A calculation entitled "Westinghouse W-2 Switches - Monitoring Neutral
Position Contacts in accordance with NRC Bulletin 80-20" identifies the
subject switches in use for WBN Units 1 and 2. In addition, the
calculation identifies the control switches that require modification in
accordance with the bulletin recommendations. Per that calculation, the
total number of Westinghouse W-2 control switches for Unit 1 is 282. Of
those 282 switches, 68 had to be modified for neutral position monitoring.
For WBN Unit 2, the total number of control switches in use is 210, of
which 40 require modification per the bulletin recommendations.
Therefore, the total number of safety-related W-2 control switches
modified in accordance with the bulletin remains at 108 switches. The
remaining portions of the referenced letter is unchanged.
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No new commitments are identified by this letter. If you have any
questions concerning this letter, please telephone M. C. Bryan at
(615) 365-8819.

Very truly yours,

TENNESSEE VALLEY AUTHORITY

E.ace, anager1
Nuclear Licensing and
Regulatory Affairs

cc: Ms. S. C. Black, Deputy Director
Project Directorate II-4
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

NRC Resident Inspector
Watts Bar Nuclear Plant
P.O. Box 700
Spring City, Tennessee 37381

Mr. P. S. Tam, Senior Project Manager
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

Mr. B. A. Wilson, Chief, Project Chief
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323


