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NIS-1 OWNER'S REPORT
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Preservice Inspection Summary

In accordance with paragraph IWA-6220 of Section XI of the ASME Boiler and
Pressure Vessel Code Section XI 1974 Edition Summer 75 Addenda, the
following information is provided.

1. Date of document completion:
December 4, 1995

2. Name of owner and address of principal offices:

Tennessee Valley Authority
Office Of Nuclear Power

10 1 Market Street.
Chattanooga, Tennessee 37402-2801

3. Name and address of the nuclear generating plant:

Watts Bar Nuclear Plant
P0 Box 800
Spring City, TN 37381

4. Name or number assigned to the nuclear power unit by TVA:

Watts Bar Nuclear Plant, Unit 1.

5. Commercial operation date of unit:

1996

6. Numbers assigned to the components by the state:

No numbers assigned

7. National Board Number assigned to the components by the manufacturer:

No numbers assigned

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUJCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800

10 1 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402.

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERICAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



8. Names of the components and descriptions including size, capacity, material,
location, and drawings to aid identification.

The Class 1 and 2 components examined as part of this preservice
inspection are listed in Appendix V.

9. Name and address of principal manufacturer and the principal contract which
will identify the subcontractors/Manufacturer's component identification
numbers.

The majority of components examined were supplied by:

Westinghouse Electric Corporation
Pittsburgh, PA.
Contract Number: 71 C62-54114-1
File No.: WBN-VTM-W120-0550

10. Date of completion of the examinations:
November, 1995

11. The Authorized Inspection Agency: Names of the Inspectors:

The Hartford Steam Boiler Inspection H. Boender W. Leedy
and Insurance Company B. Eamigh C. Manzari

200 Ashford Center North, Suite 300 E. Farrow C. Metcalfe
Atlanta, Georgia 30338 C. Hausdan C. Rice

S. Heater C. Thompson

12. Abstract of examinations, conditions observed; and corrective measures
recommended or taken:

See Appendix II, III, IV, V, and VI. For augmented examinations see
AppendixVII.

13. Signature of ANII:

See NIS-1 form.

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402
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COMMERICAL SERVICE DATE: 1996
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FORM NIS-1 OWNER'S REPORT FOR INSERVICE INSPECTIONS
As required by the Provisions of the ASME Code Rules

1. Owner Tennessee Valley Authoritv
Office Of Nuclear Power, 1101 Market Street
Chattanooga. Tenne•.ee 374(Y'

(Name and Address of Owner)2. Plant Watts Bar Nuclear Plant: PO Box 800) Shrine ( itv TNM q7'R1

W (Name and Address of Owner)
3. Plant Unit ONE 4. Owner Certificate of Authorization (if required) N, NA, NPT

5. Commercial Service Date 1996 6. National Board Number for Unit Not Required

7. Components Inspected

Manufacturer
Component or Manufacturer or Installer State or National
Appurtenance or Installer Serial No. Province No. Board No.

Reactor Pressure Contract No. N/A Not Assigned
Vessel Rotterdam 71 C62-54114-1

Dockyard Co. File No.
WBN-VTM-R380-1 0

Pressurizer Westinghouse 1601 N/A W10792

Steam Generator (1) Westinghouse 1591 N/A W10286
Steam Generator (2) Westinghouse 1592 N/A W1 0287
Steam Generator (3) Westinghouse 1593 N/A W10288
Steam Generator (4) Westinghouse 1594 N/A W10289

Feedwater TVA (Installer) N/A N/A On File
System

High Pressure TVA (Installer) N/A N/A On File
Safety Injection

System
Main Steam TVA (Installer) N/A N/A On File

System
Containment Spray TVA (Installer) N/A N/A On File

System
Chemical and TVA (Installer) N/A N/A On File

Volume Control
System

Residual Heat TVA (Installer) N/A N/A On File
Removal System
Reactor Coolant TVA (Installer) N/A N/A On File

System
Auxiliary TVA (Installer) N/A N/A On File

Feedwater System

Control Rod Drive TVA (Installer) N/A N/A On File
System

NIS-1 Owner Report for Inservice Inspections includes
Appendices I, II, Ill, IV, V, VI, and VII.

Total Pages - it

Note: Supplemental sheets in form of lists, sketches, or drawings may be used provided (1) size is 8 1/2 in. x 11 in.,
(2) information in items 1 through 6 on this data report is included on each sheet, and (3) each sheet is numbered. and the number of sheets is recorded at the top of form.
this
This form (E00029) may be obtained from the ASME Order Dept., 22 Law Drive, Box 2300, Fairfield, NJ. 07007-2300

Chattanooga Tennessee 17402



FORM NIS-1 (BACK)

8. Examination Dates 2/77 to 10/95 9. Inspection Interval from N/A to N/A

10. Applicable Editions of Section XI: 1974 Addenda Summer 1975 and 1977 Addenda Summer 1978

11. Abstract of Examinations. Include a list of examinations and a statement concerning status of work
required for current interval. See Appendix II, III, IV, V. Examinations performed complete the
inspection for the preservice inspection.

12. Abstract of Conditions Noted.
See Appendix II, III, IV, V, and VI.

13. Abstract of Corrective Measures Recommended and Taken
See Appendix VI.

We certify that the statements made in this report are correct and the examinations and corrective
measures taken conform to the rules of the ASME Code, Section XI.

Certificate of Authorization No. (if applicable) Not Applicable Expiration Date Not Applicable

Date ,*4 4 - 19 9-(, Signed 7By 114 -B
(Owner) Engineering Manager, Watts Bar Nuclear Plant

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Press re VesselInspectors and the State or Province of 7e,.lwe;see and employed b HSBI & I ofYA,-67"r have inspected
the components described in this Owner's Report during the period "/ 92 to .j- fjjZ and state thatto the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures
described in this Owner's Report in accordance with the requirements of the ASME Code, Section XI.

By signing this 'certificate neither the Inspector nor his employer makes any warranty, expressed orimplied, concerning the examinations and corrective measures described in this Owner's Report. Furthermore,neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damage or
a loss of any kind arising from or connected with this inspection.

trn/ Commissions 27,/'v ; 35 3/
Inspector's Signature National Board, State, Province, and Endorsements

Date //// I 9__? .
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INTRODUCTION
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Introduction:

The scope of this appendix is to provide an overview of the preservice inspections
performed during Unit 1/Cycle 0 on Class 1 and 2 components for ASME Section XI
Code credit. Augmented examinations have also been included in Appendix VII.

All examinations were performed during preservice to the implementing plant technical
instruction TI-50A "Inservice Inspection Program Unit 1". TI-50A is organized to
comply with the PSI NDE requirements of the American Society of Mechanical
Engineers (ASME) Boiler and Pressure Vessel Code, Section XI, Division 1, Articles
1000, 2000, 3000, and 6000 in accordance with Title 10 Code of Federal Regulations
(CFR) Part 50, 50.55a (g); to implement the Watts Bar Nuclear Plant (WBN) Technical
Specifications, Unit 1, and to fulfill the requirements of SSP-6. 10, ASME Section XI
Inservice Inspection Program. The PSI program (TI-50A) was prepared to meet the
requirements of the 1974 Edition, Summer 1975 Addenda of Section XI of the ASME
Boiler And Pressure Vessel Code. Some components and systems were updated to later
editions of the code as outlined in the TI. All NDE examinations performed after July 1,
1992 were to the 1986 Edition of Section XI. This would include all portions of
IWA-2200, IWA-2300, IWA-2600, IWA-3000, IWB-3000, IWC-3000, and IWF-3000, as
well as all portions of Appendices III, IV, and VI of ASME Section XI.

TI-50A reflects the built-in limitations of the original plant design, geometry,
construction, component materials and the current technology or state-of-the-art
nondestructive examination techniques. This TI specifies the methods to be used and
provides schedule tables from which specific items were scheduled for examination
during preservice to fulfill subsequent inservice requirements. All examinations
performed in accordance with the ASME Boiler and Pressure Vessel Code, Section XI
were witnessed and/or verified by an Authorized Nuclear Inservice Inspector (ANII).
The Authorized Inspection Agency (AIA) Hartford Steam Boiler Inspection And
Insurance Company provided ANII services.

Augmented examinations are performed in addition to ASME Section XI Code
requirements. The augmented examinations may be required by the NRC or self-imposed
by TVA. Typical sources include generic letters, IE Bulletins, technical specifications,
vendor recommendations, and industry experience.

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERICAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



The majority of examinations were performed by the TVA Inspection Services
Organization (ISO) under the direction of the Watts Bar site NDE/JSJ organization.
Some NDE services were provided by outside agencies (i.e. Southwest Research Institute,
ABB Amdata, etc.) under the direction of site personnel.

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATlTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER P0 BOX 800
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NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.
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PSI SUMMARY
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Summary:

The Unit 1/Cycle 0 Preservice Inspection (PSI) was performed and consisted of approximately
1625 visual, 1545 ultrasonic, 1446 liquid penetrant, 14 radiographic, and 192 magnetic particle
examinations performed for code credit (see Appendix VI, Examination Plan). Further,
approximately 1 radiographic, 208 ultrasonic, and 184 liquid penetrant examinations were
performed as augmented examinations (see App. VII, Augmented Examination Summary). A
total of 55 notification of indication reports (NOI's) were issued to document indications
identified during the performance of the examinations for code credit. These NOI's were
evaluated by engineering and dispositioned (see Appendix V, Notification of Indications).

The following code cases were utilized during the Unit 1/Cycle 0 preservice inspection:

N-234 Time Between Ultrasonic Calibration Checks, Section XI, Division 1

N-235 Ultrasonic Calibration Checks per Section V, Section XI, Division 1

N-307-1 Revised Ultrasonic Examination Volume for Class I Bolting, Table IWB-2500-
1, Examination Category B-G- 1, When the Examinations Are Conducted From
the Center-Drilled Hole, Section XI, Division 1

N-308 Documentation Of Repairs and Replacements of Components in Nuclear Power
Plants, Section XI, Division 1

N-341 Certification Of Level III NDE Examiner, Section III, Division 1

N-356 Certification Period for Level III NDE Personnel, Section XI, Divisions 1, 2,
and 3

N-401 Eddy Current Examination, Section XI, Division I

N-402 Eddy Current Callibration Standard Material, Section XI, Division 1

N-416 Alternative Rules for Hydrostatic Testing of Repair or Replacement of Class 2
Piping, Section XI, Division 1

N-435-1 Alternative Examinations Requirements for Vessels With Wall Thickness 2 in.
or Less, Section XI, Division 1

N-460 Alternative Examination Coverage for Class 1 and Class 2 Welds, Section XI,
Division 1

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERICAL SERVICE DATE: 1996
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N-461 Alternative Rules for Piping Calibration Block Thickness, Section XI, Division 1

PERSONNEL/EQUIPMENT CERTIFICATIONS:

NDE personnel certification records for TVA and contractor employees are
maintained by the Corporate Engineering Materials and Inspection, Inspection
Services Organization's (ISO) NDE Certification and Monitoring Group. These
records are maintained as permanent QA records for a forty year plant life. Any
details or specifics regarding NDE certification records should be directed to the
ISO NDE Certification and Monitoring Staff at the Sequoyah Training Center in
Soddy Daisy, Tennessee at telephone number (615)843-4026.

NDE equipment certification records are maintained by TVA's Corporate
Engineering Materials and Inspection (ISO) staff. Any details or specifics
regarding NDE equipment certification records should be directed to ISO at 1100
Riverfront Parkway, Chattanooga, Tennessee at telephone number (615)751-7643.

EXAMINATION LIMITATIONS:

A tabulation of NDE examination limitations recorded during the Unit 1/Cycle 0
Preservice Inspection is contained in Appendix IV of this report.

The Preservice Inspection Program TI-50A has been revised to incorporate these
limitations in the form of Requests for Relief. Program revisions, including
Requests for Relief, have been submitted to the NRC.
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APPENDIX IV

REQUESTS FOR RELIEF
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The preservice examinations performed at Watts Bar Unit 1 were performed to
meet the requirements of ASME Section XI as applicable. Areas and volumes
that were examined of specific components are depicted in the applicable code
section.

During the WBN PSI, some components were identified that the entire
examination area or volume could not be examined due to interference by another
component or part configuration. These conditions were identified on the
examination report and further evaluations were performed to determine if
alternative techniques or methods could be employed to obtain full coverage.

In those instances where no other examination technique or method could be
performed to provide meaningful results, request for relief (RFR) from the
examination requirements are required.

TVA also elected to invoke Code Case N-460, "Alternative Examination
Coverage For Class 1 and Class 2 Welds" that when the entire examination
volume or area cannot be examined due to interference by another component or
part geometry, a reduction in examination coverage on any class 1 or class 2 weld
may be accepted provided the reduction in coverage for that weld is less than
10%.

Requests For Relief (RFR's) that have been submitted to the NRC are contained
in TI-50A. This includes RFR's ISM-1, ISI-4, ISI-5, ISI-6, ISI-9, ISI-10, ISM-11,
ISI-13, ISI-14, ISI-15, ISI-16, and ISI-17. Note some RFR's have been
withdrawn.

RFR's ISM-1, ISI-4, ISI-5, ISI-6, ISI-9, ISI-10, ISM-1, ISI-13, ISI-14, and ISI-15
were reviewed and authorized in "Safety Evaluation Report, related to the
operation of Watts Bar Nuclear Plant Units 1 & 2, Docket Nos. 50-390 &
50-391," (SSER 10). RFR's ISI-16 and ISI-17 were reviewed and authorized by
the NRC's September 18, 1995 letter to O.D. Kingsley.
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APPENDIX V

EXAMINATION PLAN
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The following printout is the PSI report (scan plan) designed to meet the reporting
requirements of IWA-6000 of the ASME Section XI Code. This report contains Unit
1 /Cycle 0 preservice inspection data for Class 1 and Class 2 components. Essential unit
and system files are contained herein as a reference to describe abbreviations and features
in the printout. This information precedes the PSI report.

Note: Augmented examinations are contained in Appendix VII. The majority of these
examinations fall under TVA examination requirement (EXRLQ) P05-01.

The scan plan printout is organized by examination requirement (EXREQ), by system,
and by drawing number. The scan plan also contains other useful information such as
feature number (i.e. weld number, component number, etc.), code category number,
examination type, and report number assigned to the NDE data sheet.



OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WAITS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER P0 BOX 800

10 1 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERICAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.

UNIT 1/CYCLE 0 PSI REPORT OF CLASS 1 AND CLASS 2
COMPONENTS



* NUTECH PRISIM *
* TENNESSEE VALLEY AUTHORITY *
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *
* ISI DATA BASE *
* REFERENCE CLUSTER LISTING
* DATA ELEMENT : EXREQ * PAGE 28 *. * REVISION 0000 *

* DATE 10/20/95 *

REFERENCE KEY DESCRIPTION

B01-01 AUGMENTED EXAMINATIONS OF STEAM GENERATOR TUBING : B01-01
EXAMINATION OF SG TUBING FOR AUGMENTED REQUIREMENTS

CATEGORY B-Q ITEMNO B16.20 SG TUBING
AUGMENTED EXAMINATION STATUS REPORT SG TUBING : B01-01

P01-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P01-01
ASME SECTION XI, 1974 EDITION THRU SUMMER 1975
THE 1974, SUMMER 1975 ADDENDA ASME SECTION XI

PRESERVICE EXAMINATION PROGRAM STATUS REPORT:PO1-01

P02-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P02-01
ASME SECTION XI, 1974 EDITION THRU SUMMER 1976
THE 1974, SUMMER 1976 ADDENDA ASME SECTION XI

PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P02-01

P03-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P03-01
ASME SECTION XI, 1977 EDITION THRU SUMMER 1978

THE 1977, SUMMER 1978 EDITION OF ASMSE SECTION XI
PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P03-01

P04-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P04-01
ASME SECTION XI, 1980 EDITION THRU 1981 ASME SECTION XI

THE 1980, WINTER 1981 EDITION OF ASME SECTION XI
PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P04-01

P05-01 COMPONENT LISTING AND IS[ 10 YEAR PLAN P05-01
ASME SECTION XI, 1986 EDITION FOR PRE-SERVICE EXAMS

THE 1986 EDITION OF ASME SECTION XI, PSI EXAMS
PRE-SERVICE EXAMINATION PROGRAM STATUS REPORT : P05-01

** * * * * * * * * * * * * * * * * * * * **C* * * * * * * * * * * * * *



*NUTECH PRISIM** NUTTENNESSEE VALLEY AUTHORITY ** WATTS BAR NUCLEAR POWER PLANT - UNIT I ** IS[ DATA BASE *
* REFERENCE CLUSTER LISTING
* DATA ELEMENT : EXREQ * PAGE 29 ** * REVISION 0000 ** * DATE 10/20/95 *

REFERENCE KEY DESCRIPTION

VOl-Ol VOLUNTARY EXAM COMPONENT LISTING V01-Ol
ASME SECTION XI, 1974 EDITION THROUGH AND INCLUDING

SUMMER 1975 ADDENDA, INTERVAL 01 ONLY
THIS PROGRAM CORRESPONDS TO EXAM REQUIREMENTS OF P01-01

V03-01 VOLUNTARY EXAM COMPONENT LISTING : V03-01
ASME SECTION XI, 1977 EDITION THROUGH AND INCLUDING

THE SUMMER 1978 ADDENDA, INTERVAL 01 ONLYTHIS PROGRAM CORRESPONDS TO EXAM REQUIREMENTS OF P03-01

** * * * * * * * * * * * ** * * * * * * * **,* ** * * * * * * * * * * *



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

PAGE 1
* REVISION 0000

DATE 12/01/95

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER : ISI-0005-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCS-012 PIPE B-J R00002728 PT 19830114 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B4. 5C SURF, LINEAR IND. RMVD.

R00002995 PT 19830923 PASS YES

FCV-62-069-BC VALBLTG B-G-2 R00001972 VT-1 19811229 PASS YES
B6. 9

FCV-62-070-BC VALBLTG B-G-2 R00001972 VT-1 19811229 PASS YES
B6. 9 R00006605 VT-1 19950715 PASS YES

62-638-BC VALBLTG B-G-2 R00001972 VT-1 19811229 FAIL NO LOOSE, MISS. BLTN RPLACD
B6. 9 R00002118 VT-1 19820305 PASS YES

62-640-BC VALBLTG B-G-2 R00001972 VT-1 19811229 FAIL NO LOOSE, MISS. BLTN RPLACD
B6. 9 R00002118 VT-1 19820305 PASS YES

62-659-BC VALBLTG B-G-2 R00001972 VT-1 19811229 FAIL NO LOOSE, MISS. BLTN RPLACD
B6. 9 R00002118 VT-1 19820305 PASS YES

62-660-BC VALBLTG B-G-2 R00001972 VT-1 19811229 FAIL NO LOOSE, MISS. BLTN RPLACD
B6. 9 R00002118 VT-1 19820305 PASS YES

68-580-BC VALBLTG B-G-2 R00001920 VT-1 19811210 PASS YES
B6. 9



NUTE
*W

*N
*W
*W
*K

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

0
*

*PAGE 2 *
* REVISION 0000 *
* flATF 1•/A1 /OL

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0005-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FCV-62-O84-BC VALBLTG B-G-2 R00003232 VT-1 19840120 PASS YES
B6. 9

VALBLTG B-G-2
B6. 9

R00005926 VT-1 19940114 PASS

PRISIM

62-661-BC



* NUTECH
*
*
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 3
* REVISION 0000 *
*DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0050-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVC-02-BC FLGBLTG B-G-2 R00004395 VT-1 19841012 PASS YES
B4.12

CVCF-B-T118-01 VALVE B-J R00003262 PT 19810615 PASS YES
-PIPE B4. 8

CVCF-B-T118-02 PIPE B-J RO0000482 PT 19841105 PASS YES
-TEE B4. 8

CVCF-B-T1I8-03 TEE B-J R00002403 *PT 19820505 PASS YES
-REDUCER B4. 8

CVCF-B-T118-0 TEE B-J R00003262 PT 19810615 PASS YES
-PIPE Bk. 8

CVCF-B-T118-05 PIPE B-J R00003262 PT 19810615 PASS YES
-ELBOW Bk. 8

CVCF-B-T118-06 ELBOW B-J R00002404 PT 19820505 PASS YES
-PIPE Bk. 8

CVCF-B-T118-07 PIPE B-J R00003262 PT 19810615 PASS YES
-VALVE Bk. 8

CVCF-B-T118-08 VALVE B-J R00002405 PT 19820505 PASS YES
-PIPE Bk. 8

CVCF-B-T118-09 PIPE B-J RO0002406 PT 19820505 PASS YES
-ELBOW Bk. 8

CVCF-B-T118-10 ELBOW B-J R0000517 PT 19841116 PASS YES
-PIPE B4. 8



* NUTE~T[
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTrRVAI * nn Drn 1A*n

PRISIM *

*PAGE 4 *

* DATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER IS1-0050-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T118-11 PIPE B-J R00002496 PT 19820907 PASS YES
-ELBOW B4. 8

CVCF-B-T118-12 ELBOW B-J R00002374 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T118-13 PIPE B-J R00002375 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T118-1 ELBOW B-J R00002376 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T118-15 PIPE B-J R00002377 PT 19820504 PASS YES
-ELBOW Bi. 8

CVCF-B-T118-16 ELBOW B-J R00002378 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T118-17 PIPE B-J R00002379 PT 19820504 PASS YES
-VALVE Bi. 8

CVCF-B-T118-18 VALVE B-J R00002380 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T118-19 PIPE B-J R00003264 PT 19820825 PASS YES
-ELBOW Bi. 8

CVCF-B-T118-20 ELBOW B-J R00002381 PT 19820504 PASS YES
-PIPE Bi. 8

CVCF-B-T118-21 PIPE B-J R00004483 PT 19841105 PASS YES
-TEE B4. 8



* NUTECH

* SYSTEM
* ISOMETRIC NUMBER

fr It It It ItItIt ****** *** *********** ******* **

FEATURE NUMBER

CVCF-B-T118-22

CVCF-B-T118-23

CVCF-B-T118-24

CVCF-B-T118-25

CVCF-B-T118-26

COMPONENT
DESCRIPT.

TEE
-REDUCER

TEE
-PIPE

PIPE
-REDUCER

REDUCER
-PIPE

PIPE
-FLANGE

CATGOR
ITEM N

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
Bi4. 8

B-J
B4t. 8

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISI-0050-C SHEET : 01

Y/ EXAMINATION CAL. CAL. EXAM EXAM
0. REPORT NO. REPORT NO. STD. TYPE DATE

R00003265 PT 19810301

R00002383 PT 19820501

ROOO02384 PT 1982050L

R00002385 PT 1982050L

R00002386 PT 19820501

I.

** * * * * * * * * * 4

PRISIM *

*PAGE 5 *
* REVISION 0000 *
* DATE 12/01/95 *

EXAM SEC XI RELIEF INDICATION INDICATION

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 00D PERIOD :3
*PAGE 6 *
*REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0050-C SHEET : 02

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVC-03-BC FLGBLTG B-G-2 R00004396 VT-1 19841012 PASS YES
Bi.12

CVCF-B-T183-01 ELBOW B-J R00002419 PT 19820505 PASS YES
-PIPE B4. 8

CVCF-B-T183-O1B ELBOW B-J R00002420 PT 19820505 PASS YES
-PIPE B4. 8

CVCF-B-T183-02 PIPE B-J R00002421 PT 19820505 PASS YES
-ELBOW B4. 8

CVCF-B-T183-03 ELBOW B-J R00003119 PT 19831024 PASS YES
-PIPE B4. 8 R00005698 PT 19901127 PASS YES

R00003118 VT-3 19831024 FAIL NO ARC STRIKE REMOVED

CVCF-B-T183-04 PIPE B-J R00002362 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T183-05 ELBOW B-J R00002363 PT 19820504 PASS YES
-PIPE Bi. 8

CVCF-B-T183rO06 PIPE B-J R00002364 PT 19820504 PASS YES
-ELBOW Bi. 8

CVCF-B-T183-07 ELBOW B-J R00002365 PT 19820504 PASS YES
-PIPE Bi. 8

CVCF-B-T183-08 PIPE B-J R00002366 PT 19820504 PASS YES
-VALVE Bi. 8

CVCF-B-T183-09 VALVE B-J R00002367 PT 19820504 PASS YES
-PIPE Bi. 8

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
* ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI : On PFR Inn 2

PRISIM *
*

*PAGE 7 *
*RFVIINm nnn *
* DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0050-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T183-10 TEE B-J R00002368 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T183-11 TEE B-J R00002369 PT 19820504 FAIL YES SURF, LINEAR IND. RMVD.
-REDUCER B4. 8 R00002528 PT 19821028 PASS YES

CVCF-B-T183-13 PIPE B-J R00003268 PT 19810114 PASS YES
-REDUCER B4. 8

CVCF-B-T183-14 REDUCER B-J R00002370 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T183-15 PIPE B-J R00002433 PT 19820507 PASS YES
-ELBOW B4. 8

CVCF-B-T183-16 ELBOW B-J R00002371 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T183-17 PIPE B-J R00002372 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T183-19 PIPE B-J R00002373 PT 19820504 PASS YES
-FLANGE B4. 8

CVCF-B-T208-01 VALVE B-J R00002409 PT 19820505 PASS YES
-PIPE B4. 8

CVCF-B-T208-02 PIPE B-J R00002410 PT 19820505 PASS YES
-TEE B4. 8

CVCF-B-T208-03 TEE B-J R00002411 PT 19820505 PASS YES
-REDUCER B4. 8



* * * * * *
* NUTECH
*
*
*
*

ii. It * * it * * * * * **************

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

***********•*************************
PR ISI M *

*

* PAGE 8 *
*REVISION 0000 *

* - *DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0050-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T208-O0 TEE B-J R00002412 PT 19820505 PASS YES
-PIPE B4. 8

CVCF-B-T208-05 PIPE B-J R00003276 PT 19810423 PASS YES
-VALVE Bt. 8

CVCF-B-T208-06 VALVE B-J R00002413 PT 19820505 PASS YES
-PIPE Bi. 8

CVCF-B-T208-07 PIPE B-J ROOOO2414 PT 19820505 PASS YES
-ELBOW Bi. 8

CVCF-B-T208-08 ELBOW B-J ROOOO2415 PT 19820505 PASS YES
-PIPE B4. 8

CVCF-B-T208-09 PIPE B-J R00002416 PT 19820505 PASS YES
-ELBOW Bi. 8

CVCF-B-T208-10 ELBOW B-J R00002417 PT 19820505 PASS YES
-PIPE Bi. 8

CVCF-B-T208-11 PIPE B-J R00002418 PT 19820505 PASS YES
-ELBOW Bi. 8

CVCW-02B PIPE B-J R00003393 PT 19840427 PASS YES
-PUMP B4. 8 R00003380 PT 19840402 FAIL YES SURF, LINEAR IND. RMVD.

PHYSIC DMG REPAIRED



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT. EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0050-C SHEET : 03

PRISIM

*PAGE 9 *
* REVISION 0000 *

DATE 12/01/95 -

FEATURE NUMBER

CVC-O4-BC

CVCF-B-T217-01

.CVCF-B-T217-02

CVCF-B-T217-03

CVCF-B-T217-04

CVCF-B-T217-05

CVCF-B-T217-06

CVCF-B-T217-07

CVCF-B-T217-08

CVCF-B-T217-09

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI

COMPONENT
DESCRIPT.

FLGBLTG

VALVE
-PIPE

PIPE
-TEE

TEE
-REDUCER

TEE
-PIPE

PIPE
-VALVE

VALVE
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

CATGORY/
ITEM NO.

B-G-2
B4.12

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00004397

R00003277

R00002346

R00003277

R00002347

R00003278

R00003278

R00002350

R00002351

R00002349

EXAM
TYPE

VT- 1

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19841012

19810608

19820504

19810608

19820504

19810423

19810423

19820504

19820504

19820504

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl
CRED IT

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

ELBOW B-J
-PIPE B4. 8

CVCF-B-T217-10 R00002343 PT 19820504 FAIL SURF, LINEAR IND. RMVD.



* NUTECH
*
*
*
*
*

************** * *** **** ** * *** * *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIH
* ** * * *

*
*

PAGE 10
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
ISOMETRIC NUMBER ISI-0050-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T217-10 ELBOW B-J R00002343A PT 19821029 PASS YES
-PIPE B4. 8

CVCF-B-T217-11 PIPE B-J R00002352 PT 19820504 PASS YES
-VALVE B4. 8

CVCF-B-T217-12 VALVE B-J R00002353 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T217-12A PIPE B-J R00002344 PT 19820504 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B4. 8 R00002344A PT 19821025 PASS YES

CVCF-B-T217-14 ELBOW B-J R00002354 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T217-15 PIPE B-J R00002355 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T217-16 ELBOW B-J R00002356 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T217-17 PIPE B-J R00002345 PT 19820504 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B4. 8 R00002345A PT 19821025 PASS YES

CVCF-B-T217-18 ELBOW B-J R00002348 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T217-19 PIPE B-J R00002357 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T217-20 ELBOW B-J R00002358 PT 19820504 PASS YES
-PIPE B4. 8



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P01-01 CYCLE : 00I*T-V I n
, • flju rLnILuuJ 3 lRLVI.,IUN 0000

DATE 12/01/95

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM -062
ISOMETRIC NUMBER ISI-0050-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T217-21 PIPE B-J R00002359 PT 19820504 PASS YES
-TEE B4. 8

CVCF-B-T217-22 TEE B-J R00003279 PT 19810305 PASS YES
-REDUCER B4. 8

CVCF-B-T217-23 TEE B-J R00002360 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T217-24 PIPE B-J R00002361 PT 19820504 PASS YES
-REDUCER B4. 8

CVCF-B-T217-25 REDUCER B-J R00002497 PT 19820907 PASS YES
-PIPE Bk. 8

CVCF-B-T217-26 PIPE B-J ROOOO2498 PT 19820907 PASS YES
-FLANGE Bk. 8

PRISIM

*PAGE 11 *



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE 12 *
DAREVISION 0000

DAE12/01/95

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062

ISOMETRIC NUMBER : ISI-0050-C SHEET : 04

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVC-05-BC FLGBLTG B-G-2 ROOOO398 VT-1 19841012 PASS YES
B4.12

CVCF-B-T225-01 VALVE B-J R00002425 PT 19820506 PASS YES
-PIPE B4. 8

CVCF-B-T225-02 PIPE B-J R00003282 PT 19801205 PASS YES
-TEE B4. 8

CVCF-B-T225-03 TEE B-J R00003282 PT 19801205 PASS YES
-REDUCER Bk. 8

CVCF-B-T225-Ok TEE B-J R00003282 PT 19801205 PASS YES
-PIPE Bk. 8

CVCF-B-T225-05 PIPE B-J R00003282 PT 19801205 PASS YES
-VALVE Bk. 8

CVCF-B-T225-06 VALVE B-J R00002426 PT 19820506 PASS YES
-PIPE Bk. 8

CVCF-B-T225-10 ELBOW B-J R00002434 PT 19820519 PASS YES
-PIPE B4. 8

CVCF-B-T225-12 ELBOW B-J R00002499 PT 19820907 PASS YES
-PIPE Bk. 8

CVCF-B-T225-13 PIPE B-J R00002387 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T225-1 ELBOW B-J R00002388 PT 19820504 PASS YES
-PIPE Bk. 8



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 13
REVISION 0000

*DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER ISI-0050-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC X1 RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T225-15 PIPE B-J R00002389 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T225-16 ELBOW B-J R00002390 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T225-17 PIPE B-J R00002391 PT 19820504 PASS YES
-VALVE B4. 8

CVCF-B-T225-18 VALVE B-J R00002392 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T225-19 PIPE B-J R00002393 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T225-20 ELBOW B-J R00002394 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T225-21 PIPE B-J R00002395 PT 19820504 PASS YES
-TEE B4. 8

CVCF-B-T225-22 TEE B-J R00002396 PT 19820504 PASS YES
-REDUCER B4. 8

CVCF-B-T225-23 TEE B-J R00002397 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T225-24 PIPE B-J R00002398 PT 19820504 PASS YES
-ELBOW B4. 8

CVCF-B-T225-25 ELBOW B-J R00002399 PT 19820504 PASS YES
-PIPE B4. 8
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM
itit * it it

*PAGE 1 *
i REVISION 0000 i

ii DATE 12/01/95

iSYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
i ISOMETRIC NUMBER ISI-0050-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T225-27 REDUCER B-J R00002401 PT 19820504 PASS YES
-PIPE B4. 8

CVCF-B-T225-28 PIPE B-J R00002402 PT 19820504 PASS YES
-FLANGE B4. 8



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTFPRVAI NN PFRI•f * 2

*
*

PAGE 15 *

DATE 12/01/95

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0075-A SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

LHX-1 VES SHL C-A R00003086 C00000585 WB-42 UT-0 19831018 PASS YES IS1-11
-VES HD C1.1 R00003053 C00000578 WB-42 UT-45 19831005 PASS YES IS1-11

R00003059 C00000579 WB-42 UT-45 19831007 PASS YES IS1-11

LHX-2 VES SHL C-A R00003087 C00000585 WB-42 UT-0 19831018 PASS YES IS1-11
-VES FLG C1.1 R00003054 C00000578 WB-42 UT-45 19831005 PASS YES IS1-11

R00003060 C00000579 WB-42 UT-45 19831007 PASS YES IS1-11

LHXH-1-IA VES IWA C-C R00003226 PT 19840116 PASS YES
-VES SHL C1.3

LHXH-2-IA VES IWA C-C R00003225 PT 19840116 PASS YES
-VES SHL C1.3

PRISIM



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 16 *
* REVISION 0000
* DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER IS1-0076-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

ELHX-1 VES HD C-A R00004409 C00000661 WB-07 UT-O 19841012 PASS YES IS1-11
-VES FLG C1.1 R00004411 C00000663 WB-07 UT-45 19841012 PASS YES IS1-11 GEOMETRIC NON-RELEVANT

0



*** ** * * 4* * * ******* *** ****** *** **** *** **4
* NUTECH
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI : nn Prpinn 2

PRISIM *
*

* PAGE 17 *e rw=c=nm nnnn
DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
*ISOMETRIC NUMBER ISI-0077-A SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. • EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHX-01 VES SHL C-A R00004441 C00000669 WB-54 UT-O 19841019 PASS YES
C1.1 R00004453 C00000671 WB-33 UT-O 19841019 PASS YES

R00004417 C00000667 WB-54 UT-45 19841023 PASS YES
R00004429 C00000668 WB-54 UT-45 19841024 PASS YES GEOMETRIC NON-RELEVANT
R00004466 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-02 VTUBSHT C-A R00004442 C00000669 WB-54 UT-O 19841019 PASS NO ISI-lO
-VES SHL C1.1 R00004454 C00000671 WB-33 UT-O 19&41019 PASS NO IS1-10

R00004418 C00000667 WB-54 UT-45 19841023 PASS NO ISI-10 GEOMETRIC NON-RELEVANT
R00004430 C00000668 WB-54 .UT-45 19841024 PASS NO ISI-10 GEOMETRIC NON-RELEVANT
R00004467 C00000674 WB-33 UT-45 19841024 PASS NO ISI-lO

RHX-03 VES SHL C-A R00004443 C00000669 WB-54 UT-O 19841019 PASS YES
-VTUBSHT C1.1 R00004455 C00000671 WB-33 UT-O 19841019 PASS YES

R00004419 C00000667 WB-54 UT-45 19841023 PASS YES GEOMETRIC NON-RELEVANT
R00004431 C00000668 WB-54 UT-45 19841024 PASS YES
R00004468 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-04 VES HD C-A R00004444 C00000670 WB-54 UT-O 19841023 PASS YES
-VES SHL C1.1 R00004456 C00000672 WB-33 UT-O 19841022 PASS YES

ROOOO420 C00000667 WB-54 UT-45 19841023 PASS YES GEOMETRIC NON-RELEVANT
R00004432 C00000668 WB-54 UT-45 19841024 PASS YES
R00004469 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-05 VES SHL C-A R00004445 C00000670 WB-54 UT-O 19841023 PASS YES
-VES HD C1.1 R00004457 C00000672 WB-33 UT-O 19841022 PASS YES

R00004421 C00000667 WB-54 UT-45 19841023 PASS YES GEOMETRIC NON-RELEVANT
R00004433 C00000668 WB-54 UT-45 19841024 PASS YES GEOMETRIC NON-RELEVANT
R00004470 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-06 VTUBSHT C-A R00004446 C00000670 WB-54 UT-O 19841023 PASS NO ISI-10
-VES SHL C1.1



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI •N PFrilnn 2

PRISIM *

PAGE 18

DATE 12/01/95

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER : ISI-0077-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHX-06 VTUBSHT C-A R00004458 C00000672 WB-33 UT-O 19841022 PASS NO ISI-10
-VES SHL C1.1 R00004422 C00000667 WB-54 UT-45 19841023 PASS NO IS -10 GEOMETRIC NON-RELEVANT

R00004434 C00000668 WB-54 UT-45 19841024 PASS NO ISI-10 GEOMETRIC NON-RELEVANT
R00004471 C00000674 WB-33 UT-45 19841024 PASS NO ISI-10

RHX-07 VES SHL C-A R00004447 C00000670 WB-54 UT-0 19841023 PASS NO ISI-10
-VTUBSHT C1.1 R00004459 C00000672 WB-33 UT-O 19841022 PASS NO SI-lO

R00004423 C00000667 WB-54 UT-45 19841023 PASS NO ISI-10
R00004435 C00000668 WB-54 UT-45 19841024 PASS NO ISI-10
R00004465 C00000673 WB-33 UT-45 19841025 PASS NO ISI-lO

RHX-08 VES HD C-A R00004448 C00000670 WB-54 UT-0 19841023 PASS YES
-VES SHL C1.1 R00004460 C00000672 WB-33 UT-O 19841022 PASS YES

R00004424 C00000667 WB-54 UT-45 19841023 PASS YES GEOMETRIC NON-RELEVANT
R00004436 C00000668 WB-54 UT-45 19841024 PASS YES GEOMETRIC NON-RELEVANT
R00004476 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-09 VES SHL C-A R00004449 C00000670 WB-54 UT-0 19841023 PASS YES
-VES HD C1.1 R00004461 C00000672 WB-33 UT-0 19841022 PASS YES

R00004425 C00000667 WB-54 UT-45 19841023 PASS YES GEOMETRIC NON-RELEVANT
R00004437 C00000668 WB-54 UT-45 19841024 PASS YES GEOMETRIC NON-RELEVANT
R00004472 C00000674 WB-33 UT-45 19841024 PASS YES

RHX-1O VTUBSHT C-A R00004450 C00000670 WB-54 UT-O 19841023 PASS NO ISI-10
-VES SHL C1.1 R00004462 C00000672 WB-33 UT-0 19841022 PASS NO ISI-10

R00004426 C00000667 WB-54 UT-45 19841023 PASS NO ISI-lO
R00004438 C00000668 WB-54 UT-45 19841024 PASS NO ISI-10 GEOMETRIC NON-RELEVANT
R00004473 C00000674 WB-33 UT-45 19841024 PASS NO IS1-10

RHX-11 VES SHL C-A R00004451 C00000670 WB-54 UT-0 19841023 PASS NO ISI-10
-VTUBSHT C1.1

~*1t * ** * * ** * *****~~ **** ******** ***** ** *************



NTENNESSEE VALLEY AUTHORITY*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P01-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

SYSTEM
ISOMETRIC NUMBER

I~*i

PAGE 19
REVISION 0000

* flATV 1~/A1 IOU. 44

CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
IS1-0077-A SHEET : 01

FEATURE NUMBER

RHX-11

RHX-12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

VES SHL C-A
-VTUBSHT C1.1

VES HD C-A
-VES SHL C1.1

R00004463
R00004427
R00004439
R00004474

R00004452
R00004464
R00004428
R00004440
R00004475

C00000672
C00000667
C00000668
C00000674

C00000670
C00000672
C00000667
C00000668
C00000674

WB-33
WB-54
WB-54
WB-33

WB-54
WB-33
WB-54
WB-54
WB-33

UT-O
UT-45
UT-45
UT-45

UT-0
UT-O
UT-45
UT-45
UT-45

19841022
19841023
19841024
19841024

19841023
19841022
19841023
19841024
19841024

PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS

INDICATION
RESOLUTION

IS 1-10
IS 1-10
IS 1-10
IS 1-10

GEOMETRIC NON-RELEVANT

-----------

PRISIM
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE 0: 0

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

*PAGE 20 *
* REVISION 0000 *

D.. .ATE 12101/09ni

SYSTEM
ISOMETRIC NUMBER

*R
CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISI-0118-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CCPH-1A-A-IA PUMPIWA C-E-1 R00003111 PT 19831021 PASS YES
C3.3

CCPH-1B-B-IA PUMPIWA C-E-1 R00003120 PT 19831024 PASS YES
C3.3

w
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 00 PERIOD : 3

PRISIM
0

*4*4*4*4*4*

*

*

PAGE 21
* REVISION 0000 *

* DATE 12/01/95 *

SYSTEM MSS MAIN STEAM SYSTEM - 001 ** ISOMETRIC NUMBER IS1-0011-C SHEET : 01 
*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-302-IA IWA C-E-1 R00004521 MT 19841119 PASS YES
C2.5

MSH-303-IA IWA C-E-1 R00004522 MT 19841119 PASS YES
C2.5



* * ** * *

*NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : POI-0l CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 22 *
REVISION 0000 *

* * DATE 12/01/95 *

SYSTEM : MSS MAIN STEAM SYSTEM - 001
* ISOMETRIC NUMBER : IS1-0011-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-342-IA IWA C-E-1 R00004560 MT 19841126 PASS YES
C2.5 R00004561 PT 19841127 PASS YES

MSH-343-IA IWA C-E-1 R00004559 MT 19841126 PASS YES
C2.5



NUTECH
it
*
it
it

INTFVAI An rr~an * 44nfl' I a IV"h nnnn
* DATE 12/01/95 *

SYSTEM MSS MAIN STEAM SYSTEM - 001
iISOMETRIC NUMBER ISI-0011-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-382-IA IWA C-E-1 R00004557 MT 19841126 PASS YES
C2.5

MSH-383-IA IWA C-E-1 R00004558 MT 19841126 PASS YES
C2.5

TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL : nn Droinn •

it

*PAGE 23 *

PRISIM



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

PRISIM

*PAGE 24 *

II InvpL- : UU PER IOD : 3 •REVISION 0000DATE 12/01/95

SYSTEM : MSS MAIN STEAM SYSTEM - 001 
**ISOMETRIC NUMBER : ISI-0011-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-422-IA IWA "C-E-1 R00004519 MT 19841119 PASS YES
C2.5

MSH-423-IA IWA C-E-1 R00004520 MT 19841119 PASS YES
C2.5

NUTECH
*

4*



* NUTECH

***************** ** ** ** ** * ******

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

PAGE 25
REVISION 0000
DATE 12/01/95

SYSTEM PZR RCS PRESSURIZER - 068* ISOMETRIC NUMBER CHM-2570-A SHEET :01 *

FEATURE NUMBER

WP-01

WP-02

WP-03

WP-04

WP-05

WP-06

WP-07

COMPONENT
DESCRIPT.

VES HD
-VES SHL

CATGORY/
ITEM NO.

B-B
B2. 1C

VES SHL B-B
-VES SHL B2. 1C

VES SHL B-B
-VES SHL B2. 1C

VES SHL B-B
-VES SHL B2. 1C

VES SHL B-B
-VES HD B2. 1C

VES LSH B-B
B2. 1L

VES LSH B-B
B2. 1L

WP-08 VES LSH B-B
B2. 1L

EXAMINATION CAL.
REPORT NO. REPORT NO.

R00000059
R00000059
R00000083

R00004615
R00000061
R00000061
R00000080

R00000063
R00000063
R00000079

R00000066
R00000066
R00000077

R00000058
R00000058
R00000067
R00000068
R00000075

R00000062
R00000062
R00000082

R00000060
R00000060
R00000081

C00000021
C00000030
C00000033

C00000022
C00000029
C00000033

C00000023
C00000029
C00000033

C00000024
C00000028
C00000032

C00000020
C00000026
C00000027
C00000031
C00000032

C00000022
C00000030
C00000033

C00000022
C00000029
C00000033

CAL. EXAM
STD. TYPE

SQ-41
SQ-41
SQ-41

SQ-41
SQ-41
SQ-41

SQ-41
SQ-41
SQ-41

SQ-41
SQ-41
SQ-41

SQ-41
BNP-79
SQ-41
BNP-79
SQ-41

SQ-41
SQ-41
SQ-41

SQ-41
SQ-41
SQ-41

UT-O
UT-45
UT-60

MT
UT-O
UT-45
UT-60

UT-O
UT-45
UT-60

UT-O
UT-45
UT-60

UT-0
UT-45
UT-45
UT-60
UT-60

UT-0
UT-45
UT-60

UT-0
UT-45
UT-60

EXAM
DATE

19790226
19790307
19790312

19841212
19790227
19790306
19790312

19790228
19790306
19790312

19790228
19790305
19790309

19781121
19790302
19790302
19790308
19790309

19790227
19790307
19790312

19790227
19790306
19790312

EXAM
RESULT

PASS
PASS
PASS

PASS
PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS

SEC XI
CREDIT

YES
YES
YES

YES
YES
YES
YES

YES
YES
YES

YES
YES
YES

YES
YES
YES
YES
YES

YES
YES
YES

YES
YES
YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

ARC STRIKE
ARC STRIKE

LAMINAR

LAMINAR

R00000064 C00000023

REMOVED
REMOVED

AMP < REF

AMP < REF

AMP < REFSQ-41 UT-O 19790228 PASS LAM INAR



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

PACE 26
REVISION 0000

* DATE 12/01/95

* SYSTEM PZR RCS PRESSURIZER - 068
* ISOMETRIC NUMBER CHM-2570-A SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

WP-08 VES LSH B-B R00000064 C00000029 SQ-41 UT-45 19790306 PASS YES
B2. 1L R00000078 C00000032 SQ-41 UT-60 19790309 PASS YES

WP-09 VES LSH B-B R00000065 C0000002D 4 SQ-41 UT-0 19790228 PASS YES
B2. 1L R00000065 C00000028 SQ-41 UT-45 19790305 PASS YES

R00000076 C00000032 SQ-41 UT-60 19790309 PASS YES

WP-1O VES NOZ B-D R00000085 C00000036 SQ-41 UT-0 19790314 PASS YES
-VES HD B2. 2 R00000085 C00000037 SQ-41 UT-45 19790314 PASS YES

R00000086 C00000038 SQ-41 UT-60 19790314 PASS YES

WP-1O-IR VES NIR B-D R00004706 C00000687 SQ-42 UT-60 19850207 PASS YES
B2. 2

WP-1O-SE V SFEND B-F R00000094 C00000047 WB-10 UT-0 19790615 PASS YES
-VES NOZ B2. 4 R00001221 C00000353 WB-10 UT-45 19800404 PASS YES

WP-11 VES HD B-D R00000057 C00000019 BNP-79 UT-0 19781121 PASS YES
-VES NOZ B2. 2 R00000057 C00000025 BNP-79 UT-45 19790301 PASS YES

R00000069 C00000031 BNP-79 UT-60 19790308 PASS YES

WP-11-IR VES NIR B-D R00004708 C00000686 BNP-79 UT-60 19850204 PASS YES
B2. 2

WP-11-SE VES NOZ B-F R00001438 PT 19810813 PASS YES
-V SFEND B2. 4 R00003461 000000642 WB-17 UT-45 19840523 PASS YES

WP-12 VES HD B-D R00000053 C00000019 BNP-79 UT-0 19781121 PASS YES
-VES NOZ B2. 2 R00000053 C00000025 BNP-79 UT-45 19790301 PASS YES

R00000073 C00000031 BNP-79 UT-60 19790308 PASS YES

WP-12-IR VES NIR B-D R00004707 C00000686 BNP-79 UT-60 19850204 PASS YES
B2. 2

PRISIM



* *** ***0
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PFRIOO -

PRISIM

DATE 12/01/95

* SYSTEM PZR RCS PRESSURIZER - 068 *
*ISOMETRIC NUMBER CHM-2570-A SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

----------------------------------------------------------------------------------- ---- = ====== ===

WP-12-SE VES NOZ B-F R00001439 PT 19810813 PASS YES
-V SFEND B2. 4 RO0001l45 C00000415 WB-29 UT-0 19810813 PASS YES

R00001446 C00000416 WB-29 UT-45 19810814 PASS YES

WP-13 VES HD B-D R00000054 C00000019 BNP-79 UT-0 19781121 PASS YES
-VES NOZ B2. 2 R00000054 C00000025 BNP-79 UT-45 19790301 PASS YES

R00000072 C00000031 BNP-79 UT-60 19790308 PASS YES

WP-13-IR VES NIR B-D R00004705 C00000688 BNP-79 UT-60 19850201 PASS YES
B2. 2

WP-13-SE VES NOZ B-F R00001440 PT 19810813 PASS YES
-V SFEND B2. 4 R00001447 C00000415 WB-29 UT-O 19810813 PASS YES

R00001448 C00000416 WB-29 UT-45 19810814 PASS YES

WP-14 VES HD B-D R00000055 C00000019 BNP-79 UT-0 19781121 PASS YES
-VES NOZ B2. 2 R00000055 C00000025 BNP-79 UT-45 19790301 PASS YES

R00000071 C00000031 BNP-79 UT-60 19790308 PASS YES

WP-14-IR VES NIR B-D R00004704 C00000688 BNP-79 UT-60 19850201 PASS YES
B2. 2

WP-14-SE VES NOZ B-F R00001441 PT 19810813 PASS YES
-V SFEND B2. 4 R00001449 C00000415 WB-29 UT-0 19810813 PASS YES

R00001450 C00000416 WB-29 UT-45 19810814 PASS YES

WP-15 VES HD B-D R00000056 C00000019 BNP-79 UT-O 19781121 PASS YES
-VES NOZ B2. 2 R00000056 C00000025 BNP-79 UT-45 19790301 PASS YES

R00000070 C00000031 BNP-79 UT-60 19790308 PASS YES

WP-15-IR VES NIR B-D R00004703 C00000689 BNP-79 UT-60 19850131 PASS YES
B2. 2

*
*

*PAGE 27 *
*RFVIRION flfNll
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD 3

0
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*PAGE 28 *
* RFVISION AnNN *
•DATE 12/01/95

• SYSTEM PZR RCS PRESSURIZER - 068 f
* ISOMETRIC NUMBER CHM-2570-A SHEET :1 ft

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

WP-15-SE VES NOZ B-F R00001442 PT 19810813 PASS YES
-V SFEND B2. 4 R00001451 C00000415 WB-29 UT-O 19810813 PASS YES

R00001452 C00000416 WB-29 UT-45 19810814 PASS YES



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

* PAGE 29 *
*REVISION 0000 *
* REVISION10000
* DATE 12/01h/95

SYSTEM PZR RCS PRESSURIZER - 068
*ISOMETRIC NUMBER CHM-2570-A SHEET 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-O1 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-02 VES PEN B-E R00003386 VT-2 19811204 PASS YES
B2. 3

HP-03 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-04 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-05 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-06 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-07 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-08 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-09 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-10 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-11 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3



* NUTECH
.1* TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* SYSTEM PZR RCS PRESSURIZER - 068 *
*ISOMETRIC NUMBER CHM-2570-A SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-12 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-13 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-14 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-15 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-16 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-17 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-18 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-19 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-20 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-21 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-22 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

PRISIM

* PAGE 30
* REVISION 0000
* DATE 12/01/95 *
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* SYSTEM PZR RCS PRESSURIZER - 068
* ISOMETRIC NUMBER CHM-2570-A SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL.
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

HP-23

HP-24

HP-25

HP-26

HP-27

HP-28

HP-29

HP-3O

HP-31

HP-32

HP-33

VES PEN B-E R00003386
B2. 3

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

VES PEN

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

B-E
B2.

R00003386

R00003386

R00003386

R00003386

R00003386

R00003386

R00003386

R00003386

R00003386

R00003386

EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAM EXAM EXAM

TYPE DATE RESULT

VT-2 19811024 PASS

VT-2

VT-2

-VT-2

VT-2

VT-2

VT-2

VT-2

VT-2

VT-2

VT-2

19811024

19811024

19811024

19811024

19811024

19811024

19811024

19811024

19811024

19811024

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

0
PRISIM

* PAGE 31 *
* REVISION 0000 *
* DATE 12/01/95 *

- - - - - - - - - - -



* NUTECH
*
*
*
*
*

**************** * * ** ** ** * ********,

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

PAGE 32
REVISION 0000
DATE 12/01/95

* SYSTEM PZR RCS PRESSURIZER - 068 ** ISOMETRIC NUMBER CHM-2570-A SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-34 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-35 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-36 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-37 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-38 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-39 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-40 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-41 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-42 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-43 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-44 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* SYSTEM PZR RCS PRESSURIZER - 068 ** ISOMETRIC NUMBER CHM-2570-A SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE. DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-45 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-46 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-47 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-48 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-49 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-50 VES PEN B-E R00003386. VT-2 19811024 PASS YES
B2. 3

HP-51 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-52 VES PEN B-E R00003386 VT-2 19811024 PASS- YES
B2. 3

HP-53 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-54 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-55 VES PEN B-E R00003386. VT-2 19811024 PASS YES
B2. 3

0
PRISIM

*PAGE 33 *
* REVISION 0000



4+ NUTECH
4+
4+
4+
4+

***4+***4+4+4+*4+4+**4+4+*4+4+4+***4+*****~~~

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00D PERIOD 3

PRISIM

PAGE 34
REVISION 0000

DATE 12/01/95

SYSTEM PZR RCS PRESSURIZER - 068
4ISOMETRIC NUMBER CHM-2570-A SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-56 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-57 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-58 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-59 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-60 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-61 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-62 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-63 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-64 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-65 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-66 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

I *4+4+4+4+4+
4+
4+

* ** **4+ * * ** * * * * * * ***4+ *

*N



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : O0 PERIOD : 3

PRISIM

* PAGE 35 *
* REVISION 0000 *
* DATE 12/01/95 *

SYSTEM PZR RCS PRESSURIZER - 068 *
* ISOMETRIC NUMBER CHM-2570-A SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-67 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-68 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-69 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-70 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-71 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-72 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-73 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-74 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-75 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-76 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

HP-77 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3

cr'
cit



NUTECH
** * * * **** ****** **** ********* ********* *** **** ** *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS. REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 36
* REVISION 0000
*DATE 12/01/95 *

* SYSTEM : PZR RCS PRESSURIZER - 068 *
* ISOMETRIC NUMBER : CHM-2570-A SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

HP-78 VES PEN B-E R00003386 VT-2 19811024 PASS YES
B2. 3



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : PO1-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 37 *
* REVISION 0000 *

* " * DATE 12/01/95 *

* SYSTEM PZR RCS PRESSURIZER - 068 *
* ISOMETRIC NUMBER CHM-2570-A SHEET: 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-MWCB-01 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-02 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-03 MW BLTG B-G-2 R00006182 VT-i 19940727 PASS YES
B2.11

1-MWCB-04 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-05 MW BLTG B-G-2 R00006182 VT-i 19940727 PASS YES
B2.11

1-MWCB-06 MW BLTG B-0-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-07 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-08 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-09 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-iO MW BLTG B-0-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-11 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITYWATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 38 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM PZR RCS PRESSURIZER - 068
*ISOMETRIC NUMBER CHM-2570-A SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-MWCB-12 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-13 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-i1 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-15 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11

1-MWCB-16 MW BLTG B-G-2 R00006182 VT-1 19940727 PASS YES
B2.11



* ft* NUTECH
PRISIM

PAGE 39
* REVISION 0000

DATE 12/01/95 f

* SYSTEM PZR RCS PRESSURIZER - 068
ISOMETRIC NUMBER CHM-2570-A SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

WP-17 VSUP SK B-H R00000084 C00000034 WB-14 UT-O 19790313 PASS YES
B2. 8S R00000084 C00000035 WB-14 UT-45 19790313 PASS YES

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3



* NUTECH
It It It ** It tIt*******

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 40 *
* REVISION 0000 *
*DATE 1•/•1/'j

* SYSTEM RCP REACTOR COOLANT PUMP -068 *
* ISOMETRIC NUMBER ISI-0048-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-RCP-I-INT PUMPINT B-L-2 R00002547 VT-1 19781208 PASS YES
B5. 7

1-RCP-3-INT PUMPINT B-L-2 R00002548 VT-1 19781122 FAIL YES ARC STRIKE REMOVED
B5. 7 R00002548A VT-1 19781122 PASS YES

1-RCW-RCP-1 PUMPCW B-L-1 R00002050 PT 19820202 PASS YES IS1-09
B5. 6

1-RCW-RCP-2 PUMPCW B-L-1 R00002048 PT 19820128 PASS YES ISI-09
B5. 6

1-RCW-RCP-3 PUMPCW B-L-1 R00002049 PT 19820201 PASS YES ISI-09
B5. 6

1-RCW-RCP-4 PUMPCW B-L-1 R00002051 PT 19820204 PASS YES ISI-09
B5. 6



* NUTECH
*K TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
IS DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* ** * * *
*
*

*PAGE 41 *
* REVISION 0000 *

*DATE 12/01h/95 *

* SYSTEM RCP REACTOR COOLANT PUMP -068 ** ISOMETRIC NUMBER IS1-0446-C SHEET :01 *
*•

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCPH-1-1 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-1-2 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-1-3 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-2-1 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-2-2 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-2-3 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-3-1 PMP SUP B-K-2 R00002098 VT-3 19830908 PASS YES
B5. 5

RCPH-3-2 PMP SUP B-K-2 R00002098 VT-3 19830908 PASS YES
B5. 5

RCPH-3-3 PMP SUP B-K-2 R00002098 VT-3 19830908 PASS YES
B5. 5

RCPH-4-1 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

RCPH-4-2 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5

PRISIM

% ftft I* It *****



****4**44@JSI&44J&J44&J4SSS&S4&J44&SJLAASSSaaaSJ&JUJLJLJLJLaMSJ.JLALALALALJLALALJLALJLALJLJLJLALALALALJL

* NUTECH
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 0 PERIOD :3

PRISIM

* PAGE 42 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : RCP REACTOR COOLANT PUMP - 068 *
* ISOMETRIC NUMBER : ISI-0446-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCPH-4-3 PMP SUP B-K-2 R00002098 VT-3 19820201 PASS YES
B5. 5



e NUTECH TENNESSEE VALLEY AUTHORITY
if WATTS BAR NUCLEAR POWER PLANT - UNIT 1
iISI 

DATA BASE
iPOST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P01-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

***ifif**if**if*if*if*if****if*44.*44

PRISIM

ePAGE 43 *

* REVISION 0000 *
• DATE 12/01/95 e

SYSTEM RCP REACTOR COOLANT PUMP - 068 iISOMETRIC NUMBER ISI-0447-C SHEET : 01

FEATURE NUMBER

RCP1CSABLT-01

RCP1CSABLT-02

RCPlCSABLT-03

RCP1CSABLT-04

RCPlCSABLT-05

RCPlCSABLT-06

RCPlCSABLT-07

RCP1CSABLT-08

RCP1MFBLT-01

RCP1MFBLT-02

RCP1MFBLT-03

COMPONENT
DESCRIPT.

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

CATGORY/
ITEM NO.

B-G-2
B5. 9

B-G-2
B5. 9

B-G-2
B5. 9

B-G-2
B5. 9

B-G-2
BS. 9

B-G-2
B5. 9

B-G-2
BS. 9

B-G-2
BS. 9

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00005094

R00005094

R00005094

R00005094

R00005094

R00005094

R00005094

R00005094

R00000395 C00000126 WB-26

R00000396 000000126 WB-26

R00000397 C00000126 WB-26

EXAM
TYPE

VT- 1

VT- 1

VT- 1

VT- 1

VT- 1

VT- 1

VT- 1

VT- 1

UT-0

UT-0

UT-0

EXAM EXAM
DATE RESULT

19900508 PASS

19900508 PASS

19900508 PASS

19900508 PASS

19900508 PASS

19900508 PASS

19900508 PASS

19900508 PASS

19790523 PASS

19790523 PASS

19790523 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

-----------



* NUTECH

SYSTEM RCP REACTOR COOLANT PUMP - 068
* ISOMETRIC NUMBER ISI-0447-C SHEET : 01

vu : 3

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : D0

INTFrVAI n n Drn nn -

If

FEATURE NUMBER

RCPlMFBLT-04

RCP1MFBLT-05

RCPlMFBLT-06

RCP1MFBLT-07

RCP1MFBLT-08

RCP1MFBLT-09

RCP1MFBLT-10

RCP1MFBLT-11

RCP1MFBLT-12

RCP1MFBLT-13

COMPONENT
DESCRIPT.

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

CATGORY/ EXAMINATION CAL. CAL. EXAM
ITEM NO. REPORT NO. REPORT NO. STD. TYPE

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G- 1
B5. 1

R00000398

R00000399

R00000400

R00000401

R00000402

R00000403

R00000404

R00000405

R00000406

R00000407

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

UT-O

UT-0

UT-0

UT-O

UT-0

UT-O

UT-O

UT-O

UT-O

UT-O

EXAM EXAM SEC XI RELIEF INDICATION INDICATION
DATE RESULT CREDIT REQST. TYPE RESOLUTION

19790523

19790523

19790523

19790523

19790523

19790523

19790523

19790523

19790523

19790523

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

RCP1MFBLT-14 PMPBLTG B-G-1 R00000408 C00000126 WB-26 UT-0 19790523 PASS
B5.. 1

PRISIM

*PAGE 44
* REVISION 0000 *

* DATE 12/01/95

ý it It 4

-----------



*
* NUTE~'
*
*
*
*
*
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 45 *
* REVISION 0000 *

*DATE 12/01/95 *
* SYSTEM RCP REACTOR COOLANT PUMP - 068 ,* ISOMETRIC NUMBER ISI-0447-C SHEET : 01

FEATURE NUMBER

RCPlMFBLT-15

RCPlMFBLT-16

RCP1MFBLT-17

RCPlMFBLT-18

RCP1MFBLT-19

RCPlMFBLT-20

RCPlMFBLT-21

RCPlMFBLT-22

RCPlMFBLT-23

RCP1MFBLT-24

RCPISLlBLT-01

COMPONENT
DESCRIPT.

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

PMPBLTG

CATGORY/ EXAMINATION CAL. CAL.
ITEM NO. REPORT NO. REPORT NO. STD.

-== = == = - - - - -

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G- 1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-1
B5. 1

B-G-i
B5. 1

B-G-i
B5. 1

R00000409

R00000410

R00000411

R00000412

R00000413

R00000414

R00000415

R00000416

R00000417

R00000418

C00000126

C00000126

000000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

C00000126

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

WB-26

PMPBLTG B-G-2 R00005093
B5. 9

EXAM EXAM
TYPE DATE

UT-0 19790523

UT-0 19790523

UT-0 19790523

.UT-O 19790523

UT-O 19790523

UT-0 19790523

UT-O 19790523

UT-0 19790523

UT-0 19790523

UT-O 19790523

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

VT-1 19900508 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

-------------------

------ w-ww--w-www ---



* NUTECH
*

*
*
*

*
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* DATE 12/01/95

* SYSTEM RCP REACTOR COOLANT PUMP -068 *
ISOMETRIC NUMBER ISI-0447-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCPlSLIBLT-02 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPlSLlBLT-03 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPlSLlBLT-04 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPlSLlBLT-05 PMPBLTG B-G-2 R00005093 VT-i 19900508 PASS YES
B5. 9

RCPISLlBLT-06 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

R.CPISLiBLT-07 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPISLlBLT-08 PMPBLTG B-G-2 R00005093 VT-i 19900508 PASS YES
B5. 9

RCPiSLiBLT-09 PMPBLTG B-G-2 R00005093 VT-I 19900508 PASS YES
B5. 9

RCPlSLlBLT-10 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPISLlBLT-11 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

RCPlSLlBLT-12 PMPBLTG B-G-2 R00005093 VT-1 19900508 PASS YES
B5. 9

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00I NTERVAI a -00 D EDtInn

*

*

*PAGE 46 *

PRISIM



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 47
REVISION 0000

SYSTEM RCP REACTOR COOLANT PUMP - 068
*ISOMETRIC NUMBER IS1-0447-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP2CSABLT-01 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-02 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-03 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-O4 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-05 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-06 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2CSABLT-07 PMPBLTG B-G-2 R00005096 VT-i 19900508 PASS YES
B5. 9

RCP2CSABLT-08 PMPBLTG B-G-2 R00005096 VT-1 19900508 PASS YES
B5. 9

RCP2MFBLT-01 PMPBLTG B-G-1 R00000371 C00000125 WB-26 UT-0 19790522 PASS YES
B5. 1

RCP2MFBLT-02 PMPBLTG B-G-1 R00000372 C00000125 WB-26 UT-0 19790522 PASS YES
B5. 1

RCP2MFBLT-03 PMPBLTG B-G-1 R00000373 C00000125 WB-26 UT-0 19790522 PASS YES
B5. 1

** * * * * * ** ************** *******



* NUTECH
** * ** * * * ********* ***** 4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD 3

** * * * ** * ** * ** *** * ** * **44

PRISIM

*PAGE 48 *
*RFVIS ION 000

DATE .12/01/95 *

SYSTEM : RCP REACTOR COOLANT PUMP - 068
*ISOMETRIC NUMBER : IS1-0447-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP2MFBLT-04 PMPBLTG B-G-1 R00000374 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

B-G-1 R00004811 MT 19860606 PASS YES
B5. 2 R00004810 VT-1 19860606 PASS YES

RCP2MFBLT-05 PMPBLTG B-G-1 R00000375 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

RCP2MFBLT-06 PMPBLTG B-G-i R00000376 C00000125 WB-26 UT-O 19790522 PASS YES
BS. 1

RCP2MFBLT-07 PMPBLTG B-G-1 R00000377 C00000125 WB-26 UT-a 19790522 PASS YES
B5. 1

RCP2MFBLT-08 PMPBLTG B-G-1 R00000378 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

RCP2MFBLT-09 PMPBLTG B-G-1 R00000379 C00000125 WB-26 UT-C 19790522 PASS YES
B5. 1

RCP2MFBLT-10 PMPBLTG B-G-1 R00000380 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

RCP2MFBLT-11 PMPBLTG B-G-1 R00000381 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

RCP2MFBLT-12 PMPBLTG B-G-1 R00000382 C00000125 WB-26 UT-O 19790522 PASS YES
B5. 1

RCP2MFBLT-13 *PMPBLTG B-G-1 R00000383 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1



* NUTECH
*
*

*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

** ** * * * * * * * * * * * * **

PRISIM *

•PAGE 49 *•REVISION 0000 *

*DATE 12/01/95 *

SYSTEM RCP REACTOR COOLANT PUMP - 068 *• ISOMETRIC NUMBER IS1-0447-C SHEET : 01 
*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP2MFBLT-14 PMPBLTG B-G-1 R00000384 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-15 PMPBLTG B-G-1 R00000385 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-16 PMPBLTG B-G-1 R00000386 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP2MFBLT-17 PMPBLTG B-G-1 R00000387 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-18 PMPBLTG B-G-1 R00000388 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP2MFBLT-19 PMPBLTG B-G-1 R00000389 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-20 PMPBLTG B-G-1 R00000390 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-21 PMPBLTG B-G-1 R00000391 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2MFBLT-22 PMPBLTG B-G-1 R00000392 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

B-G-I R00004812 MT 19860609 PASS YES
B5. 2 R00004813 VT-1 19860609 PASS YES

RCP2MFBLT-23 PMPBLTG B-G-1 R00000393 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY PRISIM *
WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *

ISI DATA BASE *
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00 * PAGE 50INTERVAL O n PFRI•fl * RrVtIfIN "AAA

* * DATE 12/01/95 *

* SYSTEM : RCP REACTOR COOLANT PUMP - 068
* ISOMETRIC NUMBER : IS1-0447-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP2MFBLT-24 PMPBLTG B-G-1 R00000394 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP2SLIBLT-01 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SLlBLT-02 PMPBLTG B-G-2 R00005095 VT-i 19900508 PASS YES
B5. 9

RCP2SLlBLT-03 PMPBLTG B-G-2 R00005095 VT-I 19900508 PASS YES
B5. 9

RCP2SLIBLT-04 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SLIBLT-05 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SL1BLT-06 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SL1BLT-07 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SLiBLT-08 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SLIBLT-09 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SLlBLT-10 PMPBLTG B-G-2 R00005095 VT-i 19900508 PASS YES
B5. 9



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM

** ** * * * *** * * ***** *** *

* PAGE 51
* REVISION 0000

-- *DATE 12/01/95 *

* SYSTEM RCP REACTOR COOLANT PUMP - 068
* ISOMETRIC NUMBER IS1-0447-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP2SLIBLT-11 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP2SL1BLT-12 PMPBLTG B-G-2 R00005095 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-0I PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-02 PMPBLTG B-G-2 R00005098 VT-i 19900508 PASS YES
B5. 9

RCP3CSABLT-03 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-04 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-05 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-06 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-07 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3CSABLT-08 PMPBLTG B-G-2 R00005098 VT-1 19900508 PASS YES
B5. 9

RCP3MFBLT-01 PMPBLTG B-G-1 R000004•3 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

*
*
*

*W



* NUT TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI : A•n Prinn 2
* DATE 12/01/95 *

* SYSTEM RCP REACTOR COOLANT PUMP - 068 *
* ISOMETRIC NUMBER ISI-0447-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP3MFBLT-02 PMPBLTG B-G-1 R00000444 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP3MFBLT-03 PMPBLTG B-G-1 R00000445 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-04 PMPBLTG B-G-1 R00000446 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-05 PMPBLTG B-G-1 R00000447 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-06 PMPBLTG B-G-1 ROOOOO48 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-07 PMPBLTG B-G-1 R00000449 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-08 PMPBLTG B-G-1 R00000450 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-09 PMPBLTG B-G-1 R00000451 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-10 PMPBLTG B-G-1 R00000452 C00000126 WB-26 UT-0 19750523 PASS YES
B5. 1

RCP3MFBLT-11 PMPBLTG B-G-1 R00000453 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-12 PMPBLTG B-G-i R00000454 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

tl***** ** * * *+ t*
PRISIM *

*PAGE 52 *



* NUTECH
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*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

- -*-4-4-4- - - -a-a-a--a-a-a-a-a-a-a-a-a- -

PRISIM

PAGE 53
* REVI.SION 0000 *
DATE 12/01/95 *

* SYSTEM RCP REACTOR COOLANT PUMP - 068

ISOMETRIC NUMBER ISI-0O47-C SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP3MFBLT-13 PMPBLTG B-G-1 R00000455 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-14 PMPBLTG B-G-1 R00000456 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-15 PMPBLTG B-G-1 R00000457 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP3MFBLT-16 PMPBLTG B-G-1 R00000458 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP3MFBLT-17 PMPBLTG B-G-1 R00000459 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-18 PMPBLTG B-G-1 R00000460 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-19 PMPBLTG B-G-i RO0000461 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-2O PMPBLTG B-G-i R00000462 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-21 PMPBLTG B-G-1 R00000463 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-22 PMPBLTG B-G-1 R00000464 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3MFBLT-23 PMPBLTG B-G-1 R00000465 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL :00 PERIOD

4***41*41****41*41****41**4141**********41*** 0
PRISIM

41 PAGE 54 4

* DATE 12/01/95 *

SYSTEM RCP REACTOR COOLANT PUMP - 068
*ISOMETRIC NUMBER ISI-0447-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP3MFBLT-24 PMPBLTG B-C-1 R00000466 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP3SLIBLT-Ol PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-02 PMPBLTG B-G-2 R100005097 VT-i 19900508 PASS YES
B5. 9

RCP3SLIBLT-03 PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-04 PMPBLTG B-G-2 R00005097 VT-i 19900508 PASS YES
B5. 9

RCP3SLIBLT-05 PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-06 PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-07 PMPBLTG B-G-2 R00005097 VT-i 19900508 PASS YES
B5. 9

RCP3SLIBLT-08 PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-09 PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9

RCP3SLIBLT-1D PMPBLTG B-G-2 R00005097 VT-1 19900508 PASS YES
B5. 9



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 55 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM RCP REACTOR COOLANT PUMP -068 *
* ISOMETRIC NUMBER ISI-0447-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP3SL1BLT-11 PMPBLTG B-G-2 R00005097 VT-i 19900508 PASS YES
B5. 9

RCP3SL1BLT-12 PMPBLTG B-G-2 R00005097 VT-i 19900508 PASS YES
B5. 9

RCP4CSABLT-01 PMPBLTG B-G-2 R00005100 VT-i 19900508 PASS YES
B5. 9

RCP4CSABLT-02 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-03 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-04 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-05 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-06 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-07 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4CSABLT-08 PMPBLTG B-G-2 R00005100 VT-1 19900508 PASS YES
B5. 9

RCP4MFBLT-01 PMPBLTG B-G-1 R00000419 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00C PERIOD 3

• DATE 12/01/95

SYSTEM RCP REACTOR COOLANT PUMP - 068
*ISOMETRIC NUMBER ISI-0447-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP4MFBLT-02 PMPBLTG B-G-1 R00000420 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-03 PMPBLTG B-G-1 R0000021 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-0 PMPBLTG B-G-1 R00000422 C00000126 WB-26 UT-O. 19790523 PASS YES
B5. 1

RCP4MFBLT-05 PMPBLTG B-G-1 R00000423 C00000126 WB-26 .UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-06 PMPBLTG B-G-1 R00000424 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-07 PMPBLTG B-G-1 R00000425 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-08 PMPBLTG B-G-i R00000L26 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-09 PMPBLTG B-G-1 R00000427 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-10 PMPBLTG B-G-1 R00000428 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-11 PMPBLTG B-G-1 R00000429 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-12 PMPBLTG B-G-1 RO000430 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

PRISIM

* PAGE 56
* REVISION 0000 *



* NUTE~m
*
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*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

PRISIM
*

*PAGE 57 *
INTERVAL : 00 PERIOD : 3* REVISION 0000DATE 12/01/95 *

* SYSTEM : RCP REACTOR COOLANT PUMP - 068 ** ISOMETRIC NUMBER : ISI-0447-C SHEET : 01 
*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP4MFBLT-13 PMPBLTG B-G-1 R00000431 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-I4 PMPBLTG B-G-1 R00000432 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-15 PMPBLTG B-G-1 R00000433 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-16 PMPBLTG B-G-1 RO0000434 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-17 PMPBLTG B-G-1 R00000435 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-18 PMPBLTG B-G-1 R00000436 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-19 PMPBLTG B-G-1 R00000437 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-20 PMPBLTG B-G-1 R00000438 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-21 PMPBLTG B-G-1 R00000439 C00000126 WB-26 UT-0 19790523 PASS YES
B5. 1

RCP4MFBLT-22 PMPBLTG B-G-1 RO00004O0 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4MFBLT-23 PMPBLTG B-G-1 R00000441 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTFRVAI fin PrRInn •

PRISIM *

*PAGE 58 *

DATE 12/01/95

• SYSTEM : RCP REACTOR COOLANT PUMP - 068
* ISOMETRIC NUMBER : IS1-0447-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP4MFBLT-24 PMPBLTG B-G-1 R00000442 C00000126 WB-26 UT-O 19790523 PASS YES
B5. 1

RCP4SL1BLT-01 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SL1BLT-02 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SL1BLT-03 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SLiBLT-04 PMPBLTG B-G-2 R00005099 VT-i 19900508 PASS YES
B5. 9

RCP4SLIBLT-05 PMPBLTG B-G-2 R00005099 VT-i 19900508 PASS YES
B5. 9

RCP4SLIBLT-06 PMPBLTG B-G-2 R00005099 VT-i 19900508 PASS YES
B5. 9

RCP4SLiBLT-07 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCPUSLiBLT-08 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SLiBLT-09 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SL1BLT-IO PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9



**4**4*4**1 *

SNUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* *4*4* * *
*
*
4*

4 PAGE 59
* REVISION 0000

* DATE 12/01/95

SYSTEM RCP REACTOR COOLANT PUMP -068
* ISOMETRIC NUMBER ISI-0447-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCP4SL1BLT-11 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

RCP4SL1BLT-12 PMPBLTG B-G-2 R00005099 VT-1 19900508 PASS YES
B5. 9

PRISIN



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI & 00l ornn I An

PRISIM

PAGE 60

* * DATE 12/01/95

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER ISI-0365-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FCV-68-332-BC VALBLTG B-G-2 R00001919 VT-1 19811209 PASS YES
B6. 9

FCV-68-333-BC VALBLTG B-G-2 R00001919 VT-1 19811209 PASS YES
B6. 9

PCV-68-334-BC VALBLTG B-G-2 R00001919 VT-i 19811209 PASS YES
B6. 9

PCV-68-340A-BC VALBLTG B-G-2 R00001919 VT-i 19811209 PASS YES
B6. 9

RC-O1-BC FLGBLTG B-G-2 R00004386 VT-i 19841011 FAIL YES THRD ENGAGE BLTNG TGHTN
B4.12 R00004562 VT-1 19841127 PASS YES

RC-02-BC FLGBLTG B-G-2 R00004387 VT-1 19841011 PASS YES
B4.12

RC-03-BC FLGBLTG B-G-2 R00004388 VT-1 19841011 PASS YES
B4.12

RC-04-BC FLGBLTG B-G-2 R00004389 VT-1 19841011 PASS YES
B4.12

RC-05-BC FLGBLTG B-0-2 R00004390 VT-1 19841011 PASS YES
B4.12

68-563 VAL INT B-M-2 R00002947 VT-1 19830826 PASS YES
B6. 7

68-563-BC VALBLTG B-G-2 R00006465 VT-1 19950208 PASS YES
B6. 9



* NUTECH

******************* * ******* **** **

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*
*
*aUaJ&SaUaJUALALALaflM..

FEATURE NUMBER

68-564

68-564-BC

68-565

68-565-BC

SYSTEM : RCS REACTOR COOLANT SYSTEM - 068
ISOMETRIC NUMBER : ISI-0365-C SHEET : 01

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

VAL INT

VALBLTG

VAL INT

VALBLTG

CATGORY/
ITEM NO.

B-M-2
B6. 7

B-G-2
B6. 9

B-M-2
B6. 7

B-G-2
B6. 9

EXAMINATION CAL. CAL. EXAM
REPORT NO. REPORT NO. STD. TYPE

R00002948 VT-1

R00006466 VT-1

R00002949 VT-1

R00006467 VT-1

EXAM EXAM
DATE RESULT

19830826 PASS

19950208 PASS

19830826 PASS

19950208 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

PRISIM *

* PAGE 61 *
• REVISION 0000 *
* DATE 12/01/95 *

**** ***** *** *** *** *

...... • T



** * * * * * * * * * * ** ***
NUTE TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM * ** * * *

*
*

PAGE 62 *
* REVISION 0000 *

SYSTEM RCS REACTOR COOLANT SYSTEM - 068*ISOMETRIC NUMBER ISI-0365-C SHEET 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

PCV-68-340B-BC VALBLTG B-G-2 R00001919 VT-1 19811209 PASS YES
B6. 9

PCV-68-340D-BC VALBLTG B-G-2 R00001920 VT-1 19811209 PASS YES
B6. 9



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PFRI•f q

0~ * * * *
*
*

4+ PAGE 63
4+RFVIS ION 0000N

DATE 12/01/95

SYSTEM RCS REACTOR COOLANT SYSTEM -068
ISOMETRIC NUMBER ISI-0365-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B-TO01-02 PIPE B-J R00003313 PT 19810914 PASS YES
-ELBOW Bt. 8

RCF-B-TO01-03 ELBOW B-J R00002175 PT 19820318 PASS YES
-PIPE B4. 8

RCF-B-TO01-O0 PIPE B-J R00002176 PT 19820318 PASS YES
-ELBOW Bi. 8

RCF-B-TOO1-O0A ELBOW B-J R00003313 PT 19810914 PASS YES
-PIPE Bi. 8

RCF-B-TOO1-O0B PIPE B-J R00002177 PT 19820318 PASS YES
-ELBOW Bi. 8

RCF-B-TO01-05 ELBOW B-J R00002178 PT 19820318 PASS YES
-PIPE Bi. 8

RCF-B-TO01-06 PIPE B-J R00002179 PT 19820318 PASS YES
-ELBOW Bi. 8

RCF-B-TO01-07 ELBOW B-J R00002180 PT 19820318 PASS YES
-PIPE Bi. 8

RCF-B-TO01-08 PIPE B-J R00002181 PT 19820318 PASS YES
-ELBOW Bi. 8

RCF-B-TO01-09 ELBOW B-J R00003313 PT 19810914 PASS YES
-PIPE Bi. 8

RCF-B-TO01-10 PIPE B-J R00003313 PT 19810914 PASS YES
-VALVE Bi. 8

PRISIM



NUTECH

*€

*k'

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTFRVA[ nfl PFRI•fl

PRISIM

PAGE 64PrVlcinn nnnn
* " * DATE 12/01/95 *

SYSTEM : RCS REACTOR COOLANT SYSTEM - 068
ISOMETRIC NUMBER : ISI-0365-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B-TO01-11 VALVE B-J R00002184 PT 19820318 PASS YES
-PIPE B4. 8

RCF-B-TO01-12 PIPE B-J R00002182 PT 19820318 PASS YES "
-TEE B4. 8

RCF-B-TOO1-13 TEE B-J R00002183 PT 19820318 PASS YES
-PIPE B4. 8

RCF-B-TOO1-lk PIPE B-J R00002185 PT 19820318 PASS YES
-VALVE B4. 8

RCF-B-TOO1-15 REDUCER B-J R00002186 PT 19820318 PASS YES
-TEE Bk. 8

RCF-B-TO02-02 PIPE B-J R00003314 PT 19810915 PASS YES
-ELBOW B4. 8

RCF-B-TO02-03 ELBOW B-J R00003314 PT 19810915 PASS YES
-PIPE Bk. 8

RCF-B-TO02-Ok PIPE B-J R00002168 PT 19820318 FAIL YES SURF, ROUND IND. RMVD.
-ELBOW B4. 8 R00002168A PT 19820324 PASS YES

RCF-B-TO02-OkA ELBOW B-J R00003314 PT 19810915 PASS YES
-PIPE B4. 8

RCF-B-TO02-05 ELBOW B-J R00002172 PT 19820318 PASS YES
-PIPE Bk. 8

RCF-B-TO02-06 PIPE B-J R00003314 PT 19810915 PASS YES
-ELBOW Bk. 8



** ** ** *a0
*NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

*PAGE 65 *
* REVISION 0000 *

*DATE 12/01/95
SYSTEM RCS REACTOR COOLANT SYSTEM - 068

*ISOMETRIC NUMBER ISI-0365-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B-T002-07 ELBOW B-J R00003314 PT 19810915 PASS YES
-PIPE B4. 8

RCF-B-T002-08 PIPE B-J R00003314 PT 19810915 PASS YES
-ELBOW B4. 8

RCF-B-T002-09 ELBOW B-J R00003314 PT 19810915 PASS YES
-PIPE B4. 8

RCF-B-T002-10 PIPE B-J R00002173 PT 19820318 PASS YES
-VALVE B4. 8

RCF-B-T002-11 VALVE B-J R00002174 PT 19820318 PASS YES
-PIPE Bk. 8

RCF-B-T002-12 PIPE B-J R00002325 PT 19820426 PASS YES
-VALVE B4. 8

RCF-B-T003-02 PIPE B-J R00003315 PT 19800709 PASS YES
-ELBOW Bk. 8

RCF-B-T003-05 ELBOW B-J R00002870 PT 19830405 PASS YES
-PIPE B4. 8

RCF-B-T003-06 PIPE B-J R00003316 PT 19810917 PASS YES
-ELBOW Bk. 8

RCF-B-TO03-07 ELBOW B-J R00003317 PT 1981091k PASS YES
-PIPE Bk. 8

RCF-B-T003-08 PIPE B-J R00003316 PT 19810917 PASS YES
-ELBOW B4. 8



* ** * * * *
* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : PO-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER IS1-0365-C SHEET : 03

FEATURE NUMBER

RCF-B-TO03-09

RCF-B-TO03-10

RCF-B-TO03-11

RCF-B-TO03-12

RCF-B-TO04-01A

RCF-B-TO04-O1B

RCF-B-TO04-01C

RCF-B-TO04-O1D

RCF-B-TOO4-O1E

RCF-B-TO04-O1F

COMPONENT
DESCRIPT.

ELBOW
-PIPE

PIPE
-VALVE

VALVE-
-PIPE

PIPE
-VALVE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

CATGORY/
ITEM NO.

B-J
B14. 8

B-J
B4. 8

B-J
B4,. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B14. 8

B-J
B4. 8

B-J
B4. 8

B-J
,B14. 8

B-J
B4. 8

EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00003317

R00002165
R00002871

R00003316

R00003316

R00003318

R00003318

R00003318

R00003318

R00003318

R00003318

EXAM
TYPE

PT

PT
PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19810914

19820318
19830405

19810917

19810917

19810916

19810916

19810916

19810916

19810916

19810916

EXAM
RESULT

PASS

FAIL
PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES SURF, LINEAR IND. RMVD.
YES

YES

YES

YES

YES

YES

YES

YES

YES

RCF-B-TO04-06

*
PRISIM

*PAGE 66 *
* REVISION 0000 *
* DATE 12/01/95 *

R00002169 PT 19820318 PASS



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00* INTERVAL 00D PFRIOD :3

PRISIM

S
* *

*
*

*PAGE 67 *
* RFVI5ION flNfl *
* DATE 12/01/95

SYSTEM : RCS REACTOR COOLANT SYSTEM -068
* ISOMETRIC NUMBER : ISI-0365-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B-TO014-07 ELBOW B-J R00003318 PT 19810916 PASS YES
-PIPE B4. 8

RCF-B-TO04-08 PIPE B-J R00002166 PT 19820318 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B4. 8 SURF, ROUND IND. RMVD.

R00002166A PT 19820318 PASS YES

RCF-B-TO0L.-09 ELBOW B-J R00002170 PT 19820318 PASS YES
-PIPE B4. 8

RCF-B-TO04-1O PIPE B-J R00002167 PT 19820318 FAIL YES SURF, LINEAR IND. RMVD.
-VALVE B4. 8 R00002167A PT 19820318 PASS YES

RCF-B-TO04-11 VALVE B-J R00002171 PT 19820318 PASS YES
-PIPE B4. 8

RCF-B-TOO04-12 PIPE B-J RO000796 PT 19851118 PASS YES
-VALVE B4l. 8



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI o On DCV I An 2

PRISIM
A * ** * *

*

*

*PAGE 68

* DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER CHM-2636-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FCV-74-0O1 VAL INT B-M-2 R00005251 VT-1 19930326 PASS YES
B6. 7

FCV-74-001-BC VALBLTG B-G-2 R00005252 VT-1 19930326 PASS YES
B6. 9

FCV-74-002 VAL INT B-M-2 ROO0O5247 VT-1 19930321 PASS YES
B6. 7

FCV-74-002-BC VALBLTG B-G-2 R00001919 VT-1 19811208 PASS YES
B6. 9

FCV-74-008 VAL INT B-M-2 R00005248 VT-1 19930227 PASS YES
B6. 7

FCV-74-008-BC VALBLTG B-G-2 R00001919 VT-1 19811208 PASS YES
B6. 9

FCV-74-009 VAL INT B-M-2 R00005222 VT-1 19930217 PASS YES
B6. 7

FCV-74-009-BC VALBLTG B-G-2 R00001919 VT-1 19811208 PASS YES
B6. 9

RHRF-D053-01 PIPE B-J R00004775 RT 19840516 PASS YES
-RED TEE B4. 5C

RHRF-D053-05 RED TEE B-J R00004774 RT 19840530 PASS YES
-VALVE B4. 5C



NUTECH
4+(

.4-
4+-
4+-
4+-

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*4+4+4+4+4+*4+4+4+4+4+4+4+4+4+4+4+4+*4+4+*4+4+4

0
PRISIM 4

• PAGE 69
• REVISION 0000 *

4SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
4ISOMETRIC NUMBER CHM-2636-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-164A RED ELB C-F R00006606 RT 19770222 PASS YES
-ELBOW C2. 1

SIF-B-TO48-02 VALVE B-J R00003369 PT 19801209 PASS YES
-PIPE B4. 8

SIF-B-T048-03 PIPE B-J R00003371 PT 19810406 PASS YES
-TEE B4. 8

SIF-B-TO48-04 TEE B-J R00003369 PT 19801209 PASS YES
-REDUCER B4. 8

SIF-B-T048-05 TEE B-J R00003370 PT 19811212 PASS YES
-PIPE B4. 8

SIF-B-T048-06 PIPE B-J R00003369 PT 19801209 PASS YES
-ELBOW B4. 8

SIF-B-T048-07 ELBOW B-J R00003369 PT 19801209 PASS YES
-PIPE B4. 8

SIF-B-T048-08 PIPE B-J R00003369 PT 19801209 PASS YES
-ELBOW B4. 8

SIF-B-T048-09 ELBOW B-J R00003371 PT 19810406 PASS YES
-PIPE B4. 8

SIF-B-T048-10 PIPE B-J R00003369 PT 19801209 PASS YES
-WELDOLT B4. 8

63-640-BC VALBLTG B-G-2 R00002118 VT-i 19820305 PASS YES
B6. 9



a
* NUTECH

a
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
K

*
*

*PAGE 70 *
* REVISION 0000 *
*DATE 12/01/95 *

SYSTEM
ISOMFTRIC NIIMRFR RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074

flWM- 24 ..-- curry nf7

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-641-BC VALBLTG B-G-2 R00002118 VT-1 19820305 PASS YES
B6. 9

DATE 12/01/95



* NUTECH TENNESSEE VALLEY AUTHORITY
4WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
4POST OUTAGE EXAMINATION RESULTS REPORT
4 EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
,1*41*41*

*

*

PAGE 71
* REVISION 0000

D1fATE 1211/95,C 4

4SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074

ISOMETRIC NUMBER CHM-2636-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-B-Tl08-01 PIPE B-J R00003549 PT 19810406 PASS YES
-WELDOLT B4. 8

RHRF-B-T1O8-02 ELBOW B-J R00003549 PT 19810406 PASS YES
-PIPE B4. 8

RHRF-B-T108-03 PIPE B-J R00003549 PT 19810406 PASS YES
-ELBOW B4. 8

RHRF-B-T1O8-04 ELBOW B-J R00003549 PT 19810406 PASS YES
-PIPE B4. 8

RHRF-B-T108-05 PIPE B-J R00003549 PT 19810406 PASS YES
-ELBOW B4. 8

RHRF-B-T108-06 TEE B-J R00003549 PT 19810406 PASS YES
-PIPE B4. 8

RHRF-B-T108-07 REDUCER B-J R00003549 PT 19810406 PASS YES
-TEE B4. 8

RHRF-B-T108-08 TEE B-J R00004358 PT 19810425 PASS YES
-PIPE B4. 8

RHRF-B-T108-09 PIPE B-J R00003549 PT 19810406 PASS YES
-VALVE B4. 8

RHRF-D055-14 REDUCER B-J R00004778 RT 19850113 PASS YES
-VALVE B4. 5C

63-643 VAL INT B-M-2 R00003207 VT-1 19831220 PASS YES
B6. 7



S
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
a

*PAGE 72
* REVISION 0000 *
* DATE 12/fl1/QS5

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 *
* ISOMETRIC NUMBER CHM-2636-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-643-BC VALBLTG B-G-2 R00001968 VT-1 19811229 PASS YES
B6. 9

63-644 VAL INT B-M-2 R00003208 VT-1 19831220 PASS YES
B6. 7

63-644-BC VALBLTG B-G-2 R00005794 VT-1 19931116 PASS YES
B6. 9

* *
*
*

NUTECH

.0



a
N UTECW TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI a On DrD n1 , 2

PRISIM

*PAGE 73 *

* DATE 12/01/95 *
**if
* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM O74 ** ISOMETRIC NUMBER CHM-2662-A SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRHX-I-1B VES HD C-A R00002808 PT 19830303 FAIL YES SURF, LINEAR IND. RMVD.
-VES SHL C1.1 R00003095 PT 19831019 PASS YES

R00000591 C00000183 WB-15 UT-O 19790808 PASS YES
R00000591 C00000185 WB-15 UT-45 19790813 PASS YES

RHRHX-2-1A VES SHL C-A R00002809 PT 19830303 FAIL YES ARC STRIKE REMOVED
-VES FLG C1.1 R00003085 PT 19831018 PASS YES

ROOOO564 PT 19930327 PASS YES
R00000590 C00000182 WB-15 UT-O 19790810 PASS NO ISI-14
R00000590 C00000184 WB-15 UT-45 19790810 PASS NO IS1-14

RHRHX-3-1B VES NOZ C-B R00002654 PT 19830103 PASS YES
-VES SHL C1.2 R00000592 C00000186 WB-15 UT-O 19790807 PASS NO ISI-15

R00000592 C00000184 WB-15 UT-45 19790810 PASS NO ISI-15

RHRHX-4-IA VES SHL C-B R00002644 PT 19821229 PASS YES
-VES NOZ C1.2 R00000589 C00000182 WB-15 UT-O 19790810 PASS NO ISI-15

R00000589 C00000184 WB-15 UT-45 19790810 PASS NO ISI-15

RHRHX-5-1B-IA VES IWA C-C R00003096 PT 19831020 PASS YES
C1.3

*

*



***NUTO ***********************k*****************

NUTI TENNESSEE VALLEY AUTHORITY* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* 
ISI DATA BASE*POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0

*PAGE 74 *
* REVISION 0000 *
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

: RV REACTOR VESSEL - 068
: CHM-2549-A SHEET : 01

COMPONENT
FEATURE NUMBER DESCRIPT.

W08-09

CATGORY/ EXAMINATION CAL.
ITEM NO. REPORT NO. REPORT NO.

UP HEAD B-C R00009961
-FLANGE B1. 3 R00009961

R00009961
R00009961
R00009961
R00009961

CIRC HW B-B R00009962
BI. 2C R00009962

R00009962
R00009962
R00009962
R00009962

W09-10

SWR1450004
SWR1251002
SWR1450005
SWR1450007
SWR1450005
SWR1450007

SWR1450004
SWR1251002
SWR1450005
SWR1450007
SWR1450005
SWR1450007

CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
STD. TYPE DATE RESULT CREDIT REQST. TYPE

WB-51

WB-51
WB-51
WB-51
WB-51

WB-51

WB-51
WB-51
WB-51
WB-51

UT-0
UT-0
UT-45
UT-45
UT-60
UT-60

UT-0
UT-O
UT-45
UT-45
UT-60
UT-60

19781103
19781103
19781103
19781104
19781103
19781104

19781103
19781103
19781103
19781104
1978110319781104

------ 197-10 PASS-------

INDICATION
RESOLUTION

PASS
PASS
PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASSPASS

-------- ww --- 
- - _



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI * On PPrimn 2

PRISIM *

*PAGE 75 *

DATE 12/01/95

* SYSTEM RV REACTOR VESSEL - 068
* ISOMETRIC NUMBER CHM-2684-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-01 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-02 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-03 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-04 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-05 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-06 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-07 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

CRDN-08 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-09 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-10 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-11 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00D PERIOD S

PRISIM *

*PAGE 76 *

* DATE 12/01/95 *

* SYSTEM RV REACTOR. VESSEL - 068 *
*ISOMETRIC NUMBER CHM-2684-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-12 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-13 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-14 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-15 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-16 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-17 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-18 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-19 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-20 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-21 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-22 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE
* REVISION
* DATE 12/(

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : CHM-2684-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-23 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-24 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-25 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-26 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-27 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-28 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1 5

CRDN-29 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-30 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-31 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-32 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-33 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

*
•***

4* * ****** **

77 *
0000 *
01/95 *



4+4+**4+4+4+.*

~ NUTECH
4+

4+

4+

4+

4+

4+4+4+4+4+4+4+*4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4+4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI : nn PERIOD * 2

*4+4+4+4+ 4+4+ 4+4+4+ 4+ 4+ 4+ 4+ 4+4+4+ 4+4+ 4+ 4+ 4+4+ 4+ 4+ 4

PRISIM

PAGE 78

DATE 12/01/95 *

SYSTEM : RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER : CHM-2684-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-34 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-35 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-36 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-37 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-38 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-39 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-40 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-41 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-42 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-43 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-44 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 79
* REVISION 0000
* DATE 12/01/95

SYSTEM : RV REACTOR VESSEL - 068
ISOMETRIC NUMBER : CHM-2684-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-45 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-46 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-47 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-48 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-49 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-50 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-51 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-52 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-53 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-54 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-55 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5



4**444*sf* NUTE(W
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00 3( PFR Inn •

*4*4*4*44*4*4* ** * * * * * * * *

PRISIM *

4 PAGE 80 *

DATE 12/01/95

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER CHM-2684-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION
------------------------------------------------------------------------------------------

CRDN-56 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-57 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-58 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-59 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-60 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-61 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-62 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-63 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-64 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-65 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-66 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5



* NUTECH
*if
*(
,,*
,*
,*

** ** * ** * ***** *********

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00D PERIOD 3

** ** *** * * ** *lO

PRISIM *

******* *************** PAGE 81 *
*RFVIS IAN flfl
* DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
*ISOMETRIC NUMBER : CHM-2684-C SHEET :1 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDN-67 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-68 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-69 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-70 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES-HD Bi. 5

CRDN-71 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-72 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-73 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-74 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-75 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

CRDN-76 CR6 PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

CRDN-77 CRD PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

0-

0



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : O0 PERIOD : 3

PRISIM

PAGE 82
* REVISION 0000

*SYSTEM RV REACTOR VESSEL - 068*
*ISOMETRIC NUMBER CHM-2684-C SHEET :01

COMPONENT
FEATURE NUMBER DESCRIPT.

CRD PEN
-VES HD

CRDHW

CRDN-78

CRDW-54

CRDW-58

CRDW-60

CRDW-62

CRDW-63

CRDW-64

CRDW-65

CRDW-66

CRDW-67

CRDW-68

CRDHW

CRDHW

CRDHW

CRDHW

CRDHW

CRDHW

CRDHW

CRDHW

CRDHW

CATGORY/ EXAMINATION CAL.
ITEM NO. REPORT NO. REPORT NO.

B-E
B1. 5

B-C
B1.18

B-C
B1 .18

B-O
B13.18

B-C
B1 .18

B-0
B1.18

B-C
Bi .18

B-C
B1 .18

B-C
B1 .18

B-C
B1 .18

B-C
B1 .18

R00003386

R00003206 C00000608

RC000057J4
R00000574

R00000579
R00000579

R00003205

R00000573
R00000573

R00000578
R00000578

R00000583
R00000583

R00000584
R00000584

R00000585
R00000585

R00000571

C0OOOC176
C00000177

C00000176
CO0000177

C00000608

C00000176
C00000177

C00000176
C00000177

CO0000176
C00000177

C00000176
C00000177

C00000176
C00000177

C00000176

CAL. EXAM EXAM
STD. TYPE DATE

VT-2 19811024

EXAM
RESULT

PASS

WB-52 UT-45 19831220 PASS

WB-52
WB-52

WB-52
WB-52

WB-52

WB-52
WB-52

WB-52
WB-52

WB-52
WB-52

WB-52
WB-52

WB-52
WB-52

UT-C
UT-45

UT-0
UT-45

UT-45

UT-O
UT-45

UT-0
UT-45

UT-0
UT-45

UT-C
UT-45

UT-0
UT-45

WB-52 UT-C

19790814
19790814

19790814
19790814

19831220

19790814
19790814

19790814
19790814

19790814
19790814

19790814
19790814

19790814
19790814

PASS
PASS

PASS
PASS

PASS

PASS
PASS

PASS
PASS

PASS
PASS

PASS
PASS

PASS
PASS

SEC XI
CREDIT

YES

YES

YES
YES

YES
YES

YES

YES
YES

YES
YES

YES
YES

YES
YES

YES
YES

RELIEF INDICATION
REQST. TYPE

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

NON-GEO/MTL

I ND I CATION
RESOLUTION

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

19790814 PASS

I. ~******
*
*



* NUTECH 'TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1* 

ISI DATA BASE*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

PRISIM
*
*

*PAGE 83 **REVISION O00O00

DATE 12/01/95

* SYSTEM RV REACTOR VESSEL - 068 
*

*ISOMETRIC NUMBER : CHM-2684-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CRDW-68 CRDHW B-0 R00000571 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
B1.18

CRDW-69 CRDHW B-0 R00000572 C00000176 WB-52 UT-O 19790814 PASS YES
B1.18 R00000572 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT

CRDW-70 CRDHW B-O R00000575 C00000176 WB-52 UT-O 19790814 PASS YESB1.18 R00000575 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-71 CRDHW B-0 R00000576 C00000176 WB-52 UT-O 19790814 PASS YES

B1.18 R00000576 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-72 CRDHW B-0 R00000580 C00000176 WB-52 UT-0 19790814 PASS YES

B1.18 R00000580 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-73 CRDHW B-O R00000581 C00000176 WB-52 UT-O 19790814 PASS YES

11.18 R00000581 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-74 CRDHW B-O R00000586 C00000176 WB-52 UT-O 19790814 PASS YES

B1.18 R00000586 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-75 CRDHW B-0 R00000570 C00000176 WB-52 UT-O 19790814 PASS YES

81.18 R00000570 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT
CRDW-76 CRDHW B-O R00003204 C00000608 WB-52 UT-45 19831220 PASS YES NON-GEO/MTL NON-RELEVANT

B1.18

CRDW-77 CRDHW B-0 R00000577 C00000176 WB-52 UT-O 19790814 PASS YES
81.18 R00000577 C00000177 WB-52 UT-45 19790814 PASS YES NON-GEO/MTL NON-RELEVANT

CRDW-78 CRDHW B-O R00000582 C00000176 WB-52 UT-O 19790814 PASS YES
81.18
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* SYSTEM : RV REACTOR VESSEL - 068
i ISOMETRIC NUMBER : CHM-2684-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD

CRDW-78 CRDHW B-O R00000582 C00000177 WB-
81 .18

UPIAH-A CHV PEN B-E R00003386
B1. 5

UPIAH-B CHV PEN B-E R00003386
B1. 5

UPIAH-C CHV PEN B-E R00003386
B1. 5

UPIAH-D CHV PEN B-E R00003386
B1. 5

VENT-1 CHV PEN B-E R000338R6
B1. 5

*if*****if******ifif**ififif**if****ififififififififififififififififififififififififififififififififififififififEXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION

EXAM
TYPE

UT-45

VT-2

VT-2

"VT-2

VT-2

VT-2

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

52

EXAM
DATE

19790814

19811024

19811024

19811024

19811024

19811024

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES NON-GEO/MTL NON-RELEVANT

YES

YES

YES

YES

YES

PRISIM

•PAGE 84 *
• REVISION 0000 '

• DATE 12/01/95 *
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

.4 .* ** *

PRISIM

PAGE 85
REVISION 0000

SYSTEM : RV REACTOR VESSEL -068
* ISOMETRIC NUMBER : CHM-2685-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

UPIAH-2-A UPHD AD B-F R00000554 PT 19790816 PASS YES
B4. 1 R00000566 C00000175 SQ-22 UT-0 19790814 PASS YES

R00000566 C00000178 SQ-22 UT-45 19790815 PASS YES

UPIAH-2-B UPHD AD B-F R00000555 PT 19790816 PASS YES
B4. 1 R00000569 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000569 C00000178 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT

UPIAH-2-C UPHD AD B-F R00000556 PT 19790816 PASS YES
B4. 1 R00000568 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000568 C00000178 SQ-22 UT-45 19790815 PASS YES

UPIAH-2-D UPHD AD B-F R00000550 PT 19790816 PASS YES
B4. 1 R00000567 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000567 C00000178 SQ-22 UT-45 19790815 PASS YES

UPIAH-3-A UPHD AD B-F R00000554 PT 19790816 PASS YES
B4. 1 R00000566 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000566 C00000178 SQ-22 UT-45 19790815 PASS YES

UPIAH-3-B UPHD AD B-F R00000555 PT 19790816 PASS YES
B4. 1 R00000569 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000569 C00000178 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT

UPIAH-3-C UPHD AD B-F R00000556 PT 19790816 PASS YES
B4. 1 R00000568 C00000175 SQ-22 UT-O 19790814 PASS YES

R00000568 C00000178 SQ-22 UT-45 19790815 PASS YES

UPIAH-3-D UPHD AD B-F R00000550 PT 19790816 PASS YES PHYSIC DMG REMOVED
B4. 1 R00000550R PT 19790821 PASS YES

R00000567 C00000175 SQ-22 UT-O 19790814 PASS YES

***4.*4.**4.*******4.*4.****4.4.********4.4.4.*4.**4.4.4.4.4.*4.**4.*4.44



NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1 **ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00 * PAGE 86INTERVAL : 00 PERIOD : 3 * REVISION 0000

DATE 12/01/95

SYSTEM RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER CHM-2685-B SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

UPIAH-3-D UPHD AD B-F R00000567 C00000178 SQ-22 UT-45 19790815 PASS YES
B4. 1

UPIAH-4-A UPHD AD B-F R00000551 PT 19790816 PASS YES
B4. 1 R00000545 C00000173 SQ-22 UT-0 19790814 PASS YES

R00000545 C00000179 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT
UPIAH-4-B UPHD AD B-F R00000552 PT 19790816 PASS YES

B4. 1 R00000548 C00000173 SQ-22 UT-0 19790814 PASS YES
R00000548 C00000179 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT

UPIAH-4-C UPHD AD B-F - R00000549 PT 19790816 PASS YES
B4. 1 R00000547 C00000173 SQ-22 UT-0 19790814 PASS YES

R00000547 C00000179 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT
UPIAH-4-D UPHD AD B-F R00000553 PT 19790816 PASS YES

B4. 1 R00000546 C00000173 SQ-22 UT-0 19790814 PASS YES
R00000546 C00000179 SQ-22 UT-45 19790815 PASS YES GEOMETRIC NON-RELEVANT
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* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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PRISIM
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*PAGE 87 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 ** ISOMETRIC NUMBER : IS1-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

Nll SHELL B-D R00009937 SWR1570050 WB-49 UT-0 19781111 PASS YES
-INL NOZ B1. 4 R00009937 SWR1570031 SQ-53 UT-15 19781105 PASS YES

R00009937 SWR1570030 SQ-53 UT-45 19781105 PASS YES
R00009937 SWR1570048 WB-49 UT-45 19781111 PASS YES
R00009937 SWR1570057 WB-49 UT-45 19781113 PASS YES
R00009937 SWR1570049 WB-49 UT-60 19781111 PASS YES
R00009937 SWR1570058 WB-49 UT-60 19781113 PASS YES

N1l-IR INL NIR B-D R00009938 SWR1570054 SQ-51 UT-90 19781112 PASS YES
B1. 4

N12 SHELL B-D R00009940 SWR1570047 WB-49 UT-0 19781109 PASS YES
-INL NOZ B. 4 R00009940 SWR1570050 WB-49 UT-O 19781110 PASS YES

R00009940 SWR1570031 SQ-53 UT-15 19781105 PASS YES
R00009940 SWR1570030 SQ-53 UT-45 19781105 PASS YES
R00009940 SWRI570045 WB-49 UT-45 19781109 PASS YES
R00009940 SWR1570048 WB-49 UT-45 19781110 PASS YES
R00009940 SWR1570055 WB-49 UT-45 19781113 PASS YES
R00009940 SWR1570046 WB-49 UT-60 19781109 PASS YES
R00009940 SWR1570049 WB-49 UT-60 19781110 PASS YES
R00009940 SWR1570056 WB-49 UT-60 19781113 PASS YES

N12-IR INL NIR B-D ROOOO9941 SWR1570054 SQ-51 UT-90 19781112 PASS YES
B1. 4

N13 SHELL B-D R00009943 SWR1570050 WB-49 UT-0 19781110 PASS YES
-INL NOZ B1. 4 R00009943 SWR1570031 SQ-53 UT-15 19781105 PASS YES

R00009943 SWR1570030 SQ-53 UT-45 19781105 PASS YES
R00009943 SWR1570048 WB-49 UT-45 19781110 PASS YES
R00009943 SWR1570057 WB-49 UT-45 19781113 PASS YES
R00009943 SWR1570049 WB-49 UT-60 19781110 PASS YES
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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* PAGE 88 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

N13 SHELL B-D R00009943 SWR1570058 WB-49 UT-60 19781113 PASS YES
-INL NOZ B1. 4

N13-IR INL NIR B-D R00009944 SWR1570054 SQ-51 UT-90 19781112 PASS YES
B1. 4

Nl4 SHELL B-D R00009946 SWR1570044 WB-49 UT-O 19781109 PASS YES
-INL NOZ BI. 4 R00009946 SWR1570031 SQ-53 UT-15 19781105 PASS YES

R00009946 SWR1570030 SQ-53 UT-45 19781105 PASS YES
R00009946 SWR1570055 WB-49 UT-45 19781109 PASS YES
R00009946 SWRI570042 WB-49 UT-45 19781112 PASS YES
R00009946 SWR1570043 WB-49 UT-60 19781109 PASS YES
R00009946 SWR1570056 WB-49 UT-60 19781112 PASS YES

N14-IR INL NIR B-D R00009947 SWR1570054 SQ-51 UT-90 19781112 PASS YES
B1. 4

N15 SHELL B-D R00009949 SWR1570050 WB-49 UT-O 19781111 PASS YES
-OUT NOZ BI. 4 R00009949 SWR1570053 WB-49 UT-0 19781112 PASS YES

R00009949 SWR1570035 SQ-53 UT-10 19781105 PASS YES
R00009949 SWR1570033 SQ-53 UT-45 19781105 PASS YES
R00009949 SWRI570048 WB-49 UT-45 19781111 PASS YES
R00009949 SWR1570057 WB-49 UT-45 19781113 PASS YES
R00009949 SWR1570051 WB-49 UT-45 19781112 PASS YES
R00009949 SWR1570049 WB-49 UT-60 19781111 PASS YES
R00009949 SWR1570058 WB-49 UT-60 19781113 PASS YES
R00009949 SWR1570034 SQ-51 UT-60 19781105 PASS YES
R00009949 SWR1570052 WB-49 UT-60 19781112 PASS YES

N15-IR OUT NIR B-D R00009950 SWR1570032 SQ-51 UT-90 19781106 PASS YES
BI. 4

v
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

* PAGE 89
*REVISION 0000O

* * -0*

* SYSTEM RV REACTOR VESSEL - 068 *
*ISOMETRIC NUMBER ISI-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

N16 SHELL B-D R00009952 SWR1570050 WB-49 UT-0 19781110 PASS YES
-OUT NOZ B1. 4 R00009952 SWE1570035 SQ-53 UT-10 19781105 PASS YES

R00009952 SWR1570033 SQ-53 UT-45 19781105 PASS YES
R00009952 SWR1570048 WB-49 UT-45 19781110 PASS YES
R00009952 SWR 1570057 WB-49 UT-45 19781113 PASS YES
R00009952 SWR1570055 WB-49 UT-45 19781113 PASS YES
R00009952 SWR 1570049 WB-49 UT-60 19781110 PASS YES
R00009952 SWR 1570058 WB-49 UT-60 19781113 PASS YES
R00009952 SWR1570056 WB-49 UT-60 19781113 PASS YES
R00009952 SWR1570034 SQ-51 UT-60 19781105 PASS YES

N16-IR OUT NIR B-D R00009953 SWR1570032 SQ-51 UT-90 19781106 PASS YES
B1. 4

N17 SHELL B-D R00009955 SWR1570047 WB-49 UT-O 19781110 PASS YES
-OUT NOZ B1. 4 R00009955 SWR1570035 SQ-53 UT-10 19781105 PASS YES

R00009955 SWR1570033 SQ-53 UT-45 19781105 PASS YES
R00009955 SWR1570045 WB-49 UT-45 19781110 PASS YES
R00009955 SWR1570055 WB-49 UT-45 19781113 PASS YES
R00009955 SWR1570046 WB-49 UT-60 19781110 PASS YES
R00009955 SWR1570056 WB-49 UT-60 19781113 PASS YES
R00009955 SWR1570034 SQ-51 UT-60 19781105 PASS YES

N17-IR OUT NIR B-D R00009956 SWR1570032 SQ-51 UT-90 19781106 PASS YES
BI. 4

N18 SHELL B-D R00009958 SWR1570053 WB-49 UT-0 19781112 PASS YES
-OUT NOZ BI. 4 R00009958 SWR1570035 SQ-53 UT-10 19781105 PASS YES

R00009958 SWR1570033 SQ-53 UT-45 19781105 PASS YES
R00009958 SWR1570051 WB-49 UT-45 19781112 PASS YES
R00009958 SWR1570055 WB-49 UT-45 19781112 PASS YES
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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* PAGE 90 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER IS1-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

N18 SHELL B-D R00009958 SWR1570052 WB-49 UT-60 19781112 PASS YES
-OUT NOZ BI. 4 R00009958 SWR1570056 WB-49 UT-60 19781112 PASS YES

R00009958 SWR1570034 SQ-51 UT-60 19781105 PASS YES

N18-IR OUT NIR B-D R00009959 SWR1570032 SQ-51 UT-90 19781106 PASS YES
B1. 4

W01-02 CIRC HW B-B R00009963 SWR1570006 WB-47 UT-0 19781027 PASS YES
BI. 2C R00009963 C00001256 WB-47 UT-0 19930818 PASS YES

R00009963 SWR1570004 WB-47 UT-45 19781027 PASS YES
R00009963 C00001257 WB-47 UT-45 19930819 PASS YES
R00009963 SWRI570009 WB-47 UT-45 19781029 PASS YES
R00009963 C00001258 WB-47 UT-45 19930820 PASS YES
R00009963 SWR1570005 WB-47 UT-60 19781027 PASS YES
R00009963 C00001259 WB-47 UT-60 19930820 PASS YES
R00009963 SWR1570010 WB-47 UT-60 19781029 PASS YES
R00009963 C00001260 WB-47 UT-60 19930823 PASS YES

W02-03 LOWHEAD B-B R00009964 SWR1570006 WB-47 UT-0 19781027 PASS YES
-SHELL BI. 2C R00009964 C00001253 WB-47 UT-0 19930801 PASS YES

R00009964 SWR1570004 WB-47 UT-45 19781027 PASS YES
R00009964 C00001254 WB-47 UT-45 19930801 PASS YES
R00009964 SWR1570011 WB-47 UT-45 19781029 PASS YES
R00009964 SWR1570005 WB-47 UT-60 19781027 PASS YES
R00009964 C00001255 WB-47 UT-60 19930801 PASS YES
R00009964 SWR1570012 WB-47 UT-60 19781029 PASS YES

W03-04 SHELL B-B R00009965 SWR1570015 WB-48 UT-0 19781030 PASS YES
-SHELL B1. 2C R00009965 SWR1570013 WB-48 UT-45 19781030 PASS YES

R00009965 SWR1570016 WB-48 UT-45 19781031 PASS YES
R00009965 SWR1570014 WB-48 UT-60 19781030 PASS YES
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 91 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : ISI-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

W03-04 SHELL B-B R00009965 SWR1570017 WB-48 UT-60 19781031 PASS YES
-SHELL BI. 2C

W04-05 SHELL B-A R00009966 SWE1570018 WB-48 UT-0 19781030 PASS YES
-SHELL Bi. 1C R00009966 C00001250 WB-48 UT-0 19930731 PASS NO

R00009966 SWR1570016 WB-48 UT-45 19781030 PASS YES
R00009966 C00001251 WB-48 UT-45 19930731 PASS NO
R00009966 SWR1570019 WB-48 UT-45 19781031 PASS YES
R00009966 SWR1570017 WB-48 UT-60 19781030 PASS YES
R00009966 C00001252 WB-48 UT-60 19930731 PASS NO
R00009966 SWR1570020 WB-48 UT-60 19781031 PASS YES

W05-06 SHELL B-B R00009967 SWR1570018 WB-48 UT-0 19781031 PASS YES
-SHELL Bi. 2C R00009967 SWR1570026 WB-48 UT-0 19781103 PASS YES

R00009967 SWR1570016 WB-48 UT-45 19781031 PASS YES
R00009967 SWR1570024 WB-48 UT-45 19781103 PASS YES
R00009967 SWR1570019 WB-48 UT-45 19781031 PASS YES
R00009967 SWR1570017 WB-48 UT-60 19781031 PASS YES
R00009967 SWR1570025 WB-48 UT-60 19781103 PASS YES
R00009967 SWR1570020 WB-48 UT-60 19781031 PASS YES

W06-07 SHELL B-C R00009968 SWR1570029 WB-49 UT-0 19781103 PASS YES
-FLANGE B1. 3 R00009968 SWR1570027 WB-49 UT-45 19781103 PASS YES

R00009968 SWR1570028 WB-49 UT-60 19781103 PASS YES

W2A M HEAD B-B R00009969 SWR1570006 WB-47 UT-0 19781026 PASS YES
BI. 2L R00009969 SWR1570004 WB-47 UT-45 19781026 PASS YES

R00009969 SWR1570007 WB-47 UT-45 19781027 PASS YES
R00009969 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009969 SWR1570008 WB-47 UT-60 19781027 PASS YES

W2B M HEAD B-B R00009970 SWR1570006 WB-47 UT-0 19781026 PASS YES
B1. 2L
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00
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* PAGE 92 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : IS1-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

W2B M HEAD B-B R00009970 SWR1570004 WB-47 UT-45 19781026 PASS YES
B1. 2L R00009970 SWR1570007 WB-47 UT-45 19781027 PASS YES

R00009970 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009970 SWR1570008 WB-47 UT-60 19781027 PASS YES

W2C M HEAD B-B R00009971 SWR1570006 WB-47 UT-0 19781026 PASS YES
BI. 2L R00009971 SWR1570004 WB-47 UT-45 19781026 PASS YES

R00009971 SWR1570007 WB-47 UT-45 .19781028 PASS YES
R00009971 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009971 SWR1570008 WB-47 UT-60 19781028 PASS YES

W2D M HEAD B-B R00009972 SWR0570006 WB-47 UT-0 19781026 PASS YES
BI. 2L R00009972 SWR1570004 WB-47 UT-45 19781026 PASS YES

R00009972 SWR1570007 WB-47 UT-45 19781028 PASS YES
R00009972 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009972 SWR1570008 WB-47 UT-60 19781028 PASS YES

W2E M HEAD B-B R00009973 SWR1570006 WB-47 UT-0 19781026 PASS YES
BI. 2L R00009973 SWR1570023 WB-47 UT-0 19781102 PASS YES

R00009973 SWR1570004 WB-47 UT-45 19781026 PASS YES
R00009973 SWR1570021 WB-47 UT-45 19781102 PASS YES
R00009973 SWRI450003 WB-47 UT-45 19781101 PASS YES
R00009973 SWR1450010 WB-47 UT-45 19781114 PASS YES
R00009973 SWR1450006 WB-47 UT-45 19781104 PASS YES
R00009973 SWR1570007 WB-47 UT-45 19781028 PASS YES
R00009973 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009973 SWR1570022 WB-47 UT-60 19781102 PASS YES
R00009973 SWR1450003 WB-47 UT-60 19781101 PASS YES
R00009973 SWRI450010 WB-47 UT-60 19781114 PASS YES
R00009973 SWRI450006 WB-47 UT-60 19781104 PASS YES
R00009973 SWR1570008 WB-47 UT-60 19781028 PASS YES
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* REVISION noon *

* DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : ISI-0427-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

W2F M HEAD B-B R00009974 SWR1570006 WB-47 UT-0 19781026 PASS YES
BI. 2L R00009974 SWR1570004 WB-47 UT-45 19781026 PASS YES

R00009974 SWR1570007 WB-47 UT-45 19781028 PASS YES
R00009974 SWR1570005 WB-47 UT-60 19781026 PASS YES
R00009974 SWR1570008 WB-47 UT-60 19781028 PASS YES

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD 3
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAI & nn Drpinn•

* DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 ** ISOMETRIC NUMBER IS1-0427-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

INSTPEN-01 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-02 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-03 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-04 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-05 ICI'PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-06 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-07 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-08 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-09 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-10 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-11 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

PRISIM *

4 PAGE 94 *
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* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

PAGE 95
REVISION 0000

* SYSTEM : RV REACTOR VESSEL - 068 *
ISOMETRIC NUMBER : IS1-0427-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

INSTPEN-12 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

INSTPEN-13 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-14 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-15 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-16 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-17 ,ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-18 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-19 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-20 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-21 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-22 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

-ý ý-ftqt
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 96
* REVISION 0000 *
* DATE 12/01/95 *

SYSTEM : RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER : IS1-0427-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

INSTPEN-23 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-24 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-25 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-26 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-27 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-28 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

INSTPEN-29 CI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

INSTPEN-30 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-31 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-32 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-33 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

'Wft It It It ft***** ** *** ***
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD 3

PRISIM

*PAGE 97 *
*REVISION 000

DATE 12/01/95

SYSTEM RV REACTOR VESSEL - 068
* ISOMETRIC NUMBER IS1-0427-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION
--------------------------------------------------------------------------------------------------

INSTPEN-34 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-35 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-36 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-37 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-38 CI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-39 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-40 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-YES HD B1. 5

INSTPEN-41 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-42 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD Bi. 5

INSTPEN-43 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-44 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE 98 *
* REVISION 0000 *
• DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

INSTPEN-45 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-46 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-47 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-48 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-YES HD B1. 5

INSTPEN-49 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-50 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-51 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-52 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-53 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-YES HD B1. 5

INSTPEN-54 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-55 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*

**PAGE 99 *

* REVISION 0000 *
*nATC' 1-31InI10ng

SYSTEM RV REACTOR VESSEL - 068
* ISOMETRIC NUMBER ISI-0427-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATI'ON CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

INSTPEN-56 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

INSTPEN-57 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD B1. 5

INSTPEN-58 ICI PEN B-E R00003386 VT-2 19811024 PASS YES
-VES HD BI. 5

**** ***fý * **** 4&4ý4&4&ý ýý - - - - - - - - - - - - -
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 0 PERIOD :3

PRISIM

* *
*
*

* PAGE 100 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVLIG-Ol LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-02 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-03 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-O0 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-05 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

RVLIG-06 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-07 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-08 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-09 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-IO LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

RVLIG-11 LIGAMNT B-G-1 R00009975. SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI * r D rD1 nl •

PRISIM
*

* PAGE 101 *

DATE 12/01/95

SYSTEM RV REACTOR VESSEL - 068
* ISOMETRIC NUMBER ISI-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVLIG-12 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-13 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
BI. 9

RVLIG-14 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-15 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 "UT-O 19781107 PASS YES
Bi. 9

RVLIG-16 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-17 LIGAMNT B-G-1 R00009975 SWR 190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-18 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

RVLIG-19 LIAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9 R00009975 VT-1 19840515 PASS YES

RVLIG-20 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-21 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-22 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 102 *
• REVISION 0000 *
* DATE 12/01/95

* SYSTEM : RV REACTOR VESSEL - 068 ** ISOMETRIC NUMBER : ISI-0427-C SHEET : 03 .

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVLIG-23 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
B1. 9

RVLIG-24 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-25 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-26 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-27 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-28 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-a 19781107 PASS YES
Bi. 9

RVLIG-29 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-30 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-31 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9

RVLIG-32 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-a 19781107 PASS YES
Bi. 9

RVLIG-33 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-C 19781107 PASS YES
Bi. 9
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

PAGE 103
REVISION 0000

* DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVLIG-34 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-35 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-36 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-37 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-38 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-39 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-40 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-41 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-42 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-43 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-44 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

****** 4ý4&
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 0 PERIOD A

PRISIM

PAGE 1O4
* RFVIS ION 0000 *

*DATE 12/01/95

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : ISI-027-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVLIG-45 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

RVLIG-46 LIGAMNT B-C-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-47 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-48 LIGAMNT B-G-1 R00009975 SWR1190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-49 LIGAMNT B-G-1 R00009975 SWR1190011 SQ-52 UT-a 19781107 PASS YES
B1. 9

RVLIG-50 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-0 19781107 PASS YES
B1. 9

RVLIG-51 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
Bi. 9

RVLIG-52 LIGAMNT B-G-1 R00009975 SWR 190011 SQ-52 UT-0 19781107 PASS YES
Bi. 9

RVLIG-53 LIGAMNT B-G-1 R00009975 SWRI190011 SQ-52 UT-O 19781107 PASS YES
B1. 9

RVLIG-54 LIGAMNT B-G-1 R00009975 SWR1190011 SQ-52 UT-O 19781107 PASS YES

Bi. 9

RVNUT-01 CH BLTG B-G-1 R00009976 MT 19781103 ENGR YES
Bi. 8



* N*U*****
*NUTECH

Nil Mi

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD :

PRISIM

* PAGE 105
*REVISION 0000

* ** * *
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* * DATE 12/01/95

* SYSTEM RV REACTOR VESSEL - 068 *
*ISOMETRIC NUMBER ISI-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVNUT-01 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES
B1. 8 R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-02 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-03 CH BLTG B-G-1 R00009976 MT 19781102 PASS YES
BI. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-04 CH BLTG B~G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-05 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-06 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-07 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-08 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-09 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
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* PAGE 106 *
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER IS1-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVNUT-09 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES
B1. 8 R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-1O CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWR 190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-11 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWR 190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-12 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-13 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-14 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-15 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-16 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-17 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8
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RVNUT-17 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES
B1. 8 R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-18 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
BI. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-19 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
BI. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT1-42 19781105 PASS YES

RVNUT-20 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-21 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-22 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-23 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-24 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-25 CH BLTG B-G-1 R00009976 MT 19781102 PASS YES
B1. 8
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RVNUT-25 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES
BI. 8 R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-26 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-27 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-28 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-29 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-30 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-31 CH BLTG B-G-1 R00009976 MT 1978.1104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-32 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-33 CH BLTC B-G-1 R00009976 MT 19781103 PASS YES
B1. 8
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RVNUT-33 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES
B1. 8 R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-34 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
BI. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-35 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-36 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-37 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-38 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190007 SQ-50 UT-42 19781105 PASS YES

RVNUT-39 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-40 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-41 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8
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RVNUT-41 CH BLTG B-G-1 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES
Bi. 8 R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-42 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-43 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-44 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-45 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-46 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVNUT-47 CH BLTG B-G-1 R00009976 MT 19781103 PASS YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-48 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-C 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-49 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
BI. 8
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RVNUT-49 CH BLTG B~G-1 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES
Bi. 8 R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-50 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-51 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
Bi. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-52 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190009 SQ-50 UT-42 19781105 PASS YES

RVNUT-53 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-0 19781105 PASS YES

R00009976 SWRI190008 SQ-50 UT-42 19781103 PASS YES

RVNUT-54 CH BLTG B-G-1 R00009976 MT 19781104 ENGR YES
B1. 8 R00009976 SWRI190005 SQ-50 UT-O 19781105 PASS YES

R00009976 SWRI190006 SQ-50 UT-42 19781105 PASS YES

RVSTUD-01 CH BLTG B-G-1 R00009977 MT 19781029 PASS YES
Bi. 8 R00009977 MT 19931013 PASS YES

R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-02 CH BLTC B-G-1 R00009977 MT 19781029 PASS YES
Bi. 8 R00009977 MT 19931013 PASS YES

R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-03 CH BLTG B-G-1 R00009977 MT 19781031 PASS YES
B1. 8
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RVSTUD-03 CH BLTG B-G-1 R00009977 MT 19931013 PASS YES
Bi. 8 R00009977 SWR1190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-04 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
BI. 8 R00009977 MT 19931013 PASS YES

R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-05 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
B1. 8 R00009977 MT 19931013 PASS YES

R00009977 SWRI190015 SQ-52 .UT-60 19781115 PASS YES

RVSTUD-06 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
BI. 8 R00009977 MT 19931013 PASS YES

R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-07 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-08 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
BI. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-09 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-10 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
BI. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-11 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-12 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8
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RVSTUD-12 CH BLTG B-G-1 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES
Bi. 8

RVSTUD-13 CH BLTG B-G-1 R00009977 MT 19781102 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-14 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-15 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-16 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-17 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-18 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-19 CH BLTG B-C-1 R00009977 MT 19781101 PASS YES
Bi. 8 R00009977 MT 19840514 PASS YES

R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-20 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-21 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-22 CH BLTG B-G-1 R00009977 MT 19781028 PASS YES
B1. 8
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RVSTUD-22 CH BLTG B-G-1 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES
B1. 8

RVSTUD-23 CH BLTG B-G-1 R00009977 MT 19781028 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-24 CH BLTG B-G-1 R00009977 MT 19781130 PASS YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-25 CH BLTG B-G-1 R00009977 MT 19781130 PASS YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-26 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-27 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-28 CH BLTG B-G-1 R00009977 MT 19781115 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-29 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-30 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-31 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-32 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
B1. 8
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RVSTUD-32 CH BLTG B-G-1 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES
B1. 8

RVSTUD-33 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-34 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-35 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-36 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-37 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-38 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-39 CH BLTG B-G-1 R00009977 MT 19781101 PASS YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-4O CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-[1 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-42 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
Bi. 8
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RVSTUD-42 CH BLTG B-G-1 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES
Bi. 8

RVSTUD-43 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-44 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-45 CH BLTG B-G-1 R00009977 MT 19781030 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-46 CH BLTG B-G-1 R00009977 MT 19781031 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-47 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-48 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-49 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-50 CH BLTG B-G-i- R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-51 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-52 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8

,0*****
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 00 PERIOD : 3

PRISIM *
*

PAGE 117
REVISION 0000

*DATE 12/01/95 *

SYSTEM RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER IS1-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVSTUD-52 CH BLTG B-G-1 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES
Bi. 8

RVSTUD-53 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
Bi. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVSTUD-54 CH BLTG B-G-1 R00009977 MT 19781029 ENGR YES
B1. 8 R00009977 SWRI190015 SQ-52 UT-60 19781115 PASS YES

RVWASHER-01 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1 10

RVWASHER-02 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1 .10

RVWASHER-03 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-O0 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
11.10

RVWASHER-05 CH BLTG B-G-1 ROO003211 VT-1 19831221 PASS YES
11.10

RVWASHER-06 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
11.10

RVWASHER-07 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-08 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 118 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVWASHER-09 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-1O CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-11 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
BI.10

RVWASHER-12 CH BLTG B-G-1 R00003211 VT-I 19831221 PASS YES
B1.10

RVWASHER-13 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-14 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
BI.10

RVWASHER-15 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
BI1.10

RVWASHER-16 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-17 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-18 CH BLTG B-G-1 R00003211 VT-1 19821221 PASS YES
B1.10

RVWASHER-19 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B31.10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM

0
4+
*
*

* PAGE 119 *
* REVISION 0000

DATE 12/01/95

* SYSTEM RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVWASHER-20 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-21 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-22 CH'BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-23 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-24 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-25 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-26 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-27 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-28 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-29 CH BLTG B-G-1 R00003211 VT-i 19831221 PASS YES
B1.10

RVWASHER-30 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10
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TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : POI-01 CYCLE : 00 * PAGE 120 *

INTERVAL : 00 PERIOD : 3 * REVISION 0000
*DATE 12/01/95 *

SYSTEM : RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER : IS1-0427-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVWASHER-31 CH BLTG B-G-1 R00003211 VT-i 19831221 PASS YES
B1 .10

RVWASHER-32 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1 .10

RVWASHER-33 CH BLTG B-G-1 R00003211 VT-i 19831221 PASS YES
B1.10

RVWASHER-34 CH BLTG B-G-1 R00003211 VT-I 19831221 PASS YES
B13.10

RVWASHER-35 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-36 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-37 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-38 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-39 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-40 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10

RVWASHER-41 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
81.10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISl DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 121 *
* REVISION 0000 *

SYSTEM RV REACTOR VESSEL - 068 ** ISOMETRIC NUMBER ISI-0427-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVWASHER-42 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-43 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-44 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
BI1.10

RVWASHER-45 CH BLTG B-G-1 R00003211 VT-i 19831221 PASS YES
B1.1O

RVWASHER-46 CH BLTG B-G-1 R00003211 VT-i 19831221 PASS YES
B13.10

RVWASHER-47 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
BI1.10

RVWASHER-48 CH BLTG B-C-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-49 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-50 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-51 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10

RVWASHER-52 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B13.10



* NUTEEW
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

PAGE 122

REVISION 0000

*DATE 12/0l1/95
* SYSTEM RV REACTOR VESSEL - 068 *

ISOMETRIC NUMBER IS1-0427-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVWASHER-53 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1.10

RVWASHER-54 CH BLTG B-G-1 R00003211 VT-1 19831221 PASS YES
B1i.10
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* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM

* PAGE 123 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : IS1-0427-C SHEET : 06

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

Nil-SE SAFEEND B-F R00009939 PT 19781031 PASS YES
-VES NOZ B1. 6 R00009939 PT 19781112 PASS YES

R00009939 SWR1570036 SQ-48 UT-O 19781106 PASS YES
R00009939 SWRI570041 UT-O 19781107 PASS YES
R00009939 SWR1570039 BNP-79 UT-45 19781107 PASS YES GEOMETRIC NON-RELEVANT
R00009939 SWR1570037 SQ-48 UT-45 19781107 PASS YES
R00009939 SWR1570038 SQ-48 UT-45 19781107 PASS YES
R00009939 SWRI57004O BNP-79 UT-60 19781107 PASS YES

N12-SE SAFEEND B-F R00009942 SWR1570036 SQ-48 UT-O 19781106 PASS YES
-VES NOZ BI. 6 R00009942 SWRI570041 UT-O 19781107 PASS YES

R00009942 SWR1570039 BNP-79 UT-45 19781107 PASS YES GEOMETRIC NON-RELEVANT
R00009942 SWR1570037 SQ-48 UT-45 19781106 PASS YES
R00009942 SWR1570038 SQ-48 UT-45 19781107 PASS YES
R00009942 SWRI57004O BNP-79 UT-60 19781107 PASS YES

N13-SE SAFEEND B-F R00009945 PT 19781031 PASS YES
-VES NOZ B1. 6 R00009945 PT 19781110 PASS YES

ROOOO9945 SWR1570036 SQ-48 UT-O 19781106 PASS YES
R00009945 SWRI570041 UT-0 19781107 PASS YES
R00009945 SWR1570039 BNP-79 UT-45 19781107 PASS YES GEOMETRIC NON-RELEVANT
R00009945 SWR1570037 SQ-48 UT-45 19781107 PASS YES
R00009945 SWR1570038 SQ-48 UT-45 19781107 PASS YES
ROOOO9945 SWR1570040 BNP-79 UT-60 19781107 PASS YES

N14-SE SAFEEND B-F R00009948 SWR1570036 SQ-48 UT-O 19781106 PASS YES
-VES NOZ B1. 6 R00009948 SWR157004l UT-O 19781107 PASS YES

R00009948 SWR1570039 BNP-79 UT-45 19781107 PASS YES GEOMETRIC NON-RELEVANT
R00009948 SWR1570037 SQ-48 UT-45 19781106 PASS YES
R00009948 SWR1570038 SQ-48 UT-45 19781107 PASS YES
R00009948 SWRI57004O BNP-79 UT-60 19781107 PASS YES GEOMETRIC NON-RELEVANT
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* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

* PAGE 124 *
* REVISION 0000 *

.. DATE 12/**/Q***

SYSTEM
ISOMETRIC NUMBER

RV REACTOR VESSEL - 068
ISI-0427-C SHEET : 06

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATIONDESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

INDICATION
RESOLUTION

VES NOZ B-F
-SAFEEND BI. 6

VES NOZ B-F
-SAFEEND B1. 6

VES NOZ B-F
-SAFEEND B1. 6

VES NOZ B-F
-SAFEEND Bi. 6

R00009951
R00009951
R00009951
R00009954
R00009951
R00009951
R00009951
R00009951

R00009954
R00009954
R00009954
R00009954
R00009954
R00009954

R00009957
R00009957
R00009957
R00009957
R00009957
R00009957

R00009960
R00009960
R00009960
R00009960
R00009960
R00009960
R00009960

SWR1570036 SQ-48
SWR 1570036
SWR 1570041
SWR1570039 BNP-79
SWR 1570037 SQ-48
SWR 1570038 SQ-48
SWR1570040 BNP-79

SWR1570036
SWR1570041
SWR1570039
SWR1570037
SWR1570038
SWR1570040

SWR1570036
SWR1570041
SWR1570039
SWR1570037
SWR1570038
SWR1570040

SWR1570036
SWR*1570041
SWR1570039
SWR1570037
SWR1570038
SWR1570040

SQ-48

BNP-79
SQ-48
SQ-48
BNP-79

SQ-48

BNP-79
SQ-48
SQ-48
BNP-79

SQ-48

BNP-79
SQ-48
SQ-48
BNP-79

PT
UT-0
UT-0
UT-O
UT-45
UT-45
UT-45
UT-60

UT-0
UT-0
UT-45
UT-45
UT-45
UT-60

UT-O
UT-O
UT-45
UT-45
UT-45
UT-60

PT
UT-0
UT-0
UT-45
UT-45
UT-45
UT-60

19781031
19781106
19781106
19781107
19781107
19781107
19781107
19781107

19781106
19781107
19781107
19781107
19781107
19781107

19781106
19781107
19781107
19781106
19781107
19781107

19781031
19781106
19781107
19781107
19781106
19781107
19781107

PASS
PASS
PASS
PASS
PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS
PASS
PASS

YES
NO
NO
NO
NO
NO
NO
NO

NO
NO
NO
NO
NO
NO

NO
NO
NO
NO
NO
NO

YES
NO
NO
NO
NO
NO
NO

IS -04
IS -04
IS -04
IS I-04
IS I-04
IS I-04
IS -04

IS -04
ISI -04
IS -04
IS I-04
ISI -04
IS I-04

GEOMETRIC

GEOMETRIC

IS I-04
IS -04
ISI-04 GEOMETRIC
IS -04
IS I-04
IS I-04

ISI-04
ISI-04
ISI-04 GEOMETRIC
ISI-04
SI-04
IS1-04

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

N15-SE

N16-SE

N17-SE

N18-SE
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00D PERIOD 3

PRISIM"

* PAGE 125
* REVISION 0000

* DATE 12/01/95

SYSTEM : RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER : CHM-2547-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B1-1 ELBOW B-J R00009948 SWR1570036 SQ-48 UT-0 19781106 PASS NO
-SAFEEND B4. 5C R00009948 SWR1570037 SQ-48 UT-45 19781106 PASS NO

R00009948 SWR1570038 SQ-48 UT-45 19781107 PASS NO

RCF-B2-1 ELBOW B-J R00009942 SWR1570036 SQ-48 UT-0 19781106 PASS YES
-SAFEEND B4. 5C ROOOO9942 SWR1570037 SQ-48 UT-45 19781106 PASS YES

R00009942 SWR1570038 SQ-48 UT-45 19781107 PASS YES

RCF-B3-1 ELBOW B-J R00009945 SWR1570036 SQ-48 UT-O 19781106 PASS YES
-SAFEEND B4. 5C R00009945 SWR1570037 SQ-48 UT-45 19781107 PASS YES

R00009945 SWR1570038 SQ-48 UT-45 19781107 PASS YES

RCF-Bit-1 ELBOW B-J R00009939 SWR1570036 SQ-48 UT-O 19781106 PASS YES
-SAFEEND B4. 5C R00009939 SWR1570037 SQ-48 UT-45 19781107 PASS YES

R00009939 SWR1570038 SQ-48 UT-45 19781107 PASS YES

RCF-D1-1 SAFEEND B-J R00009960 SWR1570036 SQ-48 UT-0 19781106 PASS YES
-PIPE B4. 5C R00009960 SWR1570037 SQ-48 UT-45 19781106 PASS YES

R00009960 SWR1570038 SQ-48 UT-45 19781107 PASS YES

RCF-D1-2 RED ELB B-J R00002516 PT 19821022 PASS YES
-SAFEEND B4. 5C

RCF-D2-1 SAFEEND B-J R00009957 SWR1570036 SQ-48 UT-O 19781106 PASS NO ISI-O4
-PIPE B4. 5C R00009957 SWR1570037 SQ-48 UT-45 19781106 PASS NO ISI-04

R00009957 SWR1570038 SQ-48 UT-45 19781107 PASS NO ISI-04

RCF-D2-2 RED ELB B-J R00002508 PT 19821020 FAIL YES SURF, LINEAR IND. RMVD.
-SAFEEND B4. 5C R00002508A PT 19821102 PASS YES

RCF-D4-1 SAFEEND B-J ROOOO9954 SWR1570036 SQ-48 UT-O 19781106 PASS NO ISI-04
-PIPE B4. 5C
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00D PERIOD 3

a~44J4M~J4J&J4

PRISIM *

* PAGE 126 *

DATE 12/01/95

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
*ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D4-1 SAFEEND B-J R00009954 SWR1570037 SQ-48 UT-45 19781107 PASS NO ISI-O0
-PIPE B4. 5C ROOOO9954 SWR1570038 SQ-48 UT-45 19781107 PASS NO ISI-O0

RCF-D5-1 SAFEEND B-J R00009951 SWR1570036 SQ-48 UT-0 19781106 PASS NO ISI-Ok
-PIPE B4. 5C R00009951 SWR1570037 SQ-48 UT-45 19781107 PASS NO ISI-O0

R00009951 SWR1570038 SQ-48 UT-45 19781107 PASS NO ISI-O0

RCF-F2-1 SAFEEND B-J R00002507 PT 19821020 PASS YES
-ELBOW B4. 5C

RCF-F3-1 SAFEEND B-J R00002512 PT 19821022 PASS YES
-ELBOW B4. 5C

RCF-F4-1 SAFEEND B-J R00002531 PT 19821028 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B4. 5C R00002531A PT 19821029 PASS YES

RCS-P-1 PIPE B-J R00001979 PT 19811230 PASS YES
-BR CONN B4. 6

RCS-1-4 PIPE B-J ROOOO620 PT 19841213 PASS YES
-ELBOW B4. 5C

RCS-1-5 PIPE B-J R00003489 PT 19840601 PASS YES
-BR CONN Bk. 6

RCS-1-6 BR CONN B-J R00001977 PT 1981.1230 PASS YES WELD SPAT. REMOVED
-PIPE Bk. 7

RCS-2-4 PIPE B-J R00004618 PT 19841213 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW Bk. 5C R00004661 PT 19841221 PASS YES

RCS-2-5 PIPE B-J R00001980 PT 19811230 PASS YES
-BR CONN Bk. 6
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 127
REVISION 0000
DATE 12/01/95

i SYSTEM RX REACTOR COOLANT MAIN PIPING - 068 **ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT
FEATURE NUMBER DESCRIPT.

RCS-2-6 PIPE
-BR CONN

RCS-3-4 PIPE
-ELBOW

RCS-3-5 PIPE
-BR CONN

RCS-3-6 PIPE
-BR CONN

RCS-4-4 PIPE
-ELBOW

RCS-4-6 PIPE
-BR CONN

CATGORY/
ITEM NO.

B-J
B4. 7

B-J
B4. 5C

B-J
B4. 6

B-J
Bk. 7

B-J
Bk. 5C

B-J
Bk. 6

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00001978

ROOOO617

R00001981

R00001982

R00004619

R00001976

EXAM EXAM
TYPE DATE

PT 19811230

PT 19841213

PT 19811230

PT 19811230

PT- 19841213

PT 19811230

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES ARC STRIKE REMOVED

YES

YES

YES ARC STRIKE ANAL OK ACCP

YES

YES

** ** * * * ** *** ********** 4

-------------- w ---



* NUTECH
*
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*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*, ***

PRISIM *

* PAGE 128
* REVISION 0000

* * DATE 12/01/95 *

* SYSTEM RX REACTOR COOLANT MAIN PIPING -068
* ISOMETRIC NUMBER CHM-2547-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

------------------------------------------------------------------------------------- ----

1-TW-68-01 BR CONN B-J R00001845 PT 19811017 PASS YES
B4. 7

1-TW-68-01C BR CONN B-J R00001844 PT 19811017 PASS YES
B4. 7

1-TW-68-18 BR CONN B-J R00001843 PT 19811017 PASS YES
B4. 7

1-TW-68-24 BR CONN B-J R00001850 PT 19811017 PASS YES
B4. 7

1-TW-68-24C BR CONN B-J R00001842 PT 19811017 PASS YES
B4. 7

1-TW-68-31B BR CONN B-J R00002960 PT 19830909 PASS YES
B4. 7

1-TW-68-41 BR CONN B-J R00001847 PT 19811017 PASS YES
B4. 7

1-TW-68-43 BR CONN B-J R00001839 PT 19811017 PASS YES
B4. 7

1-TW-68-43C BR CONN B-J R00001841 PT 19811017 PASS YES
B4. 7

1-TW-68-60 BR CONN B-J R00001849 PT 19811017 PASS YES
B4. 7

1-TW-68-65 BR CONN B-J R00001846 PT 19811017 PASS YES
B4.. 7

------------------------------------



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM

0
*
*

* PAGE 129
*REVIS ION Anl

DATE 12/01/95

SYSTEM RX REACTOR COOLANT MAIN PIPING -068
* ISOMETRIC NUMBER CHM-2547-B SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-TW-68-65C BR CONN B-J R00001848 PT 19811017 PASS YES
B4. 7

1-TW-68-83 BR CONN B-J R00001840 PT 19811017 PASS YES
B4. 7



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

* PAGE 130 *
* REVISION 0000
* DATE 12/01/95 *

* DAE1/19

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER CHM-2547-B SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCW-03 BR CONN B-J R00001546 PT 19810924 PASS YES
-PIPE Bi. 7

RCW-04 BR CONN B-J R00001547 PT 19810924 PASS YES
-PIPE Bt. 7

RCW-05 BR CONN B-J R00001548 PT 19810924 PASS YES
-PIPE Bi. 7

RCW-06 BR CONN B-J R00001549 PT 19810924 PASS YES
-PIPE Bi. 7

RCW-07 BR CONN B-J R00001925 PT 19811214 PASS YES
-WELDOLT B4. 7

RCW-08 BR CONN B-J R00001926 PT 19811214 PASS YES
-WELDOLT Bi. 7

RCW-09 BR CONN B-J R00001927 PT 19811214 PASS YES
-WELDOLT Bi. 7

RCW-1O BR CONN B-J R00001928 PT 19811214 PASS YES
-WELDOLT Bi. 7



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL : 0 PERI•n 3

PRISIM

PAGE 131
*RFVISION ~nnn *
*DATE 12/01/95

* SYSTEM :SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D1-2-SE SAFEEND B-F R00002814 PT 19830307 FAIL YES SURF, LINEAR IND. RMVD.
-VES NOZ B3. 3 R00002980 PT 19830922 PASS YES

RCF-D2-2-SE SAFEEND B-F R00002817 PT 19830308 PASS YES
-VES NOZ B3. 3

RCF-D4-2-SE SAFEEND B-F R00002820 PT 19830309 FAIL YES SURF, LINEAR IND. RMVD.
-VES NOZ B3. 3 R00002988 PT 19830922 PASS YES

RCF-D5-2-SE SAFEEND B-F R00002811 PT 19830304 FAIL YES SURF, LINEAR IND. RMVD.
-VES NOZ B3. 3 R00002989 PT 19830922 PASS YES

RCF-FI-1-SE VES NOZ B-F R00002813 PT 19830307 PASS YES
-SAFEEND B3. 3

RCF-F2-1-SE VES NOZ B-F R00002822 PT 19830310 PASS YES
-SAFEEND B3. 3

RCF-F3-1-SE VES NOZ B-F R00002821 PT 19830309 PASS YES
-SAFEEND B3. 3

RCF-F4-1-SE VES NOZ B-F R00002812 PT 19830304 PASS YES
-SAFEEND B3. 3

SG-1-C-IR VES NIR B-D R00005082 C00000769 SQ-59 UT-35L 19900220 PASS YES
B3. 2

SG-1-H-IR VES NIR B-D R00005081 C00000769 SQ-59 UT-35L 19900220 PASS YES
B3. 2

SG-1-2-1 VES HD B-B R00002080 C00000518 SQ-49 UT-0 19820218 PASS YES
-VTUBSHT B3. 1C



* NUTECH
** * * * * * * * **** ******** ** ******

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE-EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 0 PERIOD 3

PRISIM

* PAGE 132
* REVISION 0000

* * DATE 12/01/95 *

* SYSTEM : SG RCS STEAM GENERATOR - 068
* ISOMETRIC NUMBER : CHM-2660-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SG-1-2-1 VES HD B-B R00002087 C00000522 SQ-49 UT-45 19820222 ENGR YES SUBSURF, LIN <CODE SIZE
-VTUBSHT B3. 1C R00002115 C00000537 SQ-49 UT-60 19820304 PASS YES SUBSURF, ROU AMP < REF

SG-1-2-2 VES HD B-B R00002081 C00000519 SQ-49 UT-0 19820219 PASS YES
-VTUBSHT B3. 1C R00002106 C00000534 SQ-49 UT-45 19820303 PASS YES SUBSURF, ROU AMP < REF

R00002124 C00000542 SQ-49 UT-60 19820309 PASS YES

SG-1-2-3 VES HD B-B R00002082 C00000519 SQ-49 UT-0 19820219 PASS YES
-VTUBSHT B3. 1C R00002101 C00000532 SQ-49 UT-45 19820302 PASS YES

R00002119 C00000539 SQ-49 UT-60 19820308 PASS YES

SG-1-2-4 VES HD B-B R00002079 C00000518 SQ-49 UT-O 19820218 PASS YES
-VTUBSHT B3. 1C R00002100 C00000531 SQ-49 UT-45 19820223 PASS YES SUBSURF, ROU AMP < REF

R00002116 C00000538 SQ-49 UT-60 19820305 PASS YES SUBSURF, ROU AMP < REF

SG-2-C-IR VES NIR B-D R00005077 C00000767 SQ-59 UT-35L 19900212 PASS YES
B3. 2

SG-2-H-IR VES NIR B-D R00005078 C00000767 SQ-59 UT-35L 19900212 PASS YES
B3. 2

SG-2-3-1 VTUBSHT C-A R00000516 C00000151 SQ-40 UT-O 19790724 PASS YES
-VES SHL C1.1 R00000516 C00000153 SQ-40 UT-45 19790725 PASS YES GEOMETRIC NON-RELEVANT

R00000525 C00000157 SQ-4O UT-60 19790727 PASS YES GEOMETRIC NON-RELEVANT

SG-3-C-IR VES NIR B-D R00005080 C00000768 SQ-59 UT-35L 19900215 PASS YES
B3. 2

SG-3-H-IR VES NIR B-D R00005079 C00000,768 SQ-59 UT-35L 19900215 PASS YES
B3. 2

SG-3-4A-2 VES SHL C-A R00000515 C00000151 SQ-4O UT-0 19790724 PASS YES
-VES SHL C1.1

Q'."*"*



a
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
9~ * * * *

*
*

* PAGE 133
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SG-3-4A-2 VES SHL C-A R00000515 C00000155 SQ-4O UT-45 19790727 PASS YES
-VES SHL C1.1 R00000527 C00000157 SQ-40 UT-60 19790727 PASS YES

SG-4-C-IR VES NIR B-D R00005084 C00000769 SQ-59 UT-35L 19900220 PASS YES
B3. 2

SG-4-H-IR VES NIR B-D R00005083 C00000769 SQ-59 UT-35L 19900220 PASS YES
B3. 2

SG-41B-5-1 VES SHL C-A R00000523 C00000156 BNP-82 UT-0 19790730 PASS YES
-VES SHL C1.1 R00000523 C00000160 BNP-82 UT-45 19790731 PASS YES GEOMETRIC NON-RELEVANT

R00000531 C00000166 BNP-82 UT-60 19790803 PASS YES GEOMETRIC NON-RELEVANT

SG-5-6A-3 VES SHL C-A R00000518 C00000156 BNP-82 UT-O 19790730 PASS YES
-VES SHL C1.1 R00000518 C00000161 BNP-82 UT-45 19790801 PASS YES GEOMETRIC NON-RELEVANT

R00000528 C00000165 BNP-82 UT-60 19790802 PASS YES GEOMETRIC NON-RELEVANT

SG-6B-7-4 VES SHL C-A ROOOO623 MT 19841214 PASS YES
-VES HD C1.1 R00000522 C00000156 BNP-82 UT-O 19790730 PASS YES

R00000621 C00000210 BNP-82 UT-O 19790917 PASS NO
R00000621 C00000209 BNP-82 UT-O 19890913 PASS YES SURF, ROUND SUP EXAM, OK
R00000522 C00000160 BNP-82 UT-45 19790731 ENGR YES SUBSURF, LIN AMP < REF
R00000621 C00000212 BNP-82 UT-45 19790917 PASS YES PHYSIC DMG REMOVED
R00000522 C00000168 BNP-82 UT-45 19790123 PASS YES SUBSURF, LIN SUP EXAM, OK
R00000533 C00000167 BNP-82 UT-60 19790806 FAIL YES SUBSURF, LIN SUP EXAM, OK
R00000626 C00000217 BNP-82 UT-60 19790926 FAIL NO LINEAR SUP EXAM, OK
R00000638 C00000230 BNP-82 UT-60 19791011 PASS YES LINEAR SUP EXAM, OK
R00000645 C00000233 WB-39 UT-60 19791018 PASS YES
R00003148 VT-1 19831027 PASS NO

SGAFW-3 VES NOZ C-B R00000519 C00000156 BNP-82 UT-0 19790730 PASS YES
-VES SHL C1.2

a
NUTECH



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 134 *
* REVISION 0000 *

DATE 12/01/95

* SYSTEM SG RCS STEAM GENERATOR - 068 ** ISOMETRIC NUMBER CHM-2660-B SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SGAFW-3 VES NOZ C-B R00000519 C00000161 BNP-82 UT-45 19790801 PASS YES
-VES SHL C1.2 R00000532 C00000166 BNP-82 UT-60 19790803 PASS YES GEOMETRIC NON-RELEVANT

SGFW-1 VES NOZ C-B R00000517 C00000152 SQ-4O UT-O 19790725 PASS YES
-VES SHL C1.2 R00000517 C00000154 SQ-40 UT-45 19790726 PASS YES

R00000526 C00000157 SQ-40 UT-60 19790727 PASS YES GEOMETRIC NON-RELEVANT
SGMS-L VES HD C-B R00000524 C00000158 BNP-82 UT-0 19790731 PASS YES

-VES NOZ C1.2 R00000524 C00000159 BNP-82 UT-45 19790730 PASS YES GEOMETRIC NON-RELEVANT
R00000534 C00000167 BNP-82 UT-60 19790806 PASS YES



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 135
REVISION 0000
mr._ 1/01/95/y

* SYSTEM :SG RCS STEAM GENERATOR - 068 ** ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-I-Oi-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-1-1-01-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-I-1-02-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-i-1-02-H MW BLTG B-G-2 R00005994 VT-i 19940214 PASS YES
B3.10

MWCB-I-i-03-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-I-I-03-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-I-1-04-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-i-1-04-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-l-l-05-C MW BLTG B-G-2 R00005995 VT-i 19940214 PASS YES
B3.10

MWCB-I-I-05-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-I-I-06-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10



NUTECH
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*K

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE :, 00INTERVAL O fl PFRI•Rfl

* *
*
*
*

* PAGE 136 *
* R~v'iInIfl nnnn *

* DATE 12/01/95 *

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-i-I-06-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-1-I-07-C MW BLTG 8-G-2 R00005995 VT-I 19940214 PASS YES
B3.10

MWCB-I-1-07-H MW BLTG B-G-2 R00005994 VT-I 19940214 PASS YES
B3.10

MWCB-I-1-07-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES

B3.10

MWCB-I-I-08-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-1-1-09-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-I-I-09-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-I-I-I0-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-I-1-IO-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES

B3.10

MWCB-1-1-11-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-l-l-11-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES

B3.10

PRISIM



* NUTECH
*
*

*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM

* PAGE 137
*REVISION 0000 ,*

DATE 12/01/95

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-1-12-C MW BLTG B-G-2 R00005995 VT-i 19940214 PASS YES
B3.10

MWCB-i-1-12-H MW BLTG B-G-2 R00005994 VT-i 19940214 PASS YES
B3.10

MWCB-1-1-13-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-i-1-13-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-I-1-14-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-1-1-14-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-1-i-15-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-i-1-15-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-1-1-16-C MW BLTG B-G-2 R00005995 VT-1 19940214 PASS YES
B3.10

MWCB-1-1-16-H MW BLTG B-G-2 R00005994 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-01-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

* PAGE 138 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM :SC RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-2-O1-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-02-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-02-H MW BLTG B-G-2 R00005999 VT-i 19940214 PASS YES
B3.10

MWCB-1-2-03-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-03-H MW BLTG B-G-2 R00005999 VT-i 19940214 PASS YES
B3.10

MWCB-1-2-04-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-04-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-05-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-05-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-06-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-06-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 139 *
* REVISION 0000 *

* SYSTEM : SG RCS STEAM GENERATOR - 068 *
ISOMETRIC NUMBER : CHM-2660-B SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-2-07-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-07-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-08-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-08-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-09-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-09-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-10-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-10-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-11-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-11-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-12-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT :'P01-01 CYCLE : 00INTERVAL 00 PFRI0A •

PRISIM *

* PAGE 140 *

* DATE 12/01/95 t

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-2-12-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-13-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-13-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-14-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-14-H MW BLTG B-G-2 R00005999 VT-i 19940214 PASS YES
B3.10

MWCB-1-2-15-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-15-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-16-C MW BLTG B-G-2 R00005998 VT-1 19940214 PASS YES
B3.10

MWCB-1-2-16-H MW BLTG B-G-2 R00005999 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-01-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-01-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00
* INTERVAL :0O0 PERIOD : 3

** * * * * * * * * ***** * * * ** *

PRISIM *

PAGE** *********** **
• PAGE 141 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-3-02-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-02-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-03-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-03-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-04-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-04-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-05-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3. 10

MWCB-1-3-05-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-06-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-06-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3. 10

MWCB-1-3-07-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

**-. o *****



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 142 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER : CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-3-O7-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-08-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-08-H MW BLTG B-G-2 R00005997 VT-i 19940214 PASS YES
B3.10

MWCB-1-3-09-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3. 10

MWCB-1-3-09-H MW BLTG B-G-2 R00005997 VT-i 19940214 PASS YES
B3. 10

MWCB-1-3-10-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3. 10

MWCB-1-3-10-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-11-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-11-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-12-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-12-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

** ** * * * * ***** ** *** **** ***

PRISIM

*PAGE 143 *
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM : SG RCS STEAM GENERATOR -068 *
* ISOMETRIC NUMBER : CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-3-13-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
83.10

MWCB-1-3-13-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES.
B3.10

MWCB-1-3-14-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-14-H MW BLTG B-G-2 R00005997 *VT-1 19940214 PASS YES
B3.10

MWCB-1-3-15-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-15-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-16-C MW BLTG B-G-2 R00005996 VT-1 19940214 PASS YES
B3.10

MWCB-1-3-16-H MW BLTG B-G-2 R00005997 VT-1 19940214 PASS YES
B3.10

MWCB-I-4-O1-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-I-4-O1-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-I-4-02-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10



* NUTECH
*
*
*
*

*******4f*****M444&d444aaaaaaaaaaaaaM

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT- UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL 0 0 PERIOD 3

PRISIM

* PAGE 144
*REVISION 0•000

SDATE 12/01/95

SYSTEM SG RCS STEAM GENERATOR - 068
*ISOMETRIC NUMBER CHM-2660-B SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-4-02-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-03-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-03-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-04-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-04-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-05-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-05-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-06-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-06-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-07-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-07-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL :00 PFRIOD) q

PRISIM *

4*-

"* PAGE 14.5 "*
4+RFVISI1ON Afl(n 4+

DATE 12/01/95

SYSTEM :SG RCS STEAM GENERATOR - 068
* ISOMETRIC NUMBER CHM-2660-B SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-I-4-08-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-I-4-O8-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-09-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-09-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-10-C MW BLTG B-G-2 R00006001 VT-i 19940215 PASS YES
B3.10

MWCB-1-4-10-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-11-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-11-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-12-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-i-4-12-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-13-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10



* * * **** *@
* NUTECH
*
*
*
*

4. * * *** * **** ** *** *********

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAI & On DcD I n

PRISIM

PAGE 146

DATE 12/01/95 *

SYSTEM SG RCS STEAM GENERATOR - 068
*ISOMETRIC NUMBER CHM-2660-B SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MWCB-1-4-13-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-14-C MW BLTG B-G-2 R00006001 VT-i 19940215 PASS YES
B3.10

MWCB-1-4-14-H MW BLTG B-G-2 R00006000 VT-i 19940215 PASS YES
B3.10

MWCB-1-4-15-C MW BLTG B-G-2 R00006001 VT-i 19940215 PASS YES
B3.10

MWCB-1-4-15-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-16-C MW BLTG B-G-2 R00006001 VT-1 19940215 PASS YES
B3.10

MWCB-1-4-16-H MW BLTG B-G-2 R00006000 VT-1 19940215 PASS YES
B3.10



S
* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00I PTr'DAl • nDI

IN•rR A n n.J rLntLUU 3 IT KLVISIUN UU0U
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
ISOMETRIC NUMBER CHM-2758-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-581-BC VALBLTG B-G-2 R00004768 VT-i 19850329 PASS YES
B6. 9 R00004635 VT-1 19841214 FAIL YES PHYSIC DMG BLTN RPLACD

THRD ENGAGE BLTN RPLACD

** * * ** * * * ** ***** ********* **** ***** ******* *

PRISIM
*

*

* PAGE 147 *



* NUTECH
*
*
*
*
*

* ** * * ** ******** *** * **** ****

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL :00 PERIOD 3

PRISIM

* PAGE 148 *

* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER CHM-2758-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FCV-63-118 VAL INT B-M-2 R00003242 VT-1 19840130 PASS YES
B6. 7

FCV-63-118-BC VALBLTG B-G-2 R00001918 VT-1 19811208 PASS YES
B6. 9

SIF-B-T044-02 VALVE B-J R00002338 PT 19820429 PASS YES
-PIPE B4. 8

SIF-B-TO44-03 PIPE B-J R00002339 PT 19820429 PASS YES
-TEE B4. 8

SIF-B-T044-04 TEE B-J R00002340 PT 19820429 PASS YES
-PIPE B4. 8

SIF-B-TO44-05 PIPE B-J R00002228 PT 19820421 PASS YES
-ELBOW B4. 8

SIF-B-TO44-06 ELBOW B-J R00002229 PT 19820421 PASS YES
-PIPE B4. 8

SIF-B-T044-07 PIPE B-J R00002222 PT 19820421 PASS YES
-ELBOW B4. 8

SIF-B-TO44-08 ELBOW B-J R00002221 PT 19820421 PASS YES
-PIPE B4. 8

SIF-B-TO44-09 PIPE B-J R00002220 PT 19820421 PASS YES
-ELBOW B4. 8

SIF-B-TO44-10 ELBOW B-J R00002219 PT 19820421 PASS YES
-PIPE B4. 8



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

A * * ** *
*
*

* PAGE 149
REVISION 0000

* DATE 12/01/95 *

* SYSTEM SiS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T044-11 PIPE B-J R00002218 PT 19820421 PASS YES
-WELDOLT B4. 8

SIF-B-Tb44-12 TEE B-J R00003327 PT 19810417 PASS YES
-REDUCER B4. 8

63-560-BC VALBLTG B-G-2 R00005302 VT-1 19930504 PASS YES
B6. 9

63-622-BC VALBLTG B-G-2 R00005297 VT-i 19930423 PASS YES
B6. 9

63-633-BC VALBLTG B-G-2 R00001918 VT-1 19811208 PASS YES
B6. 9

PRISIM



* NUTECH

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER CHM-2758-C SHEET : 08

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*

*

* PAGE 150
* REVISION 0000
* DATE 12/01/95

* ** ***** ************** *** ****** ************ * * ** * *

FEATURE NUMBER

FCV-63-098-BC

SIF-B-T105-01

SIF-B-T105-02

SIF-B-T1O5-03

SIF-B-T105-04

SIF-B-T105-05

SIF-B-T105-06

SIF-B-T105-06B

SIF-B-T105-07

SIF-B-T105-08

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

VALBLTG

REDUCER
-TEE

TEE
-PIPE

PIPE
-VALVE

TEE
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

CATGORY/
ITEM NO.

B-G-2
B6. 9

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00001918

R00003345

R00003345

RO0003345

R00003345

R00003346

R00003345

R00003346

R00003319

R00003347

EXAM
TYPE

VT- 1

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19811208

19810330

19810330

19810330

19810330

19810606

19810330

19810606

19810606

19810606

EXAM
RESULT

PASS

PASS

PASS

.PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PT 19810606 PASS

PRISIM

SIF-B-TI05-09 R00003348



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT. EXAM REQUIREMENT : P01-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 08
*•••= . . . . ........ .....

PRISIM

* PAGE 151 *
* REVI-SION 0000 *
* DATE 12/01/95 *

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAMDESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT

*
*
*
*

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

SIF-B-T105-10

SIF-B-T105-10A

SIF-B-T105-10B

SIF-B-T105-11

SIF-B-T105-12

SIF-B-T105-12A

SIF-B-T105-12B

SIF-B-T1O5-13

SIF-B-T105-14

SIF-B-TiOS-15

SIF-B-T105-17

ELBOW B-J R00003350
-PIPE B4. 8

PIPE
-ELBOW

ELBOW
-PIPE

P I PE
-ELBOW

ELBOW
-PIPE

P I PE
-ELBOW

ELBOW
-P I PE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE

-ELBOW

PIPE

B-J
B4i.

B-J
B4.

B-J
B4.

B-J
B4.

B-J
B4.

B-J
B4.

B-J
Bi.

B-J
Bi4.

B-J
B4-.

-WELDOLT Bi. 8

R00003349

R00003349

R00003350

R00003350

R00003349

R00003349

R00002225

R00002224

R00002223

R00003352

PT 19810606 PASS

PT 19810606 PASS

PT 19810606 PASS

PT 19810606 PASS

PT 19810606 PASS

PT 19810606 PASS

PT 19810606 PASS

PT 19820421 PASS

PT 19820421 PASS

PT 19820421 PASS

PT 19810606 PASS

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES



* ****B+***************************************************************@NUNUT TENNESSEE VALLEY AUTHORITY* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* 
ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE

SIF-B-Tl12-O4 ELBOW B-J R00004802 PT
-PIPE B4. 8

SIF-B-T112-05 PIPE B-J R00002226 PT
-ELBOW B4. 8

SIF-B-T112-06 ELBOW B-J R00003355 PT
-PIPE B4. 8

SIF-B-T112-07 PIPE B-J R00003354 PT
-ELBOW B4. 8

SIF-B-T112-08 ELBOW B-J R00002227 PT
-PIPE B4. 8

SIF-B-T112-11 VALVE B-J R00003355 PT
-PIPE B4. 8

SIF-B-T112-12 PIPE B-J R00002424 PT
-TEE B4. 8

63-559-BC VALBLTG B-G-2 R00001918 VT-1
B6. 9

63-561 VAL INT B-M-2 R00003243 VT-1
B6. 7

63-561-BC VALBLTG B-G-2 R00005304 VT-1
B6. 9

63-623-BC VALBLTG B-G-2 R00005300 VT-1
B6. 9

-,

EXAM EXAM

EXAM
DATE

19860213

19820421

19810331

19800209

19820421

19810331

19820506

19811208

19840103

19930505

19930502

PRISIM *

* PAGE 152 *
* REVISION 0000 *

* DATE 12/01/95 *

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

******** 4&4ý4ý



a

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
* PAGE 153
* REVISION 0000
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

SIS SAFETY INJECTION SYSTEM - 063
CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-632-BC VALBLTG B-G-2 R00001918 VT-1 19811208 PASS YES
B6. 9

NUTECH0.

-------------

W

PR I SIM



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 154
REVISION 0000

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FCV-63-080-BC VALBLTG B-G-2 R00001919 VT-1 19811208 PASS YES
B6. 9

SIF-B-T063-09 ELBOW B-J R00003344 PT 19810406 PASS YES
-PIPE B4. 8

SIF-B-T063-10 PIPE B-J R00002866 PT 19830404 PASS YES
-ELBOW B4. 8

SIF-B-T063-11 VALVE B-J R00002867 PT 19830404 PASS YES
-PIPE B4. 8

63-562 VAL INT B-M-2 R00004837 VT-1 19871026 PASS YES
B6. 7

63-562-BC VALBLTG B-G-2 R00005407 VT-1 19930519 PASS YES
B6. 9

63-624-BC VALBLTG B-G-2 R00005298 VT-1 19930425 PASS YES
B6. 9

63-634-BC VALBLTG B-G-2 R00001919 VT-1 19811208 PASS YES
B6. 9



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE

* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P01-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 10

PRISIM
*

* PAGE 155 *
REVISION 0000
DATE 12/01/95

FEATURE NUMBER

FCV-63-067-BC

SIF-B-T026-01

SIF-B-T026-02

SIF-B-T026-03

SIF-B-T026-04

SIF-B-T026-05

SIF-B-T026-06

SIF-B-T026-07

SIF-B-T026-08

SIF-B-T026-09

SIF-B-T026-12

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

VALBLTG

PIPE
-WELDOLT

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

CATGORY/
ITEM NO.

B-G-2
B6. 9

B-J
B4. 8

B-J
BI4. 8

B-J
B4,. 8

B-J
BI4. 8

B-J
B/4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B/4. 8

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00001918

R00002297

R00002298

R00002299

R00002300

R00002301

R00002326
R00002326A

R00002327

R00002328

R00002329

R00003321

EXAM
TYPE

VT- 1

PT

PT

PT

PT

PT

PT
PT

PT

PT

PT

PT

EXAM
DATE

19811208

19820423

19820423

19820423

19820423

19820423

19820426
19820715

19820426

19820426

19820426

19810126

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

FAIL
PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES SURF, LINEAR IND. RMVD.
YES

YES

YES

YES

YES



***** I** *****
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

**** * *** **** ***** *
* PAGE 156 *
* REVISION 0000 *
* nATr 19>/n1/or *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 ** ISOMETRIC NUMBER CHM-2758-C SHEET 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T026-13 PIPE B-J R00002332 PT 19820427 PASS YES
-ELBOW B4. 8

SIF-B-T026-1 TEE B-J R00002330 PT 19820426 PASS YES
-PIPE Bt. 8

SIF-B-T026-15 PIPE B-J R00003322 PT 19810126 PASS YES
-TEE B4. 8

SIF-B-T026-16 VALVE B-J R00003322 PT. 19810126 PASS YES
-PIPE Bi. 8

SIF-B-T026-17 TEE B-J R00002331 PT 19820426 PASS YES
-REDUCER Bi. 8

SIF-B-TO3i-03 PIPE B-J R00003325 PT 19810606 PASS YES
-ELBOW Bi. 8

SIF-B-TO3i-Oi ELBOW B-J R00003326 PT 19810519 PASS YES
-PIPE Bi. 8

SIF-B-TO3i-05 PIPE B-J R00003326 PT 19810519 PASS YES
-ELBOW Bi. 8

SIF-B-TO3i-06 TEE B-J R00003326 PT 19810519 PASS YES
-PIPE Bi. 8

SIF-B-TO3i-07 PIPE B-J R00003326 PT 19810519 PASS YES
-TEE Bi. 8

SIF-B-TO3i-08 VALVE B-J R00003326 PT 19810519 PASS YES
-PIPE B4. 8

** * * * * ** * * * * * * *



*if***ififB*if*ififififiI
* NUTE~W
if

if

if

if

if

if

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 157 *
* REVISION 0000 *
* DATE 12/01/95 *

*SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 10

FEATURE NUMBER

SIF-B-TO3L-09

63-558

63-558-BC

63-563-BC

63-625

63-625-BC

63-635

63-635-BC

COMPONENT
DESCRIPT.

REDUCER
-TEE

VAL INT

VALBLTG

VALBLTG

VAL INT

VALBLTG

VAL INT

VALBLTG

CATGORY/
ITEM NO.

B-J
B4. 8

B-M-2
B6. 7

B-G-2
B6. 9

B-G-2
B6. 9

B-M-2
B6. 7

B-G-2
B6. 9

B-M-2
B6. 7

B-G-2
B6. 9

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00003326

R00003224

R00001918

R00006612

R00003213

R00005267

R00003231

R00001918

EXAM
TYPE

PT

VT- 1

VT- 1

-VT- 1

VT-1

VT- 1

VT- 1

VT- 1

EXAM
DATE

19810519

19840113

19811208

19950930

19840104

19930420

19840118

19811208

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

------------ w ----



***IN***
* NUTE
*h

*1

*1€

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM SIS SAFETY INJECTION SYSTEM - 063~ISOMETRIC NUMBER :CHM-2758-C SHEET : 11-

FEATURE NUMBER

SI-02-BC

SIF-B-T028-02

SIF-B-T028-03

SIF-B-TO28-04

SIF-B-T028-05

SIF-B-T028-06

SIF-B-T028-07

SIF-B-T028-08

SIF-B-TO58-02

SIF-B-T058-03

SIF-B-T058-04

COMPONENT
DESCRIPT.

FLGBLTG

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-COUPLNG

COUPLNG
-PIPE

PIPE
-ELBOW

VALVE
-PIPE

PIPE
-VALVE

CATGORY/ EXAMINATION CAL. CAL.
ITEM NO. REPORT NO. REPORT NO. STD.

B-G-2
B4. 12

B-J
B4. 8

B-J
B14. 8

B-J
B4. 8

B-J
Bit. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

ELBOW B-J
-PIPE B4. 8

R00004381

R00002245

R00002242
R00003124

R00002241
R00003125

R00002244

R00002197

R00002198

R00002803

R00002131

R00002431

R00002432

EXAM EXAM EXAM
TYPE DATE RESULT

VT-1

PT

PT
PT

PT
PT

PT

PT

PT

PT

PT

PT

19841003

19820422

19820422
19831025

19820422
19831025

19820422

19820409

19820409

19830228

19820316

19820507

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

PASS

PASS

FAIL
PASS

FAIL
PASS

PASS

PASS

PASS

PASS

PASS

PASS

SURF, ROUND IND. RMVD.

SURF, LINEAR IND. RMVD.

PT 19820507 PASS

PRISIM

* PAGE 158 *
* REVISION 0000

DATE 12/01/95 *------------



NU TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P01-01 CYCLE : 00INTERVAL : 00 PERIOD : 3

*

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 11

PRISIM
*

** * ** *** ***** * * *

* PAGE 159
REVISION 0000

*DATE 12/01/95

FEATURE NUMBER

SIF-B-T058-05

SIF-B-T058-06

SIF-B-T058-07

SIF-B-T058-08

SIF-B-T058-09

SIF-B-TO58-10

SIF-B-T058-11

SIF-B-T058-12

SIF-B-T058-13

SIF-B-TO58-1k

SIF-B-TO58-15

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

CATGORY/
ITEM NO.

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
Bk. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
Bk. 8

B-J
Bk. 8

EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00002207

R00002333

R00002334

R00002335

R00002336

R00002306

R00002305

R00002308

R00002307

R00002204

R00002132

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19820421

19820427

19820427

19820427

19820427

19820423

19820423

-19820423

19820423

19820421

19820316

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES



** NUTEk ""
*N
*K
*N

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 160
REVISION 0000

*DATE 12/01/95 *

* SYSTEM SiS SAFETY INJECTION SYSTEM - 063 ** ISOMETRIC NUMBER CHM-2758-C SHEET : 11

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T058-16 ELBOW B-J R00002324 PT 19820426 PASS YES
-PIPE B4. 8

SIF-B-T058-17 PIPE B-J R00002187 PT 19820325 PASS YES
-ELBOW Bt. 8

SIF-B-T058-18 VALVE B-J R00002205 PT 19820421 PASS YES
-PIPE B4. 8

SIF-B-T058-19 PIPE B-J R00002188 PT 19820325 PASS YES
-VALVE B4. 8

SIF-B-T058-30 ELBOW B-J R00002249 PT 19820422 PASS YES
-PIPE Bi. 8

SIF-B-T058-31 PIPE B-J ROOOO2247 PT 19820422 PASS YES
-ELBOW Bi. 8

SIF-B-T058-32 ELBOW B-J R00002250 PT 19820422 PASS YES
-PIPE Bi. 8

SIF-B-T058-33 PIPE B-J R00002248 PT 19820422 PASS YES
-ELBOW Bi. 8

SIF-B-TO58-3i ELBOW B-J R00002251 PT 19820422 PASS YES
-PIPE Bi. 8

SIF-B-T058-35 PIPE B-J R00002252 PT 19820422 PASS YES
-ELBOW Bi. 8

SIF-B-T058-36 ELBOW B-J R00002253 PT 19820422 PASS YES
-PIPE Bi. 8



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM-
0~ * * * *

*

* PAGE 161 *
* REVISION 0000
* DATE 12/01/95

SYSTEM SiS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER CHM-2758-C SHEET : 11

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T058-37 PIPE B-J R00002254 PT 19820422 PASS YES
-ELBOW B4. 8

SIF-B-T059-03 COUPLNG B-J R00002256 PT 19820422 PASS YES
-PIPE Bt. 8

SIF-B-TO59-O0 PIPE B-J R00002255 PT 19820422 PASS YES
-COUPLNG B4. 8

SIF-B-TO59-O4A COUPLNG B-J R00002429 PT 19820506 PASS YES
-PIPE B4. 8

SIF-B-TO59-O0B PIPE B-J R00002430 PT 19820506 PASS YES
-COUPLNG Bi. 8

SIF-B-T059-05 ELBOW B-J R00002802 PT 19830228 PASS YES
-PIPE Bi. 8

SIF-B-T059-06 PIPE B-J R00002804 PT 19830228 PASS YES
-ELBOW Bi. 8

SIF-B-T059-07 ELBOW B-J R00002801 PT 19830228 PASS YES
-PIPE Bi. 8



* NUTECr

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 12

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : PO0-O1 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

• PAGE 162
REVISION 0000
DATE 12/01/95

mwwwwwwwflflflrwwflwwwwfrff*****************************

*
*
*
*

..~ ~WWWWWWWWWWWWWWWW1tItlt1tlJ*4+44+4+
4 +~j~~fl

FEATURE NUMBER

SI-03-BC

SIF-B-T060-01

SIF-B-T060-02

SIF-B-T060-03

SIF-B-T060-04

SIF-B-T060-05

SIF-B-T060-06

SIF-B-T060-07

SIF-B-T113-02

SIF-B-T113-03

SIF-B-T113-04

COMPONENT
DESCRIPT.

CATGORY/ EXAMINATION CAL. CAL. EXAM
ITEM NO. REPORT NO. REPORT NO. STD. TYPE

FLGBLTG B-G-2
Bk.12

PIPE B-J
-COUPLNG B4. 8

COUPLNG B-J
-PIPE B4. 8

PIPE B-J
-COUPLNG B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE Bk. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

VALVE B-J
-PIPE B4. 8

R00004377
R00004540

R00002310

R00002142

R00002309

R00002258

R00002259

R00004518

R00002261

R00002875

R00003010

R00002230

R00002231

VT- 1
VT-1

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM EXAM
DATE RESULT

19841003
19841123

19820423

19820317

19820423

19820422

19820422

19841116

19820422

19830406

19830928

19820421

19820421

FAIL
PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

FAIL

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

PHYSIC DMG BLTN RPLACDYES
YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

SURF, LINEAR IND. RMVD.
ARC STRIKE REMOVED

** ** * * * * * * * * * * ********* *4+4



* 7N 4TE***** NUTECl TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : PO1-01 CYCLE : 00. INTERVAL : 00 PERIOD : 3

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER CHM-2758-C SHEET : 12•*********••*•*****•*** **.. *•****

** * * ***** ***** * * *** ** *

PRISIM

PAGE 163 *
REVISION 0000

* DATE 12/01/95 *

FEATURE NUMBER

SIF-B-Tll3-06

SIF-B-T113-07

SIF-B-T113-08

SIF-B-T113-09

SIF-B-T113-10

SIF-B-T113-11

SIF-B-T113-12

SIF-B-T113-13

SIF-B-T113-14

SIF-B-T113-15

SIF-B-T113-16

COMPONENT CATOORY/
DESCRIPT. ITEM NO.

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

PIPE B-J
-ELBOW B4. 8

ELBOW B-J
-PIPE B4. 8

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00002233

R00002876

R00003011

R00002877

R00004801

R00002235

R00003364

R00003365

R00002236

R00002281

R00003363

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM EXAM SEC XI

EXAM
DATE

19820421

19830406

19830928

19830406

19860214

19820421

19810602

19810602

19820421

19820422

19790202

EXAM
RESULT

PASS

FAIL

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI
CREDIT

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

SURF, LINEAR IND. RMVD.
ARC STRIKE REMOVED

PT 19810602 PASS

- - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - - -

R00003358



NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT- UNIT 1 *

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT4 EXAM REQUIREMENT : P01-01 CYCLE : 00 * PAGE 164 *4 INTERVAL : 00 PERIOD : 3 * REVISION 0000 0

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER CHM-2758-C SHEET : 12

* DATE 12/01/95 *

FEATURE NUMBER

SIF-B-T113-17

SIF-B-T113-18

SIF-B-T113-19

SIF-B-T113-20

SIF-B-T113-21

SIF-B-T113-22

SIF-B-T113-23

SIF-B-T113-26

SIF-B-T113-27

SIF-B-T113-28

SIF-B-T113-29

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

VALVE
-PIPE

PIPE
-VALVE

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

CATGORY/
ITEM NO.

B-J
BL4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B'4. 8

B-J
B4,. 8

PIPE B-J
-ELBOW B4. 8

EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAMINATION CAL. CAL.

REPORT NO. REPORT NO. STD.

R00002435

R00002277
R00002277A

R00003359

R00002283

R00002282

R00002284

R00003359

R00003359

R00002280

R00002279

EXAM
TYPE

PT

PT
PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19820519

19820422
19820705

19810412

19820422

19820422

19820422

19810412

19810412

19820422

19820422

EXAM
RESULT

PASS

FAIL
PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES SURF, LINEAR IND. RMVD.
YES

YES

YES

YES

YES

YES

YES

YES

YES

R00002278 PT 19820422 PASS



* ** * * ** a
NUTEC1 TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
,

*
*

* PAGE 165
" REVISION 0000
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER CHM-2758-C SHEET : 12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T113-30 ELBOW B-J R00002143 PT 19820317 PASS YES
-PIPE B4. 8

SIF-B-T113-31 PIPE B-J R00002302 PT 19820423 PASS YES
-ELBOW B4. 8

SIF-B-T113-32 ELBOW B-J R00002144 PT 19820317 PASS YES
-PIPE B4. 8

SIF-B-T113-33 PIPE B-J R00002303 PT 19820423 PASS YES
-ELBOW B4. 8

SIF-B-T113-34 COUPLNG B-J R00002304 PT 19820423 PASS YES
-PIPE B4. 8



* NUTECW
.*(

*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 13

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAMFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE

SI-04-BC FLGBLTG B-G-2 R00004378 VT-1
B4.12 R00004541 VT-1

SI-05-BC FLGBLTG B-G-2 R00004379 VT-1
B4.12 R00004542 VT-1

SIF-B-T029-02 ELBOW B-J R00002275 PT
-PIPE B4. 8

SIF-B-T029-03 PIPE B-J R00002274 PT
-ELBOW B4. 8

SIF-B-T029-04 ELBOW B-J R00002273 PT
-PIPE B4. 8

SIF-B-T029-05 PIPE B-J R00002134 PT
-ELBOW B4. 8

SIF-B-T029-06 VALVE B-J R00002141 PT
-PIPE B4. 8

SIF-B-T029-07 PIPE B-J R00002272 PT
-VALVE B4. 8

SIF-B-T029-08 ELBOW B-J R00002289 PT
-PIPE B4. 8

SIF-B-T029-09 PIPE B-J R00002290 PT
-ELBOW B4. 8

SIF-B-T029-10 ELBOW B-J R00002291 PT
-PIPE B4. 8

EXAM EXAM
DATE RESULT

19841003 FAIL
19841123 PASS

19841003 FAIL
19841123 PASS

19820422 PASS

19820422 PASS

19820422 PASS

19820317 PASS

19820317 PASS

19820422 PASS

19820423 PASS

19820423 PASS

19820423 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES THRD ENGAGE BLTNG TGHTN
YES

YES THRD ENGAGE BLTNG TGHTN
YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PRISIM

PAGE 166
REVISION 0000

* DATE 12/01/95 *



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM **WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P01-01 CYCLE : 00 * PAGE 167 ** INTERVAL : 00 PERIOD : 3 * REVISION 0000 *

* DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER : CHM-2758-C SHEET : 13

FEATURE NUMBER

SIF-B-T029-11

SIF-B-TO29-12

SIF-B-T029-13

SIF-B-T029-14

SIF-B-T029-15

SIF-B-T029-16

SIF-B-T029-17

SIF-B-T029-18

SIF-B-T029-19

SIF-B-T029-20

SIF-B-T029-21

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

VALVE
-PIPE

CATGORY/
ITEM NO.

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

PIPE B-J
-VALVE B4. 8

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00002292

R00002293

R00002294

R00002140

R00002295

R00002311

R00002312
R00002312A

R00002313

R00002138

R00002139

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT
PT

PT

PT

PT

EXAM-
DATE

19820423

19820423

19820423

19820317

19820423

19820426

19820426
19820715

19820426

19820317

19820317

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

FAIL
PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES SURF, LINEAR IND. RMVD.
YES

YES

YES

YES

PT 19820426 PASS

.... I --------------------------

R00002314 . YES



a
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 13

*****44-4-a-a-aa- -a-a-a-a- -

*

EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER

SIF-B-TQ61-02

SIF-B-T061-03

SIF-B-T061-04

SIF-B-T061-05

SIF-B-T061-08

SIF-B-T061-09

SIF-B-T061-10

SIF-B-T061-12

SIF-B-T061-13

SIF-B-TO61-13A

SIF-B-TO61-13B

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-VALVE

VALVE
-PIPE

PIPE
-ELBOW

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-COUPLNG

COUPLNG
-PIPE

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

B-J
B4. 8

R00002264

R00002265

R00002266

R00002267

R00002270

R00002271

R00002137

R00002217

R00002215

R00002208

R00002135

EXAM EXAM
DATE RESULT

19820422 PASS

19820422 PASS

19820422 PASS

19820422 PASS

19820422 PASS

19820422 PASS

19820317 PASS

19820421 PASS

19820421 PASS

19820421 PASS

19820317 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

I

PRISIM *

PACE 168
REVISION 0000
DATE 12/01/95



.k NTEC
*1!

,*,

,*t
,*!

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

* PAGE 169 *
* REVISION 0000 *

* DATE 12101/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 13

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAMFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE
--------------------------------------- ---------------------

SIF-B-TO61-14 PIPE B-J R00002136 PT
-ELBOW B4. 8

SIF-B-T061-15 ELBOW B-J R00002216 PT
-PIPE B4. 8

SIF-B-T061-19 ELBOW B-J R00002209 PT
-PIPE B4. 8

SIF-B-T061-20 PIPE B-J R00002210 PT
-ELBOW B4. 8

SIF-B-T061-21 ELBOW B-J R00002212 PT
-PIPE B4. 8

EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAM
DATE

19820317

19820421

19820421

19820421

19820421

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES



i
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P01-01 CYCLE : 00

INTFRVAI * On D•RIfl 2

PRISIM
. 1

*

* PAGE 170 *
n.ars, 10 IV flfl nn U

* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 ** ISOMETRIC NUMBER ISI-0053-B SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

BIT-1 VES NOZ C-B R00003247 C00000616 WB-44 UT-0 19840202 PASS YES
-VES HD C1.2 R00003072 C00000581 WB-44 UT-45 19831012 PASS YES

BIT-2 VES HD C-A R00003244 C00000614 WB-44 UT-0 19840131 PASS YES
-VES SHL C1.1 R00003073 C00000581 WB-44 UT-45 19831012 PASS YES

BIT-3 VES SHL C-A R00003245 C00000614 WB-44 UT-0 19840131 PASS YES
-VES HD C1.1 R00003074 C00000581 WB-44 UT-45 19831012 PASS YES

BIT-4 VES HD C-B R00003248 C00000616 WB-44 UT-0 19840202 PASS YES
-VES NOZ C1.2 R00003075 C00000581 WB-44 UT-45 19831012 PASS YES

BIT-5-IA VES IWA C-C R00003219 PT 19840112 PASS YES
-VES SHL C1.3

BIT-6-IA VES IWA C-C R00003220 PT 19840112 PASS YES
-VES SHL C1.3

BIT-7-IA VES IWA C-C R00003221 PT 19840112 PASS YES
-VES SHL C1.3

BIT-8-IA VES IWA C-C R00003222 PT 19840112 PASS YES
-VES SHL C1.3

- - - - - - - - - -•r



ENCLOSURE 1

VOLUME 2



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3
** ******************** ********** **** *** ****** * ******* *** **** ***************

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER : ISI-0005-C SHEET : 01

* * * * ••• .. . . .................

PRISIM

*PAGE 1 *
* REVISION 0000 *
* DATE 12/01/95 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

VALVE
-P I PE

PIPE
-VALVE

VALVE
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-WELDOLT

VALVE
-PIPE

PIPE
-VALVE

PIPE
-PIPE

VALVE
-PIPE

PIPE
-ELBOW

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

R00009199

R00009200

R00009201

R00009202

R00009203

R00009204

R00009205

R00009206

R00009207

R00005008

EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

19921230

19921230

19921230

19921230

19921230

19921230

19921008

19921230

19921230

19900110

FEATURE NUMBER

CVCF-D033-09

CVCF-D033-10

CVCF-D033-11

CVCF-D033-11A

CVCF-D033-11B

CVCF-D033-12

CVCF-D034-12

CVCF-D034-13

CVCF-DO034-13A

CVCF-D034-14

CVCF-D034-1I4B

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PT 19921008 PASS

-- - - -w W WW WW W - -*~ f~

B-J R00009208
B9.21



NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 2
* REVISION 0000
*DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0005-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-DO34-15 PIPE B-J R00009209 PT 19921008 PASS YES
-WELDOLT B9.21

CVCF-D036-06 VALVE B-J R00009215 PT 19921229 PASS YES
-PIPE B9.21

CVCF-D036-07 PIPE B-J R00009216 PT 19921230 PASS YES
-VALVE B9.21

CVCF-D036-07A ELBOW B-J R00009217 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-07B ELBOW B-J R00009218 PT 19921008 PASS YES
-ELBOW B9.21

CVCF-D036-07C PIPE B-J R00009219 PT 19921008 PASS YES
-ELBOW B9.21

CVCF-D036-07D ELBOW B-J R00009220 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-07E ELBOW B-J R00009221 PT 19921008 PASS YES
-ELBOW B9.21

CVCF-DO36-07F PIPE B-J R00009222 PT 19921008 PASS YES
-ELBOW B9.21

CVCF-D036-07G PIPE - B-J R00009223 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-08 PIPE B-J R00009224 PT 19921008 PASS YES
-PIPE B9.21



e NUTECH TENNESSEE VALLEY AUTHORITY
44 WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
44 POST OUTAGE EXAMINATION RESULTS REPORT
4 EXAM REQUIREMENT : P03-01 CYCLE : 004 INTERVAL : 00 PERIOD : 3

PRISIM *444444* 44

44

44

* PAGE 3
REVISION 0000

*AREVISION0000

* DATE 12/01/95S

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
4ISOMETRIC NUMBER : ISI-0005-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D036-08A ELBOW B-J R00009225 PT 19921229 PASS YES
-PIPE B9.21 R00005696 PT 19930117 PASS YES

CVCF-D036-08B PIPE B-J R00009226 PT 19921013 PASS YES
-ELBOW B9.21

CVCF-D036-09 PIPE B-J R00009227 PT 19921026 PASS YES
-PIPE B9.21

CVCF-D036-10 PIPE B-J R00009228 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-10A ELBOW B-J R00009229 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-10B PIPE B-J R00009230 PT 19921008 PASS YES
-ELBOW B9.21

CVCF-D036-10C ELBOW B-J R00009231 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-10D PIPE B-J R00009232 PT 19921229 PASS YES
-ELBOW B9.21

CVCF-D036-10E PIPE B-J R00009233 PT 19921008 PASS YES
-PIPE B9.21

CVCF-D036-10F PIPE B-J R00009234 PT 19921229 PASS YES
-PIPE B9.21

CVCF-D036-10G ELBOW B-J R00009235 PT 19921008 PASS YES
-PIPE B9.21



NUTECH

It***iit****iit*ititiit *** ********** ********4 i*******iii**it

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

it SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 iit ISOMETRIC NUMBER ISI-0005-C SHEET : 01 i

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

EXAM EXAM EXAM
TYPE DATE RESULT

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

CVCF-D036-10H

CVCF-D036-101

CVCF-DO36-10J

CVCF-D036-11

CVCF-D036-12

CVCF-D036-13

CVCF-D036-14

CVCF-D036-14A

CVCF-D036-14B

CVCF-D036-15

CVCF-D036-35

PRISIM

*PAGE 4 i

i REVISION 0000 i

i DATE 12/01/95 i

PIPE
-ELBOW

ELBOW
-PIPE

PIPE
-ELBOW

PIPE
-ELBOW

VALVE
-PIPE

PIPE
-VALVE

RED TEE
-PIPE

ELBOW
-PIPE

PIPE
-PIPE

WELDOLT
-PIPE

PIPE
-VALVE

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

B-J
B9.21

R00005004

R00009236

R00009237

R00009238

R00009240

R00009241

R00009242

R00009243

R00009244

R00009245

R00009916

19900207

19921008

19921008

19921008

19921008

19921008

19921008

19921008

19921008

19921008

19930308

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

----- ww ----



* ** ***** *
* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 5 *
* REVISION 0000

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0005-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D036-36 ELBOW B-J R00009917 PT 19930414 PASS YES
-PIPE B9.21

CVCF-D036-37 PIPE B-J R00009902 PT 19930216 PASS YES
-ELBOW B9.21

CVCF-D036-38 ELBOW B-J R00009901 PT 19930216 PASS YES
-PIPE B9.21

CVCF-D036-39 PIPE B-J R00009900 PT 19930216 PASS YES
-ELBOW B9.21

CVCF-D036-40 ELBOW B-J R00009918 PT 19930308 PASS YES
-PIPE B9.21

CVCF-D036-41 PIPE B-J R00009892 PT 19930210 PASS YES
-ELBOW B9.21

CVCF-D036-42 ELBOW B-J R00009891 PT 19930210 PASS YES
-PIPE B9.21

CVCF-D036-43 PIPE B-J R00009919 PT 19930401 PASS YES
-ELBOW B9.21

CVCF-D036-44 ELBOW B-J R00009920 PT 19930308 PASS YES
-PIPE B9.21

CVCF-D036-45 PIPE B-J R00009921 PT 19930308 PASS YES
-ELBOW B9.21

CVCF-D036-46 ELBOW B-J R00009922. PT 19930308 PASS YES
-PIPE B9.21



NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL 00 PERIOD : 3

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0005-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAMFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE
-----~-------- -------------------------------------

CVCF-D036-47 PIPE B-J R00009887 PT 19930209
-ELBOW B9.21

CVCF-D036-48 ELBOW B-J R00009888 PT 19930209
-PIPE B9.21

CVCF-D036-49 PIPE B-J R00009923 PT 19930308
-ELBOW B9.21

CVCF-D036-50 ELBOW B-J R00009924 *PT 19930308
-PIPE B9.21

CVCF-D036-51 PIPE B-J R00009925 PT 19930331
-ELBOW B9.21

CVCS-O01 ELBOW B-J R00005795 PT 19931116
-PIPE B9.21

CVCS-003 PIPE B-J R00009246 PT 19921008
-RED TEE B9.21

CVCS-O0L4 RED TEE B-J R00009247 PT 19921008
-PIPE B9.21

CVCS-005 PIPE B-J R00009248 PT 19921008
-ELBOW B9.21

CVCS-006 ELBOW B-J R00009249 PT 19921008
-PIPE B9.21

CVCS-007 ELBOW B-J R00009250 PT 19921008
-PIPE B9.21

** ** * * ** * * ** *** *****

PRISIM

*PAGE 6
* REVISION 0000
* DATE 12/01/95 *

EXAM SEC XI RELIEF INDICATION INDICATION

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES



NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 7 ** INTERVAL: 00 PERIOD : 3 * REVISION 0000
* DATE 12/01/95 *

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0005-C SHEET : 01 *

FEATURE NUMBER

CVCS-008

CVCS-009

CVCS-011

CVCS-012

CVCW-O1

CVCW-02

CVCW-03

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-PIPE

ELBOW
-PIPE

PIPE
-ELBOW

WELDOLT
-BR CONN

CATGORY/ EXAMINATION CAL. CAL.
ITEM NO. REPORT NO. REPORT NO. STD.

B-J R00009251
B9.21

B-J R00009252
B9.21

B-J R00009253
B9.21

B-J R00009254
B9.21 R00005697

B-J R00009259
B9.31 R00004976 C00000739 SQ-60

WELDOLT B-J
-BR CONN B9.31

BR CONN B-J
-WELDOLT B9.31

R00004976

R00009260
R00004916
R00004916

R00009261
R00004951
R00004951

EXAM
TYPE

PT

EXAM
DATE

19921008

EXAM
RESULT

PASS

SEC XI
CREDIT

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

PT 19921008 PASS

PT 19921013 PASS

PT
PT

PT
UT-O

C00000740 SQ-66 UT-25

PT
C00000739 SQ-60 UT-0
C00000740 SQ-66 UT-25

PT
C00000739 SQ-60 UT-0
C00000740 SQ-66 UT-25

19921013
19930107

19921026
19890925
19890925

19921026
19890925
19890925

19921026
19890925
19890925

PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS

IS1-16
IS1-16

IS1-16
IS1-16

IS1-16
IS1-16
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* NUTECH
*
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twrww**rt************it*itit*it**itit*i

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTPRVAI e AA Drnlnr 1

**t*it*itit*4 *4it4ý4.44 *i*i41.*4****444

PRISIM

PAGE 8

DATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0005-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T199-15 PIPE B-J R00009907 PT 19930308 PASS YES
-PIPE B9.21

CVCF-B-T199-16 ELBOW B-J R00009908 PT 19930308 PASS YES
-PIPE B9.21

CVCF-B-T199-17 PIPE B-J RO0009884 PT 19930209 PASS YES
-ELBOW B9.21

CVCF-B-T199-18 ELBOW B-J R00009886 PT 19930209 PASS YES
-PIPE B9.21

CVCF-B-T199-19 PIPE B-J R00009909 PT 19930308 PASS YES
-ELBOW B9.21

CVCF-B-T199-20 VALVE B-J R00009910 PT 19930331 PASS YES
-PIPE B9.21

CVCF-B-T199-21 PIPE B-J R00009911 PT 19930331 PASS YES
-VALVE B9.21

CVCF-B-T199-22 ELBOW B-J R00009912 PT 19930331 PASS YES
-PIPE B9.21

CVCF-B-T199-23 PIPE B-J R00009893 PT 19930210 PASS YES
-ELBOW B9.21

CVCF-B-T199-2L ELBOW B-J R00009913 PT 19930331 PASS YES
-PIPE B9.21

CVCF-B-T199-25 PIPE B-J R00009899 PT 19930211 PASS YES
-ELBOW B9.21



* NUTECH

*N

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOB l

PRISIM *

SPAGE 9 f

DATE 12/01/95

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0005-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T199-26 ELBOW B-J R00009898 PT 19930211 PASS YES
-PIPE B9.21

CVCF-B-T199-27 PIPE B-J R00009897 PT 19930211 PASS YES
-ELBOW B9.21 R00005700 PT 19930301 PASS YES

CVCF-B-T199-28 ELBOW B-J R00009896 PT 19930211 PASS YES
-PIPE B9.21

CVCF-B-T199-29 PIPE B-J R00009895 PT 19930210 PASS YES
-ELBOW B9.21

CVCF-B-T199-30 ELBOW B-J R00009894 PT 19930210 PASS YES
-PIPE B9.21

CVCF-B-T199-31 PIPE B-J R00009885 PT 19930209 PASS YES
-ELBOW B9.21

CVCF-B-T199-32 ELBOW B-J R00009914 PT 19930308 PASS YES
-PIPE B9.21

CVCF-B-T199-33 PIPE B-J R00009882 PT 19930209 PASS YES
-ELBOW B9.21 R00005701 PT 19930312 PASS YES

CVCF-B-T199-34 PIPE B-J R00009883 PT 19930209 PASS YES
-PIPE B9.21 R00005702 PT 19930325 PASS YES

CVCF-B-T199-35 VALVE B-J R00009915 PT 19930308 PASS YES
-PIPE B9.21 R00005703 PT 19930320 PASS YES

CVCS-019 ELBOW B-J R00009257 PT 19921008 PASS YES
-PIPE B9.21



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

PAGE 10
REVISION 0000

SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0005-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCS-020 PIPE B-J R00009258 PT 19921008 PASS YES
-ELBOW B9.21

PRISIM



* ** * * **
* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAI NN PFRIhfl -

* DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0026-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-290 VSPRING B-K-2 R00005979 VT-3 19940211 PASS YES
B11.10 R00005979 VT-4 19940211 PASS YES

CVCH-291 M SNUB B-K-2 R00005318 VT-3 19930510 PASS YES
B11.10 R00006217 VT-4 19940819 PASS YES

CVCH-292 M SNUB B-K-2 R00005319 VT-3 19930510 PASS YES
B11.10 R00006218 VT-4 19940819 PASS YES

CVCH-293 RIG HGR B-K-2 R00005320 VT-3 19930510 PASS YES
B1 1.10

CVCH-294 M SNUB B-K-2 R00005943 VT-3 19940124 PASS YES
311.10 R00006219 VT-L 19940819 PASS YES

CVCH-295 RIG HGR B-K-2 R00005321 VT-3 19930510 PASS YES
311. 10

CVCH-296 RIG HGR B-K-2 R00005322 VT-3 19930510 PASS YES
Bl 1 .0

CVCH-297 RIG HGR B-K-2 R00005323 VT-3 19930510 PASS YES
B11.10

CVCH-298 RIG HGR B-K-2 R00005324 VT-3 19930510 PASS YES
Bl13.10

CVCH-299 RIG HGR B-K-2 R00006073 VT-3 19940307 PASS YES
1311.10

CVCH-300 RIG HGR B-K-2 R00005326 VT-3 19930510 PASS YES
B11.10

PRISIM

*PAGE 11 *



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI :n pF0nn *

PRISIM

PAGE 12
*r/cn nnnnIM AA
DATE 12/01/95 -

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0026-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-301 RIG HGR B-K-2 R00005327 VT-3 19930510 PASS YES
B1l1.10

CVCH-302 RIG HGR B-K-2 R00005246 VT-3 19930510 PASS YES
B131.10

CVCH-304 RIG HGR B-K-2 R00005328 VT-3 19930510 PASS YES
B131.10

CVCH-306 RIG HGR B-K-2 R00005329 VT-3 19930511 PASS YES
B11.10

CVCH-311 M SNUB B-K-2 R00006167 VT-3 19940330 PASS YES
B11.10 R00006220 VT-4 19940819 PASS YES

CVCH-317 M SNUB B-K-2 R00005206 VT-3 19930112 PASS YES
B11.10 R00006221 VT-4 19940819 PASS YES

CVCH-366 MSNUB-2 B-K-2 R00006096 VT-3 19940313 PASS YES
B11.10 R00006225 VT-4 19940817 PASS YES

CVCH-563 M SNUB B-K-2 R00005299 VT-3 19930427 PASS YES
B11.10 R00006226 VT-4 19940817 PASS YES

47A406-9-48 RIG.HGR B-K-2 R00005306 VT-3 19930506 PASS YES
B131.10

47A406-9-49 RIG HGR B-K-2 R00005307 VT-3 19930506 PASS YES
B131.10

47A406-9-50 M SNUB B-K-2 R00005308 VT-3 19930506 PASS YES
B1 1.10



SNUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
4POST OUTAGE EXAMINATION RESULTS REPORT
4 EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAI AnR PFRIflfl

*4+4+4+4+4+4+4+4+ *4+4+ **************** ** *4+4+4+ * * *

PRiSIM *

*

4 + PAGE 13 *p rVlcinu nnnnr
* DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM -062 *
* ISOMETRIC NUMBER ISI-0026-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A406-9-50 M SNUB B-K-2 R00006232 VT-k 19940829 PASS YES
B131.10

47A406-9-51 RIG HGR B-K-2 R00005309 VT-3 19930506 PASS YES
Bl13.10

r,



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

PAGE 14 *
REVISION 0000

* DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0026-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-318 M SNUB B-K-2 R00005547 VT-3 19930607 PASS YES
B11.10 R00006222 VT-4 19940819 PASS YES

CVCH-319 M SNUB B-K-2 R00005546 VT-3 19930607 PASS YES
B11.10 R00006223 VT-4 19940819 PASS YES

CVCH-331 RIG HGR B-K-2 R00005257 VT-3 19930412 PASS YES
B131.10

CVCH-383 RIG HGR B-K-2 R00005769 VT-3 19931102 PASS YES
B11.10

RCH-042 M SNUB B-K-2 R00005712 VT-3 19930910 PASS YES
B11.10 R00006227 VT-4 19940817 PASS YES

RCH-'O47 RIG HGR B-K-2 R00005713 VT-3 19930910 PASS YES
B131.10

47A406-9-56 RIG HGR B-K-2 R00005542 VT-3 19930607 PASS YES
B11.10

47A406-9-57 RIG HGR B-K-2 R00005543 VT-3 19930607 PASS YES
B131.10

47A406-9-58 RIG HGR B-K-2 R00005544 VT-3 19930607 PASS YES
B11.10
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* NUTECH
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PFRIOD

PRISIM
.4+4+4+4+4+

4+

* * * PA*G** * +***
* PAGE 15 *

*DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0050-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCW-01A FLG B-J R00009282 PT 19921013 PASS YES ISI-04
-PIPE B9.21

CVCW-01B PIPE B-J R00009283 PT 19921013 PASS YES
-PUMP B9.40



* ** * * * * ~94
* NUTECH
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

0**** * ** ** * ***** * *** ******* *****

PRISIM

* PAGE 16 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM -062 *
* ISOMETRIC NUMBER : ISI-0050-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T183-01A PIPE B-J R00009313 PT 19921027 PASS YES
-ELBOW B9.40

CVCF-B-T183-11 TEE B-J R00005699 PT 19901127 PASS YES
-REDUCER B9.40

CVCF-B-T183-12 PIPE B-J R00009325 PT 19921230 PASS YES
-TEE B9.40

CVCF-B-T183-18 ELBOW B-J R00009331 PT 19930104 PASS YES
-PIPE B9.40

CVCF-D190-25 ELBOW B-J R00009344 PT 19930104 PASS YES
-PIPE B9.40

CVCF-D190-26 PIPE B-J R00009345 PT 19930104 PASS YES
-ELBOW B9.40

CVCW-02A FLANGE B-J R00009310 PT 19921013 PASS YES ISI-04
-PIPE B9.21 R00006126 PT 19930317 PASS YES ISI-04

CVCW-02B PIPE B-J R00009311 PT 19921013 PASS YES
-PUMP B9.40 R00006125 PT 19940317 PASS YES



•* **.. *********4f******************* .••,, • * * **
NUTECH TENNESSEE VALLEY AUTHORITY 

PRISIM

*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE *

* POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 17 V

INTERVAL : 00 PERIOD : 3 * DATE 12/01/95

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *

* ISOMETRIC NUMBER : ISI-0050-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T217-10 ELBOW B-J R00005704 PT 19901126 PASS YES

-PIPE B9.40

CVCF-B-T217-12A PIPE B-J R00005398 PT 19930417 PASS YES

-ELBOW B9.40

CVCF-B-T217-17 PIPE B-J R00005705 PT 19901126 PASS YES

-ELBOW B9.40

CVCW-03A FLANGE B-J R00009346 PT 19921026 PASS YES ISI-04

-PIPE B9.21

CVCW-03B PIPE B-J R00009347 PT 19921026 PASS YES

-PUMP B9.4O



* NUTECH WWWltltWltltlt*ltlt*ltlt**********4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : nn DFrlnn •

* DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM -062 ** ISOMETRIC NUMBER ISI-0050-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T225-06A PIPE B-J R00008249 PT 19930203 PASS YES
-ELBOW B9.40

CVCF-B-T225-06B ELBOW B-J R00009383 PT 19921022 PASS YES
-PIPE B9.40

CVCF-B-T225-07 PIPE B-J R00009384 PT 19921022 PASS YES
-ELBOW B9.40

CVCF-B-T225-07A ELBOW B-J R00009385 PT 19921022 PASS YES
-PIPE B9.40

CVCF-B-T225-07B PIPE B-J R00009386 PT 19921022 PASS YES
-ELBOW B9.40

CVCF-B-T225-O8 ELBOW B-J R00009387 PT 19921022 PASS YES
-PIPE B9.40

CVCF-B-T225-09 PIPE B-J R00009388 PT 19930203 PASS YES
-ELBOW B9.40

CVCF-B-T225-11 PIPE B-J R00009390 PT 19921022 PASS YES
-ELBOW B9.40

CVCF-B-T225-26 PIPE B-J R00008255 PT 19930107 PASS YES
-REDUCER B9.40

CVCW-O4A FLANGE B-J R00009374 PT 19921013 PASS YES ISI-04
-PIPE B9.21

CVCW-O4B PIPE B-J R00009375 PT 19921013 PASS YES
-PUMP B9.40

PRISIM *

*PAGE 18 *• orwicnnu nn~nn



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI • n PFRI~fl •

PRISIM *

* PAGE 19 *
* PrFISIOIN Aln *n

* * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0063-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-001 RIG HGR B-K-2 R00005375 VT-3 19930514 PASS YES
B131.10

CVCH-002 M SNUB B-K-2 R00006093 VT-3 19940313 PASS YES
B11.10 R00006224 VT-4 19940817 PASS YES

CVCH-003 RIG HGR B-K-2 R00005373 VT-3 19930514 PASS YES
B131.10

CVCH-004 M SNUB B-K-2 R00005371 VT-3 19930514 PASS YES
B11.10 R00006207 VT-4 19940819 PASS YES

CVCH-005 RIG HGR B-K-2 R00005372 VT-3 19930514 PASS YES
B131.10

CVCH-006 M SNUB B-K-2 R00006139 VT-3 19940319 PASS YES
B11.10 R00006208 VT-4 19940819 PASS YES

CVCH-007 RIG HGR B-K-2 R00005370 VT-3 19930514 PASS YES
B11.10

47A406-8-56 M SNUB B-K-2 R00005374 VT-3 19930514 PASS YES
B11.10 R00006228 VT-4 19940817 PASS YES

'. I* *****



NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE

* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 20 ** INTERVAL : 00 PERIOD : 3 * REVISION 0000
* DATE 12/01/95

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0063-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-030 RIG HGR B-K-2 R00005533 VT-3 19930604 PASS YES
B131.10

CVCH-031 M SNUB B-K-2 R00005534 VT-3 19930604 PASS YES
B11.10 R00006209 VT-4 19940819 PASS YES

CVCH-032 M SNUB B-K-2 R00006210 VT-3 19940819 PASS YES
B11.10 R00006210 VT-4 19940819 PASS YES

CVCH-033 M SNUB B-K-2 R00006468 VT-3 19950210 -PASS YES
B11.10 R00006468 VT-4 19950210 PASS YES

CVCH-034 M SNUB B-K-2 R00006094 VT-3 19940313 PASS YES
B11.10 R00006211 VT-4 19940819 PASS YES

CVCH-035 R STRUT B-K-2 R00005532 VT-3 19930604 PASS YES
B1 1.10

CVCH-037 RIG HGR B-K-2 R00005537 VT-3 19930604 PASS YES
B1 1.10

CVCH-038 RIG HGR B-K-2 R00005538 VT-3 19930604 PASS YES
B1 1.10

CVCH-064 M SNUB B-K-2 R00005535 VT-3 19930604 PASS YES
B11.10 R00006229 VT-4 19940822 PASS YES

CVCH-065 M SNUB B-K-2 R00005536 VT-3 19930604 PASS YES
B11.10 R00006230 VT-4 19940822 PASS YES

CVCH-067 RIG HGR B-K-2 R00006181 VT-3 19940614 PASS YES
B131.10



* NUTECH
*
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 21 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0063-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-070 VSPRING B-K-2 R00006590 VT-3 19950627 PASS YES
B11.10 R00006590 VT-4 19950627 PASS YES

CVCH-071 RIG HGR B-K-2 R00006212 VT-3 19940819 PASS YES
B131.10

CVCH-072 RIG HGR B-K-2 R00005590 VT-3 19930616 PASS YES
B11.10

CVCH-073 RIG HGR B-K-2 R00005541 VT-3 19930604 PASS YES
811.10

CVCH-074 RIG HGR B-K-2 R00005540 VT-3 19930604 PASS YES
811.10

CVCH-095 M SNUB B-K-2 R00006525 VT-3 19950413 PASS YES
811.10 R00006525 VT-4 19950413 PASS YES

f**** ********* ** *** **** *4444 41.4**



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM *
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *

ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 22 *

INTERVAL : 00 PERIOD : 3 * REVISION 0000

* DATE 12/01/95 *

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0063-C SHEET :0l *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCH-100 RIG HGR B-K-2 R00005565 VT-3 19930609 PASS YES
B131.10

CVCH-101 M SNUB B-K-2 R00006214 VT-3 19940819 PASS YES
B11.10 R00006214 VT-4 19940819 PASS YES

CVCH-102 M SNUB B-K-2 R00006469 VT-3 19950210 PASS YES
B11.10 R00006469 VT-4 19950210 PASS YES

CVCH-103 RIG HGR B-K-2 R00005566 VT-3 19930609 PASS YES
B131.10

CVCH-105 M SNUB B-K-2 R00006476 VT-3 19950301 PASS YES
B11.10 R00006476 VT-4 19950301 PASS YES

CVCH-106 RIG HGR B-K-2 R00005564 VT-3 19930609 PASS YES
B11.10

CVCH-107 RIG HGR B-K-2 R00005562 VT-3 19930609 PASS YES
B131.10

CVCH-108 RIG HGR B-K-2 R00006216 VT-3 19940819 PASS YES
B131.10

CVCH-109 RIG HGR B-K-2 R00005561 VT-3 19930609 PASS YES
Bl13.10



* NUTECH
*
*
*
*
*

*************44*44*****44*4444#*aaaaasaaaaaaaJ&aaaaaaaaaaaaa.4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 23 *
* REVISION 0000 *

* "- * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM -062 *
* ISOMETRIC NUMBER ISI-0118-A SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CCPH-1A-A PMP SUP C-E R00003102 VT-3 19831020 PASS YES
C3. 80

CCPH-1B-B PMP SUP C-E R00003101 VT-3 19831020 PASS YES
C3. 80



a
* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* *

*
PRISIM

ccc cc* * cec cc* ** ** * *
*PAGE 24 *
* REVISION 0000 *

*DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISI-0119-A SHEET : 01

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE

EXAM EXAM SEC XI RELIEF
DATE RESULT CREDIT REQST.

INDICATION INDICATION
TYPE RESOLUTION

PMP SUP C-E
C3. 80

R00003098 VT-3 19831020 PASS

-----------

.. .. .. .. ------------------

V

PDPH-1C



* NUTECH
*
*
*
*
*

4
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PFRIOB )

* * * *
*PRISIM

* PAGE 26 *
* RFVIS ION 0000

DATE 12/01/95

* SYSTEM : FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER : CHM-2671-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO01-02 REDUCER C-F R00009450 MT 19921124 PASS YES
-ELBOW C5.21 ROOOO9451 C00000929 WB-O4 UT-45 19921201 PASS YES

FWF-DO01-05 PIPE C-F R00009851 MT 19921130 PASS YES
-VALVE C5.21 R00009869 C00000928 WB-O4 UT-45 19921203 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

FWS-008 ELBOW C-F R00009454 MT 19921123 PASS YES
-PIPE C5.21 R00009455 C00000927 WB-04 UT-45 19921202 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT:



S0
* NUTECH
*
*

*
*
*

0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE 27
* REVISION 0000

* DATE 12/01/95

SYSTEM FWS FEEDWATER SYSTEM - 003
*ISOMETRIC NUMBER CHM-2671-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO03-09 SPOOL P C-F R00009456 MT 19921117 PASS YES
-INL NOZ C5.21 R00009457 C00000936 WB-04 UT-45 19921130 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

FWF-DO03-12 ELBOW C-F R00009458 MT. 19921124 PASS YES
-ELBOW C5.21 R00009459 C00000931 WB-04 UT-45 19921201 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

FWS-017 PIPE C-F R00009460 MT 19921117 PASS YES
-ELBOW C5.21 R00009461 C00000931 WB-O4 UT-I5 19921201 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



* NUTECH
*
*
*
*

*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

..... 0

*PAGE .28 *
* REVISION 0000 *

D...AT 12/ni/a;*• • •**

SYSTEM
ISOMETRIC NUMBER

: FWS FEEDWATER SYSTEM - 003
: CHM-2671-C SHEET : 03

FEATURE NUMBER

FWF-DO02-11

FWS-034

COMPONENT
DESCRIPT.

CATGORY/ EXAMINATION CAL. CAL.
ITEM NO. REPORT NO. REPORT NO. STD.

REDUCER C-F R00009462
-VALVE C5.21 R00009463 C00000925

EXAM EXAM EXAM SEC XI RELIEF INDICATION
TYPE DATE RESULT CREDIT REQST. TYPE

MT
WB-04 UT-45

ELBOW C-F R00009466 MT
-PIPE C5.21 R00009467 C00000926 WB-04 UT-45

19921119 PASS
19921130 PASS

19921116 PASS
19921130 PASS

GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETRIC NON - RELEVANT

I ND I CAT I ON
RESOLUTION

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

*
*

-----------------



* NUTECH
,'*

0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 29
* REVISION 0000
* DATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER CHM-2671-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO02-20 PIPE C-F R00009468 MT 19921116 PASS YES
-ELBOW C5.21 R00009594 C00000933 WB-04 UT-45 19921124 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

FWF-DO02-21A ELBOW C-F R00009859 MT 19921116 PASS YES
-SPOOL P C5.21 R00009860 C00000934 WB-04 UT-45 19921202 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

FWS-04O PIPE C-F R00006582 MT 19950512 PASS YES
-REDUCER C5.21 R00006589 C00001311 WB-18 UT-45 19950524 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

FWS-043 PIPE C-F R00009464 PT 19921124 PASS YES
-FL HEAD C5.21 R00009465 C00000929 WB-O4 UT-45 19921201 PASS YES

R00009465 C00000930 WB-04 UT-60 19921201 PASS YES GEOMETRIC NON-RELEVANT

FWS-047 ELBOW C-F R00009469 MT 19921111 PASS YES
-RED TEE C5.21 R00009470 C00000932 WB-O4 UT-45 19921130 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00*INTERVAL flO PFRI•f•

PRISIM

*PAGE 30
*RFVJI5InN nnnnl *

* * DATE 12/01/95 *

SYSTEM FWS FEEDWATER SYSTEM - 003
ISOMETRIC NUMBER CHM-2671-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-D369-02 ELBOW C-F R00009471 MT 19921130 PASS YES
-PIPE C5.11

FWF-D369-11 ELBOW C-F R00009472 MT 19921201 PASS YES
-VALVE C5.11

FWF-D369-28 PIPE C-F R00009473 MT 19921125 PASS YES
-ELBOW C5.11

FWS-050 PIPE C-F ROOOO9474 MT 19921201 PASS YES
-FL HEAD C5.11

FWS-050C TEE C-F R00009475 MT 19921125 PASS YES
-REDUCER C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1

IS DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORTEXAM REQUIREMENT P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM FWS FEEDWATER SYSTEM - 003
ISOMETRIC NUMBER CHM-2671-C SHEET : 06

PRISIM *

**** * ** ********** * *
*PAGE 31 *
* REVISION 0000 *

DATE 12/01/95 *

FEATURE NUMBER

FWF-D372-03

FWF-D372-05

FWF-D372-08

FWF-D372-11

FWF-D372-28

FWF-D372-36

COMPONENT CATGORY/
DESCRIPT. ITEM NO.

PIPE C-F
-VALVE C5.11

ELBOW C-F
-VALVE C5.11

REDUCER C-F
-REDUCER C5.11

ELBOW C-F
-PIPE C5.11

PIPE C-F
-ELBOW C5.11

ELBOW C-F
-PIPE C5.11

EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00009476

R00009477

R00009478

R00009479

R00009480

R00009481

EXAM EXAM
TYPE DATE

MT 19921119

MT 19921104

MT 19921112

MT 19921130

MT 19921112

MT 19921104

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

----------



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 32
* REVISION 0000
SDATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER CHM-2671-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

AFS-001 REDUCER C-F R00009482 MT 19921124 PASS YES
-PIPE C5.11

FWF-D370-01 FLUE HD C-F R00009483 MT 19921119 PASS YES
-PIPE C5.11

FWF-D370-16 ELBOW C-F R00009484 MT 19921124 PASS YES
-VES NOZ C5.11

FWF-D370-21 ELBOW C-F R00009485 MT 19921130 PASS YES
-ELBOW C5.11

FWS-067B TEE C-F R00009486 MT 19921124 PASS YES
-REDUCER C5.11

FWS-070 ELBOW C-F R00009487 MT 19930121 PASS YES
-PIPE C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 33
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : FWS FEEDWATER SYSTEM - 003 ** ISOMETRIC NUMBER : CHM-2671-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

AFS-010 ELBOW C-F R00009488 MT 19921123 PASS YES
-PIPE C5.11

AFW-D375-05 PIPE C-F R00009489 MT 19921123 PASS YES
-ELBOW C5.11

FWF-D371-08 ELBOW C-F R00009490 MT 19921123 PASS YES
-PIPE C5.11

FWS-073 PENPIPE C-F R00009491 MT 19930116 PASS YES
-FL HEAD C5.11

FWS-079 REDUCER C-F R00009492 MT 19921123 PASS YES
-ELBOW C5.11

FWS-084 ELBOW C-F R00009493 MT 19921123 PASS YES
-ELBOW C5.11



0

* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 34
* REVISION 0000 *

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER ISI-0062-C SHEET :1 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-200 M SNUB C-E R00006135 VT-3 19940319 PASS YES
C3. 50

C-E R00006379 VT-4 19941005 PASS YES
C3. 60

FWH-201 M SNUB C-E R00005829 VT-3 19931209 PASS YES
C3. 50

C-E R00006380 VT-4 19941005 PASS YES
C3. 60

FWH-202 RIG HGR C-E R00006072 VT-3 19940307 PASS YES
C3. 50

FWH-203 RIG HGR C-E RO0005494 VT-3 19930528 PASS YES
C3. 50

FWH-204 RIG HGR C-E RO0OO6401 VT-3 19941017 PASS YES
C3. 50

FWH-205 M SNUB C-E R00006464 VT-3 19950203 PASS YES
C3. 50

C-E R00006464 VT-4 19950203 PASS YES
C3. 60

FWH-206 R STRUT C-E R00006338 VT-3 19940914 PASS YES
C3. 50

FWH-208 RIG HGR C-E R00006206 VT-3 19940812 PASS YES
C3. 50



* 4+ 4+ 4+ *4+4+ 4+@t
~ NUTECH
4+
4+
4+
4+

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD q

*4+4+4+4+4+
4+
4+

4 + PAGE 35 *
* RFVISION fnnnn
*DATE 12/01/95

* SYSTEM : FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER : ISI-0062-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-209 RIG HGR C-E R00005828 VT-3 19931209 PASS YES
C3. 50

PRISIM



* NUTECH

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE 36 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER ISI-0062-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-240 MSNUB-2 C-E R00006141 VT-3 19940320 PASS YES
C3. 50

C-E R00006385 VT-L 19941006 PASS YES
C3. 60

FWH-241 M SNUB C-E R00005974 VT-3 19940208 PASS YES
C3. 50

C-E R00006384 VT-4 19941006 PASS YES
C3. 60

FWH-242 RIG HGR C-E R00006438 VT-3 19941102 PASS YES
C3. 50

FWH-243 RIG HGR C-E R00006011 VT-3 19940217 PASS YES
C3. 50

FWH-244 M SNUB C-E R00006471 VT-3 19950217 PASS YES
C3. 50

C-E R00006471 VT-4 19950217 PASS YES
C3. 60

FWH-245 RIG HGR C-E R00006441 VT-3 19941103 PASS YES
C3. 50

FWH-246 RIG HGR C-E R00006442 VT-3 19941103 PASS YES
C3. 50

FWH-247 RIG HGR C-E R00006457 VT-3 19950113 PASS YES
C3. 50

0 ****



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 37 *
* REVISION 0000 *
* DATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER ISI-0062-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE. DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-248 M SNUB C-E R00006453 VT-3 19950112 PASS YES
C3. 50

C-E R00006453 VT-i 19950112 PASS YES
C3. 60

FWH-249 RIG HGR C-E R00006015 VT-3 19940217 PASS YES
C3. 50

* * * ************** **** **** ******* ******** *********** *



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 38
* REVISION 0000

• DATE .12/01/95

* SYSTEM : FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER : ISI-0062-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-280 MSNUB-2 C-E R00006107 VT-3 19940315 PASS YES
C3. 50

C-E R00006386 VT-4 19941006 PASS YES
C3. 60

FWH-281 M SNUB C-E R00006024 VT-3 19940223 PASS YES
C3. 50

C-E R00006387 VT-4 19941006 PASS YES
C3. 60

FWH-282 RIG HGR C-E R00006092 VT-3 19940311 PASS YES
C3. 50

FWH-284 RIG HGR C-E R00006454 VT-3 19950113 PASS YES
C3. 50

FWH-285 M SNUB C-E ROOO06410 VT-3 19941017 PASS YES
C3. 50

C-E R000064l0 VT-4 19941017 PASS YES

C3. 60

FWH-286 RIG HGR C-E R00006403 VT-3 19941014 PASS YES
C3. 50

FWH-288 RIG HGR C-E R00006455 VT-3 19950113 PASS YES
C3. 50

FWH-289 M SNUB C-E R00006404 VT-3 19950213 PASS YES
C3. 50



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI flfl PFPI~fl *

0~ * * * *
*
*

*PAGE •39 *

DATE 12/01/95

SYSTEM FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER ISI-0062-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-289 M SNUB C-E R00006404 VT-4 19950213 PASS YES
C3. 60

FWH-290 RIG HGR C-E R00006456 VT-3 19950113 PASS YES
C3. 50

FWH-291 RIG HGR C-E R00006470 VT-3 19950213 PASS YES
C3. 50

PRISIM



* NUTECH * * * * * ** * ** ****** **** 4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAI : 00 PERIOD a I

0
14**•*****. .***

PRISIM

*PAGE 40 *

* DATE 12/01/95 *

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
*ISOMETRIC NUMBER ISI-0062-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-320 M SNUB C-E R00006449 VT-3 19941123 PASS YES
C3. 50

C-E R00006449 VT-4 19941123 PASS YES
C3. 60

FWH-321 M SNUB C-E R00006025 VT-3 19940223 PASS YES
C3. 50

C-E R00006381 VT-4 19941005 PASS YES
C3. 60

FWH-322 RIG HGR C-E R00006422 VT-3 19941025 PASS YES
C3. 50

FWH-323 M SNUB C-E R00006402 VT-3 19941017 PASS YES
C3. 50

C-E R00006402 VT-4 19941017 PASS YES
C3. 60

FWH-324 RIG HGR C-E R00006400 VT-3 19941017 PASS YES
C3. 50

FWH-325 RIG HGR C-E R00006458 VT-3 19950117 PASS YES
C3. 50

FWH-327 RIG HGR C-E R00006372 VT-3 19941005 PASS YES
C3. 50

FWH-328 M SNUB C-E R00006370 VT-3 19940923 PASS YES
C3. 50



SNUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT

* EXAM REQUIREMENT P03-01 CYCLE : 00
* INTERVAL :0 0 PERIOD : 3

* SYSTEM FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER ISI-0062-C SHEET : 04

PRISIM *

* PAGE 41 *
* REVISION 0000 *

* DATE 12/01/95 *

FEATURE NUMBER

FWH-328

FWH-329

FWH-331

FWH-332

COMPONENT-EXAMINATION-CAL.-CAL

COMPONENT
DESCRIPT.

M SNUB

RIG HGR

RIG HGR

RIG HGR

CATGORY/
ITEM NO.

C-E
C3. 60

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00006370

R00006371

R00005754

R00006189

EXAM
TYPE

VT-4

VT-3

VT- 3

VT-3

EXAM EXAM
DATE RESULT

19940923 PASS

19940923 PASS

19931019 PASS

19940729 PASS

SEC XI RELIEF INDICATION INDICATION

CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PFRIOD l

PRISIM
9~ * * *

*
*
*

*PAGE 42
*RFVHI0IN flNlAN

DATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER ISI-0062-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-03A-360 RIG HGR C-E R00005668 VT-3 19930729 PASS YES
C3. 50

1-03A-363 RIG HGR C-E R00005685 VT-3 19930825 PASS YES
C3. 50

1-03A-364 RIG HGR C-E R00005686 VT-3 19930825 PASS YES
C3. 50

1-03A-365 RIG HGR C-E R00005687 VT-3 19930825 PASS YES
C3. 50

1-03A-366 RIG HGR C-E R00005947 VT-3 19940125 PASS YES
C3. 50

1-03A-368 RIG HGR C-E R00005932 VT-3 19940114 PASS YES
C3. 50

1-03A-369 M SNUB C-E R00005874 VT-3 19931221 PASS YES
C3. 50

C-E R00006383 VT-i 19941005 PASS YES
C3. 60

1-03A-370 M SNUB C-E R00006003 .VT-3 19940215 PASS YES
C3. 50

C-E R00006080 VT-4 19940309 PASS YES
C3. 60

1-03A-372 RIG HGR C-E R00005921 VT-3 19940114 PASS YES
C3. 50



* NUTECH
if
*
*
*
*
if

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
9+ *

if
if
if

*PAGE 43
* REVISION 0000
* DATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER IS1-0062-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-03A-373 M SNUB C-E R00005581 VT-3 19930611 PASS YES
C3. 50

C-E R00006083 VT-4 19940309 PASS YES
C3. 60

1-03A-374 M SNUB C-E R00005711 VT-3 19930921 PASS YES
C3. 50

C-E R00006412 VT-4 19941017 PASS YES
C3. 60

1-03A-377 M SNUB C-E R00005786 VT-3 19931108 PASS YES
C3. 50

C-E R00006411 VT-4 19941017 PASS YES
C3. 60

1-03A-378 VSPRING C-E R00006610 VT-3 19950922 PASS YES
C3. 50

C-E R00006610 VT-4 19950922 PASS YES
C3. 60

1-03A-379 RIG HGR C-E R00005920 VT-3 19940114 PASS YES
C3. 50

1-03A-380 RIG HGR C-E R00005793 VT-3 19931116 PASS YES
C3. 50

1-03A-381 RIG HGR C-E R00005770 VT-3 19931102 PASS YES
C3. 50



* NUTECH
***************** •**** ** * * * *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* SYSTEM FWS FEEDWATER SYSTEM - 003 .* ISOMETRIC NUMBER IS1-0062-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-03A-382 RIG HGR C-E R00005764 VT-3 19931027 PASS YES
C3. 50

47A401-7-31 MSNUB-2 C-E R00005671 VT-3 19930803 PASS YES
C3. 50

C-E R00006382 VT-4 19941005 PASS YES
C3. 60

47A401-7-32 M SNUB C-E R00006447 VT-3 19941117 PASS YES
C3. 50

C-E R00006447 VT-4 19941117 PASS YES
C3. 60

47A401-7-36 VSPRING C-E R00006077 VT-3 19940308 PASS YES
C3. 50

C-E R00006077 VT-4 19940308 PASS YES
C3. 60

47A401-7-38 VSPRING C-E R00006076 VT-3 19940308 PASS YES
C3. 50

C-E R00006076 VT-4 19940308 PASS YES
C3. 60

PRISIM

*PAGE 44
* REVISION 0000



* 4+ * * * 4+ * ~9
* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM

* ************** * **PAGE Lj5 *
*REVISION 0000 *

* *DATE 12/01/95 *

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER ISI-0062-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-403 RIG HGR C-E R00005265 VT-3 19930415 PASS YES
C3. 50

FWH-405 M SNUB C-E R00005264 VT-3 19930415 PASS YES
C3. 50

C-E R00006393 VT-k 19941006 PASS YES
C3. 60

FWH-406 RIG HGR C-E R00005594 VT-3 19930616 PASS YES
C3. 50

FWH-407 RIG HGR C-E R00005316 VT-3 19930503 PASS YES
C3. 50

FWH-408 VSPRING C-E R00006037 VT-3 19940301 PASS YES
C3. 50

C-E R00006037 VT-k 19940301 PASS YES
C3. 60

FWH-409 M SNUB C-E R00005930 VT-3 19940114 PASS YES
C3. 50

C-E R00006392 VT-k 19941006 PASS YES
C3. 60

FWH-410 RIG HGR C-E R00006036 VT-3 19940228 PASS YES
C3. 50

FWH-411 M SNUB C-E R00006052 VT-3 19940302 PASS YES
C3. 50



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

I • . .* ** *

PRISIM

*PAGE 47
* REVISION 0000

* SYSTEM FWS FEEDWATER SYSTEM - 003
* ISOMETRIC NUMBER ISI-0062-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-428 RIG HGR C-E R00005928 VT-3 19940114 PASS YES
C3. 50

FWH-429 RIG HGR C-E R00005929 VT-3 19940114 PASS YES
C3. 50 R00006193 VT-3 19940809 PASS YES

47A401-7-30 M SNUB C-E R00005788 VT-3 19931109 PASS YES
C3. 50

C-E R00006408 VT-4 19941014 PASS YES
C3. 60

47A401-8-01 MSNUB-2 C-E R00005978 VT-3 19940211 PASS YES
C3. 50

C-E R00006395 VT-L 19941006 PASS YES
C3. 60

47A427-6-01 M SNUB C-E R00005973 VT-3 19940207 PASS YES
C3. 50

C-E R00006394 VT-L 19941006 PASS YES
C3. 60

*1I. * * * *** ** ** ** ** *******



* NUTECH

*
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

**** * * ********** **** *

•PAGE 48 *
• REVISION 0000 *
• DATE 12/01/95 *

* SYSTEM FWS FEEDWATER SYSTEM - 003 ** ISOMETRIC NUMBER IS1-0062-C SHEET : 07 .

********************SEC*XI RELIEF** INDICATION* INDICATION

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAMDESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT

VSPR I NG C-E
C3.

C-E
C3.

M SNUB C-E
C3.

C-E
C3.

M SNUB C-E
C3.

C-E
C3.

RIG HGR C-E
C3.

MSNUB-2 C-E
C3.

C-E
C3.

RIG HGR C-E
C3.

M SNUB C-E
C3.

R00006042

R00006042

R00006085

R00006390

R00006084

R00006391

R00005715

R00006028

R00006389

R00005750

R00005751

VT-3 19940301 PASS

VT-4

VT-3

VT-4

VT-3

VT-4

VT-3

VT-3

VT-4

VT-3

VT- 3

19940301

19940310

19941006

19940310

19941006

19930913

19940224

19941006

19931008

19931008

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

FEATURE NUMBER

1-03A-447

1-03A-449

1-03A-450

1-03A-452

1-03A-453

1-03A-454

1-03A-455



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 50
* REVISION 0000

* SYSTEM : FWS FEEDWATER SYSTEM - 003 ** ISOMETRIC NUMBER : ISI-0062-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-03A-468 M SNUB C-E R00005776 VT-3 19931104 PASS YES
C3. 50

C-E R00006406 VT-L 19941014 PASS YES
C3. 60

1-03A-469 RIG HGR C-E R00005777 VT-3 19931104 PASS YES
C3. 50

1-03A-472 RIG HGR C-E R00005781 VT-3 19931105 PASS YES
C3. 50

1-03A-473 RIG HGR C-E R00005990 VT-3 19940215 PASS YES
C3. 50

47A427-5-23 RIG HGR C-E R00005678 VT-3 19930809 PASS YES
C3. 50 R00005756 VT-3 19931021 PASS YES



* NUTECH
** * * * * * * ****** *** ** **

TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT *

EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 51
INTERVAL : 00 PERIOD : 3 REVISION 0000 *

*DATE 12/01./95

* SYSTEM FWS FEEDWATER SYSTEM - 003 *

* ISOMETRIC NUMBER IS1-0062-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-480 M SNUB C-E R00005763 VT-3 19931027 PASS YES
C3. 50

C-E R00006373 VT-4 19941005 PASS YES
C3. 60

FWH-481 VSPRING C-E R00006041 VT-3 19940301 PASS YES
C3. 50

C-E R00006041 VT-4 19940301 PASS YES
C3. 60

FWH-482 MSNUB-2 C-E R00006099 VT-3 19940313 PASS YES
C3. 50

C-E R00006374 VT-4 19941005 PASS YES
C3. 60

FWH-483 M SNUB C-E R00005808 VT-3 19931205 PASS YES
C3. 50

C-E R00006375 VT-4 19941005 PASS YES
C3. 60

FWH-484 RIG HGR C-E R00005725 VT-3 19930929 PASS YES
C3. 50

FWH-485 M SNUB C-E R00005726 VT-3 19930929 PASS YES
C3. 50

C-E R00006376 VT-I 19941005 PASS YES
C3. 60



* NUTECH

0
Ht************. k*********4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL An• PFRIflf •

0
*

*

**PAGE 52 *
*PAnGE nnnn *

DATE 12/01/95

* SYSTEM FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER ISI-0062-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-486 RIG HGR C-E R00005599 VT-3 19930621 PASS YES
C3. 50

FWH-487 MSNUB-2 C-E R00005765 VT-3 19931101 PASS YES
C3. 50

C-E R00006377 VT-L 19941005 PASS YES
C3. 60

FWH-488 RIG HGR C-E R00005666 VT-3 19930727 PASS YES
C3. 50

FWH-489 RIG HGR C-E R00005766 VT-3 19931101 PASS YES
C3. 50

FWH-490 RIG HGR C-E R00005602 VT-3 19930621 PASS YES
C3. 50

FWH-491 RIG HGR C-E R00006004 VT-3 19940215 PASS YES
C3. 50

FWH-492 RIG HGR C-E R00005993 VT-3 19940214 PASS YES
C3. 50

FWH-494 M SNUB C-E R00006006 VT-3 19940216 PASS YES
C3. 50

C-E R00006414 VT-4 19941017 PASS YES
C3. 60

FWH-495 RIG HGR C-E R00005651 VT-3 19930714 PASS YES
C3. 50

PRISIM



****4+*4+***4+44

~ NUTECH
4+

*

4+

*

*

****4+*4+4+4+*4+4+*4+**4+*4+4+4+*4+4+*4+4+**n

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00D PERIOD :3

If*****4+*4+*4+*4+4+******4+4+4+4+4++

PRISIM

* PAGE 53
* REVISION 0000 4+

* DATE 12/01/95

SYSTEM FWS FEEDWATER SYSTEM - 003
4+ISOMETRIC NUMBER ISI-0062-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWH-496 RIG HGR C-E R00006007 VT-3 19940216 PASS YES
C3. 50

FWH-497 M SNUB C-E R00005992 VT-3 19940214 PASS YES
C3. 50

C-E R00006413 VT-4 19941017 PASS YES
C3. 60

FWH-498 RIG HGR C-E R00005733 VT-3 19931001 PASS YES
C3. 50

FWH-499 RIG HGR C-E R00005734 VT-3 19931001 PASS YES
C3. 50

FWH-500 RIG HGR C-E R00005691 VT-3 19930826 PASS YES
C3. 50

FWH-501 N SNUB C-E R00006044 VT-3 19940301 PASS YES
C3. 50

C-E R00006415 VT-4 19941017 PASS YES
C3. 60

FWH-502 RIG HGR C-E R00005692 VT-3 19930826 PASS YES
C3. 50

FWH-503 RIG HGR C-E R00006143 VT-3 19940321 PASS YES
C3. 50

FWH-504 RIG HGR C-E R00005652 VT-3 19930714 PASS YES
C3. 50



I
NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT-- UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
**

*
*

*PAGE 54
* REVISION 0000

* DATE 12/01/95

SYSTEM FWS FEEDWATER SYSTEM - 003

* ISOMETRIC NUMBER ISI-0062-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A401-7-35 M SNUB C-E R00005664 VT-3 19930720 PASS YES
C3. 50

C-E R00006378 VT-4 19941005 PASS YES
C3. 60



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0

*
*

* PAGE 55
* REVISION 0000

* DATE 12/011/05

SYSTEM FWS FEEDWATER SYSTEM - 003n
ISOMETRIC NUMBER ISI-0082-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWVS-3-656 VAL BOY C-G R00003110 MT 19831021 FAIL YES SURF, LINEAR IND. RMVD.
C6.20 R00003175 MT 19831102 PASS YES

FWVS-3-669 VAL BDY C-G R00003109 MT 19831021 FAIL YES SURF, LINEAR IND. RMVD.
C6.20 R00003176 MT 19831102 PASS YES



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE •56
* REVISION 0000

* DATE 12/01/95

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER CHM-2669-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSF-DO01-01 VES NOZ C-F R00009597 MT 19921215 PASS YES
-ELBOW C5.21 R00009408 C00000886 WB-05 UT-45 19921217 PASS YES GEOMETRIC NON-RELEVANT

MSF-DO01-07 PIPE C-F ROOOO0949 MT 19921209 PASS YES
-TEE C5.21 R00009410 C00000880 WB-05 UT-45 19921214 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

MSS-003B FL HEAD C-F R00009411 MT 19921208 PASS YES
-PIPE C5.21 R00009412 C00000879 WB-05 UT-45 19921209 PASS YES GEOMETRIC NON-RELEVANT

MSS-004-LS TEESEAM C-F R00009417 MT 19921208 PASS YES
C5.22 R00009418 C00000870 WB-05 UT-45 19921210 PASS YES

MSS-008 ELBOW C-F R00009852 PT 19921209 PASS YES
-PIPE C5.21 R00009856 C00000878 WB-05 UT-45 19921210 PASS NO ISI-04 GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009856 C00000892 WB-05 UT-45 19930105 PASS NO ISI-04 GEOMETRIC NON-RELEVANT

MSS-009 PIPE C-F R00009413 MT 19921207 PASS YES
-ELBOW C5.21 R00009414 C00000881 WB-05 UT-45 19921208 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

MSS-015 HEADER C-F R00009415 MT 19921207 PASS YES
-PIPE C5.21 R00009416 C00000887 BNP-28 UT-45 19921216 PASS YES



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 57
* REVISION 0000
* DATE 12/01/95

SYSTEM : MSS MAIN STEAM SYSTEM - 001
*ISOMETRIC NUMBER CHM-2669-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSF-DO09-04 PIPE C-F R00009419 MT 19921215 PASS YES
-ELBOW C5.21 R00009595 C00000885 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

MSS-024-LS-1 ELBSEAM C-F R00009422 PT 19921214 PASS YES
C5.22 R00009423 C00000888 WB-05 UT-45 19921215 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009423 C00000892 WB-05 UT-45 19930105 PASS YES GEOMETRIC NON-RELEVANT

MSS-024-LS-2 ELBSEAM C-F R00009424 PT 19921214 PASS YES
C5.22 R00009425 C00000888 WB-05 UT-I5 19921215 PASS YES

R00009425 C00000892 WB-05 _UT-I5 19930105 PASS YES

MSS-034 HEADER C-F R00009420 MT 19921215 PASS YES
-PIPE C5.21 R00009421 C00000887 BNP-28 UT-I5 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

*
*



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL f lN PFRIOA

*

*

*

* PAGE 58 *
* RFVI•IAN flNNN *

DATE 12/01/95

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER CHM-2669-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSF-DO03-06 PENPIPE C-F R00009426 MT 19921215 PASS YES
-PIPE C5.21 R00009427 C00000884 WB-05 UT-45 19921216 PASS YES

MSS-038 PIPE C-F R00009428 MT 19921215 PASS YES
-TEE C5.21 R00009429 C00000884 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

MSS-044 CAP C-F R00009430 MT 19921209 PASS YES
-HEADER C5.21 R00009431 C00000884 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

MSS-046 HEADER C-F R00009432 MT 19921208 PASS YES
-PIPE C5.21 R00009433 C00000883 WB-19 UT-45 19921210 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009433 C00000889 WB-19 UT-45 19930104 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

MSS-047 HEADER C-F R00009434 MT 19921209 PASS YES
-PIPE C5.21 R00009435 C00000887 BNP-28 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

PRISIM



*NUTECH-** TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

* PAGE 59 *
* REVISION 0000 *
* DATE 12/01/95

SYSTEM MSS MAIN STEAM SYSTEM - 001
* ISOMETRIC NUMBER CHM-2669-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSF-DO06-04-LS-1 ELBSEAM C-F R00009442 MT 19921215 PASS YES
C5.22 R00009443 C00000885 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009443 C00000893 WB-05 UT-45 19930104 PASS YES

MSF-DO06-04-LS-2 ELBSEAM C-F ROOOO9444 MT 19921215 PASS YES
C5.22 R00009445 C00000885 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009445 C00000893 WB-05 UT-45 19930104 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

MSF-DO06-10 PIPE C-F R00009436 MT 19921214 PASS YES
-VALVE C5.21 R00009437 C00000886 WB-05 UT-45 19921217 PASS YES

MSF-DO06-15 VALVE C-F R00009853 MT 19921207 PASS YES ISI-04
-FLG C5.21 R00009855 RT 19930108 PASS YES ISI-04

MSS-055 ELBOW C-F R00009438 MT 19921215 PASS YES
-ELBOW C5.21 R00009439 C00000885 WB-05 UT-45 19921216 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK

R00009439 C00000890 WB-05 UT-45 19930104 PASS YES PLANAR EVALUATED,OK
R00009439 C00000891 WB-05 UT-60 19930104 PASS YES PLANAR EVALUATED,OK

MSS-061A-LS L/S HDR C-F R00009446 MT 19921207 PASS YES
C5.22 R00009447 C00000871 SQ-40 UT-45 19921210 PASS YES

MSS-061B HEADER C-F R00009440 MT 19921207 PASS YES
C5.21 ROOOO9441 C00000882 SQ-40 UT-45 19921214 PASS YES

MSS-061B-LS L/S HDR C-F R00009448 MT 19921209 PASS NO
C5.22



B
* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

*PAGE 60
REVI.SION 0000 *

* DATE 12/01/95 *

SYSTEM MSS MAIN STEAM SYSTEM - 001 **ISOMETRIC NUMBER CHM-2669-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSS-061B-LS L/S HDR C-F R00009449 C00000871 SQ-4O UT-U5 19921210 PASS NO ISI-04 PLANAR EVALUATEDOK
C5.22 PLANAR EVALUATED,OK

PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OKR00009449 C00000873 SQ-4O UT-45 19921215 PASS NO ISI-04 PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK

R00009449 C00000872 SQ-4O UT-45 19921217 PASS NO ISI-04 PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK

R00009449 C00000877 SQ-4O UT-60 19921217 PASS YES ISI-04 PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK
PLANAR EVALUATED,OK



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

*PAGE 61
* REVISION 0000

* * DATE 12/01/95 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER ISI-0011-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-302 HVSPG 2 C-E R00005683 VT-3 19930820 PASS YES
C3. 50

C-E R00005910 VT-4 19940113 PASS YES
C3. 60

MSH-303 MSNUB-2 C-E R00006054 VT-3 19940304 PASS YES
C3. 50

C-E R00006054 VT-4 19940304 PASS YES
C3. 60

MSH-304 RIG HGR C-E R00006055 VT-3 19940304 PASS YES
C3. 50

MSH-305 VSPRING C-E R00005747 VT-3 19931007 PASS YES
C3. 50

C-E R00005909 VT-L 19940113 PASS YES
C3. 60

MSH-306 RIG HGR C-E R00005748 VT-3 19931007 PASS YES
C3. 50

MSH-307 M SNUB C-E R00005787 VT-3 19931108 PASS YES
C3. 50

C-E R00005900 VT-4 19940112 PASS YES
C3. 60

MSH-308 RIGSTR2 C-E R00006477 VT-3 19950304 PASS YES
C3. 50



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 62 *INTERVAL On• PERIOD q * REVISION 0000O

*DATE 12/01/95

* SYSTEM MSS MAIN STEAM SYSTEM - 001
*ISOMETRIC NUMBER ISI-0011-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-309 VSPRING C-E R00005908 VT-3 19940112 PASS YES
C3. 50

C-E R00005908 VT-4 19940112 PASS YES
C3. 60

MSH-310 RIG HGR C-E R00005904 VT-3 19940112 PASS YES
C3. 50

MSH-311 RIG HGR C-E R00005905 VT-3 19940112 PASS YES
C3. 50

MSH-312 M SNUB C-E R00005731 VT-3 19930930 PASS YES
C3. 50

C-E R00005899 VT-U 19940110 PASS YES
C3. 60

MSH-313 M SNUB C-E R00006191 VT-3 19940808 PASS YES
C3. 50

C-E R00006191 VT-4 19940808 PASS YES
C3. 60

MSH-315 RIG HGR C-E R00006190 VT-3 19940808 PASS YES
C3. 50

MSH-317 M SNUB C-E R00005924 VT-3 19940114 PASS YES
C3. 50

C-E R00005924 VT-4 19940114 PASS YES
C3. 60



* NUTECH
*w TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM
ISOMETRIC NUMBER

PR IS IM * *

*
*

*PAGE 63 *
REVISION 0000 *

*DATE 12101/0Q1;

MSS MAIN STEAM SYSTEM - 001
ISI-0011-C SHEET : 01

FEATURE NUMBER

MSH-318

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RIG HGR C-E
C3. 50

R00005925 VT-3 19940114 PASS

ft ** ** * * * * * **** **** ** ********** ***** ******* **********

-- .. -1 ---------- w -------



* NUTECH
Hf*************4f444f*444444444444JsJ4aaaa~

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM *
*

*PAGE 64 *
* REVISION 0000 *

.. * DDATE 1o20/9 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER ISI-0011-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-340 M SNUB C-E R00006058 VT-3 19940304 PASS YES
C3. 50

C-E R00006058 VT-4 19940304 PASS YES
C3. 60

MSH-342 HVSPG 2 C-E R00005717 VT-3 19930915 PASS YES
C3. 50

C-E R00005903 VT-4 19940112 PASS YES
C3. 60

MSH-343 MSNUB-2 C-E R00006604 VT-3 19950712 PASS YES
C3. 50

C-E R00006604 VT-4 19950712 PASS YES
C3. 60

MSH-344 VSPRING C-E R00005902 VT-3 19940112 PASS YES
C3. 50

C-E R00005902 VT-4 19940112 PASS YES
C3. 60

MSH-345 RIG HGR C-E R00005730 VT-3 19930930 PASS YES
C3. 50

MSH-347 RIG HGR C-E R00005784 VT-3 19931108 PASS YES
C3. 50 R00006151 VT-3 19940324 PASS YES

MSH-348 M SNUB C-E R00006613 VT-3 19951025 PASS YES
C3. 50

0

t'3c..n



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 65 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER IS1-0011-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-348 M SNUB C-E R00006613 VT-U 19951025 PASS YES
C3. 60

MSH-349 MSNUB-2 C-E R00005609 VT-3 19930623 PASS YES
C3. 50

C-E R00005785 VT-3 19931108 PASS YES
C3. 50

C-E R00006082 VT-U 19940309 PASS YES
C3. 60

MSH-350 M SNUB C-E R00006205 VT-3 19940812 PASS YES
C3. 50

C-E R00006205 VT-U 19940812 PASS YES
C3. 60

MSH-352 RIG HGR C-E R00005890 VT-3 19940107 PASS YES
C3. 50 R00006185 VT-3 19940725 PASS YES

MSH-354 RIG HGR C-E R00006165 VT-3 19940328 PASS YES
C3. 50

MSH-355 M SNUB C-E R00006152 VT-3 19940324 PASS YES
C3. 50

C-E R00006152 VT-U 19940324 PASS YES
C3. 60



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORTEXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

* SYSTEM : MSS MAIN STEAM SYSTEM - 001
*ISOMETRIC NUMBER : ISI-0011-C SHEET : 03

PRISIM
*
*

PAGE 66 *
REVISION 0000

* DATE 12/01/95 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAMDESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT

M SNUB C-E
C3. 5C

C-E
C3. 6C

HVSPG 2 C-E
C3. 50

C-E
C3. 60

MSNUB-2 C-E
C3. 50

C-E
C3. 60

HVSPG 2 C-E
C3. 50

C-E
C3. 60

RIG HGR C-E
C3. 50

RIG HGR C-E
C3. 50

M SNUB C-E
-HVSPG 2 C3. 50

R00006057

R00006057

R00005796

R00006131

R00006056

R00006056

R00006473

R00006473

R00005798

R00005827

R00006368

VT-3 19940304 PASS

VT-L4

VT-3

VT-4,

VT-3

VT-Li

VT-3

VT-L,

VT-3

VT-3

19940304

19931117

19940318

19940304

19940304

19950220

19950220

19931117

19931208

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

VT-3 19940923 PASS

SEC XI-ELIF-I DIC TIO-IN ICA IO

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

FEATURE NUMBER

MSH-380

MSH-382

MSH-383

MSH-384

MSH-385

MSH-388

MSH-389



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVJAL a On Drpinn *2

*****•***•,. ***** *

PRISIM *

*PAGE 67 *
-~~ . --IIv I ) JIV" VJIvt

DATE 12/01/95 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER ISI-0011-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-389 M SNUB C-E R00006368 VT-4 19940923 PASS YES
-HVSPG 2 C3. 60

MSH-391 M SNUB C-E R00006081 VT-3 19940309 PASS YES
C3. 50

C-E R00006081 VT-4 19940309 PASS YES
C3. 60

MSH-392 M SNUB C-E R00006231 VT-3 19940822 PASS YES
C3. 50

C-E R00006231 VT-4 19940822 PASS YES
C3. 60

MSH-394 RIG HGR C-E R00005680 VT-3 19930817 PASS YES
C3. 50 R00006184 VT-3 19940725 PASS YES

MSH-396 RIG HGR C-E R00005937 VT-3 19940120 PASS YES
C3. 50

MSH-397 M SNUB C-E R00005938 VT-3 19940120 PASS YES
C3. 50

C-E R00005938 VT-4 19940120 PASS YES
C3. 60



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
* * DATE 12/01/95 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
* ISOMETRIC NUMBER ISI-0011-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-422 VSPRING C-E R00005911 VT-3 19940113 PASS YES
C3. 50

C-E R00005911 VT-4 19940113 PASS YES
C3. 60

MSH-423 MSNUB-2 C-E R00006043 VT-3 19940301 PASS YES
C3. 50

C-E R00006043 VT-4 19940301 PASS YES
C3. 60

MSH-424 M SNUB C-E R00006132 VT-3 19940318 PASS YES
C3. 50

C-E R00006132 VT-4 19940318 PASS YES
C3. 60

MSH-425 HVSPG 2 C-E R00005877 VT-3 19931221 PASS YES
C3. 50

C-E R00005912 VT-4 19940113 PASS YES
C3. 60

MSH-426 RIG HGR C-E R00005936 VT-3 19940120 PASS YES
C3. 50

MSH-427 VSPRING C-E R00006612 VT-3 19951003 PASS YES
C3. 50

C-E R00006612 VT-k 19951003 PASS YES
C3. 60

PRISIM *

*PAGE 68 *
i REVISION 0000 *



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL f OO PFRIhfl •

PRISIM

*PAGE 69 *

DATE 12/01/95 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 ** ISOMETRIC NUMBER :IS-0011-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-428 M SNUB C-E R00006130 VT-3 19940318 PASS YES
C3. 50

C-E R00006130 VT-4 19940318 PASS YES
C3. 60

MSH-429 MSNUB-2 C-E R00006194 VT-3 19940810 PASS YES
C3. 50

C-E R00006194 VT-4 19940810 PASS' YES
C3. 60

MSH-430 RIG HGR C-E R00005875 VT-3 19931221 PASS YES
C3. 50

MSH-431 VSPRING C-E R00006446 VT-3 19941116 PASS YES
C3. 50

C-E R00006446 VT-4 19941116 PASS YES
C3. 60

MSH-432 RIG HGR C-E R00005866 VT-3 19931116 PASS YES
C3. 50

MSH-434 M SNUB C-E R00005867 VT-3 19931217 PASS YES
C3. 50

C-E R00005895 VT-4 19940111 PASS YES
C3. 60

MSH-435 M SNUB C-E R00006195 VT-3 19940811 PASS YES
C3. 50



* NUTECH
*

*

*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* *

*PRISIM

4 PAGE 70 *
* REVISION 0000 *

* SYSTEM MSS MAIN STEAM SYSTEM - 001 *
*ISOMETRIC NUMBER ISI-0011-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSH-435 M SNUB C-E R00006195 VT-4 19940811 PASS YES
C3. 60

MSH-437 RIG HGR C-E R00005804 VT-3 19931123 PASS YES
C3. 50

C-E R00006196 VT-3 19940811 PASS YES
C3. 50

MSH-439 M SNUB C-E R00005923 VT-3 19940114 PASS YES
C3. 50

C-E R00005923 VT-4 19940114 PASS YES
C3. 60

MSH-440 RIG HGR C-E R00005922 VT-3 19940114 PASS YES
C3. 50



* itit it it it itit it ititit itititititit ** itititit it it
* NUTECH
*
*
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*
it

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL :00 PERIOD :3

PRISIM

i PAGE 71
itREVISION 0000O

* DATE 12/01/95

SYSTEM MSS MAIN STEAM SYSTEM - 001
*ISOMETRIC NUMBER ISI-0081-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

MSVS-1-512 VAL BDY C-G R00003121 MT 19831024 PASS YES
C6.20



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM PZR RCS PRESSURIZER - 068 *'ISOMETRIC NUMBER CHM-2570-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

PZRLUG-1 VES IWA B-H R00009837 MT 19930120 PASS YES
B8.20

PZRLUG-2 VES IWA B-H R00009838 MT 19930120 PASS YES
B8.20

PZRLUG-3 VES IWA B-H R00009839 MT 19930120 PASS YES
B8.20

PZRLUG-4 VES IWA B-H R00009840 MT 19930120 PASS YES
B8.20

WP-1O-SE V SFEND B-F R00009875 PT 19930127 PASS YES
-VES NOZ B5.20

PRISIM

4+ PAGE 72
e REVISION 0000 4
e DATE 12/01/95 4.



a
* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

*PAGE 73 *
* REVISION 0000 *DATE 19/nl/Or,

SYSTEM RCS REACTOR COOLANT SYSTEM - 068

*ISOMETRIC NUMBER IS1-0364-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC X1 RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-68-079 RIG HGR B-K-2 R00005619 VT-3 19930625 PASS YES
B1 1.10

1-68-080 M SNUB B-K-2 R00005618 VT-3 19930625 PASS YES
B11.10 R00006115 VT-4 19940316 PASS YES

1-68-081 C FORCE B-K-2 R00006158 VT-3 19940324 PASS YES
B11.10 R00006158 VT-4 19940324 PASS YES

1-68-092 RIG HGR B-K-2 R00005886 VT-3 19940103 PASS YES
B11.10

1-68-093 M SNUB B-K-2 R00005616 VT-3 19930625 PASS YES
B11.10 R00006114 VT-4 19940316 PASS YES

1-68-094 C FORCE B-K-2 R00006159 VT-3 19940324 PASS YES
B11.10 R00006159 VT-4 19940324 PASS YES

1-68-096 M SNUB B-K-2 R00005617 VT-3 19930625 PASS YES
B11.10 R00006138 VT-4 19940316 PASS YES

1-68-411 RIG HGR B-K-2 R00005614 VT-3 19930625 PASS YES
B1 1.10

1-68-412 MSNUB-2 B-K-2 R00005957 VT-3 19940126 PASS YES
B11.10 R00006113 VT-4 19940316 PASS YES

1-68-412-IA IWA B-K-1 R00005885 PT 19940103 PASS YES
B10.10

1-68-415 MSNUB-2 B-K-2 R00006068 VT-3 19940308 PASS YES
B131.10

a



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

SYSTEM
ISOMETRIC NUMBER

PRISIM
*

PAGE 74
* REVISION 0000
* DATE 12/01/95 *

RCS REACTOR COOLANT SYSTEM - 068*
ISI-0364-C SHEET :01 *

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

I ND I CAT I ON
RESOLUTION

1-68-415 MSNUB-2 B-K-2
B11.10

R00006112

1-68-427 M SNUB B-K-2 R00006109
B11.10 R00006109

47A465-02-066

47A465-02-067

M SNUB B-K-2 R00005665
B11.10 R00006111

M SNUB B-K-2 R00005650
B11.10 R00006110

VT-L 19940316 PASS

VT-3 19940316 PASS
VT-4 19940316 PASS

VT-3 19930723 PASS
VT-4 19940316 PASS

VT-3 19930709 PASS
VT-L 19940316 PASS

YES

YES
YES

YES
YES

YES
YES

----------- w ----------



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00' PERIOD : 3

PRISIM

*PAGE 75 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : RCS REACTOR COOLANT SYSTEM - 068
*ISOMETRIC NUMBER : ISI-0364-C SHEET : 02

COMPONENT

COMPONENT
FEATURE NUMBER DESCRIPT.

1-68-011 CFORCE2

1-68-014 RIG HGR

1-68-015 RIG HGR

1-68-018 RIG HGR

1-68-020 RIG HGR

1-68-022 RIG HGR

1-68-023 MSNUB-2

1-68-025 VSPRING

1-68-026 RIG HGR

1-68-027 RIG HGR

1-68-028 VSPRING

CATGORY/ EXAMINATION CAL. CAL.
ITEM NO. REPORT NO. REPORT NO. STD.

B-K-2 R00006157
B11.10 R00006157

B-K-2 R00005622
B131.10

B-K-2 R00005736
B131.10

B-K-2 R00006086
B131.10

B-K-2 R00005256
B11.10

B-K-2 R00006144
B131.10

B-K-2 R00005584
B11.10 R00006200

B-K-2 R00006149
B11.10 R00006149

B-K-2 R00006163
B131.10

B-K-2 R00006162
B131.10

B-K-2 R00006148
B131.10

EXAM
TYPE

VT-3
VT-4

VT- 3

VT-3

VT-3

VT-3

VT-3

VT-3
VT-4

VT-3
VT-4

VT-3

VT-3

VT-3

EXAM
DATE

19940324
19940324

19930628

19931004

19940310

19930412

19940321

19930614
19940811

19940322
19940322

19940328

19940328

19940322

EXAM
RESULT

PASS
PASS

PASS

PASS

PASS

PASS

PASS

PASS
PASS

PASS
PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES
YES

YES

YES

YES

YES

YES

YES
YES

YES
YES

YES

YES

YES

4**4ý a 4ý48-ý*



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM.REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* * * * *
*
*

* PAGE 76 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER ISI-0364-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-68-028 VSPRING B-K-2 R00006148 VT-4 19940322 PASS YES
B1 1.10

1-68-029 RIG HGR B-K-2 R00005791 VT-3 19931112 PASS YES
B131.10

1-68-030 RIG HGR B-K-2 R00005762 VT-3 19931025 PASS YES
B111.10

1-68-031 M SNUB B-K-2 R00006104 VT-3 19940315 PASS YES
B11.10 R00006198 VT-4 19940811 PASS YES

1-68-032 M SNUB B-K-2 R00005587 VT-3 19930615 PASS YES
B11.10 R00006199 VT-4 19940812 PASS YES

1-68-033 M SNUB B-K-2 R00005716 VT-3 19930914 PASS YES
B11.10 R00006202 VT-4 19940811 PASS YES

1-68-034 M SNUB B-K-2 R00006171 VT-3 19940331 PASS YES
B311.0 R00006203 VT-4 19940811 PASS YES

1-68-035 VSPRING B-K-2 R00006147 VT-3 19940322 PASS YES
B11.10 R00006147 VT-4 19940322 PASS YES

1-68-036 M SNUB B-K-2 R00006116 VT-3 19940316 PASS YES
B11.10 R00006204 VT-4 19940811 PASS YES

1-68-037 RIG HGR B-K-2 R00005588 VT-3 19930615 PASS YES
BI 1.10

1-68-038 RIG HGR B-K-2 R00005767 VT-3 19931102 PASS YES
B1 1.10

PRISIM



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 77
REVISION 0000

* DATE 12/01/95 *

SYSTEM RCS REACTOR COOLANT SYSTEM- 068
*ISOMETRIC NUMBER ISI-0364-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-68-040 RIG HGR B-K-2 R00005768 VT-3 19931102 PASS YES
B11.10

1-68-041 RIG HGR B-K-2 R00005761 VT-3 19931025 PASS YES
B131.10

1-68-054 RIG HGR B-K-2 R00006609 VT-3 19950912 PASS YES
311.10

1-68-055 RIG HGR B-K-2 R00006161 VT-3 19940328 PASS YES
B131.10

1-68-057 RIG HGR B-K-2 R00005792 VT-3 19931112 PASS YES
811.10



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

S
It ** It It It

It
*

PAGE 78

REVISION 0000 *

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068 **ISOMETRIC NUMBER IS-036-C SHEET : 03*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-68-334 VSPRING B-K-2 R00006600 VT-3 19950612 PASS YES
-M SNUB B11.10 R00006600 VT-4 19950612 PASS YES

1-68-348 VSPRING B-K-2 R00006067 VT-3 19940307 PASS YES
B11.10 R00006067 VT-4 19940307 PASS YES

1-68-363 M SNUB B-K-2 R00006164 VT-3 19940328 PASS YES
B11.10 R00006201 VT-4 19940811 PASS YES

1-68-364 VSPRING B-K-2 R00006603 VT-3 19950714 PASS YES
B11.10 R00006603 VT-4 19950714 PASS YES

1-68-365 VSPRING B-K-2 R00005954 VT-3 19940125 PASS YES
-M SNUB B11.10 R00006197 VT-4 19940811 PASS YES

1-68-379 VSPRING B-K-2 R00006179 VT-3 19940401 PASS YES
B11.10 R00006602 VT-4 19950711 PASS YES

PRISIM

It It It It



* NUTECH
*

*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PFRIOD * I

*

*

*PAGE 79 *

flL ;V" Clti tuu
* DATE 12/01/95 *

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068
*ISOMETRIC NUMBER ISI-0365-C SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-A-T128-03 VALVE B-J R00009060 PT 19921210 PASS YES
-PIPE B9.21

RCF-A-T128-03E PIPE B-J R00009061 PT 19921210 PASS YES
-FLG B9.21

RCF-A-T129-06 PIPE B-J R00009062 PT 19921210 PASS YES
-FLG B9.21

RCF-A-T129-07 VALVE B-J R00009063 PT 19921210 PASS YES ISI-04
-PIPE B9.21

RCF-D232-01 SAFEEND B-J R00009000 PT 19921216 PASS YES
-ELBOW B9.11 R00009001 C00001136 WB-01 UT-I5 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC -NON-RELEVANT
R00009001 C00001137 SQ-29 UT-I5 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
RCF-D232-O1A PIPE B-J R00009002 PT 19921210 PASS YES

-ELBOW B9.11 R00009003 C00001202 WB-01 UT-IS 19930201 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCF-D232-O1B ELBOW B-J R00009004 PT 19921210 PASS YES
-PIPE B9.11 R00009005 C00001113 WB-01 UT-45 19930104 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009005 C00001228 WB-01 UT-U5 19930420 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

PRISIM



* ** * * **
* NUTECH
*
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

*PAGE 80
* REVISION 0000

* DATE 12/01/95

SYSTEM : RCS REACTOR COOLANT SYSTEM -068
*ISOMETRIC NUMBER : ISI-0365-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D232-01B ELBOW B-J R00009005 C00001229 WB-01 UT-60L 19930420 PASS YES
-PIPE B9.11

RCF-D232-01D PIPE B-J R00009854 PT 19921210 PASS YES
-RED TEE B9.11 R00009855 C00001113 WB-01 UT-45 19930104 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCF-D232-02 REDUCER B-J R00009065 PT 19921210 PASS YES ISI-04
-VALVE B9.21

RCF-D232-06 ELBOW B-J R00009064 PT 19921210 PASS YES
-VALVE B9.21

RCF-D232-10, SAFEEND B-J R00009008 PT 19921216 PASS YES
-ELBOW B9.11 R00009009 C00001138 WB-01 UT-45 19930118 PASS YES

R00009009 C00001139 SQ-29 UT-45 19930118 PASS YES

RCF-D232-11 SAFEEND B-J R00009010 PT 19921216 PASS YES
-ELBOW B9.11 R00009011 C00001138 WB-01 UT-45 19930118 PASS YES

R00009011 C00001139 SQ-29 UT-45 19930118 PASS YES

RCF-D232-12 SAFEEND B-J R00009012 PT 19921214 PASS YES
-ELBOW B9.11 R00009013 C00001138 WB-01 UT-45 19930118 PASS YES

R00009013 C00001139 SQ-29 UT-45 19930118 PASS YES GEOMETRIC NON-RELEVANT

RCS-001 ELBOW B-J R00009014 PT 19921214 PASS YES
-PIPE B9.11 R00009015 C00001112 WB-01 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI * DnDIrD nr

PRISIM

PAGE 81
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DATE 12/01/95

SYSTEM RCS REACTOR COOLANT SYSTEM - 068
*ISOMETRIC NUMBER IS1-0365-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-002 PIPE B-J R00009016 PT 19921214 PASS YES
-ELBOW B9.11 R00009017 C00001112 WB-01 UT-45 19930113 PASS YES

RCS-003 ELBOW B-J R00009018 PT 19921214 PASS YES
-PIPE B9.11 R00009019 C00001136 WB-01 UT-45 19930120 PASS YES

RCS-004 PIPE B-J R00009020 PT 19921214 PASS YES
-ELBOW B9.11 R00009021 C00001136 WB-01 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
RCS-005 ELBOW B-J R00009022 PT 19921214 PASS YES

-ELBOW B9.11 R00009023 C00001140 WB-O1 UT-45 19930121 PASS YES

RCS-006 ELBOW B-J R00009024 PT 19921217 PASS YES
-ELBOW B9.11 R00005640 PT 19930630 PASS YES

R00009025 CO0001140 WB-01 UT-45 19930121 PASS YES

RCS-007 ELBOW B-J R00009026 PT 19921217 PASS YES
-FLG B9.11 R00009027 C00001181 WB-01 UT-45 19930126 PASS YES

R00009027 C00001182 WB-01 UT-60L 19930126 PASS YES
RCS-008 ELBOW B-J R00009028 PT 19921216 PASS YES

-PIPE B9.11 R00009029 C00001111 WB-01 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCS-009 PIPE B-J R00009030 PT 19921216 PASS YES
-ELBOW B9.11 R00009031 C00001111 WB-01 UT-45 19930114 PASS YES

RCS-010 ELBOW B-J R00009032 PT 19930120 PASS YES
-PIPE B9.11 R00009033 C00001140 WB-01 UT-45 19930121 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

PRISIM
0

*
*

* INTERVAL : 00 PERIOD : 3 * REVISION 0000
* DATE 12/01/95 *

SYSTEM : RCS REACTOR COOLANT SYSTEM - 068
*ISOMETRIC NUMBER : ISI-0365-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-010 ELBOW B-J R00009033 C00001242 WB-01 UT-45 19930422 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.11 GEOMETRIC NON-RELEVANT

R00009033 C00001243 WB-01 UT-60L 19930422 PASS YES GEOMETRIC NON-RELEVANT
RCS-011 PIPE B-J R00009034 PT 19921217 PASS YES

-ELBOW B9.11 R00009035 C00001140 WB-01 UT-45 19930121 PASS YES GEOMETRIC NON-RELEVANT

RCS-012 ELBOW B-J R00009036 PT 19921217 PASS YES
-ELBOW B9.11 R00009037 C00001204 WB-01 UT-45 19930202 PASS YES GEOMETRIC NON-RELEVANT

RCS-013 ELBOW B-J R00009038 PT 19921217 PASS YES
-ELBOW B9.11 R00009039 C00001204 WB-01 UT-45 19930202 PASS YES

RCS-014 ELBOW B-J R00009040 PT 19921221 PASS YES
-FLG B9.11 R00009041 C00001181 WB-01 UT-45 19930126 PASS YES

R00009041 C00001182 WB-01 UT-60L 19930126 PASS YES

RCS-015 ELBOW B-J R00009042 PT 19921216 PASS YES
-PIPE B9.11 R00009043 C00001112 WB-01 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-016 PIPE B-J ROOO09044 PT 19921216 PASS YES-ELBOW B9.11 R00009045 C00001136 WB-01 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCS-017 ELBOW B-J R00009046 PT 19921216 PASS YES
-PIPE B9.11 R00009047 C00001132 WB-01 UT-45 19930121 PASS YES

RCS-018 PIPE B-J R00009048 PT 19921221 PASS YES
-ELBOW B9.11 R00009049 C00001132 WB-01 UT-45 19930121 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

*PAGE 82



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00D PERIOD :3

PRISIM

* PAGE
*REVISION 0000

83 *

* * DATE 12/01/95 *

SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER ISI-0365-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-019 ELBOW B-J R00009050 PT 19921221 PASS YES
-PIPE B9.11 R00009051 C00001132 WB-01 UT-45 19930121 PASS YES

RCS-020 PIPE B-J R00009052 PT 19921221 PASS YES
-ELBOW B9.11 R00009053 C00001132 WB-01 UT-45 19930121 PASS YES

RCS-021 ELBOW B-J RO000954 PT 19921221 PASS YES
-FLG B9.11 R00009055 C00001181 WB-01 UT-45 19930126 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009055 C00001182 WB-01 UT-60L 19930126 PASS YES

RCS-022 ELBOW B-J R00009056 PT 19921210 PASS YES
-PIPE B9.11 R00009057 C00001112 WB-01 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT

RCS-023 RED TEE B-J R00009058 PT 19921210 PASS YES
-REDUCER B9.11 R00009059 C00001132 WB-01 UT-45 19930121 PASS YES

RCS-024 RED TEE B-J R00009066 PT 19921210 PASS YES
-PIPE B9.21

RCS-025 PIPE B-J R00009067 PT 19921210 PASS YES
-ELBOW B9.21

RCW-1l4 FLG B-J R00009068 PT 19921210 PASS YES ISI-04
-VALVE B9.21

RCW-15 FLG B-J R00009069 PT 19921210 PASS YES ISI-04
-VALVE B9.21

*
*

&4& 4&4ý4&4&4~



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

I PTPRPVAI *Anl DUD IAn.

PRISIM

*PAGE 84 *
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DATE 12/01/95

SYSTEM RCS REACTOR COOLANT SYSTEM -068
*ISOMETRIC NUMBER ISI-0365-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D233-01 PIPE B-J R00009070 PT 19921006 PASS YES
-ELBOW B9.11 R00009071 C00001122 WB-01 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCF-D233-02 PIPE B-J R00009072 PT 19921006 PASS YES
-ELBOW B9.11 R00009073 C00001115 WB-40 UT-45 19921029 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCF-D233-03 PIPE B-J R00009074 PT 19921006 PASS YES
-VALVE B9.11 R00009075 C00001128 WB-40 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009075 C00001129 WB-40 UT-60L 19921020 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-04 VALVE B-J R00009076 PT 19921006 PASS YES
-ELBOW B9.11 R00009077 C00001128 WB-40 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009077 C00001129 WB-4O UT-60L 19921020 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-05 TEE B-J R00009078 PT 19930427 PASS YES
-REDUCER B9.11 R00009079 C00001014 WB-40 UT-45 19930421 PASS YES

R00009079 C00001015 WB-40 UT-45 19930430 PASS YES
R00009079 C00001232 WB-40 UT-60L 19930430 PASS YES

RCF-D233-05A PIPE B-J R00009080 PT 19921007 PASS YES
-PIPE B9.11



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI • On PFpIn *2

*
*

*PAGE 85 *

* DATE 12/01/95 *

* SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER ISI-0365-C SHEET : 02 *

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D233-O-A PIPE B-J R00009081 C00001120 WB-01 UT-45 19930419 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.B- R00009081 C00001121 WB-O1 UT-45L 19930419 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-06 PIPE B-J R00009082 PT 19921007 PASS YES
-PIPE B9.11 R00009083 C00001120 WB-01 UT-45 19930419 PASS YES GEOMETRIC NON-RELEVANT

R00009083 C00001121 WB-01 UT-45L 19930419 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-07 ELBOW B-J R00009084 PT 19921006 PASS YES
-SAFEEND B9.11 R00009085 C00001174 WB-40 UT-45 19930127 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-08 VALVE B-J R00009086 PT 19921006 PASS YES
-ELBOW B9.11 R00009087 C00001109 WB-40 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT

R00009087 C00001110 WB-40 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT
R00009087 C00001108 WB-40 UT-60L 19921020 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-09 PIPE B-J R00009088 PT 19921006 PASS YES
-VALVE B9.11 R00009089 C00001106 WB-40 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT

R00009089 C00001107 WB-40 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT
R00009089 C00001108 WB-40 UT-60L 19921019 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-10 PIPE B-J R00009090 PT 19921006 PASS YES
-ELBOW B9.11 R00009091 C00001124 WB-40 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANTR00009091 C00001125 WB-40 UT-45 19921014 PASS YES

RCF-D233-11 ELBOW B-J R00009092 PT 19921006 PASS YES
-PIPE B9.11 R00009093 C00001226 WB-40 UT-CRP 19930421 PASS YES

R00009093 C00001227 WB-40 UT-CRP 19930421 PASS YES
R00009093 C00001126 WB-40 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

PRISIM



0
* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT .- UNIT 1
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*PAGE 86 *
* REVISION 0000

* * DATE 12/01/95

SYSTEM RCS REACTOR COOLANT SYSTEM - 068
* ISOMETRIC NUMBER ISI-0365-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D233-11 ELBOW B-J R00009093 C00001127 WB-40 UT-45 19921019 PASS YES
-PIPE B9.11

RCF-D233-12 ELBOW B-J R00009094 PT 19921006 PASS YES
-PIPE B9.11 R00009095 C00001118 WB-40 UT-45 19921015 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009095 C00001119 WB-40 UT-45 19921015 PASS YES

RCF-D233-13 WELDOLT B-J R00009096 PT 19930112 PASS YES
-ELBOW B9.11 R00009097 C00001134 WB-40 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

R00009097 C00001135 WB-40 UT-4t5L 19930120 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-14 WELDOLT B-J R00009098 PT 19921006 PASS YES
-PIPE B9.11 R00009099 C00001122 WB-40 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

R00009099 C00001123 WB-40 UT-60L 19921014 PASS YES GEOMETRIC NON-RELEVANT

RCF-D233-15 PIPE B-J R00009889 PT 19930210 PASS YES
-TEE B9.11 R00009927 C00001148 WB-01 UT-45 19930215 PASS YES

RCF-D233-16 TEE B-J R00009890 PT 19930210 PASS YES
-PIPE B9.11 R00009928 C00001148 WB-01 UT-45 19930215 PASS YES

RCF-D233-17- PIPE B-J R00009926 PT 19930308 PASS YES
-PIPE B9.11 R00009929 C00001114 WB-01 UT-45 19930416 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCS-031 ELBOW B-J R00009100 PT 19921006 PASS YES
-PIPE B9.11 R00009101 C00001122 WB-40 UT-45 19921014 PASS YES

RCS-032 PIPE B-J R00009102 PT 19921006 PASS YES
-ELBOW B9.11



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 87
REVISION 0000

* DATE 12/01/95

SYSTEM : RCS REACTOR COOLANT SYSTEM - 068
*ISOMETRIC NUMBER IS1-0365-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-032 PIPE B-J R00009103 C00001122 WB-40 UT-45 19921014 PASS YES
-ELBOW B9.11

RCS-033 ELBOW B-J R00009104 PT 19921006 PASS YES
-PIPE B9.11 R00009105 C00001122 WB-40 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

RCS-034 ELBOW B-J R00009106 PT 19921006 PASS YES
-PIPE B9.11 R00009107 C00001115 WB-40 UT-45 19921029 PASS YES GEOMETRIC NON-RELEVANT

RCS-035 PIPE B-J R00009108 PT 19930127 -PASS YES
-TEE B9.11 R00009109 C00001183 WB-40 UT-45 19930128 PASS YES GEOMETRIC NON-RELEVANT

RCS-036 REDUCER B-J R00009110 PT 19921006 PASS YES
-PIPE B9.11 R00009111 C00001116 WB-01 UT-45 19921028 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-037 PIPE B-J R00009114 PT 19921007 PASS YES
-PIPE B9.11 R00009115 C00001117 WB-01 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-038 PIPE B-J R00009116 PT 19921006 PASS YES
-ELBOW B9.11 R00009117 C00001116 WB-01 UT-45 19921028 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-039 ELBOW B-J R00009118 PT 19930127 PASS YES
-PIPE B9.11 R00009119 C00001202 WB-01 UT-45 19930201 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-040 PIPE B-J R00009120 PT 19921006 PASS YES
-REDUCER B9.11
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00
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* PAGE 88 *
* REVISION 0000 *

* "- * DATE 12/01/95 *

* SYSTEM : RCS REACTOR COOLANT SYSTEM - 068 *
* - ISOMETRIC NUMBER : IS1-0365-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-040 PIPE B-J R00009121 C00001116 WB-01 UT-45 19921028 PASS YES GEOMETRIC NON-RELEVANT
-REDUCER B9.11 GEOMETRIC NON-RELEVANT

RCS-041 REDUCER B-J R00009122. PT 19930127 PASS YES
-ELBOW B9.11 R00009123 C00001183 WB-40 UT-45 19930128 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RCS-042 ELBOW B-J R00009124 PT 19930112 PASS YES
-PIPE B9.11 R00009125 C00001244 WB-40 UT-CRP 19930422 PASS YES

R00009125 C00001245 WB-40 UT-CRP 19930422 PASS YES
R00009125 C00001133 WB-40 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-043 PIPE B-J R00009126 PT 19921006 PASS YES
-ELBOW B9.11 R00009127 C00001118 WB-40 UT-45 19921015 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009127 C00001119 WB-40 UT-45 19921015 PASS YES

RCS-044 PIPE B-J R00009128 PT 19921006 PASS YES
-ELBOW B9.11 R00009129 C00001126 WB-40 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009129 C00001127 WB-40 UT-45 19921019 PASS YES

RCS-045 ELBOW B-J R00009130 PT 19921006 PASS YES
-PIPE B9.11 R00009131 C00001124 WB-40 UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
BEAM REDIREC NON-RELEVANT

R00009131 C00001125 WB-40 UT-45 19921014 PASS YES



S UETENNESSEE 
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BAR NUCLEAR POWER PLANT - UNIT 1*ISI 

DATA BASE*POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3 PAGE 89

REVISION 0000
DATE 12/01/95

SYSTEM
ISOMETRIC NUMBER

: RCS REACTOR COOLANT SYSTEM - 068
: ISI-0365-C SHEET : 02

FEATURE NUMBER

RCS-046

RCS-047

RCS-112

RCW-01

RCW-02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

ELBOW B-J R00009132
-PIPE B9.11 R00009133 C00001206 WB-40

PIPE B-J R00009134
-TEE B9.11 R00009135 C00001183 WB-40

ELBOW B-J R00009136
-PIPE B9.11 R00009137

BR CONN B-J
-WELDOLT B9.31

BR CONN B-J
-WELDOLT B9.31

R00009140
R00004936
R00004936
R00004936

PT 19930201 PASS
UT-45 19930202 PASS

PT 19930127 PASS
UT-45 19930128 PASS

PT 19930202 PASS
C00001206 WB-40 UT-45 19930202 PASS

C00000739
C00000740
C00000743

SQ-60
SQ-66
SQ-66

R00009141
R00004915 C00000739 SQ-60
R00004915 C00000740 SQ-66

PT
UT-O
UT-25
UT-29

PT
UT-0
UT-25

19921006
19890925
19890925
19890928

19930112
19890925
19890925

PASS
PASS
PASS
PASS

PASS
PASS
PASS

YES
YES

YES
NO
NO
NO

YES
NO
NO

NO IS 1-04

GEOMETRIC
GEOMETRIC

GEOMETRIC

I ND I CAT I ON
RESOLUTION

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT

IS 1-04
IS I-04

IS 1-04

IS I-04

PRISIM

-------------
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

PRISIM

PAGE 90

DATE 12/01/95

SYSTEM RCS REACTOR COOLANT SYSTEM -068
*ISOMETRIC NUMBER ISI-0365-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B-TO01-01 WELDOLT B-J R00009145 PT 19930121 PASS YES
-PIPE B9.4O

RCF-B-T002-01 WELDOLT B-J R00009162 PT 19930121 PASS YES
-PIPE B9.40

RCF-B-T002-04 PIPE B-J R00005641 PT 19930625 PASS YES
-ELBOW B9.40

RCF-B-T002-04B PIPE B-J R00009167 PT 19921007 PASS YES
-ELBOW B9.40

RCF-B-T003-10 PIPE B-J R00005645 PT 19930623 PASS YES
-VALVE B9.40

RCF-B-T004-01 WELDOLT B-J R00009881 PT 19930121 PASS YES
-PIPE B9.40

RCF-B-T004-08 PIPE B-J R00005638 PT 19930624 PASS YES
-ELBOW B9.40

RCF-B-T004-10 PIPE B-J R00005644 PT 19930624 PASS YES
-VALVE B9.40

RCW-11 BR CONN B-J R00009142 PT 19921006 PASS YES
-WELDOLT B9.32

RCW-12 BR CONN B-J R00009143 PT 19921007 PASS YES
-WELDOLT B9.32

RCW-13 BR CONN B-J R00009144 PT 19921006 PASS YES
-WELDOLT B9.32



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3
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* PAGE 93 *
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM : RHRS RESIDUAL'HEAT REMOVAL SYSTEM- 074 *
ISOMETRIC NUMBER : CHM-2636-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D053-15 VALVE C-F R00008067 C00001085 WB-33 UT-45 19930112 PASS YES
-PIPE C5.21 R00008067 C00001086 WB-33 UT-45L 19930112 PASS YES GEOMETRIC NON-RELEVANT

R00008067 C00001219 WB-33 UT-45L 19930304 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D053-17 PIPE B-J R00008020 PT 19920915 PASS YES
-PIPE B9.11 R00008021 C00001063 WB-34 UT-45 19920917 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRF-D053-20 ELBOW B-J R00008022 PT 19920915 PASS YES
-PIPE B9.11 R00008023 C00001057 WB-34 UT-45 19920917 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT

RHRF-D053-21 PIPE B-J R00008024 PT 19921210 PASS YES
-ELBOW B9.11 R00008025 C00001105 WB-34 UT-45 19921229 PASS YES

RHRS-001 RED TEE B-J R00008026 PT 19930113 PASS YES
-PIPE B9.11 R00005395 PT 19930329 PASS YES

R00008027 C00001077 WB-34 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT
R00008027 C00001078 WB-34 UT-45L 19930113 PASS YES GEOMETRIC NON-RELEVANT

RHRS-002 PIPE B-J R00008028 PT 19930113 PASS YES
-ELBOW B9.11 R00008029 C00001077 WB-34 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRS-003 ELBOW B-J R00008030 PT 19920915 PASS YES
-PIPE B9.11 R00008031 C00001060 WB-34 UT-45 19920922 PASS YES

RHRS-004 PIPE B-J R00008032 PT 19920915 PASS YES
-PIPE B9.11
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*PAGE 96
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* DATE 12/01J95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
* ISOMETRIC NUMBER CHM-2636-C SHEET : O*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-017 PIPE B-J R00008057 C00001166 WB-33 UT-45 19930118 PASS YES GEOMETRIC NON-RELEVANT
-ELBOW B9.11 GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
RHRS-018 PIPE C-F R00008059 PT 19920908 PASS YES

-ELBOW C5.11

RHRS-019 ELBOW C-F R00008060 PT 19920908 PASS YES
-PIPE C5.11

RHRS-020 PIPE C-F R00008061 PT 19920908 PASS YES
-RED TEE C5.11 R00005459 PT 19930327 PASS YES

RHRS-021 RED TEE C-F R00008062 PT 19930111 PASS YES
-PIPE C5.11

PRISIM
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SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
*ISOMETRIC NUMBER : CHM-2636-C SHEET : 02

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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PAGE 97
REVISION 0000SDATE 12/01/95 *

~ DATE 12/01/95 4+*4+4+4+4+4+4+4+4+4+ 4+4+4+4+*****4+*****4+*4+*4+4+4+*4+ *4+4+4+4+ 4+4+ 4+4+4+4+4+4+ 44444444 44

FEATURE NUMBER

RHRF-D047-01

RHRF-D047-02

RHRF-D047-O2-LS

RHRF-D047-03

RHRF-D047-04

RHRF-D047-OSA

RHRF-DO47-06

RHRF-D047-06A-LS

RHRF-D047-06B

RHRF-D047-07

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

FL HEAD

PIPE
-ELBOW

ELBSEAM

ELBOW
-PIPE

ELBOW
-TEE

TEE
-PIPE

PIPE
-TEE

LNGSEAM

PIPE
-ELBOW

ELBOW
-PIPE

CATGORY/
ITEM NO.

C-F
C5.11

C-F
C5.11

C-F
C5.12

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.12

C-F
C5.11

C-F
C5.11

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00008068

R00008069

R00008089

R00008070

R00008071

R00008072

R00008073

R00008090

R00008074

R00008075

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19921001

19930127

19921001

19921006

19921005

19921005

19921005

19921005

19921005

19930120

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PIPE C-F
-VALVE C5.11

PRISIM

RHRF-D047-08 R00008076 PT 19930127 PASS
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*PAGE 98
REVISION 0000

*DATE 12/01h/95
SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074

* ISOMETRIC NUMBER : CHM-2636-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-022 PIPE C-F R00008077 PT 19920930 PASS YES
-ELBOW C5.11

RHRS-022-LS-1 ELBSEAM C-F R00008091 PT 19920930 PASS YES
C5.12

RHRS-022-LS-2 ELBSEAM C-F R00008092 PT 19920930 PASS YES
C5.12

RHRS-023 ELBOW C-F R00008079 PT 19921001 PASS YES
-PIPE C5.11

RHRS-024 ELBOW C-F R00008080 PT 19921001 PASS YES
-PIPE C5.11

RHRS-025 PIPE C-F R00008081 PT 19930127 PASS YES
-ELBOW C5.11

RHRS-025-LS ELBSEAM C-F R00008093 PT 19930127 PASS YES
C5.12

RHRS-026 ELBOW C-F R00008082 PT 19921005 PASS YES
-PIPE C5.11 R00005443 PT 19930324 PASS YES

RHRS-027 PIPE C-F R00008083 PT 19930122 PASS YES
-ELBOW C5.11

RHRS-027-LS ELBSEAM C-F R00008094 PT 19930122 PASS YES
C5.12

RHRS-028 PIPE C-F R00008084 PT 19921005 PASS YES
-ELBOW C5.11

PRISIM
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
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* REVISION 0000 *nAT97 19/nrl nO

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
ISOMETRIC NUMBER : CHM-2636-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-028-LS ELBSEAM C-F R00008095 PT 19921005 PASS YES
C5.12

RHRS-029 ELBOW C-F R00008085 PT 19921005 PASS YES
-PIPE C5.11

RHRS-030 PIPE C-F R00008086 PT 19930122 PASS YES
-ELBOW C5.11

RHRS-030-LS ELBSEAM C-F R00008096 PT 19930122 PASS YES
C5.12

RHRS-031-LS TEESEAM C-F R00008097 PT 19921005 PASS YES
C5.12

RHRS-031A PIPE C-F R00008087 PT 19921005 PASS YES
-TEE C5.11

RHRS-032 TEE C-F R00008088 PT 19921005 PASS YES
-PIPE C5.11

RHRS-033-LS ELBSEAM C-F R00008098 PT 19921005 PASS YES
C5.12
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DATE 12/01/95

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER CHM-2636-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D045-06-LS REDSEAM C-F R00008137 PT 19921029 PASS YES
C5.22 R00008138 C00001039 WB-43 UT-45 19921029 PASS YES

R00008138 C00001208 BNP-32 UT-45 19930215 PASS YES

RHRF-D045-13 VALVE C-F R00008135 PT 19921110 PASS YES
-REDUCER C5.21 R00008136 C00001035 WB-43 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT.

GEOMETRIC NON-RELEVANT
R00008136 C00001036 WB-43 UT-60L 19921110 PASS YES GEOMETRIC NON-RELEVANT

RHRF-DO46-01 FL HEAD C-F R00008099 PT 19921222 PASS YES
C5.11

RHRF-DO46-O1A ELBOW C-F R00008100 PT 19921021 PASS YES
-PIPE C5.11

RHRF-D046-04 ELBOW C-F R00008101 PT 19921222 PASS YES
-PUMP C5.11

RHRF-D046-05 VALVE C-F R00008102 PT 19920910 PASS YES
-PIPE C5.11

RHRF-D046-06 FL HEAD C-F R00008103 PT 19921222 PASS YES
C5.11

RHRF-DO46-07 PIPE C-F R00008104 PT 19930114 PASS YES
-ELBOW C5.11

RHRF-D046-07-LS ELBSEAM C-F R00008124 PT 19921001 PASS YES
C5.12

RHRF-D046-12 ELBOW C-F R00008105 PT 19921228 PASS YES
-PIPE C5.11

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL e On P9pI~n .

0
* * ** * *

*
*
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* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER : CHM-2636-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DA

RHRS-034 PIPE C-F R00008106 PT 199
-TEE C5.11

RHRS-035 REDUCER C-F R00008107 PT 199;
-PIPE C5.11

RHRS-036 PIPE C-F R00008108 PT 199
-ELBOW C5.11

RHRS-036-LS-1 ELBSEAM C-F R00008125 PT 199;
C5.12

RHRS-036-LS-2 ELBSEAM C-F R00008126 PT 199;
C5.12

RHRS-038 PIPE C-F R00008109 PT 1991
-ELBOW C5.11 R00005460 PT 199Z

RHRS-039 ELBOW C-F R00008110 PT 1991
-PIPE C5.11

RHRS-04O PIPE C-F R00008111 PT 1992
-ELBOW C5.11

RHRS-040-LS ELBSEAM C-F R00008127 PT 1992
C5.12

RHRS-O01 ELBOW C-F R00008112 PT 1993
-PIPE C5.11

RHRS-042 PIPE C-F R00008113 PT 1992
-ELBOW C5.11

AM
TE

20910

21029

21005

?1228

?1228

1005
0324

1001

1001

1001

30114

0910

**************** ** * ***** ** ** * ***

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

EXAM RELIEF INDICATION INDICATIONSEC XI

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS
PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl
CREDIT

YES

YES

YES

YES

YES

YES
YES

YES

YES

YES

YES

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

IS1-04

PRISIM

PAGE 101
REVISION 0000
DATE 12/01/95 *



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00I IITrFRJAI n Af DrVC)nI

PRISIM *

* PAGE 102 *
* .,-.. . .. RKLVISIUON UUUU

DATE 12/01/95 *

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
ISOMETRIC NUMBER CHM-2636-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC X1 RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-044 PIPE C-F R00008114 PT 19930127 PASS YES
-TEE C5.11

RHRS-OL44-LS TEESEAM C-F R00008128 PT 19920910 PASS YES
C5.12

RHRS-046 FLG C-F R00008186 PT 19921221 PASS YES
-PIPE C5.11

RHRS-048 FLG C-F R00008117 PT 19921221 PASS YES
-ELBOW C5.11

RHRS-050 PIPE C-F R00008118 PT 19921221 PASS YES
-ELBOW C5.11

RHRS-050-LS ELBSEAM C-F R00008129 PT 19920106 PASS YES
C5.12

RHRS-053-LS ELBSEAM C-F R00008130 PT 19930112 PASS YES
C5.12

RHRS-055 ELBOW C-F R00008119 PT 19921005 PASS YES
-PIPE C5.11

RHRS-056-LS-1 ELBSEAM C-F R00008131 PT 19921005 PASS YES
C5.12

RHRS-056-LS-2 ELBSEAM C-F R00008132 PT 19921005 PASS YES
C5.12

RHRS-057-LS ELBSEAM C-F R00008133 PT 19920910 PASS YES
C5.12



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 103REVISION 0000

DATE 12/01/95

SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 
*

ISOMETRIC NUMBER : CHM-2636-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-058 ELBOW C-F R00008120 PT 19920910 PASS YES
-PIPE C5.11

RHRS-060 TEE C-F R00008121 PT 19921222 PASS YES
-FLG C5.11

RHRS-062 PIPE C-F R00008122 PT 19920910 PASS YES
-FLG C5.11

RHRS-063-LS ELBSEAM C-F R00008134 PT 19930112 PASS YES
C5.12

RHRS-064 ELBOW C-F R00008123 PT 19921222 PASS YES
-ELBOW C5.11



NUTECH TENNESSEE VALLEY AUTHORITY*WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00
* INTERVAL : 00 PERIOD 3

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
*ISOMETRIC NUMBER : CHM-2636-C SHEET : 04

FEATURE NUMBER

RHRF-D048-01

RHRF-D048-02

RHRF-D048-05

RHRF-D048-06

RHRF-D048-06C

RHRF-D048-07

RHRF-D048-09

RHRF-D048-10

RHRF-D048-12

RHRF-D049-14

RHRS-071

COMPONENT CATGORY/ EXAMINATION CAL. CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

PUMP
-ELBOW

PIPE
-VALVE

VALVE
-ELBOW

PIPE
-ELBOW

PIPE
-FLG

ELBOW
-PIPE

VALVE
-ELBOW

REDUCER
-VES NOZ

PIPE
-VALVE

PIPE
-TEE

PIPE
-ELBOW

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-rF
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

R00008139

RO0008140

R00008141

RO0008142

R00008143

ROO008144

RO0008145

R00008146

R00008147

R00008148

R00008149

*4+4+4+4+4+4+4+4+4+4+*4+*4+4+4+4+*******.

+4+4+4+4+4+4+4+4+4+4+*4+4+4+4+4+4+4+4+4+4+4+4+4+.

PRISIM

PAGE 104
REVISION 0000
DATE 12/01/95

~~~~wwwrwwwwwwwwwwwwwwwwwtwfl**r*******************4+*4+4+
4 + 4 + 4 + 4 + 4 + 4 + 4 + 4 + 4 +EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM EXAM
DATE RESULT

19930128 PASS

19930122 PASS

19930105 PASS

19930105 PASS

19921202 PASS

19920914 PASS

19920910 PASS

19920910 PASS

19920910 PASS

19920910 PASS

19930105 PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00
INTrvAI • nn D nr .

PRISIM

PAGE 105
, ... .. r u ; .. . I I¶LVI IUON UUUU

DATE 12/01/95

SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER : CHM-2636-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-074 PIPE C-F R00008150 PT 19930113 PASS YES
-TEE C5.11

RHRS-076 PIPE C-F R00008151 PT 19920910 PASS YES
-ELBOW C5.11 R00008151A PT 19930330 PASS YES

RHRS-078 TEE C-F R00008152 PT 19920910 PASS YES
-PIPE C5.11

RHRS-079 TEE C-F R00008153 PT 19921217 PASS YES
-PIPE C5.11

RHRS-080 PIPE C-F R00008154 PT 19921221 PASS YES
-TEE C5.11

RHRS-081 TEE C-F R00008155 PT 19921221 PASS YES
-PIPE C5.11

RHRS-082 PIPE C-F R00008156 PT 19921221 PASS YES
-FLG C5.11

RHRS-083 PIPE C-F R00008157 PT 19920910 PASS YES
-TEE C5.11

RHRS-084 ELBOW C-F R00008158 PT 19930113 PASS YES
-PIPE C5.11

RHRS-085 PIPE C-F R00008159 PT 19920910 PASS YES
-ELBOW C5.11

RHRS-086 FLG C-F R00008160 PT 19920910 PASS YES
-PIPE C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 106INTERVAL : 00 PERIOD : 3 * REVISION 0000

* DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074

ISOMETRIC NUMBER CHM-2636-C SHEET : 05

FEATURE NUMBER

RHRF-D049-03

RHRF-D049-03A

RHRF-D049-04

RHRF-D049-06F

RHRF-D049-08

RHRF-D049-11

RHRF-D049-12

RHRF-D049-13

RHRF-D049-13A

RHRF-D049-13B

RHRF-D049-14A

COMPONENT
DESCRIPT.

VALVE
-ELBOW

ELBOW
-PIPE

PIPE
-VALVE

PIPE
-ELBOW

TEE
-VALVE

TEE
-VALVE

VALVE
-PIPE

ELBOW
-PIPE

PIPE
-ELBOW

ELBOW
-PIPE

CATGORY/
ITEM NO.

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00008168

R00008169

R00008170

R00008171

R00008172

R00008173

R00008174

R00008175

R00008176

R00008177

ELBOW C-F R00008178
:-PIPE C5.11

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19930113

19920914

19921222

19920914

19920914

19920914

19920914

19920914

19920914

19921229

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PT 19930126 PASS YES

"'3
(,D
m•



'O ********•W•W***•*****•*****•*********** •* * * *** *******,

* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

************ .t******

PRISIM *

* PAGE 107 *
* REVISION 0000 *
* DATE 12/01/95 *

- SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
ISOMETRIC NUMBER : CHM-2636-C SHEET : 05

**•*****• *•**•*•*********•* *****EXAMINATION********* ****CAL. *******AL.*****EXAM****

FEATURE NUMBER

RHRF-D049-14B

RHRS-087

RHRS-088

RHRS-089

RHRS-091

RHRS-093

RHRS-096

RHRS-098

RHRS-099

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-PIPE

ELBOW
-PIPE

ELBOW
-PIPE

FLG
-PIPE

ELBOW
-PIPE

ELBOW
-PIPE

ELBOW
-REDUCER

PIPE
-ELBOW

CATGORY/
ITEM NO.

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00008179

R00008180

R00008181

R00008182

R00008183

R00008184

R00008185

R00008186

R00008187

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19920914

19920914

19920914

19920914

19930105

19920914

19920914

19930126

19930113

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

------- wwww-ww ---- 
- - -



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASEPOST OUTAGE EXAMINATION RESULTS REPORTEXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00. PERIOD : 3

PRISIM
*

* PAGE 108
REVISION 0000

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
ISOMETRIC NUMBER CHM-2636-C SHEET : 06 *

FEATURE NUMBER

RHRF-DO50-O1D

RHRF-DO50-01F

RHRF-D050-02

RHRF-DOSO-03

RHRF-DOSO-04

RHRF-DOSO-o4E

RHRF-D0S0-04F

RHRF-D051-01

RHRF-D051-02

RHRF-D051-03

RHRF-DO51-03A

COMPONENT
DESCRIPT.

PIPE
-ELBOW

ELBOW
-VALVE

PIPE
-VALVE

VALVE
-PIPE

VES NOZ
-REDUCER

TEE
-PIPE

VALVE
-TEE

RED TEE
-PIPE

PIPE
-RED TEE

PIPE
-ELBOW

PIPE
-ELBOW

CATGORY/
ITEM NO.

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

C-F
C5.11

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00008194
R00005442

R00008195

R000081,96

R00008197

R00008198

R00008199

R00008200

R00008201

R00008202

R00008203

RO0005165

EXAM
TYPE

PT
PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19930201
19930327

19920917

19921217

19920917

19930105

19920917

19920917

19921217

19921217

19921217

19920123

EXAM
RESULT

PASS
PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI
CREDIT

YES
YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI A Drn0n Inn

PRISIM

PAGE 109

DATE 12/01/95

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
ISOMETRIC NUMBER : CHM-2636-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D051-03B ELBOW C-F R00008205 PT 19921217 PASS YES
-PIPE C5.11

RHRF-D051-03C PIPE C-F R00008206 PT 19920917 PASS YES
-ELBOW C5.11

RHRF-D051-03D ELBOW C-F R00008207 PT 19920917 PASS YES
-PIPE C5.11

RHRF-D051-03E PIPE C-F R00008208 PT 19920917 PASS YES
-ELBOW C5.11

RHRF-D051-O3F ELBOW C-F R00008209 PT 19921217 PASS YES
-PIPE C5.11

RHRF-D051-03G PIPE C-F R00008210 PT 19921217 PASS YES
-ELBOW C5.11

RHRF-D051-03H ELBOW C-F R00008211 PT 19921217 PASS YES
-PIPE C5.11

RHRF-D051-O0 PIPE C-F R00008212 PT 19930113 PASS YES
-ELBOW C5.11

RHRF-D051-O0I PIPE C-F R00008213 PT 19920921 PASS YES
-PIPE C5.11

RHRF-D051-O4J PIPE C-F R00008214 PT 19920921 PASS YES
-PIPE C5.11

RHRF-D051-06 PIPE C-F R00008215 PT 19921221 PASS YES
-ELBOW C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1. ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00
. INTERVAL : 00 PERIOD 3
*

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER : CHM-2636-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE

RHRF-D051-07 PIPE C-F R00008274 PT 19930128
-VALVE C5.21 R00008275 C00001199 WB-03 UT-45 19930202

R00008275 C00001200 WB-03 UT-45L 19930202

RHRF-D051-08 VALVE C-F R00008276 PT 19920921
-PIPE C5.21 R00008277 C00001053 WB-03 UT-45 19921019

R00008277 C00001054 WB-03 UT-60L 19921019

RHRF-D051-09 FL HEAD C-F RO000R07R DT 1 ln1A31
C5.21

RHRF-D051-11

RHRF-D051-12

RHRS-100

RHRS-106

RHRS-107

RHRS-109

RHRS-110

VALVE
-TEE

ELBOW
-VALVE

REDUCER
-PIPE

FLG
-PIPE

PIPE
-TEE

ELBOW
-PIPE

PIPE
-ELBOW

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

C-F
C5. 11

R000827 C00001055

R00008279 C00001056

R00008216

R00008217

R00008218

R00008219

R00008220

R00008221

R00008222

WB-03

WB-03

UT-45

UT-45L

PT

PT

PT

PT

PT

PT

PT

19921021

19921021

19920921

19920921

19921222

19921221

19930105

19921221

19920917

PRISIM *

• PAGE 110 *
• REVISION 0000 *
* DATE 12/01/95 *

EXAM
RESULT

PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION
CREDIT REQST. TYPE

YES
YES
YES GEOMETRIC

YES
YES GEOMETRIC
YES GEOMETRIC

YES
YES GEOMETRIC

GEOMETRIC
YES

YES

YES

YES

YES

YES

YES

YES

I ND I CATION
RESOLUTION

NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT



* NUTECH

0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

,0
PRISIM *

PAGE 111
REVISION 0000

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 ** ISOMETRIC NUMBER CHM-2636-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-111 ELBOW C-F R00008223 PT 19920917 PASS YES
-PIPE C5.11

RHRS-112 PIPE C-F R00008224 PT 19920917 PASS YES
-REDUCER C5.11

RHRS-112-LS REDSEAM C-F R00008261 PT 19920917 PASS YES
C5.12

RHRS-112A REDUCER C-F R00008225 PT 19920917 PASS YES
-ELBOW C5.11

RHRS-113 ELBOW C-F R00008226 PT 19930113 PASS YES
-RED TEE C5.11

RHRS-113-LS TEESEAM C-F R00008262 PT 19930113 PASS YES
C5.12

RHRS-114 RED TEE C-F R00008227 PT 19930105 PASS YES
-RED TEE C5.11

RHRS-114-LS TEESEAM C-F R00008263 PT 19930105 PASS YES
C5.12

RHRS-115 RED TEE C-F R00008228 PT 19921217 PASS YES
-PIPE C5.11

RHRS-116 ELBOW C-F R00008229 PT 19921222 PASS YES
-PIPE C5.11

RHRS-117 ELBOW C-F R00008230 PT 19921130 PASS YES
-PIPE C5.11



* NUTECH
*

*

*

*

*

** * * * * * * * ** ******** ****

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL * On DCDl• •

DATE 12/01/95

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 07h
* ISOMETRIC NUMBER : CHM-2636-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-119 ELBOW C-F R00008231 PT 19921221 PASS YES
-PIPE C5.11

RHRS-120 PIPE C-F R00008232 PT 19920921 PASS YES
-ELBOW C5.11 R00005462 PT 19930325 PASS YES

RHRS-121 ELBOW C-F R00008233 PT 19920921 PASS YES
-PIPE C5.11

RHRS-123 PIPE C-F R00008234 PT 19920917 PASS YES
-ELBOW C5.11 R00005461 PT 19930324 PASS YES

RHRS-127 ELBOW C-F R00008235 PT 19920921 PASS YES
-FLG C5.11

RHRS-130 TEE C-F R00008236 PT 19930121 PASS YES
-ELBOW C5.11

RHRS-132 ELBOW C-F R00008237 PT 19920921 PASS YES
-ELBOW C5.11

RHRS-133 PIPE C-F R00008238 PT 19920921 PASS YES
-ELBOW C5.11

RHRS-134 TEE C-F R00008239 PT 19920921 PASS YES
-PIPE C5.11

RHRS-135 PIPE C-F ROOOO824O PT 19921222 PASS YES
-TEE C5.11

RHRS-136 ELBOW C-F R00008241 PT 19920917 PASS YES
-PIPE C5.11

PRISIM

PAGE 112



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL : 00 PERIOD 2

* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM -074 *
* ISOMETRIC NUMBER CHM-2636-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-137 PIPE C-F R00008242 PT 19920917 PASS YES
-ELBOW C5.11 R00005463 PT 19930325 PASS YES

RHRS-138 ELBOW C-F R00008243 PT 19920917 PASS YES
-PIPE C5.11

RHRS-139 PIPE C-F R00008244 PT 19920917 PASS YES
-ELBOW C5.11

RHRS-140 FLG C-F R00008245 PT 19921217 PASS YES
-ELBOW C5.11

RHRS-141 ELBOW C-F R00008246 PT 19921217 PASS YES
-PIPE C5.11

RHRS-142 PIPE C-F R00008247 PT 19921217 PASS YES
-ELBOW C5.11

RHRS-143 ELBOW C-F R00008248 PT 19921217 PASS YES
-PIPE C5.11

RHRS-157 PIPE C-F R00008280 PT 19921001 PASS YES-ELBOW C5.21 R00008281 C00001052 WB-03 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-157A ELBOW C-F R00008282 PT 19920921 PASS YES-PIPE C5.21 R00008283 C00001052 WB-03 UT-45 19921019 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

PRISIM *
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* NUTECH
PRISIM

*
*

PAGE 114 *
* REVISION 0000
* DATE 12/01/95

SYSTEM
ISOMETRIC NUMBER

RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
CHM-2636-C SHEET : 06

FEATURE NUMBER

RHRS-158

RHRS-159

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATIONDESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

PIPE C-F R00008284
-ELBOW C5.21 R00008285 C00000854

ELBOW C-F R00008286
-ELBOW C5.21 R00008287 C00000857

R00008287 C00000854

PT
WB-03 UT-45

PT
WB-03 UT-0
WB-03 UT-45

R00008287 C00000855 WB-03
R00008287 C00000856 WB-03

19920921 PASS
19921020 PASS

19921020
19921022
19921020

PASS
PASS
PASS

YES
YES

YES
YES
YES

UT-45 19921022 PASS
UT-45L 19921022 PASS

GEOMETRI C
GEOMETR IC
GEOMETR IC
GEOMETRI C
GEOMETRI C
GEOMETRI C

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
PLANAR
GEOMETRIC
PLANAR
PLANAR

INDICATION
RESOLUTION

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
ANALYZED, OK
NON-RELEVANT
ANALYZED, OK
ANALYZED, OK

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

---------- www-w ---

-------------



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 115**
REVISION 0000

*AREVISION0000

*DfATE 12/01/95i

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
*ISOMETRIC NUMBER CHM-2636-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D054-02 ELBOW C-F R00008326 PT 19921228 PASS YES
-PIPE C5.21 R00008327 C00000945 WB-03 UT-45 19930112 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRF-D054-03 ELBOW C-F R00008328 PT 19921001 PASS YES
-PIPE C5.21 R00008329 C00000896 WB-02 UT-45 19921005 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

RHRF-D054-07 PIPE C-F R00008330 PT 19920925 PASS YES
-ELBOW C5.21 R00008331 C00001062 WB-02 UT-45 19921001 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRF-D054-07B ELBOW C-F R00008332 PT 19920924 PASS YES
-PIPE C5.21 R00008333 C00001062 WB-02 UT-45 19921001 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRF-D054-07C ELBOW C-F R00008334 PT 19920924 PASS YES
-PIPE C5.21 R00005438 PT 19930326 PASS YES

R00009599 C00000915 WB-02 UT-45 19921103 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

* NUTECH * *
*
*



0
NUTECH

PRISIM *
*

* PAGE 116 *
* REVISION 0000 *
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
CHM-2636-C SHEET : 07

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO.

CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
STD. TYPE DATE RESULT CREDIT REQST. TYPE

I ND I CAT I ON
RESOLUTION

RHRF-D054-08

RHRF-D054-09

RHRF-D054-10

RHRF-D054-10A

RHRF-D054-11

RHRF-D054-12

RHRF-D054-15

ELBOW C-F R00008336
-VALVE C5.21 R00008337

R00008337
R00008337

VALVE B-J R00008288
-PIPE B9.11 R00005397

R00008289
R00008289
R00008289

PIPE B-J R00008290
-PIPE B9.11 R00008291

PIPE B-J R00008292
-PIPE B9.11 R00008293

PIPE B-J R00008294
-VALVE B9.11 R00005396

R00008295
R00008295

VALVE B-J R00008296
-ELBOW B9.11 R00008297

R00008297

WELDOLT B-J R00008298
-ELBOW B9.11 R00008299

C00001046
COO01047
C00001048

C00001046
C00001047
C00001048

WB-02
WB-02
WB-02

PT
UT-45
UT-45L
UT-60L

PT
PT

WB-02 UT-45
WB-02 UT-45L
WB-02 UT-60L

19920923
19920930
19920930
19920930

19920923
19930326
19920930
19920930
19920930

PASS
PASS
PASS
PASS

PASS
PASS
PASS
PASS
PASS

PT 19920923 PASS
C00001067 WB-02 UT-45 19920928 PASS

PT 19920923 PASS
C00001067 WB-02 UT-45 19920928 PASS

PT
PT

C00001103 WB-01 UT-45
C00001104 WB-O1 UT-45L

PT
C00000822 WB-01 UT-45
C00000823 WB-01 UT-60L

C00001094

19921223
19930326
19930107
19930107

19920826
19920924
19920924

PASS
PASS
PASS
PASS

PASS
PASS
PASS

PT 19921223 PASS
WB-01 UT-45 19930106 PASS

YES
YES
YES
YES GEOMETRIC

YES
YES
YES
YES
YES

YES
YES

YES
YES

YES
YES
YES
YES

YES
YES
YES

YES
YES

GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC

GEOMETRIC

GEOMETRIC
GEOMETRIC

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

v



* NUTECH
*

*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

.... . .. .. * v rfA ;R EV IS IO N 0 0 0 0
DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074

ISOMETRIC NUMBER CHM-2636-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D054-15 WELDOLT B-J R00008299 C00001246 WB-01 UT-45 19930423 PASS YES GEOMETRIC NON-RELEVANT-ELBOW B9.11 
GEOMETRIC NON-RELEVANTR00008299 C00001095 WB-01 UT-45L 19930106 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANTR00008299 C00001247 WB-01 UT-60L 19930423 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-144 PIPE B-J R00008300 PT 19920924 PASS YES-ELBOW B9.11 R00008301 C00001067 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-145 ELBOW B-J R00008302 PT 19930113 PASS YES
-PIPE B9.11 R00005393 PT 19930329 PASS YES

R00008303 C00001042 WB-02 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-146 PIPE B-J R00008304 PT 19920923 PASS YES-RED ELB B9.11 R00008305 C00001067 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-147 RED ELB B-J R00008306 PT 19921223 PASS YES
-PIPE B9.11 R00008307 C00001103 WB-01 UT-45 19930107 PASS YES

R00008307 C00001104 WB-01 UT-45L 19930107 PASS YES GEOMETRIC NON-RELEVANT
RHRS-148 ELBOW B-J R00008308 PT 19920826 PASS YES-PIPE B9.11 R00008309 C00001066 WB-01 UT-45 19920924 PASS YES

RHRS-149 PIPE B-J R00008310. PT 19921223 PASS YES
-ELBOW B9.11

PRISIM ** ** * * *

*
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
* *** * *

*
*

* PAGE 118 *
* REVISION 0000 *

It * DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER CHM-2636-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-149 PIPE B-J R00008311 C00001103 WB-01 UT-45 19930107 PASS YES GEOMETRIC NON-RELEVANT
-ELBOW B9.11 GEOMETRIC NON-RELEVANT

RHRS-150 ELBOW B-J R00008312 PT 19921223 PASS YES
-PIPE B9.11 R00008313 C00001097 WB-01 UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT

RHRS-151 PIPE B-J R00008314 PT 19921223 PASS YES
-ELBOW B9.11 R00008315 C00001103 WB-01 UT-45 19930107 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRS-160 PIPE C-F R00008338 PT 19920924 PASS YES
-ELBOW C5.21 R00008339 C00001049 WB-03 UT-45 19921007 PASS YES GEOMETRIC NON-RELEVANT

RHRS-161 ELBOW C-F R00008340 PT 19920924 PASS YES
-PIPE C5.21 R00008341 C00001049 WB-03 UT-45 19921007 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRS-162 PIPE C-F R00008342 PT 19920924 PASS YES
-ELBOW C5.21 R00008343 C00001049 WB-03 UT-45 19921007 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-163 PIPE C-F R00008344 PT 19920924 PASS YES
-RED TEE C5.21 R00008345 C00001050 WB-03 UT-45 19921008 PASS YES GEOMETRIC NON-RELEVANT

R00008345 C00001051 WB-03 UT-45L 19921008 PASS YES GEOMETRIC NON-RELEVANT

RHRS-164 RED TEE C-F R00008346 PT 19920924 PASS YES
-RED ELB C5.21 R00008347 C00001050 WB-03 UT-45 19921008 PASS YES GEOMETRIC NON-RELEVANT

R00008347 C00001051 WB-03 UT-45L 19921008 PASS YES

RHRS-164A RED ELB C-F R00008348 PT 19921229 PASS -YES
-ELBOW C5.21
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TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

PRISIM

0
*
*

* PAGE 119 *
INTERVAL : 00 PERIOD : 3 * REVISION 0000

* DATE 12/01/95

• SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER : CHM-2636-C SHEET : 07 *

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-164A RED ELB C-F R00008349 C00001090 WB-02 UT-45 19930107 PASS YES ISI-17 GEOMETRIC NON-RELEVANT
-ELBOW C5.21 R00008349 C00001091 WB-02 UT-60L 19930107 PASS YES ISI-17 GEOMETRIC NON-RELEVANT

RHRS-165 ELBOW C-F R00008350 PT 19920925 PASS YES
-ELBOW C5.21 R00009582 C00000915 WB-02 UT-45 19921103 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-167 PIPE C-F R00008352 PT 19930128 PASS YES
-ELBOW C5.21 R00008353 C00001205 WB-02 UT-45 19930201 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-169 PIPE C-F R00008354 PT 19920925 PASS YES
-ELBOW C5.21 R00008355 C00001068 WB-02 UT-45 19920929 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-170 ELBOW C-F R00008356 PT 19920925 PASS YES
-PIPE C5.21 R00008357 C00001068 WB-02 UT-45 19920929 PASS YES GEOMETRIC NON-RELEVANT

RHRS-171 PIPE C-F R00008358 PT 19920924 PASS YES
-ELBOW C5.21 R00008359 C00001068 WB-02 UT-45 19920929 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRW-04 WELDOLT B-J R00008316 PT 19930104 PASS YES
-BR CONN B9.32



NUTECH TENNESSEE VALLEY AUTHORITY

. WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3 PAGE 120

REVISION 0000
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
CHM-2636-C SHEET : 08

FEATURE NUMBER

RHRF-D055-01

RHRF-D055-09

RHRF-D055-10

RHRF-D055-11

RHRF-D055-12

RHRF-D055-13

RHRF-D055-13A

COMPONENT
DESCRIPT.

CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

TEE C-F R00008399
-PIPE C5.21 R00008400

R00008400

PIPE C-F R00008401
-ELBOW C5.21 R00008402

ELBOW C-F R00008403
-VALVE C5.21 RO000540O

R00008404
R00008404

VALVE B-J R00008360
-PIPE B9.11 R00008361

R00008361

PIPE B-J R00008362
-PIPE B9.11 R00008363

PIPE B-J R00008364
-ELBOW B9.11 R00008365

ELBOW B-J R00008366
-PIPE B9.11 R00008367

C00001081
C00001082

C00001145

C00001075
C00001076

PT
WB-02 UT-45
WB-02 UT-60L

19920928
19930108
19930108

PASS
PASS
PASS

YES
YES
YES

PT 19930201 PASS
WB-02 UT-45 19930202 PASS

PT
PT

WB-02 UT-45
WB-02 UT-45L

PT
C00001092 WB-02 UT-45
C00001093 WB-02 UT-45L

C00001045

C00001045

19920925
19930329
19920929
19920929

19930105
19930107
19930107

GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC

INDICATION
RESOLUTION

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

PASS
PASS
PASS
PASS

PASS
PASS
PASS

PT 19920928 PASS
WB-02 UT-45 19920930 PASS

PT 19920928 PASS
WB-02 UT-45 19920930 PASS

C00001170 WB-02
PT 19930127 PASS
UT-45 19930128 PASS

GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETR I C NON-RELEVANT

YES
YES

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

PRISIM

------------
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI : 00 PFRIOD e

PRISIM

* PAGE
IULV I ~pIlwif vuvU

* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
*ISOMETRIC NUMBER CHM-2636-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D055-13B PIPE B-J R00008368 PT 19930105 PASS YES
-PIPE B9.11 R00008369 C00001080 WB-02 UT-45 19930108 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRF-D055-14 REDUCER B-J R00008370 PT 19920901 PASS YES
-VALVE B9.11

RHRF-D055-15 VALVE B-J R00008371 PT 19920901 PASS YES
-ELBOW B9.11 R00005391 PT 19930329 PASS YES

R00008372 C00001071 WB-01 UT-45 19920924 PASS YES GEOMETRIC NON-RELEVANT
R00008372 C00001072 WB-01 UT-60L 19920924 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D055-16 ELBOW B-J R00008373 PT 19920901 PASS YES
-WELDOLT B9.11 R00008374 C00001069 WB-01 UT-45 19920923 PASS YES GEOMETRIC NON-RELEVANT

R00008374 C00001070 WB-01 UT-60L 19920923 PASS YES

RHRF-D055-21 ELBOW B-J R00008375 PT 19930331 PASS YES
-PIPE B9.11 R00008376 C00001224 WB-01 UT-45 19930415 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRS-152 PIPE B-J R00008377 PT 19930127 PASS YES
-ELBOW B9.11 R00008377A PT 19930222 PASS YES

R00008378 C00001170 WB-02 UT-45 19930128 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-152A ELBOW B-J R00008379 PT 19920928 PASS YES
-PIPE B9.11 R00008380 C00001045 WB-02 UT-45 19920930 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

121 4



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00D PERIOO

PRISIM *
*

**PAGE 122 *
* PAGE 122NNN

*REVISION 0nf00* DATE 12/01/95 *

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 07h *
* ISOMETRIC NUMBER : CHM-2636-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-153 PIPE B-J R00008381 PT 19920928 PASS YES
-REDUCER B9.11 R00008382 C00001045 WB-02 UT-45 19920930 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RHRS-154 PIPE B-J R00008383 PT 19920928 PASS YES
-ELBOW B9.11 R00008384 C00001044 WB-01 UT-45 19921102 PASS YES GEOMETRIC NON-RELEVANT

RHRS-155 ELBOW B-J R00008385 PT 19920901 PASS YES
-PIPE B9.11 R00008386 C00001073 WB-01 UT-45 19920923 PASS YES

RHRS-156 PIPE B-J R00008387 PT 19920901 PASS YES
-ELBOW B9.11 R00008388 C00001073 WB-01 UT-45 19920923 PASS YES GEOMETRIC NON-RELEVANT

RHRS-172 PIPE C-F ROOOO8405 PT 19920928 PASS YES
-ELBOW C5.21 R00008406 C00001090 WB-02 UT-45 19930107 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-173 ELBOW C-F R00008407 PT 19920928 PASS YES
-PIPE C5.21 R00009583 C00001090 WB-02 UT-45 19930107 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009583 C00001091 WB-02 UT-60L 19930107 PASS YES

RHRS-174 ELBOW C-F R00008408 PT 19920925 PASS YES
-ELBOW C5.21 R00008409 C00001074 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT

RHRS-175 ELBOW C-F R00008410 PT 19920925 PASS YES
-ELBOW C5.21 R00008411 C00001074 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT

RHRS-176 ELBOW C-F R00008412 PT 19920925 PASS YES
-PIPE C5.21



* NUTECH
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
* *44 *44 44

44
44

* PAGE 123
* REVISION 0000

* DATE 12/01/95

4SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
ISOMETRIC NUMBER CHM-2636-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRS-176 ELBOW C-F R00008413 C00001074 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT
-PIPE C5.21 GEOMETRIC NON-RELEVANT

RHRS-177 PIPE C-F R0000841l4 PT 19930105 PASS YES
-ELBOW C5.21 R00008415 C00001092 WB-02 UT-45 19930107 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

R00008415 C00001248 WB-02 UT-45 19930428 PASS YES GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

R00008415 C00001249 WB-02 UT-60L 19930428 PASS YES GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

RHRW-05 WELDOLT B-J R00008389 PT 19920928 PASS YES
-BR CONN B9.32 R00005392 PT 19930329 PASS YES



* NUTECH
PRISIM

0

* PAGE 124 *
prgVICIAM •nnn

* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER CHM-2662-A SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRHX-6-1A-IA VES IWA C-C R00003260 PT 19840213 PASS YES
C3. 10

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTeRVAl flAN PERI•n *•

0
* *

*

*



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD 3

PRISIM *

*

* PAGE 125
*RFVIRION AnA

DATE 12/01/95

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER ISI-0020-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-74-001 RIG HGR C-E R00006178 VT-3 19940401 PASS YES
C3. 50

1-74-002 RIG HGR B-K-2 R00005720 VT-3 19930927 PASS YES
B131.10

1-74-004 RIG HGR C-E R00005670 VT-3 19930729 PASS YES
C3. 50

1-74-005 RIG HGR B-K-2 R00005330 VT-3 199305014 PASS YES
B131.10

1-74-007 M SNUB B-K-2 R00006098 VT-3 19940313 PASS YES
B11.10 R00006310 VT-4 19940907 PASS YES

1-74-008 N SNUB B-K-2 R00006102 VT-3 19940315 PASS YES
B11.10 R00006311 VT-4 19940907 PASS YES

1-74-010 RIG HGR B-K-2 R00005311 VT-3 19930507 PASS YES
B1 1.10

1-74-011 N SNUB B-K-2 R00005721 VT-3 19930927 PASS YES
B11.10 R00006312 VT-4 19940907 PASS YES

1-74-012 RIG HGR B-K-2 R00005331 VT-3 19930504 PASS YES
B 1.10

1-74-020 M SNUB B-K-2 R00006119 VT-3 19940316 PASS YES
B11.10 R00006309 VT-4 19940907 PASS YES

1-74-022 VSPRING B-K-2 R00006078 VT-3 19940308 PASS YES
Bl .10

** *** ******** ** ********* 4 44ý4ý 6-46-ý
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* NUTECH
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 126 *
* REVISION 0000 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER ISI-0020-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-74-022 VSPRING B-K-2 R00006586 VT-4 19950518 PASS YES
B131.10



* NUTECH .****ft***ft**ftft******ftft**4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

I~ftftftft*ft***ft*ftft*ft*****ft***ftft*ftft*****ft* ***ft ft ft

PRISIM

* PAGE 127 *
* REVISION 0000 ft

* * DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 *
ISOMETRIC NUMBER ISI-0020-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A432-2-01 M SNUB C-E R00006087 VT-3 19940311 PASS YES
C3. 50

C-E R00006122 VT-4 19940316 PASS YES
C3. 60

47A432-6-01 M SNUB C-E R00006343 VT-3 19940914 PASS YES
C3. 50

C-E R00006343 VT-4 19940914 PASS YES
C3. 60

47A432-6-02 RIG HGR C-E R00005336 VT-3 19930503 PASS YES
C3. 50

63-1SISR133 RIG HGR C-E R00005367 VT-3 19930512 PASS YES
C3. 50

63-1SISR157 RIG HGR C-E R00005368 VT-3 19930512 PASS YES
C3. 50 R00006418 VT-3 19941020 PASS YES

63-1SISR177 RIG HGR C-E R00005595 VT-3 19930616 PASS YES
C3. 50

63-1SISR178 RIG HGR C-E R00005333 VT-3 19930503 PASS YES
C3. 50

63-1SISR181 RIG HGR C-E R00006340 VT-3 19940914 PASS YES
*C3. 50

63-1SISR182 RIG HGR C-E R00006339 VT-3 19940914 PASS YES
C3. 50



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTeRVAl f NO PFRIOn •

*
*

PAGE 128 *
orwicI•n nn•n

* DATE 12/01/95 *

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER : ISI-0020-C SHEET : 02

*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE *DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-1SSV132 VSPRING C-E R00005215 VT-3 19930216 PASS YES
C3. 50

C-E R00006341 VT-4 19940914 PASS YES
C3. 60

63-1SISV134 VSPRING C-E R00006599 VT-3 19950608 PASS YES
C3. 50

C-E R00006599 VT-4 19950608 PASS YES
C3. 60

63-1SISV158 VSPRING C-E R00006337 VT-3 19940909 PASS YES
C3. 50

C-E R00006337 VT-4 19940909 PASS YES
C3. 60

63-1SISV179 VSPRING C-E R00006030 VT-3 19940224 PASS YES
C3. 50

C-E R00006357 VT-4 19940915 PASS YES
C3. 60

63-1SISV180 VSPRING C-E R00005335 VT-3 19930503 PASS YES
C3. 50

C-E R00006342 VT-4 19940914 PASS YES
C3. 60

PRISIM



4+4+4+4+4+4+4+04
* NUTECH
4+

*

*

4+

*

4+

4+4+4+***4+**4+**4+4+4+****4+4+*4+*4+4+4+4+4+4+4+4

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM 4+

4+

*

PAGE 129 *
REVISION 0000

• DATE 12/01/95 4

4+ SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 4
* ISOMETRIC NUMBER ISI-0020-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A432-1-05 M SNUB C-E R00006417 VT-3 19941020 PASS YES
C3. 50

C-E R00006417 VT-4 19941020 PASS YES
C3. 60

47A432-1-06 RIG HGR C-E R00005199 VT-3 19921116 PASS YES
C3. 50

47A432-1-07 RIG HGR C-E R00005200 VT-3 19921116 PASS YES
C3. 50

47A432-1-31 M SNUB C-E R00006436 VT-3 19941101 PASS YES
C3. 50

C-E R00006436 VT-4 19941101 PASS YES
C3. 60

47A435-6-100 M SNUB C-E R00005337 VT-3 19930422 PASS YES
C3. 50

C-E R00006332 VT-4 19940908 PASS YES
C3. 60

63-1SlSR137 RIG HGR C-E R00005739 VT-3 19931012 PASS YES
C3. 50

63-1SISR138 RIG HGR C-E R00006045 VT-3 19940302 PASS YES
C3. 50

63-1SISR14O RIG HGR C-E R00006066 VT-3 19940307 PASS YES
C3. 50



NUTECH TENNESSEE VALLEY AUTHORITY
4WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE4POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*4444**4444**444444*44* 44* *44* *4444 44

PRISIM

PAGE 130
REVISION 0000

4SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
ISOMETRIC NUMBER IS1-0020-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-1SISR141 RIG HGR C-E R00005338 VT-3 19930420 PASS YES
C3. 50

63-1SISR142 M SNUB C-E R00006461 VT-3 19950127 PASS YES
C3. 50

C-E R00006461 VT-4 19950127 PASS YES
C3. 60

63-1SISR144 RIG HGR C-E R00005340 VT-3 19930422 PASS YES
C3. 50

63-1SISR146 M SNUB C-E R00005312 VT-3 19930507 PASS YES
C3. 50

C-E R00006352 VT-L 19940914 PASS YES
C3. 60

63-1SISR147 M SNUB C-E R00006070 VT-3 19940308 PASS YES
C3. 50

C-E R00006353 VT-4 19940914 PASS YES
C3. 60

63-1SISR148 M SNUB C-E R00005342 VT-3 19930423 PASS YES
C3. 50

C-E R00006347 VT-4 19940914 PASS YES
C3. 60

63-1SISR149 M SNUB C-E R00005343 VT-3 19930423 PASS YES
C3. 50
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

*
*
4+

* PAGE 131
*RFVISION NflfNlN
* DATE 12/01/95

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
4+ ISOMETRIC NUMBER ISI-0020-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-1SISR149 M SNUB C-E R00006346 VT-4 19940914 PASS YES
C3. 60

63-1SISR151 M SNUB C-E R00005345 VT-3 19930423 PASS YES
C3. 50

C-E R00006345 VT-i 19940914 PASS YES
C3. 60

63-1SISR152 RIG HGR C-E R00005232 VT-3 19930225 PASS YES
C3. 50

63-1SISR153 RIG HGR C-E R00005231 VT-3 19930225 PASS YES
C3. 50

63-1SISR155 M SNUB C-E R00006016 VT-3 19940222 PASS YES
C3. 50

C-E R00006344 VT-4 19940914 PASS YES
C3. 60

63-1SISR162 RIG HGR C-E R00006065 VT-3 19940307 PASS YES
C3. 50

63-1SlSR164 RIG HGR C-E R00006063 VT-3 19940306 PASS YES
C3. 50

63-1SISR165 RIG HGR C-E R00005672 VT-3 19930805 PASS YES
C3. 50

63-1SlSR168 M SNUB C-E R00005348. VT-3 19930422 PASS YES
C3. 50

PRISIM
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAI 00N PFRI•fl .

PRISIM

* PAGE 132
* Fvn~nnN Annnn *

* DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER ISI-0020-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-1SlSR168 M SNUB C-E R00006336 VT-4 19940909 PASS YES
C3. 60

63-1SlSR169 RIG HGR C-E R00006435 VT-3 19941025 PASS YES
C3. 50

63-1SlSR170 M SNUB C-E R00005349 VT-3 19930423 PASS YES
C3. 50

C-E R00006354 VT-4 19940914 PASS YES
C3. 60

63-1SlSR171 RIG HGR C-E R00005681 VT-3 19930818 PASS YES
C3. 50

63-1SISR173 M SNUB C-E R00005210 VT-3 19930113 PASS YES
C3. 50

C-E R00006350 VT-4 19940914 PASS YES
C3. 60

63-1SlSR174 MSNUB-2 C-E R00005211 VT-3 19930113 PASS YES
C3. 50

C-E R00006349 VT-4 19940914 PASS YES
C3. 60

63-1SlSR175 RIG HGR C-E R00005350 VT-3 19930423 PASS YES
C3. 50

63-1SlSV136 VSPRING C-E R00006598 VT-3 19950608 PASS YES
C3. 50



* NUTECH
.*1 TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE
REVISION

D fATE 12ir10Q

.133
0000 *•1 /o

** SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 0714 ** ISOMETRIC NUMBER ISI-0020-C SHEET 03 
*

*
*

EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER

63-1SISV136

63-1SISV139

63-1SISV143

63-iSISV145

63-1SlSV150

63-1SlSV163

COMPONENT CATGORY/
DESCRIPT. ITEM NO.

VSPRING C-E
C3. 60

HVSPG 2 C-E
C3. 50

C-E
C3. 60

VSPRING C-E
C3. 50

C-E
C3. 60

VSPRING C-E
C3. 50

C-E
C3. 60

VSPRING C-E
C3. 50

C-E
C3. 60

HVSPG 2 C-E
C3. 50

C-E
C3. 60

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00006598

R00006329

R00006329

R00005339

R00006330

R00006594

R00006594

R00005344

R00006348

R00006595

R00006595

EXAM
TYPE

VT- 3

VT-3

VT-3

VT-3

VT- 3

VT-3

VT-b3

VT-3

VT-4

VT- 3

VT-4

EXAM
DATE

19950608

19950607

19950607

19930420

19940908

19950606

19950606

19930423

19940914

19950606

19950606

EXAM
RESULT

PASS

ENGR

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES INC SETTING ANAL OK ACCP
BENT ROD ANAL OK ACCP

YES

YES

YES

YES

YES

YES

YES

YES

YES
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TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT ** *
EXAM REQUIREMENT : P03-01 CYCLE : 00 PAGE 134

IMKTrDII/AI n Af Dino Inn anr'megu nn a

DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM -074
*ISOMETRIC NUMBER IS1-0020-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

63-1SISV166 HVSPG 2 C-E R00005347 VT-3 19930422 PASS YES
C3. 50

C-E R00006335 VT-4 19940909 PASS YES
C3. 60
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL : R PERIOn•

PRISIM

PAGE 135 *Drvlclnm nrnnn

DATE 12/01/95 *

SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
* ISOMETRIC NUMBER : ISI-0020-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-1RHR-R037 M SNUB C-E R00005172 VT-3 19920812 PASS YES
C3. 50

C-E R00006359 VT-4 19940915 PASS YES
C3. 60

74-1RHR-R039 RIG HGR C-E R00006433 VT-3 19941025 PASS YES
C3. 50

74-1RHR-RO86 RIG HGR C-E R00006050 VT-3 19940302 PASS YES
C3. 50

74-1RHR-RO88 RIG HGR C-E R00005235 VT-3 19930225 PASS YES
C3. 50

74-1RHR-R089 RIG HGR C-E R00005224 VT-3 19930224 PASS YES
C3. 50

74-1RHR-RO92 RIG HGR C-E R00005351 VT-3 19930430 PASS YES
C3. 50

74-1RHR-R093 RIG HGR C-E R00006361 VT-3 19940915 PASS YES
C3. 50

74-1RHR-RO94 RIG HGR C-E R00005809 VT-3 19931203 PASS YES
C3. 50

74-1RHR-R096 M SNUB C-E R00005203 VT-3 19921208 PASS YES
C3. 50

C-E R00006362 VT-U 19940915 PASS YES
C3. 60
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

9+ * * *

*

*

* PAGE 136 *
*REVISION Ao0n *

* * DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 *
* ISOMETRIC NUMBER ISI-0020-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-lRHR-R097 RIG HGR C-E R00006420 VT-3 19941020 PASS YES
C3. 50

74-1RHR-R098 RIG HGR C-E R00005202 VT-3 19921208 PASS YES
C3. 50

74-1RHR-R101 RIG HGR C-E R00006150 VT-3 19940322 PASS YES
C3. 50

74-1RHR-R102 RIG HGR C-E R00005353 VT-3 19930427 PASS YES
C3. 50

74-lRHR-V038 HVSPG 2 C-E R00005221 VT-3 19930216 PASS YES
C3. 50

C-E R00006100 VT-4 19940314 PASS YES
C3. 60 R00006358 VT-4 19940915 PASS YES

PRISIM



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 137 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
ISOMETRIC NUMBER ISI-0020-C SHEET : 05

FEATURE NUMBER

74-1RHR-RO40

74-1RHR-R042

74-1RHR-RO44

74-1RHR-RO47

74-1RHR-R048

74-IRHR-R050

74-1RHR-RO51

74-IRHR-RO54

74-1RHR-RO56

74-1RHR-R058

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

RIG HGR

RIG HGR

RIG HGR

RIG HGR

M SNUB

RIG

RIG

RIG

RIG

CATGORY/
ITEM NO.

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

C-E
C3. 60

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

C-E
C3. 50

MSNUB-2 C-E
C3. 50

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00006039

R00005177

R00005178

R00005255

R00006448

R00006448

R00006607

R00005180

R00005181

R00006364

EXAM
TYPE

VT-3

VT-3

VT-3

VT-3

VT-3

VT-4

VT-3

VT-3

VT- 3

VT-3

EXAM
DATE

19940301

19920901

19920901

19930406

19941117

19941117

19950807

19920901

19920901

19940915

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

R00006009 VT-3 19940216 PASS

** * * * * ****** ***** *****



* NUTECH 
TENNESSEE VALLEY AUTHORITY* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* 

ISI DATA BASE*POST OUTAGE EXAMINATION RESULTS REPORT* EXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD 3

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
ISOMETRIC NUMBER ISI-0020-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE

74-1RHR-R058 MSNUB-2 C-E R00006365 VT-4 19940915
C3. 60

74-1RHR-R059 RIG HGR C-E R00006027 VT-3 19940224
C3. 50

74-l1RHR-RO60 RIG HGR C-E R00006366 VT-3 19940915
C3. 50

74-1RHR-R063 RIG HGR C-E R00005240 VT-3 19930302
C3. 50

74-lRHR-RO64 RIG HGR C-E R00006061 VT-3 19940304
C3. 50

74-1RHR-V041 VSPRING C-E R0000535 11r.
C3. 50

C-E
C3. 50

C-E
C3. 60

R00006 101

R00006363

VT- 3

VT-4

I Yyua4ey

19950314

19940915

PRISIM

PAGE 138
* REVISION 0000 *

* DATE 12/01/95 *

*
*
*
*

EXAM
EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

----------



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFrPVAI nn DroDnn I 2

PRISIM

PAGE 139
, , . . S.-"' r JL P ; .3 fKLV I IUO N 0UUU

*DATE 12/01/95 *

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER ISI-0020-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A432-2-13 RIG HGR C-E R00005356 VT-3 19930428 PASS YES
C3. 50

47A432-2-14 RIG HGR C-E R00006432 VT-3 19941025 PASS YES
C3. 50

74-1RHR-R003 RIG HGR C-E R00005782 VT-3 19931105 PASS YES
C3. 50

7L-1RHR-RO04 M SNUB C-E R00006451 VT-3 19950109 PASS YES
C3. 50

C-E R00006611 VT-4 19950922 PASS YES
C3. 60

74-1RHR-R005 RIG HGR C-E R00006356 VT-3 19940915 PASS YES
C3. 50

74-1RHR-R006 RIG HGR C-E R00006444 VT-3 19941109 PASS YES
C3. 50

74-1RHR-RO07 RIG HGR C-E R00005237 VT-3 19930301 PASS YES
C3. 50

74-1RHR-R016 RIG HGR C-E R00005245 VT-3 19930310 PASS YES
C3. 50

74-1RHR-R017 M SNUB C-E R00006437 VT-3 19941101 PASS YES
C3. 50

C-E R00006437 VT-4 19941101 PASS YES
C3. 60



if if ifif if if if S
* NUTECH
*

*

*

*

*

*

TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT -UNIT 1

IS3 DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT * i*
EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 140

INTERVAL : 00 PERIOD : 3 * REVISION 0000*DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
* ISOMETRIC NUMBER ISI-0020-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-1RHR-RO18 RIG HGR C-E R00006429 VT-3 19941025 PASS YES
C3. 50

74-1RHR-R019 RIG HGR C-E R00005234 VT-3 19930225 PASS YES
C3. 50

74-1RHR-R020 RIG HGR C-E R00005239 VT-3 19930301 PASS YES
C3. 50

74-1RHR-R022 RIG HGR C-E R00005174 VT-3 19920812 PASS YES
C3. 50

74-1RHR-R023 RIG HGR C-E R00006430 VT-3 19941025 PASS YES
C3. 50

74-1RHR-R025 RIG HGR C-E R00006431 VT-3 19941025 PASS YES
C3. 50

74-lRHR-R026 RIG HGR C-E R00005188 VT-3 19921005 PASS YES
C3. 50

74-1RHR-R027 RIG HGR C-E R00005369 VT-3 19930513 PASS YES
C3. 50

74-lRHR-R028 RIG HGR C-E R00005229 VT-3 19930224 PASS YES
C3. 50

74-lRHR-R029 RIG HGR C-E R00005228 VT-3 19930224 PASS YES
C3. 50

74-1RHR-RO30 RIG HGR C-E R00005357 VT-3 19930429 PASS YES
C3. 50



* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT. EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL n o PFRIOD 2

PRISIM *

* PAGE 141 *

* DATE 12/01/95

@* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 ** ISOMETRIC NUMBER ISI-0020-C SHEET : 06 
*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-1RHR-R031 RIG HGR C-E R00005358 VT-3 19930429 PASS YES
C3. 50

74-1RHR-R032 RIG HGR C-E R00005213 VT-3 19930210 PASS YES
C3. 50

74-1RHR-R033 RIG HGR C-E R00005175 VT-3 19920812 PASS YES
C3. 50

74-IRHR-RO34 RIG HGR C-E R00005173 VT-3 19920812 PASS YES
C3. 50

74-1RHR-V011 VSPRING C-E R00006440 VT-3 19941103 PASS YES
C3. 50

C-E R00006440 VT-4 19941103 PASS YES
C3. 60

74-1RHR-V015 HVSPG 2 C-E R00006439 VT-3 19941103 PASS YES
C3. 50

C-E R00006439 VT-4 19941103 PASS YES
C3. 60



0
* NUTECH

0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

0
** * * *

*

*

*

* PAGE 142 *
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
*ISOMETRIC NUMBER ISI-0020-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-363 RIG HGR C-E R00005201 VT-3 19921117 PASS YES
C3. 50

1-63-365 M SNUB B-K-2 R00005967 VT-3 19940203 PASS YES
B11.10 R00006313 VT-4 19940907 PASS YES

1-63-366 M SNUB B-K-2 R00005648 VT-3 19930707 PASS YES
B11.10 R00006314 VT-4 19940907 PASS YES

1-63-367 VSPRING B-K-2 R00006593 VT-3 19950607 PASS YES
B11.10 R00006593 VT-4 19950607 PASS YES

1-63-368 M SNUB B-K-2 R00005970 VT-3 19940203 PASS YES
B11.10 R00006315 VT-4 19940907 PASS YES

1-63-369 RIG HGR B-K-2 R00005166 VT-3 19920701 PASS YES
Bll .10

1-63-370 RIG HGR B-K-2 R00005192 VT-3 19921014 PASS YES
B1 1.10

1-63-371 M SNUB C-E R00006177 VT-3 19940401 PASS YES
-RIG HGR C3. 50

C-E R00006316 VT-4 19940907 PASS YES
C3. 60

1-63-372 RIG HGR C-E R00005191 VT-3 19921014 PASS YES
C3. 50

1-63-373 RIG HGR C-E R00005190 VT-3 19921014 PASS YES
C3. 50

PRISIM



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

+** * *** * 0I *** **
PRISIM

PAGE 143
REVISION 0000

SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
ISOMETRIC NUMBER : ISI-0020-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

-------------------------------------------------------------------------- -------
1-63-374 RIG HGR C-E R00005360 VT-3 19930505 PASS YES

C3. 50

1-63-375 RIG HGR C-E R00005361 VT-3 19930505 PASS YES
C3. 50

1-63-376 RIG HGR C-E R00005362 VT-3 19930505 PASS YES
C3. 50

1-63-377 RIG HGR C-E R00005363 *VT-3 19930507 PASS YES
C3. 50

1-63-378 RIG HGR C-E R00005364 VT-3 19930507 PASS YES
C3. 50

1-63-379 RIG HGR C-E R00005892 VT-3 19940112 PASS YES
C3. 50

1-63-388 RIG HGR B-K-2 R00005611 VT-3 19930623 PASS YES
B131.10



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI On PFRIpfl 2

PRISIM

* PAGE 114 4
-- IL.V I lZ IV JI v UU

DATE 12/01/95

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
ISOMETRIC NUMBER : ISI-0020-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-340 M SNUB B-K-2 R00005183 VT-3 19920928 PASS YES
B11.10 R00006322 VT-4 19940907 PASS YES

1-63-341 M SNUB B-K-2 R00006421 VT-3 19941025 PASS YES
B11.10 R00006321 VT-4 19940907 PASS YES

1-63-342 VSPRING B-K-2 R00006591 VT-3 19950607 PASS YES
B11.10 R00006591 VT-4 19950607 PASS YES

1-63-343 RIG HGR B-K-2 R00005365 VT-3 19930507 PASS YES
B1 1.10

1-63-344 M SNUB B-K-2 R00005968 VT-3 19940204 PASS YES
B11.10 R00006323 VT-4 19940907 PASS YES

1-63-345 RIG HGR B-K-2 R00005366 VT-3 19930507 PASS YES
B1 1.10

1-63-346 RIG HGR B-K-2 R00006169 VT-3 19940330 PASS YES
B131.10

1-63-347 RIG HGR C-E R00005186 VT-3 19920928 PASS YES
C3. 50

1-63-349 VSPRING C-E R00006592 VT-3 19950608 PASS YES
C3. 50

C-E R00006592 VT-4 19950608 PASS YES
C3. 60

1-63-350 RIG HGR C-E R00005577 VT-3 19930610 PASS YES
C3. 50



NUTECH

************44*4*4444 46.44M

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*
*

* PAGE 145
* REVISION 0000
* DATE 12/01/95

fSYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM -074
fISOMETRIC NUMBER ISI-0020-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-351 RIG HGR C-E R00005185 VT-3 19920928 PASS YES
C3. 50

1-63-352 RIG HGR C-E R00005576 VT-3 19930610 PASS YES
C3. 50

1-63-353 RIG HGR C-E R00005205 VT-3 19930104 PASS YES
C3. 50

1-63-353-IA IWA C-C R00005133 PT 19900916 FAIL YES SURF, LINEAR IND. RMVD.
C3. 40 SURF, LINEAR IND. RMVD.

R00005145 PT 19901024 PASS YES

1-63-354 RIG HGR C-E R00005184 VT-3 19920928 PASS YES
C3. 50

1-63-355 RIG HGR C-E R00005575 VT-3 19930610 PASS YES
C3. 50

1-63-356 RIG HGR C-E R00005571 VT-3 19930610 PASS YES
C3. 50

1-63-357 RIG HGR C-E R00005176 VT-3 19920825 PASS YES
C3. 50

1-63-358 RIG HGR C-E R00005195 VT-3 19921026 PASS YES
C3. 50

1-63-359 RIG HGR C-E R00005196 VT-3 19921026 PASS YES
C3. 50

1-63-360 RIG HGR C-E R00005197 VT-3 19921026 PASS YES
C3. 50



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL D O PERIOD

,0
*

*

*

* PAGE 146 *
*RFVIRIAN OANNN

DATE 12/01/95

* SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074 *
*ISOMETRIC NUMBER : IS1-0020-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-361 RIG HGR C-E R00005198 VT-3 19921026 PASS YES
C3. 50

1-63-362 RIG HGR C-E R00005891 VT-3 19940112 PASS YES
C3. 50

1-63-589 M SNUB C-E R00005940 VT-3 19940124 PASS YES
C3. 50

C-E R00006325 VT-4 19940907 PASS YES
C3. 60

1-63-590 M SNUB C-E R00005573 VT-3 19930610 PASS YES
C3. 50

C-E R00006317 VT-4 19940907 PASS YES
C3. 60

1-63-591 M SNUB C-E R00006318 VT-3 19940907 PASS YES
C3. 50

C-E R00006318 VT-4 19940907 PASS YES
C3. 60

1-63-592 M SNUB C-E R00006319 VT-3 19940907 PASS YES
C3. 50

C-E R00006319 VT-4 19940907 PASS YES
C3. 60

1-63-593 M SNUB C-E R00005572 VT-3 19930610 PASS YES
C3. 50

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD 3

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER ISI-0020-C SHEET : 08

PRISIM
*
*

* PAGE 147 *
* REVISION 0000 *
* DATE 12/01/95 *

FEATURE NUMBER

1-63-593

1-63-596

1-63-597

1-63-598

1-63-602

47A432-3-03

COMPONENT EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

M SNUB

M SNUB

M SNUB

M SNUB

M SNUB

MSNUB-2

CATGORY/
ITEM NO.

C-E
C3. 60

B-K-2
B131.10

B-K-2
B131.10

B-K-2
Bl1.10

B-K-2
Bl1.10

B-K-2
B131.10

C-E
C3. 50

C-E
C3. 60

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00006320

R00005939

R00006326

R00006460
R00006460

R00005169
R00006327

R00005969
R00006324

R00006053

R00006333

EXAM
TYPE

VT-4

VT--3

VT-4

VT-3
VT- 4

VT- 3
VT- 4

VT-3
VT-4

VT-3

VT-4

EXAM
DATE

19940907

19940124

19940907

19950125
19950125

19920727
19940907

19940204
19940907

19930302

19940908

EXAM
RESULT

PASS

PASS

PASS

PASS
PASS

PASS
PASS

PASS
PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES
YES

YES
YES

YES
YES

YES

YES



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

* PAGE 148 *
* REVISION 0000 0

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
*ISOMETRIC NUMBER ISI-0117-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRPH-1A-A PMP SUP C-E R00003112 VT-3 19831021 PASS YES
C3. 80

RHRPH-1A-A-IA PUMPIWA C-C R00003250 PT 19840203 PASS YES
C3. 70

RHRPH-1B-B PMP SUP C-E R00003113 VT-3 19831021 PASS YES
C3. 80

RHRPH-1B-B-IA PUMPIWA C-C R00003249 PT 19840203 PASS YES
C3. 70

PRISIM



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM
* *

* PAGE 149 *
*RFVIRIflN nnn~n *
* DATE 12/01/95 *

* SYSTEM : RV REACTOR VESSEL - 068 *
* ISOMETRIC NUMBER : CHM-2685-B SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

UHIF-WOO1-O1G CAP B-J R00009817 PT 19921029 PASS YES
B9.11 R00009818 C00001172 WB-01 UT-45 19930217 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009818 C00001173 WB-01 UT-60L 19930217 PASS YES

UHIF-WOO1-07R CAP B-J R00009819 PT 19921029 PASS YES
B9.11 R00009820 C00001172 WB-01 UT-45 19930217 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009820 C00001173 WB-01 UT-60L 19930217 PASS YES

UHIF-WOO1-09A CAP B-J R00009821 PT 19921029 PASS YES
B9.11 R00009822 C00001172 WB-01 UT-45 19930217 PASS YES GEOMETRIC NON-RELEVANT

R00009822 C00001173 WB-01 UT-60L 19930217 PASS YES GEOMETRIC NON-RELEVANT

UHIF-WOO1-15J CAP B-J R00009823 PT 19921029 PASS YES
B9.11 R00009824 C00001172 WB-01 UT-45 19930217 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009824 C00001215 WB-01 UT-45 19930223 PASS YES PLANAR EVAL;SUP EXM
R00009824 C00001216 WB-01 UT-60 19930223 PASS YES PLANAR EVAL;SUP EXM
R00009824 C00001217 WB-01 UT-60 19930223 PASS YES
R00009824 C00001173 WB-01 UT-60L 19930217 PASS YES GEOMETRIC NON-RELEVANT

PLANAR EVAL;SUP EXM
R00009824 C00001214 WB-01 UT-60L 19930223 PASS YES PLANAR EVAL;SUP EXM



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL 00C PERIOD :3

PRISIM

* PAGE 150 *
* REVISION 0000 *

* -- * DATE- 12/01/95 *

* SYSTEM RV REACTOR VESSEL.- 068 *
* ISOMETRIC NUMBER ISI-0427-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVINT INT SUR B-N-1 R00003255 PT 19840208 PASS YES
B13.10 R00003253 VT-3 19840208 FAIL YES ARC STRIKE REMOVED

R00003256 VT-3 19840208 PASS YES

* NUTECH
0~ * * * *

*
*
*



N C TENNESSEE VALLEY AUTHORITY*WATTS BAR NUCLEAR POWER PLANT -UNIT 1
*ISI 

DATA BASEPOST OUTAGE EXAMINATION RESULTS REPORTEXAM REQUIREMENT : P03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

PRISIM
0

* 
*

PAGE 151 *
REVISION 0000DATE 12/01/95

---- DAT 1201/5*
* O~,er.-..

-01 T 0LrRV REACTOR VESSEL - 068 *ISOMETRIC NUMBER ISI-0427-C SHEET : 06

FEATURE NUMBER

N11-SE

N12-SE

N13-SE

N1h-SE

N15-SE

N16-SE

N17-SE

N18-SE

RVCSUPST

COMPONENT CATGORY/ EXAMINATION CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO.

SAFEEND
-VES NOZ

SAFEEND
-VES NOZ

SAFEEND
-VES NOZ

SAFEEND
-VES NOZ

VES NOZ
-SAFEEND

VES NOZ
-SAFEEND

B-F
B5.10

B-F
B5. 10

B-F
B5.10

B-F
B5. 10

B-F
B5. 10

B-F
B5. 10

VES NOZ B-F
-SAFEEND B5.10

VES NOZ
-SAFEEND

COR SUP

B-F
B5. 10

B-N-3
B13.30

R0OO00979 C00000742

R00004939
R00004939

R00004959

R00004918
R00005163
R00004918

R00004962
R00004962

R00004942
R00004942

R00004942

R00004921
ROOOO0921
ROOOO921

R00004901
R00004901

R00003235
R00003236
R00003257

C00000741

C00000742

C00000741

C00000728
C00000729

C00000720

C00000721

C00000720
C00000721

C00000728
C00000729

CAL.
STD.

WB-59

WB-59

WB-59

WB-59

WB-59
WB-59

WB-59

WB-59

WB-59
WB-59

WB-59
WB-59

EXAM
TYPE

UT-45

PT
UT-45

UT-45

PT
PT-
UT-45

UT-45
UT-45

PT
UT-45

UT-45

PT
UT-.45
UT-45

UT-L45
UT-45

VT-3
VT-3
VT-3

EXAM EXAM
DATE RESULT

19890922 PASS

19890817
19890921

19890922

19890817
19911218
19890921

19890912
19890905

19890818
19890918

19890830

19890818
19890908
19890830

19890918
19890905

19840123
19840127
19840210

PASS
PASS

PASS

PASS
PASS
PASS

PASS
PASS

PASS
PASS

PASS

PASS
PASS
PASS

PASS
PASS

FAIL
PASS
ENGR

SEC Xl
CREDIT

YES

YES
YES

YES

YES
YES
YES

NO
NO

YES
NO

NO

YES
NO
NO

NO
NO

YES
YES
YES

YES ARC STRIKE ANAL OK ACCP

RELIEF INDICATION
REQST. TYPE

GEOMETRIC

GEOMETRIC

GEOMETRIC

INDICATION
RESOLUTION

NON-RELEVANT

NON-RELEVANT

NON-RELEVANT

GEOMETRIC NON-RELEVANT

ISI-04
ISI-04

ISI-04

ISI-04

GEOMETRIC
GEOMETRIC

ISI-04 GEOMETRIC
ISI-04

ISI-04
ISI-04

ARC STRIKE

ARC STRIKE

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT

REMOVED

ANAL OK ACCP



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*
*

* PAGE 152
* REVISION 0000
*DATE 12/01/95 *

* DAE1/19

* SYSTEM RV REACTOR VESSEL - 068
*ISOMETRIC NUMBER ISI-0427-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RVCSUPST COR SUP B-N-3 R00003258 VT-3 19830210 ENGR YES ARC STRIKE ANAL OK ACCP
B13.30 R00004737 VT-3 19850301 ENGR YES PHYSIC DMG ANAL OK ACCP

PHY DISPLMT ANAL OK ACCP
ARC STRIKE ANAL OK ACCP

PRISIM



* ** ** * *** *** ****** ** ***** ** 44************** ** * ~*. ~****************************************************

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM

* PAGE 153 *
*REVISION AfllAN

* * DATE 12/01/95

* SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER CHM-2547-B SHEET :01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B1-1 ELBOW B-J R00004918 PT 19890817 PASS YES
-SAFEEND B9.11 R00005163 PT 19911218 PASS NO

R00004918 C00000741 WB-59 UT-45 19890921 PASS NO GEOMETRIC NON-RELEVANT

RCF-B1-2 PUMP B-J ROOOO914 PT 19890918 PASS YES
-PIPE B9.11 ROOOO4914 C00000725 WB-60 UT-45 19890906 PASS YES ISI-O4

R00004914 C00000716 WB-60 UT-45 19890909 PASS YES ISI-04
R00004914 C00000717 WB-60 UT-45 19890821 PASS YES ISI-04

RCF-B2-1 ELBOW B-J R00004939 PT 19890817 PASS YES
-SAFEEND B9.11 R00004939 C00000741 WB-59 UT-45 19890921 PASS YES GEOMETRIC NON-RELEVANT

RCF-B2-2 PUMP B-J R00004935 PT 19890918 PASS YES
-PIPE B9.11 R00004935 C00000725 WB-60 UT-45 19890906 PASS NO IS1-04

R00004935 C00000716 WB-60 UT-45 19890913 PASS NO ISI-04
R00004935 C00000717 WB-60 UT-45 19890830 PASS NO IS1-04
R00004935 C00000718 WB-60 UT-45 19890913 PASS NO ISI-O4
R00004935 C00000719 WB-60 UT-45 19890827 PASS NO ISI-O4

RCF-B3-1 ELBOW B-J R00004959 PT 19890918 PASS YES
-SAFEEND B9.11 R00004959 C00000742 WB-59 UT-45 19890922 PASS YES GEOMETRIC NON-RELEVANT

RCF-B3-2 PUMP B-J R00004956 PT 19890914 PASS YES
-PIPE B9.11 R00004956 C00000725 WB-60 UT-45 19890906 PASS NO ISI-04

R00004956 C00000718 WB-60 UT-45 19890913 PASS NO ISI-04
R00004956 C00000719 WB-60 UT-45 19890827 PASS NO ISI-04

RCF-B14-1 ELBOW B-J R00004979 PT 19890817 PASS YES
-SAFEEND B9.11 R00004979 C00000742 WB-59 UT-45 19890922 PASS YES GEOMETRIC NON-RELEVANT

RCF-B14-2 PUMP B-J ROOOO4975 PT 19890918 PASS YES
-PIPE B9.11

NUTECH
*
*



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
IS[ DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* *** * *

*
*

PAGE 154
REVISION 0000

*DATE 12/01195~
SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B4-2 PUMP B-J R00004975 C00000734 WB-60 UT-45 19890912 PASS NO ISI-04
-PIPE B9.11 R00004975 C00000718 WB-60 UT-45 19890913 PASS NO ISI-04

R00004975 C00000719 WB-60 UT-45 19890827 PASS NO - ISI-04

RCF-DI-1 SAFEEND B-J R00004901 PT 19890818 PASS YES
-PIPE B9.11 R00004901 C00000729 WB-59 UT-45 19890905 PASS NO

R00004901 C00000728 WB-59 UT-45 19890918 PASS YES GEOMETRIC NON-RELEVANT

RCF-D1-2 RED ELB B-J R00004904 C00000727 WB-60 UT-45 19890908 PASS NO ISI-04
-SAFEEND B9.11

RCF-D2-1 SAFEEND B-J R00004921 PT 19890818 PASS YES
-PIPE B9.11 R00004921 C00000721 WB-59 UT-45 19890830 PASS NO ISI-04

R00004921 C00000720 WB-59 UT-45 19890908 PASS NO ISI-04 GEOMETRIC NON-RELEVANT

RCF-D2-2 RED ELB B-J R00005643 PT 19930630 PASS YES
-SAFEEND B9.11 R00004925 C00000726 WB-60 UT-45 19890907 PASS NO ISI-04

RCF-D4-1 SAFEEND B-J R00004942 PT 19890818 PASS YES
-PIPE B9.11 R00004942 C00000721 WB-59 UT-45 19890830 PASS NO ISI-04

R00004942 C00000720 WB-59 UT-45 19890918 PASS NO ISI-04 GEOMETRIC NON-RELEVANT

RCF-D4-2 RED ELB B-J R00004945 PT 19890829 PASS YES
-SAFEEND B9.11 R00004946 C00000732 WB-60 UT-45 19890911 PASS NO ISI-O4

RCF-D5-1- SAFEEND B-J R00004962 PT 19890817 PASS YES
-PIPE B9.11 R00004962 C00000728 WB-59 UT-45 19890912 PASS NO ISI-04 GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00004962 C00000729 WB-59 UT-45 19890905 PASS NO ISI-04

RCF-D5-2 RED ELB B-J R00004965 PT 19890822 PASS YES
-SAFEEND B9.11



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM
* *** * *

*
*

* PAGE 155
*REVISION 0000

* * DATE 12/01/95 *

* SYSTEM : RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER : CHM-2547-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D5-2 RED ELB B-J R00004965 C00000727 WB-60 UT-45 19890908 PASS NO ISI-04
-SAFEEND B9.11

RCF-Fl-1 SAFEEND B-J RO0000907 PT 19890823 PASS YES
-ELBOW B9.11 ROOO4906 C00000704 WB-60 UT-45 19890823 PASS NO ISI-04

RO0004906 C00000714 WB-60 UT-45 19890817 PASS NO ISI-04
R00004906 C00000715 WB-60 UT-45L 19890821 PASS NO ISI-04

RCF-F1-2 ELBOW B-J R00004909 PT 19890822 PASS YES
-PIPE B9.11 R00004909 C00000712 WB-60 UT-45 19890830 PASS YES

R00004909 C00000714 WB-60 UT-45 19890817 PASS YES
R00004909 CO0000704 WB-60 UT-45 19890823 PASS YES

RCF-F1-3 ELBOW B-J ROOOO910 PT 19890823 PASS YES
-PIPE B9.11 R00004910 C00000725 WB-60 UT-45 19890906 PASS YES

R00004910 C00000716 WB-60 UT-45 19890823 PASS YES
R00004910 C00000717 WB-60 UT-45 19890830 PASS YES

RCF-Fl-4 ELBOW B-J R00004913 PT 19890913 PASS YES
-PUMP B9.11 R00004913 C00000725 WB-60 UT-45 19890906 PASS NO ISI-O4

R00004913 C00000716 WB-60 UT-45 19890831 PASS NO ISI-04

RCF-F2-1 SAFEEND B-J R00004928 C00000702 WB-60 UT-45 19890816 PASS NO ISI-04
-ELBOW B9.11 R00004928 C00000711 WB-60 UT-45 19890824 PASS NO ISI-04

R00004928 C00000710 WB-60 UT-45 19890809 PASS NO ISI-O4

RCF-F2-2 ELBOW B-J R00004930 PT 19890829 PASS YES
-PIPE B9.11 R00004930 C00000702 WB-60 UT-45 19890816 PASS YES

R00004930 C00000711 WB-60 UT-45 19890830 PASS YES
R00004930 C00000710 WB-60 UT-45 19890809 PASS YES
R00004930 C00000712 WB-60 UT-45 19890830 PASS YES



* NUTECH
*

*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

* PAGE 156 *
* REVISION 0000

S* DATE 12/01/95

SYSTEM : RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER : CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-F2-3 ELBOW B-J R00004931 PT 19890818 PASS YES
-PIPE B9.11 R00004931 C00000702 WB-60 UT-45 19890816 PASS YES

R00004931 C00000710 WB-60 UT-45 19890818 PASS YES
R00004931 C00000711 WB-60 UT-45L 19890824 PASS YES

RCF-F2-4 ELBOW B-J R00004934 PT 19890913 PASS YES
-PUMP B9.11 R00004934 C00000702 WB-60 UT-45 19890816 PASS NO ISI-04

R00004934 C00000711 WB-60 UT-45 19890831 PASS NO ISI-04

RCF-F3-1 SAFEEND B-J R00004947 C00000708 WB-60 UT-45 19890809 PASS NO ISI-04
-ELBOW B9.11 R00004947 C00000709 WB-60 UT-45 19890803 PASS NO ISI-04

RCF-F3-2 ELBOW B-J R00004950 PT 19890821 PASS YES
-PIPE B9.11 R00004950 C00000701 WB-60 UT-45 19890818 PASS YES

R00004950 C00000706 WB-60 UT-45 19890730 PASS YES
R00004950 C00000700 WB-60 UT-45 19890804 PASS YES
R00004950 C00000744 WB-60 UT-45 19890928 PASS YES

RCF-F3-3 ELBOW B-J R00004953 PT 19890821 PASS YES
-PIPE B9.11 R00004953 C00000700 WB-60 UT-45 19890804 PASS YES

R00004953 C00000705 WB-60 UT-45 19890818 PASS YES
R00004953 C00000703 WB-60 UT-45 19890815 PASS YES
R00004953 C00000708 WB-60 UT-45 19890809 PASS YES

RCF-F3-4 ELBOW B-J R00004955 PT 19890821 PASS YES
-PUMP B9.11 R00004955 C00000710 WB-60 UT-45 19890806 PASS YES

R00004955 C00000711 WB-60 UT-45 19890911 PASS YES
R00004953 C00000703 WB-60 UT-45 19890815 PASS YES
R00004953 C00000708 WB-60 UT-45 19890809 PASS YES

RCF-F4-1 SAFEEND B-J R00004968 C00000717 WB-60 UT-45 19890830 PASS NO ISI-04

-ELBOW B9.11



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAL no• PFRIOD 3

PRISIM *
*

* PAGE 157 *
* RFVISION flfl
*DATE 12/01/95

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
*ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-F4-1 SAFEEND B-J R00004968 C00000716 WB-60 UT-45L 19890831 PASS NO IS1-04
-ELBOW B9.11

RCF-F4-2 ELBOW B-J R00004970 PT 19890821 PASS YES
-PIPE B9.11 R00004970 C00000716 WB-60 UT-45 19890824 PASS NO ISI-04

R00004970 C00000717 WB-60 UT-45 19890830 PASS NO ISI-04

RCF-F4-3 ELBOW B-J R00004971 PT 19890921 PASS YES
-PIPE B9.11 R00004971 C00000725 WB-60 .UT-45 19890906 PASS YES

R00004971 C00000716 WB-60 UT-45 19890909 PASS YES
R00004971 C00000717 WB-60 UT-45 19890830 PASS YES

RCF-F4-4 ELBOW B-J R00004974 PT 19890914 PASS YES
-PUMP B9.11 R00004974 C00000725 WB-60 UT-45 19890906 PASS NO ISI-04

R00004974 C00000716 WB-60 UT-45 19890913 PASS NO ISI-04

RCF-H3-3 BR CONN B-J R00009827 PT 19930119 PASS YES
-PIPE B9.11 R00009828 C00001130 WB-10 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009828 C00001131 WB-1O UT-45L 19930120 PASS YES GEOMETRIC NON-RELEVANT

RCF-H3-4 ELBOW B-J R00009829 PT 19930401 PASS YES
-ELBOW B9.11 R00009830 C00001225 WB-1O UT-45 19930428 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

RCF-H3-5 ELBOW B-J R00009831 PT 19930127 PASS YES
-SAFEEND 89.11

.**** ** * * * * * ******* ***** ********************* *** *****



0
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD :3

PRISIM *
*

* PAGE 158
* REVISION 0000O

* * DATE 12/01/95 *

SYSTEM RX REACTOR COOLANT MAIN PIPING -068
*ISOMETRIC NUMBER CHM-2547-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-H3-5 ELBOW B-J R00009832 C00001141 WB-10 UT-45 19930201 PASS YES LAMINAR ANALYZED, OK
-SAFEEND B9.11 LAMINAR ANALYZED, OK

GEOMETRIC NON-RELEVANT
LAMINAR ANALYZED, OK
LAMINAR ANALYZED, OK
GEOMETRIC NON-RELEVANT

R00009832 C00001142 WB-10 UT-60L 19930201 PASS YES LAMINAR ANALYZED, OK

RCS-P-1 PIPE B-J R00004923 C00000738 WB-59 UT-I5 19890922 PASS NO ISI-O4
-BR CONN B9.31

RCS-P-2 PIPE B-J R00009833 PT 19930119 PASS YES
-ELBOW B9.11 R00009834 C00001130 WB-1O UT-I5 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-P-3 ELBOW B-J R00009835 PT 19930119 PASS YES
-ELBOW B9.11 R00009836 C00001130 WB-10 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

RCS-1-1 PIPE B-J RO0000903 PT 19890829 PASS YES
-RED ELB B9.11 R00004903 C00000735 WB-59 UT-I5 19890914 PASS YES

R00004903 C00000728 WB-59 UT-45 19890908 PASS YES
R00004903 C00000729 WB-59 UT-45 19890905 PASS YES
R00004903 C00000736 WB-59 UT-45 19890915 PASS YES

RCS-1-2 PIPE B-J R00004908 PT 19890823 PASS YES
-ELBOW B9.11 R00004908 C00000704 WB-60 UT-45 19890822 PASS YES

R00004908 C00000713 WB-60 UT-45 19890813 PASS YES
R00004908 C00000714 WB-60 UT-45 19890817 PASS YES

RCS-1-3 PIPE B-J R00004912 PT 19890822 PASS YES
-ELBOW B9.11



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

* PAGE 159
* REVISION 0000
* DATE 12/01/95 *

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
*ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-1-3 PIPE B-J R00004912 C00000725 WB-60 UT-45 19890906 PASS YES
-ELBOW B9.11 R00004912 C00000704 WB-60 UT-45 19890913 PASS YES

R00004912 C00000714 WB-60 UT-45 19890817 PASS YES

RCS-1-4 PIPE B-J R00004917 C00000728 WB-59 UT-45 19890911 PASS YES
-ELBOW B9.11 R00004917 C00000729 WB-59 UT-45 19890905 PASS YES

RCS-1-5 PIPE B-J R00004983 C00000737 WB-59 UT-45 19890921 PASS YES
-BR CONN B9.31

RCS-1-6 BR CONN B-J R00005634 PT 19930629 PASS YES
-PIPE B9.31 R00004902 C00000737 WB-59 UT-45 19890921 PASS NO ISI-04

RCS-2-1 PIPE B-J ROOO924 PT 19890828 PASS YES
-RED ELB B9.11 R00005642 PT 19930629 PASS YES

RO000924 C00000720 WB-59 UT-45 19890905 PASS YES
RO004924 C00000721 WB-59 UT-45 19890830 PASS YES

RCS-2-2 PIPE B-J RO0000929 PT 19890829 PASS YES
-ELBOW B9.11 RO0000929 C00000722 IS1127 UT-O 19890901 PASS YES

R00004929 C00000724 WB-59 UT-45 19890905 PASS YES
R00004929 C00000710 WB-60 UT-45 19890809 PASS YES
R00004929 C00000702 WB-60 UT-45 19890816 PASS YES
R00004929 C00000711 WB-60 UT-45 19890831 PASS YES
R00004929 C00000720 WB-59 UT-45 19890905 PASS YES
RO0004929 C00000723 IS1127 UT-70 19890901 PASS YES

RCS-2-3 PIPE B-J R00004933 PT 19890918 FAIL YES SURF, LINEAR IND. RMVD.
-ELBOW B9.11 W89-4284 PT 19891107 PASS YES

RO000933 C00000702 WB-60 UT-45 19890816 PASS YES
RO0000933 C00000710 WB-60 UT-45 19890831 PASS YES



* NUTECH
*( TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* *
*
*

* PAGE 160
* REVISION 0000
* DATE 12/01/95

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER CHM-2547-B SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCS-2-3 PIPE B-J R00004929 C00000711 WB-60 UT-45 19890831 PASS YES
-ELBOW B9.11

RCS-2-4 PIPE B-J R00005639 PT 19930630 PASS YES
-ELBOW B9.11 R00004938 C00000720 WB-59 UT-45 19890906 PASS YES

R00004938 C00000721 WB-59 UT-45 19890830 PASS YES

RCS-2-5 PIPE B-J RO0000937 C00000737 WB-59 UT-45 19890921 PASS YES
-BR CONN B9.31

RCS-2-6 PIPE B-J R00005646 PT 19930629 PASS YES
-BR CONN B9.31 R00004922 C00000738 WB-59 UT-45 19890922 PASS NO ISI-04

RCS-3-1 PIPE B-J R00004944 PT 19890828 PASS YES
-RED ELB B9.11 ROOOO4944 C00000733 WB-59 UT-45 19890912 PASS YES

R00004944 C00000720 WB-59 UT-45 19890913 PASS YES
RO0004944 C00000721 WB-59 UT-45 19890830 PASS YES
R00004944 C00000728 WB-59 UT-45 19890911 PASS YES
R00004944 C00000729 WB-59 UT-45 19890905 PASS YES

RCS-3-2 PIPE B-J R00004949 PT 19890821 PASS YES
-ELBOW B9.11 R00004949 C00000701 WB-60 UT-45 19890818 PASS YES

R00004949 C00000700 WB-60 UT-45 19890804 PASS YES
R00004949 C00000706 WB-60 UT-45 19890730 PASS YES

RCS-3-3 PIPE B-J R00004954 PT 19890818 PASS YES
-ELBOW B9.11 R00004954 C00000703 WB-60 UT-45 19890815 PASS YES

R00004954 C00000707 WB-60 UT-45 19890822 PASS YES
R00004954 C00000709 WB-60 UT-45 19890803 PASS YES
R00004954 C00000710 WB-60 UT-45 19890809 PASS YES

RCS-3-4 PIPE B-J R00004958 C00000728 WB-59 UT-45 19890911 PASS YES
-ELBOW B9.11

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
41 WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
*1 POST OUTAGE EXAMINATION RESULTS REPORT
4 EXAM REQUIREMENT : P03-01 CYCLE 00

INTERVAL : 00 PERIOD : 34'

SYSTEM
ISOMETRIC NUMBER

PRISIM

* ** ** *** ** ** ****41*** *

PAGE 161
REVISION 0000

* DATE 12/01/95 *

RX REACTOR COOLANT MAIN PIPING - 068
CHM-2547-B SHEET : 01

FEATURE NUMBER
COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

I ND I CAT I ON
RESOLUTION

PIPE B-J
-ELBOW B9.11

PIPE B-J
-BR CONN 89.31

RCS-3-6 PIPE B-J
-BR CONN B9.31

RCS-4-1 PIPE B-J
-RED ELB B9.11

R00004958 C00000729

R00004957 C00000738

R00004943 C00000738

R00004964
R00004964
R00004964
R00004964

RCS-4-2 PIPE B-J R00004969
-ELBOW 89.11 R00004969

R00004969

PIPE B-J R00004973
-ELBOW 89.11 R00004973

R00004973
R00004973

PIPE B-J R00004978
-ELBOW 89.11 R00004978

R00004978

PIPE B-J
-BR CONN 89.31

PIPE B-J
-BR CONN 89.31

R00009930
ROOOO4977

R00004963

C00000728
C00000729
C00000731

C00000716
C00000717

C00000734
C00000716
C00000717

C00000733
C00000728
C00000729

C00000737

C00000737

WB-59 UT-45 19890905 PASS

WB-59 UT-45 19890922 PASS

WB-59 UT-45 19890922 PASS

WB-59
WB-59
WB-59

PT
UT-45
UT-45
UT-45

PT
WB-60 UT-45
WB-60 UT-45

WB-60
WB-60
WB-60

WB-59
WB-59
WB-59

PT
UT-45
UT-45
UT-45

UT-45
UT-45
UT-45

19890828
19890913
19890905
19890911

19890821
19890911
19890830

19890821
19890912
19890913
19890830

19890921
19890913
19890905

PASS
PASS
PASS
PASS

PASS
PASS
PASS

PASS
PASS
PASS
PASS

PASS
PASS
PASS

PT 19930223 PASS
WB-59 UT-45 19890921 PASS

WB-59 UT-45 19890921 PASS

NO ISI-04

YES
YES
YES
YES

YES
YES
YES

YES
YES

NO ISI-04

RCS-3-4

RCS-3-5

RCS-4-3

RCS-4-4

RCS-4-5

RCS-4-6

I ----------------------------
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL flA PFRI•f•

PRISIM
0~ * * * *

*

* PAGE 165 *
* RFVi'RinN Annn *

* * DATE 12/01/95

* SYSTEM : RX REACTOR COOLANT MAIN PIPING -068
* ISOMETRIC NUMBER : CHM-2547-B SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-007-3 PIPE B-J R00005043 PT 19900111 PASS YES
-BR CONN B9.40

RCF-007-4 PIPE B-J R00005015 PT 19900111 PASS YES
-BR CONN B9.40



NUTECH44-

0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD 3

PRISIM
*4444*44*

*
*

* PAGE 166

DATE 12/01/95

SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
44ISOMETRIC NUMBER IS1-0124-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-68-001 VSPRING B-K-2 R00005918 VT-3 19940113 PASS YES
B11.10 R00006416 VT-4 19941017 PASS YES

1-68-005 VSPRING B-K-2 R00005596 VT-3 19930616 PASS YES
B11.10 R00006596 VT-4 19950711 PASS YES

*44*11* *4444* *44*44 44*44* *44*4444*4444 44 44 44 44444444444444J4.a4aaaa J4aaaaaajaaa U..



* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY PRISIM
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 167INTFRVAI nN PFRI•f * * RFVI•IflN ANnA

* * DATE 12/01/95 *

* SYSTEM RX REACTOR COOLANT MAIN PIPING - 068
* ISOMETRIC NUMBER ISI-0438-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCL-CLR-1 RIG HGR B-K-2 R00006579 VT-3 19950510 PASS YES
B131.10

RCL-CLR-2 RIG HGR B-K-2 R00006576 VT-3 19950509 PASS YES
B131.10

RCL-CLR-3 RIG HGR B-K-2 R00006577 VT-3 19950512 PASS YES
B111.10

RCL-CLR-4 RIG HGR B-K-2 R00006578 VT-3 19950510 PASS YES
B131.10



NUTECH
PRISIM *

*

**** *** * ********* *** *

* PAGE 168
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM SG RCS STEAM GENERATOR - 068 *
*ISOMETRIC NUMBER CHM-2660-B SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-D1-2-SE SAFEEND B-F R00005637 PT 19930630 PASS YES
-VES NOZ B5.30 R00004905 C00000727 WB-60 UT-45 19890908 PASS NO ISI-04

RCF-D2-2-SE SAFEEND B-F R00004926 C00000726 WB-60 UT-45 19890907 PASS NO ISI-04
-VES NOZ B5.30

RCF-D4-2-SE SAFEEND B-F R00005636 PT 19930629 PASS YES
-VES NOZ B5.30 R00004946 C00000732 WB-60 UT-45 19890911 PASS NO ISI-04

RCF-D5-2-SE SAFEEND B-F R00005635 PT 19930701 PASS YES
-VES NOZ B5.30 R00004966 C00000727 WB-60 UT-45 19890908 PASS NO ISI-04

RCF-FI-l-SE VES NOZ B-F R00004906 C00000714 WB-60 UT-45 19890823 PASS NO ISI-04
-SAFEEND B5.30

RCF-F2-1-SE VES NOZ B-F R00004927 C00000702 WB-60 UT-45 19890816 PASS NO ISI-04
-SAFEEND B5.30 R00004928 C00000711 WB-60 UT-45 19890824 PASS NO ISI-04

RCF-F3-1-SE VES NOZ B-F R00004947 C00000708 WB-60 UT-45 19890809 PASS NO ISI-04
-SAFEEND B5.30

RCF-F4-1-SE VES NOZ B-F R00004968 C00000717 WB-60 UT-45 19890830 PASS NO ISI-O4
-SAFEEND B5.30

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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* NUTECH

0
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

0
*
*
*

* PAGE 169
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D077-01 TEE C-F R00008416 PT 19920909 PASS YES
-PIPE C5.11

SIF-D077-02A ELBOW C-F R00008417 PT 19920909 PASS YES
-PIPE C5.11

SIF-D077-02B ELBOW C-F R00008418 PT 19920909 PASS YES
-PIPE C5.11

SIF-D077-04 TEE C-F R00008419 PT 19920909 PASS YES
-VALVE C5.11

SIF-D077-08 PIPE C-F R00008420 PT 19920909 PASS YES
-ELBOW C5.11

SI F-D077-09 PIPE C-F R00008421 PT 19921020 PASS YES
-ELBOW C5.11

SIF-D077-11 PIPE C-F R00008422 PT 19921020 PASS YES
-VALVE C5.11

SIF-D079-05 VALVE C-F R00008423 PT 19921228 PASS YES
-RED ELB C5.11

SIF-D079-05-LS RELSEAM C-F R00008438 PT 19930104 PASS YES
C5.12

SIF-DO79-06 REDUCER C-F R00008424 PT 19921026 PASS YES
-VALVE C5.11

SIF-DO79-06A PIPE C-F R00008425 PT 19930114 PASS YES
-REDUCER C5.11

0

Cs'
~.0

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD ± 3

PRISIM

* PAGE 170 *
*RFVIS ION fOflA
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET :.01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D079-06A-LS REDSEAM C-F R00008439 PT 19930301 PASS YES
C5.12

SIF-DO79-06B PIPE C-F R00008426 PT 19920916 PASS YES
-ELBOW C5.11

SIF-D079-06B-LS-1 ELBSEAM C-F R000084O PT 19920925 PASS YES
C5.12

SIF-D079-06B-LS-2 ELBSEAM C-F R00008441 PT 19920925 PASS YES
CS.12

SIF-DO79-07 VALVE C-F R00008427 PT 19921026 PASS YES
-REDUCER C5.11

SIF-DO79-07-LS REDSEAM C-F R00008442 PT 19930301 PASS YES
C5.12

SIF-D079-08A REDUCER C-F R00008428 PT 19920916 PASS YES
-TEE C5.11

SIS-005 PIPE C-F R00008429 PT 19920909 PASS YES
-TEE C5.11

SIS-006 TEE C-F R00008430 PT 19920909 PASS YES
-PIPE C5.11

SIS-008 PIPE C-F R00008431 PT 19920909 PASS YES
-ELBOW C5.11

SIS-010 ELBOW C-F R00008432 PT 19921020 PASS YES
-PIPE C5.11

*

*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAI nfl PFRIflf *•

PRISIM

* PAGE 171

DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET :01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

----------------------------------------------------=------------------

SIS-135 RED ELB C-F R00008433 PT 19920916 PASS YES
-PIPE C5.11

SIS-136 ELBOW C-F R00008434 PT 19921022 PASS YES
-PIPE C5.11

*

*



* NUTECH TENNESSEE VALLEY AUTHORITY

*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
*
*

* PAGE 172 *
* REVISION 0000 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 02 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO80-01 TEE C-F ROOOO8444 PT 19921015 PASS YES
-ELBOW C5.11

SIF-D080-02 PIPE C-F ROOOO0845 PT 19920909 PASS YES
-ELBOW C5.11

SIF-DO80-02K PIPE C-F ROOOOB46 PT 19920909 PASS YES
-FLG C5.11

SIF-D080-O0 PIPE C-F R00008447 PT 19920929 PASS YES
-ELBOW C5.11

SIF-D080-05 PIPE C-F R00008448 PT 19920929 PASS YES
-ELBOW C5.11

SIF-D080-07 VALVE C-F R00008462 PT 19920929 PASS YES
-PIPE C5.21 R00008463 C00000861 BF-02 UT-45 19921006 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00O8863 C00000862 BF-02 UT-60 19921006 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO80-08B PIPE C-F R00008464 PT 19930119 PASS YES
-ELBOW C5.21 ROOOO8465 C00001029 WB-02 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

SIS-013 ELBOW C-F R00008449 PT 19921015 PASS YES
-PIPE C5.11

SIS-015 ELBOW C-F R00008450 PT 19921019 PASS YES
-PIPE C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

4 PAGE 173 4
4 REVISION 0000 *
4+DATE 12/01/95 4

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-019 PIPE C-F R00008451 PT 19921019 PASS YES
-ELBOW C5.11

SIS-020 ELBOW C-F R00008452 PT 19921019 PASS YES
-PIPE C5.11

SIS-022 ELBOW C-F R00008453 PT 19921019 PASS YES
-PIPE C5.11

SIS-023 PIPE C-F R00008454 PT 19921019 PASS YES
-ELBOW C5.11

SIS-025 ELBOW C-F R00008455 PT 19920929 PASS YES
-PIPE C5.11

SIS-027 RED TEE C-F R00008456 PT 19920929 PASS YES
-PIPE C5.11

SIS-029 ELBOW C-F R00008466 PT 19920929 PASS YES
-PIPE C5.21 R00008467 C00000876 WB-02 UT-45 19921006 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-031 ELBOW C-F R00008468 PT 19920929 PASS YES
-PIPE C5.21 R00008469 C00000876 WB-02 UT-45 19921006 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



NUTECH
it

it

*

it

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI • in PFRIflf *•

PRISIM

* DATE 12/01/95 *

i SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
it ISOMETRIC NUMBER : CHM-2758-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO81-01 TEE C-F R00008470 PT 19921229 PASS YES
-PIPE C5.11

SIF-D081-03 ELBOW C-F R00008471 PT 19921020 PASS YES
-PIPE C5.11

SIF-DO81-04 ELBOW C-F R00008472 PT 19920909 PASS YES
-PIPE C5.11

SIF-D081-04B FLG C-F R00008473 PT 19921015 PASS YES
-PIPE C5.11

SIF-D081-06 ELBOW C-F R00008474 PT 19921117 PASS YES
-PIPE C5.11

SIF-DO81-08 PIPE C-F R00008487 PT 19920923 PASS YES
-VALVE C5.21 R00008488 C00000864 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT

R00008488 C00000865 WB-02 UT-45L 19921006 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO81-10B PIPE C-F R00008493 PT 19920923 PASS YES
-ELBOW C5.21 R00008494 C00001240 WB-02 UT-45 19930426 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC .NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008494 C00001241 WB-02 UT-60L 19930426 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D081-10C PIPE C-F R00008495 PT 19920923 PASS YES
-ELBOW C5.21 R00005385 PT 19930413 PASS YES

R00008496 C00000863 WB-02 UT-45 19920928 PASS YES MODE CONVERS NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

it

it

* PAGE 174 *



* NUTECH
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

** * * * ** * * * ** ***** ********* ** ** *** it

PRISIM

* PAGE 175 *
* REVISION 0000 *

* DATE 12/01/95

SYSTEM SiS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-032 PIPE C-F R00008475 PT 19921019 PASS YES
-ELBOW C5.11

SIS-036 PIPE C-F R00008476 PT 19920909 PASS YES
-ELBOW C5.11

SIS-039 ELBOW C-F R00008477 PT 19921117 PASS YES
-PIPE C5.11

SIS-040 PIPE C-F RO00O8478 PT 19920923 PASS YES
-ELBOW C5.11

SIS-041 ELBOW C-F R00008479 PT 19920923 PASS YES
-ELBOW C5.11

SIS-042 PIPE C-F R00008480 PT 19920114 PASS YES
-RED TEE C5.11

SIS-045 ELBOW C-F R00008489 PT 19930119 PASS YES
-PIPE C5.21 R00008490 C00001026 WB-09 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-047 ELBOW C-F R00008491 PT 19930119 PASS YES
-PIPE C5.21 R00008492 C00001029 WB-02 UT-45 19930120 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

0*****
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00D PERIOD :3

**ifififif*ififififififififififififififififif *4

PRISIM

* PAGE 176 *
* REVISION 0000 if

* ... * DATE 12/01/95 *

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
iISOMETRIC NUMBER : CHM-2758-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T029-35 PIPE B-J R00005843 PT 19931203 PASS YES
-PIPE B9.40

SIF-D086-03 VALVE B-J R00008497 PT 19921104 PASS YES
-PIPE B9.21

SIF-DO86-03C PIPE B-J R00008498 PT 19921117 PASS YES
-PIPE B9.21

SIF-DO86-03D PIPE B-J R00008499 PT 19930107 PASS YES
-PIPE B9.21

SIF-D086-O0 ELBOW B-J R00008500 PT 19921103 PASS YES
-PIPE B9.21 R00005706 PT 19930420 PASS YES

SIF-DO86-O4A PIPE B-J R00008501 PT 19921103 PASS YES
-ELBOW B9.21

SIF-D086-04B BR CONN B-J R00005831 PT 19931203 PASS YES
B9.32

SIF-D086-04C CAP B-J R00005832 PT 19931203 PASS YES
B9.40

SIF-D086-05 ELBOW B-J R00005006 PT 19900222 PASS YES
-PIPE B9.21

SIF-D086-05A PIPE B-J R00005085 PT 19900222 PASS YES
-PIPE B9.21

SIF-D086-06 PIPE B-J R00008502 PT 19920924 PASS YES
-ANCHOR B9.21



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 177 *
* REVISION 0000

* * DATE 12/01/95 *

*SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER CHM-2758-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO86-06 PIPE B-J R00005707 PT 19930420 PASS YES
-ANCHOR B9.21

SIF-DO86-06A PIPE B-J R00008503 PT 19920924 PASS YES
-PIPE B9.21

SIlF-D086-07 -PIPE B-J R00008504 PT 19920925 PASS YES
-ELBOW B9.21

SIF-DO86-07A PIPE B-J R00008505 PT 19920925 PASS YES
-PIPE B9.21

SIF-DO86-08 ELBOW B-J R00008506 PT 19920928 PASS YES
-PIPE B9.21

SIF-DO86-09 PIPE B-J R00008507 PT 19921104 PASS YES
-PIPE B9.21

SIF-D086-10 ELBOW B-J R00008508 PT 19921102 PASS YES
-PIPE B9.21

SIF-D086-11 REDUCER B-J R00008509 PT 19921103 PASS YES
-PIPE B9.21

SIF-DO86-11A PIPE B-J R00008510 PT 19920924 PASS YES
-PIPE B9.21

SIF-DO86-12 PIPE B-J R00008511 PT 19920924 PASS YES
-PIPE B9.21

SIF-D086-13 ANCHOR B-J R00008512 PT 19920924 PASS YES
-PIPE B9.21



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00D PERIOD 3

PRISIM

PAGE 178

DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-050 PIPE B-J R00008513 PT 19921102 PASS YES
-ELBOW B9.21

SIS-052 PIPE B-J R00008514 PT 19921103 PASS YES
-REDUCER B9.21

SIS-053 PIPE B-J R00008515 PT 19920924 PASS YES
-ELBOW B9.21

SIS-054 ELBOW B-J R00008516 PT 19920924 PASS YES
-PIPE B9.21

SIS-055 PIPE B-J R00008517 PT 19921102 PASS YES
-ELBOW B9.21

SIS-056 ELBOW B-J R00008518 PT 19920925 PASS YES
-PIPE B9.21

SIS-056A PIPE B-J R00008519 PT 19920924 PASS YES
-PIPE B9.21

SIS-057 PIPE B-J R00008520 PT 19920924 PASS YES
-ELBOW B9.21

SIS-058 ELBOW B-J R00008521 PT 19920924 PASS YES
-PIPE B9.21

SIS-059 PIPE B-J R00008522 PT 19920928 PASS YES
-ELBOW B9.21

SIS-060 PIPE B-J R00008523 PT 19921104 PASS YES
-ELBOW B9.21

It H It ** 41* *41*41*41*4



* NUTECH
*
*

*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 179
* REVISION 0000

* DATE 12/01/95

SYSTEM : SiS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : O4

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-061 ELBOW B-J RO0008524 PT 19920928 PASS YES
-PIPE B9.21

SIS-062 PIPE B-J R00008525 PT 19920928 PASS YES
-RED TEE B9.21

SIS-063 RED TEE B-J R00008526 PT 19920928 PASS YES
-REDUCER B9.21

SIW-11 BR CONN B-J R00008935 PT 19921104 PASS YES
-WELDOLT B9.32

** ***** ** **44



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISl DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 180 *
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *

* ISOMETRIC NUMBER CHM-2758-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D087-02 ELBOW C-F R00008527 PT 19921117 PASS YES
-PIPE C5.21 R00008528 C00000897 WB-02 UT-45 19921119 PASS YES GEOMETRIC NON-RELEVANT

SIF-D087-14 PIPE C-F R00008529 PT 19921130 PASS YES
-RED TEE C5.21 R00008530 C00000937 WB-02 UT-45 19921207 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008530 C00000938 WB-02 UT-60L 19921207 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D087-15 ELBOW C-F R00008531 PT 19920922 PASS YES
-VALVE C5.21 R00005709 PT 19930420 PASS YES

R00008532 C00000893 WB-01 UT-15 19920928 PASS YES
R00008532 C00000894 WB-01 UT-60L 19920928 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D087-22 ELBOW C-F R00008533 PT 19920922 PASS YES
-PIPE C5.21 R00008534 C00000874 WB-02 UT-45 19921001 PASS YES GEOMETRIC NON-RELEVANT

SIS-067 ELBOW C-F R00008535 PT 19920922 PASS YES
-PIPE C5.21 R00008536 C00000875 WB-02 UT-45 19921005 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-068 RED TEE C-F R00008537 PT 19921130 PASS YES
-PIPE C5.21 R00008538 C00000898 WB-01 UT-45 19921221 PASS YES GEOMETRIC NON-RELEVANT

R00008538 C00000899 WB-O1 UT-45L 19921221 PASS YES

SIS-069 PIPE C-F R00008539 PT 19930122 PASS YES
-ELBOW C5.21



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

* PAGE 181
* REVISION 0000

S* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063

*ISOMETRIC NUMBER CHM-2758-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-069 PIPE C-F R00008540 C00001179 WB-01 UT-45 19930122 PASS YES GEOMETRIC NON-RELEVANT
-ELBOW C5.21 GEOMETRIC NON-RELEVANT

SIS-070 ELBOW C-F R00008541 PT 19920922 PASS YES
-PIPE C5.21 R00005708 PT 19930420 PASS YES

R00008542 C00000893 WB-01 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-073 ELBOW C-F R00008543 PT 19930111 PASS YES
-PIPE C5.21 R00008544 C00001020 WB-01 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-074 PIPE C-F R00008545 PT 19920928 PASS YES
-ELBOW C5.21 R00008546 C00000900 WB-01 UT-45 19921029 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

PRISIM



* ** ** * *

* NUTECH
* ** * ** ** * **** * ******

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD :

** * * *

PRISIM *

* PAGE 182 *
• REVISION Anon *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D088-03 PIPE C-F R00009848 PT 19930119 PASS YES
-RED TEE C5.21 R00009880 C00001027 WB-02 UT-45 19930121 PASS YES GEOMETRIC NON-RELEVANT

R00009880 C00001028 WB-02 UT-45L 19930121 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO88-04 REDUCER C-F R00008547 PT 19920922 PASS YES
-PIPE C5.21 R00008548 C00000824 WB-01 UT-45 19920929 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008548 C00000825 WB-01 UT-60 19920929 PASS YES
R00008548 C00000826 WB-01 UT-60R 19920930 PASS YES GEOMETRIC NON-RELEVANT

INCLUSION NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D088-05 PIPE C-F R00008549 PT 19921104 PASS YES
-ELBOW C5.21 R00008550 C00000939 WB-01 UT-45 19921111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-DO88-05A ELBOW C-F R00009494 PT 19921104 PASS YES
-PIPE C5.21 R00009495 C00000939 WB-01 UT-45 19921111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D088-06 ELBOW C-F R00009496 PT 19921104 PASS YES
-PIPE C5.21 R00009497 C00000939 WB-01 UT-45 19921111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D088-09 ELBOW C-F R00009500 PT 19920922 PASS YES
-PIPE C5.21



** ** * * *
* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 183
* REVISION 0000 *

* * DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D088-09 ELBOW C-F R00009501 C00000895 WB-01 UT-45 19920930 PASS YES GEOMETRIC NON-RELEVANT
-PIPE C5.21

SIF-D088-10 PIPE C-F R00009502 PT 19921105 PASS YES
-VALVE C5.21 R00009503 C00000910 WB-01 UT-45 19920925 PASS YES GEOMETRIC NON-RELEVANT

R00009503 C00000912 WB-01 UT-60L 19920925 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO88-11A PIPE C-F R00O09504 PT 19921105 PASS YES
-ELBOW C5.21 R00009505 C00000975 WB-01 UT-45 19921109 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC. NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009505 C00001011 WB-01 UT-45 19930119 PASS YES GEOMETRIC NON-RELEVANT
R00009505 C00000970 WB-01 UT-45L 19930119 PASS YES GEOMETRIC NON-RELEVANT

SIS-076 PIPE C-F R00009508 PT 19921109 PASS YES
-ELBOW C5.21 R00009509 C00000941 WB-02 UT-45 19921111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-077 PIPE C-F R00009510 PT 19920922 PASS YES
-ELBOW C5.21 R00009511 C00000896 WB-02 UT-45 19921005 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-078 PIPE C-F R00009512 PT 19921214 PASS YES
-ELBOW C5.21 R00009513 C00000942 WB-02 UT-45 19921222 PASS YES GEOMETRIC NON-RELEVANT

MODE CONVERS NON-RELEVANT

SIS-081 RED TEE C-F R00009514 PT 19921105 PASS YES
-REDUCER C5.21 R00009515 C00000941 WB-02 UT-45 19921111 PASS YES

R00009515 C00000943 WB-02 UT-60L 19921112 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI : nn PERIOD * 2
* PAGE 184 *

* IvJI~Inm AAAA
* DATE 12/01/95 *

*SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER CHM-2758-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-082 PIPE C-F R00009516 PT 19921104 PASS YES
-ELBOW C5.21 R00009517 C00000939 WB-01 UT-45 19921111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-084 PIPE C-F R00008483 PT 19930112 PASS YES
-ELBOW C5.21 R00008987 C00001023 WB-01 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

* NUTECH.

*N
,I*

PRISIM
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TENNESSEE VALLEY AUTHORITY'
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 185 *
* REVISION 0000
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D089-03 VALVE B-J R00009518 PT 19920908 PASS YES
-ELBOW B9.11 R00009519 RT 19921228 PASS YES

SIF-DO89-03A ELBOW B-J R00009520 PT 19920908 PASS YES
-PIPE B9.11 R00009521 C00000920 WB-33 UT-45 19920922 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
MODE CONVERS NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO89-O0 ELBOW B-J R00005005 PT 19900108 PASS YES
-PIPE B9.11 R00009826 C00000995 WB-33 UT-45 19930105 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D089-05 PIPE B-J R00005453 PT 19930416 PASS YES
-VALVE B9.11 R00008552 PT 19920903 PASS YES

R00008553 C00000812 WB-33 UT-45 19920915 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008553 C00000813 WB-33 UT-60R 19920915 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D089-06 VALVE B-J R00008017 PT 19920903 PASS YES ISI-O4
-RED TEE B9.11 R00005454 PT 19930416 PASS YES

R00009870 RT 19930104 PASS YES

SIF-D089-07 VALVE B-J R00008556 PT 19920827 PASS YES
-ELBOW B9.11 R00008557 C00000910 WB-01 UT-45 19920925 PASS YES GEOMETRIC NON-RELEVANT

R00008557 C00000913 WB-01 UT-60L 19920925 PASS YES GEOMETRIC NON-RELEVANT

* NUTECH
.* *

*



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM *
*

* PAGE 186 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO89-07A ELBOW B-J R00008558 PT 19921119 PASS YES
-PIPE B9.11 R00008559 C00000949 WB-O1 UT-45 19921203 PASS YES

R00008559 C00000950 WB-01 UT-55 19921203 PASS YES GEOMETRIC NON-RELEVANT

SIF-D089-08 ELBOW B-J R00008560 PT 19921119 PASS YES
-PIPE B9.11 R00008561 C00000951 WB-01 UT-45 19921221 PASS YES

SIF-DO89-08A PIPE B-J R00008562 PT 19921119 PASS YES
-PIPE B9.11 R00008563 C00000949 WB-01 UT-45 19921203 PASS YES MODE CONVERS NON-RELEVANT

R00008563 C00000950 WB-01 UT-55 19921203 PASS YES GEOMETRIC- NON-RELEVANT

SIF-D089-09 PIPE B-J R00008564 PT 19920930r PASS YES
-RED TEE B9.11 R00005457 PT 19930416 PASS YES

R00008565 C00000969 WB-01 UT-45 19921029 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008565 C00000970 WB-01 UT-45L 19930119 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D089-10 PIPE B-J R00008566 PT 19930114 PASS YES
-VALVE B9.11 R00008567 C00001031 WB-33 UT-45 19930121 PASS YES

R00008567 C00001032 WB-33 UT-45L 19930121 PASS YES GEOMETRIC NON-RELEVANT

SIF-D089-11 VALVE B-J R00008568 PT 19920930 PASS YES
-ELBOW B9.11 R00008569 C00000921 WB-33 UT-45 19921008 PASS YES GEOMETRIC NON-RELEVANT

R00008569 C00000922 WB-33 UT-45L 19921008 PASS YES GEOMETRIC NON-RELEVANT

SIF-D089-12 ELBOW B-J R00008570 PT 19920930 PASS YES
-WELDOLT B9.11 R00008571 C00000923 WB-33 UT-45 19921014 PASS YES

R00008571 C00000924 WB-33 UT-60L 19921014 PASS YES

SIS-087 RED TEE B-J R00008572 PT 19920903 PASS YES
-PIPE B9.11



NUTECH
PRISIM *

* PAGE 187 *
* RFVI•inNl~ AAnn *

* *DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-087 RED TEE B-J R00008573 C00000814 WB-33 UT-45 19920914 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.11 GEOMETRIC NON-RELEVANT

MODE CONVERS NON-RELEVANT
R00008573 C00000813 WB-33 UT-60R 19920915 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-088 PIPE B-J R00008574 PT 19920908 PASS YES
-ELBOW B9.11 R00008575 C00000916 WB-33 UT-45 19920923 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-089 ELBOW B-J R00008576 PT 19920930 PASS YES
-PIPE B9.11 R00008577 C00000917 WB-33 UT-45 19920909 PASS YES MODE CONVERS NON-RELEVANT

MODE CONVERS NON-RELEVANT

SIS-089A PIPE B-J R00008578 PT 19920903 PASS YES
-ELBOW B9.11 R00008579 C00000917 WB-33 UT-45 19920909 PASS YES MODE CONVERS NON-RELEVANT

MODE CONVERS NON-RELEVANT
MODE CONVERS NON-RELEVANT

SIS-090 ELBOW B-J R00008580 PT 19920930 PASS YES
-PIPE B9.11 R00008581 C00000918 WB-33 UT-45 19921008 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-091 PIPE B-J R00008582 PT 19920930 PASS YES
-ELBOW B9.11 R00008583 C00000850 WB-33 UT-O 19921019 PASS YES

R00008583 C00000845 WB-33 UT-45 19921013 PASS YES GEOMETRIC NON-RELEVANT
PLANAR ANALYZED, OK

R00008583 C00000847 WB-33 UT-45 19921019 PASS YES PLANAR ANALYZED, OK
R00008583 C00000851 WB-33 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT

PLANAR ANALYZED, OK

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAI AC) PFRI•fl

a



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL nfl PERIOD

PRISIM
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*

* PAGE 188 *
*RFVI•InlN nnnn *

DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-091 PIPE B-J R00008583 C00000848 WB-33 UT-45L 19921019 PASS YES PLANAR ANALYZED, OK
-ELBOW B9.11 R00008583 C00000853 WB-33 UT-55 19921020 PASS YES

R00008583 C00000846 WB-33 UT-60L 19921013 PASS YES GEOMETRIC NON-RELEVANT
PLANAR ANALYZED, OK

R00008583 C00000849 WB-33 UT-60L 19921019 PASS YES PLANAR ANALYZED, OK
R00008583 C00000852 WB-33 UT-60L 19921020 PASS YES PLANAR ANALYZED, OK

SIS-091-LS ELBSEAM B-J R00008590 PT 19920930 PASS YES
B9.12 R00008591 C00000919 WB-33 .UT-45 19921014 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-092 ELBOW B-J R00008584 PT 19920827 PASS YES
-PIPE B9.11 R00008585 C00000805 WB-01 UT-45 19920901 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-094 PIPE B-J R00008586 PT 19920827 PASS YES
-ELBOW B9.11 R00008587 C00000803 WB-01 UT-45 19920921 PASS YES GEOMETRIC NON-RELEVANT

SIS-095 ELBOW B-J R00008588 PT 19920930 PASS YES
-PIPE B9.11 R00005456 PT 19930416 PASS YES

R00008589 C00000948 WB-O1 UT-45 19921029 PASS YES GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

SIW-Ol WELDOLT B-J R00008592 PT 19921001 PASS YES
-BR CONN B9.32



*****a0
*NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTPRVAI * An prnmnn *

PRISIM

PAGE 189 *

DATE 12/01/95

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T105-06A PIPE B-J R00005961 PT 19940129 PASS YES
-ELBOW B9.40

SIF-B-T105-16 ELBOW B-J R00008673 PT 19921215 PASS YES
-PIPE B9.40

SIF-B-T112-01 PIPE B-J R00008675 PT 19920903 PASS YES
-RED INS B9.40

SIF-B-T112-02 ELBOW B-J R00008676 PT 19920903 PASS YES
-PIPE B9.40

SIF-B-T112-03 PIPE B-J R00008677 PT 19920903 PASS YES
-ELBOW B9.40

SIF-B-T112-09 PIPE B-J R00008683 PT 19930204 PASS YES
-ELBOW B9.40

SIF-B-T112-10 TEE B-J R00008684 PT 19920903 PASS YES
-PIPE B9.4o

SIF-B-T112-13 TEE B-J R00008686 PT 19920903 PASS YES
-REDUCER B9.40

SIF-D090-03 VALVE B-J R00008604 PT 19920902 PASS YES
-PIPE B9.11 R00005409 PT 19930415 PASS YES

R00008605 C00000835 WB-33 UT-45 19920917 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008605 C00000836 WB-33 UT-45R 19920917 PASS YES GEOMETRIC NON-RELEVANT

SIF-D090-04 PIPE B-J R00008606 PT 19920901 PASS YES
-VALVE B9.11
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* PAGE 190 *
*REVISION 0000O

* *DATE 12/01/95

SYSTEM : SiS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D090-04 PIPE B-J ROOOO511 PT 19930417 PASS YES
-VALVE B9.11 R00008607 C00000829 WB-33 UT-45 19920910 PASS YES

R00008607 C00000830 WB-33 UT-45R 19920914 PASS YES GEOMETRIC NON-RELEVANT

SIF-D090-05 VALVE B-J R00009849 PT 19921123 PASS YES ISI-04
-RED TEE B9.11 R00005412 PT 19930415 PASS YES

R00009871 RT 19921230 PASS YES

SIF-D090-06 VALVE B-J R00009850 PT 19921119 PASS YES ISI-04
-PIPE B9.11 R00005413 PT 19930419 PASS YES

R00009872 RT 19930111 PASS YES

SIF-D090-07 PIPE B-J R00008608 PT 19921110 PASS YES
-RED TEE B9.11 R00008609 C00000952 WB-01 UT-45 19921117 PASS YES GEOMETRIC NON-RELEVANT

R00008609 C00000953 WB-01 UT-55 19921117 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO90-07A PIPE B-J R00008610 PT 19920901 PASS YES
-PIPE B9.11 R00008611 C00000804 WB-33 UT-45 19920903 PASS YES

SIF-DO90-07B PIPE B-J R00008612 PT 19920901 PASS YES
-PIPE B9.11 R00008613 C00000804 WB-33 UT-45 19920903 PASS YES

SIF-D090-08 PIPE B-J R00008614 PT 19920901 PASS YES
-VALVE B9.11 R00008615 C00000829 WB-33 UT-45 19920910 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008615 C00000830 WB-33 UT-45R 19920914 PASS YES

SIF-D090-09 VALVE B-J R00008616 PT 19920902 PASS YES
-ELBOW B9.11 R00008617 C00000832 WB-33 UT-45 19920915 PASS YES

R00008617 C00000833 WB-33 UT-45R 19920915 PASS YES

w



0
* NUTECH PRISIM

0
*
*
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* REVISION 0000

* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D090-10 ELBOW B-J R00008618 PT 19920902 PASS YES
-WELDOLT B9.11 R00008619 C00000832 WB-33 UT-45 19920915 PASS YES

R00008619 C00000833 WB-33 UT-45R 19920915 PASS YES

SIF-D090-11 PIPE B-J R00008620 PT 19921110 PASS YES
-VALVE B9.11 R00008621 C00000954 WB-01 UT-45 19921118 PASS YES

R00008621 C00000955 WB-01 UT-55 19921118 PASS YES GEOMETRIC NON-RELEVANT

SIF-D090-12 VALVE B-J R00008622 PT 19920826 PASS YES
-PIPE B9.11 R00005419 PT 19930420 PASS YES

R00008623 C00000801 WB-01 UT-45 19920831 PASS YES
R00008623 C00000802 WB-01 UT-60 19920831 PASS YES

SIF-D090-12A PIPE B-J R00008624 PT 19920826 PASS YES
-ELBOW B9.11 R00008625 C00000801 WB-01 UT-45 19920831 PASS YES GEOMETRIC NON-RELEVANT

R00008625 C00000802 WB-01 UT-60 19920831 PASS YES

SIF-D090-13 ELBOW B-J R00005009 PT 19900110 PASS YES
-WELDOLT B9.11 R00009556 C00000958 WB-01 UT-45 19921102 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009556 C00000959 WB-01 UT-60L 19921102 PASS YES

SIS-096 PIPE B-J R00008626 PT 19920902 PASS YES
-ELBOW B9.11 R00005410 PT 19930419 PASS YES

R00008627 C00000837 WB-33 UT-45 19920917 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-097 ELBOW B-J R00008628 PT 19920903 PASS YES
-PIPE B9.11 R00008629 C00000834 WB-33 UT-45 19920910 PASS YES GEOMETRIC NON-RELEVANT

MODE CONVERS NON-RELEVANT

SIS-098 PIPE B-J R00008630 PT 19920902 PASS YES
-ELBOW B9.11

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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S* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-098 PIPE B-J R00008631 C00000821 WB-33 UT-45 19920909 PASS YES GEOMETRIC NON-RELEVANT
-ELBOW B9.11 GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-099 ELBOW B-J R00008632 PT 19920903 PASS YES
-PIPE B9.11 R00008633 C00000821 WB-33 UT-45 19920909 PASS YES

SIS-lO0 RED TEE B-J R00008634 PT 19920902 PASS YES
-PIPE B9.11 R00008635 C00000835 WB-33 UT-45 19920917 PASS YES GEOMETRIC NON-RELEVANT

R00008635 C00000836 WB-33 UT-45R 19920917 PASS YES GEOMETRIC NON-RELEVANT

SIS-101 PIPE B-J R00008636 PT 19920902 PASS YES
-ELBOW B9.11 R00008637 C00000820 WB-33 UT-45 19920908 PASS YES

SIS-102 ELBOW B-J R00008638 PT 19920901 PASS YES
-PIPE B9.11 R00008639 C00000804 WB-33 UT-45 19920903 PASS YES

SIS-103 ELBOW B-J R00008640 PT 19921110 PASS YES
-PIPE B9.11 R00008641 C00000957 WB-33 UT-45 19921117 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-1I0 PIPE B-J R00008642 PT 19920902 PASS YES
-ELBOW B9.11 R00008643 C00000858 WB-33 UT-45 19920916 PASS YES MODE CONVERS NON-RELEVANT

GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00008643 C00000905 WB-33 UT-45 19921029 PASS YES

SIS-104-LS ELBSEAM B-J R00008204 PT 19920903 PASS YES
B9.12
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* PAGE 193
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-1O4-LS ELBSEAM B-J R00008335 C00000831 WB-33 UT-45 19920915 PASS YES
B9.12

SIS-105 PIPE B-J R00008644 PT 19921110 PASS YES
-ELBOW B9.11 ROOOO8645 C00000956 WB-01 UT-45 19921117 PASS YES GEOMETRIC NON-RELEVANT

SIS-106 ELBOW B-J R00008646 PT 19920826 PASS YES
-PIPE B9.11 R00008647 C00000819 WB-01 UT-45 19920827 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00008647 C00000827 WB-01 UT-60 19921006 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-107 CAP B-J R00008648 PT 19921110 PASS YES
-PIPE B9.11 R00008649 C00000954 WB-01 UT-45 19921118 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIW-02 WELDOLT B-J R00008650 PT 19921123 PASS YES
-BR CONN B9.32

SIW-03 WELDOLT B-J R00008651 PT 19921110 PASS YES
-CAP B9.32

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

IS( DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 194
REVISION 0000

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T063-01 PIPE B-J R00008730 PT 19920903 PASS YES
-WELDOLT B9.40 R00005381 PT 19930417 PASS YES

SIF-B-T063-02 ELBOW B-J R00008731 PT 19920903 PASS YES
-PIPE B9.40 R00005382 PT 19930417 PASS YES

SIF-B-T063-02A PIPE B-J R00008732 PT 19920903 PASS YES
-ELBOW B9.40

SIF-B-T063-03 ELBOW B-J R00008733 PT 19920903 PASS YES
-PIPE B9.40

SIF-B-T063-03A PIPE B-J R00008734 PT 19920903 PASS YES
-ELBOW B9.40

SIF-B-T063-04 TEE B-J R00008735 PT 19920903 PASS YES
-PIPE B9.40

SIF-B-T063-05 TEE B-J R00008736 PT 19920903 PASS YES
-REDUCER B9.40

SIF-B-T063-06 PIPE B-J R00008737 PT 19920903 PASS YES
-TEE B9.40

SIF-B-T063-07 ELBOW B-J R00008738 PT 19920903 PASS YES
-PIPE B9.40

SIF-B-T063-08 PIPE B-J R00008739 PT 19921109 PASS YES
-ELBOW B9.40

SIF-D091-01 ELBOW B-J R00008687 PT 19920902 PASS YES
-WELDOLT B9.11
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DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D091-O1 ELBOW B-J R00008688 C00000907 WB-33 UT-45 19921015 PASS YES
-WELDOLT B9.11 R00008688 C00000908 WB-33 UT-60L 19921015 PASS YES GEOMETRIC NON-RELEVANT

SIF-D091-02 VALVE B-J R00008689 PT 19921202 PASS YES
-ELBOW B9.11 R00005710 PT 19930424 PASS YES

R00008690 C00001230 WB-33 UT-45 19930428 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
MODE CONVERS NON-RELEVANT

R00008690 C00001231 WB-33 UT-60L 19930428 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D091-03 PIPE B-J R00008691 PT 19921110 PASS YES
-VALVE B9.11 R00008692 C00000963 WB-33 UT-45 19921117 PASS YES

R00008692 C00000964 WB-33 UT-60L 19921117 PASS YES

SIF-D091-04 VALVE B-J R00009845 PT 19921109 PASS YES ISI-04
-ELBOW B9.11 R00009873 RT 19930114 PASS YES

SIF-DO91-04A PIPE B-J R00008693 PT 19921109 PASS YES
-ELBOW B9.11 R00008694 C00000965 WB-01 UT-45 19921112 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D091-05 PIPE B-J R00008695 PT 19921110 PASS YES
-RED TEE B9.11 R00008696 C00000961 WB-01 UT-45 19921119 PASS YES GEOMETRIC NON-RELEVANT

R00008696 C00000962 WB-01 UT-55L 19921119 PASS YES GEOMETRIC NON-RELEVANT

SIF-D091-06 VALVE B-J R00009846 PT 19921110 PASS YES
-RED TEE B9.11 R00009874 RT 19930106 PASS YES

SIF-D091-07 PIPE B-J R00008697 PT 19920902 PASS YES
-VALVE B9.11
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DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC X1 RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D091-07 PIPE B-J R00008698 C00000906 WB-33 UT-45 19920922 PASS YES GEOMETRIC NON-RELEVANT
-VALVE B9.11 R00008698 C0O0009O0 WB-33 UT-45L 19920922 PASS YES

SIF-DO91-08 VALVE B-J R00008699 PT 19921109 PASS YES
-PIPE B9.11 R00008700 C00000967 WB-33 UT-45 19921110 PASS YES

R00008700 C00000968 WB-33 UT-60L 19921110 PASS YES

SIF-D091-11 ELBOW B-J R00008701 PT 19921109 PASS YES
-PIPE B9.11 R00008702 C00000965 WB-O1 UT-45 19921112 PASS YES GEOMETRIC NON-RELEVANT

SIF-DD91-11A PIPE B-J R00008703 PT 19920831 PASS YES
-PIPE B9.11 R00008704 C00000910 WB-01 UT-45 19920925 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO91-11B ELBOW B-J R00008705 PT 19920831 PASS YES
-PIPE B9.11 R00008706 R00000910 WB-01 UT-45 19920925 PASS YES

SIS-108 PIPE B-J R00008707 PT 19921109 PASS YES
-PIPE B9.11 R00008708 C00000966 WB-33 UT-45 19921110 PASS YES MODE CONVERS NON-RELEVANT

MODE CONVERS NON-RELEVANT

SIS-109 RED TEE B-J R00008709 PT 19920902 PASS YES
-PIPE B9.11 R00008710 C000000903 WB-33 UT-45 19920922 PASS YES MODE CONVERS NON-RELEVANT

R00008710 C00000904 WB-33 UT-45L 19920922 PASS YES GEOMETRIC NON-RELEVANT

SIS-110 PIPE B-J R00008711 PT 19920902 PASS YES
-ELBOW B9.11 R00008712 C00000903 WB-33 UT-45 19920922 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
MODE CONVERS NON-RELEVANT
MODE CONVERS NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

OF**
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* PAGE 197
* REVISION 0000

SYSTEM : SiS SAFETY INJECTION SYSTEM - 063

*ISOMETRIC NUMBER : CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SlS-111 ELBOW B-J R00008713 PT 19920902 PASS YES
-ELBOW B9.11 R00008714 C00000903 WB-33 UT-45 19920922 PASS YES

SIS-112 ELBOW B-J R00008715 PT 19920902 PASS YES
-PIPE B9.11 R00008716 C00000903 WB-33 UT-45 19920922 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-113 ELBOW B-J R00008717 PT 19920902 PASS YES
-PIPE B9.11 R00008718 C00000838 WB-33 UT-45 19920924 PASS YES MODE CONVERS NON-RELEVANT

SIS-114 PIPE B-J R00008719 PT 19920902 PASS YES
-ELBOW B9.11 R00008720 C00000838 WB-33 UT-45 19920924 PASS YES MODE CONVERS NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-115 ELBOW B-J R00008721 PT 19920902 PASS YES
-ELBOW B9.11 R00008722 C00000909 WB-33 UT-45 19920923 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-115-LS ELBSEAM B-J R00008727 PT 19920902 PASS YES
B9.12 R00008728 C00000841 WB-33 UT-CRP 19921001 PASS YES

R00008728 C00000840 WB-33 UT-O 19920930 PASS YES SUBSURF, ROU <CODE SIZE

R00008728 C00000838 WB-33 UT-45 19920924 PASS YES SUBSURF, ROU <CODE SIZE

R00008728 C00000839 WB-33 UT-45 19920930 PASS YES SUBSURF, ROU <CODE SIZE

R00008728 C00000842 UT-45 19921001 PASS YES SUBSURF, ROU <CODE SIZE

R00008728 C00000843 WB-33 UT-45 19921001 PASS YES SUBSURF, ROU <CODE SIZE

R00008728 C00000844 WB-33. UT-45 19921008 PASS YES SUBSURF, ROU <CODE SIZE

SIS-118 PIPE B-J R00008723 PT 19921110 PASS YES
-ELBOW B9.11 R00008724 C00000960 WB-01 UT-45 19921119 PASS YES GEOMETRIC NON-RELEVANT

SIS-119 ELBOW B-J R00008725 PT 19921110 PASS YES
-PIPE B9.11
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*DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-119 ELBOW B-J R00008726 C00000960 WB-O1 UT-45 19921119 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.11

SIW-OL WELDOLT B-J R00008729 PT 19920903 PASS YES
-BR CONN 89.32

PRISIM
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 0 0 PERIOD S
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* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T026-06 ELBOW B-J R00005383 PT 19930415 PASS YES
-PIPE B9.40

SIF-B-T026-10 ANCHOR B-J R00008814 PT 19921210 PASS YES
-PIPE B9.21

SIF-B-T026-11 PIPE B-J R00008815 PT 19921210 PASS YES
-ANCHOR B9.21

SIF-B-TO34-01 PIPE B-J R00008822 PT 19921029 PASS YES
-WELDOLT B9.40

SIF-B-TO34-02 ELBOW B-J R00008823 PT 19921029 PASS YES
-PIPE B9.40

SIF-D092-03 VALVE B-J R00008743 PT 19921028 PASS YES
-ELBOW B9.11 R00008744 RT 19921221 PASS YES

SIF-DO92-04 ELBOW B-J R00008745 PT 19921105 PASS YES
-PIPE B9.11 R00008746 C00000966 WB-33 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D092-05 PIPE B-J R00008747 PT 19920901 PASS YES
-VALVE B9.11 R00008748 C00000807 WB-33 UT-45 19920910 PASS YES

R00008748 C00000808 WB-33 UT-45R 19920914 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO92-06 VALVE B-J R00008749 PT 19920901 PASS YES
-RED TEE B9.11
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PAGE 200
REVISION 0000
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* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 10

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xi RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D092-06 VALVE B-J R00005389 PT 1993041l PASS YES
-RED TEE B9.11 R00008750 C00000807 WB-33 UT-45 19920910 PASS YES

R00008750 C00000808 WB-33 UT-45R 19920914 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D092-07 VALVE B-J R00008751 PT 19921029 PASS YES
-ELBOW B9.11 R00008752 C00000976 WB-01 UT-45 19921112 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANTR00008752 C00000977 WB-01 UT-60L 19921112 PASS YES

SIF-DO92-07A ELBOW B-J R00009825 PT 19921029 PASS YES-PIPE B9.11 R00009557 C00000911 WB-01 UT-45 19921102 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO92-07B PIPE B-J R00008753 PT 19921029 PASS YES
-PIPE B9.11 R00008754 C00000996 WB-01 UT-45 19930105 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-D092-08 ELBOW B-J R00008755 PT 19921029 PASS YES
-PIPE B9.11 R00008756 C00000975, WB-01 UT-45 19921109 PASS YES

SIF-D092-09 PIPE B-J R00008757 PT 19920827 PASS YES
-RED TEE B9.11 R00008758 C00000809 WB-O1 UT-45 19920901 PASS YES

R00008758 C00000810 WB-O1 UT-60R 19920917 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO92-09A PIPE B-J R00008759 PT 19920827 PASS YES-PIPE B9.11 R00008760 C00000811 WB-01 UT-45 19920901 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008760 C00000828 WB-01 UT-60 19921007 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-DO92-10 PIPE B-J R00008761 PT 19920902 PASS YES
-VALVE B9.11



B a
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

* PAGE 201 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D092-10 PIPE B-J R00005387 PT 19930413 PASS YES
-VALVE B9.11 R00008762 C00000807 WB-33 UT-45 19920910 PASS YES

R00008762 C00000808 WB-33 UT-45R 19920914 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D092-11 VALVE B-J R00008763 PT 19920908 PASS YES
-ELBOW B9.11 R00008764 C00000859 WB-33 UT-45 19921007 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00008764 C00000860 WB-33 UT-45L 19921007 PASS YES

SIF-D092-11A PIPE B-J R00008765 PT 19920908 PASS YES
-PIPE B9.11 R00008766 C00000817 WB-33 UT-45 19920909 PASS YES GEOMETRIC NON-RELEVANT

SIF-D092-12 ELBOW B-J R00008767 PT 19920908 PASS YES
-WELDOLT B9.11 R00008768 C00000817 WB-33 UT-45 19920909 PASS YES GEOMETRIC NON-RELEVANT

SIF-D092-13 PIPE B-J R00009847 PT 19921203 PASS YES
-VALVE B9.11 R00009879 C00001020 WB-01 UT-45 19930114 PASS YES

R00009879 C00001021 WB-01 UT-45 19930114 PASS YES
R00009879 C00001022 WB-01 UT-60L 19930114 PASS YES GEOMETRIC NON-RELEVANT

SIF-D092-14 VALVE B-J R00008769 PT 19921027 PASS YES
-ELBOW B9.11 R00008770 C00000978 WB-01 UT-45 19921105 PASS YES

R00008770 C00000979 WB-01 UT-60L 19921105 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D092-15 ELBOW B-J R00009596 PT 19921125 PASS YES
-PIPE B9.11 R00009586 C00001020 WB-01 UT-45 19930114 PASS YES

R00009586 C00001021 WB-01 UT-45 19930114 PASS YES
R00009586 C00001022 WB-01 UT-60L 19930114 PASS YES

* NUTECH
*
*
*
*
*

a



* NUTECH
*
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI fin PFRIOf •

PRISIM

* PAGE 202 *
*RFVIS ION Offl

DATE 12/01/95

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-120 ELBOW B-J R00008771 PT 19921001 PASS YES
-PIPE B9.11 R00008772 C00000901 WB-33 UT-45 19921026 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00008772 C00000902 WB-33 UT-45L 19921027 PASS YES GEOMETRIC NON-RELEVANT

SIS-121 PIPE B-J R00008773 PT 19921001 PASS YES
-ELBOW B9.11 R00008774 C00000901 WB-33 UT-45 19921026 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT,
GEOMETRIC NON-RELEVANT

SIS-122 RED TEE B-J R00008775 PT 19920901 PASS YES
-PIPE B9.11 R00008776 C00000806 WB-33 UT-45 19920903 PASS YES GEOMETRIC NON-RELEVANT

SIS-122A PIPE B-J R00008777 PT 19921118 PASS YES
-PIPE B9.11 R00008778 C00000971 WB-33 UT-45 19921203 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-123 PIPE B-J R00008779 PT 19920901 PASS YES
-ELBOW B9.11 R00005386 PT 19930413 PASS YES

R00008780 C00000806 WB-33 UT-45 19920903 PASS YES GEOMETRIC NON-RELEVANT

SIS-124 ELBOW B-J R00008781 PT 19920901 PASS YES
-ELBOW B9.11 R00008782 C00000806 WB-33 UT-45 19920903 PASS YES GEOMETRIC NON-RELEVANT

SIS-125 ELBOW B-J R00008783 PT 19920901 PASS YES
-PIPE B9.11 R00008784 C00000806 WB-33 UT-45 19920903 PASS YES GEOMETRIC NON-RELEVANT

SIS-126 ELBOW B-J R00008785 PT 19920908 PASS YES
-PIPE B9.11



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 203
INTERVAL : 00 PERIOD: 3 * REVISION 0000

* DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 10

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-126 ELBOW B-J R00008786 C00000817 WB-33 UT-45 19920909 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.11

SIS-127 PIPE B-J R00008787 PT 19920908 PASS YES
-ELBOW B9.11 R00008788 C00000817 WB-33 UT-45 19920909 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-127-LS ELBSEAM B-J R00008801 PT 19920908 PASS YES
B9.12 R00008802 C00000818 WB-33 UT-45 19920909 PASS YES

SIS-129 PIPE B-J R00008789 PT 19921029 PASS YES
-ELBOW B9.11 R00008790 C00000996 WB-01 UT-45 19930105 PASS YES

SIS-130 PIPE B-J R00008791 PT 19920827 PASS YES
-ELBOW B9.11 R00005388 PT 19930413 PASS YES

R00008792 C00000800 WB-01 UT-45 19920831 PASS YES GEOMETRIC NON-RELEVANT

SIS-131 ELBOW B-J R00008793 PT 19920827 PASS YES
-PIPE B9.11 R00008794 C00000800 WB-01 UT-45 19920831 PASS YES

SIS-132 CAP B-J R00008795 PT 19921027 PASS YES
-PIPE B9.11 R00008796 C00000972 WB-01 UT-45 19921028 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-133 ELBOW B-J R00008797 PT 19921027 PASS YES
-PIPE B9.11 R00008798 RT 19930211 PASS YES

R00008798 C00000974 WB-01 UT-45 19921026 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
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*
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PACE 204
* REVISION 0000

* * DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STO. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-133 ELBOW B-J R00008798 C00001146 WB-01 UT-45 19930202 PASS YES GEOMETRIC NON-RELEVANT
-PIPE B9.11 GEOMETRIC NON-RELEVANT

R00008798 C00001147 WB-01 UT-45 19930202 PASS YES GEOMETRIC NON-RELEVANT
R00008798 C00000973 WB-01 UT-45L 19921028 PASS YES
R00008798 C00001150 WB-01 UT-45L 19930202 PASS YES
R00008798 C00001151 WB-01 UT-45L 19930203 PASS YES
R00008798 C00001152 WB-01 UT-60L 19930203 PASS YES
R00008798 C00001153 WB-01 UT-60L 19930204 PASS YES

SIS-134 PIPE B-J R00008799 PT 19921027 PASS YES
-ELBOW B9.11 R00008800 C00000973 WB-01 UT-45 19921026 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00008800 C00000974 WB-01 UT-45L 19921026 PASS YES

SIW-05 WELDOLT B-J R00008803 PT 19920929 PASS YES
-BR CONN B9.32

SIW-06 WELDOLT B-J R00008804 PT 19921027 PASS YES
-BR CONN B9.32



* NUTECH
,*( TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

PAGE 205
REVISION 0000
DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHN-2758-C SHEET : 11 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T028-01 WELDOLT B-J R00008835 PT 19930117 PASS YES
-PIPE B9.40

SIF-B-T028-03 ELBOW B-J R00005436 PT 19930417 PASS YES
-PIPE B9.40

SIF-B-TO28-O0 PIPE B-J R00005434 PT 19930417 PASS YES
-ELBOW B9.40

SIF-B-T058-01 PIPE B-J R00008831 PT 19920929 PASS YES
-WELDOLT B9.21

SIF-B-TO58-19A ELBOW B-J R00008861 PT 19921027 PASS YES
-PIPE B9.40

SIF-B-TO58-19B PIPE B-J R00008862 PT 19921027 PASS YES
-ELBOW B9.40

SIF-B-T058-19C ELBOW B-J R00008863 PT 19921027 PASS YES
-PIPE B9.40

SIF-B-TO58-19D PIPE B-J R00008864 PT 19921027 PASS YES
-ELBOW B9.40

SIF-B-TO58-19E ELBOW B-J R00008865 PT 19921027 PASS YES
-PIPE B9.40

SIF-B-TO58-19F PIPE B-J R00008866 PT 19930111 PASS YES
-ELBOW B9.40

SIF-B-TO58-19G ELBOW B-J R00008867 PT 19921027 PASS YES
-PIPE B9.40
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTFRVAl An9 PFRIOA
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*

*

* PAGE 206 *o rvl~lnm nnnn *
* DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : CHM-2758-C SHEET : 11 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-TO58-19H PIPE B-J R00008868 PT 19921027 PASS YES
-ELBOW B9.40

SIF-B-T058-39 PIPE B-J R00005846 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-T058-4O COUPLNG B-J R00005847 PT 19931208 PASS YES
-PIPE B9.40

SIF-B-T058-41 PIPE B-J R00005848 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-T058-42 COUPLNG B-J R00005849 PT 19931208 PASS YES
-PIPE B9.4O

SIF-B-T058-43 PIPE B-J R00005850 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-TO58-44 COUPLNG B-J R00005851 PT 19931208 PASS YES
-PIPE B9.4O

SIF-B-TO58-45 PIPE B-J R00005852 PT 19931208 PASS YES
B9.40

SIF-B-T058-46 PIPE B-J R00005853 PT 19931208 PASS YES
B9.4O

SIF-B-T059-01 COUPLNG B-J R00005914 PT 19931204 PASS YES
-PIPE B9.40

SIF-B-TO59-O1A PIPE B-J R00005915 PT 19931202 PASS YES
-COUPLNG B9.40

PRISIM
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM

* PAGE 207
*RFVIS ION 0000

* DATE 12/01/95

SYSTEM : SiS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 11

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-TO59-O1B COUPLNG B-J R00005916 PT 19931202 PASS YES
-PIPE B9.4O

SIF-B-T059-02 PIPE B-J R00005917 PT 19931202 PASS YES
-COUPLNG B9.4O

SIF-B-TO59-02A FLG B-J R00005007 PT 19900109 PASS YES
-PIPE B9.21

SIF-B-TO59-02B PIPE B-J R00008832 PT 19920929 PASS YES
-FLG B9.21

SIW-07 BR CONN B-J R00008833 PT 19921102 PASS YES
-WELDOLT B9.32

SIW-O8 WELDOLT B-J R00008834 PT 19920929 PASS YES
-BR CONN B9.32
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WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
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PAGE 208
-- I- I Iý SI WilVOUv
DATE 12/01/95 *

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T060-08 RED TEE B-J R00008886 PT 19920929 PASS YES
-PIPE B9.21 R00005384 PT 19930415 PASS YES

SIF-B-T113-01 PIPE B-J R00008887 PT 19920929 PASS YES
-WELDOLT B9.21

SIF-B-T113-02 ELBOW B-J R00005399 PT 19930414 PASS YES
-PIPE B9.40

SIF-B-T113-05 PIPE B-J R00005003 PT 19900108 PASS YES
-VALVE B9.40 R00005400 PT 19930414 PASS YES

SIF-B-T113-07 PIPE B-J R00005401 PT 19930414 PASS YES
-ELBOW B9.40

SIF-B-T113-09 PIPE B-J R00005402 PT 19930414 PASS YES
-ELBOW B9.40

SIF-B-T113-18 ELBOW B-J R00005403 PT 19930414 PASS YES
-PIPE B9.40

SIF-B-T113-24 FLG B-J R00008888 PT 19920930 PASS YES
-PIPE B9.21

SIF-B-T113-25 PIPE B-J R00008889 PT 19920930 PASS YES
-FLG B9.21

SIF-B-T113-29A PIPE B-J R00005819 PT 19931202 PASS YES
-COUPLNG B9.40

SIF-B-T113-29B PIPE B-J R00005820 PT 19931202 PASS YES
-COUPLNG B9.40

*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 209
* REVISION 0000 *

* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T113-29C COUPLNG B-J R00005814 PT 19931202 PASS YES
-PIPE B9.40

SIF-B-T113-29D PIPE B-J R00005815 PT 19931202 PASS YES
-COUPLNG B9.40

SIF-B-T113-4 PIPE B-J R00005854 PT 19931208 PASS YES
B9.40

SIF-B-T113-45 PIPE B-J R00005855 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-T113-46 COUPLNG B-J R00005856 PT 19931208 PASS YES
-PIPE B9.40

SIF-B-T113-47 PIPE B-J R00005857 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-T113-48 COUPLNG B-J R00005858 PT 19931208 PASS YES
-PIPE B9.40

SIF-B-T113-49 PIPE B-J R00005859 PT 19931208 PASS YES
-COUPLNG B9.40

SIF-B-T113-50 COUPLNG B-J R00005860 PT 19931208 PASS YES
-PIPE B9.40

SIF-B-T113-51 PIPE B-J R00005861 PT 19931208 PASS YES
-COUPLNG B9.40

SIW-09 WELDOLT B-J R00008890 PT 19920929 PASS YES
-BR CONN B9.32
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WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL 00O PERIOD 3

PRISIM

PAGE 210

*DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 13 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RCF-B4-04 WELDOLT- B-J R00008927 PT 19930107 PASS YES
-WELDOLT B9.21

SIF-B-T029-01 PIPE B-J R00008937 PT 19930107 PASS YES
-WELDOLT B9.21

SIF-B-TO29-O1A PIPE B-J R00008938 PT 19930107 PASS YES
-PIPE B9.21

SIF-B-T029-17 PIPE B-J R00005s37 PT 19.930422 PASS YES
-ELBOW B9.40

SIF-B-T029-22 FLG B-J R00008928 PT 19920930 PASS YES
-PIPE B9.21

SIF-B-T029-23 PIPE B-J R00008929 PT 19920930 PASS YES
-FLG B9.21

SIF-B-TO29-24 ELBOW B-J R00005833 PT 19931203 PASS YES
-PIPE B9.4O

SIF-B-T029-25 PIPE B-J RO0OO5834 PT 19931203 PASS YES
-ELBOW B9.4O

SIF-B-T029-27 ELBOW B-J R00005835 PT 19931203 PASS YES
-PIPE B9.40

SIF-B-T029-28 PIPE B-J R00005836 PT 19931203 PASS YES
-ELBOW B9.40

SIF-B-T029-29 COUPLNG B-J R00005837 PT 19931203 PASS YES
-PIPE B9.40
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* PAGE 211
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER : CHM-2758-C SHEET : 13

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T029-30 PIPE B-J R00005838 PT 19931203 PASS YES
-COUPLNG B9.40

SIF-B-T029-31 COUPLNG B-J R00005839 PT 19931203 PASS YES
-PIPE B9.40

SIF-B-T029-32 PIPE B-J R00005840 PT 19931203 PASS YES
-COUPLNG B9.40

SIF-B-T029-33 ELBOW B-J R00005841 PT 19931203 PASS YES
-PIPE B9.40

SIF-B-T029-34 PIPE B-J R00005842 PT 19931203 PASS YES
-ELBOW B9.40

SIF-B-T061-01 REDUCER B-J R00008930 PT 19920929 PASS YES
-PIPE B9.21

SIF-B-TO61-D1A PIPE B-J R00005816 PT 19931202 PASS YES
-COUPLNG B9.40

SIF-B-TO61-O1B COUPLNG B-J R00005817 PT 19931202 PASS YES
-PIPE B9.40

SIF-B-T061-01C PIPE B-J R00005821 PT 19931202 PASS YES
-COUPLNG B9.40

SIF-B-TO61-O1D COUPLNG B-J R00005822 PT 19931202 PASS YES
-PIPE B9.40

SIF-B-TO61-03A PIPE B-J R00005823 PT 19931206 PASS YES
-COUPLNG B9.40



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3
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PAGE 212 *
* REVISION 0000

*DATE 12/01h/95*

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 13

FEATURE NUMBER

SIF-B-T061-03B

SIF-B-T061-06

SIF-B-T061-07

SIF-B-T061-11

SIF-B-T061-16

SIF-B-TO61-17

SIF-B-T061-18

SIF-B-T061-22

SW- 10

SIW-12

COMPONENT
DESCRIPT.

COUPLNG
-PIPE

PIPE
-FLG

FLG
-PIPE

ELBOW
-PIPE

PIPE
-VALVE

VALVE
-PIPE

PIPE
-ELBOW

PIPE
-WELDOLT

WELDOLT
-BR CONN

WELDOLT
-BR CONN

CATGORY/
ITEM NO.

B-J
B9.L40

B-J
B9.21

B-J
B9.21

B-J
B9.4&0

B-J
B9.4iO

B-J
B9.40

B-J
B9.4,O

B-J
B9.21

B-J
B9.32

B-J
B9.32

EXAMINATION CAL. CAL.
EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00005824

R00008931

R00008932

R00008969

R00008437

R00008257

R00008267

R00008933

R00008934

R00008936

EXAM
TYPE

PT

PT

PT

PT

PT

PT

PT

PT

PT

PT

EXAM
DATE

19931206

19920929

19920929

19921027

19921222

19921222

19921222

19921202

19930107

19930107

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

PRISIM



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI * An 9pfinn . 2

PRISIM

*PAGE 213

v [C. IC I IlS AA%* DATE 12/01/95

*SYSTEM SiS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 14 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D089-13 PIPE C-F R00008982 PT 19921119 PASS YES
-PIPE C5.11

SIF-DO90-16 PIPE C-F R00008983 PT 19921001 PASS YES
-ELBOW C5.11

SIF-D091-09 ELBOW C-F R00008988 PT 19920908 PASS YES
-VALVE C5.21 R00008989 C00000991 WB-33 UT-45 19921008 PASS YES

R00008989 C00000992 WB-33 *UT-60L 19921008 PASS YES

SIF-D091-10 PIPE C-F R00008984 PT 19921110 PASS YES
-ELBOW C5.11

SIF-DO91-10-LS ELBSEAM C-F R00008986 PT 19921123 PASS YES
C5.22

SIF-D092-02 PIPE C-F R00008990 PT 19921001 PASS YES
-VALVE C5.21 R00008991 C00000989 WB-33 UT-45 19921027 PASS YES GEOMETRIC NON-RELEVANT

R00008991 C00000990 WB-33 UT-45L 19921027 PASS YES

SIS-096A PIPE C-F R00008985 PT 19921001 PASS YES
-ELBOW C5.11

SIW-13 BR CONN C-F R00008992 PT 19921209 PASS YES
-PIPE C5.21 R00008993 C00001162 BF-46 UT-45 19930217 PASS YES

R00008993 C00001163 BF-46 UT-45L 19930217 PASS YES



NUTECH TENNESSEE VALLEY AUTHORITY

*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00*INTERVAL ON PFRInfl •

PRISIM *
*

PAGE 214
DrUI•IRnm AAAA

DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER : ISI-0021-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A435-1-69 VSPRING C-E R00005605 VT-3 19930622 PASS YES
C3. 50

C-E R00006305 VT-4 19940901 PASS YES
C3. 60

47A435-1-70 VSPRING C-E R00005606 VT-3 19930622 PASS YES
C3. 50

C-E R00006306 VT-4 19940901 PASS YES
C3. 60

47A435-1-71 M SNUB C-E R00005607 VT-3 19930622 PASS YES
C3. 50

C-E R00006307 VT-4 19940901 PASS YES
C3. 60

47A435-1-72 M SNUB C-E R00005608 VT-3 19930622 PASS YES
C3. 50

C-E R00006308 VT-4 19940901 PASS YES
C3. 60

7L-lRHR-R122 RIG HGR C-E R00005295 VT-3 19930401 PASS YES
C3. 50

74-1RHR-R124 RIG HGR C-E R00005204 VT-3 19921208 PASS YES
C3. 50

74-lRHR-R129 RIG HGR C-E R00005268 VT-3 19930401 PASS YES
C3. 50



* NUTECH

*
*
*

H. * ** * * * **** **** ** ***** ******* **

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
9~ * * * *

*
*

* PAGE 215 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 .
* ISOMETRIC NUMBER : IS1-0021-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-1RHR-R130 RIG HGR C-E R00005269 VT-3 19930401 PASS YES
C3. 50

74-1RHR-R131 RIG HGR C-E R00006369 VT-3 19940929 PASS YES
C3. 50

74-1RHR-R134 RIG HGR C-E R00006459 VT-3 19950119 PASS YES
C3. 50



• NUTECH TENNESSEE VALLEY AUTHORITY PRISIM *• WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *
• ISI DATA BASE *
• POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 216 *• INTERVAL : 00 PERIOD : 3 * REVISION 0000 *

* * DATE 04/25/96 *

• SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
• ISOMETRIC NUMBER : ISI-0021-C SHEET : 02 *
***************** ****•************•**********•**************** ****

FEATURE NUMBER

47A435-1-50

74-1RHR-R211

74-1RHR-R212

74-1RHR-R213

74-1RHR-R214

74-1RHR-R215

74-1RHR-R217

74-1RHR-R218

74-1RHR-R219

74-1RHR-R220

COMPONENT CATGORY/ EXAMINATION CAL. CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

RIG HGR C-E R00005243
C3. 50

RIG HGR C-E R00005291
C3. 50

RIG HGR C-E R00005292
C3. 50

RIG HGR C-E R00005293
C3. 50

RIG HGR C-E R00006427
C3. 50

RIG HGR C-E R00006428
C3. 50

RIG HGR C-E R00006426
C3. 50

RIG HGR C-E R00005303
C3. 50

RIG HGR C-E R00005810
C3. 50

RIG HGR C-E R00006450
C3. 50

EXAM
TYPE

VT-3

VT-3

VT-3

VT-3

VT-3

VT -3

VT-3

VT-3

VT-3

EXAM
DATE

19930305

19930402

19930402

19930402

19941025

19941025

19941025

19930504

19931203

EXAM
RESULT

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

PASS

SEC XI
CREDIT

YES

YES

YES

YES

YES

YES

YES

YES

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

VT-3 19941128 PASS



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 217 *
* REVISION 0000 *

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : ISI-0021-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-040 RIG HGR C-E R00006258 VT-3 19940831 PASS YES
C3. 50

SIH-042 M SNUB C-E R00005949 VT-3 19940125 PASS YES
C3. 50

C-E R00006259 VT-4 19940831 PASS YES
C3. 60

SIH-04L RIG HGR C-E R00005271 VT-3 19930414 PASS YES
C3. 50

SIH-045 RIG HGR C-E R00005272 VT-3 19930414 PASS YES
C3. 50

SIH-0i6 RIG HGR C-E R00005508 VT-3 19930602 PASS YES
C3. 50

SIH-047 RIG HGR C-E R00005677 VT-3 19930806 PASS YES
C3. 50

SIH-O48 RIG HGR C-E R00005507 VT-3 19930602 PASS YES
C3. 50

SIH-049 RIG HGR C-E R00005259 VT-3 19930412 PASS YES
C3. 50

SIH-050 RIG HGR C-E R00005964 VT-3 19940127 PASS YES
C3. 50

SIH-051 RIG HGR C-E R00005260 VT-3 19930413 PASS YES
C3. 50



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI on PFRIOD *

*

* PAGE 218
ý'.v I~ Iuli UUUU

DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0021-C SHEET : 03

*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-052 RIG HGR C-E R00005273 VT-3 19930413 PASS YES
C3. 50

SIH-053 RIG HGR C-E R00005261 VT-3 19930413 PASS YES
C3. 50

SIH-054 RIG HGR C-E R00005274 VT-3 19930413 PASS YES
C3. 50

SIH-055 M SNUB C-E R00006014 VT-3 19940217 PASS YES
C3. 50

C-E R00006260 VT-4 19940831 PASS YES
C3. 60

SIH-056 RIG HGR C-E R00005625 VT-3 19930629 PASS YES
C3. 50

SIH-057 RIG HGR C-E R00005965 VT-3 19940127 PASS YES
C3. 50

SIH-058 RIG HGR C-E R00005623 VT-3 19930629 PASS YES
C3. 50

SIH-059 RIG HGR C-E R00005568 VT-3 19930609 PASS YES
C3. 50

SIH-060 RIG HGR C-E R00005624 VT-3 19930629 PASS YES
C3. 50

SIH-062 M SNUB C-E R00005948 VT-3 19940125 PASS YES
C3. 50

PRISIM



a
* NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 219
* REVISION 0000
* DATE 12/01/95 "

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER ISI-0021-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-062 M SNUB C-E R00006304 VT-k 19940901 PASS YES
C3. 60

SIH-063 VSPRING C-E R00006048 VT-3 19940302 PASS YES
C3. 50

C-E R00006048 VT-k 19940302 PASS YES
C3. 60

SIH-064 M SNUB C-E R00006049 VT-3 19940302 PASS YES
C3. 50 R00006146 VT-3 19940322 PASS YES

C-E R00006049 VT-k 19940302 PASS YES
C3. 60

R00006146 VT-k 19940322 PASS YES

SIH-069 RIG HGR C-E R00005506 VT-3 19930602 PASS YES
C3. 50

SIH-077 RIG HGR C-E R00005569 VT-3 19930609 PASS YES
C3. 50

SIH-078 M SNUB C-E R00006462 VT-3 19950127 PASS YES
C3. 50

C-E R00006462 VT-4 19950127 PASS YES
C3. 60

SIH-079 M SNUB C-E R00005574 VT-3 19930610 PASS YES
C3. 50

C-E R00006265 VT-k 19940831 PASS YES
C3. 60

a



**** i i49

i NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

etitititit

i PAGE 220 *
i REVISION 0000 0

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 i
i ISOMETRIC NUMBER : ISI-0021-C SHEET : 03 i

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A435-6-74 M SNUB C-E R00005626 VT-3 19930629 PASS YES
C3. 50

C-E R00006293 VT-4 19940901 PASS YES
C3. 60

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTFRVAI : 0n PFRIOD :

*

* PAGE 221
* RFVISIN nnnn

* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0021-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-065 M SNUB B-K-2 R00005276 VT-3 19930406 PASS YES
B11.10 R00006261 VT-4 19940831 PASS YES

1-63-066 M SNUB B-K-2 R00005277 VT-3 19930406 PASS YES
B11.10 R00006262 VT-4 19940831 PASS YES

1-63-067 RIG HGR B-K-2 R00006155 VT-3 19940324 PASS YES
B11.10

1-63-068 RIG HGR B-K-2 R00005378 VT-3 19930517 PASS YES
B11.10

1-63-072 RIG HGR B-K-2 R00005675 VT-3 19930806 PASS YES
B131.10

1-63-073 M SNUB B-K-2 R00005894 VT-3 19940111 PASS YES
B11.10 R00006129 VT-3 19940318 PASS YES

R00006263 VT-F4 19940831 PASS YES

1-63-080 VSPRING B-K-2 R00006127 VT-3 19940318 PASS YES
B11.10 R00006399 VT-4 19941013 PASS YES

1-63-081 M SNUB B-K-2 R00006128 VT-3 19940318 PASS YES
B11.10 R00006398 VT-L 19941012 PASS YES

1-63-082 RIG HGR B-K-2 R00005377 VT-3 19930517 PASS YES
B11.10

1-63-083 RIG HGR B-K-2 R00005676 VT-3 19930806 PASS YES
B131.10

1-63-087 RIG HGR B-K-2 R00005376 VT-3 19930517 PASS YES
B11.10

PRISIM



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00INTERVAL f lO PFRI•f•

DATE 12/01/95

* SYSTEM SiS SAFETY INJECTION SYSTEM - 063 **ISOMETRIC NUMBER IS1-0021-C SHEET : 04

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-088 RIG HGR B-K-2 R00005732 VT-3 19930930 PASS YES
B131.10

1-63-089 RIG HGR B-K-2 R00006160 VT-3 19940326 PASS YES
B131.10

.1-63-090 RIG HGR B-K-2 R00005380 VT-3 19930517 PASS YES
B11.10 R00005722 VT-3 19930928 PASS YES

47A435-8-87 RIG HGR B-K-2 R00006166 VT-3 19940330 PASS YES
B11.10

47A435-8-88 M SNUB B-K-2 R00005674 VT-3 19930806 PASS YES
B11.10 R00006302 VT-4 19940901 PASS YES

47A435-9-78 M SNUB B-K-2 R00005679 VT-3 19930814 PASS YES
B11.10 R00006303 VT-4 19940901 PASS YES

PRISIM

* PAGE 222 *



****÷•****0

* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM'REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * * *

*

* *** ** * ******** ***** *
* PAGE 223 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0021-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRH-R233 RIG HGR C-E R00005220 VT-3 19930216 PASS YES
C3. 50

47A435-1-12 RIG HGR C-E R00005258 VT-3 19930412 PASS YES
C3. 50

74-1RHR-R221 RIG HGR C-E R00006062 VT-3 19940309 PASS YES
C3. 50

74-1RHR-R222 RIG HGR C-E R00005628 VT-3 19930630 PASS YES
C3. 50

74-1RHR-R223 RIG HGR C-E R00006423 VT-3 19941025 PASS YES
C3. 50

74-1RHR-R224 RIG HGR C-E R00005217 VT-3 19930216 PASS YES
C3. 50

74-JRHR-R225 RIG HGR C-E R00005218 VT-3 19930216 PASS YES
C3. 50

74-1RHR-R226 RIG HGR C-E R00005483 VT-3 19930527 PASS YES
C3. 50

74-1RHR-R227 RIG HGR C-E R00005484 VT-3 19930527 PASS YES
C3. 50

74-1RHR-R228 RIG HGR C-E R00005219 VT-3 19930216 PASS YES
C3. 50

74-1RHR-R230 RIG HGR C-E R00005493 VT-3 19930527 PASS YES
C3. 50



a
* NUTECH

a
r

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * *

*
*

PG*** *********** *** PAGE 224 *
* REVISION 0000 *

* * DATE 12/01/95

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : IS1-0021-C SHEET : 05 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

74-1RHR-R231 RIG HGR C-E R00006424 VT-3 19941025 PASS YES
C3. 50



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL 00O PERIOD :3

PRISIM
* * * *

*
*

* PAGE 225 *
* REVISION 0000

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER ISI-0021-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-013 VSPRING C-E R00005986 VT-3 19940211 PASS YES
C3. 50

C-E R00005986 VT-4 19940211 PASS YES
C3. 60

1-63-014 M SNUB C-E R00005501 VT-3 19930602 PASS YES
C3. 50

C-E R00006245 VT-L 19940830 PASS YES
C3. 60

1-63-015 RIG HGR C-E R00006140 VT-3 19940319 PASS YES
C3. 50

1-63-016 C FORCE C-E R00005984 VT-3 19940211 PASS YES
C3. 50

C-E R00005984 VT-L 19940211 PASS YES
C3. 60

1-63-017 M SNUB C-E R00005512 VT-3 19930603 PASS YES
C3. 50

C-E R00006246 VT-L 19940830 PASS YES
C3. 60

1-63-018 M SNUB C-E R00006142 VT-3 19940320 PASS YES
C3. 50

C-E R00006247 VT-L 19940830 PASS YES
C3. 60



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 226 *
* REVISION 0000
4*DATE 12/01/95 4

* SYSTEM SiS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0021-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-019 M SNUB C-E R00006248 VT-3 19940830 PASS YES
C3. 50

C-E R00006248 VT-4 19940830 PASS YES
C3. 60

1-63-020 VSPRING C-E R00005985 VT-3 19940211 PASS YES
C3. 50

C-E R00005985 VT-i 19940211 -PASS YES
C3. 60

1-63-021 M SNUB C-E R00006022 VT-3 19940223 PASS YES
C3. 50

C-E R00006249 VT-4 19940830 PASS YES
C3. 60

1-63-022 M SNUB C-E R00005511 VT-3 19930603 PASS YES
C3. 50 R00006134 VT-3 19940319 PASS YES

C-E R00006250 VT-4 19940830 PASS YES
C3. 60

1-63-023 M SNUB C-E R00005510 VT-3 19930603 PASS YES
C3. 50

C-E R00006251 VT-L 19940830 PASS YES
C3. 60

1-63-024 M SNUB C-E R00005509 VT-3 19930603 PASS YES
C3. 50



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT-
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

0+ * * * *

ft

ft

** ** * ***** ** ** * ***** *

* PAGE 227
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER ISI-0021-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-024 N SNUB C-E R00006252 VT-4 19940830 PASS YES
C3. 60

1-63-025 RIG HGR C-E R00005812 VT-3 19931205 PASS YES
C3. 50

1-63-026 VSPRING C-E R00005983 VT-3 19940211 PASS YES
C3. 50

C-E R00005983 VT-L 19940211 PASS YES
C3. 60

1-63-027 RIG HGR C-E R00006136 VT-3 19940319 PASS YES
C3. 50

1-63-028 VSPRING C-E R00005982 VT-3 19940211 PASS YES
C3. 50

C-E R00005982 VT-L 19940211 PASS YES
C3. 60

1-63-029 M SNUB C-E R00006137 VT-3 19940319 PASS YES
C3. 50

C-E R00006253 VT-L 19940830 PASS YES
C3. 60

1-63-030 N SNUB C-E R00006091 VT-3 19940311 PASS YES
C3. 50

C-E R00006254 VT-L 19940830 PASS YES
C3. 60

PRISIM



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 228 *
* REVISION 0000 *

* * DATE- 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *

* ISOMETRIC NUMBER ISI-0021-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-031 M SNUB C-E R00005869 VT-3 19931220 PASS YES
C3. 50

C-E R00006255 VT-4 19940830 PASS YES
C3. 60

1-63-032 M SNUB C-E R00005960 VT-3 19940128 PASS YES
C3. 50

C-E R00006256 VT-4 19940830 PASS YES
C3. 60

1-63-033 RIG HGR C-E R00005517 VT-3 19930603 PASS YES
C3. 50

0.*****



NUTECH
*k'
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 229 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER IS1-0021-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-001 M SNUB B-K-2 R00005878 VT-3 19931222 PASS YES
B11.10 R00006242 VT-4 19940830 PASS YES

1-63-002 VSPRING B-K-2 R00005987 VT-3 19940211 PASS YES
B11.10 R00005987 VT-4 19940211 PASS YES

1-63-004 RIG HGR B-K-2 R00005805 VT-3 19931130 PASS YES
B1 1.10

1-63-005 RIG HGR B-K-2 R00005806 VT-3 19931130 PASS YES
B1 1.10

1-63-006 RIG HGR B-K-2 R00005826 VT-3 19931208 PASS YES
Bl .10

1-63-007 RIG HGR B-K-2 R00005887 VT-3 19940103 PASS YES
B1 1.10

1-63-008 M SNUB B-K-2 R00005825 VT-3 19931208 PASS YES
B11.10 R00006243 VT-4 19940830 PASS YES

1-63-010 RIG HGR B-K-2 R00005723 VT-3 19930928 PASS YES
B131.10

1-63-011 M SNUB B-K-2 R00005570 VT-3 19930609 PASS YES
B11.10 R00006244 VT-4 19940830 PASS YES

1-63-012 RIG HGR B-K-2 R00005724 VT-3 19930928 PASS YES
B131.10

1-63-444 HVSPG 2 B-K-2 R00005980. VT-3 19940211 PASS YES
Bl1.10



* NUTECH
*
*
*
*
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * * *

*
*

* PAGE 230
* REVISION 0000
* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0021-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-444 HVSPG 2 B-K-2 R00005980 VT-4 19940211 PASS YES
Bl13.10

1-63-451 VSPRING B-K-2 R00005981 VT-3 19940211 PASS YES-
B11.10 R00005981 VT-4 19940211 PASS YES

1-63-452 M SNUB B-K-2 R00006071 VT-3 19940307 PASS YES
B11.10 R00006279 VT-4 19940831 PASS YES

1-63-453 M SNUB B-K-2 R00006097 VT-3 19940313 PASS YES
B11.10 R00006280 VT-4 19940901 PASS YES

1-63-454 M SNUB B-K-2 R00006118 VT-3 19940316 PASS YES
B11.10 R00006281 VT-t 19940901 PASS YES

1-63-455 RIG HGR B-K-2 R00005745 VT-3 19931006 PASS YES
B1 1.10

1-63-456 RIG HGR B-K-2 R00005871 VT-3 19931220 PASS YES
B1 1.10

1-63-458 M SNUB B-K-2 R00005813 VT-3 19931206 PASS YES
B11.10 R00006282 VT-4 19940901 PASS YES

1-63-459 M SNUB B-K-2 R00006153 VT-3 19940324 PASS YES
B11.10 R00006283 VT-4 19940901 PASS YES

1-63-461 RIG HGR B-K-2 R00005744 VT-3 19931006 PASS YES
B1 1.10

1-63-462 MSNUB-2 B-K-2 R00006106 VT-3 19940315 PASS YES
B1 1.10



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 231
* REVISION 0000

* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER IS1-0021-C SHEET : 07

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-462 MSNUB-2 B-K-2 R00006284 VT-4 19940901 PASS YES
B131.10

1-63-463 RIG HGR B-K-2 R00005743 VT-3 19931006 PASS YES
B131.10

1-63-464 RIG HGR B-K-2 R00006040 VT-3 19940301 PASS YES
B131.10

1-63-480 M SNUB B-K-2 R00006089 VT-3 19940311 PASS YES
B11.10 R00006286 VT-4 19940901 PASS YES

1-63-482 RIG HGR B-K-2 R00005415 VT-3 19930520 PASS YES
B11.10

47A435-7-60 M SNUB B-K-2 R00005971 VT-3 19940207 PASS YES
B11.10 R00006297 VT-4 19940901 PASS YES

I******



NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*

PAGE 232
REVISION 0000
n*TR EVSIN10000

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER ISI-0021-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-150 RIG HGR B-K-2 R00005428 VT-3 19930521 PASS YES
B11.10

1-63-151 RIG HGR B-K-2 R00005427 VT-3 19930521 PASS YES
B131.10

1-63-152 RIG HGR B-K-2 R00005426 VT-3 19930521 PASS YES
B131.10

1-63-153 RIG HGR B-K-2 R00006034 VT-3 19940225 PASS YES
B11.10

1-63-154 RIG HGR B-K-2 R00005429 VT-3 19930521 PASS YES
B131.10

1-63-155 RIG HGR B-K-2 R00005958 VT-3 19940127 PASS YES
B131.10

1-63-166 RIG HGR B-K-2 R00005433 VT-3 19930521 PASS YES
B131.10

1-63-167 RIG HGR B-K-2 R00005432 VT-3 19930521 PASS YES
B131.10

1-63-168 RIG HGR B-K-2 R00005430 VT-3 19930521 PASS YES
B131.10

1-63-191 RIG HGR B-K-2 R00006174 VT-3 19940331 PASS YES
B131.10

1-63-1,92 RIG HGR B-K-2 R00005420 VT-3 19930521 PASS YES
B131.10

PRISIM



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 233
* REVISION 0000

* UAIL 12/U01/9

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0021-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-193 RIG HGR B-K-2 R00005421 VT-3 19930521 PASS YES
B11.10

1-63-194 RIG HGR B-K-2 R00005422 VT-3 19930521 PASS YES
B11.10

1-63-195 RIG HGR B-K-2 R00005423 VT-3 19930521 PASS YES
B131.10

1-63-196 M SNUB B-K-2 R00006090 VT-3 19940311 PASS YES
B11.10 R00006273 VT-4 19940831 PASS YES

1-63-197 RIG HGR B-K-2 R00005610 VT-3 19930623 PASS YES
B151.10

1-63-198 RIG HGR B-K-2 R00005424 VT-3 19930521 PASS YES
B131.10

1-63-199 RIG HGR B-K-2 R00005425 VT-3 19930521 PASS YES
B131.10

47A435-6-102 M SNUB B-K-2 R00006294 VT-3 19940901 PASS YES
B11.10 R00006294 VT-4 19940901 PASS YES

47A435-6-103 M SNUB B-K-2 R00005649 VT-3 19930707 PASS YES
B11.10 R00006295 VT-4 19940901 PASS YES



* * * * ***
* NUTECH
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM M

* PAGE 234 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER IS1-0021-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-093 RIG HGR B-K-2 R00005448 VT-3 19930524 PASS YES
B131.10

1-63-094 M SNUB B-K-2 R00005450 VT-3 19930524 PASS YES
B11.10 R00006266 VT-4 19940831 PASS YES

1-63-096 M SNUB B-K-2 R00005452 VT-3 19930524 PASS YES
B11.10 R00006267 VT-4 19940831 PASS YES

1-63-097 RIG HGR B-K-2 R00005451 VT-3 19930524 PASS YES
Bl13.10

1-63-115 RIG HGR B-K-2 R00005444 VT-3 19930524 PASS YES
Bl13.10

1-63-116 M SNUB B-K-2 R00005942 VT-3 19940124 PASS YES
B11.10 R00006268 VT-i 19940831 PASS YES

1-63-117 RIG HGR B-K-2 R00005445 VT-3 19930524 PASS YES
1311.10

1-63-119 RIG HGR B-K-2 R00005446 VT-3 19930524 PASS YES
1311.10

47A435-8-73 RIG HGR B-K-2 R00005447 VT-3 19930524 PASS YES
B11.10

47A435-9-73 RIG HGR B-K-2 R00005449 VT-3 19930524 PASS YES
B11.10



* NUTECH
*
*
*
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
*
*

* PAGE 235
*REVISION 0000

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER IS1-0021-C SHEET : 10

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-038 MSNUB-2 B-K-2 R00006108 VT-3 19940316 PASS YES
B11.10 R00006257 VT-4 19940831 PASS YES

1-63-039 M SNUB B-K-2 R00006123 VT-3 19940316 PASS YES
B11.10 R00006123 VT-4 19940316 PASS YES

1-63-283 RIG HGR B-K-2 R00005472 VT-3 19930526 PASS YES
B11.10 R00005959 VT-3 19940128 PASS YES

1-63-284 RIG HGR B-K-2 R00005470 VT-3 19930526 PASS YES
B 1.10

1-63-288 RIG HGR B-K-2 R00005408 VT-3 19930519 PASS YES
B 1.10

1-63-328 RIG HGR B-K-2 R00005476 VT-3 19930526 PASS YES
B 1.10

1-63-329 RIG HGR B-K-2 R00005478 VT-3 19930526 PASS YES
Bl .10

1-63-442 RIG HGR B-K-2 R00005475 VT-3 19930526 PASS YES
B1 1.10

1-63-465 M SNUB B-K-2 R00005719 VT-3 19930923 PASS YES
B11.10 R00006285 VT-4 19940901 PASS YES

1-74-13 RIG HGR B-K-2 R00005466 VT-3 19930525 PASS YES
B1 1.10

1-74-14 M SNUB B-K-2 R00006095 VT-3 19940313 PASS YES
B1 1.10

*W



* NUTECH

***************** *** ** * *** * * *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

* ** * * *

*
*

* PAGE 236
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0021-C SHEET : 10 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-74-14 M SNUB B-K-2 R00006234 VT-4 19940830 PASS YES
B1 1.10

1-74-15 M SNUB B-K-2 R00005469 VT-3 19930525 PASS YES
B11.10 R00006235 VT-4 19940830 PASS YES

1-74-17 M SNUB B-K-2 R00005962 VT-3 19940126 PASS YES
B11.10 R00006236 VT-4 19940830 PASS YES

1-74-18 RIG HGR B-K-2 R00005468 VT-3 19930525 PASS YES
B11.10

1-74-19 RIG HGR B-K-2 R00005467 VT-3 19930525 PASS YES
B1 1.10

1-74-21 RIG HGR B-K-2 R00005465 VT-3 19930525 PASS YES
B1 1.10

1-74-24 RIG HGR B-K-2 R00006031 VT-3 19940224 PASS YES
B1 1.10

47A435-8-34 HVSPG 2 B-K-2 R00006608 VT-3 19950823 PASS YES
B11.10 R00006608 VT-4 19950823 PASS YES

47A435-8-35 M SNUB B-K-2 R00005189 VT-3 19921014 PASS YES
B11.10 R00006298 VT-4 19940901 PASS YES

47A435-8-36 M SNUB B-K-2 R00005480 VT-3 19930526 PASS YES
B11.10 R00006299 VT-4 19940901 PASS YES

47A435-8-37 RIG HGR B-K-2 R00005481 VT-3 19930526 PASS YES
B1 1.10

PRISIM
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0~ * * *

4+

* PAGE 237 *
* REVISION 0000 *

DAT UI 2I/0 I/Y2

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0021-C SHEET : 10

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

47A435-8-38 M SNUB B-K-2 R00005479 VT-3 19930526 PASS YES
B11.10 R00006300 VT-4 19940901 PASS YES

47A435-8-39 RIG HGR B-K-2 R00005482 VT-3 19930526 PASS YES
Bl13.10

47A435-8-40 M SNUB B-K-2 R00005474 VT-3 19930526 PASS YES
B11.10 R00006301 VT-4 19940901 PASS YES



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

If

PRISIM

PAGE 238
REVISION 0000

* DATE 12/01/95 *

SYSTEM : SIS . SAFETY INJECTION SYSTEM - 063
ISOMETRIC NUMBER : ISI-0021-C SHEET : 11 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-175 RIG HGR B-K-2 R00005505 VT-3 19930602 PASS YES
Bi31.10

1-63-176 RIG HGR B-K-2 R00005504 VT-3 19930602 PASS YES
Bli .10

1-63-177 RIG HGR B-K-2 R00005956 VT-3 19940126 PASS YES
B1 1.10

1-63-178 RIG HGR B-K-2 R00005497 VT-3 19930528 PASS YES
Bli .10

1-63-179 RIG HGR B-K-2 R00005496 VT-3 19930528 PASS YES
B1 1.10

1-63-180 RIG HGR B-K-2 R00005495 VT-3 19930528 PASS YES
Bl .10

1-63-181 RIG HGR B-K-2 R00005499 VT-3 19930601 PASS YES
B1 1.10

1-63-182 RIG HGR B-K-2 R00005500 VT-3 19930601 PASS YES
B1 1.10

1-63-183 RIG HGR B-K-2 R00005485 VT-3 19930527 PASS YES
Bi 1.10

1-63-184 RIG HGR B-K-2 R00005486 VT-3 19930527 PASS YES
Bli .10

1-63-185 M SNUB B-K-2 R00006172 VT-3 19940331 PASS YES
B1 1.10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 239 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : IS1-0021-C SHEET : 11

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-185 M SNUB B-K-2 R00006271 VT-4 19940831 PASS YES
B 1.10

1-63-186 RIG HGR B-K-2 R00005490 VT-3 19930528 PASS YES
B1 1.10

1-63-187 M SNUB B-K-2 R00006463 VT-3 19950127 PASS YES
B11.10 R00006463 VT-4 19950127 PASS YES

1-63-189 RIG HGR B-K-2 R00005491 VT-3 19930528 PASS YES
B1 1.10

1-63-520 M SNUB B-K-2 R00006053 VT-3 19940303 PASS YES
B11.10 R00006287 VT-4 19940901 PASS YES

1-63-521 RIG HGR B-K-2 R00005952 VT-3 19940125 PASS YES
B1 1.10

1-63-522 RIG HGR B-K-2 R00005487 VT-3 19930527 PASS YES
B1 1.10

1-63-523 M SNUB B-K-2 R00005263 VT-3 19930414 PASS YES
B11.10 R00006288 VT-4 19940901 PASS YES

1-63-524 RIG HGR B-K-2 R00006105 VT-3 19940315 PASS YES
B1 1.10

1-63-525 RIG HGR B-K-2 R00005951 VT-3 19940125 PASS YES
B1 1.10

1-63-526 M SNUB B-K-2 R00005742 VT-3 19931006 PASS YES
B1 1.10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * * *

*
*

* PAGE 240 *
* REVISION 0000

S* DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *

*ISOMETRIC NUMBER ISI-0021-C SHEET : 11 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

1-63-526 M SNUB B-K-2 R00006289 VT-i 19940901 PASS YES
Bl13.10

47A435-6-099 RIG HGR B-K-2 R00005539 VT-3 19930601 PASS YES
B13 1.10



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

IS DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD': 3

PRISIM

* PAGE 241
REVISION 0000

* DATE 12/01/95

SYSTEM • SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : ISI-0021-C SHEET : 12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-212 RIG HGR B-K-2 R00005554 VT-3 19930608 PASS YES
B1 1.10

SIH-213 RIG HGR B-K-2 R00005553 VT-3 19930608 PASS YES
B1 1.10

SIH-214 RIG HGR B-K-2 R00006276 VT-3 19940831 PASS YES
B1 1.10

SIH-215 RIG HGR B-K-2 R00005552 *VT-3 19930608 PASS YES
B1 1.10

SIH-216 RIG HGR B-K-2 R00005551 VT-3 19930608 PASS YES
B1 1.10

SIH-217 RIG HGR B-K-2 R00005550 VT-3 19930608 PASS YES
Bll .10

SIH-218 RIG HGR B-K-2 R00005549 VT-3 19930608 PASS YES
B1 1.10

SIH-219 RIG HGR B-K-2 R00005554A VT-3 19930608 PASS YES
B1 1.10

SIH-220 RIG HGR B-K-2 R00005555 VT-3 19930608 PASS YES
B 1.10

SIH-221 RIG HGR B-K-2 R00005556 VT-3 19930608 PASS YES
Bl .10

SIH-222 RIG HGR B-K-2 R00006173 VT-3 19940331 PASS YES
Bl .10
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

A**** ******** ** ***
* PAGE 242 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER IS1-0021-C SHEET : 12 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-223 RIG HGR B-K-2 R00005557 VT-3 19930608 PASS YES
B131.10

SIH-224 M SNUB B-K-2 R00005945 VT-3 19940124 PASS YES
B11.10 R00006277 VT-4 19940831 PASS YES

SIH-225 RIG HGR B-K-2 R00005558 VT-3 19930608 PASS YES
B131.10

SIH-226 RIG HGR B-K-2 R00005526 VT-3 19930603 PASS YES
B131.10

SIH-227 RIG HGR B-K-2 R00006008 VT-3 19940216 PASS YES
B11.10

SI H-228 M SNUB B-K-2 R00005944 VT-3 19940124 PASS YES
B11.10 R00006278 VT-4 19940831 PASS YES

SIH-546 RIG HGR B-K-2 R00005529 VT-3 19930603 PASS YES
811.10

SIH-547 M SNUB B-K-2 R00005560 VT-3 19930608 PASS YES
B11.10 R00006290 VT-4 19940901 PASS YES

SIH-548 M SNUB B-K-2 R00005955 VT-3 19940125 PASS YES
B11.10 R00006291 VT-4 19940901 PASS YES

SIH-549 M SNUB B-K-2 R00005528 VT-3 19930603 PASS YES
B11.10 R00006292 VT-4 19940901 PASS YES

SIH-550 RIG HGR B-K-2 R00005530 VT-3 19930603 PASS YES
B11.10



*NUTECH

.*(

*H

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*
*

* PAGE 243 *
REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER : ISI-0021-C SHEET : 12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-553 VSPRING B-K-2 R00006597 VT-3 19950606 PASS YES
B11.10 R00006597 VT-4 19950606 PASS YES



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 244 *
* REVISION 0000 *

. * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0021-C SHEET : 13 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-156 M SNUB B-K-2 R00006269 VT-3 19941013 PASS YES
B11.10 R00006269 VT-4 19940831 PASS YES

SIH-157 RIG HGR B-K-2 R00005580 VT-3 19930610 PASS YES
B1 1.10

SIH-158 RIG HGR B-K-2 R00006175 VT-3 19940331 PASS YES
Bll .10

SIH-159 RIG HGR B-K-2 R00006397 VT-3 19941011 PASS YES
B1 1.10

SIH-162 RIG HGR B-K-2 R00005278 VT-3 19930419 PASS YES
B1 1.10

SIH-164 N SNUB B-K-2 R00005950 VT-3 19940125 PASS YES
B11.10 R00006270 VT-4 19940831 PASS YES

SIH-165 VSPRING B-K-2 R00006156 VT-3 19940324 PASS YES
B11.10 R00006156 VT-4 19940324 PASS YES

SIH-200 RIG HGR B-K-2 R00005521A VT-3 19930603 PASS YES
B1l .10

SIH-201 RIG HGR B-K-2 R00006088 VT-3 19940311 PASS YES
B1 1.10

SIH-202 M SNUB B-K-2 R00005522 VT-3 19930603 PASS YES
B11.10 R00006274 VT-4 19940831 PASS YES

SIH-203 RIG HGR B-K-2 R00005524 VT-3 19930603 PASS YES
B1 1.10



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * * *

*
*

* PAGE 245
* REVISION 0000 *

* DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : ISI-0021-C SHEET : 13

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIH-204 RIG HGR B-K-2 R00005521 VT-3 19930603 PASS YES
B1 1.10

SIH-205 RIG HGR B-K-2 R00005520 VT-3 19930603 PASS YES
Bl .10

SIH-206 RIG HGR B-K-2 R00006154 VT-3 19940324 PASS YES
B1 1.10

SIH-209 RIG HGR B-K-2 R00005519 VT-3 19930623 PASS YES
B1 1.10

SIH-211 VSPRING B-K-2 R00006275 VT-3 19940830 PASS YES
B11.10 R00006275 VT-4 19940830 PASS YES

SIH-545 RIG HGR B-K-2 R00005523 VT-3 19930603 PASS YES
B1l .10

47A435-6-108 M SNUB B-K-2 R00006029 VT-3 19940224 PASS YES
B13110 R00006296 VT-4 19940901 PASS YES

47A435-6-110 RIG HGR B-K-2 R00005966 VT-3 19940202 PASS YES
B1 1.10



* NUTECH
*
*
*
*

****************** * **** ***** ** **.

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* PAGE 246 *
* REVISION 0000 *

* • * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER IS1-0053-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

BITMWCB-01 MW BLTG C-D R00002915 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-02 MW BLTG C-D R00002916 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-03 MW BLTG C-D R00002917 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-04 MW BLTG C-D R00002918 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-05 MW BLTG C-D R00002919 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-06 MW BLTG C-D R00002920 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-07 MW BLTG C-D R00002921 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-08 MW BLTG C-D R00002922 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-09 MW BLTG C-D R00002923 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-10 MW BLTG C-D R00002924 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-11 MW BLTG C-D R00002925 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

•***********************•***



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

* PAGE 247
* REVISION 0000 *

* ' hDAlE 12/UI/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *

* ISOMETRIC NUMBER ISI-0053-B SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION

FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

BITMWCB-12 MW BLTG C-D R00002926 C00000566 WB-45 UT-0 19830824 PASS YES
C4.10

BITMWCB-13 MW BLTG C-D R00002927 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-14 MW BLTG C-D R00002928 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-15 MW BLTG C-D R00002929 C00000566 WB-45 UT-O 19830824 PASS YES
C4.10

BITMWCB-16 MW BLTG C-D R00002930 C00000566 WB-45 UT-O 19830824 PASS YES

C4.10

0"*****



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
0~ * * * *

*
*

* PAGE 248
* REVISION 0000

* DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : ISI-0120-A SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIPH-1A-A PMP SUP C-E R00003100 VT-3 19831020 PASS YES
C3. 80

SIPH-1B-B PMP SUP C-E R00003099 VT-3 19831020 PASS YES
C3. 80



APPENDIX VI

NOTIFICATION OF INDICATIONS (N01's)
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OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATFTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER -P0 BOX 800

10 1 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



Surface, visual, and volumetric indications detected during the performance of preservice
examinations for the Watts Bar Nuclear Plant Unit 1/Cycle 0 PSI were evaluated in accordance
with approved written procedures. Generally, examination results yielded either No Recordable
Indications (NRI) or Recordable Indications.

Recordable Indications were evaluated to determine their origin. Indications determined to be of
a geometric, metallurgical, or similar origin were typically dispositioned as non-relevant.
Indications determined to be of a non-geometric, non-metallurgical, or similar origin were
typically dispositioned as relevant. Such indications required additional measures such as
further evaluation in accordance with ASME Section XI acceptance standards, engineering
analysis, repair, or replacement. This evaluation was documented on a Notification of Indication
(NO) form.

All NOI's were dispositioned in accordance with WBN site procedures by the responsible
Nuclear Engineering (NE) organization. The NOI's that required repair or replacement and are
in the Section XI program were re-examined per approved NDE procedures. The NDE
examination that closed the NOI may be used as the PSI baseline examination for code credit.

Table 1 contains those NOI's that are being included in the component examination for code
credit.

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



Table 1

NOTIFICATION OF INDICATIONS NOI'S WATTS BAR UNIT 1

NOI NO SYSTEM COMPONENT NO. METHOD

R-0002 CVCS 62-638-BC VT
R-0003 CVCS 62-659-BC VT
R-0004 CVCS 62-640-BC VT
R-0009 CVCS 62-660-BC VT
R-0017 RX RCS-1-6 PT
R-0018 RX RCS-3-6 PT
R-0019 RX RCS-2-6 PT
R-0023 RCS RCF-B-T003-10 PT
R-0024 RCS RCF-B-T004-08 PT
R-0025 RCS RCF-B-T004-10 PT
R-0026 RCS RCF-B-T002-04 PT
R-0030 SIS SIF-B-T113-18 PT
R-0031 SIS SIF-B-T029-17 PT
R-0033 SIS SIF-B-T026-06 PT
R-0034 CVCS CVCF-B-T217-10 PT
R-0035 CVCS CVCF-B-T217-12A PT
R-0036 CVCS CVCF-B-T217-17 PT
R-0037 CVCS CVCF-B-T183-11 PT
R-0039 CVCS CVCF-B-T183-03 VT
R-0042 S/G SG-6B-7-4 UT
R-0043 S/G SG-6B-7-4 UT
R-0047 RV UPIAH-3-D PT
R-0062 S/G SG-6B-7-4 MT
R-0065 PZR WP-02 UT
R-0078 RX RCF-D2-2 PT
R-0081 RX RCF-F4-1 PT
R-0082 SIS SIF-B-T028-04 PT
R-0083 SIS SIF-B-T028-03 PT
R-0115 CVCS CVCS-012 PT
R-0128 CVC CVCF-D036-08A PT
R-0134 RHRS RHRHX-1-1B PT
R-0135 RHRS RHRHX-2-IA PT
R-0136 S/G RCF-D5-2-SE PT
R-0137 S/G RCF-D1-2-SE PT

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



Table 1 (cont.)

NOTIFICATION OF INDICATIONS NOI'S WATTS BAR UNIT 1

N..T .N .- t , - .- ,t ' '.,k Li 'iL-,lN~a~ I INIUJ. 1'/1 I-1'J.)L

RCF-D4-2-SE
SIF-B-T113-02
SIF-B-T1 13-07
MSVS-03-656
MSVS-03-669
RVCSUPST
RVINT
RVCSUPST
RVCSUPST
CVCW-02B
SI-03 -BC
SI-05-BC
SI-04-BC
RC-0 1-BC
RCS-2-6
63-581-BC
RVCSUPST
RCS-2-3
1-63-353-IA
1-63-ISIS-V139
1-RCP-3-INT.

442

OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER PO BOX 800
1101 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.

R-0141
R-0151
R-0152
R-0174
R-0175
R-0181
R-0183
R-0 185
R-0186
R-0 192
R-0336
R-0338
R-0339
R-0341
R-0360
R-0361
R-0368
R-0400
R-0402
R-0403
CAR-78-02

•V•T1•

S/G
SIS
SIS
FWS
FWS
RV
RV
RV
RV
CVCS
SIS
SIS
SIS
RCS
RX
SIS
RV
RX
RHRS
RHRS
RCS

NOT NO A-r'• •-i"i
-

T ("L 1"%
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AUGMENTED EXAMINATION SUMMARY
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OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATTIS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER P0 BOX 800

10 1 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.



OWNER: TENNESSEE VALLEY AUTHORITY PLANT: WATITS BAR NUCLEAR PLANT
OFFICE OF NUCLEAR POWER P0 BOX 800

10 1 MARKET STREET SPRING CITY, TN 37381
CHATTANOOGA, TENNESSEE 37402

UNIT: ONE CERTIFICATE OF AUTHORIZATION: N, NA, NPT

COMMERCIAL SERVICE DATE: 1996

NATIONAL BOARD NUMBER FOR UNIT: NOT REQUIRED.

This section includes augmented examinations performed to comply with the NRC or TVA self-
imposed requirements. Typical sources include generic letters, IE Bulletins, technical
specifications, vendor recommendations, and industry experience. The specific augmented
examinations that are being included in this NIS-1I report are outlined in TI-50A and include
steam generator tubes, Safety Injection System Piping Welds to the Accumulators and Class 2
Piping Examinations examined to the 1983 Edition, Winter 1983 Addenda of ASME Section XI.

The steam generator tubes are listed under examination requirement BO 1 -0 1. The PSI for the
tubes was performed in accordance with Appendix IV of the 1974 Edition, Summer 1976
Addenda of Section XI and Regulatory Guide 1.83, Revision 1.

There are 8 welds that fall under examination category P03-0 1 that are augmented. These safety
injection welds were added due to design optional upgrading of the accumulator tanks and
associated piping from class 3 to class 2. These welds however will not be in the ISI program
due to an exemption for statically pressurized passive safety injection systems such as
accumulator tanks and associated piping and valves in the 1989 Edition of Section XI.

The welds augmented examined to the 1983 Edition, Winter 1983 Addenda of Section XI
includes Residual Heat Removal System piping welds, Emergency Core Cooling System piping
welds and Containment Heat Removal System piping welds. These welds are included as
examination requirement P05-0 1. Examination selection criteria and exemption criteria for these
welds is in accordance with the 1983 Edition, Winter 1983 Addenda of ASME -Section XI.
These welds are included as part of the NIS-lI report for Preservice Inspection due to the Code of
Record to be adopted for Inservice Examination. The Code of Record for WBN is ASME
Section XI 1974 Edition with Summer 1975 Addenda. Examination of the subject welds was not
required by the Code of Record. The Code for Inservice Inspection will be the 1989 Edition of
ASME Section XI. Examination of the subject welds will be required by the later Code edition
and to meet the requirements of the Inservice Inspection program. TVA performed the NDE PSI
on these welds as augmented examinations until the ISI program is put into effect.

In addition, the pipe-to-feedwater nozzle welds not required for preservice examination, were
voluntarily examined. The examination requirement for these welds is V03-0 1.

The following scan plan printout summarizes the augmented examinations performed during the
Unit 1/Cycle 0 PSI.



* NUTECH PRISIM *
* TENNESSEE VALLEY AUTHORITY *
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *
* ISI DATA BASE *
* REFERENCE CLUSTER LISTING
* DATA ELEMENT : EXREQ * PAGE 28 *
. * REVISION 0000 *

* DATE 10/20/95 *

REFERENCE KEY DESCRIPTION

B01-01 AUGMENTED EXAMINATIONS OF STEAM GENERATOR TUBING : B01-01
EXAMINATION OF SG TUBING FOR AUGMENTED REQUIREMENTS

CATEGORY B-Q ITEMNO 816.20 SG TUBING
AUGMENTED EXAMINATION STATUS REPORT SG TUBING : B01-01

P01-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P01-01
ASME SECTION XI, 1974 EDITION THRU SUMMER 1975
THE 1974, SUMMER 1975 ADDENDA ASME SECTION XI

PRESERVICE EXAMINATION PROGRAM STATUS REPORT:P01-01

P02-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P02-01
ASME SECTION XI, 1974 EDITION THRU SUMMER 1976
THE 1974, SUMMER 1976 ADDENDA ASME SECTION XI

PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P02-01

P03-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P03-01
ASME SECTION Xl, 1977 EDITION THRU SUMMER 1978

THE 1977, SUMMER 1978 ERITION OF ASMSE SECTION XI
PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P03-01

P04-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P04-01
ASME SECTION XI, 1980 EDITION THRU 1981 ASME SECTION XI

THE 1980, WINTER 1981 EDITION OF ASME SECTION XI
PRESERVICE EXAMINATION PROGRAM STATUS REPORT : P04-01

P05-01 COMPONENT LISTING AND ISI 10 YEAR PLAN : P05-01
ASME SECTION XI, 1986 EDITION FOR PRE-SERVICE EXAMS

THE 1986 EDITION OF ASME SECTION XI, PSI EXAMS
PRE-SERVICE EXAMINATION PROGRAM STATUS REPORT P05-01



* NUTECH PRISIM *
TENNESSEE VALLEY AUTHORITY ** WATTS BAR NUCLEAR POWER PLANT - UNIT I **. ISI DATA BASE .

REFERENCE CLUSTER LISTING
DATA ELEMENT : EXREQ * PAGE 29 *. *REVISION 0000 ** DATE 10/20/95 *

REFERENCE KEY DESCRIPTION

VOl-0l VOLUNTARY EXAM COMPONENT LISTING V01-01
ASME SECTION XI, 1974 EDITION THROUGH AND INCLUDING

SUMMER 1975 ADDENDA, INTERVAL 01 ONLYTHIS PROGRAM CORRESPONDS TO EXAM REQUIREMENTS OF P01-01

V03-01 VOLUNTARY EXAM COMPONENT LISTING : V03-01
ASME SECTION XI, 1977 EDITION THROUGH AND INCLUDING

THE SUMMER 1978 ADDENDA, INTERVAL 01 ONLY
THIS PROGRAM CORRESPONDS TO EXAM REQUIREMENTS OF P03-01

C-)



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : B01-01 CYCLE : 00

INTFRVAI * On pIplnn 2

PRISIM

*PAGE 1 *

- .nr I~v 1.0 IV J1 uvu
DATE 1201/95 *

* SYSTEM SG RCS STEAM GENERATOR - 068 *
* ISOMETRIC NUMBER NON-AVAIL SHEET :

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC X1 RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SG-1-TUBING VES TUB B-Q R00009903 Z-1590 ET 19930224 PASS YES
B16.20

SG-2-TUBING VES TUB B-Q R00009904 Z-1590 ET 19930224 PASS YES
B16.20

SG-3-TUBING VES TUB B-Q R00009905 Z-1590 ET 19930224 PASS YES
B16.20

SG-4-TUBING VES TUB B-Q R00009906 Z-1590 ET 19930224 PASS YES
B16.20



NUTECH TENNESSEE VALLEY AUTHORITY PRISIM**
• WATTS BAR NUCLEAR POWER PLANT - UNIT 1 *
• ISI DATA BASE *
• POST OUTAGE EXAMINATION RESULTS REPORT
• EXAM REQUIREMENT : P03-01 CYCLE : 00 * PAGE 213 *
• INTERVAL : 00 PERIOD : 3 * REVISION 0000 *
• * DATE 12/01/95 *

• SYSTEM :SIS SAFETY INJECTION SYSTEM - 063 *
• ISOMETRIC NUMBER : CHM-2758-C SHEET : 14 *

FEATURE NUMBER

SIF-DO89-13

SIF-D090-16

SIF-DO91-09

SIF-D091-10

SIF-DO91-10-LS

SIF-D092-02

SIS-096A

SIW-13

COMPONENT
DESCRIPT.

PIPE
-PIPE

PIPE
-ELBOW

ELBOW
-VALVE

CATGORY/
ITEM NO.

C-F
C5.11

C-F
C5.11

C-F
C5.21

PIPE C-F
-ELBOW C5.11

ELBSEAM C-F
C5.22

PIPE C-F
-VALVE C5.21

PIPE
-ELBOW

BR CONN
-PIPE

C-F
C5. 11

C-F
C5.21

EXAMINATION CAL. CAL.
REPORT NO. REPORT NO. STD.

R00008982

R00008983

R00008988
R00008989
R00008989

R00008984

R00008986

R00008990
R00008991
R00008991

R00008985

R00008992
R00008993
R00008993

EXAM
TYPE

PT

EXAM
DATE

19921119

EXAM
RESULT

PASS

SEC XI
CREDIT

YES

RELIEF INDICATION INDICATION
REQST. TYPE RESOLUTION

PT 19921001 PASS

C00000991 WB-33
C00000992 WB-33

PT
UT-45
UT-60L

PT

19920908
19921008
19921008

19921110

PASS
PASS
PASS

PASS

PT 19921123 PASS

C00000989 WB-33
C00000990 WB-33

C00001162 BF-46
C00001163 BF-46

PT
UT-45
UT-45L

PT

PT
UT-45
UT-45L

19921001
19921027
19921027

19921001

PASS
PASS
PASS

PASS

GEOMETRIC NON-RELEVANT

19921209 PASS
19930217 PASS
19930217 PASS



SNUTECH TENNESSEE VALLEY AUTHORITY* WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI 
DATA BASE

*POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P05-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

* SYSTEM CSS CONTAINMENT SPRAY SYSTEM - 072
* ISOMETRIC NUMBER ISI-0375-C SHEET 43

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE

CSS-SKE2879-789-B REDUCER C-F-1 R00006538 PT 19950414
-PIPE C5.41

CSS-SKE2879-791-C REDUCER C-F-1 R00006536 PT 19950414
-PIPE C5.41

CVCF-A-T051-02 PIPE C-F-1 R00006537 PT 19950414
-ELBOW C5.30

CVCF-A-T051-20 PIPE C-F-1 R00006539 PT 19950414
-ELBOW C5.30

PRISIM

PAGE 1
REVISION 0000.D..TE 12/0!•1/95 *

* DATE 12/095 ** ...... ,. ~~-~wwwww~.wrrwwwwwwnrwtwwwww*w***********

*

*

*

*
EXAM
EXAM
RESULT

PASS

PASS

PASS

PASS

SEC XI RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

YES

* ********************************************-*-**-**-*-**-*-**-*-**-**-*-



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

*PAGE 2 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : CSS CONTAINMENT SPRAY SYSTEM - 072 ** ISOMETRIC NUMBER : ISI-0400-C SHEET : 01 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CSF-D058-09 PIPE C-F-1 R00009522 PT 19921021 PASS YES
-PIPE C5.11 R00009523 C00001190 WB-67 UT-45 19930108 PASS YES

CSS-056 PIPE C-F-1 R00009524 PT 19921015 PASS YES
-ELBOW C5.11 R00009525 C00001190 WB-67 UT-45 19930108 PASS YES

CSS-057 ELBOW C-F-1 R00006573 PT 19950504 PASS YES
-REDUCER C5.11 R00006583 C00001304 WB-67 UT-45 19950512 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

PRISIM



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 00• PERIOD

PRISIM *

*PAGE 3 *orvicnAm nnnn

DATE 12/01/95

SYSTEM : CSS CONTAINMENT SPRAY SYSTEM - 072
*ISOMETRIC NUMBER : ISI-0400-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CSF-D056-02 VALVE C-F-1 R00009542 PT 19921029 PASS YES
-PIPE C5.11 R00009543 C00001186 WB-41 UT745 19921029 PASS YES GEOMETRIC NON-RELEVANT

R00009543 C00001187 WB-41 UT-60L 19921029 PASS YES

CSF-D056-O0 FL HEAD C-F-1 R00006565 PT 19950502 PASS YES
-ELBOW C5.11 R00006575 C00001300 UT-CRP 19950504 PASS YES

R00006575 C00001296 WB-41 UT-45 19950503 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANTR00006575 C00001297 WB-41 UT-45L 19950503 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00006575 C00001298 WB-41 UT-60 19950504 PASS YES GEOMETRIC- NON-RELEVANT
R00006575 C00001299 WB-41 UT-70 19950504 PASS YES GEOMETRIC NON-RELEVANT

CSF-D056-07 VALVE C-F-1 R00009532 PT 19921007 PASS YES
-ELBOW C5.11 R00009533 C00001193 WB-41 UT-45 19921021 PASS YES GEOMETRIC NON-RELEVANT

R00009533 C00001194 WB-41 UT-60L 19921021 PASS YES GEOMETRIC NON-RELEVANT

CSS-011 PIPE C-F-1 R00009540 PT 19921019 PASS YES
-ELBOW C5.11 R00009541 C00000946 WB-41 UT-45 19921102 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

CSS-014 PIPE C-F-1 R00009538 PT 19930126 PASS YES
-REDUCER C5.11 R00009539 C00001184 WB-41 UT-45 19930126 PASS YES

CSS-015 REDUCER C-F-1 R00009536 PT 19921019 PASS YES
-ELBOW C5.11 R00009537 C00001191 WB-68 UT-45 19930107 PASS YES

CSS-022 PIPE C-F-1 R00006571 PT 19950504 PASS YES
-REDUCER C5.11



NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1* ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P05-01 CYCLE : 00
I IJTVP'DNAI An DED Innl

PRISIM 44

*PAGE 4 *
J4 nr".I # I u"L flrflf 4* DATE 12/01/95

SYSTEM CSS CONTAINMENT SPRAY SYSTEM - 072
ISOMETRIC NUMBER ISI-0400-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CSS-022 PIPE C-F-1 R00006581 C00001302 WB-68 UT-45 19950511 PASS YES GEOMETRIC NON-RELEVANT
-REDUCER C5.11 GEOMETRIC NON-RELEVANT

R00006581 C00001303 WB-68 UT-60 19950511 PASS YES GEOMETRIC NON-RELEVANT

CSS-025 ELBOW C-F-1 R00009534 PT 19921019 PASS YES
-PIPE C5.11 R00009535 C00001197 BNP-32 UT-45 19921022 PASS YES GEOMETRIC NON-RELEVANT

CSS-027 PIPE C-F-1 R00006572 PT 19950504 PASS YES
-FLG C5.11 R00006580 C00001301 BNP-32 UT-45 19950510 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 5 *
* REVISION 0000
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

CSS CONTAINMENT SPRAY SYSTEM - 072
IS1-0400-C SHEET : 03.

FEATURE NUMBER

CSF-D057-04A

CSF-D057-11R

COMPONENT
DESCRIPT.

CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

ELBOW C-F-1 R00009574
-PIPE C5.11 R00009575

ELBOW C-F-1 R00009564
-ELBOW C5.11 R00009565

CSS-036 ELBOW C-F-1 R00009566
-PIPE C5.11 R00009567

R00009567

PT
C00001189 WB-41 UT-45

PT
C00001198 BNP-32 UT-45

PT
C00001164 WB-41 UT-45
C00001165 WB-41 -UT-45

19921124 PASS
19930423 PASS

19921007 PASS
19921027 PASS

19930114
19930118
19930118

GEOMETRIC
GEOMETRIC

GEOMETRIC

INDICATION
RESOLUTION

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT

PASS
PASS
PASS

ELBOW C-F-1 R00009568
-PIPE C5.11 R00009569

CSS-04O ELBOW C-F-1 R00009570
-PIPE C5.11 R00009571

REDUCER C-F-1 R00009572
-ELBOW C5.11 R00009573

FLG C-F-1 R00009562
-PIPE C5.11 R00009563

PT 19921019 PASS
C00001195 WB-41 UT-45 19921022 PASS

C00001195

C00001185

C00001191

PT
WB-41 UT-45

19921019 PASS
19921022 PASS

PT 19930122 PASS
WB-68 UT-45 19930122 PASS

PT 19921019 PASS
WB-68 UT-45 19930107 PASS

YES
YES GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

YES
YES GEOMETRIC

GEOMETRIC

YES
YES

YES
YES GEOMETRIC

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT

CSS-038

CSS-041

CSS-045



S
* NUTECH
*
*
*
*

*
*

* * * * * * * * ************* * ****** ************* ***** *** ***
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
9~ * * * *

*
*

*PAGE 6 *
* REVISION 0000 *
*DATE 12/01/95 *

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
ISOMETRIC NUMBER : IS1-0375-C SHEET :lh *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D020-01 VALVE C-F-1 R00009709 PT 19930203 PASS YES
-PIPE C5.21 R00009710 C00001149 WB-64 UT-45 19930203 PASS YES GEOMETRIC NON-RELEVANT

R00009710 C00001211 WB-64 UT-60 19930208 PASS YES GEOMETRIC NON-RELEVANT
R00009710 C00001212 WB-64 UT-60L 19930208 PASS YES

CVCF-D020-03F ELBOW C-F-1 R00009711 PT 19921103 PASS YES
-PIPE C5.21 R00009712 C00000981 BNP-12 UT-45 19921118 PASS YES

CVCS-226 ELBOW C-F-1 R00009713 PT 19921103 PASS YES
-PIPE C5.21 R00009714 C00000981. BNP-12 UT-45 19921118 PASS YES

1ý% It ad. 46-4ý4ýýý - - - - - - - - - - - -



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE* POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00* INTERVAL : 00 PERIOD : 3

**** * ** ** **** *** * *

*PAGE 7 *
* REVISION 0000 *
* DATE 12/01/95 ****** *** ***

9~ * * * *

SYSTEM
ISOMETRIC NUMBER

CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISI-0375-C SHEET : 15

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D102-06A PIPE C-F-1 R00009723 PT 19930104 PASS YES
-ELBOW C5.21 R00009724 C00001203 WB-62 UT-45 19930203 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
CVCS-221 ELBOW C-F-1 R00009721 PT 19930104 PASS YES

-PIPE C5.21 R00009722 C00001213 WB-62 UT-45 19930208 PASS YES GEOMETRIC NON-RELEVANT

CVCS-224 PIPE C-F-1 R00006551 PT 19950425 PASS YES
-PIPE C5.41

PRISIM

------------- wwww ---



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P05-01 CYCLE : 00
*INTERVAL :0O0 PERIOD : 3

9~ * * * *
PRISIM

PAGE 8
*REVISION 0000
* DATE 12/01/95

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER IS1-0375-C SHEET : 16

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO74-O1E ELBOW C-F-1 R00009729 PT 19921104 PASS YES
-PIPE C5.21 R00009730 C00000999 WB-40 UT-45 19921105 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009730 C00001000 WB-40 UT-45 19921105 PASS YES

SIF-DO74-06 ELBOW C-F-1 R00008994 PT 19930106 PASS YES
-VES NOZ C5.11 R00008995 C00000988 WB-01 UT-45 19930108 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIF-DO74-07 VES NOZ C-F-1 R00008996 *PT 19930106 PASS YES
-REDUCER C5.11 R00008997 C00000988 WB-01 UT-45 19930108 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIF-D086-02 PIPE C-F-1 R00009735 PT 19921202 PASS YES
-VALVE C5.21 R00009736 C00000993 WB-11 UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT

R00009736 C00000994 WB-11 UT-60L 19930106 PASS YES

SIS-162 REDUCER C-F-1 R00008998 PT 19930106 PASS YES
-ELBOW C5.11 R00008999 C00000988 WB-01 UT-45 19930108 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-228 PIPE C-F-1 R00009731 PT 19921208 PASS YES
-REDUCER C5.21 R00009732 C00001009 WB-4O UT-45 19921221 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-238 PIPE C-F-1 R00009733 PT 19921215 PASS YES
-TEE C5.21 RO00O9734 C00001009 WB-4O UT-45 19921221 PASS YES

R00009734 C00001010 WB-40 UT-60L 19921221 PASS YES

*N
,.*
*R

*.II

*K



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P05-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

PRISIM * * * *
*

*PAGE 9
* REVISION 0000

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER : ISI-0375-C SHEET : 17

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D024-01C AL BEAD C-F-1 R00009737 PT 19921103 PASS YES
C5.21 R00009738 C00001157 WB-40 UT-45 19921104 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009738 C00001158 WB-4O UT-45 19921104 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009738 C00001159 WB-40 UT-45 19921104 PASS YES

CVCF-D024-O1D AL BEAD C-F-1 R00009745 PT 19930106 PASS YES
C5.21 R00009746 C00001155 WB-40 UT-45 19930108 PASS YES GEOMETRIC NON-RELEVANT

R00009746 C00001156 WB-40 UT-45L 19930108 PASS YES GEOMETRIC NON-RELEVANT

CVCF-D024-06 TEE C-F-1 R00009741 PT 19921103 PASS YES
-PIPE C5.21 R00009742 C00001159 WB-40 UT-45 19921104 PASS YES

R00009742 C00001160 WB-40 UT-45 19921104 PASS YES
R00009742 C00001161 WB-40 UT-60L 19921104 PASS YES GEOMETRIC NON-RELEVANT

CVCF-D024-23A ELBOW C-F-1 R00009743 PT 19921103 PASS YES
-PIPE C5.21 R00009744 C00000993 WB-11 UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT

MODE CONVERS NON-RELEVANT
GEOMETRIC NON-RELEVANT

CVCS-200 BOSS C-F-1 R00009747 PT 19921103 PASS YES
-BR CONN C5.41

CVCS-201 TEE C-F-1 R00009739 PT 19930203 PASS YES
-FLG C5.21 R00009740 C00001207 WB-40 UT-45 19930203 PASS YES GEOMETRIC NON-RELEVANT



* NUTECH
PRISIM

*PAGE 10 *
* REVISION 0000 *
* DATE 12/01/95 *

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 18 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION
----------------------------------------------------------------------------------------------------

CVCF-A-T091-06 PIPE C-F-1 R00009750 PT 19921103 PASS YES
-TEE C5.30

CVCF-A-T091-15 PIPE C-F-1 R00009748 PT 19921103 PASS YES
-REDUCER C5.21 R00009749 C00001001 WB-06 UT-45 19921116 PASS YES GEOMETRIC NON-RELEVANT

R00009749 C00001002 WB-06 UT-45 19921116 PASS YES GEOMETRIC NON-RELEVANT
R00009749 C00001003 WB-06 UT-60L 19921116 PASS YES GEOMETRIC NON-RELEVANT

CVCF-A-T134-04 PIPE C-F-1 R00009751 PT 19921103 PASS YES
-ELBOW C5.30

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3



SNUTECH TENNESSEE VALLEY AUTHORITY*WATTS BAR NUCLEAR POWER PLANT - UNIT 1. ISI DATA BASE
* POST OUTAGE .EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P05-01 CYCLE : 00
* INTERVAL : 00 PERIOD : 3

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 24

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE

CVCF-D024-25 PIPE C-F-1 R00006496 PT 19950407
-ELBOW C5.21 R00006518 C00001272 WB-11 UT-45 19950411

CVCF-D025-02A ELBOW C-F-1 R00006491 PT 19950414
-PIPE C5.21 R00006550 C00001277 WB-11 UT-45 19950413

It * * * * ** * * * * ********
PRISIM *

•PAGE 11 *
* REVISION 0000 *

DATE 12/01/95 *
~~flwwww-w-wwwwww-w---wwww----",**********

*

*
*
*

EXAM
RESULT

PASS
PASS

PASS
PASS

SEC XI RELIEF INDICATION
CREDIT REQST. TYPE

YES
YES GEOMETRIC

GEOMETRIC

YES
YES GEOMETRIC

GEOMETRIC
GEOMETRIC

GEOETRI C NONRELVAN

I ND I CAT I ON
RESOLUTION

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT



NUTECH
* * * * * *** ***** ******* * ******************** ********* * *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

" PAGE 12
* REVISION 0000
* DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 25

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D020-1OA PIPE C-F-1 R00006492 PT 19950407 PASS YES
-ELBOW C5.21 R00006523 C00001274 WB-11 UT-45 19950412 PASS YES GEOMETRIC NON-RELEVANT

CVCF-D021-02A PIPE C-F-1 R00006495 PT 19950407 PASS YES
-ELBOW C5.21 R00006519 C00001273 WB-11 UT-45 19950411 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

CVCS-SKE2879-254-C TEE C-F-1 R00006493 PT 19950407 PASS YES
-PIPE C5.21 R00006524 C00001275 WB-11 UT-45 19950411 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006524 C00001276 WB-11 UT-60 19950411 PASS YES



'P * ****** **** ** * ******** ****** ******** ** ************ **

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAL An• PERIOA S t

PR IS IM

a

PAGE 13
RPVI-,Inm •nnn

• DATE 12/01/95

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
* ISOMETRIC NUMBER ISI-0375-C SHEET : 26

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCS-SKE2879-258-H PIPE C-F-I R00006497 PT 19950407 PASS YES
-ELBOW C5.21 R00006517 C00001271 WB-11 UT-45 19950411 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

B
* NUTECH 9~ * * * *

*

*



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI a On PFRIOD I

PRISIM

PAGE 14
* rvicinmd n~nnn e

* DATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 27

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCS-SKE2879-261-C PIPE C-F-1 R00006494 PT 19950407 PASS YES
-ELBOW C5.21 R00006542 C00001279 WB-11 UT-45 19950414 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

NUTECH
*
*



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTERVAL 00D PERIOD

PRISIM *

* PAGE 15 *Sr~vtllnn nnnn
* DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 ** ISOMETRIC NUMBER ISI-0375-C SHEET : 28

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-A-T108-02 PIPE "C-F-1 R00006505 PT 19950410 PASS YES
-ELBOW C5.30

CVCF-A-T108-04 PIPE C-F-1 R00006507 PT 19950410 PASS YES
-PIPE C5.30

CVCF-A-Tl08-09 PIPE C-F-1 R00006503 PT 19950410 PASS YES
-PIPE C5.30

CVCS-SKE2879-298-B PIPE C-F-1 R00006504 PT 19950410 PASS YES
-REDUCER C5.21 R00006543 C00001280 WB-11 UT-45 19950417 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006543 C00001281 WB-11 UT-60L 19950417 PASS YES



4+ NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 00O PERIOD S

PRISIM
*4+4+4+4+4+
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* PAGE 16 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0375-C SHEET : 29 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-A-Tl06-04 PIPE C-F-1 R00006511 PT 19950411 PASS YES
-ELBOW C5.30

CVCF-A-Tl06-09 ELBOW C-F-1 R00006512 PT 19950411 PASS YES
-PIPE C5.30

CVCF-A-Tl07-05 PIPE C-F-1 R00006514 PT 19950411 PASS YES
-ELBOW C5.30
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* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
*
*

*PAGE 17 *
* REVISION 0000 0

* DATE 12/01/95

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER : ISI-0375-C SHEET : 30

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D025-12 ELBOW C-F-1 R00006490 PT 19950407 PASS YES
-PIPE C5.21 R00006541 C00001278 WB-11 UT-45 19950414 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



* * *** **
* NUTECH

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 18
REVISION 0000
DATE 12/01/95 *

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER : ISI-0375-C SHEET : 31

FEATURE NUMBER

CVCF-A-T125-03

CVCF-A-T125-32

CVCF-A-T126-06

CVCF-D025-18

COMPONENT
EXAM EXAM SEC XI RELIEF INDICATION INDICATION

COMPONENT
DESCRIPT.

ELBOW

CATGORY/ EXAMINATION CAL. CAL. EXAM
ITEM NO. REPORT NO. REPORT NO. STD. TYPE

C-F-1 R00006510 PT
-PIPE C5.30

PIPE C-F-1
-ELBOW C5.30

FL HEAD C-F-1
C5.30

REDUCER C-F-1
-PIPE C5.21

R00006508

R00006515

EXAM
DATE

19950/411

EXAM
RESULT

PASS

PT 19950411 PASS

PT 19950412 PASS

R00006509
R00006554 C00001290 WB-06

R00006554 C00001291 WB-06

PT
UT-45

UT-45

19950411
19950426

19950426

SEC Xl RELIEF INDICATION INDICATION
CREDIT REQST. TYPE RESOLUTION

YES

YES

YES

PASS
PASS

PASS

GEOMETRIC
GEOMETRIC

NON-RELEVANT
NON-RELEVANT

*
*
*

*



a
NUTECH

a
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

r

PRISIM 9~ * *
*

*PAGE 19 *
* REVISION 0000 *

*SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 **ISOMETRIC NUMBER : ISI-0375-C SHEET : 32

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-D189-04 ELBOW C-F-1 R00006521 PT 19950412 PASS YES
-PIPE C5.30

CVCF-D190-01 PIPE C-F-1 R00006522 PT 19950412 PASS YES
-ELBOW C5.30



********* *

* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 0 0 PERIOD 3

PRISIM
.4 * * * * *

*
*

PAGE 20
*REVISION 0000O

SDATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 33

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T117-05 ELBOW C-F-1 R00006533 PT 19950413 PASS YES
-REDUCER C5.30

CVCF-D190-O8 PIPE C-F-1 R00006531 PT 19950413 PASS YES
-TEE C5.30

CVCF-Dl90-12A COUPLNG C-F-1 R00606520 PT 19950412 PASS YES
-PIPE C5.30



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI •00 PFRIRRf-

* * * *

44 v~. I II AM fllfu.v

DATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 34 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T21L-09 PIPE C-F-i R00006527 PT 19950413 PASS YES
-ELBOW C5.30

CVCF-D190-18 PIPE C-F-1 R00006529 PT 19950413 PASS YES
-ELBOW C5.30

CVCF-D190-21 COUPLNG C-F-1 R00006528 PT 19950413 PASS YES
-PIPE C5.30

*PAGE 21*

1ý-ftlr

PRISIM
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NUTECH
* ** * * ** ** ******* ******* *** ********** ** **** **** ****** *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 22 *
* REVISION 0000

* DATE 12/01/95

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 35

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-B-T215-03 ELBOW C-F-i R00006526 PT 19950413 PASS YES
-PIPE C5.30

CVCF-D190-24 PIPE C-F-1 R00006532 PT 19950413 PASS YES
-ELBOW C5.30



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*

ePAGE 23
REVISION 0000

* DATE 12/01/95 *

*SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
*ISOMETRIC NUMBER ISI-0375-C SHEET : 36

FEATURE NUMBER

CVCF-D189-24

CVCF-D189-27

COMPONENT CATOORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

PIPE C-F-1 R00006534 PT 19950413 PASS YES
-ELBOW C5.30

PIPE C-F-1 R00006530 PT 19950413 PASS YES
-ELBOW C5.30



NUTECH
I

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTERVAL 0 0 PERIOD :3

PRISIM

* PAGE 24 *
* REVISION 0000 *

* -- * DATE 12/01/95 *

* SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER ISI-0375-C SHEET : 37 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-A-T099-03 PIPE C-F-1 R00006500 PT 19950410 PASS YES
-ELBOW C5.30



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTERVAl AC) PFRI• ,

PRISIM
*
*
*

** **** * ** * * * * * * * * * * * *
*PAGE 25 *

DATE 12/01/95."

* SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 39 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-A-D027-16 PIPE C-F-1 R00006553 PT 19950425 PASS YES
-ELBOW C5.21 R00006552 C00001289 WB-64 UT-45 19950425 PASS YES GEOMETRIC NON-RELEVANT

CVCS-SKE2879-319-L PIPE C-F-1 R00006498 PT 19950410 PASS YES
-TEE C5.21 R00006544 C00001282 WB-64 UT-45 19950418 PASS YES GEOMETRIC NON-RELEVANT

R00006544 C00001283 WB-64 UT-60 19950418 PASS YES

CVCS-SKE2879-322-G PIPE C-F-1 R00006506 PT 19950410 PASS YES
-ELBOW C5.21 R00006545 C00001282 WB-64 UT-45 19950418 PASS YES GEOMETRIC NON-RELEVANT

R00006545 C00001283 WB-64 UT-60 19950418 PASS YES



NUTECH
9~ * * * *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISl DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 26 *
* REVISION 0000 *

* DATE 12/01/95

SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062

* ISOMETRIC NUMBER : IS1-0375-C SHEET : 40 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCS-SKE2879-240-F PIPE C-F-1 R00006501 PT 19950410 PASS YES
-ELBOW C5.21 R00006546 C00001284 WB-64 UT-45 19950419 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006546 C00001285 WB-64 UT-60 19950419 PASS YES GEOMETRIC NON-RELEVANT

CVCS-SKE2879-241-C PIPE C-F-1 R00006502 PT 19950410 PASS YES
-ELBOW C5.21 R00006547 C00001284 WB-64 UT-45 19950419 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006547 C00001285 WB-64 UT-60 19950419 PASS YES



* NUTECH
*
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 27 *
*REVISION 0000 *

* DATE 12/01/95 *

*SYSTEM : CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 41

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CVCF-A-D026-01 PIPE C-F-1 R00006516 PT 19950412 PASS YES
-FL HEAD C5.21 R00006550 C00001286 WB-64 UT-45 19950419 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006550 C00001288 WB-64 UT-45L 19950424 PASS YES
R00006550 C00001287 WB-64 UT-60 19950420 PASS YES

CVCF-A-D026-07 ELBOW C-F-1 R00006499 PT 19950410 PASS YES
-PIPE C5.21 R00006548 C00001284 WB-64 UT-45 19950419 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006548 C00001285 WB-64 UT-60 19950419 PASS YES GEOMETRIC NON-RELEVANT



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

** * * *

SYSTEM CVCS CHEMICAL & VOLUME CONTROL SYSTEM - 062
ISOMETRIC NUMBER ISI-0375-C SHEET : 42

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-SKE2879-316-F PIPE C-F-1 R00006513 PT 19950411 PASS YES
-ELBOW C5.21 R00006549 C00001286 WB-64 UT-45 19950420 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANTR00006549 C00001287 WB-64 UT-60 19950420 PASS YES GEOMETRIC NON-RELEVANT

PAGE 28
REVISION 0000
DATE 12/01/95

PRISIM
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* NUTECH
*K TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

*PAGE 29
* REVISION 0000

* DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - O74
*ISOMETRIC NUMBER CHM-2636-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D053-13 VALVE C-F-1 R00008064 PT 19920916 PASS YES
-PIPE C5.11 R00008065 C00001058 WB-34 UT-45 19920924 PASS YES GEOMETRIC NON-RELEVANT

R00008065 C00001059 WB-34 UT-60L 19920924 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D053-15 VALVE C-F-1 R00008066 PT 19930111 PASS YES
-PIPE C5.21 R00008067 C00001085 WB-33 UT-45 19930112 PASS YES

R00008067 C00001086 WB-33 UT-45L 19930112 PASS YES GEOMETRIC NON-RELEVANT
R00008067 C00001219 WB-33 UT-45L 19930304 PASS YES GEOMETRIC NON-RELEVANT

RHRS-021 RED TEE C-F-1 R00008062 PT 19930111 PASS YES
-PIPE C5.11 R00009720 C00000944 BNP-32 UT-45 19930112 PASS YES



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM *
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P05-01 CYCLE : 00 * PAGE 30 *

INTERVAL : 00 PERIOD 3 * REVISION 0000
~* DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM- 074
*ISOMETRIC NUMBER : CHM-2636-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D047-04 ELBOW C-F-1 R00008071 PT 19921005 PASS YES
-TEE C5.11 R00009591 C00001038 BNP-32 UT-45 19921103 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
BEAM REDIREC NON-RELEVANT

RHRF-D047-06 PIPE C-F-1 R00008073 PT 19921005 PASS YES
-TEE C5.11 R00009719 C00001037 BNP-32 UT-45 19921028 PASS YES BEAM REDIREC NON-RELEVANT

BEAM REDIREC NON-RELEVANT
BEAM REDIREC NON-RELEVANT

RHRS-024 ELBOW C-F-1 R00008080 PT 19921001 PASS YES
-PIPE C5.11 R00009725 C00001038 BNP-32 UT-45 19921103 PASS YES GEOMETRIC NON-RELEVANT

RHRS-033 PIPE C-F-1 R00009602 PT 19921005 PASS YES
-ELBOW C5.11 R00009603 C00001037 BNP-32 UT-45 19921028 PASS YES



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

PAGE 31
* REVISION 0000
" DATE 12/01/95

SYSTEM : RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
*ISOMETRIC NUMBER : CHM-2636-C SHEET : 03

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D045-13 VALVE C-F-1 R00008135 PT 19921110 PASS YES
-REDUCER C5.11 R00008136 C00001035 WB-43 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00008136 C00001036 WB-43 UT-60L 19921110 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D046-O0 ELBOW C-F-1 R00008101 PT 19921222 PASS YES
-PUMP C5.11 ROOb09804 C00001099 BNP-32 UT-45 19930112 PASS YES

R00009804 C00001098 WB-34 UT-45 19930112 PASS YES GEOMETRIC NON-RELEVANT
R00009804 C00001100 BNP-32 UT-60L 19930112 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D046-05 VALVE C-F-1 R00008102 PT 19920910 PASS YES
-PIPE C5.11 R00009805 C00001040 BNP-32 UT-45 19921028 PASS YES

R00009805 C00001041 BNP-32 UT-60L 19921028 PASS YES

RHRF-D046-12 ELBOW C-F-1 R00008105 PT 19921228 PASS YES
-PIPE C5.11 R00006488 C00001267 WB-46 UT-45 19950406 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-040 PIPE C-F-1 R00008111 PT 19921001 PASS YES
-ELBOW C5.11 R00006489 C00001268 WB-46 UT-45 19950406 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00006489 C00001270 WB-46 UT-45L 19950407 PASS YES
R00006489 C00001269 WB-46 UT-60L 19950407 PASS YES

RHRS-O48 FLG C-F-1 R00008117 PT 19921221 PASS YES
-ELBOW C5.11 R00009806 C00001101 BNP-32 UT-45 19921228 PASS YES

R00009806 C00001102 BNP-32 UT-45L 19921228 PASS YES GEOMETRIC NON-RELEVANT
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTFRVAI • nn PRnInn •

PRISIM
***itit*

it

it

PAGE 32

i DATE 12/01/95 *

it SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
i ISOMETRIC NUMBER CHM-2636-C SHEET : 04 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D048-10 REDUCER C-F-1 R00008146 PT 19920910 PASS YES
-VES NOZ C5.11 R00009807 C00001038 BNP-32 UT-U5 19921103 PASS YES
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NUTECH

*1

a
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI • n PFRI•Df•

PRISIM *
*

*PAGE 33
SorvfIinM nAnnn N.

* DATE 12/01/95 *

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074 *
* ISOMETRIC NUMBER CHM-2636-C SHEET : 06

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D051-03C PIPE C-F-1 R00008206 PT 19920917 PASS YES
-ELBOW C5.11 R00009808 C00001043 WB-41 UT-45 19921103 PASS YES

RHRF-D051-06 PIPE C-F-1 R00008215 PT 19921221 PASS YES
-ELBOW C5.11 R00009809 C00001201 WB-41 UT-45 19930201 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-115 RED TEE C-F-1 R00008228 PT 19921217 PASS YES
-PIPE C5.11 R00009812 C00001079 WB-41 UT-45 19930111 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

RHRS-159 ELBOW C-F-1 R00008286 PT 19921020 PASS YES
-ELBOW C5.21 R00008287 C00000857 WB-03 UT-0 19921022 PASS YES

R00008287 C00000854 WB-03 UT-45 19921020 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
PLANAR ANALYZED, OK
GEOMETRIC NON-RELEVANT

R00008287 C00000855 WB-03 UT-45 19921022 PASS YES PLANAR ANALYZED, OK
R00008287 C00000856 WB-03 UT-45L 19921022 PASS YES PLANAR ANALYZED, OK
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* ** ** ** ***** **** **** *
*PAGE 34 *
* REVISION 0000 *
* DATE 12/01/95 *

SYSTEM
ISOMETRIC NUMBER

RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
CHM-2636-C SHEET : 07

FEATURE NUMBER

RHRF-D054-02

RHRF-D054-07C

RHRS-164A

RHRS-169

COMPONENT, CATGORY/ EXAMINATION CAL. CAL. EXAM
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE

=========--- -------------------

ELBOW C-F-1 R00008326 PT
-PIPE C5.21 R00008327 C00000945 WB-03 UT-45

ELBOW C-F-1 R00008334 PT
-PIPE C5.11 R00009599 C00000915 WB-02 UT-45

RED ELB C-Frl R00008348
-ELBOW C5.21 R00006606

R00008349
R00008349

PIPE C-F-1 R00008354
-ELBOW C5.11 R00008355

PT
RT

C00001090 WB-02 UT-45
C00001091 WB-02 UT-60L

C00001068 WB-02

EXAM EXAM SEC XI RELIEF INDICATION
DATE RESULT CREDIT REQST. TYPE

19921228 PASS
19930112 PASS

19920924 PASS
19921103 PASS

19921229
19770222
19930107
19930107

YES
YES

PASS
PASS
PASS
PASS

PT 19920925 PASS
UT-45 19920929 PASS

GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETR IC NON-RELEVANT

I ND I CATION
RESOLUTION

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

-------- W-WW ----
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* NUTECH
*

*

*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI -lnn PFPIlfl •

PRISIM

*PAGE 35 *

DATE 12/01/95

*SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER CHM-2636-C SHEET : 08 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-D055-10 ELBOW C-F-1 R00008403 PT 19920925 PASS YES
-VALVE C5.11 R00008404 000001075 WB-02 UT-I5 19920929 PASS YES

R00008404 C00001076 WB-02 UT-45L 19920929 PASS YES

RHRS-174 ELBOW C-F-1 R00008408 PT 19920925 PASS YES
-ELBOW C5.11 R00008409 C00001074 WB-02 UT-45 19920928 PASS YES GEOMETRIC NON-RELEVANT



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTFRVAl flO PFRI•f•

PRISIM

* *PAGE 36 *
*PAGVE3n 6nnn

* DATE 12/0195

* SYSTEM RHRS RESIDUAL HEAT REMOVAL SYSTEM - 074
* ISOMETRIC NUMBER IS1-0375-C SHEET :44 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

RHRF-A-T021-2 PIPE C-F-1 R00006475 PT 19950224 PASS YES
-VALVE C5.30

RHRF-D052-04 ELBOW C-F-1 R00006481 PT 19950315 PASS YES
-PIPE C5.21 R00006484 C00001262 WB-62 UT-45 19950405 PASS YES

R00006484 C00001261 WB-62 UT-70 19950405 PASS YES GEOMETRIC NON-RELEVANT

RHRF-D052-14 FLG C-F-1 R00006482 PT 19950316 PASS YES
-PIPE C5.21 R00006485 C00001264 WB-62 UT-45 19950405 PASS YES

R00006485 C00001263 WB-62 UT-70 19950405 PASS YES

RHRS-SKE2879-360-J REDUCER C-F-1 R00006478 PT 19950314 PASS YES
C5.41

RHRS-SKE2879-410-B PIPE C-F-1 R00006483 PT 19950405 PASS YES
C5.21 R00006486 C00001265 WB-62 UT-45 19950405 PASS YES

RHRS-SKE2879-411-F ELBOW C-F-1 R00006480 PT 19950314 PASS YES
-PIPE C5.21 R00006487 C00001266 WB-62 UT-45 19950405 PASS YES



TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 37
REVISION 0000
DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER CHM-2758-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D079-06 REDUCER C-F-1 R00008424 PT 19921026 PASS YES
-VALVE C5.11 R00009813 C00000946 WB-4I1 UT-45 19921102 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT

R00009813 C00000947 WB-4l UT-60L 19921102 PASS YES GEOMETRIC NON-RELEVANT

SIF-DO79-06B PIPE C-F-1 R00006567 PT 19950503 PASS YES
-ELBOW C5.11 R00006587 C00001309 WB-67 UT-45 19950518 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT

SIF-DO79-08A REDUCER C-F-1 R00008428 PT 19920916 PASS YES
-TEE C5.11 R00009816 C00001024 BNP-32 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009816 C00001025 BNP-32 UT-60L 19930114 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

NUTECH
*
*



a
NUTECH TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*
*

*PAGE 38 *
REVISION 0000

*DATE 12/01h/9r,
* ** * * *** **** * * *** *
*

SYSTEM
ISOMETRIC NUMBER

SIS SAFETY INJECTION SYSTEM - 063
CHM-2758-C SHEET : 02

FEATURE NUMBER

SIF-D080-07

COMPONENT CATGORY/ EXAMINATION CAL. CAL.
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD.

VALVE C-F-1 R00008462
-PIPE C5.11 R00008463

EXAM EXAM EXAM SEC Xl RELIEF INDICATION
TYPE DATE RESULT CREDIT REQST. TYPE

PT 19920929 PASS
C00000861 BF-02 UT-45 19921006 PASS

R00008463 C00000862 BF-02 UT-60 19921006 PASS

SIS-031 ELBOW C-F-1 R00008468 PT
-PIPE C5.11 R00008469 C00000876 WB-02 UT-45

19920929 PASS
19921006 PASS

YES GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

YES GEOMETRIC

YES
YES GEOMETRIC

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

INDICATION
RESOLUTION

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT'
.NON-RELEVANT

NON-RELEVANT

- - - - - - - - - - - - - - - - - - - - - - -
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI Anh PFRIAA *

PRISIM
0~ * *

4+

4+

*PAGE 39 *

* DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER CHM-2758-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE *DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO81-10C PIPE C-F-1 R00008495 PT 19920923 PASS YES
-ELBOW C5.11 R00008496 C00000863 WB-02 UT-45 19920928 PASS YES MODE CONVERS NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



* NUTECH
** * * * * ** * ************** *********** *** ******* *

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

0
*

*PAGE 40
* REVISION 0000

* DATE 12/01/95

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER : CHM-2758-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D087-14 PIPE C-F-1 R00008529 PT 19921130 PASS YES
-RED TEE C5.11 R00008530 C00000937 WB-02 UT-45 19921207 PASS YES GEOMETRIC NON-RELEVANT

R00008530 C00000938 WB-02 UT-60L 19921207 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-067 ELBOW C-F-1 R00008535 PT 19920922 PASS YES
-PIPE C5.11 R00008536 C00000875 WB-02 UT-45 19921005 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-073 ELBOW C-F-1 R00008543 PT 19930111 PASS YES
-PIPE C5.11 R00008544 C00001020 WB-01 UT-45 19930114 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 41 *
* REVI.SION 0000 *

* * DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER CHM-2758-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO88-11A PIPE C-F-1 R00009504 PT 19921105 PASS YES
-ELBOW C5.11 R00009505 C00000975 WB-01 UT-45 19921119 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009505 C00001011 WB-01 UT-45 19930119 PASS YES GEOMETRIC NON-RELEVANT
R00009505 C00000970 WB-01 UT-45L 19930119 PASS YES

SIS-078 PIPE C-F-1 R00009512 PT 19921214 PASS YES
-ELBOW C5.11 R00009513 C00000942 WB-02 UT-45 19921222 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00SINTERVAl Afl PFRI •f •

PRISIM 4+

4+

4 + PAGE 42 •D rvlclnm nlnnn

* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0375-C SHEET : 01

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T033-01 PIPE C-F-1 R00009626 PT 19921124 PASS YES
-ELBOW C5.30

SIS-322 PIPE C-F-1 R00006568 PT 19950503 PASS YES
-ELBOW C5.21 R00006588 C00001310 WB-40 UT-45 19950522 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



0
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* * * *

*
*

*PAGE 43
* REVISION 0000 *

* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
*ISOMETRIC NUMBER IS1-0375-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D072-07 PIPE C-F-1 R00009632 PT 19921104 PASS YES
-VALVE C5.21 R00009633 C00001014 WB-40 UT-45 19921109 PASS YES

R00009633 C00001015 WB-40 UT-45 19921109 PASS YES
R00009633 C00001016 WB-4O UT-60L 19921109 PASS YES GEOMETRIC NON-RELEVANT

SIF-D072-10 PIPE C-F-1 R00009630 PT 19921104 PASS YES
-VALVE C5.21 R00009631 C00001006 BF-02 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT

R00009631 C00001008 BF-02 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT
R00009631 C00001007 BF-02 UT-60L 19921110 PASS YES GEOMETRIC NON-RELEVANT

SIS-244 PUMP C-F-1 R00009634 PT 19930122 PASS YES
-PIPE C5.21 R00009635 C00001177 WB-64 UT-45 19930125 PASS YES

R00009635 C00001178 WB-64 UT-60L 19930125 PASS YES

SIS-251 ELBOW C-F-1 R00009628 PT 19921104 PASS YES
-PIPE C5.21 - R00009629 C00001012 WB-65 UT-45 19921222 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

a
* NUTECH



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
*POST OUTAGE EXAMINATION RESULTS REPORT

EXAM REQUIREMENT : P05-01 CYCLE : 00
*INTERVAL :0O0 PERIOD : 3

PRISIM
* *** * *

*
*

* PAGE 44 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : IS1-0375-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D073-08 TEE C-F-1 R00009642 PT 19921105 PASS YES
-PIPE C5.21 R00009643 C00001006 BF-02 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT

R0OOO9643 C00001008 BF-02 UT-45 19921110 PASS YES GEOMETRIC NON-RELEVANT
R0O009643 C00001007 BF-02 UT-60L 19921110 PASS YES

SIS-267 PUMP C-F-1 R00009646 PT 19930420 PASS YES
-PIPE C5.21 R00009647 C00001168 WB-63 UT-45 19930118 PASS YES GEOMETRIC NON-RELEVANT

R00009647 C00001169 WB-63 UT-60L 19930118 PASS YES GEOMETRIC NON-RELEVANT

SIS-268 REDUCER C-F-1 R00009636 PT 19921208 PASS YES
-PIPE C5.21 R00009637 C00000982 WB-63 UT-45 19930107 PASS YES

SIS-270 PIPE C-F-1 R00009638 PT 19921229 PASS YES
-ELBOW C5.21 R00009639 C00001030 WB-65 UT-45 19930119 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

SIS-275 PIPE C-F-1 R00009640 PT 19921112 PASS YES
-FLG C5.21 R00009641 C00001012 WB-65 UT-45 19921222 PASS YES

R00009641 C00001013 WB-65 UT-60L 19921222 PASS YES

SIS-281 ELBOW C-F-1 R00009644 PT 19921105 PASS YES
-ELBOW C5.21 R00009645 C00001004 BF-02 UT-45 19921110 PASS YES

R00009645 C00001005 BF-02 UT-45 19921110 PASS YES



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT

4 EXAM REQUIREMENT : P05-01 CYCLE : 00. INTERVAL : 00 PERIOD : 3

PRISIM
(*****

4+ PAGE 45
* REVISION 0000

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER ISI-0375-C SHEET : 04 4

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-DO82-02 PIPE C-F-1 R00009648 PT 19921207 PASS YES
-ELBOW C5.21 R00009649 C00000986 WB-4O UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT
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TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISI M *

* PAGE 46
* REVISION 0000

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER IS1-0375-C SHEET : 05

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T027-11 VALVE C-F-1 R00009659 PT 19921014 PASS YES
-PIPE C5.30

SIF-B-T027-15 ELBOW C-F-1 R00009658 PT 19921014 PASS YES
-PIPE C5.30

SIF-B-T027-16C COUPLNG C-F-1 R00005865 PT 19931203 PASS YES
-PIPE C5.30

SIF-D085-06 PIPE C-F-1 R00009652 PT 19921014 PASS YES
-ELBOW C5.21 R00009653 C00000866 WB-40 UT-45 19921021 PASS YES

R00009653 C00000867 WB-4O UT-45 19921021 PASS YES

SIS-284 ELBOW C-F-1 R00009650 PT 19921014 PASS YES
-PIPE C5.21 R00009651 C00000868 WB-40 UT-45 19921022 PASS YES GEOMETRIC NON-RELEVANT

R00009651 C00000869 WB-40 UT-45 19921022 PASS YES

SIS-295 PIPE C-F-1 R00009654 PT 19921014 PASS YES
-CAP C5.21 R00009655 C00000866 WB-40 UT-45 19921021 PASS YES GEOMETRIC NON-RELEVANT

R00009655 C00000867 WB-40 UT-45 19921021 PASS YES GEOMETRIC NON-RELEVANT

* NUTECH
44
44
44
44



* NUTECH
*
*
*
*
*
*

TENNESSEE VALLEY AUTHORITYWATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
* *

*
*

** *** ** *** * ****** *** *

*PAGE 47
* REVISION 0000
* DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER ISI-0375-C SHEET : 06 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D351-13 COUPLNG C-F-1 R00009664 PT 19921029 PASS YES
C5.30



*****************4H+**#444&d4aaaaaaaaaaaad4aaasaaaaaar

NUTECH PRISIIM*

*PAGE 48
* REVISION 0000

* - * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 07 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T109-02 VALVE C-F-1 R00009660 PT 19921105 PASS YES
-PIPE C5.30

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTERVAL :00 PERIOD :3

"Wý"'



***itit******it****it******it****it*********it**44**it41.****4f*it it it * itit it@*
~ NUTECH
it
it
it
it

PRISIM
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*PAGE 49 i

DATE 12/01/95

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0375-C SHEET : 08

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATIONFEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T062-03 PIPE C-F-1 R00009663 PT 19921014 PASS YES
-TEE C5.30

SIF-B-TO62-12E COUPLNG C-F-1 R00005863 PT 19931207 PASS YES
-PIPE C5.30

SIF-D351-04 PIPE C-F-1 R00009661 PT 19921014 PASS YES
-COUPLNG C5.30

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTFRVAI A n PFRInfl *



* NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

*
*

*PAGE 50
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM : SIS SAFETY INJECTION SYSTEM - 063

* ISOMETRIC NUMBER : IS1-0375-C SHEET : 09

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC Xl RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T1I4-04A ELBOW C-F-1 R00009669 PT 19921029 PASS YES
-PIPE C5.30

SIF-B-T1OI-06 REDUCER C-F-1 R00009667 PT 19921029 PASS YES
-PIPE C5.21 R00009668 C00001001 WB-06 UT-45 19921116 PASS YES GEOMETRIC NON-RELEVANT

R00009668 C00001002 WB-06 UT-45 19921116 PASS YES GEOMETRIC NON-RELEVANT
R00009668 C00001003 WB-06 UT-60L 19921116 PASS YES GEOMETRIC NON-RELEVANT

SIF-B-T1O04-O6B COUPLNG C-F-1 R00005864 PT 19931207 PASS YES
-PIPE C5.30

SIF-B-T1OI-1OA PIPE C-F-1 R00009670 PT 19921029 PASS YES
-ELBOW C5.30

SIS-340 TEE C-F-1 R00009665 PT 19921118 PASS YES
-REDUCER C5.21 R00009666 C00000986 WB-4O UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT

R00009666 C00000987 WB-4O UT-45L 19930106 PASS YES GEOMETRIC NON-RELEVANT

PRISIM



* NUTECH
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 00D PERIOD :3

PRISIM *

* PAGE 51 *
* REVISION 0000

* * DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0375-C SHEET : 10

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-334A PIPE C-F-1 R00009671 PT 19921116 PASS YES
-ELBOW C5.21 R00009672 C00000986 WB-4O UT-45 19930106 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-336 PIPE C-F-1 R00009673 PT 19921029 PASS YES
-ELBOW C5.21 R00009674 C00000998 WB-40 UT-45 19921105 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009674 C00000997 WB-40 UT-45 19921105 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT



* * * * * *
* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 52 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0375-C SHEET : 11 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T005-01 BOSS C-F-1 R00005884 PT 19931208 PASS YES
-PIPE C5.30

SIF-B-T005-03E PIPE C-F-1 R00005844 PT 19931207 PASS YES
-COUPLNG C5.30

SIF-B-T005-07 FLG C-F-1 R00009675 PT 19930113 PASS YES
-PIPE C5.21 R00009676 C00000983 WB-06 UT-45 19930113 PASS YES GEOMETRIC NON-RELEVANT

SIS-329 BOSS C-F-1 R00009678 PT 19921118 PASS YES
C5.41



* * * * * *
* NUTECH
*

*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 0 0 PERIOD :3

PRISIM *

*

* PAGE 53
*REVISION 000 *

* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 12 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

CSF-D056-12 ELBOW C-F-1 R00009683 PT 19921103 PASS YES
-PIPE C5.11 R00009684 C00001188 BNP-32 UT-45 19921105 PASS YES BEAM REDIREC NON-RELEVANT

GEOMETRIC NON-RELEVANT.
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

R00009684 C00001237 BNP-32 UT-45 19930430 PASS YES GEOMETRIC NON-RELEVANT
R00009684 C00001238 BNP-32 UT-45L 19930430 PASS YES GEOMETRIC NON-RELEVANT

CSS-003 PIPE C-F-1 R00006562 PT 19950502 PASS YES
-ELBOW C5.11 R00006585 C00001307 WB-41 UT-45 19950516 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006585 C00001308 WB-41 UT-60 19950516 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT

CSS-006 PIPE C-F-1 R00006563 PT 19950502 PASS YES
-ELBOW C5.11 R00006584 C00001305 WB-41 UT-45 19950516 PASS YES

R00006584 C00001306 WB-41 UT-60 19950516 PASS YES GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-212 PIPE C-F-1 R00009679 PT 19930126 PASS YES
-TEE C5.11 R00009680 C00001176 WB-67 UT-45 19930127 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00009680 C00001220 WB-67 UT-45 19930224 PASS YES GEOMETRIC NON-RELEVANT
R00009680 C00001235 WB-67 UT-45 19930503 PASS YES GEOMETRIC NON-RELEVANT

BEAM REDIREC NON-RELEVANT
R00009680 C00001221 WB-67 UT-45L 19930224 PASS YES GEOMETRIC NON-RELEVANT
R00009680 C00001236 WB-67 UT-45L 19930503 PASS YES GEOMETRIC NON-RELEVANT

BEAM REDIREC NON-RELEVANT

SIS-217 REDUCER C-F-1 R00009681 PT 19921208 PASS YES
-PIPE C5.11



* NUTECH TENNESSEE VALLEY AUTHORITY PRISIM *
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1
*ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P05-01 CYCLE : 00 * PAGE 54 *
* INTERVAL : 00 PERIOD: 3 * REVISION 0000 *
* * DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 12 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIS-217 REDUCER C-F-1 R00009682 C00000984 WB-68 UT-45 19930105 PASS YES GEOMETRIC NON-RELEVANT
-PIPE C5.11

SIS-218 PIPE C-F-1 R00006564 PT 19950502 PASS YES
-TEE C5.41



ififif***ifif@*ififififififif**if*ifififif**ifif**ifif*ifif*if*ififififif*ifif*if*ifif*ififififif**if**,~I

i NUTECH
*if if if if ififif if if ifififif if ifif if ififififififififif ifif if ifif ifif if if ifif if ifif ifif*44

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

IS[ DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
if

*PAGE 55 *
REVISION 0000 *

* *f DATE 12/01/95 *

i SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 13 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D078-07 PIPE C-F-1 R00009697 PT 19921102 PASS YES
-ELBOW C5.11 R00009698 C00000985 WB-69 UT-45 19930105 PASS YES GEOMETRIC NON-RELEVANT

SIS-200A PIPE C-F-1 R00006556 PT 19950426 PASS YES
-ELBOW C5.11 R00006569 C00001292 WB-69 UT-45 19950428 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
R00006569 C00001293 WB-69 UT-60 19950428 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-201 PIPE C-F-1 R00006555 PT 19950426 PASS YES
-ELBOW C5.11 R00006570 C00001294 WB-69 UT-45 19950428 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

SIS-205 ELBOW C-F-1 R00009699 PT 19921209 PASS YES
-PIPE C5.11 R00009700 C00000985 WB-69 UT-45 19930105 PASS YES MODE CONVERS NON-RELEVANT

R00009700 C00001017 WB-69 UT-45L 19930121 PASS YES GEOMETRIC NON-RELEVANT
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NUTECH
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~t*ft***ft**ftftftft*ftft*ftft*ft*ft*ftft*ft*ftftft*ft**ft*ft*ftft**ftftft***ftft*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00INTFRVAI • nn PFRInfl •

* ft

PRISIM

~PAGE 56
* rvIZl~lnm nAfi f
DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
fISOMETRIC NUMBER ISI-0375-C SHEET : 19

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-TO47-10 PIPE C-F-1 R00009752 PT 19921014 PASS YES
-ELBOW C5.30



NUTECH TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL 0 0 PERIOD :3

PRISIM *
*

* PAGE 57
*REVISION 0O00 *

* -* DATE 1201/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER : ISI-0375-C SHEET : 20

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T057-07 TEE C-F-1 R00009754 PT 19921104 PASS YES
-REDUCER C5.30

SIF-D351-23 REDUCER C-F-1 R00009753 PT 19921014 PASS YES
-PIPE C5.30



* NUTECH TENNESSEE VALLEY AUTHORITY
* WATTS BAR NUCLEAR POWER PLANT - UNIT 1
* ISI DATA BASE
* POST OUTAGE EXAMINATION RESULTS REPORT
* EXAM REQUIREMENT : P05-01 CYCLE : 00
* INTERVAL :0O0 PERIOD :3

PRISIM *
*
*

*PAGE 58 ** RFVISIflN NNNN *
* DATE 12/01/95 *

* SYSTEM SIS SAFETY INJECTION SYSTEM - 063 *
* ISOMETRIC NUMBER ISI-0375-C SHEET : 22

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-B-T110-07 PIPE C-F-1 R00009755 PT 19921104 PASS YES
-ELBOW C5.30



. - * * 4f
NUTECH

.1* PRISIM *
*

*PAGE 59 *
RrV'IIMn hnnn

DATE 12/01/95 *

* SYSTEM : SIS SAFETY INJECTION SYSTEM - 063 *
ISOMETRIC NUMBER : IS1-0375-C SHEET : 23

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-D075-01 PIPE C-F-1 R00009756 PT 19921112 PASS YES
-PIPE C5.21 R00009757 C00001018 BNP-12 UT-45 19921222 PASS YES GEOMETRIC NON-RELEVANT

R00009757 C00001019 BNP-12 UT-60L 19921222 PASS YES

SIF-D075-08 ELBOW C-F-1 R00009758 PT 19921112 PASS YES
-PIPE C5.21 R00009759 C00000981 BNP-12 UT-45 19921118 PASS YES

SIS-346 PIPE C-F-1 R00006566 PT 19950503 PASS YES
-ELBOW C5.21 R00006574 C00001295 WB-64 UT-45 19950504 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC' NON-RELEVANT

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTFRVAI O n PFRI• •



* NUTECH
*
*
*
*

*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *

* **** *** **** *** ***** *

*PAGE 60 *
REVISION 0000 *

* DATE 12/01/95

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
*ISOMETRIC NUMBER ISI-0375-C SHEET : 38

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-A-TO08-04 PIPE "C-F-1 R00006561 PT 19950428 PASS YES
-TEE C5.30

SIF-A-TO08-06 ELBOW C-F-1 R00006559 PT 19950428 PASS YES
-PIPE C5.30

SIF-A-TO08-12 PIPE C-F-1 R00006560 PT 19950428 PASS YES
-TEE C5.11



* NUTECH
*
*
*
*
*
*

** * * * * * * * **** ** ****** ***** H

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : P05-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM *
*

*PAGE 61
* REVISION 0000

DATE 12/01/95 *

SYSTEM SIS SAFETY INJECTION SYSTEM - 063
* ISOMETRIC NUMBER IS1-0375-C SHEET : 45

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

SIF-A-TO09-07 ELBOW C-F-1 R00006557 PT 19950428 PASS YES
-PIPE C5.30

SIF-A-TO09-09 ELBOW C-F-1 R00006558 PT 19950428 PASS YES
-PIPE C5.30



B
* NUTEC

V

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : V03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM
*

*PAGE 1 *
* REVISION 0000 *
* DATE 12/01/95 *
*** ********** ** **** *

SYSTEM
ISOMETRIC NUMBER

FWS FEEDWATER SYSTEM - 003
CHM-2671-C SHEET : O1

FEATURE NUMBER

FWF-DOO1-1lA

FWF-DO01-12

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION
DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE

ELBOW C-F
-SPOOL P C5.21

SPOOL P C-F
-VES NOZ C5.21

R00009452 PT
R00009453 C00000935 WB-04 UT-45

R00009867 PT
R00009868 C00000935 WB-04 UT-45

19921118 PASS
19921203 PASS

19921118 PASS
19921203 PASS

GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

GEOMETRIC
GEOMETRIC'
GEOMETRIC
GEOMETRIC
GEOMETRIC
GEOMETRIC

I ND I CAT I ON
RESOLUTION

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT

NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT
NON-RELEVANT-
NON-RELEVANT

4

-------------------



NUTECH TENNESSEE VALLEY AUTHORITY
*WATTS BAR NUCLEAR POWER PLANT - UNIT 1

*ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT

* EXAM REQUIREMENT : V03-01 CYCLE : 00
INTERVAL : 00 PERIOD : 3

PRISIM
w

*
*

***** ** ** * *** * * *

*PAGE 2
* REVISION 0000

DATE 12/01/95

SYSTEM : FWS FEEDWATER SYSTEM - 003
*ISOMETRIC NUMBER : CHM-2671-C SHEET : 02

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO03-11B ELBOW C-F R00009861 MT 19921117 PASS YES
-SPOOL P C5.21 R00009862 C00000936 WB-04 UT-45 19921130 PASS YES GEOMETRIC NON-RELEVANT

GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT



* NUTECH
*
*
*
*

TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : V03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

*PAGE 3 *
* REVISION 0000 *

* * DATE 12/01/95 *

* SYSTEM : FWS FEEDWATER SYSTEM - 003 *
* ISOMETRIC NUMBER : CHM-2671-C SHEET : 03 *

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO02-17 SPOOL P C-F R00009865 PT 19921118 PASS YES
-VES NOZ C5.21 R00009866 C00000934 WB-04 UT-45 19921202 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT

FWF-DO02-19A ELBOW C-F R00009857 PT 19921118 PASS YES
-SPOOL P C5.21 R00009858 C00000934 WB-O4 UT-45 19921202 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT
GEOMETR IC NON-RELEVANT



' NUTEeR TENNESSEE VALLEY AUTHORITY
WATTS BAR NUCLEAR POWER PLANT - UNIT 1

ISI DATA BASE
POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : V03-01 CYCLE : 00

INTFRVAI • 0n Pr;Inn 2

PRISIM
#if*if if if

if

if

SPAGE 4 i

* DATE 12/01/95 *

i SYSTEM : FWS FEEDWATER SYSTEM - 003 i
* ISOMETRIC NUMBER : CHM-2671-C SHEET : 04 i*

COMPONENT CATGORY/ EXAMINATION CAL. CAL. EXAM EXAM EXAM SEC XI RELIEF INDICATION INDICATION
FEATURE NUMBER DESCRIPT. ITEM NO. REPORT NO. REPORT NO. STD. TYPE DATE RESULT CREDIT REQST. TYPE RESOLUTION

FWF-DO02-08 SPOOL P C-F R00009863 MT 19921116 PASS YES
-VES NOZ C5.21 R00009864 C00000935 WB-04 UT-45 19921203 PASS YES GEOMETRIC NON-RELEVANT

GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT
GEOMETRIC NON-RELEVANT



*
TENNESSEE VALLEY AUTHORITY

WATTS BAR NUCLEAR POWER PLANT - UNIT 1
ISI DATA BASE

POST OUTAGE EXAMINATION RESULTS REPORT
EXAM REQUIREMENT : V03-01 CYCLE : 00

INTERVAL : 00 PERIOD : 3

PRISIM

PAGE 5
REVISION 12/0
DATE 1/950000

*
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REPAIR/REPLACEMENT OF ASME SSP-6.09

SECTION XI COMPONENTS RPage 30 of 54

APPENDIX G

1. Owner TFNNESfFF VAT JR Y ATTI-TORITY Date A4A 1/4 17, 19 9 4
Name/

400 W S,,mmit Hill Drivi- Knoxvillt- TN Sheet / of__
Addrem I

2. Plant Wattg Rar Nuclear Plant
Name

P p Rox 200 Spring Qity TN, 37381
Add~t.

3. Work performed by 7-V4 - WWJ
Name

-2 000, SP2o 3I Q, 0, T AJ373SI
Addt em

4. Identification of system VA~tw F)U

Unit

7- V4
"'-s AWACHCr54/'

Kepair Urpruzatio V.O. No, Job No, etc.

Type Code Symbol Stamp
Authorization No.
Expiration Date _

:,eATtAc4c AJ/ -2'-:z

V441oUS% 5c-6 Atr•4L- A/OS-2'p5. (a) Applicable Construction Code '9 - A rren - Sddenda Code Case

(b) Applicable Edition of Section XI utilized for Repairs or Replacements ?* • •-'7 Ig (,

/?8o 61>0'7•
6. Identification of Components Repaired or Replaced and Replacement Components

ASME
Code

Repaired, Stamped
National Year Replaced, or (Yes or

Name of Component Name of Manufacturer Manufacturer Serial No. Board No. Other Identification Built Replacement No)

7. Description of Work Ar'ý s

8. Tests Conducted: Hydrostatic 0 Pneumatic 0 Nominal peradAI.Qi
psi Test Temp O

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8½/ in. x
11I in., (2) information in items 1 through 6 on this report is included on each sheet, and (3) each Sheet is
numbe~red and the number of sheets is recorded at the top of this form.

~~UI1L RCV

IVA

0 -.i

vi I tu s i Av)D&vA

orm - , I ev,



WBN REPAIR/REPLACEMENT OF ASME SSP-6.091 SECTION XI COMPONENTS Revision 9
Page 36 of 65

APPENDIX G
Page 

I of5

2. Planter~ is.~ T NNESSEE V hnt~t M T- - IUnY D te ___ __ ___ __ __ ___ _, __ ___ __ __ ____.

Name

4( L• W 20t , Spmitn-- i tiv K nox il TN Sheet [ of rr'rca r--

Addr.. .epar .......
o.. 

.. .o, 
.. c

3.Nok ero medb V~ \ JType Code Symbol Stamp / ,"14
P.O , 2o _c , ,PG ( ' 7 " ,- Authorization No .

A dd,• Expiration Date ' _ _ _ _ __ _ _ _ _

4. Identification of system C'• • •' •C •,E tŽ "I, ,,t~ Ž \ItYlt ,A fl\.W• ,K.,.k • '"

5. (a) Applicable Construction Code _ __k_ _ 19,' "-.i:k ... " tRATt. " Jv #,J ,-0  C)- d C.

(b) Applicable Edition of Section XI utilized for Repairs or Replacements 1 98(O Edition Win Xl Addenda

3. Identification of Components Repaired or Replaced and Replacement Components

Repaired, 
S.aEpe d

National 
Replaced, o

Name of Component Name of Manufacturer Manufacturer Serial No. Board No. Other Identification BltReplacement No

Name~

7. Description of Work _ • c_•"'-V txt~.c •',.u•f.. -o.-'

8. Tests Conducted: Hydrostatic [] Pneumatic [] No mia rsr "-'%•' ff'AAC •-

Ot e P e s rpsi Test Tem p _ F " -t v b g _

~OTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. x

11 n., (2) information in items 1 through 6 on this report" is includled on each sheet, and (3) each sheet is
t 4numbered and the number of sheets is recorded at the top of this form.

Form N tS-2,. front, Re v." 0



Page No.

05/17/96
WBN - ASME Section XI Repair/Replacement Program

index of Attached NIS-2s

Sorted by Tracking Number
--------------------------------------------------------------

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

D-16449-03

D-04666-03

D-16473-01

D-06011-01

92- 190 D-04641-03

D-16449-02

D-04617-01

D-04666-06

D-04666-04

D-16449-04

D-16449-05

D-04602-03

D-04602-03

92- 198 D-04602-03

92- 199 D-04602-03

D-04590-01

D-04602-04

92- 202 D-04602-04

92- 203 D-04602-04

AFFECTED COMPONENT

1067-450-22- 44

1063-63-1SIS-R 57

1059-492- 1- 21

1001-1-01A-381

1063-1-63-293

1067-450-22- 38

1062-62-1CVC-R201

1063-63-lSIS-R 82

1063-63-1SIS-R 63

1067-450-22- 37

1067-450-22- 39

1062-62-1CVC-R 95

1062-62-1CVC-R101

1062-62-1CVC-R102

1062-62-1CVC-R104

1062-1-62A-222

1062-62-1CVC-R107

1062-62-1CVC-R109

1062-62-1CVC-R121

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

--- ~-------------

DELETED SUPPORTS

INSTALLED MODIFIED SUPPORT

Deleted Support

DELETED SUPPORT

INSTALLED MODIFIED SUPPORTS

DELETED SUPPORTS

INSTALLED MODIFIED SUPPORTS

INSTALLED MODIFIED SUPPORT

ADDED NEW STIFFENER PLATE TO SUPPORT

DELETED SUPPORTS

DELETED SUPPORTS

REPLACED ENTIRE SUPPORT

REPLACED SWAY STRUT AND CLAMP WITH A

LARGER ONE

REPLACED BASE PLATE AND ROTATED END

ATTACHMENT

ENLARGED HOLES IN BASE PLATE FOR

LARGER ANCHORS

MODIFIED EXISTING SUPPORT

ENLARGED HOLES IN BASEPLATE FOR LARGER

ANCHORS

REMOVED EXISTING U=BOLT. CUT ANGLE

FROM BASEPLATE. REINSTALLED NEW ANGLE

AND BOXED AROUND PIPE USING ANGLE.

DELETED BASEPLATE, ANCHOR BOLT

ASSEMBLIES, SWAY STRUT AND PIPE CLAMP

Also affects 1067-A450-22-045.

ALSO DELETES 1001A-1-O1A-386 AND

1001A-1-O1A-387

ALSO MODIFIES 1063-1-63-298, -306 AND

-307

ALSO DELETES 1067-A450-22-043

ALSO MODIFIES 1067-A406-02-043.

Also affects 1067-A450-22-041.

ALSO DELETED 1067-A450-22-042 AND -194

ALSO REPLACED 1062-62-1CVC-R097.

ALSO MODIFIES 1062-1-62A-212 AND -225

3[1C.Y-



Page No. 2

05/17/96

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

======== ====NUMBER=====

92- 204 D-04602-04

92- 205 D-04602-04

92- 206 D-06177-01

92- 207 D-04622-01

92- 208 D-04667-03

92- 209 D-05709-05

92- 210 D-04642-01

92- 211 D-04642-04

92- 212 D-04642-06

92- 213 D-06175-02

92- 214 D-04634-03

92- 215 D-04666-01

92- 216 D-04666-05

92- 217 D-04666-07

92- 218 D-05709-01

92- 219 D-04602-01

92- 220 D-16459-02

92- 221 D-06175-01

1062-62-1CVC-R123

1062-62-1CVC-R126

1070-1-70-130

1062-406- 2- 7

1063-63-1SIS-R114

1074-74-1RHR-R 42

1063-1-63-370

1063-1-63-347

1063-1-63-357

1070-70-1CC-R 15

1063-1-63-409

1063-63-1SIS-R 69

1063-63-1SIS-R 70

1063-63-1SIS-R 96

1063-060-63- 7

1062-406- 2- 1

1063-1-63-252

1070-70-1CC-R 20

REMOVED BASEPLATE. INSTALLED NEW

BASEPLATE.

REMOVED BASEPLATE. INSTALLED NEW

BASEPLATE.

REPLACED ANCHOR BOLTING AND WELD TO

EMBED.

MODIFIED SUPPORT BY ADDING STIFFENER

MODIFIED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

REPLACED EXISTING ANCHOR BOLTS WITH

LARGER SIZE.

MOIDFIED EXISTING SUPPORTS

MODIFIED EXISTING SUPPORTS

MODIFIED EXISTING SUPPORTS

MODIFIED EXISTING SUPPORTS

MODIFIED EXISTING SUPPORTS

ADDED STIFFNER GUSSETS TO BASEPLATE

DELETED SUPPORT

MODIFIED SUPPORT

ALSO MODIFIES 1063-63-1SIS-R115,

-R120, -R131, -R137.

ALSO MODIFIES 1074-74-1RHR-R044,

-R050, -R051, AND -R054.

ALSO MODIFIES 1063-1-63-372, -373, AND

-379.

ALSO MODIFIES 1063-1-63-351, -354, AND

-383.

ALSO MODIFIES 1063-1-63-363, AND -590.

ALSO MODIFIES 1063-1-63-411 AND -572.

ALSO MODIFIES 1063-63-1SIS-RD68.

ALSO MODIFIES 1063-63-ISIS-R071,

-R072, AND -R073.

ALSO MODIFIES 1074-A060-74-001 AND

1063-A435-01-001

ALSO MODIFIES 1070-70-1CC-R025

COMMENTS

4(v-



Page No.

05/17/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Atta6hed NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

====NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

D-05620-01

D-05620-01

D-05620-01

D-04602-01

D-04602-01

92- 228 D-04602-01

D-04602-01

D-04602-02

D-04602-02

D-04602-02

D-04602-02

D-04602-02

D-00278-06

D-08693-01

D-00278-07

D-16473-03

D-04584-01

92- 241 D-04584-01

92- 242 D-04584-01

1072-437- 3- 3

1062-555-18- 27

1072-437- 5- 25

1062-406- 3- 7

1062-62-1CVC-R 35

1062-62-1CVC-R 56

1062-62-1CVC-R 36

1062-62-1CVC-R 57

1062-62-1CVC-R 58

1062-62-1CVC-R 74

1062-62-1CVC-R 77

1062-62-1CVC-R 64

1063-435- 8- 60

1063-1-63-340

1063-435- 9- 61

1059-492- 1- 35A

1062-1-62A- 19

1062-1-62A- 16

1062-1-62A- 13

REPLACED BASEPLATE AND ANCHORS

REPLACED SUPPORT

REPLACED ANCHORS, BASEPLATE, STRUT AND

CLAMPS.

REPLACED BASEPLATE

REPLACED STRUT AND ADDED NEW SUPPORT

MEMBER

TRIMMED BASEPLATE AND CHANNEL TO ALLOW

ADDITIONAL CLEARANCE

DELETED SUPPORT

RECONSTRUCTED SUPPORT USING A TWO

STRUT CONFIGURATION

REPLACED STRUT

REPLACED BASEPLATE

REPLACED STRUTS

REPLACED STRUTS

DELETED SUPPORT ALSO DELETES 1063-A435-08-064, -067,

-068, -070

MODIFIED SUPPORT

DELETED SUPPORT

MODIFIED SUPPORT

ENLARGED HOLES IN BASEPLATE TO ALLOW

INSTALLATION OF LARGER ANCHORS.

MODIFIED SUPPORT BY REMOVING EXISTING

BASEPLATE AND INSTALLING NEW

BASEPLATE, ANCHORS AND STIFFENERS.

MODIFIED SUPPORT BY ADDING NEW

BASEPLATE, ANCHORS, KICKER AND

ALSO DELETES 1063-A435-09-068

5%, 'ý-
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

DESCRIPTION

OF

NUMBER DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

-====NUMBER=====

92- 243 D-05709-04

92- 244 D-05709-04

92- 245 D-05709-04

92- 246 D-05709-04

1074-74-1RHR-R 22

1074-74-1RHR-R 26

1074-74-1RHR-R 34

1074-74-1RHR-R 37

ENLARGED HOLES IN BASEPLATES FOR

LARGER ANCHORS.

ALSO MODIFIES 1074-74-1RHR-R033.

REMOVED BASEPLATE, ANCHORS, REAR

BRACKET AND DAMATED SWAY STRUT AND

INSTALLED NEW BASEPLATE, ANCHORS, REAR

BRACKET AND SWAY STRUT.

CUT EXISTING REAR BRACKET FROM

BASEPLATE. INSTALLED NEW BASEPLATE

AND ANCHORS. WELDED REAR BRACKET BACK

TO NEW BASEPLATE.

MODIFIED SUPPORT BY CUTTING EXISTING

REAR BRACKET FROM W6x15.5. REMOVED

W6x15.5 AND INSTALLED TUBE STEEL AND

PLATED. WELDED SNUBBER REAR BRACKET

BACK IN PLACE.

92- 247 D-04665-01

92- 248 D-04642-05

92- 249 D-04667-14

92- 250 D-04599-01

92- 251 D-05724-02

92- 252 D-04594-02

92- 253 D-04667-07

92- 254 D-04667-06

92- 255 D-04515-05

1063-435- 1- 9

1063-1-63-358

1074-432- 1- 6

SES #0945

1074-74-1RHR-R170

1062-1-62A-805

1063-63-1SIS-R203

1063-63-1SIS-R165

1001-400- 7- 31

PIPE SUPPORT MODIFICATIONS. ALSO MODIFIES 1063-63-1SIS-R034,

1063-63-1SIS-R040.

PIPE SUPPORT MODIFICATIONS AND REMOVAL ALSO MODIFIES 1063-1-63-359,

OF DENTS ON ADJACENT PIPING. 1063-1-63-360 AND 1063-1-63-361.

MODIFIED PIPE SUPPORTS.

REMOVE SURFACE DEFECT IN PIPING. NO

WELD REPAIR REQUIRED.

MODIFY SUPPORTS PER APPLICABLE DCA'S.

REPLACED STRUT, CLAMP AND STRUCTURAL

MEMBERS

PIPE SUPPORT MODIFICATIONS.

PIPE SUPPORT MODIFICATIONS.

MODIFY SUPPORTS

ALSO MODIFIES 1074-A432-01-007 AND

1072-A437-01-017.

ALSO MODIFIES 1062-1-62A-806.

ALSO MODIFIES 1063-63-1SIS-R206,

-R207, -R218, AND -R219.

ALSO MODIFIES 1063-63-1SIS-R173,

-R174, -R175, AND -R181.

ALSO MODIFIES 1001-A400-07-039 AND

-047.

ý (G-



WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT
----------------------------================

92- 256 D-04734-02

92- 259 D-14941-02

92- 260 D-04621-02

92- 261 D-04667-09

92- 262 D-04625-01

92- 263 D-04593-01

92- 266 D-04642-08

92- 267 92-06416-00

92- 268 D-04587-01

92- 269 D-14941-03

92- 270 D-00909-01

92- 271 D-05709-07

1062-62-1CVC-R 14

1003-060- 3- 11

1062-060-62- 14

1063-63-1SIS-R230

1062-060-62- 21

1062-1-62A-339

1063-1-63-353

1-HTX - 74 - 31 -B

1062-1-62A-102

1003-060- 3- 11

1001-400- 6-182

1074-74-1RHR-R 96

MODIFY SUPPORTS PER DCA.

MODIFY SUPPORTS PER DCA.

MODIFY SUPPORTS PER DCA.

MODIFY SUPPORTS PER DCA.

MODIFY SUPPORTS PER DCA.

MODIFY SUPPORTS PER DCA.

ADDED WELD METAL

REPLACED SHELL TO BONNET FLANGE AND

INLET/OUTLET SHELL FLANGE BOLTING.

MODIFIED SUPPORTS PER DCA.

MODIFIED SUPPORTS PER DCA.

INSTALL NEW STRUT AND CLAMP.

MODIFY SUPPORTS PER DCA.

ALSO MODIFIES 1062-62-1CVC-R018, and
-R021.

ALSO MODIFIES 1003-A060-03-009.

ALSO MODIFIES 1062-A060-62-100,

1062-62-1CVC-R137, -R143, AND -R144.

ALSO MODIFIES 1063-63-1SIS-R232,

1063-63-ISIS-R246, AND

1063-63-ISIS-R248.

ALSO MODIFIES 1062-62-1CVC-R245, AND

1062-62-1CVC-R248.

ALSO MODIFIES 1062-1-62A-340,

1062-1-62A-341, 1062-1-62A-345, AND

1062-1-62A-348.

ALSO MODIFIES 1062-1-62A-107,
1062-1-62A-109, AND 1062-1-62-110.

ALSO MODIFIES 1003-A060-03-09, AND

1003-A060-03-010.

ALSO MODIFIES 1074-74-1RHR-R098,
1074-74-1RHR-R124, 1074-74-1RHR-R131,

AND 1074-74-1RHR-R125.

92- 275 D-04608-01

92- 276 D-15790-01

92- 276 D-14941-20

1062-62-1CVC-R209

1062-406-18- 1

1070-060-70- 16

MODIFIED SUPPORT.

MODIFIED SUPPORT.

DRILLED AND REAMED OUT HOLES IN REAR

PLATE.

ALSO AFFECTS 1062-A406-18-002. THIS
TRACKING NUMBER MISTAKENLY ISSUED

TWICE.

THIS TRACKING NUMBER MISTAKENLY ISSUED

TWICE.

Page No.

05/17/96

NIS-2

TRACKING

NUMBER
COMMENTS
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number
--------------------------------------------------------------

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
----------------------------------------------------------===================

92- 277 D-06108-02

92-XO01 D-04641-01

92-X002 D-04641-01

92-XD03 D-04641-01

1070-464-20- 3

1063-435- 8- 35

1063-1-63-571

1063-1-63-289

INSTALLED NEW BASE PLATE, ADDED WELDS, ALSO AFFECTS SUPPORTS

RESET SPRING CAN. 1070-A464-20-004, -020, -021 AND -022.

REPLACED CLAMP AND RELOCATED CLAMP

ATTACHMENT LOCATION ON PIPE. REPLACED

REAR BRACKET ALSO.

REPLACED BP PARTS 2540-.35 AND

2650-.35 WITH 2420-.65 AND 6202-.7.

REMOVED AND REPLACED ONE PIECE OF

EXISTING 3X3X3/16 TUBE STEEL.

REPLACED ANCHORS, BASEPLATE AND A

PIECE OF 2X2X1/4 TUBE STEEL.

93- 1 D-00278-08 1063-1-63- 30 HANGER MODIFICATION.

93- 2 D-00278-05

93- 3 D-14941-18

1063-435- 7- 62

1070-060-70- 8

93- 4 92-13294-00 1074-432- 1- 34

93- 5 08-16255-63

93- 8 D-06020-01

1062-62-1CVC-R200

1081-492- 2- 11

93- 9 D-14941-08 1070-060-70- 9

93- 10 D-14941-01

93- 11 D-04591-09

1062-1-62 -498

1062-1-62A-240

REMOVED DELETED SUPPORTS

DRILLED PLATES (REAR) TO ALLOW WELD

REMOVAL FROM PIPE.

REPLACED EXISTING BP304 CLAMP WITH

BP6150 CLAMP.

REPLACED ONE PADDLE ON STRUT

INCREASE ANCHOR BOLT SIZE AND

STRUCTURAL TUBING SIZE

MODIFIED REAR PLATE FOR FUSION

INVESTIGATOIN.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

Also affects 1063-A435-7-63, -7-64,

and -7-65.

Also affects 1070-060-70- 10.

ALSO AFFECTS SUPPORT 1070-A060-70-024.

ALSO AFFECTS SUPPORT 1063-1-63-102,

1063-1-63-416, 1063-1-63-492.

ALSO AFFECTS SUPPORT 1062-1-62A-241,

-242, -246, -247, AND FLUSH GRINDING

WELDS 1-0628-D035-11 AND -12

PREPARATORY TO PERFORMING PSI NDE.

THE GRINDING IS NOT A REPAIR OR

REPLACEMENT.

93- 12 D-03631-02 1074-74-1RHR-V121 DELETED SUPPORT.

NIS-2

TRACKING

NUMBER

9 fv-
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NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

-======= =NUMBER=====

D-15486-02

93- 14 D-15486-01

D-04586-02

D-04592-02

D-04667-15

D-04667-13

D-16152-04

D-14941-28

93-00125-00

93-00133-00

D-16461 -03

D-14941-27

93- 25 D-14941-35

93- 26 D-04667-11

1-PMP - 62 - 104 -B

1-PMP - 62 - 108 -A

1062-1-62A- 89

1062-1-62A-315

1063-63-1SIS-R226

1074-432- 2-

2062-406- 1-

1062-060-62-

1070-060-70-

2070-060-70-

1062-555-18-

1062-060-62-

1062-060-62- 3

1063-63-ISIS-R274

ADD WELD METAL TO ALIGNMENT AND

CENTERING PIN OF CHARGING PUMP 1B-B

SUPPORTS

ADD WELD METAL TO ALIGNMENT AND

CENTERING PIN OF CHARGING PUMP IA-A

SUPPORTS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ALSO AFFECTS SUPPORTS 1062-1-62A-095,

-097, -075 AND -096.

ALSO AFFECTS SUPPORTS 1062-1-62A-316

AND -317.

ALSO AFFECTS SUPPORTS

1074-A432-01-005, 1074-A432-01-0241

AND 1074-A432-01-025.

SUPPORT MODIFICATIONS ALSO AFFECTS SUPPORTS 1U04-A
AND 1072-A437-01-015.

DELETED SUPPORTS ALSO AFFECTS SUPPORTS 2062-A

AND 2062-A435-25-002.

MODIFIED SUPPORTS ALSO AFFECTS SUPPORTS

1062-A060-62-017.

REPAIR REAR PLATE WELD

REPLACEMENT OF ANCHOR REAR PLATE

DEFECTIVE WELD

1 DELETE THIS SUPPORT AND MODIFY

1062-555-18-16-2

REMOVED INADVERTENT SEAM WELD BETWEEN

PIPE AND REAR PLATE WHICH HAD BEEN

FUSED TO THE PIPE IN ERROR.

SUPPORT MODIFICATION - ADDED STIFFENER Also affects 1062-1-62A-876

PLATE.

MODIFIED SUPPORT

•406-01-018

ALSO AFFECTS SUPPORTS
1063-63-ISIS-R281, -V132, -V134 AND

-V136.

COMMENTS
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WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT

====NUMBER=====

93- 27 D-14941-26

93- 27 D-04624-01

1062-060-62- 1 REMOVE INADVERTANT SEAL WELDS.

1062-62-1CVC-R158 SUPPORT MODIFICATIONS

COMMENTS

ALSO AFFECTS SUPPORTS

1062-A060-62-006. DUPLICATE TRACKING

NUMBER ISSUED BY MISTAKE.

ALSO AFFECTS SUPPORTS

1062-62-1CVC-R159. DUPLICATE TRACKING

NUMBER ISSUED BY MISTAKE.

D-16461-09

D-05595-01

D-14941-29

D-04595-01

D-04595-01

D-04595-01

D-16460-05

D-04535-03

D-04535-03

D-04535-03

93- 40 D-04535-03

93- 41 D-16460-15

1062-555-18- 18-

1061-462- 8- 3

1062-1-62A-170

1062-406- 6- 4

1062-1-62A-854

1062-1-62A-613

1062-406- 2- 35A-1

1003-427- 5- 3

1003-1-038- 79

1003-1-03B- 80

1003-427- 5- 2

3 DELETED SUPPORT.

DELETED SUPPORT

BASE METAL DEFECT EVALUATION.

ADDED FRICTION ANCHORS.

ADDED SHIM PLATES.

INCREASED BASE PLATE SIZE, ADDED WEDGE

BOLTS, REPLACED SSDS WITH UNDERCUT

ANCHOR.

SUPPORT DELETED.

ADDED TUBE STEEL BRACE.

ADDED WELD TUBE STEEL TO BASEPLATE

ADDED NEW BASEPLATE, BEAM ATTACHMENT

AND ANCHOR BOLTS

REPLACED SNUBBER AND OTHER SUPPORT

COMPONENTS.

1062-435-20- 3 -462 MODIFIED SUPPORTS.

ALSO AFFECTS 1062-A406-06-063.

ALSO AFFECTS 1062-1-62A-869.

ALSO AFFECTS 1062-435-020-002-462 AND
-465.

1062-435-20-

1062-435-20-

1062-435-20-

1063-1-63-250

2 -463

5 -401

4A-446

DELETED SUPPORT

DELETED SUPPORT.

MODIFIED SUPPORTS

ADDED STIFFENER PLATES.

ALSO AFFECTS -005-403 AND -005-521.

Also affects 1063-1-63-586.

NIS-2

TRACKING

NUMBER

D-16460-15

D-16460-17

D-16460-17

D-14941-38
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Index of Attached NIS-2s

Sorted by Tracking Number
----------------------------------------------------------------

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
-------------------------------------------------------------===================

93-00496-00

D-14941-41

D-05724-03

93- 49 D-05724-03

D-14941-36

D-14941-37

D-16460-16

D-16460-16

D-05709-11

D-15586-01

93- 56 D-04591-08

93- 57 D-16152-07

D-16152-07

D-04720-02

D-04667-05

D-16460-13

D-20761-18

92-05146-00

93- 66 D-04715-01

1015-400- 6-101

1074-060-74- 5

1074-74-1RHR-R20

1074-74-1RHR-R19

1074-060-74-

1063-060-63-

1062-435-20-

1062-435-20-

1074-74-1RHR-R 63

1-TANK- 63 - 46

1062-406- 7- 1

2062-060-62-113

2062-435-25- 4

1062-1-62A-326

1063-63-1SIS-R126

I-FLTR- 62 - 4/18

1063-63-1SIS-R 43

1067-060-67- 26

1074-432- 1- 31

REPLACED NPS 4 PIPE CLAMP.

MODIFIED REAR PLATE ON BOX ANCHOR

0 REPLACED EXISTING SNUBBER AND CLAMP

WITH HIGHER LOAD RATED SNUBBER AND

CLAMP

9 REMOVED ENTIRE EXISTING SUPPORT AND

REBUILT SUPPORT WITH NEW MATERIAL.

REMOVED INADVERTANT SEAM WELD.

REWORKED REAR PLATE ON BOX ANCHOR

-466 MODIFIED SUPPORTS

-468 DELETED SUPPORTS

INSTALLED NEW STRUT AND END BRACKET

REPLACED BOLTS AND NUTS IN THE RWST

MANHOLE COVER.

HANGER MODIFICATIONS

ADDED KICKER WITH PASE PLATE AND

ANCHORS AND STIFFNER PLATE.

ADDED SHIM PLATE.

SUPPORTS DELETED.

SUPPORT MODIFICATIONS.

RELOCATED ASME NAME PLATE.

SUPPORT MODIFICATIONS

EXCAVATED WELD AND PERFORMED REPAIR

WELD.

SUPPORT MODIFICATIONS

ALSO AFFECTS -003-467 AND -004C-

ALSO AFFECTS -004C-457

Also affects 1062-A406-7-2, -6, and
-7.

ALSO AFFECTS -328, -329, AND -384.

ALSO AFFECTS -R152, -R153, -R155, AND

-R162.

ALSO AFFECTS -R206 AND -R114.

Also affects 1063-63-ISIS-R216 and

1063-A435-3-14

NIS-2

TRACKING

NUMBER
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WBN - ASME Section XI Repair/RepLacement Program

Index of Attached NIS-2s

Sorted by Tracking Number
---------------------------------------------------------------

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

....... ==.===NUMBER=====

93- 68 D-04592-06

A-670062

D-04602-05

D-18202-06

92-22920-03

D-05698-16

D-05709-09

93- 76 D-16460-25

AFFECTED COMPONENT

1062-1-62A-302

1-DRV - 3 - 593

1062-62-1CVC-R 59

1063-435- 1- 58

1-FCV - 74 - 9

1063-435- 1- 2

1074-74-1RHR-R224

48N1221-7(MK 1)

DESCRIPTION

OF

REPAIR/REPLACEMENT

SUPPORT MODIFICATIONS

REPLACE STEM AND DISK ASSEMBLY

SUPPORT MODIFICATIONS

ADD NEW SUPPORTS

DRILLED PRESSURE RELIEF HOLE IN ONE OF

THE TWO DISCS

DELETED SUPPORT.

SUPPORT MODIFICATIONS.

REPLACED BASEPLATE AND ANCHORS

COMMENTS

ALSO AFFECTS 1062-1-62A-307, -310,

-314, AND -316.

ALSO AFFECTS I-DRV-3-594

ALSO AFFECTS 1062-62-1CVC-R133 AND

1062-A406-03-043

ALSO AFFECTS 1063-A435-01-068

ALSO AFFECTS 1074-74-1RHR-R035.

ALSO AFFECTS.1074-74-1RHR-R225, -R228,

-R223, AND -V038.

Affects support 48N1221-7 (MK 1) for

both the 1A and the 1B seat water

injection fitters.

93- 78 D-16460-19

93- 79 D-16152-03

D-16460-20

D-05698-13

D-04591-04

93- 83 D-04591-04

1-FLTR- 62 - 04/1A

2062-62-2CVC-R 29

1062-1-62A-121

1074-74-1RHR-R

1062-1-62A-256

1062-1-62A-534

RELOCATED THE ASME NAMEPLATE TO ALLOW

ATTACHMENT OF SUPPORT 1062-406-2-19-6.

DELETED SUPPORT.

MODIFIED SUPPORTS

MODIFIED SUPPORTS

INSTALLED NEW FRICTION ANCHOR, 2 SWAY

STRUTS AND ADDITIONAL TUBE STEEL.

REPLACED EXISTING SNUBBBER WITH LARGER

SNUBBER, ADDED TUBE STEEL BASEPLATE,

ANCHORS AND PIPE CLAMP.

ALSO AFFECTS 2062-62-2CVC-R032 AND
2062-A406-01-016.

ALSO AFFECTS 1062-1-62A-134.

ALSO AFFECTS 1063-A435-01-050

93- 84 D-16152-02

D-04601-02

D-04621-01

2062-62-2CVC-R 15

1062-060-62-143

1062-62-1CVC-R138

DELETED SUPPORT ALSO DELETES 2062-62-2CVC-R020, -R022

AND -R026.

ADDED FRICTION ANCHORS TO SUPPORT.

MODIFY SUPPORTS ALSO DELETES 1062-62.-lCVC-R147, -R150,
AND -R170.
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WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

---------------------------------------------------------------

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-======= =NUMBER=====

92-22920-02

92-22920-01

92-22920-00

D-18202-07

D-17667-03

D-04585-01

D-04636-01

D-05709-03

D-04636-06

D-16459-05

D-04535-05

D-04623-02

D-07886-04

D-04593-02

D-16448-04

D-16448-04

D-05792-02

1-FCV - 74 - 8A

1-FCV - 74 - 2B

1-FCV - 74 - 1A

1063-435- 1- 59

1068-1-68- 1

1062-1-62A- 34

1062-435-10- 42

1074-74-1RHR-R 12

1063-1-63-523

1063-1-63-256

1003-1-03A-403

1062-62-1CVC-R225

1062-1-62 -271

1062-1-62A-356

1067-450-22-lEB-

1067-450-22-lEB-

1068-1-68- 20

DESCRIPTION

OF

REPAIR/REPLACEMENT

DRILLED PRESSURE RELIEF HOLE IN ONE

DISC.

DRILLED PRESSURE RELIEF HOLE IN ONE

DISC.

DRILLED PRESSURE RELIEF HOLE IN ONE

DISC.

ADDED NEW SUPPORTS.

SET SPRING CAN AND REPLACED ITEM NO. 8

SUPPORT MODIFICATIONS

ADDED WELD METAL

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT

SUPPORT

SUPPORT

SUPPORT

REPLACE

SUPPORT

SUPPORT

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

PIPE CLAMP

DELETED

MODIFICATIONS

COMMENTS

ALSO ADDS 1063-A435-01-060, -061, AND
-062.

ALSO AFFECTS 1068-1-68-005.

ALSO AFFECTS 1062-1-62A-067, -063,fl

-066.U

ALSO AFFECTS 1074-74-1RHR-R052, -R005,

-R007, -R017, AND -R020.

ALSO AFFECTS 1063-1-63-262,

1063-A435-26-001, 1063-A435-07-050,

AND 1062-1-63-253.

ALSO AFFECTS 1003A-1-03A-405,

1003A-1-03A-425, AND 1003A-1-03A-426.

ALSO AFFECTS 1062-A555-10-029.

ALSO AFFECTS 1062-1-62A-358, -359,

-361, AND -362.

ALSO AFFECTS 1068-1-68-043, -044, AND
1062-1-62A-331.



Page No.

05/17/96

NIS-2

TRACKING

NUMBER

93- 105

93- 106

93- 107

93- 108

93- 109

93- 110

93- 111

93- 112

93- 113

93- 114

93- 117

93- 118

93- 119

93- 120

93- 120

93- 121

93- 122

12

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

D-00278-01

D-00278-04

D-16461-11

D-04633-04

D-00278-105

D-00278-106

92-12113-00

D-05709-10

D-04593-05

93-06800-00

92-22911-01

92-22911-02

92-22911-03

08-16311-37

93-06915-00

D-04602-09

D-16448-19

1063-060-63- 92 SUPPORT MODIFICATIONS

1063-060-63- 94 SUPPORT MODIFICATIONS

1062-406- 2- 3- 3 SUPPORT MODIFICATIONS

1063-1-63- 64 SUPPORT MODIFICATIONS

1063-435- 8- 61 SUPPORTS REMOVED/DELETED

1063-435- 6- 60 SUPPORTS REMOVED/DELETED

1063-435- 7- 51 REPLACE CLAMPS

1072-437- 2- 9 SUPPORT MODIFICATIONS

1062-1-62A-348 SUPPORT MODIFICATIONS

1074-74-1RHR-R218 CUT AND WELD PROPER LENGTH FOR NEW

STRUT AND REPLACED STRUT

1-FCV - 63 - 11B DRILLED PRESSURE RELIEF HOLE IN ONE OF

THE TWO WEDGES.

1-FCV - 63 - 156A DRILLED PRESSURE RELIEF HOLE IN ONE OF

THE TWO WEDGES.

1-FCV - 63 - 157B DRILLED PRESSURE RELIEF HOLE IN ONE OF

THE TWO WEDGES.

1062-62-1CVC-R166 REPLACED HANGER ROD AND EYE NUT

1063-63-1SIS-R189 REPLACED BENT STRUT.

1062-62-1CVC-R115 SUPPORT MODIFICATIONS.

1067-450-222-lEB- 3 SUPPORT DELETED

ALSO AFFECTS 1063-A060-63-093.

ALSO AFFECTS 1063-A060-63-095.

ALSO AFFECTS 1063-A435-08-062, -063,

-069, AND -065.

ALSO AFFECTS 1063-A435-07-061, AND

-066.

ALSO AFFECTS 1063-A435-01-012.

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR.

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR.

ALSO AFFECTS 1062-62-1CVC-R116, -R117,

AND -R118.

ALSO AFFECTS 1068-1-68-433.

WBN - ASME Section XI Repair/Replacement Program

Index of Attachýd NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
----------------------------------------------------------====================

1068-1-68-43293- 123 D-06034-02 DELETED SUPPORTS

I ýv-
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Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

D-00278-02

92-12508-00

D-05792-10

D-04636-05

D-00278-03

D-04592-05

D-04593-04

D-04592-04

93- 132 92-14534-00

D-00278-101

D-00278-104

D-04602-06

93-04762-00

0-05698-01

D-04591-12

D-16465-01

D-16465-02

D-05595-03

D-04592-01

93- 144 D-04684-01

AFFECTED COMPONENT

1063-060-63- 96

1063-435- 8- 52

1068-406- 9- 56

1063-1-63-165

1063-060-63

1062-406- 9- 52

1062-1-62A-557

1062-406- 9- 48

1062-62-1CVC-R142

1063-435- 6- 64

1063-435- 9- 60

1062-62-1CVC-R 64

1063-1-63-147

1063-63-"SIS-R 24

1062-1-62A-263

1061-462-12- 1

1061-462-13- 1

1061-462- 8- 85

1062-1-62A-292

1003-1-03A-482

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

INSTALLED NEW SUPPORTS

REPLACED CLAMP.

SUPPORT MODIFICATIONS.

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

MODIFICATIONS.

MODIFICATIONS.

MODIFICATIONS.

MODIFICATIONS.

MODIFICATIONS.

REPAIRED EXISTING SUPPORTS BY ADDING

WELD METAL.

DELETED SUPPORT

DELETED SUPPORTS

REPLACED ANGLE MEMBER WITH NEW TUBE

STEEL.

REPAIRED BY ADDITION OF WELD METAL.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORTMODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

ALSO AFFECTS 1063-A060-63-097

ALSO AFFECTS 1068-A406-09-057 AND

-058, AND 1062-1-62A-319.

ALSO AFFECTS 1062-A406-09-053.

ALSO AFFECTS 1062-1-62A-560 AND -563.

ALSO AFFECTS 1062-A406-09-049, -01

AND -051.

ALSO AFFECTS 1062-62-1CVC-R151.

ALSO AFFECTS 1063-A435-09-067.

ALSO AFFECTS 1074-74-1RHR-R048.

ALSO AFFECTS 1062-1-62A-264 AND -536.

ALSO AFFECTS 1061-A462-12-005.

ALSO AFFECTS 1062-1-62A-306, -293d

-312, AND -313.

ALSO AFFECTS 1003A-1-03A-495.
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index of Attached NIS-2s

Sorted by Tracking Number

IMPLEMENTING

DOCUMENT

====NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

D-05709-12

D-16448-13

D- 16448-29

D-04641-02

D- 16447-01

D-13221-01

93-05788-00

93-05788-01

D-04591-06

92-22911-00

D-04588-02

D-04734-01

93- 158 D-04593-03

D-04591-03

D-04684-01

D-17667-04

93- 162 D-06034-10

1063-435- 1- 73

1067-450-22- 46

1067-450-22- 36

1063-1-63-288

1003-401-1-NP- 9- 70

1072-437- 5-CB1- 22

1-FCV - 74 - 28

1-FCV - 74 - 28

1062-1-62A-260

1-FCV - 63 - 8A

1062-1-62A-149

1062-060-62- 11

1062-1-62A-364

1062-1-62A-533

1003-401- 7- 35

1068-1-68- 2

1068-1-68- 80

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

REPAIR BY ADDITION OF WELD METAL.

SUPPORT INSPECTIONS (BOLTING MATERIAL)

REPLACED NUTS FOR FLANGE CONNECTION.

REPLACED NUTS FOR FLANGE CONNECTION.

SUPPORT MODIFICATIONS.

DRILLED HOLE IN ONE GATE OF VALVE.

INCREASED WELD SIZES.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

ALSO AFFECTS 1067-A450-22-048.

ALSO AFFECTS 1067-A450-22-040 AND

-047.

ALSO AFFECTS 1003-401-1-NP-10-070

ALSO AFFECTS 1072-W427-05-CB1-023,

-024, -025, -026, -027, AND -028.

ALSO AFFECTS 1062-1-62A-270 AND

1062-A406-07-137.

Also affects 1062-62-1CVC-R15,

1062-62-1CVC-R1, and 1062-A406-1-6.

During closure review,

1062-62-1CVC-R15 was determined to be

a Class G support and was removed from

the scope of this NIS-2.

ALSO AFFECTS 1062-1-62A-370, -378,

-386, AND -388.

ALSO AFFECTS 1062-1-62A-254 AND -255.

ALSO AFFECTS 1068-1-68-003, -004 AND

-006

ALSO AFFECTS 1068-1-68-093, -094 AND

-096.

NIS-2

TRACKING

NUMBER C0OMMENTS

nLý-
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Index of Attached NIS-2s

Sorted by Tracking Number

----------------------------------------------------------------

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

======== ====NUMBER=====

93- 163 92-15969-00

93- 164

93- 165

93- 166

93- 167

93- 168

93- 169

D-18401-02

D-16157-01

D-12664-01

D-04584-02

D-16449-33

D-06034-01

D-06263-01

D-16449-28

D-03351-01

D-04591-05

93-09574-00

93-12581-00

D-16449-17

D-06181-02

D-16448-30

D-16448-14

D-16448-31

D-16449-36

AFFECTED COMPONENT

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS

1001-555- 7- 5-2293 Added shim to obtain clearance for

hanger H-555-7-5-2293

1003-1-03A-203 SUPPORT MODIFICATIONS.

1-ISLS-997 -0568 BASE METAL REPAIR

1003-1-03A-408 SUPPORT MODIFICATIONS.

1062-1-62A- 21 SUPPORT MODIFICATIONS.

1067-450-22-192 SUPPORT MODIFICATIONS.

1068-1-68-115 SUPPORT MODIFICATIONS.

1068-1-68- 42 SUPPORT MODIFICATIONS.

1067-450-22-lCJ- 1 SUPPORT MODIFICATIONS.

1063-1-63-600 SUPPORT MODIFICATIONS.

1062-1-62A-262 SUPPORT MODIFICATIONS.

1063-1-63- 11

1063-435- 8- 54

1067-450-22- 61

1070-1-70-170

1067-450-22-173A

1067-450-22- 83

1067-450-22-142

1067-450-22-137

1-HTX - 74 - 30A

REPLACED DAMAGED SNUBBER.

REPLACED CLAMPS

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

ALSO AFFECTS

ALSO AFFECTS

ALSO AFFECTS

-426.

1003A-1-03A-424.

1062-A406-08-056.

1068-1-68-416, -422, AND

ALSO AFFECTS 1068-1-68-046 AND -047.

ALSO AFFECTS 1067-A450-22-1CJ-2,

1067-A450-22-1DO-8 AND

1067-A450-22-1Z-9.

ALSO AFFECTS 1062-1-62A-269. -624,
-625 AND 1062-A406-07-003.

Also affects 1067-450-22-63.

ALSO AFFECTS 1067-A450-22-084 AND

-090.

ALSO AFFECTS 1067-A450-22-179.

93- 182 93-07399-00 REMOVED DIMPLE
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WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

====NUMBER=====

93- 183 D-04532-01

93- 184 93-10472-00

D-04588-01

D-04667-12

D-16449-27

D-12673-01

D-16449-32

92-22911-04

D-04637-01

D-04637-01

93-01377-00

D-05636-01

D-04529-03

D-04521 -01

D-12671-01

93-07531-00

D-17533-02

93- 200 D-16449-37

93- 201 D-04528-05

AFFECTED COMPONENT

1003-1-03A-566

1-HTX - 62 - 66

1062-406- 6- 64

1063-63-1SIS-V145

1067-450-22-150

1063-63-1SIS-R212

1067-450-22- 8

I-FCV - 63 - 1728

1063-1-63-201

1063-1-63-549

1061-462- 8- 86

1003-1-03A-423

1068-1-68-363

1003-427- 3- 4

1063-1-63-209

1063-1-63-366

1070-1-70-170

1067-450-22-139

1003-1-03A-360

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT MODIFICATIONS ALSO AFFECTS 1003A-1-03A-567 AND

1003-A401-9-6.

REPLACE SHELL TO BONNET FLANGE

BOLTING.

DELETED SUPPORT.

SUPPORT MODIFICATIONS

SUPPORT

SUPPORT

ALSO AFFECTS 1063-63-1SIS-V163, -R177,

AND -R243.

MODIFICATIONS.

MODIFICATIONS.

SUPPORT MODIFICATIONS

DRILLED PRESSURE RELIEF HOLE IN ONE

DISC.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED PIPE CLAMP.

DELETED SUPPORT.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS

REPLACED TUBE STEEL

REPLACED REAR BRACKET.

REMOVED AND REPLACED STIFFENENR (ITEM

7 ON BILL OF MATERIAL)

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

ALSO AFFECTS 1063-63-1SIS-R107, -R11O,

-V117, AND -V223.

ALSO AFFECTS 1063-1-63-211 AND -226.

ALSO AFFECTS 1063-1-63-533 AND -197.

Also affects 1068-1-68-364.

Also affects 1003-03B-1AFW-R195

ALSO AFFECTS 1067-A450-22-135 AND

-136.

ALSO AFFECTS 1003A-1-03A-361.
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Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-NUMBER=====

D-04632-09

D-04534-03

D-04520-02

D-04536-02

D-04592-07

D-03347-04

93-13313-01

D-04537-02

D-04520-03

D-05636-02

D-16449-25

D-16449-26

08-16663-37

D-04529-12

D-06034-03

D-16449-34

D-16448-16

1063-1-63- 20

1003-1-03A-464

1003-03B-1AFW-R182

1001-400- 6-277

1062-406- 9- 52

1067-450- 4- 54

1-FCV - 63 - 3.

1001-400- 6-130

1003-427- 3- 8

1003-401- 7- 30

1067-450-22-133

1067-450-22-124

1-ACUM- 63 - 3

1003-1-03A-488

1068-465- 2- 66

1067-450-22-162

1067-450-22- 73

DESCRIPTION

OF

REPAIR/REPLACEMENT
-UPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODI FICAT IONS,

ADDED ITEM 8 FROM BILL OF MATERIAL TO

SUPPORT.

REPLACED VALVE DISK.

SUPPORT MODIFICATIONS

REPLACED SNUBBER WITH STRUT.

REINSPECTED SUPPORT PER UNSATISFACTORY

IS-M-90-07127.

SUPPORT MODIFICIATIONS.

SUPPORT MODIFICIATIONS.

REMOVE RUST, CLEAN INTERIOR AND

REPLACE MISSING OR DAMAGED BOLTING.

REMOVED EXISTING SUPPORT AND REPLACED

WITH NEW DESIGN.

NEW SUPPORT

ADDED SHIM PLATES

MODIFIED SUPPORTS

COMMENTS

ALSO AFFECTS 1063-1-63- 33 AND

1063-1-63-454.

ALSO AFFECTS 1003B-1-03B-003,

1003B-A427-05-O01, AND.

1003B-1-03B-035.

ALSO AFFECTS 1003-A427-03-007.

ALSO AFFECTS 1001-A400-06-401, -257,

AND -400.

Is
ALSO AFFECTS 1015-A400-06-118 AND

-119.

ALSO AFFECTS 1067-A450-227138.

ALSO AFFECTS 1067-A450-22-125, -126,

-127, -128, -129, -130, AND -131.

ALSO AFFECTS 1068-A465-02-067,

1068-1-68-420, AND 1068-1-68-419. A



Page No.

05/17/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

-NUMBER=====

93- 220

93- 221

D-17533-13

D-04683-03

93- 222 D-05922-02

93- 223 D-04633-03

D-06012-01

D-04667-17

D-05792-01

D-04529-14

93-03512-00

D-04683-01

93-07819-00

D-04632-15

93- 232 D-15640-01

D-04689-02

93-05733-00

93-05469-00

D-04529-13

D-15641-01

93- 238 D-15643-01

1062-1-62A- 23

1003-401- 7- 31

1074-1-74- 4

1063-1-63- 47

1001-400- 1- 32

1063-435- 3- 4

1062-060-62- 65

1003-401- 7- 12

1-DRY - 3 - 501

1003-1-03A-367

1063-63-1SIS-R171

1063-435- 5- 1

1001-400-11- 38

1003-427- 5- 23

1063-63-1SIS-R140

1062-1-62 - 38

1003-401- 7- 11

1001-400-11- 41

1001-400-11- 52

REMOE/REINSTALL SUPPORT

REMOVED AND REPLACED THE ENTIRE

SUPPORT

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS.

ALSO AFFECTS 1074-1-74-5 AND

1074-1-74-22.

ALSO AFFECTS 1063-1-63-72,

1063-1-63-83, AND 1063-A435-8-88.

SUPPORT MODIFICATIONS.

ADDED WELD METAL BETWEEN ITEMS 1 AND 7

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

INSTALLED NEW STEM ASSEMBLY IN VALVE DUPLICATE NUMBER ISSUED IN ERROR.

(INCLUDES A NEW DISC)

SUPPORT MODIFICATIONS

REPLACED BENT HANGER ROD

MODIFIED SUPPORTS

DUPLICATE NUMBER ISSUED IN ERROR.

ALSO AFFECTS 1063-A435-7-54,

1063-A435-7-60, AND 1063-1-63-417.

INSTALLED NEW PIPE CLAMP AND WELDED

LUG PLATES.

INSTALLED NEW SUPPORT

REPLACED RIGID STRUT.

ADDED SHIM PLATE BY WELDING.

INSTALLED NEW SUPPORT

INSTALLED NEW PIPE CLAMP WITH LUG

PLATES.

INSTALLED NEW PIPE CLAMP WITH LUG

PLATES.

I 0 F

COMMENTS
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

=NUMBER=====

93- 239 D-04538-06

AFFECTED COMPONENT

1001-400- 6-235

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS
--------------------=============================

SUPPORT MODIFICATIONS ALSO AFFECTS 1001-A400-6-237,
1001-A400-6-238, AND1001-A400-6-241.

D-04633-05

D-19875-01

D-15639-01

D-04514-01

93-15118-01

D-06011-04

93- 246 D-06013-01

93-04427-00

D-06009-01

93- 249 D-04612-01

D-12663-01

93-06110-00

D-06016-01

D-06013-03

D-15642-01

D-04528-07

D-04528-03

93-12961-00

1063-435- 9- 78

1001-400-11- 34

1001-400-11- 37

1001-400- 6- 87

1063-1-63-453

1001-1-01A-394

1001-400-11- 11

1-PMP - 62 - 104 -B

1001-1-01A-302

1062-406- 3- 42

1074-1-74- 7

1-RFV - 62 - 649

1001-400-11- 18

1001-400-11- 2

1001-400-11- 45

1003-1-03A-363

1003-1-03A-365

1003-401- 9- 5

REMOVED AND REPLACED SUPPORT

REBUILD SUPPORT TO NEW CONFIGURATION.

MODIFIED SUPPORT

MODIFIED SUPPORTS

REPLACED SNUBBER

REMOVED ITEMS 2, 3, 4, AND 5 AND

INSTALLED NEW ITEMS 2 AND 3.

SUPPORT MODIFICATIONS

REPLACED U-BOLTS ON LUBE OIL PIPING

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED BOLTING.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

REPLACED SNUBBER

ALSO AFFECTS 1015-A400-6-91,
1015-A400-6-93, AND 1015-A400-6-94.

ALSO AFFECTS 1001-A400-11-7 AND
1001-A400-11-114.

ALSO AFFECTS 1001-1-01A-300 AND

1001-A400-1-31.

ALSO AFFECTS 1062-62-1CVC-R269 AND

1062-62-1CVC-R277

ALSO AFFECTS 1074-1-74- 20.

ALSO AFFECTS 1001-A400-11-19, -20,

-21, -23, AND -24.

ALSO AFFECTS 1001-A400-11-4.

Also affects 1003-1-03A-364

ZZ-1c's-
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

== =NUMBER=

93- 258 D-04538-03

93- 259 D-16283-01

93- 269

93- 270

93-ý 271

93- 272

93- 273

93- 274

93- 275

93- 276

93- 277

93- 278

D-04538-01

93-01285-00

D-04534-05

D-06010-01

D-12673-02

D-16463-06

D-04514-03

D-04634-09

93-01288-00

D-06009-04

D-06010-03

D-06034-11

D-06363-03

D-16456-39

D-04529-07

D-04591-24

D-06009-05

AFFECTED COMPONENT

1001-400- 6-199

1063-435- 3- 6

1001-400- 6-188

1068-1-68- 33

1003-1-03A-447

1001-1-01A-342

1063-63-1SIS-V139

1072-437- 1- 26- 2

1001-400- 6- 78

1063-1-63-397

1062-435- 3- 74

1001-1-01 -309

1001-1-01 -341

1068-1-68-427

1068-1-68- 11

1031-915- 8- 14

1003-1-03 -498

1062-406- 7-137

1001-1-01A-317

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT MODIFICATIONS

REPLACED ANCHORS, BASEPLATE AND STRUT

END ATTACHMENT.

SUPPORT MODIFICATIONS

REPLACED SNUBBER

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED 3/8 PLATE WITH

REMOVED SUPPORTS

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

REPLACED SNUBBER

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1001-A400- 6-200 AND

1001-A400-6-202.

ALSO AFFECTS 100-A400-6-211

ALSO AFFECTS 1003-1-03A-449, -550, AND

-552.

THICKER PLATE

ALSO AFFECTS 1072-A437-1-26-3

ALSO AFFECTS 1001-A400-6-399, AND

1001-A400-6-79.

ALSO AFFECTS 1001-1-01-312 AND -315.

ALSO AFFECTS 1001-1-01-343, -345, AND

-346.

ALSO AFFECTS 1068-1-68-15, -38, AND

-40.

ALSO AFFECTS 1003-1-03-499, -500, AND

-502.

ALSO AFFECTS 1001-1-O1A-318

Zýý-
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

AFFECTED COMPONENT

DESCRIPTION
OF

REPAIR/REPLACEMENT

93- 279 D-06015-01

93- 280 D-21328-10

93- 281 D-04538-07

D-12669-02

D-20758-02 K2

D-04602-08

D-06009-03

D-05709-06 KI

D-04534-01 K4

D-04534-01 K3

D-04534-01 K2

D-16152-06

D-04529-04 K2

D-20761-06 K3

D-20761-06 K5

D-20761-05

D-20761-05

D-20761-05 K3

D-05709-02 K3

D-04632-10

D-06000-01

1001-400-11- 27

1062-1-62A-366

1001-400- 6-179

1063-1-63-159

1003-1-03A-482

1062-060-62- 19

1001-1-01A-305

1074-74-1RHR-R 58

1003-1-03A-456

1003-1-03A-455

1003-1-03A-454

2062-62-2CVC-R 18

1003-1-03A-484

1063-63-1SIS-R227

1074-432- 1- 31

1063-63-1SIS-R131

1063-63-1SIS-R137

1063-63-ISIS-R161

1063-63-1SIS-R 21

1063-1-63- 25

1068-465- 1- 53

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

ALSO AFFECTS
-32.

ALSO AFFECTS

-536

ALSO AFFECTS

AND -249.

1001-A400-11-29, -31, AND

1062-1-62A-345, -325, AND

1001-A400- 6-245, -248,

ALSO AFFECTS 1063-1-63-526.MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

ALSO AFFECTS 1001-1-01A-306 AND

ALSO AFFECTS 2062-A406- 1- 19

ALSO AFFECTS 1068-A465-1-62.

NIS-2

TRACKING

NUMBER COMMENTS
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05/17/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
---------------------------------------------------------•

93- 300 93-04190-00

93- 301 93-04190-00

D-04535-02 K4

D-21328-19

I-VLV -512 -A6247

1-VLV -512 -A6249

1003-1-03A-417

1074-74-lRHR-R 4

REPLACED THE STEM AND DISC ASSEMBLY ON

A SPARE VALVE AND RECHECKED IT INTO

STOREROOM.

REPLACED THE STEM AND DISC ASSEMBLY ON

A SPARE VALVE AND RECHECKED IT INTO

STOREROOM.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS NIS-2 is stamped with WP number

D-04592-04 but has the number

D-21328-19 written in line 2. The

NIS-2 is contained in WP D-21328-19 in

the vault. We have not been able to

determine how the workpLan number

D-04592-04 came to be stamped on the

NIS-2.

93- 304

93- 305

93- 306

93- 307

93- 308

93- 309

93- 310

D-04683-06

93-15887-01

D-05792-11

D-06009-06

D-04529-11

D-06263-02

D-04537-04

93- 311 D-12667-01

93- 312

93- 313

D-04667-02

D-05922-01

93- 314 D-04537-09

93- 315 D-20758-02 KI

1003-401- 7- 32

1003-03B-1AFW-R194

1068-1-68- 22

1001-1-01A-313

1003-1-03A-480

1068-1-68- 29

1001-400- 6-159

1062-1-62A-380

1063-63-iSIS-R113

1074-1-74- 2

1001-400- 6-174

1003-1-03A-374

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1001-1-01A-307

ALSO AFFECTS 1068-1-68-57.

ALSO AFFECTS 1015-A400-6-160 AND

1015-A400-6-162.

ALSO AFFECTS 1062-1-62A-352,

1062-1-62A-559, AND 1062-1-62A-381.

ALSO AFFECTS 1074-1-74-6, 1074-1-74-8,

1074-1-74-11, AND 1074-1-74-23.

NIS-2

TRACKING

NUMBER

z VC, <-
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05/17/96
WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

D-20758-02 K3

D-04633-02

D-04529-03

D-06013-02 KI

D-06013-02 K5

D-06108-01 K3

D-06108-01 K2

D-06108-01 Ki

D-04514-02 KI

D-21328-02

93-08501-00

D-21328-04 KI

D-21328-16

D-21328-16

D-21328-16

D-04634-01

D-04534-04 K4

D-04534-04 K3

D-04534-04 K2

D-04534-04 K5

D-04531-01 K4

AFFECTED COMPONENT

1003-1-03A-487

1063-1-63-496

1003-03B-1AFW-R238

1001-400-11- 8

1001-400-11-113

1070-1-70- 16

1070-1-70- 12

1070-1-70- 1

1001-400- 6- 66

1001-400- 6- 87

1063-63-1SIS-V134

1001-1-01A-424

1068-1-68- 22

1068-1-68- 31

1068-1-68- 36

1063-1-63-390

1003-1-03A-468

1003-1-03A-467

1003-1-03A-465

1003-1-03A-469

1003-1-03A-543

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1001-A400-6-85,
1001-A400-6-118, 1001-A400-6-191,

1001-A400-6-199, AND 1001-A400-6-196.

ALSO AFFECTS 1063-1-63-392, -398, AND

-399.

2 ýý S--ý
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WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

====NUMBER=====

D-04537-10

92-22888-00

D-05709-02 K5

D-05792-11

D-05792-11

D-05792-11

D-05792-11

D-04537-03 K2

D-04537-03

D-21328-12 K2

D-21328-03 K3

D-21328-03 K2

93-16588-01

93- 352 D-04538-04

93- 353 D-16456-43

93- 354 93-13586-00

93- 355 D-12667-03 Ki

93- 356 D-12667-03 K4

93- 357 D-04538-02

93- 358 D-04667-08

93- 359 D-04537-03

AFFECTED COMPONENT

1001-400- 6-122

1001-400- 6-103

1074-74-1RHR-R 4

1068-1-68- 30

1068-1-68- 25

1068-1-68- 41

1068-1-68- 18

1001-400- 6-133

1001-400- 6-128

1062-62-1CVC-R102

1001-1-01A-313

1001-1-01A-348

1001-1-01A-427

1001-400- 6-216

1031-915- 8- 9

1003-1-038- 11

1062-1-62A-366

1062-1-62A-349

1001-400- 6-195

1063-63-1SIS-R220

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT

REPLACE

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

ALSO AFFECTS 1001-A400-6-126 AND -132.

ALSO AFFECTS 1015-A400- 6-184.

MODIFICATIONS

TURNBUCKLES

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED LOWER BOLT OF 3 BOLT PIPE

CLAMP OF ITEM #5.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACE BOLTING MATERIAL (ITEM #5)

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1001-A400-6-224,

1001-A400-6-220, AND 1001-A400-6-218.

ALSO AFFECTS 1001-A400-6-197 AND

1001-A400-6-098.

ALSO AFFECTS 1063-63-1SIS-R221, -R224,

-R227, -R215, AND -R214.

SUPPORT MODIFICATIONS1001-400- 6-139
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05/17/96

WBN - ASME Section X/ Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

====NUMBER=== ==

93- 360 D-04534-06

93- 361 93-15738-04

93- 362 D-04528-06

93- 363 D-04528-06

93- 364 D-12667-02

93- 365 D-04537-07

93- 366 D-04529-05

93- 367 D-13991-01

93- 368 D-13991-01

93- 369 D-13991-01

93- 370 D-17533-14

93- 371 D-04729-02

93- 372 D-04514-02 K3

93- 373 D-04514-02

93- 374 D-21328-20

93- 375 D-21328-01

1003-1-03A-442 MODIFIED SUPPORTS

1003-03B-1AFW-R102 ADDED SHIM PLATE BY WELDING TO OBTAIN

PROPER GAP

1003-03B-1AFW-R236 SUPPORT MODIFICATIONS

1003-1-03A-377 SUPPORT MODIFICATIONS

1062-1-62A-383 SUPPORT MODIFICATIONS

1001-400- 6-125 SUPPORT MODIFICATIONS

1001-1-03A-487 SUPPORT MODIFICATIONS

1003-401- 7- 30 SUPPORT MODIFICATIONS

1001-1-01A-349 SUPPORT MODIFICATIONS

1001-1-01A-347 SUPPORT MODIFICATIONS

1062-1-62A- 63 SUPPORT MODIFICATIONS

1062-406-17- 2 SUPPORT MODIFICATIONS

1001-400- 6- 73 SUPPORT MODIFICATIONS

1001-400- 6- 76 SUPPORT MODIFICATIONS-

1074-1-74- 8 SUPPORT MODIFICATIONS

1001-400- 6-123 SUPPORT MODIFICATIONS

ALSO AFFECTS 1003-1-03A-443, -444, AND
-445.

ALSO AFFECTS 1062-1-62A-353, -354,

-377, -382, AND -562.

ALSO AFFECTS 1001-A400-6-152 AND -175.

ALSO AFFECTS 1003-1-03A-489. 4

ALSO AFFECTS 1074-1-74-7, -20,

1074-74-1RHR-R192, -R197, -R194,

-R196, AND -R190.

ALSO AFFECTS 1001-A400-6-126, -197,

-198, -200, AND -259.

1001-1-O1A-383

1063-1-63-461

1063-1-63-463

1063-1-63-465

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

93- 376

93- 377

93- 378

93- 379

D-03662-01

D-04632-08

D-04632-08

D-04632-08
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05/17/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

===NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

D-04632-08 K5

D-04528-04

D-11420-01

D-04536-01 KI

D-00607-01

D-04667-01

93- 380

93- 381

93- 382

93- 383

93- 384

93- 385

93- 386

93- 387

93- 388

93- 389

93- 390

93- 391

93- 392

93- 393

93- 394

93- 395

93- 397

93- 398

93- 399

93- 400

93- 401

1063-1-63-468

1003-03B-IAFW-R127

1003-03B-lAFW-R237

1001-400- 6-275

1062-1-62A- 22

1063-060-63- 2

1063-1-63-315

1001-400- 6-271

1001-400- 6-281

1001-400- 6-268

1003-1-03A-472

2062-62-2CVC-R 17

1062-1-62A-355

1001-1-01A-435

1063-1-63- 10

1074-74-1RHR-R219

1074-74-1RHR-R136

1074-74-1RHR-R135

1001-400- 6-284

1063-435- 8- 56

1063-63-1SIS-R138

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED CLAMPS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1003-03B-1AFW-R129 AND

1003-03B-lAFW-R208

ALSO AFFECTS 1063-A060-63-5, -9, -12,

-14, 1063-A435-3-4, AND

1063-63-1SIS-R123.

ALSO AFFECTS 1063-A435-6-52

ALSO AFFECTS 1003-A401-7-9

ALSO AFFECTS 1063-1-63-12.

ALSO AFFECTS 1001-A400-6-281, -283,

AND -286.

ALSO AFFECTS 1063-63-1SIS-R141, -R144,

-R147, AND -R148 Z

D-04640-02

D-04536-01

D-04536-01

D-04536-01

D-04534-04

D-16152-05 1

D-12667-03 I

D-21328-04 I

D-04632-27

D-05709-08 I

D-05709-08

D-05709-08 I

D-04536-04

92-12752-00

D-04667-04
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WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER. DOCUMENT

======== ====NUMBER=====

93- 407

D-06015-03

D-04632-28

D-23449-01

D-21328-03

D-04537-08

D-06013-02 K2

D-06180-02

D-04667-02

D-04667-02

D-04667-02

D-04535-01

93- 413 D-04528-10

D-27585-05

D-21328-21 K2

93-26786-00

D-04529-04

D-04632-26

D-04632-07

93- 420 D-21328-21 K3

AFFECTED COMPONENT

1001-400-11- 29

1063-1-63-458

1-PDO - 8 - 20

1001-1-01A-308

1001-400- 6-143

1001-400-11- 13

2070-70-2CC-R 48

1063-63-1SIS-R112

1063-63-iSIS-R111

1063-63-ISIS-RI05

1003-1-03A-401

1003-1-03A-380

1063-1-63-200

1074-74-1RHR-R 6

1061-462-12- 2

1003-1-03A-483

1063-1-63- 6

1063-1-63- 31

1074-74-1RHR-R 3

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT MODIFICATIONS

REWORKED PER DCN P-04632-B

PIPE WHIP RESTRAINT

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT

SUPPORT

SUPPORT

SUPPORT

SUPPORT

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT

SUPPORT

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR. ALSO AFFECTS 1001-A400-6-149

AND 1001-A400-6-151.

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR.

ALSO AFFECTS 1003-1-03s- 53,
1003-A401-8-1 AND 1003-1-03A-420.

ALSO AFFECTS 1003-1-03A-381 AND

1003-1-03A-382.

ALSO AFFECTS 1003-1-03A-486 AND

1003-1-03A-485.

ALSO AFFECTS 1063-1-63-8.

ALSO AFFECTS 1063-1-63-444, -453,

-455, AND -456.

MODIFICATIONS

MODIFICATIONS

SUPPORT MODIFICATIONS

7561 (oy-~



Page No. 28 YA,-

05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK DESCRIPTION

TRACKING IMPLEMENTING OF

NUMBER DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

=NUMBER=====

D-23449-02

D-23449-03

D-05621-01 KI

D-27585-08

D-04632-05

D-27585-03

D-23449-04

0-15892-16

D-21328-05 KI

D-23990-03

D-04515-06 K3

D-04515-06 K2

D-05709-06 K5

D-03206-40

93-23421-00

D-04528-02

D-04522-01

0-04522-01

D-21328-15

D-06011-03

D-06012-04

93- 421

93- 422

1-PDO - 8 - 21

1001-1-01A-432

1072-72-1CS-R 17

1063-1-63-525

1063-1-63- 1

1063-1-63-470

1-PDO - 7 - 51

1062-406- 7- 89

1003-1-03A-450

1077-482- 1- 7

1001-400- 7- 44

1001-400- 7- 38

1074-74-1RHR-R 94

I-RADS-997 - 100

1063-1-63-454

1003-1-03A-369

1003-1-03A-200

1003-1-03A-201

1068-1-68- 18

1001-1-01A-382

1001-1-01A-434

ALSO AFFECTS PIPE WHIP RESTRAINT

1-PDO-7-50.

PIPE WHIP RESTRAINT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE WHIP RESTRAINT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

REPLACED THE LOWER SNUBBER

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

PIPE SUPPORT MODIFICATIONS

REPLACED DAMAGED BOLTING

ALSO AFFECTS 1063-1-63-524.

ALSO AFFECTS 1063-1-63-2

ALSO AFFECTS 1001-1-01A-384 AND -385.

ALSO AFFECTS 1001-1-01A-435, -437, AND

-439.

94- 2 93-27325-00 1068-1-68- 92



Page No. 29

05/17/96
WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number
--------------------------------------------------------------

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

93-24342-02

D-20758-02

D-04635-02

93-16780-00

D-04514-02

93-23032-00

D-04534-07

D-16448-34

D-16469-09 K6

D-05622-01

D-04522-07

93-23420-00

94- 19 93-12976-00

D-19871-101

D-16449-35

D-16449-35

o-16448-33

D-16448-33

D-05709-02

94- 26 D-06011-02 KI

94- 27 D-04537-01

AFFECTED COMPONENT

1063-1-63- 7

1003-427- 5- 5

1063-1-63-418

1068-1-68-365

1001-400- 6- 69

1-TANK- 62 - 129

1003-1-03A-460

1067-450-22- 23

1077-482- 1- 24

1072-437- 5- 10

1003-1-03A-209

1001-1-01A-343

1068-1-68- 1

1072-72-4333-217

1067-450-22-140

1067-450-22-123

1067-450-22-132

1067-450-22-186

1074-435- 1- 47

1001-1-01A-388

1001-400- 6-106

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

SHIMED SUPPORT TO ACHIEVE PROPER SLOPE

MODIFIED SUPPORTS

ADDED NEW BASEPLATE

REPLACED SNUBBER

SUPPORT MODIFICATION

REPLACED ALL MANWAY BOLTS AND NUTS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED MISSING LOAD

SNUBBER

SUPPORT MODIFICATIONS

PINS FOR THE

SUPPORT MODIFICATIONS

ADDED WELD METAL

MODIFIED SUPPORTS

MODIFIED SUPPORTS

MODIFIED SUPPORTS

MODIFIED SUPPORTS

MODIFIED SUPPORTS

SUPPORT MODIFICATIONS

ALSO AFFECTS 1001-1-03A-461 AND -462.

ALSO AFFECTS 1067-A450-22-24, -34,

-35, -55, AND -89.

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR.

DUPLICATE TRACKING NUMBER ISSUED IN

ERROR.

ALSO AFFECTS 1067-A450-22- 18

ALSO AFFECTS 1067-A450-22-32.

ALSO AFFECTS 1067-A450-22-187

ALSO AFFECTS 1074-A435-1-57 AND

1074-74-1RHR-R1

ALSO AFFECTS 1015-A400- 6-104 AND

-115.
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05/17/96
WBN - ASME Section XI Repair/Reptacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

----------------------------------------------------------------

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

D-04632- 25

D-16449-38

K-P03579A-3

D-04535-02 KI

93-24330-11

D-04534-02

93-24330-15

93-24330-13

93-24330-04

93-24347-06

93-24342-10

93-16780-01

93-24394-02

93-24330-02

93-24330-09

93-24383-06

D-04529-03

93-25687-01

94-00104-00

93-24329-08

93-25809-06

93-06606-01

AFFECTED COMPONENT

1063-1-63- 4

1067-450-22-169

1-PMP - 68 - 8

1003-1-03A-429

1063-1-63-303

1003-427- 5- 5

1063-1-63-408

1063-1-63-394

1063-1-63-177

1063-1-63-525

1063-63-1SIS-R217

1068-1-68-365

1063-1-63-164

1063-1-63-155

1063-1-63-283

1062-1-62A-333

1003-03B-IAFW-R239

1001-400- 6- 73

1068-1-68-412

1062-1-62A-248

1001-400-62- 74

1063-1-63-344

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS

SUPPORT MODIFICATIONS ALSO AFFECTS 1063-1-63-5.

SUPPORT MODIFICATIONS

INSTALLATION OF RCP CARTRIDGE SEALS ALSO AFFECTS 1-PMP-68-31, -50, AND

INCLUDING NEW NUMBER 2 SEAL HOUSINGS. -73.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS ALSO AFFECTS 1003-1-03B-38 AND -39.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED SNUBBER

REPLACED SNUBBER

REWORKED SUPPORT GAPS

REWORKED SUPPORT GAPS

ADDED SHIM PLATES

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED BOLTING TO MEET THREAD

ENGAGEMENT REQUIREMENTS

REPLACED SNUBBER

REPLACED SNUBBER

0

3
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

====NUMBER=====

94- 51 94-02292-01

94- 52A D-04527-01 K2

94- 52B 93-15603-02

94- 53 94-01905-00

94- 54 93-25687-00

94- 55 93-24383-03

94- 56 D-20761-46

94- 57 94-00332-00

94- 58 93-25565-02

94- 59 93-24796-02

94- 60 08-15735-53

94- 61 93-16834-00

94- ý62 93-21903-00

94- 63 D-27585-09

94- 65 D-04491-05

94- 66 93-24383-04

94- 67 93-10244-00

94- 68 D-04588-03

94- 69 D-04525-02 K3

94- 70 D-04525-02 K2

94- 71 D-04528-02

94- 72 D-05601-03

AFFECTED COMPONENT

1-FCV - 70 - 134 -B

1003-1-03A-331

1063-1-63-596

1062-62-1CVC-R106

1001-400- 6- 79

1062-1-62A-227

1063-1-63- 32

1062-1-62A-377

1001-400- 6-128

1062-1-62A-565

1063-1-63-365

1063-1-63-548

1001-400- 6-109

1063-435- 6-109

1072-437- 3- 10

1062-1-62A-230

1062-62-1CVC-R153

1062-1-62A-150

1003-1-03A-291

1003-1-03A-289

1003-1-03A-366

1072-72-1CS-R 25

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS
-----------------=======.......................

REPLACED BONNET STUD (1) AND NUTS (2)

SUPPORT MODIFICATIONS

REPLACED SNUBBER

REPLACED STRUT WITH BENT PADDLE.

REPLACED SNUBBER

REWORKED PIPE SUPPORT GAPS

REPLACED DAMAGED END BRACKETS AND

U-BOLTS.

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED PIPE CLAMP AND FORWARD

BRACKET.

REPLACED SNUBBER

REPLACED SNUBBER

SUPPORT MODIFICATIONS

INSTALLED NEW PIPE SUPPORT

ADDED SHIMS TO SATISFY GAP CRITERIA.

REPLACED ROD AND TURNBUCKLE

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REMOVED IXISTING TUBE STEEL SUPPORT

AND INSTALLED NEW ANCHORS, BASEPLATE,

ALSO AFFECTS 1063-A435-6-110.

ALSO AFFECTS 1062-62-1CVC-R153

Also affects 1003-1-03A-368.



Page No. 32

05/17/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

== ==NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

94- 73 D-04642-07

94- 74 93-24171-09

94- 75 94-02678-00

94- 76 94-01865-00

94- 77 93-24169-00

94- 78 93-24171-05

94- 79 93-24289-00

94- 80 94-01584-00

94- 81 93-24171-06

94- 82 D-04591-10

94- 83 D-04524-01 K4

94- 84 D-21328-22

94- 85 D-21328-25 K1

94- 86 D-04535-02

94- 87 D-21328-29

94- 88 94-24143-00

94- 89 D-20761-01 K4

94- 90 D-20761-01 K2

94- 91 93-24289-05

94- 91A D-04667-18

94- 92 D-05620-05

1063-1-63-362

1001-400- 6-192

1063-63-1SIS-R161

1-PMP - 62 - 108 -

1001-400- 6-229

1001-400- 6-145

1062-1-62A-716

1063-435- 1- 47

1001-400- 6-164

1062-1-62A-522

1003-1-03A-249

1062-1-62A-357

1001-400- 7- 46

1003-1-03A-412

1003-401- 8- 1

1001-400- 6-235

1063-1-63- 80

1063-1-63- 38

1062-1-62A-490

1063-63-1SIS-R137

1072-72-ICS-R 56

SUPPORT MODIFICATIONS

REPLACED DAMAGED U-BOLT.

DELETED SUPPORT

A REPLACED MECHANICAL SEAL ASSEMBLY

(INCLUDES SEAL PLATE)

ADDED WELD TO UNDERSIZED WELD ON

SPACER PLATE

ADDED WELD METAL TO SHIM PLATE

ADDED WELD METAL TO SHIM PLATE

REPLACED STRUT PIN AND HARDWARE

INSTALLED NEW CLAMP ASSEMBLY

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ADDED WELD TO THE END BRACKET TO ITEM

#4.

INSTALLED BELVILLE WASHERS

ALSO AFFECTS 1063-1-63-379

ALSO AFFECTS 1062-1-62A-538 AND

1062-1-62A-621.

ALSO AFFECTS 1003-1-03A-418

INSTALLED BELVILLE WASHERS

ADDED WELD METAL TO SHIM PLATE

DELETED SUPPORT

SUPPORT MODIFICATIONS ALSO AFFECTS 1072-72-1CS-R67, -R74,

AND -R75.



Page No. 33

05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

======== ====NUMBER=====

D-06013-02

93-24394-01

94- 95 93-15887-10

D-20761-01

D-20761-01

D-04584-04

D-04665-03 KI

D-04631-01 K3

D-21328-33

D-20761-04 K2

94- 103 D-20761-04 K3

94- 104 D-20761-04 K4

94- 105 D-20761-04 K5

93-24289-15

93-24289-14

D-18998-01

D-12671-02

D-21328-18 K2

93-24329-14

D-20761-01 K5

AFFECTED COMPONENT

1001-400-11- 16

1063-1-63-131

1003-1-038- 38

1063-1-63- 55

1063-1-63- 21

1062-1-62A- 16

1063-63-1SIS-R287

1001-400- 6-259

1062-1-62A-364

1063-63-1SIS-R140

1063-63-1SIS-R142

1063-63-1SIS-R162

1063-63-1SIS-R164

1062-1-62A- 88

1062-1-62A- 87

1003-1-03A-242

1063-1-63-227

1072-437- 5- 8

1062-1-62A- 46

1074-432- 3- 3

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS
---------------------============================

SUPPORT MODIFICATIONS

REPLACED ITEM #8 (ROD) & LOWER ITEM #5

(WELDLESS.EYE NUT)

ADDED SHIMS FOR PROPER GAP

REQUIREMENTS.

INSTALLED BELLEVILLE WASHERS

INSTALLED BELLEVILLE WASHERS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

INSTALLED BELLEVILLE WASHERS AND

U-BOLTS

INSTALLED BELLEVILLE WASHERS AND

U-BOLTS

INSTALLED BELLEVILLE WASHERS AND

U-BOLTS

INSTALLED BELLEVILLE WASHERS AND

U-BOLTS

ADDED WELD METAL TO SHIM PLATE

ADDED WELD METAL TO SHIM PLATE

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ADDED WELD METAL TO SHIM PLATE

INSTALLED BELLEVILLE WASHERS

ALSO AFFECTS 1003-1-03A-243

ALSO AFFECTS 1063-1-63-228

3ý [("S--
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05/17/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Attached'NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

== ==NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

D-21328-30

D-04511-02

D-06010-02

D-04528-09

D-21328-07 K3

D-21328-07 K2

D-12673-03 KI

D-00853-03

D-04535-07

D-21328-11 K4

D-21328-03

D-04633-01

94-00596-01

93-25809-07

93-24795-01

93-15695-02

93-15599-02

93-25809-09

93-25918-01

93-15603-01

93-27676-04

93-27676-06

1074-74-1RHR-R 58

1003-03B-lAFW- 202

1001-1-O1A-350

1003-060- 3- 1

1062-62-1CVC-R 57

1062-1-62A- 6

1063-63-1SIS-V179

1062-1-62A-154

1003-1-03A-421

1062-62-1CVC-R 21

1001-1-01A-348

1063-1-63- 42

1062-62-1CVC-R 13

1001-400- 6- 94

1062-1-62A-625

1074-74-1RHR-R196

1063-1-63-467

1001-400- 6- 83

1063-1-63-445

1063-1-63-116

1063-63-1SIS-R192

1063-63-1SIS-R275

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATION

SUPPORT MODIFICATIONS

ALSO AFFECTS 1071-71-1RHR-R174

ALSO AFFECTS 1001-1-01A-352

ALSO AFFECTS 1003-1-03A-422 AND

1003-A401-7-1.

ALSO AFFECTS 1001-1-01A-350

ALSO AFFECTS 1063-1-63-88,

1063-1-63-57, AND 1063-A435-8-75.

SUPPORT MODIFICATIONS

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER

REPLACED DEFECTIVE SNUBBER



Page No. 35

05/17/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

======== ====NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
-------------------------------------------------------------................

93-27676-07

D-04633-02

D-05922-05

94- 139 93-24342-09

08-15738-51

93-24444-00

94- 142 D-06012-02

D-20758-08

D-06012-03

D-21328-04

D-04529-06

94- 146 93-24289-01

D-04632-08

D-21328-07 KI

D-21328-46

D-20761-51

D-21328-15 K3

94- 152 D-05922-04

1063-63-ISIS-R276

1063-1-63- 58

1074-1-74- 24

1063-63-1SIS-R118

1063-1-63-153

1074-74-1RHR-R171

1001-1-01A-420

1003-03B-1AFW-R1871

1001-1-O1A-422

1001-1-O1A-429

1003-1-03A-492

1062-1-62A-220

1063-1-63-464

1062-1-62A- 2

1003-1-03A-453

1063-1-63-411

1068-1-68-427

1074-1-74- 4

REPLACED DEFECTIVE SNUBBER

SUPPORT MODIFICATIONS

SINATLLED NEW BOLTING MATERIAL PER

1-74-24 SHEETS 1 AND 2 AND DCA

P-05922-02.

REMOVED AND RELOCATED EXISTING W 4x13

BEAM.

REPLACED REMOVED SUPPORT.

REPLACED BENT PADDLE ON BRACKET END OF

SWAY STRUT.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

INCREASED WELD SIZE BETWEEN ITEMS 4

AND 2.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REWORKED THE BELLEVILLE WASHERS.

SUPPORT MODIFICATIONS

INSTALLED BELLEVILLE WASHERS ON

EXISTING U-BOLTS.

MODIFIED ANCHORS AND BASEPLATE

ALSO AFFECTS 1063-1-63-73 AND -76.

ALSO AFFECTS 1001-4-01A-425, -426,

-428, AND -430.

ALSO AFFECTS 1001-1-01A-423, -424,
-429, AND -431.

ALSO AFFECTS 1001-1-01A-392 AND -389.

ALSO AFFECTS 1003-1-03A-494, -496, AND

-497.

DUPLICATE TRACKING NUMBERS TAKEN OUT

IN ERROR.

ALSO AFFECTS 1063-1-63-480.

7Iý S
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05/17/96

WBN - ASME Section XI Repair/Reptacement Program

Index of AttachKe NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

===NUMBER===== 
---------

D-04538-09

D-05709-06

93-08504-00

D-04535-06

D-19871-53

D-27528-36

D-04525-03

93-24394-09

93-24182-02

D-06009-02

D-21452-01

D-17533-09

D-27585-10

D-04524-01 KI

D-05623-02

D-21328-12 K4

93-25809-08

93-15700-01

93-15599-03

93-11849-01

93-13550-03

93-15603-04

1001-400- 6-242

1074-74-1RHR-R I

1074-74-1RHR-R i

1003-1-03A-409

1072-433- 3-215

1063-060-63- 99

1003-1-03A-281

1063-1-63-573

1001-400- 6-250

1001-1-01A-303

1062-060-62- 19

1090-600-105-

1063-1-63-533

1003-1-03A-241

1072-437- 5- 9

1062-62-1CVC-R

1001-400- 6-277

1074-1-74-748

1063-1-63-156

1062-1-62A-345

1063-1-63-121

1063-1-63-491

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

REMOVED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

MODIFIED SUPPORT

INSTALLED BELLEVILLE WASHERS

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED SNUBBER

ALSO AFFECTS 1003-1-03A-410, -411, AND

-415.

ALSO AFFECTS 1063-1-63-285.

ALSO AFFECTS 1001-1-01A-304.



Page No. 37

05/17/96
WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

93-22571-02

93-25758-01

93-24329-02

93-15887-14

94- 180B D-04515-06

94- 182 93-27676-14

94- 183 93-27676-18

94- 184 93-27676-17

94- 185 93-27676-13

94- 186 93-22568-02

94- 187 93-15475-01

94- 188 93-15776-02

94- 189 93-27993-01

94- 190 93-13951-01

94- 191 93-13598-02

94- 192 93-15401-01

94- 193 94-00062-00

94- 194 93-16306-00

94- 195 93-15654-01

94- 196 93-16301-00

94- 197 93-13598-03

94- 198 93-15475-02

AFFECTED COMPONENT

1003-1-03A-321

1001-400-11- 54

1062-1-62A- 33

1003-1-03B- 69

1001-400- 7- 19

1063-63-1SIS-R248

1063-63-1SIS-R251

1063-63-1SIS-R250

1063-63-ISIS-R248

1003-427- 1- 5

1063-1-63-520

1003-427- 3- 11

1063-63-1SIS-R114

1001-400- 6-198

1001-1-01A-380

1001-1-01A-340

1001-1-01A-303

1001-1-01A-383

1001-1-01A-303

1001-1-01A-303

1001-I-01A-383

1063-1-63-520

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

REPLACED SNUBBER

REPLACED SNUBBER

REPLACED PIPE CLAMP

REMOVED SHIM PLATE TO OBTAIN PROPER

GAP.

SUPPORT MODIFICATIONS

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

REPLACED

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

SNUBBER

Also affects 1001-A400-7-46 and

1001-A400-7-55.

PIVOT PIN

PIVOT PIN

PIVOT PIN

PIVOT PIN

PIVOT PIN



Page No. 38 -

05/17/96

WBN - ASME Section XI Repair/Replacement Program

index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK DESCRIPTION

TRACKING IMPLEMENTING OF

NUMBER DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

====NUMBER=

94- 199 94-05295-00

93-24323-03

93-24323-04

D-18401-01

D-05623-02 KI

D-05623-02

D-04667-21

93-24329-15

93-24289-02

D-04638-01

93-24329-06

93-24289-11

92-09387-00

93-24879-00

94-03831-00

D-20758-13

D-12667-03

D-12667-03

D-20761-02

1003-427- 5- 4

1062-1-62A- 83

1062-1-62A- 84

1003-1-03A-202

1072-72-1CS-R109

1072-72-ICS-R110

1063-63-1SIS-R138

1062-1-62A- 58

1062-1-62A-299

1063-1-63-238

1062-1-62A-198

1062-1-62A- 79

1068-1-68-415

1-FE - 62 - 137

1063-1-63-452

1003-03B-1AFW-R175

1062-1-62A-377

1062-1-62A-357

1063-1-63- 30

ROTATE END ATTACHMENT OF SNUBBER AND

REWELD

ADD SHIM

ADD SHIM

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REMOVED EXISTING SUPPORT AND INSTALLED

NEW BASEPLATE, ANCHORS, CLAMP AND

REINSTALLED SUPPORT USING EXISTING

SWAY STRUT.

REMOVED EXISTING SHIM AND REPLACED

REMORK PIPE SUPPORT GAPS.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ADDED WELD TO SHIM PLATE.

REPLACED SPACER PLATES ON SUPPORT

REPLACED BOLTING MATERIAL FOR FLOW

ELEMENT.

REPLACED FORWARD ATTACHMENTS

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

ALSO AFFECTS 1063-1-63-587.

ALSO AFFECTS 1063-1-63-64, -398, -454,

-462, AND -591.

94- 219 93-24289-16 1062-1-62A- 93

SUPPORT MODIFICATIONS. -



Page No. 39

05/17/96
WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

---=NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

94- 220 D-04537-11

94- 221 93-24383-15

93-24289-03

D-04667-20

D-20761-57

D-04534-01

D-21328-27

D-20761-56

D-04586-01

D-05792-12

D-04534-09

D-04534-08

93-24479-00

D-27528-42

D-16469-09

D-06011-02

94-06044-00

93-08340-00

93-08459-00

93-07053-00

93-24359-00

1001-400- 6-115

1062-1-62A-145

1062-1-62A- 42

1063-63-1SIS-R162

1063-63-ISIS-R140

1003-1-03A-453

1001-400- 6- 83

1063-63-ISIS-R164

1062-1-62A- 70

1068-1-68- 18

1003-1-03A-450

1003-1-03A-449

1001-400- 6-184

1063-060-63- 92

1077-482- 1- 21

1001-1-01A-389

1001-400- 6-128

1070-1-70- 33

1070-1-70- 10

1063-435- 7- 50

ADDED BASE PLATE AND SHORTENED CLAMP

EARS.

ADDED SHIIM PLATE TO CORRECT SUPPORT

GAP.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REMOVED EXISTING CONFIGURATION AND

INSTALLED NEW CONFIGURATION.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

ADDED INSTRUMENT LINE SUPPORT

1-ISLS-997-3432

SUPPORT MODIFICATIONS.

SUPPORT MODIFICATIONS.

REPLACED PIN AND READJUSTED CLAMP.

REMOVED SHIM PLATE

ADDED SHIM TO SUPPORT

REPLACED DAMAGED SNUBBER

REPLACED CLAMPS, THREADED ROD, NUTS

AND WASHERS.

ALSO AFFECTS 1003-1-03A-458 AND -459.

ALSO AFFECTS 1001-A400-6-114 AND Ad

ALSO AFFECTS 1001-I-01A-392

NIS-2

TRACKING

NUMBER
COMMENTS
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

= NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

93-24383-16

94-05751-00

D-12667-05

93-08457-00

93-07053-00

93-15887-08

94- 249 93-24383-01

94- 250 D-04536-01

94- 251 92-09220-00

94- 252 D-04632-30

94- 253 0-21328-61

94- 254 93-08535-00

94- 255 D-21328-60

94- 256 D-04632-22

D-21328-59

D-20758-15

94-01033-07

D-21328-50

D-04535-04

1062-1-62A-155

1063-1-63-201

1062-1-62A-366

1070-1-70- 2

1003-1-03A-282

1062-1-62A-200

1001-400- 6-263

1074-1-74- 14

1063-1-63-453

1062-1-62A- 34

1070-1-70- 32

1062-1-62A- 2

1063-1-63- 15

1074-1-74- 7

1003-1-03A-482

1062-62-1CVC-R 55

1062-1-62A-345

1003-427- 6- 1

ADDED SPACER PLATES.

DRILLED HOLES IN ANGLE IRON TO

ACCOMODATE PIN REMOVAL.

SUPPORT MODIFICATIONS.

REPLACED SHIM PLATE WITH THICKER SHIM

TO GET GAP.

REPLACED 6 INCH PIPE CLAMP.

REMOVED EXISTING HIM AND WELDED IN NEW

SHIM.

WELDED HIM BEHIND BASE PLATE FOR GAP

REQUIREMENTS.

SUPPORT MODIFICATIONS

REPLACED CLAMP.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS

REPLACED SHIM.

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS ALSO AFFECTS 1063-1-63-18, -27, -29,

AND -38.

SUPPORT MODIFICATIONS

REPLACED U-BOLTS AND BELLEVILLE

WASHERS

REPLACED SHIM MATERIAL

SUPPORT MODIFICATIONS

SUPPORT MODIFICATIONS ALSO AFFECTS 1003-1-03A-402, -428, AND

-416.

NIS-2

TRACKING

NUMBER

q4-f
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05/17/96
WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-======= NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS
-------------------===== .......................

94- 262 D-21328-52

D-05922-06

93-24383-12

D-20761-61

D-21328-53

D-06263-07

D-12669-01

D-21328-06

93-24342-00

92-11132-00

94- 272 D-21328-06

94- 273 D-21328-06

D-04632-31

D-21328-55

93-24383-09

D-06034-15

D-06263-08

D-05792-13

94- 280 D-04525-01 KI

1001-400- 6-196

1074-1-74- 8

1062-1-62 -115

1063-1-63-462

1062-1-62A- 6

1068-1-68- 31

1063-435- 6-108

1003-1-03A-280

1063-1-63-524

1-ACUM- 63 - 3

1003-1-03A-200

1003-1-03A-240

1063-1-63- 38

1074-1-74- 20

1062-1-62A- 80

1068-1-68-427

1068-1-68- 36

1068-1-68- 22

1003-1-03A-280

REMOVED BELLEVILLE WASHERS AND

MODIFIED SUPPORT.

REPLACED SNUBBER AND MODIFIED SUPPORT.

Weld shim to minimize gap

requirements.

SUPPORT MODIFICATIONS

RELOCATED REAR BRACKET

SUPPORT MODIFICATIONS

INSTALLED PIPE CLAMP

Installed and documented Belleville

washers installation on 1-28-94.

Belleville washers deleted per F-DCN

F-29749-A on 03/15/94.

Welded shim to hanger.

Repaired accumulator by welding as

required.

Installed betleville washers per DCN

M-21328-A

Installed bellevi[le washers per DCN

M-21328-A

Modified support.

Modified support.

Added shim plate.

Modified support.

Modified support.

Modified support.

Modified support by removing existing

snubbers, tube steel, u-bolts and

Also affects 1068-1-68-35.

Also affects 1068-1-68-25.

4ý(,-



betLevitte ,washers. Instatted new

snubber arid"pipe clamp.

4(0,1 (ý, )-
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05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

==N UM BER =..

94-01689-00

D-04527-02 KI

94- 283 93-24330-14

D-20761-65

D-04633-06

D-20761-64

D-04632-29

92-07476-00

93-25565-08

93-27974-01

93-11853-02

93-22569-03

93-15599-05

93-12547-02

93-15599-07

93-15695-04

93-24330-17

94-06707-00

93-27676-22

93-12547-07

93-21857-04

AFFECTED COMPONENT

1001-400- 6-270

1003-1-03A-320

1063-1-63-403

1063-1-63- 39

1063-1-63- 80

1063-1-63- 81

1063-1-63-454

1-CKV - 3 - 832 -A

1001-400- 6-233

1063-1-63-452

1068-1-68-415

1003-427- 5- 4

1063-1-63-480

1063-1-63-196

1063-1-63- 30

1074-432- 2- 1

1063-1-63-321

1063-435-10- 22

1063-63-ISIS-R242

1063-1-63- 73

1001-1-01A-428

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS

Replaced eyenuts on rod hanger.

Removed existing configuration.

Installed new configuration.

Added weld to existing stanchion

plate. Added shim plate.

Modified existing pipe support.

Modified support.

Installed new pipe clamp.

Modified support.

Removed swingarm and disc from

2-CKV-3-832-A and installed in unit 1

valve.

Replaced snubber pivot pin.

Replaced snubber

Replaced snubber

Replaced snubber

Replaced snubber

Replaced snubber

Replaced snubber

Replaced snubber

Installed shim plates.

Replaced snubber.

Replaced snubber.

Replaced pipe clamp.

Replaced snubber.



Page No.

05/17/96

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-..... .. ====NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

93-21857-02

D-06012-17

94-01033-03

D-04528-13

94-"306 D-04522-08

94- 307 94-06403-00

D-20761-01

D-21401-03

93-27647-02

D-04524-02

94-03779-00

D-21328-05 K2

94- 314 D-21328-21 KI

94-07406-00

94-04459-00

93-03534-00

D-21328-21 K5

D-21328-05 K5

1001-1-O1A-313

1001-1-01A-424

1062-62-1CVC-R 69

1003-1-03A-361

1003-1-03A-200

1063-1-63- 22

1063-1-63-572

1072-437- 3- 11

1063-1-63- 18

1003-1-03A-240

1001-400- 6-112

1003-1-03A-453

1074-74-1RHR-RI01

1063-435- 8- 52

1-ISV - 62 - 548 -S

1-DRY - 1 - 535

1074-74-1RHR-R 17

1003-427- 5- 23

Replaced snubber.

Modified support by removing

bellefville washers and u-bolt and

installed pipe clamp.

Replaced the restrain end attachment

added welds between items 1 and 4 on

support.

Modified support items 1 and 4 on

support.

Installed a new end attachment and

tube steel member.

Modified pipe support.

Installed new support.

Replaced snubber.

modified support.

Replaced snubber.

Modified support, installed belleville

washers.

Modified support by removing existing

belleville washers and sway strut and

installed new pipe clamp and sway

strut.

Modified support

Replaced disc.

Replaced stem/disc assembly.

Modified support.

Modified support.

Also affects 1072-437-3-12 and -13

I-,

I 
r
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05/17/96

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

NUMBER=====

94- 320 D-20758-16

94- 321 D-21328-05 K6

94- 323 D-13991-02

94- 324 D-04529-08

94- 325 93-24182-10

94- 326 D-04529-08 K1

94- 327 94-07737-00

94- 328 D-05709-06

94- 330 92-15967-03

94- 331 93-12762-00

94- 332 D-16449-39

94- 333 D-21248-11

94- 334 94-08718-02

94- 335 D-05620-07

94- 336 94-00588-00

94- 337A 94-00807-00

94- 337B D-19866-03

94- 338A 94-00807-00

94- 338B 93-05580-00

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

1003-03B-1AFW-R175

1001-400- 6-200

1001-1-01A-347

1003-060- 3- 5

1001-400- 7- 43

1003-1-03A-503

1-PMP - 74 - 10 -A

1074-74-1RHR-R 64

1-PCV - 1 - 30 -B

1063-1-63-362

1063-450-22-159

1090-600-105- 1

1-PMP - 74 - 20 -B

1072-72-1CS-R 85

1062-406- 2- 11

1062-555-10- 51

1062-555- 2- 6A-2152

1062-555-10- 51

1-PRES- 68 - PR

Modified support by installing new

items 14 and 15.

Modified u-bolt clamp.

Modified support.

Modified support.

Added weld metal on support.

Modified support

Replaced mechanical seat plate.

Reworked support.

Replaced trim assembly.

Attachment of instrument control air

supports to structural components of

this support.

Modified support to provide clearance

with pipe.

Support modification - notched tube

steel.

Replaced mechanical seal plate.

Modified supports.

Added weld to shims

Repaired support.

Added new support.

Replaced bolting material on pipe

clamp

Replaced bolting material on unit 1

pressurizer manway cover.

COMMENTS

Also affects 1072-72-ICS-R86, -R93,

and -R90.

Also affects 1062-406-2-8

0
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05/17/96

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

==== = ==NUMBER== =

94- 339A 94-13871-02

94- 339B 93-14209-21

3408 93-14408-01

340C D-05622-03

341A 93-14407-01

341B 94-00586-00

342B 93-14409-01

343A D-13988-10

94- 343B

94- 344A

94-00746-00

93-26359-00

94- 344B D-00607-010

94- 345B 94-13584-00

94- 346A 94-11707-01

94,- 347A 93-06068-00

94- 347B D-01238-01

94- 348A D-05623-01

94- 348B D-19866-01

94- 349A D-04667-02

94- 349B D-05620-06

1-FCV - 43 - 434

1-FCV - 30 - 37 -

1061-462-12- 6

1072-72-1CS-V143

1061-462- 1- 32E

1087-435-20- 3

1061-462- 1- 36E

1072-72-1CS-R 89

1062-62-1CVC-R191

I-PCV - 68 - 340A-

1062-1-62A- 22

1-PMP - 74 -

1-FCV - 74 -

1-PMP - 62 -

20 "I

32

108 "A

1003-401- 1- 12

1072-72-1CS-R112

1062-555- 2- 3-

1063-63-1SIS-R109

1072-72-1CS-R 83

*A Remove and replace body to bonnet tack

weld.

B Replaced bolting material on flange

connections.

Replaced snubber

Changed spring can setting. Also affects 1072-72-1CS-R124.

Replaced snubber.

Added weld metal to shim.

Replaced snubber.

Replaced the support with new

material.

added weld to shim.

A Replaced bolting material on upstream

flanged connection.

Cut weld between north kicker and

vertical tube steel and rewelded.

B Replaced stuffing box extension.

Replaced valve.

A Replaced bolting material in the pump Also affects 1-PMP-62-104-B and -101.

suction to piping flange.

Added 1/2" plate and replaces items 3

and 4.

Modified support.

9 Modified support.

Modified support.

Installed strut clamp and base plate.

COMMENTS



Page No.

05/17/96

NIS-2

TRACKING

NUMBER

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

94- 350A D-17837-01

D-21328-72

93-13963-00

94-11423-00

94-11636-00

94-09916-02

94-11664-00

94-10070-02

D-06009-09

D-13988-08

D-04533-01

93-09519-00

93-13750-02

93-13544-02

D-20758-05

D-04531-01

D-04535-09

D-04667-32

D-20761-03

D-12673-06

1090-600-105- 16

1072-437- 5- 8

1-CKV - 26 -1296

1-CKV - 3 - 638

1-HTX - 62 - 66

1-FCV - 43 - 251 -A

1-CKV - 3 - 644

1-FCV - 43 - 342 -A

1001-1-01A-308

1072-72-1CS-R 66

1003-1-03A-581

1062-1-62A- 67

1-FSV - 43 - 309 -B

1-FCV - 43 - 208 -B

1003-03B-1AFW-R146

1003-401- 9- 2

1003-1-03A-429

1063-63-1SIS-R115

1063-63-1SIS-R182

1063-63-1SIS-R212

Modify support and install friction

anchor.

Modify support

Replaced missing bolting material.

Replaced bonnet.

Installed new pressure rating tag.

Removed and reinstalled seal weld.

Replaced bonnet.

Removed and reinstalled seaL weld.

Modified support by removing 2 sway

struts, tube steel "W" section, rear

brackets, u-bolts, and belleville

washers. Installed one sway strut,

plates and clamp.

Modified support

Modified support

Replaced nuts at support baseplate.

Linear indication repaired on valve

body.

Tack welded body to bonnet.

Installed belleville washers.

Modified supports.

Modified supports.

Modified supports.

Installed Belleville washers.

Modified supports.

Also affects 1003-1-03A-582.

Also affects 1003-1-03A-582.

Also affects 1003-1-03A-582.

Also affects 1003-401-9-3.

WORK

IMPLEMENTING

DOCUMENT

---=NUMBER=====
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WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK DESCRIPTION

TRACKING IMPLEMENTING OF

NUMBER DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
-===:NUMBER=====------------------------------------------------------------------------------------

94- 362 D-13988-02

D-07014-01

D-20761-54

D-21328-31

93-23348-01

D-21328-05

D-04520-04

D-04521-02

94- 370 D-06012-18

94- 371 D-04531-02

D-05622-02

D-21328-17

D-06009-08

94- 375 D-06012-20

94- 376 D-06012-19

1072-72-ICS-R 55

1070-70-1CC-R 94

1063-63-1SIS-R237

1074-74-1RHR-R133

1-PMP - 72 - 10 -B

1003-1-03A-582

1003-03B-1AFW-R184

1003-03B-1AFW-R192

1001-1-01A-439

1003-1-03A-544

1072-437- 5- 1

1072-72-1CS-R 93

1001-1-01A-313

1001-1-01A-429

1001-1-01A-427

Replaced existing snubber with new

snubber.

Added stiffner plates to support.

Added belteville washers.

• Added belLevilLe washers..

Replaced bolting material in pump

suction to piping flange.

Modified support.

Modified support.

Modified support.

Removed existing u-bolt, tube steel

and bellevitle washers. Installed new

pipe clamp.

Modified supports.

Modified supports.

Installed belleville washers.

Removed existing tube steel, u-bolt,

shim plate and beltevitle washers and

rear bracket. Installed new pipe

clamp, plate and existing rear

bracket.

Deleted baseplates, anchors, 2

snubbers, rear brackets, tube steel,

u-bolts, and belteville washers.

Installed new tube steel structure,

snubber and pipe clamp.

Removed 2 existing stiffeners on east

side of item 3 and reinstalled new

stiffeners at a different location.

Also affects 1003-427-4-5

Also affects 1003-427-3-2 and

1003-038-1AFW-R197.

Also affects 1003-1-03A-546, -547, and

-548.

Also affects 1072-72-1CS-R121.

Also affects 1001-I-01A-315.
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Index of Attached NIS-2s

Sorted by Tracking Number

-----------------------------------------------------------

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

D-06010-05

D-21328-54

D-14941-47

D-06011-08

D-05620-08

AFFECTED COMPONENT

1001-1-01A-352

1001-1-01A-348

1072-060-72- 10

1001-1-01A-394

1072-72-1CS-R 95

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS

Modify support.

Modify support.

Modify support.

Modify support.

Modify support. Also affects 1072-72-ICS-R96, -R97,
and -R98.

94- 382 93-23348-00

D-04508-05

D-21328-21

D-04667-26

D-04667-25

D-04533-02

93-23513-00

94-11264-00

D-04667-27

D-04667-29

94-06643-00

94- 393 D-04522-06

94-11431-00

D-04667-22

D-20761-62

1-PMP - 72 - 27 -B Replaced bolting material in the pu

suction to piping flange.

1003-03B-IAFW-R 32 Modified support.

1074-74-1RHR-R231 Modified support.

1063-63-1SIS-R129 Modified support.

1063-63-ISIS-R218 Modified support.

1003-1-03A-583 Modified support.

1072-464- 3-137 Installed new bolts, nuts, and

washers.

1-HTX - 62 - 121 Replaced damaged studs and nuts.

1063-63-1SIS-R227 Modified support.

1063-63-ISIS-R206 Modified support.

1-DRV - 68 - 550 -S Replaced disc, disc cap, spring gui

spring, pin and diaphragm

1003-1-03A-208 Added stiffeners to existing tube

steel and replaced clamp.

I-CKV - 63 - 555 Replaced valve disc.

1063-63-1SIS-R181 Modified support.

1063-63-1SIS-R182 Modified support.

Also affects 1003-03B-1AFW-R 33. 4

Also affects 1003-1-03A-584 and -589.

NIS-2

TRACKING

NUMBER

5--3[(,-
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Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2 WORK DESCRIPTION

TRACKING IMPLEMENTING OF
NUMBER DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

====NUMBER=====------------------------------------------------------------------------------------

94- 397 D-19866-12

94- 398 D-04522-04

94- 399 D-06011-07

94- 400A D-06011-09

94- 400B 94-10217-00

94- 401 D-06010-04

94- 402 94-07996-00

94- 403 8258

94- 404 E- 5803-1

94- 405 8252

94- 409 92-03286-00

94- 410 D-04667-31

94- 411 94-18927-00

94- 413 D-13988-05

94- 414 D-04667-19

94- 415 D-11561-16

94- 416 D-13988-09

94- 417 4-05601-04

94- 418 D-21328-07

1062-555- 2- 1 Modified support.

1003-1-03A-206 Reubitt support for check valve slam.

1001-1-01A-392 Modified support.

1001-1-01A-389 Modified support.

1-DRV - 68 - 554 -S Replaced valve bonnet.

1001-1-01A-350 Modified support.

1068-1-68-363 Modified support.

1068-1-68- 2 Modified support.

1072-437- 1- I Modified support.

1072-72-1CS-R114 Modified support.

1-RFV - 74 - 505 -S Replaced pressure retaining parts.

1063-63-1SIS-R112 Removed existing support consisting of

2 PSA 10 snubbers, channel, u-bolt,

plates, pipe, rear brackets and

anchors. Installed new baseplate,

anchors, steel, clamp, one of the

existing PSA 10s with modified

extension piece.

1-RFV - 68 - 688 -S Replaced bolting material.

1072-72-1CS-R 61 Modified pipe support.

1063-63-1SIS-R131 Modified pipe support.

1062-62-1CVC-V199 Added weld to existing support.

1072-72-1CS-R 68 Modified pipe support.

1072-72-1CS-R 3 Modified pipe support.

1062-62-1CVC-R 72 Modified pipe support.

ALso affects 1068-1-68-364,

1001-400-6-162, and 1063-1-63-159.

Also affects 1072-72-1CS-R126.

Also affects 1062-62-1CVC-R73.
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NIS-2
TRACKING

NUMBER

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT

====NUMBER=====

94-18912-00

D-20761-71

D-04626-02

D-04522-02

94- 423 94-08718-00

D-04522-01

94-08807-00

D-16469-13

D-21328-68

D-04527-02

94-17738-00

94-20464-00

D-20758-10

94-18933-00

94-18933-01

94- 436 D-04667-24

94- 437 D-04667-30

1003-1-03A-548

1063-435- 3- 5

1062-62-1CVC-R 49

1003-1-03A-526

1-PMP - 74 - 10 -A

1003-1-03A-522

1030-915- 3- 60

1077-482- 1- 21

1062-62-1CVC-R 21

1003-1-03A-327

1062-1-62A- 85

1062-62-1CVC-R163

1003-03B-1AFW-R113

1062-62-1CVC-R147

1-PMP - 62 - 108 -A

1063-63-1SIS-R114

1063-63-1SIS-R109

Welded cap on vertical support.

Modified support.

Added new strut and support.

Modified supports. Also affects 1003-1-03A-527, -528, and

-531.

Replaced unqualified seal assembly and

stuffing box extension.

Modified pipe supports. Also affects 1003-1-03-522 and -523.

Modified pipe supports.

Deleted washers from support.

Modified pipe support.

Modified supports.

Added shims to satisfy gap criteria. Also affects 1062-1-62A-50.

Modified Support.

Removed U-bolt and installed pipe

clamp.

Modified support.

Removed existing patch plates and

installed new patch plates per DCN

W-32406.

Modify support by removing existing

baseptate, anchors, snubbers,

brackets, U-bolt, channels, stanchion

and plates. Installed new baseplate,

anchors, bracket, snubber and clamp.

Modify support by removing existing

basepLate, anchors, snubbers,

brackets, U-bolt, channels, stanchion

and plates. Installed new baseplate,

anchors, bracket, snubber and clamp.

COMMENTS
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NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

== =NUMBER=====

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
-------------------------------------------------------------------------

94-21289-00

D-04667-34

D-21328-34

D-05709-13

D-04667-23

93-24347-09

94- 444 D-20761-07

D-04667-28

D-04667-33

D-20761-45

D-16152-05

D-18696-03

D-18696-01

94-14102-00

D-21328-11

D-18401-03

D-04527-01

D-21328-69

D-04525-01

1063-435- 8- 36- 1A

1063-63-sISS-R221

1074-74-1RHR-R130

1074-74-1RHR-R 5

1074-432- 1- 5

1063-63-1SIS-R157

1063-63-ISIS-R238

1063-63-1SIS-R226

1063-63-1SIS-R230

1063-63-1SIS-R121

2062-62-2CVC-R 14

1003-1-03A-328

1003-1-03A-324

1015-400-61- 1

1062-62-1CVC-R 46

1003-1-03A-204

1003-1-03A-323

1072-72-"ICS-R115

1003-1-03A-285

Repaired base metal.

Modified support.

Modified support.

Modified support.

Modified support.

Replaced shim between support and pipe

sleeve.

Modified supports. Also affects 1063-63-ISIS-R248 and

-R274.

Modified supports.

Modified supports.

Modified supports.

Modified supports.

Modified supports. Also affects 1003-1-03A-329.

Modified supports.

Replaced defective snubber.

Modify support.

Modify support.

Modify support. Also affects 1003-1-03A-332.

Modify support.

Modify support. Originally identified as also

affecting 1003-1-03A-560. Whoever,

that support was removed from the

report prior to closure.

94- 457 D-20761-67 1074-432- 1- 31 Modify support.
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Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

94- 458 93-05795-00

94- 459 93-25856-00

93-24347-08

93-24347-10

93-24347-11

D-11561-51

D-04602-11

D-21328-67

D-21328-18

D-05709-16

D-12673-04

D-19866-02

D-05620-03

94-08037-00

94-22552-00

D-05620-09

D-04535-10

D-20758-06

D-20758-07

D-13988-01

AFFECTED COMPONEN

1-PMP - 63 - 10

2-TUBE- 79 - 1

1063-63-1SIS-R103

1063-63-ISIS-R258

1063-63-1SIS-R 59

1074-74-1RHR-V 11

1062-62-1CVC-RI02

1062-62-1CVC-R 1

1072-72-1CS-R 13

1074-74-1RHR-R 17

1063-63-1SIS-R142

1063-555- 2- 2

1072-72-1CS-R 38

1074-74-1RHR-R 6

1062-62-1CVC-R141

1072-72-1CS-R100

1003-1-03A-421

1003-03B-1AFW-R191

1003-03B-1AFW-R147

1072-72-1CS-R 32

T

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS
------------------====== =======================

A Replace suction and discharge flange Also affects 1-PMP-63-15-B.

bolting.

Deleted valve 2-ISV-78-600 and

installed a blind flange to

2-TUBE-79-1.

Removed and reinstalled shim plate. Also affects 1063-63-1SIS-R87.

Removed and reinstalled "top" (item

#3).

Removed and reinstalled shim plate. Also affects 1063-63-1SIS-R61.

Installed new spring can. Also affects 1074-74-1RHR-V15.

Modify support.

Delete U-bolt and add clamp.

Delete U-bolt and add clamp. Also affects 1072-72-1CS-R31.

Modified support and replaced snubber.

Modified support

New pipe support

Modified Supports Also affects 1072-72-1CS-R40,

and -R44

-R42,

Modified support

Replaced

Modified

load pin at

supports.

Modified supports.

Modified supports.

Modified supports.

Added new support.

clamp for strut

Also affects 1072-72-ICS-RI01, -R103,

-RI05, and -R106.

Also affects 1003-03B-1AFW-R197.

Also affects 1003-038-1AFW-R175
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TRACKING IMPLEMENTING

NUMBER DOCUMENT

====NUMBER=====

WBN - ASME Section Xl Repair/Replacement Program

Index of Attached'NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

D-16152-08

D-05620-04

0-05709-08

D-04527-04

D-06012-21

94- 483 94-08024-00

94- 484 94-02782-02

94- 485 93-24429-01

94- 486 D-05620-02

94-14208-00

D-04665-03

94-25181-00

94-01172-00

94-20271-00

D-04525-02

94-12827-00

94-12827-07

94-12827-06

2062-62-2CVC-R 1

1072-72-1CS-R 47

1074-74-1RHR-R215

1003-1-03A-320

1001-1-O1A-431

1003-03B-IAFW-R239

1062-555-10- 43

1072-060-72- 3

1072-72-1CS-R 33

1072-437- 4-

1063-060-63-

I-SGEN- 68 -

1-TTV - 41 -

1-TANK- 63 -

1003-1-03A-286

1-FCV - 1 - 14-A

1-FCV - I - 7-B

1-FCV - 1 - 181-A

Added new support.

Modified existing pipe supports

Modified supports

Modified support

MOdified tube steel by nothcing to

provide clearance between tube steel

and 18" feedwater pipe.

Modified tube steel and snubber due to

thermal movement during HFT.

Removed and reinstalled shim to

correct gaps.

Repaired gap between baseplate and

bottom of bolt head.

Removed/replaced existing support

members.

Replaced missing parts of support.

Modified support

Replaced two bolt assemblies and one

helicoil on SG 3 instr/inspection

opening holes #7 & 8.

Rewelded valve bonnet seal weld.

Replaced existing washers with welded

plate washers on tank leg base plates.

modified support.

Replaced valve.

Replaced valve.

Replaced valve.

Also affects 1072-72-1CS-R48, -R49,

and -R54.

Also affects 1074-74-1RHR-R220.

Also affects 1072-72-1CS-R35, -R36,

and -R37.

Also affects 1072-437-4-112.
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NIS-2

TRACKING

NUMBER

94-12827-01

94-12827-02

94-12827-04

94-12827-05

94-22497-00

94-20225-03

94-20225-04

0-05709-15

94-12827-03

94-12827-03

95- 10 D-18998-02

95- 11 D-18998-02

D-19178-01

0-18696-02

93-10087-03

95- 15 94-19649-02

95- 16 94-25182-00

94-20225-05

D-04524-01

1-FCV - 1 - 182-B

1-FCV - 1 - 25-B

1-FCV - 1 - 32-A

1-FCV - 1 - 184-A

1074-74-1RHR-R134

1072-72-1CS-R 54

1072-72-1CS-R 55

1074-74-1RHR-R 4

1-FCV - 1 - 183 -A

1001-400- 6-174

1003-1-03A-242

1003-401- 9- 6

1003-1-03A-284

1003-1-03A-325

1063-63-1SIS-R 35

1074-435- 1- 45

1-SGEN- 68 - SG4

1072-72-1CS-R 18

1003-1-03A-247

Replaced

Replaced

Replaced

Replaced

Replaced

Replaced

Replaced

valve.

valve.

valve.

valve.

support

snubber

snubber

Replaced valve

Removed and replaced members to allow

replacement of 1-FCV-1-183.

Increased weld size on two welds.

Removed existing baseplate, anchors

and plate. Installed new restraint

plate in the y direction.

Modified restraint under pipe.

Modified support.

Replaced strut, bevelled washers, and

bolting.

Replaced strut/clamp with

snubber/clamp.

Replaced 1 stud and 1 nut for

inst/inspection opening.

replaced snubber.

Modified support.

Also affects 1003-1-03A-244, -245,

-246, and 1003-401-9-5.

Also affects 1003-1-03A-288 and -290.

also affects 1003-1-03A-248.

54

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT

====NUMBER==============-------------------------------=---=---=--=-

COMMENTS
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Index of Attached NIS-2s

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

95- 19 0-18401-04

95- 20 D-05620-11

95- 21 D-05620-12

95- 23 93-22346-05

95- 24 95-01094-00

95- 25 93-27677-06

95- 26 93-22346-03

95- 27 94-22534-00

95- 28 D-05623-04

95- 29 D-05623-03

95- 30 94-21774-00

1003-1-03A-205 Modified support to compensate for

check valve slam on piping.

1072-72-1CS-R 44 1 Modified support

1072-72-1CS-R 33

1062-1-62A- 9

1063-1-63- 78

Reworked/Replaced supports to repair

damage.

Also affects 1072-72-ICS-R35, -R2,

-R17, and -R54.

Replaced snubber.

Replaced snubber.

1063-63-1SIS-R142 Replaced snubber.

1062-1-62A-203

1-FCV - 74 - 33 -A

1072-437- 5- 9

1072-72-1CS-R117

1-HTX - 72 -

Replaced snubber.

Drilled a 1/4" hole in upstream disc

to prevent overpressurization of the

bonnet.

Trimmed 2 tugs and installed 2 shim

plates.

Modified support.

lA-A Replaced studs and nuts at heat

exchanger bonnet, and replaced seismic

lug.

95- 31 94-21775-00 1-HTX - 72 - lB-B Replaced studs and nuts at hx bonnet

and replaced siesmic lugs on east and

west side.

95- 32 94-05878-00

95- 33 95-02232-00

95- 34 D-04667-36

1-TANK- 63 - 46 Tightened U-bolts and upset threads

for locking device on supports down

from funnel on overflow pipe.

Modified support on overflow pipe by

removing existing U-bolt and nuts and

adding new plates along with new

U-bolt and nuts. Upset threads for

1074-74-1RHR-R130 Replaced upper strut.

Installed new support items.

NIS-2

TRACKING

NUMBER COMMENTS

1063-060-63- 2
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NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-====NUMBER=====

DESCRIPTION
OF

REPAIR/REPLACEMENT COMMENTS
------------------====== ===============.....

95- 35 95-02622-00 1063-435- 7- 51

95- 37 93-05855-00

95- 38 D-04665-04

95- 40 D-04525-04

95- 41 94-10254-00

95- 42 95-01776-00

D-18998-03

D-06009-10

94-01034-00

93-22732-03

94-11887-01

93-24796-03

93-24798-02

93-22346-04

94-18594-00

D-06009-11

93-23011-01

D-16152-09

1063-060-63- 28

1003-1-03A-291

1001-400-11- 2

1-RFV - 70 - 539 -

1003-1-03A-244

1001-1-01A-308

1-48N415 PS- 9

1062-406- 1- 5

1078-454-12- 4

1062-1-62A- 33

1062-1-62A-105

1062-1-62A- 48

1-RFV - 68 - 564

1001-1-01A-308

1062-62-1CVC-R 50

2062-406- 1- 20

Replaced 3 existing clamps on 2" pipe

with 3 new clamps and retorqued all

bolts.

Replaced spacer ring for suction

strainer and bolting material on

suction strainer flanges for RHR pump

lA-A and lB-B.

Replaced anchor bolts and added wing

plate with gussets.

Added welds.

Modified support.

S Installed rerate tags to change valve ALso affects 2-RFV-70-539-S

design pressure.

Installed bolts and stiffener plates.

Installed stiffener plates.

Installed new shims by welding. Also affects 1-48N415 PS-10, PS-2,

PS-3 and PS-5.

Replaced snubber.

Replaced snubber.

Replaced snubber.

Replaced snubber.

Replaced snubber.

Installed new safety relief valve at

location of 1-RFV-68-564.

Relocated rear bracket.

Replaced snubber.

Deleted Support.
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WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT

== =NUMBER=====

94-17224-00

93-22732-04

94-18594-02

94-11079-00

93-22574-00

94-18594-01

1-BYV- 62 - 546 -S

1062-62-1CVC-R222

1-RFV - 68 - 565

1-ISV - 62

1-HTX - 62

1-RFV - 68

547 -S

124

563

95- 63 95-05861-00 1062-62-1CVC-R111

94-18861-52

94-09619-04

95-06746-00

95- 67 D-16460-21

94-18357-00

95-17282-00

95- 70 95-08322-82

94-13996-01

D-12253-85

95-10046-54

95-00635-01

1062-1-62A- 95

1061-462-12-200

1062-460-18- 2

1087-435-20- 4C-460

1090-600-105- 10

1-PIPE- 62

1062-406-18- 2

1090-600-12- N

1043-043-BX-020

1077-560- 4- 81

1001-1-01A-343

Replaced valve disc.

Replaced snubber.

Installed replacement safety relief

valve at the 1-RFV-68-565 location.

Replaced stem and disc assembly.

Replaced HTX head flange bolting.

Installed replacement safety relief

valve at the 1-RFV-68-563 location.

Repplaced damaged spherical bearing

and pipe clamp.

Replaced snubber.

Replaced snubber.

Removed existing beam attachment foOr

spring can and installed new beam

attachment.

Removed and reinstalled the entire

support.

Replaced bolting.

Rerated suction piping to the

Centrifugal Charging pumps.

replaced screws in snubber with longer

screws.

Replaced snubber.

Performed base metal repair on

support.

Rewroked support per DCN.

Replaced snubber.

COMMENTS

95- 74

95- 75

CQ1~
~-



Page No.

05/17/96

NIS-2

TRACKING

NUMBER

94-25172-02

95-07889-23

94-03813-00

95-18104-00

95- 80 95-17282-01

95- 81 95-19307-03

95-19541-00

95-19541-01

94-18034-00

95-19525-00

95-21789-02

95-21789-00

95-22211-00

95-18306-00

95-22094-00

95-20583-05

95-23147-00

95-23755-00

95-19189-00

1061-462- 1- 36

1003-03 -lAFW-R236

1062-555-10- 29

1003-427- 3- 2

1-PIPE- 63

1062-62-1CVC-V181

I-CKV - 3 - 511

I-CKV - 3 - 508

1068-1-68- 54

1001-400-11- 25

1074-1-74- 4

1074-74-1RHR-R230

1-CKV - 63 - 543 -A

1003-1-03A-378

I-FCV - 3 - 638

1-CKV - 63 - 563 -S

1-CKV - 63 - 588 -S

1001-400- 6-174

1-CKV - 3 - 678

Replaced snubber.

Replaced snubber.

Replaced hanger rods.

Attached flex hose sag restraint

#1-ISLS-997-4143 to pipe suppore

1003-A427-3-2.

Rerated suction piping to the safety

injection pumps.

Modification and installation of new Also affects 1062-A606-62-143.

support.

Replace hinge pin plug in body.

Seal weld hinge pin plug in body. This also affects 1-CKV-3-509.

1-CKV-3-510, and 1-CKV-3-511.

Modified support.

Replaced top item #7.

Replaced snubber.

Replaced snubber.

Replaced disk.

Replaced welded beam attachment on the

support.

Repair steam gouges by welding.

Replaced body/bonnet stud and nut (I

each).

Replaced disk.

Modified supports per DCN F-38325-A

Repaired valve.

58

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s I
Sorted by Tracking Number

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

====NUMBER==== =



Page No. 59

05/17/96

NIS-2

TRACKING

NUMBER

95- 94

95- 95

95- 96

95- 97

95- 98

95- 99

95- 100

95- 101

95- 102

95- 103

95- 104

95- 105

95- 106

95- 107

95- 108

96- 1

WORK

IMPLEMENTING

DOCUMENT

====NUMBER=====

94-02663-18

95-11832-01

95-22681-00

95-22681-01

95-22681-02

95-22681-03

95-22681-04

95-22681-05

95-22681-06

95-22681-07

95-23702-00

94-13619-03

94-13619-04

94-13619-00

94-27918-00

96-00647-00

96- 2 95-03381-03

WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

DESCRIPTION

OF

AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS
---------------------------------------------------========================

1001-1-01 -348

1-CKV -

1-FCV -

1-FCV -

1-FCV -

1-FCV -

1-FCV -

1-FCV -

I-FCV -

1-FCV -

1-DRV -

1-SFV -

1-SFV"

1-SFV -

645

7-B

14-B

25-B

32-A

181 -A

182-B

183-A

184-B

507

520

516

521

1-CKV - 62 - 577 -S

1-062B-T200-16

1-FCV - 03 - 100 -B

Repaired undercut in Weld on west side

plate, item #13

Replaced bonnet studs and nuts.

Removed existing valve and installed

new valve.

Removed existing

new valve.

Removed existing

new valve.

Removed existing

new valve.

Removed existing

new valve.

Removed existing

new valve.

Removed existing

new valve.

Removed existing

valve

valve

valve

valve

valve

valve

valve

instal Led

installed

installed

installed

installed

installed

installed

new valve.

Replaced stem assembly (includes valve

disk).

Replaced disc

Replaced disc

Replaced disc

Seal welded bonnet to body.

Remove and replace weld to eliminate

pin hole leak in existing weld.

Repair seating surface and guide

slots.

(19 ý-h'-s-
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WBN - ASME Section XI Repair/Replacement Program

Index of Attached NIS-2s

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK DESCRIPTION

IMPLEMENTING OF

DOCUMENT AFFECTED COMPONENT REPAIR/REPLACEMENT COMMENTS

====NUMBER=====------------------------------------------------------------------------------------------------

96- 3 94-12193-00

96- 11 K-P04633A-4

96- 12 See index

1-PCV - 68 - 334

1063-435- 8- 87

See index

Replace main and pilot discs.

Support modifications

See index of attachments and the

attachments for a description of the

work performed.

This NIS-2 contains the old program

Summary Reports and NIS-2 attachments

prepared prior to revising the Repair

and Replacement program to require

individual NIS-2s for each work

document.



Page No.

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT AFFECTED COMPONENT

====NUMBER=====---------------=====

DESCRIPTION

OF

REPAIR/REPLACEMENT

89- 2 2900 1-CKV- 67 - 575A REPLACE DISC WITH SOFT SEATED DISC. ALso affects 1-CKV-67-575B, -575C,

-575D, -585A, -585B, -585C, and -585D.

89- 4 A-404602 UHI PIPING GRIND AREA WHERE ASME CODE TAG WAS

REMOVED ON THE PIPING ADJACENT TO WELD

D040-015.

89- 7 A-513881

89- 9 A-539132

89- 11 A-488830

89- 13 A-484113

89- 14 A-484114

89- 15 A-484115

89- 18 4352

1-RFV - 72 - 508 REPLACED DISC AND NOZZLE.

1-RFV - 63 - 577 -S REPLACED DISC.

1-RFV - 63 - 602

1-FE - 63 - 29

1-FE - 63 - 31

1-FE - 63 - 27

I-RTV - 63 - 351

REPLACED DISC.

REPLACE STUDS AND NUTS TO OBTAIN

PROPER THREAD ENGAGEMENT.

REPLACE STUDS AND NUTS TO OBTAIN

PROPER THREAD ENGAGEMENT.

REPLACE STUDS AND NUTS TO OBTAIN

PROPER THREAD ENGAGEMENT.

REPLACED HARD SEATED DISCS WITH SOFT

SEATED DISCS ON 2 NPS KEROTEST VALVES.

1-RTV-63-352, -353, -354, -355, -356,

-357, -358, -359, -360, -361, -362,
-364, -365, -366, 1-RTV-87-308, -309,

-318, -319, 1-ISV-77-860, -863, -876,
-886, O-ISV-77-865A, -865B, -878A,

-878B, -474, -476, 1-TV-77-883, -884,
O-RTV-77-475, -477.

89- 22 NR0675B

89- 24 E- 6164-1

89- 26 A-573345

89- 27 3727

89- 32 A-076382

89- 39 N- 6276-1

1063-1-63-496

1-062A-T107-08-02

1-062 -S-17-6

1-FCV - 61 - 191

1-043 -L231A- 4

REMOVE SURFACE DEFECTS IN MECHANICAL

PIPE BENDS.

REPLACE ANCHOR BOLTS, BASE PLATE AND

STRUT.

GRIND WELD SMOOTH TO REMOVE

QUESTIONABLE INDICATIONS

REPLACE NUTS. ALso affects subassembly 1-62-S-17-1.

REPLACE STUD AND NUT

REMOVE LINEAR INDICATIONS.

PAGE 3 OF S

NIS-2

TRACKING

NUMBER COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

===NUMBER==

DESCRIPTION

OF.

REPAIR/REPLACEMENT COMMENTS

C-WBP880732-1

C-WBP880190-1

A-226089

89- 44 A-491709

89- 47 C-WBP890251-1

1-HTX - 62 - 124

1-TANK- 63 - 46

1-RPV - 68 - Ul

RCS-2-4

1003-401- 1- 16

REPLACE BOLTS WITH STUDS.

REPAIR VENDOR WELDS.

REMOVE DAMAGED THREAD AND MACHINE

GRIND FLUSH FIRST THREAD ON REACTOR

PRESSURE VESSEL CLOSURE HEAD STUD 19

GRIND OUT LINEAR INDICATION TO RESOLVE

NOI 360.

REPLACE BURST PIPING AND COMPONENT

SUPPORT-
Per our NRC commitments, the piping

repiacement was documented on an N-5

Suppiement. This Summary Report is

being processed for the component

support reptacement onty.

89- 48 C-WBP890161-1

89- 50 C-WBP880173-1

K-P04730A-1

K-P04730A-1

A-573388

A-573263

A-573344

A-529259

A-599092

K-P04714A-1

W427P-1

1062-62-1CVC-R 31

1063-435- 8- 38

1003-1-03A-561

1003-1-03A-541

1-015A-TOO1-98A

1-074A-TO09-15B

1-003C-T184-0600

1-FCV - 3 - 33 -A

1063-060-63- 77

1-068 -S- 1- 2

REMOVE BEAM ATTACHMENT AND BASE PLATE,

INSTALL NEW BEAM ATTACHMENT AND

BASEPLATE.

MODIFY EXISTING SUPPORT AND REPLACE

SNUBBER.

REMOVE PIPE SUPPORT.

REMOVE PIPE SUPPORT

REMOVE INDICATION BY MECHANICAL MEANS.

REMOVE OVERLAP IN WELD

REMOVE INDICATION FROM WELD.

REPLACED STUDS AND NUTS ON VALVE.

REMOVE UNAUTHORIZED LINEAR WELD BEAD

AND EXAMINE THE AREA

INSTALLED NEW PIPE SUPPORT

PERFORM THICKNESS CHECK AFTER REMOVAL

AREA WAS ACCEPTED. PERFORMED VT AND

PT.

F1_C; i:F s`
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05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Nunber

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

===NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

90- 58 W427P-1

90- 63 K-P04728A-1

K-P02914A-1

K-P02914A-1

K-P02914A-1

K-P02914A-1

K-P02914A-1

1-068 -S- 1- 2

1062-060-62-143

1070-1-70- 41

1070-1-70- 44

1070-1-70- 47

1070-1-70- 50

1070-464-20- 8

90- 71 K-P02914A-1 1070-464-20- 9

90- 72 K-P02914A-1

90- 73 K-P04708A-1

90- 74 K-P04708A-1

90- 75 K-P04708A-1

90- 76 K-P04708A-1

90- 87 K-P04719A-1

90- 88 C-WBP890334-1

90- 93 C-WBP870033-4

90- 94 C-WBP870033-4

90- 97 CIWBP880540-1

1070-464-20- 20

1063-060-63- 70

1063-435- 6- 32

1063-1-63-327

1063-060-63- 70

1062-1-62A-295

1063-060-63- 9

1-FCV - 70 - 100

1-FCV - 70 - 89

1-003A-TO04-25

PERFORMED INITIAL VT AND THICKNESS

CHECK, GROUND TO REMOVE INDICATIONS,

PERFORMED PT AND THICKNESS CHECK AFTER

REMOVAL.

FABRICATE AND INSTALL NEW PIPE

SUPPORT.

DELETED SUPPORT

DELETED SUPPORT

DELETED SUPPORT

DELETED SUPPORT

MODIFIED SUPPORT MEMBERS TO PROVIDE

PROPER RESTRAINT DIRECTION.

MODIFIED SUPPORT TO PROVIDE PROPER

RESTRAINT DIRECTION

ADDED PLATE AND TS TO PROVIDE ADDED

SUPPORT RESTRAINT OF THE PIPE.

THIS SUPPORT REPLACES 47A435-6-31

THIS SUPPORT INSTALLED INTEGRALLY WITH

47A060-63-70

DELETE SUPPORT

INSTALLED SUPPORT

MODIFIED SUPPORT PER DCA

REPLACED BOX ANCHOR

INSTALLED VALVE BY BOLTING.

INSTALL VALVE BY BOLTING.

REMOVED BASE METAL INDICATIONS ON PIPE

AND EXAMINED AREA.

PAGE OF M
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05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

= = NUMBER=====

90- 98 C-WBP880540-1

90- 99 C-WBP880540-1

K-P04693A-1

K-P04693A-1

K-P04693A-1

K-P04693A-1

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

C-WBP870033-2

K-P04692A-1

K-P04701A-1

K-P04691A-1

K-P04691A-1

K-P04691A-1

K-P05699A-1

K-P05699A-1

1-074A-D047-4

1-090A-TO09-5-C1

1062-62-1CVC-R246

1062-62-1CVC-R247

1062-62-1CVC-R251

1062-62-1CVC-R249

1-FCV - 67 - 103

1-FCV - 67 - 113

1-FCV - 67 - 111

1-FCV - 67 - 105

1-FCV - 67 - 95

1-FCV - 67 - 97

1-FCV - 67 - 89

1-FCV - 67 - 87

1063-435- 1- 49

1063-435- 8- 84

1062-62-1CVC-R167

1062-62-1CVC-R 22

1062-406- 1- 7

1072-437- 4- 5

1074-74-1RHR-R 77

DESCRIPTION

OF

REPAIR/REPLACEMENT

REMOVED BASE METAL INDICATION ON PIPE

AND EXAMINED AREA.

REMOVED BASE METAL INDICATIONS AND

EXAMINED AREA.

DELETED SUPPORT

DELETED SUPPORT

DELETE SUPPORT

MODIFIED/REPLACED SUPPORT SNUBBER WITH

STRUT.

INSTALLED 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

INSTALLED 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

INSTALL 6 NPS VALVE BY BOLTING.

ADDED ANGLE IRON TO PROVIDE

SUPPORT/RESTRAINT OF THE PIPE.

INSTALL NEW SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

90-

90-

90-

90-

O 90-

90-

90-

90-

90-

90-

90-

90-

90-

90-

90-

90-

.90- 1

90- 1

90- 1

COMMENTS

100

101

102

103

104

105

106

107

113

114

115

116

123

125

126

127

128

130

131

PA'-GE ý OF sZc'
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05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

-===NUMBER=====-----------------

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

1074-74-1RHR-R 80

1074-74-1RHR-R 75

1074-74-1RHR-R155

1074-74-1RHR-R 66

1003-03B-1AFW-R181

1-PMP - 62 - 104 -B

STEAM GENERATOR TUBE

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

MODIFY BY REMOVING 1 STRUT, CLAMP,

PLATE AND ANCHORS.

REPLACE LOST BOLTING.

REPLACE BOLTING ON SEAL BALANCE LINE

INSTALL TUBE PLUGS IN STEAM GENERATOR

TUBES.

90- 144 K-006847A-1

K-P04719A-1

C-WBP900186-1

K-K06015A-1

K-K06015A-1

K-K06015A-1

K-K06015A-1

K-P04729A-1

M- 5802-3

90- 155 M- 5802-3

90- 156 M- 5802-3

M- 5802-3

M- 5802-3

STEAM GEN MANWAY

1062-1-62A-305

1-TANK- 63 - 46

1001-400-11- 26

1001-400-11- 28

1001-400-11- 30

1001-400-11- 33

1062-62-1CVC-R 52

1062-62-1CVC-V181

1063-63-ISIS-V044

1072-72-1CS-R 11

1063-63-1SIS-R196

1062-1-62A-373

INSTALL LARGER FASTENERS IN THE

PRIMARY MANWAY FLANGE AND COVER.

DELETE SUPPORT

REPAIR VENDOR WELDS IN THE RWST.

SUPPORT DELETED

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

MODIFY SUPPORT

REPLACED WELDED EYE ROD WITH WELDLESS

EYE NUT, THREADED ROD, AND NUTS.

REPLACED WELDED EYEROD WITH THREADED

ROD, NUTS AND A WELDLESS EYE NUT.

REPLACED WELDED EYE ROD WITH WELDLESS

EYE NUT, THREADED ROD, AND NUTS.

REPLACED PIPE CLAMP

REPLACE PIPE CLAMP AND WELDED

ATTACHMENTS TO PIPE CLAMP.

K-P05699A-1

K-P05699A-1

K-P05699A-1

K-P05699A-1

A-650006

A-400586

A-660042

PAGE . OF 4
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05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

=NUMBER=====

M- 5802-3

A-622004

A-620953

K-P05698A-1

1063-1-63- 79

1-RFV - 74 - 505

1-PMP - 74 - 20 -B

1074-432- 2- 3

DESCRIPTION

OF

REPAIR/REPLACEMENT

REPLACED SNUBBER AND REAR BRACKET.

REPLACE 1-RFV-74-505 WITH 2-RFV-74-505

REPLACE STUD ON RHR PUMP 1B-B FLANGE

DELETE PIPE SUPPORTS.

COMMENTS

This WID affects several component

supports. See the listing attached to

the Summary Report Form - NIS-2

Attachment.

90- 173 K-P05698A-1

90- 174 K-P04735A-1

90- 175 K-P04735A-1

90- 176 K-P04735A-1

90- 177 K-P04735A-1

90- 180 K-P04690A-1-1

90- 181 E- 5814-1

90- 182 E- 5814-1

90- 183 E- 5814-1

90- 184 E- 5814-1

90- 185 E- 5814-1

90- 186 E- 5814-1

90- 187 E- 5814-1

90- 188 E- 5814-1

90- 189 E- 5814-1

90- 190 K-P03631A-1

1063-63-ISIS-R 24

1062-62-1CVC-R217

1062-62-1CVC-R211

1062-62-1CVC-R213

1062-62-1CVC-R215

1062-406- 2- 12

1003-401- 1- 9

1003-401- 1- 10

1003-401- 1- 11

1003-401- 1- 12

1003-401- 1- 13

1003-401- 1- 14

1003-401- 1- 15

H-401-1-NP-09-70

H-401-1-NP-10-70

1074-74-1RHR-V121

REINSTALLED PREVIOUSLY ERRONEOUSLY

DELETED SUPPORT.

MODIFY PIPE SUPPORT

MODIFY PIPE SUPPORT

MODIFY PIPE SUPPORT

MODIFY PIPE SUPPORT

REPLACED SNUBBER AND REAR BRACKET.

INSTALLED SUPPORT

INSTALLED SUPPORT

INSTALLED SUPPORT

INSTALL SUPPORT

INSTALL SUPPORT

INSTALL SUPPORT

INSTALL SUPPORT

INSTALL SUPPORT

INSTALL SUPPORT

ADD PLATE AND TS TO RAISE SPRING CAN

UNDER PIPE.

,. .. .. O F

90- 159

90- 168

90- 169

90- 172
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05/15/96

WBN - ASME Section XI Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

-.... ====NUMBER=====-----------------

90-

90-

90-

90-

90-

90-

90-

90-

O90-

90-

90-

90-

90-

90-

90-

90- 2

90- 2

90- 2

90- 2

90- 2

0 90- 2

90- 2

191

192

193

194

195

196

197

198

199

200

201

202

205

206

207

208

209

10

:11

12

13

14

PAGE 3- OF 5

COMMENTS

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

E- 6056-1

A-614876

K-P05637A-1

K-P05637A-1

K-P05637A-1

K-P05637A-1

K-P05637A-1

K-P05601A-1

K-P05601A-1

K-P05601A-1

K-P05601A-1

K-P05601A-1

1001-400- 6-152

1001-1-01A-387

1094-1-90-100

1094-1-90-101

1094-1-90-102

1094-1-90-103

1094-1-90-104

1094-1-90-105

1094-1-90-106

1094-1-90-107

1094-1-90-108

1-TCV - 62 - 79

1001-400- 6-269

1001-400- 6-288

1001-400- 6-270

1001-400- 6-266

1001-400- 6-262

1072-437- 2- 31

1072-437- 2- 32

1072-72-1CS-R 1

1072-72-1CS-R 3

1072-72-1CS-R 9

MODIFIED SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY SUPPORT

REPLACE VALVE TO FLANGE BOLTING

DELETE SUPPORT

,DELETE SUPPORT

MODIFIED SUPPORT AND DELETED SNUBBER

INSTALL STRUT TO REPLACE SNUBBER

MODIFY SUPPORT

INSTALL NEW SUPPORT AND SPRING CAN.

INSTALL PIPE SUPPORT AND SPRING CAN.

CHANGE STRUT TO SNUBBER

CHANGE STRUT TO SNUBBER.

INSTALL NEW STRUT AND WELDED

ATTACHMENT



Page No.

05/15/96

WBN - ASME Section XI Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Nunber

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

=NUMBER=

DESCRIPTION

OF

REPAIR/REPLACEMENT

1072-72-1CS-R 10

1072-72-1CS-R 16

1072-72-1CS-R 18

1072-72-1CS-R 25

1072-72-1CS-R145

1031-915- 8- 9

1001-400-11- 39

1001-400-11- 48

1063-63-1SIS-R205

1063-63-1SIS-R204

1-074 -6

1001-400- 6-123

90- 233 E- 6429-1

K-P05601A- 1

K-P05601A- 1

K-PO5601A- 1

K-P05601A- 1

K-P05601A-1

A-573486

K-K06014A- 1

K-K06014A- 1

K-P04667A- 1

K-P04667A- 1

K-P05922A-2

K- P05638A- 1

E- 6429-5

90- 234 K-P05603A-1

90- 235

90- 236

90- 237

K-P05603A-1

K-P05603A-1

K-P05603A-1

1072-437- 5- 6

1072-437- 1- 4

1072-437- 5- 4

1072-437- 5- 5

REMOVE SNUBBER AND CLAMPS AND REPLACE

WITH NEW B-P PARTS

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

PAGE IG OF ýf

CHANGE STRUT TO SNUBBER.

REMOVE STRUT AND CLAMP AND INSTALL

SNUBBER AND CLAMP.

ADD SNUBBER.

CHANGE SNUBBER TO TUBULAR SUPPORT.

CHANGE SNUBBER TO STRUT

INSTALL NEW CLAMP ASSEMBLY.

MODIFY SUPPORT

MODIFY SUPPORT

DELETE SUPPORT

MODIFY SUPPORT BY REMOVING STRUT AND

CLAMP. ABANDON EXISTING LUGS AND

REINSTALL AT A NEW LOCATION.

DELETE SUPPORT

MODIFY SUPPORT

REMOVE UHI PIPING AND HANGERS OUTSIDE

THE REACTOR CAVITY.

REMOVE UHI PIPING AND HANGERS INSIDE This Summary Report is for hanger and

THE REACTOR CAVITY. pipe removal only. Installation of

the head adapters involved pressure

boundary welding and was performed

under the ASME III program.

COMMENTS
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05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

======== ====NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT

90- 238 K-P05603A-1

90- 239 K-P04720A-1

90- 240 K-P04720A-1

90- 241 K-P04715A-1

90- 242 K-P04715A-1

90- 243 K-P04715A-1

90- 244 K-P04715A-1

90- 245 K-P04715A-1

90- 246 K-P04715A-1

90- 247 K-P04715A-1

90- 248 K-P04715A-1

90- 249 K-P04715A-1

90- 250 K-P04715A-1

90- 251 K-P04715A-1

90- 252 K-P04715A-1

90- 253 K-P04715A-1

1072-72-1CS-R114

1062-1-62A-384

1062-1-62A-385

1063-435- 3- 3

1063-435- 6-100

1072-437- 1- 52

1072-437- 1- 53

1063-63-1SIS-R125

1063-63-1SIS-R124

1063-63-1SIS-R135

1063-63-ISIS-R159

1063-63-1SIS-R249

1063-63-ISIS-R278

1063-63-1SIS-R259

1063-63-1SIS-R255

1063-63-1SIS-R216

REMOVE EXISTING SNUBBER AND REAR

BRACKET AND REPLACE WITH NEW B-P

PARTS.

REMOVE EXISTING SNUBBER AND REAR PLATE

AND REPLACE WITH NEW B-P PARTS.

DELETE SUPPORT

REPLACE STRUT AND CLAMP WITH NEW

SNUBBER AND CLAMP

INSTALL NEW SUPPORT, SNUBBER, CLAMP,

TUBE STEEL, BASEPLATES AND UC ANCHORS.

INSTALL NEW SUPPORT, SNUBBER AND

CLAMP.

INSTALL NEW SUPPORT WITH SNUBBER AND

CLAMP IN PLACE OF 63-1SIS-R255.

REMOVE RING PLATE AROUND PIPE AND

REPLACE WITH ANGLE ON TOP AND BOTTOM.

REMOVE RING PLATE AROUND PIPE AND

REPLACE WITH TS ON TOP AND BOTTOM.

REMOVE SUPPORT

REMOVE SUPPORT

REMOVE SNUBBER AND CLAMP AND REPLACE

WITH STRUT AND CLAMP.

REMOVE SNUBBER AND CLAMP AND REPLACE

WITH TUBE STEEL.

REMOVE SNUBBER AND CLAMP AND REPLACE

WITH TUBE STEEL

REMOVE STRUT AND CLAMP IN THE X

DIRECTION AND INSTALL NEW STRUT AND

CLAMP IN THE Y DIRECTION.

REMOVE SNUBBER AND REPLACE WITH STRUT.

PAGE L OF'

COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

===NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

90- 254 K-P04715A-1

90- 255 K-P04715A-1

90- 256 K-P04715A-1

90- 257 K-P04715A-1

90- 261 K-P04715A-1

1063-435- 2- 13

1063-63-1SIS-R254

1074-432- 1- 31

1063-435- 3- 2

1063-435- 3- 14

INSTALL NEW SUPPORT, SNUBBER, CLAMP,

PLATE AND WEDGE BOLTS.

REMOVE STRUT AND CLAMP AND INSTALL NEW

SNUBBER AND CLAMP.

INSTALL NEW SUPPORT, 2 SNUBBERS, W END

ATTACHMENTS, 2 CHANNELS AND 2 PLATE

WASHERS.

REMOVE SNUBBER, CLAMP, BASEPLATES AND

ANCHORS AND INSTALL STRUT, CLAMP U.C.

ANCHORS, BASEPLATES AND LUGS.

INSTALL NEW SUPPORT BY WELDS This documents integral welds
1-063A-D079-13 AND 1-063A-D079-14 (pressure boundary). The integral

welds were documented via an N-5

Supplement per our NRC commitments.

This NIS-2 Attachment is for the

hanger work only.

90- 262 K-P04715A-1

90-

90-

90-

90-

90-

90-

90-

90-

9-0

K-P05638A-1

K-P05638A-1

K-P05638A-1

K-P05640A-1

K-P05640A-1

K-P05640A-1

K-P05640A-1

K-P05640A-1

K-P05640A-1

90- 275 K-P06014A-1

1063-435- 3- 14

1001-400-

1001-400-

1001-400-

1001-400-

1001-400-

1001-400-

1001-400-

1001-400-

1001-400-

6-134

6- 96

6- 97

6- 68

6- 81

6- 82

6- 88

6- 89

6- 95

1001-400-11- 44

INSTALL NEW SUPPORT, SNUBBER, WELDED

ATTACHMENTS, BASEPLATES AND U.C.

ANCHORS.

MODIFY SUPPORT

DELETE SUPPORT

DELETE SUPPORT

MODIFY SUPPORT

DELETE SUPPORT

DELETE SUPPORT

MODIFY SUPPORT

MODIFIED SUPPORT

DELETE SUPPORT

DELETE SUPPORT

PAGE L! oF

======================================
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05/15/96

WBN - ASME Section XI Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT AFFECTED COMPONENT

==NUMBER=====---------------=-===

K-P06014A-1

K-P06014A-1

K-P06014A-1

K-P02916A-1

90-1226 K-P02916A-1

90-1227 K-P02916A-1

90-1228 K-P02916A-1

90-1229 K-P02916A-1

90-1230 K-P02916A-1

C-WBP890502-8

K-P04612A-1

K-P04612A-1

K-P05922A-2

K-P05922A-1

K-P05922A-1

K-P04491A-1

91- 19 K-P04529A-1

NIS-2

TRACKING

NUMBER

90- 276

90- 277

90- 278

90-1225

DESCRIPTION

OF

REPAIR/REPLACEMENT

1001-400-11- 46

1001-400-11- 47

1001-400-11- 51

1070-70-1CC-R 14

1070-70-1CC-R 19

1070-70-1CC-R 24

2070-70-2CC-R 25

2070-70-2CC-R 40

2070-70-2CC-R 47

1062-62-1CVC-R154

1062-62-1CVC-R262

1062-62-1CVC-R268

1074-1-74- 23

1074-1-74- 14

1074-1-74- 1

1072-437- 3- 10

1003-1-03A-505

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACE WITH NEW STRUT AND CLAMP.

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACD WITH THE NEW STRUT AND

CLAMP.

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACE WITH THE NEW STRUT AND

CLAMP.

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACE WITH NEW STRUT AND CLAMP

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACE WITH THE NEW STRUT AND

CLAMP.

REMOVE THE EXISTING SNUBBER AND CLAMP

AND REPLACE WITH A NEW STRUT AND

CLAMP.

REPLACE BOLTING

ADDED CLIP ANGLES.

REMOVED AND COMPLETELY REBUILT SUPPORT

DELETED SUPPORT

ADDED STIFFENER PLATES

ADDED AN ADDITIONAL WELD

INSTALL NEW SUPPORT

ADD ADDITIONAL WELD AND STIFFENER

PLATES TO SUPPORT

pAGE OF

COMMENTS
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05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

91- 20 K-K06013A-1

91- 26 NAO67LB

91- 27 NAOO3GB

91- 28 K-P04729A-1

91- 29 K-P04729A-1

91- 30 K-P04729A-1

91- 31 K-P04729A-1

91- 32 K-P04729A-1

91- 33 K-P04729A-1

91- 34 K-P04729A-I

91- 41 K-P05922A-1

91- 42 K-P04729A-1

AFFECTED COMPONENT

1001-400-11- 14

1-067C-D294-08

1-003C-DO11-06

1062-406-17- 1

1062-406-17- 2

1062-406-17- 3

1062-406-17- 4

1062-406-17- 5

1062-406-17- 6

1062-406-17- 7

1074-1-74- 12

1062-060-62-152

DESCRIPTION

OF

REPAIR/REPLACEMENT

DELETED SUPPORTS

COMMENTS

ALSO DELETES SUPPORTS 47A400-11-5, -6,
AND -9.

REPAIRED WELD BY GRINDING TO REMOVE

INDICATION

REPAIRED WELD BY GRINDING TO REMOVE

INDICATION.

REMOVE EXISTING BOX ANCHOR AND INSTALL

A STRUT AND CLAMP ASSEMBLY.

MODIFY SUPPORT

INSTALL NEW SUPPORT

MODIFY SUPPORT

INSTALL NEW SUPPORT

INSTALL NEW SUPPORT

INSTALL NEW SUPPORT

MODIFY SUPPORT

INSTALL NEW BOX ANCHOR SUPPORT This includes pressure boundary
welding (integral weld). Per our NRC
commitments the integral weld was
documented on an N-5 Supplement. This
NIS-2 Attachment is for the hanger
work only.

91- 43 K-P04729A-1

91- 44 K-P04729A-1

91- 45 K-PO4729A-1

1062-060-62-152

1062-060-62-153

1062-060-62-153

INSTALL NEW SUPPORT

INSTALL NEW BOX ANCHOR SUPPORT

INSTALL NEW BOX ANCHOR SUPPORT

PAGE i-O OF

This includes pressure boundary

welding (integral attachment). Per

our NRC commitments the integral weld
was documented on an N-5 Supplement.
This NIS-2 Attachment is for the
hanger work only.

This includes pressure boundary
welding (integral attachment). Per
our NRC commitments the integral weld
was documented on an N-5 Supplement.



This NIS-2 Attachment is for the

hanger work onLy.

PAGE L5 OF GGV.
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05/15/96

WBN - ASME Section X1 Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

=NUMBER=

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

91- 46 K-P04729A-1

91- 48 K-P04729A-1

91- 49 K-P04729A-1

K-P04729A-1

K-P04729A-1

K-P04729A-1

K-P04729A-1

K-P04729A-1

K-P04729A-1

A-670470

K-P04796A-1

K-P04601A-1

K-P04601A-1

K-P04601A-1

K-P05641A-1

K-P05641A-1

K-P05713A-1

K-P05713A-1

1062-62-1CVC-R 61

1062-62-1CVC-R 62

1062-62-1CVC-R 62

1062-62-1CVC-R 83

1062-62-1CVC-R103

1062-62-1CVC-R112

1062-62-1CVC-R114

1062-62-1CVC-R130

1062-406- 2- 22-

1-SGEN- 68 - SG3

1062-406- 9- 42

1062-62-1CVC-R182

1062-62-1CVC-R176

1062-406- 1- 2

1001-400- 7- 20

1001-400- 7- 55

1072-437- 4- 8

1072-437- 4- 8

REMOVE EXISTING LUGS AND REPLACE WITH This documents pressure boundary

NEW SUPPORT AND NEW LUGS. welding (integral attachment). Per

our NRC commitments the integral weld

was documented on an N-5 Supplement.

This NIS-2 Attachment is for the

hanger work only.

REMOVE EXISTING LUGS AND INSTALL NEW

LUGS AND SUPPORT

REMOVE EXISTING LUGS AND REPLACE WITH

NEW LUGS.

DELETE SUPPORT

MODIFY SUPPORT

REMOVE EXISTING SNUBBER AND REPLACE

WITH A STRUT.

MODIFY EXISTING SUPPORT

DELETE SUPPORT

2 DELETE SUPPORT

BLEND TUBE END DAMAGE AT STEAM

GENERATOR #3, ROW 9 COLUMN 13.

INSTALL NEW SUPPORT

REPLACED DAMAGED STRUT

MODIFY SUPPORT AND REPLACE EXISTING

ANGLE.

ADD ADDITIONAL WELD METAL

MODIFY SUPPORT

MODIFY SUPPORT

MODIFY EXISTING SUPPORT

MODIFY EXISTING SUPPORT

PAGE LhoOF

This involves pressure boundary

welding (tugs). Per our NRC



commitments the pressure boudnary

welding was documented on an N-5

Supplement. This NIS-2 Attachment is

for the hanger work only.

PAGE -OF •
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Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

==NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

91- 76 K-P05713A-1

91- 77 K-P05713A-1

91- 78 K-P05713A-1

91- 79 K-P05713A-1

91- 80 K-P05713A-1

91- 81 K-P05713A-1

91- 82 K-P05713A-1

91- 83 K-P05713A-1

91- 84 K-P05713A-1

91- 86 K-P04537A-1

91- 87 K-P04537A-1

91- 88 K-P04537A-1

91- 89 K-P04537A-1

91- 90 K-P04537A-1

91- 91 K-PO4537A-1

1072-437- 4- 7

1072-437- 4- 7

1072-437- 1- 9

1072-437- 1- 51

1072-437- 4- 2

1072-437- 4- 1

1072-437- 4- 3

1072-437- 1- 2

1072-437- 1- 54

1001-400- 6- 72

1001-400- 6- 99

1001-400- 6-100

1001-400- 6-101

1001-400- 6-102

1001-400- 6-183

MODIFY EXISTING SUPPORT

MODIFY EXISTING SUPPORT.

ADD WELD METAL TO INCREASE WELD SIZE.

MODIFY EXISTING SUPPORT BY RETAGGING

AND ADDING A SPACER.

MODIFY EXISTING SUPPORT

MODIFY EXISTING SUPPORT

DELETE SUPPORT

MODIFY EXISTING SUPPORT

ADD SPACER TO ACHIEVE CORRECT GAP AND

RETAG

REMOVE EXISTING SUPPORT AND INSTALL A

NEW ONE.

MODIFY EXISTING SUPPORT

REMOVE EXISTING SUPPORT AND INSTALL A

NEW ONE.

REMOVE EXISTING SUPPORT AND INSTALL A

NEW ONE.

REMOVE EXISTING SUPPORT AND INSTALL

NEW ONE.

MODIFY EXISTING SUPPORT AND INSTALL A

NEW ONE.

NIS-2

TRACKING

NUMBER

PAGE 18 OF

This involves pressure boundary

welding (integral attachments). Per

our NRC commitments the integral

attachments was documented on an N-5

Supplement. This NIS-2 Attachment is

for the hanger work only.

This involves pressure boudnary

welding (integral attachments). Per

our commitments the integral

attachments were documented on an N-5

Supplement. This NIS-2 Attachment is

for the hanger work only.
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Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING
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===NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

91- 92 K-P04537A-1

91- 93

.91- 94

91- 95

91- 96

91- 100

91- 105

K-P04537A-1

K-P04537A-1

K-P04537A-1

K-P04537A-1

K-P04725A-1

C-WBP890502-1

91- 106 C-WBP890502-1

91- 107 C-WBP890502-1

91- 108 C-WBP890502-1

K-P04712A-1

K-P04712A-1

K-P04739A-1

91- 155 K-P04712A-1

91- 156A K-P04623A-2

91- 1568 K-P04623A-2

91- 156D K-P04623A-2

1001-400- 6-184

1001-400-

1001-400-

1001-400-

1063-435-

6-205

6-261

6-398

8- 39

1062-406- 8- 69

1003-1-03A-526

1003-1-03A-374

1070-70-1CC-R 71

1070-70-ICC-R 46

1063-63-1SIS-R 34

1063-63-ISIS-R 41

1062-62-1CVC-R271

1063-63-1SIS-R 33

1062-555- 3- 12

1062-555-10- 20

1062-555-10- 36

REMOVE EXISTING SUPPORT AND INSTALL A

NEW ONE.

DELETE SUPPORT

REMOVE EXISTING SUPPORT AND INSTALL

NEW ONE.

INSTALLED NEW SUPPORT

REMOVE EXISTING SUPPORT AND INSTALL A

NEW SUPPORT

INSTALL NEW SUPPORT AND SNUBBER

REPLACE DAMAGES MECHANICAL SHOCK

ARRESTOR.

REPLACE DAMAGED MECHANICAL SHOCK

ARRESTOR.

REPLACE MISSING CLAMP, PLATE WASHERS

AND NUTS.

REPLACE MISSING CLAMP, PLATE WASHERS,

BOLTS AND NUTS

INSTALLED NEW CLAMP

DELETED SNUBBERS

DELETED SNUBBERS AND INSTALLED STRUT

AND PIPE CLAMP

DELETED SNUBBER AND ADDED STRUT

REPLACED EXISTING VERTICAL STRUT WITH

DIFFERENT STRUT, STAKED SPHERICAL

BEARING.

ADDED 3/8 STIFFENER AND ADDED WELD

METAL TO EXISTING SPACER.

ADDED BASEPLATES AND STRUCTURAL STEEL

SHAPES.

NIS-2

TRACKING

NUMBER COMMENTS

PAGE i2 ,QO F (
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WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

91- 156E K-P04623A-2

91- 156G K-P04623A-2

91- 156H K-P04623A-2

1561 K-P04623A-2

156J K-P04623A-2

91- 156K K-P04623A-2

91- 156L K-P04623A-2

156N K-P04623A-2

1560 K-P04623A-2

156P K-P04623A-2

91- 1560 K-P04623A-2

91- 156R.K-PO4623A-2

91- 156S K-P04623A-2

91- 156T K-P04623A-2

91- 156U K-P04623A-2

91- 156V K-P04623A-2

1062-555-10- 42

2062-555-10- 60

1062-555-10- 77

1062-555-11- 2

1062-62-1LCV-R 37

1062-62-1LCV-R 38

1062-62-1LCV-R 45

1062-62-1LCV-R232

1062-62-1LCV-R235

2062-62-2LCV-R 1

2062-62-2LCV-R 13

2062-62-2LCV-R 25

2062-62-2LCV-R 26

2062-62-2LCV-R 10

1062-555-10- 50

1062-62-1LCV-R227

REMOVE EXISTING ROD AND REPLACE WITH

RIGID STRUT AND NEW END ATTACHMENT.

REPLACED CLAMP AND ANGLES WITH

STRUCTURAL TUBING

ADDED 1" THICK PLATE TO REDUCE PIPE TO

STRUCTURE GAP.

MODIFY SUPPORT PER WORK PLAN.

REMOVED EXISTING CLAMP AND REPLACED

WITH PLATES.

MINOR HARDWARE CHANGES TO STRUCTURAL

MEMBERS.

REPLACE EXISTING CONFIGURATION WITH

WELDED BEAM STTACHMENT AND ADDITIONAL

HARDWARE

MODIFIED SUPPORT PER WORKPLAN

REPLACED PIPE CLAMP.

REMOVE EXISTING BP CLAMPS AND REPLACE

WITH STRUCTURAL SHAPES.

REMOVE EXISTING BP CLAMPS AND REPLACE

WITH STRUCTURAL SHAPES.

REPLACED MODIFIED BP PART WITH SIMILAR

BP CLAMP

REPLACED THE END ATTACHMENT

CUT DOWN EXISTING STRUCTURE FROM

BASEPLATE AND INSTALLED 3 PIECES OF

STRUCTURAL STEEL.

REPLACED REAR BRACKET AND NUTS.

REPLACED BEAM ATTACHMENT, EYE NUT AND

U-BOLT.

PAGE zoOF

NIS-2

TRACKING

NUMBER COMMENTS
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WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

========.====NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

91- 156W K-P04623A-2

91- 157 K-P06183A-1

91- 158 K-P04513A-1

91- 159 K-P04513A-1

91-

91-

91-

91-

91-

91-

91-

91-

91-

91-

91-

91-

91-

91- 1

K-P04797A-1

K-P04797A-1

K-P04797A-1

K-P04722A-1

K-P04722A-1

K-P04722A-1

K-P04722A-1

K-P05922A-1

K-M12976A-1

K-M12976A-1

K-M12976A-1

K-P04633A-3

K-P04633A-3

K-P04633A-3

91- 185 K-P04633A-3

1062-555-10- 24

1070-464- 4-162

1003-03B-1AFW-R128

1003-03B-1AFW-R174

1062-406- 8- 73

1062-1-62 -615

1062-1-62 -610

1062-406- 8- 72

1062-406- 8- 77

1062-1-62A-400

1062-1-62A-401

1074-1-74- 10

1063-1-63-552

1063-1-63-551

1063-1-63-160

1063-435- 6- 74

1063-435- 8- 73

1063-1-63- 40

1063-1-63- 56

REMOVED EXISTING SUPPORT AND INSTALLED

TS AND PLATE.

REWORKED HANGER TO ACHIEVE REQUIRED

PIPE GAPS.

REMOVED EXISTING SUPPORT, INSTALLED

NEW STRUCTURAL MEMBERS AND

REINSTALLED.

REMOVED EXISTING SUPPORT, INSTALLED

NEW STRUCTURAL MEMBERS AND

REINSTALLED.

FABRICATED AND INSTALLED NEW SUPPORT.

ADDED ITEMS 1 AND 2 PER DCA 4797-04-0

DELETED SUPPORT

FABRICATED AND INSTALLED NEW SUPPORT

FABRICATED AND INSTALLED NEW SUPPORT

REMOVED AND VOIDED SUPPORT

REMOVED AND VOIDED SUPPORT

MODIFY EXISTING SUPPORT PER WORK PLAN

DELETED SUPPORT

DELETED SUPPORT

DELETED SUPPORT

ADDED 3/4 INCH THICK STIFFENER

INCREASE WELD SIZES

ADD TUBE STEEEL AND BERGEN PATTERSON

PARTS TO EXISTING SUPPORT

MODIFY SUPPORT PER WORKPLAN

K-P04633A-3

ALso affects 1063-1-63-163 and -161.

PAG ~10

COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT

===NUMBER==

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

K-P04633A-3

K- P04633A-3

K-P04633A-3

M- 5841-1

M- 5841-1

M- 5841-1

M- 5841-1

M- 5841-1

M- 5841-1

M- 5841-1

M- 5841-1

C-WBP880173-1

K-K06001A-:I

K-KO6001A- 1

K-KO6001A- 1

K-K06031A- 1

K-K06031A-1

91- 208 K-K06031A-1

91- 209 K-K06031A-1

91- 210 K-K06031A-1

1063-1-63- 84

1063-1-63- 87

1063-1-63-119

1-062B-D033-09

1-062B-DO36-11D

1-062B-DO36-11E

1-0628-T183-03

1-062B-T183-11

1-062B-T217-17

1-062B-T217-10

1-062B-DO36-07D

1074-432- 3- 3

1068-1-68-333

1068-1-68-335

1068-1-68-334

1068-465- 8- 80

1068-465- 8- 81

1068-465- 8- 86

1068-465- 8- 88

1068-465- 8- 94

SUPPORT VOIDED AND REMOVED

ADDED STIFFENER PLATES

ADD TUBE STEEL BRACE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REMOVE SURFACE CONDITION AND REEXAMINE

REALIGNED SNUBBERS BY RELOCATING

SUPPORT

SUPPORT VOIDED AND REMOVED

SUPPORT VOIDED AND REMOVED

SUPPORT VOIDED AND REMOVED

INSTALLED NEW SUPPORT

REPLACED EXISTING SUPPORT WITH A NEW

SUPPORT

INSTALLED NEW ID TAG. REMOVED SNUBBER

AND REPLACED WITH A STRUT

INSTALLED NEW ID TAG. ADDED NEW SHIM

PLATE AND STRUTURAL SHAPES.

INSTALLED NEW ID TAG. ADDED NEW SHIM

PLATE AND STRUCTURAL SHAPES.

PAGE Z-OV

COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT

===NUMBER.====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

91- 211 K-K06031A-1

K-P04522A-1

K-P04522A-1

K-P04522A-1

K-P04588A-1

91- 222 A-418457

K-K06034A-1

K-K06034A-1

K-K06034A-1

K-P04612A-1

K-P04612A-1

K-P04612A-1

K-P04704A-1

K-P04704A-1

K-P04704A-1

91- 232 K-P04704A-1

91- 233

91- 234

K-P04704A-1

K-P04704A-1

91- 235 K-P04704A-1

1068-465- 8- 83

1003-401- 2- 12

1003-1-03A-520

1003-1-03A-529

1062-1-62A-154

1-TANK- 63 - 46

1068-1-68-449

1068-1-68-392

1068-1-68-413

1062-62-1CVC-R257

1062-62-1CVC-R258

1062-62-1CVC-R277

1063-1-63-166

1063-435- 6- 99

1063-435- 6-103

1063-435- 6-102

1063-435-10- 9

1063-435-10- 48

1063-1-63-168

REPLACED HANGER ITEMS 3 AND 4 WITH NEW

MATERIAL AND REPLACED TO PLATE.

INSTALLED NEW SUPPORT.

DELETED SUPPORT.

DELETED SUPPORT.

INSTALL NEW STRUT ASSEMBLY AND PIPE

CLAMP PER DCN.

REPLACE 2 BOLTS AND 4 NUTS ON MANWAY

COVER.

SUPPORT REMOVED AND VOIDED.

SUPPORT REMOVED AND VOIDED.

SUPPORT REMOVED AND VOIDED.

ADD STRUCTURAL SHAPES TO SUPPORT

ADD STRUCTURAL SHAPES TO SUPPORT

ADD STRUCTURAL SHAPES TO SUPPORT •

ADD NEW BASE PLATE AND ANCHORS

ADD NEW BASE PLATE AND ANCHORS

INSTALL BP SNUBBER AND PIPE CLAMP WITH

TUBE STEEL WELDED TO W-12

INSTALL BP SNUBBER AND PIPE CLAMP TO 3

INCH PIPE.

SUPPORT DELETED.

INSTALL SUPPORT WITH SNUBBER AND TUBE

STEEL TO EXISTING W-12.

ADD NEW BASEPLATE AND ADDITIONAL TUBE

STEEL.

PAGE _ OF

NIS-2

TRACKING

NUMBER COMMENTS



Page No.

05/15/96

WBN - ASME Section Xl Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

91- 236 K-P04601A-1

91- 240 E- 6259-4

91- 241 E- 6259-4

AFFECTED COMPONENT

1062-406- 1- 2

1063-63-1SIS-R 50

1063-63-1SIS-R 86

DESCRIPTION

OF

REPAIR/REPLACEMENT

ADD WELD METAL TO EXISTING WELDS TO

ACHIEVE PROPER WELD SIZE.

ADD STIFFENER PLATES AND RELOCATE PIPE

LUGS

ADD STIFFENER PLATES AND RELOCATE PIPE

LUGS

COMMENTS

This involves pressure boundary

welding (integral attachments). Per

our NRC commitments the integral

attachments were documented on an N-5

Supplement. This NIS-2 Attachment is

for the hanger work only.

This involves pressure boundary

welding (integral attachments). Per

our NRC commitments the integral

attachments were documented on an N-5

Supplement. This NIS-2 Attachment is

for the hanger work only.

91- 242 K-P04700A-1

91- 252 K-P04623A-1

1063-1-63-470

1062-62-1LCV-R 44

REMOVED EXISTING HARDWARE AND REPLACED

WITH NEW

ADDED NEW SUPPORT

92- 1 K-P05595A-1 1061-462- 8- 3 DELETED SUPPORT

92- 2 K-P05595A-1

92- 3 K-P05595A-1

92- 4 K-P05595A-1

92- 5 K-P05595A-1

92- 6 E- 6429-9

1061-462- 8- 5

1061-462- 8- 11

1061-462- 8- 13

1061-462- 8- 35

X- 108

MODIFIED TO REMOVE CLAMP AND

STANCHIONS

RELOCATED TUBE STEEL TO OBTAIN PROPER

CLAMP TO SUPPORT CLEARANCE

ADDED ADDITIONAL SPACER PLATES

DELETED SUPPORT

ADDED PORT FLANGES TO CONVERT TO SPARE Also affects X-109.

PENENTRATION

92- 7 E- 6476-3

O 92- 8 K-PO5595A-1

92- 9 K-PO5595A-1

1001-400- 6- 69

1061-462- 8- 85

1061-462- 8- 86

92- 10 E- 6476-3 1001-400- 6- 71

PERFORM REPAIR WELDS 47A400-6-69-1

THRU -3 AND -8 AND PERFORM N-VT-2

ADDED NEW SUPPORT

ADDED NEW SUPPORT

PERFORM WELDS 47A400-6-71-1 AND -2 PAGE ZjOF s(A



Page No. 21

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

===NUMBER=====

92- 11 E- 6476-3

92- 12 A-667136

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-K05791A-1

K-P05636A-1

K-P05636A-1

K-P05636A-1

K-P05636A-1

92- 28 K-P05600A-1

92-

92-

92-

@92-

92-

K-P0560OA-1

K-P05600A-1

K-P05600A-1

K-P05600A-1

K-P0560OA-1

1001-400- 6-265

1068-1-68- 26

1068-1-68-347

1068-1-68-349

1068-1-68-350

1068-1-68-351

1068-465- 1- 30A

1068-465- 1- 30B

1068-1-68-378

1068-.1-68-380

1003-401- 7- 39

1003-1-03A-423

1003-1-03A-427

1003-060- 3- 45

1072-72-1CS-R 52

1072-72-1CS-R 70

1078-454- 1-204

1072-437- 5- 2

1072-437- 5- 7

1072-72-1CS-R126

PERFORM REPAIR WELDS 47A400-6-265-1

THRU -4

REPAIRED MINIMUM WALL VIOLATION ON

TUBE STEEL

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETE SUPPORT

ADDED NEW SUPPORT

DELETE SUPPORT

DELETE SUPPORT

DELETED SUPPORT 1003-A427-05-021 WITH

THIS SUPPORT

REMOVED A BENT 1/4" PLATE AND ADDED

TWO T's.

MODIFIED BY REMOVING A W4X13

INSTALLED A NEW SUPPORT

REPLACED EXISTING SNUBBER WITH A NEW

SNUBBER OF SAME MODEL NUMBER

REMOVED AND DELETED SUPPORT.

REMOVED TWO PLATES AND ADDED A W6X25,

FOUR LUGS AND STIFFENER PLATES.

o.~cF rA-



Page No. 22

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

===NUMBER=====

K-P05600A-1

K-P05600A-1

K-P05600A-1

K-P05600A-1

K-P05600A-1

K-P05600A-1

K-K05792A-1

K-K05792A-1

K-KO5792A-1

K-K05792A-1

K-K05792A-1

K-K05792A-1

92- 47 K-K05792A-1

92- 48 K-K05792A-1

92- 49 K-K05792A-1

. 92- 50 K-K05792A-1

92- 51 K-A04229A-1

1072-060-72- 23

1072-060-72- 24

1063-435- 1- 20

1063-435- 1- 22

1072-72-1CS-R142

1072-72-1CS-R 43

1068-1-68- 24

1068-1-68- 39

1068-1-68- 44

1068-1-68-

1068-1-68-

1068-1-68-

1068-1-68- 26

1068-1-68- 27

1068-1-68- 12

1068-1-68- 55

1074-74-1RHR-R 59

REMOVED AND DELETED SUPPORT.

REMOVED AND DELETED SUPPORT.

REMOVED AND DELETED SUPPORT.

REMOVED AND DELETED SUPPORT.

REPLACED A 14" ROD, A WELDED BEAM

ATTACHMENT, AND A U-BOLT WITH ITEMS OF

A DIFFERENT DESIGN

REMOVED SUPPORT AND DELETED.

REMOVED SUPPORT AND DELETED.

REMOVED SUPPORT AND DELETED.

REMOVED SNUBBER AND REPLACED WITH A

STRUT.

REMOVED AND VOIDED EXISTING SUPPORT.

REMOVED AND VOIDED EXISTING SUPPORT.

REMOVED SNUBBER AND REPLACED WITH

RIGID STRUT

REMOVED EXISTING CLAMP AND REPLACED

WITH A STRUCTURAL RESTRAINT (SHIMS

FABRICATED FROM STRUCTURAL SHAPES AND

WELDED TO THE SUPPORT)

REMOVED SNUBBER AND REPLACED WITH A

RIGID RESTRAINT (NOT A DIRECT

REPLACEMENT OF SNUBBER WITH STRUT.

ENTIRE SUPPORT WAS REDESIGNED AS A

RIGID RESTRAINT.)

REMOVED AND VOIDED EXISTING SUPPORT.

REPLACED SNUBBER WITH RIGID STRUT AND

ADDED STRUCTURAL STEEL BRACING.

NOTCHED SOUTHERN MOST FLANGE OF W4X13

ELEMENT TO PROVIDE CLEARANCE. PAGE !ŽOF s

COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Nunber

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

AFFECTED COMPONENT

DESCRIPTION

OF

REPAIR/REPLACEMENT

92- 52 K-P05240A-1

92- 53 K-P04633A-1

92- 54 K-P03655A-1

92- 55 K-P03655A-1

92- 56 K-P03655A-1

92- 57 K-P03655A-1

92- 58 K-P04633A-1

92- 59 K-P04633A-1

92- 60 K-P04633A-1

92- 61 K-M12465A-1

92- 62 K-P05600A-1

O 92- 63 K-PO4684A-1

1070-1-70-171

1063-1-63- 49

1063-1-63-473

1063-435- 8- 31

1063-435- 7- 81

1063-435- 6- 39

1063-1-63- 47

1063-1-63- 51

1063-1-63- 53

1062-1-62A-558

1072-437- 5- 8

1003-03B-1AFU-R212

REPLACED SNUBBER, CLAMP AND REAR

BRACKET WITH A SNUBBER, CLAMP AND REAR

BRACKET OF A MODIFIED DESIGN.

MODIFIED BY ADDING WELD SIZE AND

CONFIGURATION AND ADDING LUGS.

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

REPLACED SUPPORT BOLTING MATERIAL

INCREASED WELD SIZES, ADDED SPACER

PLATES AND LUGS.

ADDED SPACER PLATES AND LUGS.

INCREASE WELD SIZES AND ADDED LUGS.

DELETED SUPPORT.

REMOVED EXISTING SNUBBER END BRACKET

AND CLAMP AND REPLACED WITH A RIGID

STRUT.

REMOVED EXISTING SNUBBER END BRACKET,

CLAMP AND W4X13. REPLACED WITH NEW

MATERIAL AND SNUBBER WITH NEW CLAMP.

This involves pressure boundary

welding. Per our NRC commitments the

pressure boundary welding was

documented on an N-5 Supplement. This

NIS-2 Attachment is for the component

support work only.

This involves pressure boundary

welding. Per our NRC commitments the

pressure boudnary welding was

documented on an N-5 Supplement. This

NIS-2 Attachment is for the component
support work only.

This involves pressure boundary

welding. Per our NRC commitments the
pressure boudnary welding was

documented on an N-5 Supplement. This
NIS-2 Attachment is for the component

support work only.

PACE OF

NIS-2

TRACKING

NUMBER COMMENTS



Page No.

05/15/96

WBN - ASME Section XI Repair/Replacement Program

Index of Summary Reports Attached to NIS-2 96-RR-O12

Sorted by Tracking Nunber

NIS-2

TRACKING

NUMBER

WORK

IMPLEMENTING

DOCUMENT

===NUMBER=====

92- 64 K-PO4684A-1

92- 66 M- 5802-3

92- 69 K-P04537A-1

92- 70 K-P03655A-1

92- 71 K-P04602A-1

92- 72 K-P04602A-1

92- 73 K-P04602A-1

92- 74 K-P04602A-1

92- 75 K-P04602A-1

92- 76 K-P04602A-1

92- 77 K-P04602A-1

92- 78 K-P04602A-1

92- 79 K-P04602A-1

92- 80 K-P04602A-1

. 92- 81 K-P04602A-1

AFFECTED COMPONENT

1003-1-03A-490

1063-63-1SIS-V180

1001-400- 6-103

1063-1-63-472

1062-62-1CVC-R120

1062-62-1CVC-R122

1062-060-62-162

1062-406- 3- 9

1062-406- 3- 38

1062-406- 3- 40

1062-62-1CVC-R 51

1062-406- 3- 36

1062-406- 1- 27

1062-62-1CVC-R 86

1062-62-1CVC-R 87

DESCRIPTION

OF

REPAIR/REPLACEMENT

REMOVED SPACER AND 4X4 TUBE STEEL.

REPLACED WITH NEW MATERIAL.

REMOVED WELDED EYEROD AND INSTALLED

WELDLESS EYENUT, THREADED ROD AND TRIM

CLAMP EARS.

ADDED WELD METAL AND PERFORMED

INSPECTION OF BOLTED CONNECTIONS AND

SNUBBERS.

REPLACED SUPPORT WITH ONE OF A

DIFFERENT DESIGN.

REMOVED DELETED SUPPORT

REMOVED DELETED SUPPORT

INSTALL NEW SUPPORT.

REMOVE DELETED SUPPORT

INSTALL NEW SUPPORT

REMOVE EXISTING SUPPORT,

INSTALL A NEW SUPPORT

REMOVE EXISTING SUPPORT,

INSTALL A NEW SUPPORT

COMMENTS

FABRICATE AND

FABRICATE AND

INSTALL NEW SUPPORT

INSTALL NEW SUPPORT

REMOVED SUPPORT AND REINSTALLED PER

DCA. INVOLVED INSTALLATION OF LUGS.

CHANGED STRUTS TO LARGER SIZE AND

REPLACED LUGS AND CLAMP

PAGE ZBOF

This involves presure boundary welding

(integral attahcments - Lugs). Per

our commitments the integral

attachments were documented on an N-5
Supplement. This NIS-2 Attachment is

for the component support work only.

The tugs involve pressure boundary
welding and were performed under the
ASME III program including preparation
of an N-5 Supplement. This NIS-2
covers the replacement of the struts



and ctamp.

PAGE O OF
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05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

===NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

1062-406- 3- 37

1062-1-62A-244

1062-1-62A-252

1062-1-62A-258

1062-1-62A-259

1062-1-62A-266

1062-1-62A-267

1062-1-62A-271

1062-1-62A-273

1062-1-62A-274

1062-1-62A-276

1062-1-62A-277

1062-1-62A-278

1062-1-62A-523

1062-1-62A-528

K-P04602A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-PO4591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

92- 97 K-P04591A-1

92- 98 K-P04591A-1

1062-1-62A-531

1062-1-62A-537

DELETE EXISTING SUPPORT.

ADD STRUCTURAL SHAPES AND LUGS.

PAGE OF

This involves pressure boundary

welding (integral attachments). Per
our NRC commitments the pressure

boundary welding was documented on an
N-5 Supplement. This NIS-2 is for the
component support work only.

INSTALL ENTIRE NEW SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

REMOVED EXISTING CLAMP, INSTALLED LUGS

AND NEW ASSEMBLY

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

MODIFY BY ADDING STRUCTURAL MATERIAL,

NEW BP STRUTS AND FRICTION ANCHORS

DELETE EXISTING SUPPORT

DELETE EXISTING SUPPORT

MODIFY TO REMOVE EXISTING STRUCTURAL This involves pressure boundary

MATERIAL AND INSTALL NEW STRUCTURAL welding (integral attachments). Per
MATERIAL. our commitments the pressure boundary

welding was documented on an N-5

Supplement. This NIS-2 Attachment is

for the component support work only.



Page No. 26

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Sunmary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

=NUMBER=====-------------=======

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

92-

92-

92-

92-

92-

92-

92-

.92-

92-

99

- 100

- 102

!"103

" 104

- 105

- 106

" 108

- 109

" 110

" 111

112

113

114

115

116

117

118

119

120

122

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P04591A-1

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

K-P05698A-2

92- 124 K-P05698A-2

1062-1-62A-539

1062-406- 7- 5

1062-406- 7-138

1062-406- 7-139

1062-406- 7-141

1062-406- 7-142

1062-406- 7-147

1074-74-1RHR-R 6

1074-74-1RHR-R 16

1074-74-1RHR-R 19

1074-74-1RHR-R 28

1074-74-1RHR-R 29

1074-74-1RHR-R 32

1074-74-1RHR-R 40

1074-74-1RHR-R 47

1074-74-1RHR-R 48

1074-74-1RHR-R 88

1074-74-1RHR-R 89

1074-74-1RHR-R209

1074-74-1RHR-R230

1074-060-63- 72

1074-060-63- 76

DELETE EXISTING SUPPORTS

DELETE EXISTING SUPPORT.

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

INSTALLED NEW SUPPORT

REPLACED STRUTS AND END BRACKETS.

REPLACED STRUTS AND CLAMP

REPLACED STRUT

ADDED STRUTURAL SHAPES

COMPLETELY REBUILT-SUPPORT TO NEW

DESIGN

ADDED NEW SUPPORT

REPLACED STRUT AND CLAMP

COMPLETELY REBUILT SUPPORT

REPLACED STRUT, CLAMP AND ANCHORS

REPLACED STRUT, CLAMP AND ANCHORS

REPLACED STRUT, STRUCTURAL SHAPES,
CLAMP AND ANCHORS

DELETED EXISTING SUPPORT

REPLACED STRUT AND CLAMP

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT PAGE 3(OF S



Page No. 27

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

=NUMBER=====

DESCRIPTION

OF

REPAIR/REPLACEMENT

92- 125 K-P05698A-2

92- 126 K-P05698A-2

92- 127 K-P05698A-2

92- 128 K-P05698A-2

92- 129 K-P05698A-2

92- 130 K-P05707A-1

92- 132 K-P05707A-1

92- 133 K-P05707A-1

92- 134 K-P05707A-1

92- 135 K-P05707A-1

92- 136 K-P05707A-1

92- 137 K-P05707A-1

92- 138 K-P05707A-1

92- 139 K-P05707A-1

92- 140 K-P05707A-1

92- 141 K-P05707A-1

92- 142 K-P05707A-1

92- 143 K-P05707A-1

92- 144 K-P05707A-1

92- 145 K-P05707A-1

92- 146 K-P05698A-2

1074-060-74- 23

1074-432- 2- 6

1074-432- 2- 7

1063-435- 1- 51

1063-435- 1- 52

1062-406- 3- 29

1062-406- 3- 33

1074-432- 1- 34

1074-432- 1- 13

1063-63-iSIS-R184

1063-63-iSIS-R185

1074-74-1RHR-R184

1062-406- 3- 15

1074-74-1RHR-R191

1074-74-1RHR-V186

1074-74-1RHR-R187

1074-74-1RHR-V208

1062-406- 3- 3

1063-63-1SIS-R193

1063-63-1SIS-R197

1063-63-1SIS-R 27

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

INSTALLED NEW SUPPORT

FABRICATED AND INSTALLED NEW SUPPORT

DELETED EXISTING SUPPORT

REPLACED EXISTING SUPPORT WITH ONE OF

A NEW DESIGN

REMOVED CLAMP AND SNUBBER AND REPLACED

WITH A RIGID STRUT.

REMOVED CLAMP AND STANCHIONS

DELETED EXISTING SUPPORT

FABRICATED AND INSTALLED NEW PORTION

OF SUPPORT PER DCA

DELETED EXISTING SUPPORT

DELETED EXISTING SUPPORT

REMOVED SPRING CANS, ROD AND CLAMP AND

DELETED HANGER.

REWORKED SUPPORT TO DELETE SNUBBER

DELETED EXISTING SUPPORT

DELETED EXISTING SUPPORT

REMOVED EXISTING SUPPORT AND

FABRICATED NEW REPLACEMENT PAGE

COMMENTS



Page No. 28

05/15/96

WBN - ASME Section XI Repair/Reptacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

S==NUMBER=====-----------=--======

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

K-P05698A-2

K-P05698A-2

K-P04683A-1

K-P04683A-1

K-P04683A-1

K-P04683A-1

K-P04683A-1

K-P04683A-1

D-04635-01

92- 156 D-04640-01

92- 157 D-05724-01

92- 158 D-05724-01

92- 159 D-05724-01

92- 160

92- 161

D-05713-01

K-P04633A-4

1063-060-63- 74

1063-060-63- 73

1003-1-03A-471

1003-1-03A-457

1003-1-03A-470

1003-401- 8- 2

1003-1-03A-371

1003-1-03A-446

1063-1-63-129

1063-1-63-314

1074-432- 1- 12

1063-63-1SIS-R195

1063-63-1SIS-R187

1072-437- 4-111

1063-1-63- 85

INSTALLED COMPLETE NEW SUPPORT

INSTALLED COMPLETE NEW SUPPORT

DELETED EXISTING SUPPORT

REMOVED SPACED WELDED TO THE CLAMP.

DELETED EXISTING SUPPORT

DELETED SUPPORT

DELETED SUPPORT

DELETED SUPPORT

REBUILT BOX FRAME AND ADDED PLATES FOR

STRENGTHENERS

RELOCATED TUBE STEEL FOR GREATER

CLEARANCE

ADDED PLATES TO TUBE STEEL AND CHANGED

VERTICAL CLEARANCE WITH SHIMS

REMOVED WG FROM EMBED AND REATTACHED

WITH ANGLE CLIPS

CUT 6" WF*FROM BASE PLATE AND

REATTACHED WITH CLIP ANGLES

ADDED WELD METAL TO COMPONENT SUPPORT

SUPPORT DELETED AND REMOVED ALthough the Summary Report says it is

in K-P04633A-1, it is actualty tocated

in K-P04633A-4.

92- 162 K-P03579A-3

. 2- 163 K-P03579A-3

1-PMP -68- 8

1-PMP - 68 - 31

REPLACED #1 SEAL HOUSING WITH A

MODIFIED DESIGN IN CONJUNCTION WITH

THE rcp CARTRIDGE SEAL CONVERSION

REPLACED #1 SEAL HOUSING WITH A

MODIFIED DESIGN IN CONJUNCTION WITH

THE rcp CARTRIDGE SEAL CONVERSION

?AGE 3 3



Page No. 29

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

NIS-2 WORK

TRACKING IMPLEMENTING

NUMBER DOCUMENT AFFECTED COMPONENT

S==NUMBER=====-----------===-=--=-

DESCRIPTION

OF

REPAIR/REPLACEMENT COMMENTS

92- 164 K-P03579A-3

92- 165 K-P03579A-3

92- 166 D-04642-02

92- 167

92- 168

D-04642-02

K-P03655A-1

K-P04683A-1

D-05711-01

92- 172 D-05711-01

92- 173 D-04665-02

92- 174 D-04665-02

92- 176 D-04642-03

92-

92-

92-

92-

92-

D-04642-03

D-04634-02

D-04634-02

D-16473-01

D-16473"0O1

92-X004 K-P04729A-1

1-PMP - 68 - 50

1-PMP - 68 - 73

1063-1-63-369

1063-1-63-388

1063-435- 7- 38

1003-401- 7- 32

1072-437- 1- 8

1074-74-1RHR-V157

1063-63-1SIS-R 48

1063-63-1SIS-R 43

1063-1-63-344

1063-1-63-598

1063-1-63-407

1063-1-63-404

1059-492- 1- 19

1059-492- 1- 23

1062-406- 2- 47

REPLACED #1 SEAL HOUSING WITH A

MODIFIED DESIGN IN CONJUNCTION WITH

THE rcp CARTRIDGE SEAL CONVERSION

'REPLACED #1 SEAL HOUSING WITH A

MODIFIED DESIGN IN CONJUNCTION WITH

THE rcp CARTRIDGE SEAL CONVERSION

ADDS 1/2" THICK STIFFENER PLATES TO

EXISTING W6x25 STRUCTURAL MEMBER

ADDED WELD METAL TO EXISTING WELD

REMOVED AND INSTALLED SUPPORT WITH NEW

MATERIAL

FABRICATED AND INSTALLED NEW SUPPORT

ADDED TUBE STEEL 6X4X3/8 KICKER TO

EXISTING SUPPORT

INSTALLED WELDLESS EYE NUT, 3/4 ROD, 2
3/4 NUTS, AND RESET SPRING CAN

SETTING.

ADDED PLATE, WELD ATTACHMENT AND

STRUT. DELETED ROD AND ADDED CLAMP

ADDED PLATE, WELD ATTACHMENT AND

STRUT. AND DELETED ROD

MODIFIED SUPPORT BY REPLACING HARDWARE

WITH PLATE AND FRICTION ANCHOR

REPLACED SNUBBER AND CLAMP

ADDED SHIM PLATE TO CORRECT GAPS.

ADDED TUBE STEEL KICKER TO EMBED.

ADDED A WASHER

ADDED A WASHER

INSTALL NEW SUPPORT

PAGE OF



Page No.

05/15/96

WBN - ASME Section XI Repair/RepLacement Program

Index of Summary Reports Attached to NIS-2 96-RR-012

Sorted by Tracking Number

WORK

IMPLEMENTING

DOCUMENT AFFECTED COMPONENT

.===NUMBER=====.................

DESCRIPTION

OF

REPAIR/REPLACEMENT

94- 406 A-647967

94- 407 A-615904

94- 408 A-567864

94- 412 A-477173

96- 4 W10297-1

96- 5 A-633014

96- 6 A-613910

96- 7 A-478272

96- 8 A-598800

96- 9 K-P06108A-2

1-PDO - 2 - 17

1001-401- 1- 11

1003-1-03A-323

Repaired porosity in reactor coolant
pump supports.

Replaced 2X2X1/4 tube steel by welding
shortened during hanger removal for
inspection (gamma plug).

Installed replacement nuts, u-bolt and
spacer because original was misplaced.

1062-62-1CVC-R 91 Replacement of damaged strut paddle.

1-SGEN- 68 -SG1

1041-496- 1- 1A-15

1074-74-1RHR-R 83

1003-1- 3A-585

1062-1-62A- 35

1070-1-70- 19

Repair threads in manway bolt holes. Also affects 1-SGEN-68-SG2, -SG3, and

-SG4.

Replaced threaded rod in component
support.

Replaced damaaged bushing in snummber
paddle.

Replaced snubber.

Corrected weld deficiencies identified
by CAQR WBP870875.

Modify pipe support.

PAGE o35F 5

NIS-2

TRACKING

NUMBER C01MMENTS
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APPENDIX D

Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta J of
Spring City, Tennessee Unit

Report Tracking No.S-2a3. Work Performe4 by: .6 ./ . Type Code Symbol Stampb NP-r
Company

tU4T75 I3a_ h/ou/-T ?L) r Authorization No.b lagl_/ /
Address

'5; /2 1. AI ,•-• - Expiration Dateb L le,City and State
4. Identification of System 2•, Cu)
5(A). Applicable Construction Code /Siciv• -MV17 19Z7

Edition -!5 U ;7miZ 7 3 Addenda
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 -_Vw
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
S iF-- 1- 9- 77½ W711z Z) Joec e~ )~ ~612~~ ,?2'o~

6(B). Name of Manufacturer /---
Address of Manufacturer (if known)

6(C). Manufacturer's Serial Number 5 FA -4•6/Y ýO Al
6(D). National Board Number (if applicable) A)/A
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 5 fo'5
6(G). Repaired 0 Replaced - Replacement 1d
6(H). ASME Code Stamped Yes 8 No 0
7. A5 ief description of repair or replacement work performed./4f

8. Tests Conducted: Hydrostatic 0" Pneumatic 0
Nominal operating pressure 0 Other IB-
Pressure psi Test Temperature OF9. Remarks: .AAJ/ / 7- p ;P ",P •- n- - . e /j// )l

Applicable manufacturer's data rep rte to be attached.
Responsible Engr4•"•.,i_ ,./ C'APA,.< Date-L-j4

Organization

ANII - Date 2-(•o~
aSheet Nos. filled in by Testing and Diagnostic Programs Branch .
bFor work performed by certificate holder -
CReplaced (like or dquivalent).
dReplacement (modification).-.... .. . ... . .. PAG E J- O F 5
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APPENDIX C

Page 1 of i

ASME SECTION XI SU4AY REPORT

I. Date Work Completed:

Respo~sible EnIineer

ý/, 4/. /eq
FDa te

PAGE___ OF_.

lennesseel~i 2, ;-. .•.Y .7iall•, e,..A1

Office of Nuclear Power, 1750 CSTP-C Comm. Service Date ,V

Watts Bar Nuclear Plant, Unit I System r 7
P. 0. Box 800 TVA Class

Spring City, Tennessee 37381 Work Instr. No.4)R/B1L9&O)-
N-: No. fi'-/-,7 /-f

Furnish the following for the Repair or Replacement for the "As-Left"

condition of the component (After field work is complete). Mark All Blanks

(Indicate N/A for items which do NOT apply).

A. National Board Number of Repaired or Replaced Component: .A1

B. Name of the Components AND Description (include size, capacity,

material, and location)-these requirements may be satisfied by

attaching an applicable drawing: t41s1,7£I. •7-I_ --55

8" 6CO 1&0 51FADsJL-6$S 3TCCL - ~/CCD~LC
L0o(:Ari0AJ. pjd3c-i2 ,yiQ r C -41o.

C. Name of Manufacturer:" TDRMO

D. Address of Manufacturer (if known): (0flierl// 0-IO

E. Manufacturer's Component Identification Numbers (i.e., serial number,

subassembly number, heat number, etc.). If more than one component is

replaced, Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, including

Conditions Observed and Corrective Measures Taken, as applicable

(Reference DCR, CAQR, etc. Drawing may be Attached with affected area

circled.) RC.pijrCpD L,.IPJVI- 4mAR)<S _hDJ~fIC r FD 0 f)CtO 15,

G. Brief Description of Post Repair OR Replacement Tests AND Examinations

(if required) by Instruction or Procedure Number: AI,,v uI/AUL Vo£,-o i

o6. r- NC., 5L, A'-PTr P- R F% lFe/PC Q.

H. ANI/ANII Name, Employer, AND Business Address: M60 PC•,JOEr-
Hfiiq R rD S TC A Al 8 0 LI-CP I &) 5PC C to X) 19AJ /VD ) ,4QAAOC6 CO.j'

1JI PER~IM C -1 . &C MTER 1,J We 5 7-, 6 y 301 Ar LAA/ TA CA 3 03 3



.-~ -~I ~

I.. -

~.l8c 
2

~M.
A??E~D~ x

SECTION xI S . i - Tt)vl- T
* .f-ne::see Va2iCVy Authori ty'-{:ze . Z: Xu 'e r .:Ower. i750 "cs nP

. -c ea r ... ..... . - Co MM. Servic. LLL A7
*.: L. C: *u, O 

Systern5r N Cy. Tennessee 
WO38 T nls_ No . ,
k- o.?k J In=- ,z,..1 -5 I,;o ý k- ¢ - - ,2 -21_R eport/ Z_-_" _, ,• , r _.f•i..Furnish !.he iollowing for the Repair or REplacement for the "As-Left"condizion of the component (After field work is coMplete). Mark All Elani:s(Ind-cate N/A for items which do NOT apply).

A. .."aional Board Number.of Repaired or Replaced Component:
Name of the Components AND Description (include size, capacity,material, and location)-.these requirements may be satisfied by
atLaching an applicable drawing:.._4 /4-c-'7/) -/ . -,/ 6  2 ... ..

C. Name of Manufacturer:/

D. Address of Manufacturer (if known):"- / _ ki 7/ l, • ,
E. anufa ,,,- .. . .

Sa... omponent Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one component is
revaced Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, includsngConditions Observed and Corrective Measures Taker, as applicable(Reference 
etc. Drawing may be Attached with affected areacircle 4e

I~ IC

-S;1 

/

Brief Description of Post Repair OR Replacement Tests AND Examinations(if required) by Instruction or Procedure Number: Az2'

AVN ;I ,'Ame Emplooye, AD Business AddreSS!! 6
S o ~ i- Zz~ a~ 7 S ~~ ,'~2,

* 1.

PAMF 3

.) ;f:.

". U.%
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APPE.:;DIX C
Page 1 of 1

Tennessee Valley Authority

. . ,w--, 1 50 Lsz-u Cornm. Service Datehatts Ear Nuclca: Plant, Unit / 1ysn. &1 " 4
P. 0. Box 800 S Cssem
Spring Citv, Tennessee 3738 1 Work Clss -0

14-5 No0.
Furnish the following for the Repair or Replacement for the "As-Left" W,condi:ion of the component (After field work is complete). Mark All Elanks(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component:

B. Name of the Components AND Description (include size, capacity,material., and location)-these requirements may be satisfied byattaching an applicable drawing: 7-J/;4 Wx&/) al- -2- 7 -

C. Name of Manufacturer:. ro ZiV Ile
D. Address of Manufacturer (if known):_____ ,______ ./__________

E. Manufacturer's Componient Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one component isreolaced- Attach weld map and identifv items by item number:
S- 1- /

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR-,etc. Drawing may be Attached with affected area

C. Brief Description of Post Repair OR Replacement Tests AND Examinations(if required) by Instruction or Procedure Number: /-C- Y0,

. Dat kam Employer, AND Business Address: /.

I. Date Work Completed: 
------ --------

AS-2E SECTION X1 SE-111Y REPtIRT

PAGE _OF' Re on Enginee /Date

P'age 2t6 of 31
heCvjisOr. 

ý

-r - -
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APPEN'DIX C
Page I of I

AS.1E SECTION XI S MRY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 CST2-C Comm. Service DateWatts Bar Nuclear Plant, Unit / System ___ _P. 0. Box 800 

TVA Class /•2Spring City, Tennessee 37381 Work Instr. NO. •.J F_36

N-5 No. 7,-/-dj!y,, -/A,/
Furnish the following for the Repair or Replacement for the "As-Left" 

- " 6condition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number-of Repaired or Replaced Component: t:•/

B. Name of the Components AND Description (include size, capacity,material, and location)-these requirements may be satisfied byattaching an applicable drawing: Z7-/4 /Wj.ZO /-A
2 1e . 6/ { /u e - I /" • , 6 .# r

C. Name of Manufacturer:- Cros$ /is/c /" .}Q
D. Address of Manufacturer (if known):_ _______________________
E. •,, •......... . ... - - -. . .- - oopnnr 

iniacto ubrs(•. era ubr

. ... ý%",rer s Component Identification Numbers (i.e.,' serial number,subassembly number, heat number, etc.). If more than one comoonent isreplaced, Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, C eQR,-tc. Drawing may be Attached with affected area
circled.)

G. Brief Description of Post Repair OR Replacement Tests AND Examinations(if require) by Instruction or Procedure Number:

H. ANI/ANII Name, Employer, AND Business Address: /1-71ýC

I. Date Work Completed: 3--- 5---?7

PAGE LO OF S' ReOble Engie e r Date

I

WBN
AI-9. 15

Page 26 of 31
Revision 9
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APPEDIX C FILMED F "',
Page 1 of 1 L.~. EED

T VA IL A2L3.3LASI1 SECTION XI SUMRY REPOR ' PY
Tennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-C Comm. Service Date zWatts Bar Nuclear Plant, Unit J System (P. 0. Box 800 

TVA Class Z4Spring City, Tennessee 37381 Work Instr. No./Z: ?
N-5 No. - /,

Furnish the following for the Repair or Replacement for the "As-Left"' Vcondition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number-of Repaired or Replaced Component: A-14
B. Name of the Components AND Description (include size, capacity,_J material, and location)-these requirements may be satisfied byattaching an applicable drawing: I /" /-,'-- ??

C. Nam of Manufacturer:- /&6'•,I07 ~ £
D. Address of Manufacturer (if known): /Y//•/ 4 12. •7. '%/ 6/,,

E. Manu.facturer's Component Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one component isreplaced, Attach weld map and identify items bv item number:

F. Brief Description of Repair or Replacement Wozk Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR CAOR, etc. Drawing may be Attached with affected area

G. Brief Description of Post Repair OR Replacement TestA Examinations(if required) by Instruction or Procedure Number: AL'ý/4

H. ANI/ANII Name, Employer, AND B~usipess Address: 6A,,4r

• I. Date'Work Completed:_______ ___ ___ _____

PAGE 'LL -- Respoqns.jble Engineer Date
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APPEND•IX C
Page 1 of 1

AS.1E SECTION XI S XNARY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 CS72-C Comm. Service Date /o/fWatts Bar Nuclear Plant, Unit System ' 3
P. 0. Box 800 TVA Class
Spring City, Tennessee 373SI Wurk Instr. No.

N-5 No. 7 -/--/Z'/s- /

orpo'IRVFurnish the following fcr the Repair or Replacement for the "As-Lr.f"t
condition of the component (After field work is complete). Mark All Blanks
(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component:

B. Name of the Components AND Description (include size, capacity,
material, and location)-these requirements may be satisfied by
attaching an applicable drawing: _ ,=/ /-A2- 3--/

C. Na-me of Manufacturer:- /',,cg+ /$,',,,.(c/ ,, _)-

D. Address of Manufacturer (if known): • "//• ti

E. Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one component isreplaced Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, including
Conditions Observed and Corrective Measures Taken, as applicable
(Reference DCR, CAQR, etc. Drawing may be Attached with affected area
circled.) - , -, ," -"' 9-/-

" ,.Y•- 35& .

C. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: ./A1

H. ANIA-II Name Employer, AND Business Address: /A.4z / .:/, 4 r.

/1/?)el A'rr1/e 6e- ' /~ . /e ?ctý) , //a. 3 6 3J
I. Date Work Completed: XX- 2 -

7esp', n~sAble Engnee.
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APPEN"DIX C

Page 1 of 1

EiE SECTION XI ST iAY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 -C Cormn. Service DateWatts Bar Nuclear Plant, Unit System .e3
P. 0. Box 800 

TUA Class 11Spring City, Tennessee 37381 Work Instr. No. _.______.

N-3 No. --/- 6 -'-f,/,/
Repor7'5 7~Furnish the following for the Repair or Replacement for the "As-Left"

condition of the component (After field work is complete). Mark A'l Blanks
(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component: /444'

B. Name of the Components AND Description (include size, capacity,
material, and location)-these requirements may be satisfied by
attaching an applicable drawing: f/•c4  2smay l a/,-

C. Name of Manufacturer:.~-

D. Address of Manufacturer (if known):.- / _/ ,,.

E. Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one comDonent is
replaced, Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, including
Conditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Att ched with affected area

G. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: A/'

H. AN~IJAIIName Em Ior N Bumess Address:_/%14() 0

" ..... ye, s ""A-3 " A z""4 r" -/-a
I. Date Work Completed: _ _ _ _2_- _ _ _ V__ _

PAGE _F Resp Onsble En neey, Date
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Attachment 4
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Revision 5

ASME SECTQN X1. SUOIARYM REPORT atts Bar Nuclear plant
system

TVA Class 
N

york Inst- 
O

... -,- 7't-A•L.Z•

N-5 bo

Furnish the following for the repair or replacement for 
the "As Left" condition

of the component (after field work 
is complete). Mark all blanks (indicate N/A4 ternwic do riot apply).
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I
Tennessee Valley Authority

Office of Nucir.,- Doe,1DVC7-~~ ~ ~~ ~ ~ Comm. Service Date IA~,4-Watts Bar Nuclear Plant, Unit ___Ser L IM-16-P. 0. Box 800 System s
Spring City, Tennessee 37381" TV.A Class _

Work Inscr No ,d-Rqptt , 4e- S
N-5 No.

Furnish the following for the Repair or Replacement Cor the "As-Lef""condition of the component (After field work is comlete) a
(Indicate N/A for items whichoNOT.ark 

! Elanksem hihdoNTapply).

A. National Board Number-of Repaired or Replaced Component: /A
B. Name of the Components AND Description (include size, capacity,material, and location)__these require..en. I be satisfied byAttaching an applicable drawing: Ct- I C be a6e by

C. Name of Manufacturer:.. 
vi-t4

D. Address of Manufacturer (if known): /iA -
E. Manufacturer's Component Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one omranentisAttach weld maD and identifh items 

ov item number:

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) -(e, •_" A/EOe with aeedaIrea
- P .*j LK Wt./ KAW

BriefOR 
Replacement TestsN 9)(if required) by instruction or Procedu. ..re Number: 

naon--SKPLt J SA

H. ANI/ANII Name, Employer, ANrD Business Address: (A GO •(E NDT)• , TKA,%--TFOR.0 ) STE#&AaA SOILEP. '. cTo, A,.J> 1
M..U Cb

APPE' D Ix C
Page I of I

nSHz SECTION XT -I of ID

...- -or uompleted:

WORKPLAN 6 5 /24- R3 sPI.! .......
PAGE OF s

R1
-Tc- /--:.
/9C4

'9 e_

/Fla

I
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APPEN'DIX1 c
page 1 of 1

i ;, SE~q0:X1 S2, Y£ REPORT
Tennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-c Comm. Service Date L1A_ .7-t,-,1Warts Bar Nuclear..Plant, Unit 

SP. 0. Box 800 
System Cla ) sAs ETY ,•JEcTWN

prAn 

Class 
T___37__81_

pring City, ennessee 37381 
Work Instr. No. Wp.
N-5 No. A 2 9-ts-"

UC 
ReporT -7-. z ,V_ .

;Furnish the following for the Repair or Replacement for the "As-Lefr"
rFondition of the component (After field work is complete). Mark All Blanks.(Indicate N/A for items which do NOT apply).
A National Board Number of Repaired or Replaced Component:_ /,A %:I .
B. Name of the Components AND Description (include size, capacity,material, and location)-t:hese requirements may be satisfied byattachi=g an applicable drawing: PIPE MANGrR'* JO .3-)-49G roA ZR2'-A•.Z 2-18" P' 5. • 351 DESCRIPTION orsupp. (4) GRourco A Ncmo I3ASEPLATE--STu e C7LACt

B.

name or Yanufacturer:. TVA / BERGEN----PATE SON PIPE SUPPORT CORP
Address of Manufacturer (if known): SPRING, cirY 7 / /oBvRN VIMASSACHUSETTS,
M~nufac:tirerss Component Identification Numbers (i.e., serial number,subassembly nu=ber, heat number, etc.). If more than one component isreplaced, Attach weld ma- and identify items by item number:

BP .o -5 ,rSRUT SASE-ALATE Z' ANCHOR; REPLACED 13-_go 50 1" PiPr,LA 1P•IS ECxsrij)

Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) REPLACED ANCHORS ASEPLATE £ 'STRUT. / CAczRB'W8P87O 91Y 3 )

Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: Mtr-(

A Tr r- .

-- ~ ~ i1amne, EMPloyer, A2DBusiness Address: THE H 4A TFo ) STE~ ~ RO1

IN P CI N#N UA0 ON ~N 7 LAfL 5 T S U IT E £ 0o ArLANTA AA. '4033 8 .
Date Wor onee Zj8

PAGE .?OF S ý,kP
/P_ý:'1o ResDOnsible Engineer Da ~e

C
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APPE•-DIX C
Page I of I

'S.1 SECTION XI ST-D1,AY REPORTTennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-C 
Comm. Service Date A1,4Watts Bar Nuclear Plant, Unit _ SystemP. 0. Box 800 
TA ClassSpring City, Tennessee 37381 

Tork Cnsr No.Work Instr. No. /l~53?S
14- 5 No . T/I• -I -7 3-1-/ 5i
Aepor-r r,,. f /•.. j ,1,j-jFurnish the following for the Repair or Replacement for the "As-Left"condition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number-of Repaired or Replaced Component:_ At
B. Name of the Components ANID Description (include size, capacity,material, and location)-these requirements may be satisfied byattaching an applicable drawing: .VA 6 ML3L-/ ,-

. • SU/3#S~&/h &L

C. Name of Manufacturer:. FVI/
D. Address of Manufacturer (if known): P)4/fJ 4PP J ifi/C V/1//
E. Manufacturer's Component identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one comDonent isreplaced, Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR,-etc. Drawing may be Attached with affected areacircled.") t0 -0a-r1ON-4g - ' I1 PV I,, f

G. Brief Description of Post Repair OR Replacement Tests AklD Examinations(if requirnd) by Instruction or Procedure Number: IV-VT A 111

O H. ANI/ANII Name, Employer, AND Business Address:/Iu6o 3  cevDER.
1f 7,rPRI!P L Ti NL. CLkecL ,' iAS•.( rio-V .4 ;0 ,' rL . , AJ. 4 3 u'.

I. Date Work Completed: IV91AL 
/ ......C

. . . . .- , / 7



16> ýAo

APPENDIX C
Page I of I

AS'1 SECTION XI ST M-AY REPORT
Tennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-C Com.m. Service Date N4Watts Bar Nuclear Plant, Unit I SystemP. 0. Box 800 

TVA Class ASpring City, Tennessee 37381 0ork Instr. No.
N-5 No. Tl•l•2lp VJ/& .- /,

Furnish the following for the Repair or Replacement for the "As-Left'condition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number-of Repaired or Replaced Component: 
L

B. Name of the Components AND Description (include size, capacity,material, and location)-these requirements may be satisfied byattaching an applicable drawing: 5T 4 4 <-r;- M"1-/

C. Name of Manufacturer:. _T VA
D. Address of Manufacturer (if known): l /A •PP V' •iT'i T/-
E. Manufacturer's Component Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one component isreplaced, Attach weld map and identify items by item number:

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) £N•,',gLLCED I 1 'u -1411~ 0 '5 s, . ~. -c2~6lvr,Jr4"c~ oI4/,g AJUT ,t~r4it-t 8 6Jg y) 1ý qo- 1dss. FOOS I(-.7_99~

G. Brief Description of Post Repair OR Replacement Tests AND Examinati-ns(if 'required) by Instruction or Procedure Number: WHO- QCP-j.92-,A6

H. ANI/ANII Name, Employer, AND Business Address:'ucGO For-)OAJtkYARTFORD srcAM &11-6) WASA.CrIVAJ .4,bJA1_Sb 9M .(10,b
85)II P•I~mTC-_ 04CI 9 W• a)T, ir&6 ,7v I rLAA/TA 6C-4 30 3 g.•

I. Date Work Completed: S/

PAGE $ZOF , //7

WBN

AI-9.15
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Revision 9
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APPEN-DiX C
Page 1 of I

AS.: SECTION XI STH1ARY REPORT
Tennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-C Comm. Service Date JX/AWatts Bar Nuclear Plant, Unit I SystemP. 0. Box 800 

TVA ClassSpring City, Tennessee 37381 work Instr. No. ,h -L.N -5 No. _ V .I• - -£
P~epar7 7 vFurnish the following for the Repair or Replacement for the "As-Leftfcondition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component: !V4
B. N'ame of the Components AND Description (include size, capacity,material, and location)-these requirements may be satisfied byattaching an applicable drawing: /Fy-/ 

I  q_6/9 ~DlAPHq6ROM VkVEL'

C. Name of Manufacturer:. 1T 7 RI./fdg L u_
D. Address of Manufacturer (if known): VJRI1HT.%VILtC PA
E. Manufacturer's Component Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one comoonent isreplaced, Attach weld map and identify items bv item number:

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) ? ELACEJ. ½ " 6LAD (Hn I -AV 4 (P O A)D f o (

C. Brief Description of Post Repair OR Replacement Tests AND Examinations(if required) by Instruction or Procedure Number: /l 1C

H. ANI/ANII Name, Employer, AND Business Address:IRu6o BOL V1D, 6 14ýH ,'i RTFvRD ST&. 13diLCP IJV.CTJV.J A5P PC C T I vAC/ 
0117 PLCi-mr c7, 0,6/, '5 Jo, AT L /IA/V7A C" ,43 I •V

rL) II T6 9 L-6. 7. "7 y33Y
I4)D a t e W o r k C o m p l e t e d ; - 3 A/ -/ g- -----

A/ 4'
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APPE!,DIX C
page I of I

Pa. 1 of

Tennessee Valley AuthorityOffice of Nuclear Power, 1750 CST2-CI.,ea,
as Bar Nuclear Plant, Unit --- Comm. Service Date A/APl n. Bo.% 800 System #3Spring City, Tennessee 37381 

WTVA Class BnWork Instr. No. •JPA&7?
N-5 No. TVA -Furnish the following for the Repair or Replacement for the "As-Left"

condition of the component (After field work is complete). Mark All Blanks
(Indicate N/A for items which do NOT apply).
A. National Board Number.of Repaired or Replaced Component: /IB. Name of the Components AND Description (include size, capacity,

material, and location)-.these requirements ma be satisfied by
attaching an applicable drawing: 

3 _
s

31 14 
•,Q l tC-s 5T66 BLOAL . ' 

6 ICiAsu

C. Name of Manufacturer:-
D. Address of Manufacturer (if h:nown):k) P' A/

Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). rthan one omDonent is

replaced, A ttach .._ld ma an ..-.. ... ............. .....
reaced Att h w d midentify 

items by item number:

F. Brief Description of Repair or Replacement Work Performed icludinRConditions Observed and Corrective Measures Taken, as applicable
(Reference DCR, CAQR, etc. Drawing may be Attached with affected area
circled.) 6,LDVEjD) Fq L1GHT 0 Lb dDJ / pO Lis 6 o L 11VEA) JA IDICArlE L - BL v D 3 i 

' " .• 'pqL~ }Brief Description of Post Repair OR Replacement Tests AND Examinations(if required) by Instruction or Procedure Number: 3 r A V ,

ANI/ANII Name, Employer, AND Business Address://UO SO ENOA g A-

HARTFORD STEAMn 13011-rz?. INSPLMDIA/ ,AA/D 1,VS/U~At' J.
iFES S(ITE 301 TLRqN'T A ,,-" Date WnL " •, .I

P E Ompleted:

Oooq

8S

L. r M I
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A~PE-DIX
Page 1 o'I S Of-PL.A.N P'1

. L...lIIJAT^" Al F2LU 9:..'' ••.u, l ~:''.LifI.0,1 x>. 1•-12
Tennessee Vallev AuthorityOffice of Nuclear Power, 1750 CST2-C Comm. Service Date •Watts Ear Nuclear Plant, Unit 

System 62 C VC"P. 0. box: 800 
TVA Class _-Spring City, Tennessee 372SI 
kWork lnstr. Nc. _-'______

N-5 No . A .. P "' ,,/ i/ '
Furnish the following for the Repair or Replacement for the "As-Left"condition of the component (After field worE is complete). Ma:-k All Elanks(In4=cate N/A for items wnich do NOT appDy).

A. hational Board Numbe- of Repaired or Replaced Componer-.:: 52-0
B. Name of the Components A;,D Description (include size, capacity,material, and location)--Lhese requirements may be satisfied byattaching an applicable drawing: L e- A' t-,

b 7. C?< ,7 .•i,'h 27

C. Name of Manufacturer:. A- //45 $ 1f . C ,
D. Address of Manufacturer (if rnon): C/i9p'7 il .x
E. Manufacturer's Component identification Numbers (i.e., seria. number,subassecnsiy num.ber, heat numwer, etc.). If more than one co:,cnent isreolaced Attach weld map and identify items bv item numoer:

F. Brief Description of Repair or Replacement Work Performed, includýnzConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) 
R?,/c 

~' t"~6S~ < i-4I? ",?~6732.

C. Brief Description of Post Repair OR Replacement Tests AND Examinations(if required) by Instruction or Procedure Number: "LIpe'-fl .-13,) nr CO4 f17'.PrhJ 
h - C

H. ANI/l..NII Name, Employer, r2.,D Business Address: H __ T-_________

I. Date V.:rk Completed: /_

:,__</ /,
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APPENDIX C
Page 1 of 1

aASME SECTION XI SUMRY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 CST2-C Comm. Service Date N_

Watts Bar Nuclear Plant, Unit J System _ 03
P. 0. Box 800 TVA Class
Spring City, Tennessee 37381 Work Instr. No. C-i8PMgO/?D'/

N-5 No. f"A'/-3-P ,
i- •~~~R f1AIWJ •Jo.. • - - /,.

Furnish the following for the Repair or Replacement for the "As-Left" V\

condition of the component (After field work is complete). Mark All Blanks
(Indicate N/A for items which do NOT apply).

A. National Board Number of Repaired or Replaced Component: _ _ _ _

B. Name of the Components AND Description (include size, capacity,
material, and location)--these requirements may be satisfied by
attaching an applicable drawing: UM7 /' R-FTP L.//1j WAr/g)P
STORAGE TAAJK.

C. Name of Manufacturer:-P•-'rS8V RtNH-D mmEr JrVegI Cc•nAj _Y

D. Address of Manufacturer (if known): A 7rr B L)FR, G PgA/A'V/ VA ýAi A

E. Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one component is
replaced, Attach weld map and identify items by item number:

.' t.ITr

F. Brief Description of Repair or Replacement Work Performed, including
Conditions Observed and Corrective Measures Taken, as applicable
(Reference DCR, CAQR, etc. Drawing may be Attached with affected area
circled.) ROPAIREE23 LDS ui C,•P, P68P9C/4?,R

C. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) •y. Instruction or Procedure Number: AIDE / 51_CEC71AJI$S-
A -V7r-3, AJ-Pr-9, 7r-10 FTC6S-LJRZ-77 ZS7Th rOýE ?IOREORMED )A/11CO.Co~bA)C "LUITH W)aRKPLL• MS15"Ti- ,

HR. ANI/ANII Name, Employer, AND Business Address: /dUi QJ iý'•7q
Ai.ARTPPA2 SFrem 8DILE-R I, SPECTI'D"J AD /AJOSUq/)4AC 0 CO.

M/17 P5//MEYr 6EAJT 'ER WES , 7 J/717E 301. hi'L•A-79, 6A. 3033?'

Date Work Completed: - -

N -W8P~gzo0fIZ-
7 ~j~~If~kM // 1 3- L(.

Page I PAGE
DaLet-- r &-
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APPENDIX C
Page 1 of I

A1,i SECTION XI STLRY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 CST2-C Comm. Service Date
Watts Bar Nuclear Plant, Unit _ System
P. 0. Box 800 TVA Class
Spring City, Tennessee 37381 " Work Instr. No. /ItR•2k&Oj

N-5 No. T4- I-8-/-#
)Repor7~ IL 3

Furnish the following for the Repair or Replacement for the "As-Left" I"
condition of the component (After field work is complete). Mark All Blanks
(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component: AVA
B. Name of the Components AND Description (include size, capacity,

material, and location)-these requirements may be satisfied by
attaching an applicable drawing: OVE• LS5L5L j LjLID : TU A b ,

C. Name of Manufacturer:- W a S T I A6 0d 0  SE

D. Address of Manufacturer (if known): P1Trsi FsI.?H. PA 15 0

E. Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one component is
renlaced, Attach weld maD and identify items by item number:-YAaCTUI V&SSE- HE/Ab •T-F " D /A0, I ct

F. Brief Description of Repair or Replacement Work Performed, including
Conditions Observed and Corrective Measures Taken, as applicable
(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) T)A/AAGCO i ,.CAD iM AJ ' G i LLA H , XCAP-i)

G. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: I1N"-lT - I q

H. ANI/ANII Name, Employer, AND Business Address:HUGO FOLIA/L)FHARTFORD -STEAM 81301Lt, IMuv5sc"IoA/ Aj•D IN.SURAMIC Co. L
Hi _L R PiMrTr C-,rcR We sr 51iTE 3o01 ATL/Al rA 'Ic 3o3'3&II I d 303

I. Date Work

pAGE
Completed:

_II OF
(;/~~ ___

Responsible Entineer Date

WBN
AI-9.15
Page 26 of 31
Revision 9



4. < ..- I6,2 • _______•
WBN',

AI-9. 15
Page 26 of 31
Revision 9

APPENDIX C
Page I of I

'NE SECTINO XI SUIARY REPORT
Tennessee Valley Authority
Office of Nuclear Power, 1750 CST2-C Comm. Service Date A/A
Watts Bar Nuclear Plant, Unit j System (_0S
P. 0. Box 800 TVA Class
Spring City, Tennessee 37381 Work Instr. No.l R@q 17 q

N-5 No. TVA-i-us-i-P.z
ARepar7

Furnish the following for the Repair or Replacement for the "As-Left"i
condition of the component (After field work is complete). Mark All Blanks
(Indicate N/A for items which do NOT apply).

A. National Board Number of Repaired or Replaced Component: -_

B. Name of the Components AND Description (include size, capacity,
material, and location)-these requirements may be satisfied by
attaching an applicable drawing: 60L7H wC._ST P4 Bal!15Sc1ng
ij •.-- LouP -;-6 )0" STAIVLET5Ss 5rC.&e , 5 Arr 1tcT O CC. G cH3 C L.4 - $1 4 H ,

C. Name of Manufacturer:- 50•T~kL) F.i0giPC/DThV 'i ¢Uc.•8R-C &. (],
D. Address of Manufacturer (if known): HDUsTcbj TX

E. Manufacturer's Component Identification Numbers (i.e., serial number,
subassembly number, heat number, etc.). If more than one component is
reolaced, Attach weld maD and identify items by item number:

WA'(V--L o P - 2 610, '44;'23

F. Brief Description of Repair or Replacement Work Performed, including
Conditions Observed and Corrective Measures Taken, as applicable
(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) G(I4ID OLkT Li _)FR iWDkCATiOAJ rT IJCLD R1CS-a2- Q- A

G. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: .YJ-PT-i Z5

H. ANI/ANII Name, Employer, AND Business Address:/HUGO 3•o• )9 j)
HARTFzORD :5TEA/n~ 1BoWCRP IVSP6C-f1ox AAD 1A15URAdVC4C eo. -
-l 1•/ • 1MrTR W.JTCR F-STr SLOTE 3oi ATLtqAlTA '67d 30339g/4I

I. Date Work Completed:

Responsible Fjiineer bate
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A AP PEND IXC
Page 1 of 1

-SP.' SCQTOK Xi SL'iARY RLPORT
essee Valley Authority
~eof Nuclear Power, '1750 CST2)-CCou.SrieDeA'
',Iar Nuclear Plant, Unit Comm. S Seriem Dat jBo 800VoA 

ClassBOO•, City, Tennessee 373,8 
Tor lnsr No

N-5 No. ,71A j '_r/2,
ash the following for the Repair or Replacement fo A le)O^ vAs-Lef9!dtior. of the component (After ';--ied work is complete). Mark All Blanksndaicate N/A for ite'ms which do-NOT apply).-----

lý_ ational Board Number-of Repaired or Replaced Component:A- dr,
Name of the Components AND Description (include size, capacity,material, and location)--these re'uirements may be satisfied byattaching an applicable drawing: 11" Or•,7' L-,o,0. C5Ao!!

* ame of Manufacturer:- _ A__ 'I-a1

Address of manufacturer (if i:no%,-,,): A"4 ,)/.,,ft
Manufacturer's Component identification Numbers (i.e., serial number,subassembly number, heat number, etc.). 1f more than one co

• -oner-t 
isreolaced Attach weld man and ien: 2-.: items by item numb p oe

Brief Descri-:P- of Repair or Replacement Work Performed, includnCondiLtions Oldse'ved and Corrective Measures Taken, as aPlical(Reference DCR, CAQR, etc. Drawing may be Attached with affetdaecircled.) eP/ejk,2' t F'4,p r e 'ld.O5

Brief Description of Post Repair OR Replacement Tests AND Exzminations(if reouired) by Instruction or Procedure Number: _.___,_vg 4/ -~A' - V ,.-r-- 
C7 1/ 7 le'I ý4 _rcr, 1'

Work Completed: 7,1f10

PAGE o OF $(~/< Respon-sible E 6 nme~rPAPAGE Oa0 F RKPLAN 'a

"t
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APPE,'DIX C
Page I of I

ASME SECTION XI SM1ARY REPORT
Tennessee Valley Authority
Office of Nucle'ar Power, 1750 CST2-C Comm. Service Date VI/Ai13o-30Watts Bar Nuclear Plant, Unit _/_ System onZ (es')t "P. 0. Box 800 

TUA ClassSpring City, Tennessee 37381 Work Instr. No.wf.-.•4I

N-5 No. _ tiA -to.l
Furnish the following for the Repair or Replacement for the "As-Left" •7ý7condition of the component (After field work is complete). Mark All Blanks(Indicate N/A for items which do NOT apply).

A. National Board Number.of Repaired or Replaced Component: 1/-30-0

B. Name of the Components AND Description (include size, capacity,
material, and location)-these requirements may be satisfied by
Attaching an applicable drawing: PiPp_ SVPP oRT lo/z-1aZ-1oCW-R3j B.P epoop-LS5AND -I/9 TM1ICi PLAT-;:

C. Name of Manufacturer:- 7VA ',w MEK-M = ,ArTp-s-,,J4 APi SaJPPoa(T CGgp.
D. Address of Manufacturer (if known): _R%,..rQCr-TL. £4jI UoauAr34. MA!;S.

E. Manufacturer's Component Identification Numbers (i.e., serial number,subassembly number, heat number, etc.). If more than one component isreolaced, Attach weld mad and identify items by item number:
R.? Zot•- 1.5- END ArrcTjACET A,,O a' Tm2,Ac A43L PLJrE. (tenr.-#o T,1,7jt5)

F. Brief Description of Repair or Replacement Work Performed, includingConditions Observed and Corrective Measures Taken, as applicable(Reference DCR, CAQR, etc. Drawing may be Attached with affected areacircled.) RFMOVED BEAM ATTACHfMEt47" CRE'/=e,.ite C RQ, •BEP&9gk/1 AN
RhJAsEPLA- PGEIJJTA1Lrf Y?",9ASFP1,A7F_ ^40 13P. .zw3-ts- Fitp A77-A&c~1P4-r

G. Brief Description of Post Repair OR Replacement Tests AND Examinations
(if required) by Instruction or Procedure Number: A.C-,?.'1.2.

ANDLB.cp~g/

H. •A/ANII Name, Employer, AND Business Addres : T-HA •A• ri i io,

" 77-A-N-PE~-7-/c AID t4 0' $URAcE CO,. CAAA,- /1/'TP7.,lI1 PO-IME'R,
CW 6C7-sP w 7  SurrE a-:301 A 7-~r~ LA 3o3

I. Date Work Completed: - PAGE ' OF _.f,

P\C-E. GE:77T __ OF 7T-_- e SD esPP sibl D -r.e 1n e-ee - Da .c.,



APPENDIX D
Page 1 of 1

SUMMM REPORT-FORM NIS-2 ATTACHMENT

[Ovner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

fork Performed by: VA
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date !2-/4 -8e

Sheeta _ of N iqo
Unit

Report .Tracking No. _jf

Type Code Symbol Stampb •/I2-I4-•

Authorization No.b MA• • 2/•_
Address ;

T . Expiration Dateb __1A A /1'-/4-9q
City and State

'.Identification of System 0(o3. 5.7.S. ASA4E-CI••sI
A). Applicable Construction Code - AZ -C " 1973V- Edition Wu ne, 1173 Addenda 8/4A- UA 12-14--S8Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- k41q9l
v ).Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
Roi~. %sAppgr tOD.3 A5-6 -58. 3i? 24 10-.s and IY-! fhKa. A-3&r bar-

'B). Name of Manufacturer TVA an BerEn pater• P, p s..pw• ,i. Address of Manufacturer (if knowno Spr;pChx.Tn. •d • Mass.C). Manufacturer's Serial Number l,- s • -4(D). National Board Number (if applicable) _/bVA 12-/4-i.
ME). Other Identification (subassembly number, heat number, etc.)

HT-*# 74881&~5 --Fr +.e A-3(, bar
(F). Year Built _ flepecm&.4: t• 1(c). Repaired 0 Replaced P Replacement gd
(H). ASME Code Stamped Yes 0 NoBrief description of repair or replacement work performed.

*~~~~ ML ,sRv ;pg -<.Pcg-f ,nW~rp~~~. -;jh~ Di per-W?~3~274.x ; •-• . M.-Arm A V•., v - , vT-4 o .A -v -I pe4. Tr 'SOA&.
Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0
Pressure 4/• U12-2 psi Test Temperature AU4-oF•Remarks: Nbrno

(4/A) Applicable manufacturer's data reporte to be attached.I-4--q Responsible Engr fA-Ni/ /v1E N, Date 12-1I+- •

Organization

MANII /•7 6 .A47/-,,, ' Date 11- :1.
~aSheet Nbs. filled in by Testing and Diagnostic Programs Branch.1 bor work performed by certificate holder PAGE OF 5•j ea (like or equivalent). itP AGE

dReplacement (modification). PA - >-•ewhen required by Construction Code.
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM HIS-2 AITACHMENT

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by? TVA
Company

P. o. Box 2•OO0

Date _-__:_-___O

Sheeta of
Unit 1

Report Tracking No. 9,6-/L/[
Type Code Symbol Stampb 1A -

Authorization No.b jlA 2! -.- qo
Address

SPRING CI-rY. TrN. Expiration Dateb t -4-9o

City and State
Identification of System 03 , FQZDWAT-.R . AS1',,- CLASS 2

:A). Applicable Construction Code' AlSc mANUAi- 19 73
Edition 7Tha Addenda 'vIA •-41-9

:B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - W 1- v )

,A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
PIPE SvPPOR1-0 10cO3A - I- 03A - 5(.oI JRP Z54e - 1..5 Z2D4o -lt.s

Name of Manufacturer TVA n IERC,EN PATERSON PI•p SUPPORT coRP.
Address of Manufacturer (if 1nown) SPRiNG ct. -rtv. ,f k'ORURM MAss.

(C). Manufacturer's Serial Number Fog. SNsRr.R= 9 1/(o
(D). National Board Number (if applicable) VA I ,-4-90
(E). Other Identification (subassembly number, heat number, etc.) AIJA =n

(F). Year Built VOiDED dRLMOVWD 1989
:(G). Repaired 0 Replaced Dc Replacement [d -IjA •23 ,-6-9o
.(H). ASME Code Stamped Yes 0 No 8
'. Brief description of repair or replacement work performed.

PIPE 5UPPOR T WIAS VOIDrD PT-R DCN P-'4S47-A Z RE&ovg.'V' mJ WoRK PLAN
K-Po47-3oA -I

1. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure [3 Other 0
Pressure 104 s ,-i-? psi Test Temperature'• ;S°f-v0F

3. Remarks:

(%VA) Applicable manufacturer's dýta reporte to be attached.
•,.-:z Responsible Engr P j- /r4-zc ]

g 0 ni zation

PAGE -! 0-tL2
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate holder
cReplaced (like or equivalent).
dReplacement (modification). WP P 0 4 7 3
e'hen required by Construction Code. PAGEM -. •O".

Date I1-6-9'

Date ,_-_ ,.

oA ,1
m- B
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed 15': TVA
Company

Date q 0

Sheeta of -

Unit 1

Report Tracking No. -

.Type Code Symbol Stampb 'vA -B.&.,R .

• .• _• __ •_ "Db / -r- ._a ,

EQ. Box 200n Autnorization 11.- "2
Address

SPRING CITY .7-N. Expiration Dateb •/ • -

City'and State
4. Identification of System 03/ FEQE ODATER ASr -4 " CLASS

5(A). Applicable Construction Code AlSC MANUAL 19 7_n

Edition 7 f- Addenda '/WA -M -.o

5(B). Applicable Edition of Section XI utilized for Repairs 
or

Replacements 1980- W1981

6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

PIPE SUPPor " ' 10o3A-1 -o3A-54) . 19? , 54-15 - P

6V). Name of Manufacturer TVA o' 8ERRGEg PATERSe5N PIPL $ypJPPOP-r c•rPp

Address of Manufacturer (if known) SPRiNGc. erry,-riv. 1/ vnam MAs-

6(C). Manufacturer's Serial Number FOg, ;NuBBER9 = 970

6(D). National Board Number (if applicable) N/A 1,-170

6(E). Other Identification (subassembly number, heat number, etc.) v ,.

6(F). Year Built VOIDED Z REMOVED 19$9

6(G). Repaired 0 Replaced Dc Replac-ment 13d t10A ,-2.-o

6(H). AS1E Code Stamped Yes 0 No0

7. Brief description of repair or replacement work performed.

PIPE SoPPOinr" wA_; VOIDED PER DcN P'P046PCA e RFoiovrr IN WOeiK PLAN

, K-PO4-730A-I

8. Tests Conducted: Hydrostatic 0 Pneumatic []
Nominal operating pressure 0
Pressure •/A < 1-419 psi

T ther 13Test Temperature Ie F,3-_____3F

9. Remarks:

J.%) Applicable manufacturer's d ta reporte to be attached.
Responsible Engr £ - - / /4-NC

4 • -/ Organization
OF, --°°

PAGE
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder

cReplaced (like or equivalent). .0A
d caent (modification).

- I'

I-U

III

[1~

Date I-G-9o

Date _____

J

9

WBNAI-9 .15
Revision 11
Page 26 of 33
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APPENDIX D
Page 1 of 1

Date a 0,L '

Sheet, - of
Unit

Report Tracking No.73. Work Performed by: Type Code Symbol Stampb

'072tZ, Authorization N ~ 20

Expiration Dat ebI / City 6ud State

4. Identification of System . 4 ek
5(A). Applicable _onstruc;ion Code A•fWA t 19 71

Edition _7X; _&4Addenda •rn - -4735(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 -W 6S/

6(A). Name of Component(s) and description (include size, capacity,
material, and locatio as needed to ald in identification)

6(B). Name of Manufacturer 4A l 'Address of Manufacture- (if knon) wn • •
6(C). Manufacturer's Serial Number ;1A,/ 0"
6(D). National Board NuMber (if applicable)
6(E). Other Iden i Fiation (subassembly number, heat number, etc.)

6(F). Year Built 4/Zd A' &/•I/fo
6(G). Repaired 8"" Replaced DC Replacement 1d
6(H). ASME Code Stamped Yes 0 No 9i,
7. Brief description of repair or eplacement work performed._

8. Tests Conduqt d: Hydrostatic 0 Pneumatic 0
lV'ove 6W Nominal operating pressure 0 Other 0

Pressure psi Test Temperature OF
9. Remarks:

Applicable manufactureris Ot r or to be atta.ched . -i5
Responsible Engr V) Dae 069

Organization

ANII ____-__-_- ___Date 4- S;- o

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). PAGE
eWhen required by Construction Code.

WBN
AI-9.15
Revision 11
Page 26 of 33

SWUM RMORT-FORM NIS-2 ATTACMW

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Pover

2. (Plant) Watts Bar Nuclear Plant
P.*O. Box 2000
Spring City, Tennessee

V9~

St

ýýOF

4/0



WBN
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Revision 11
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _________//•/• Cormpany

Date ).

Sheeta of
Unit -Z

Report Tracking No. 90-•e
Type Code Symbol Stampb /

Authorization No.b -
Ad rps
1-• > 7/ v Expiration Dateb

City ' and State
4. Identification of System Xe , 2?y• 0
5(A). Applicable Construc ion Code ;272- 19_.1

Edition 7"-t., . . Addenda 1!97--
5(B). Applicable Editi'on of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, ,nd locatio as needed to aid in identification)
-. Sca/h6/- /7- 'G36~2 -& "Eý7

6(B). Name of Manufacturer "/2a 190Address of M an~ufacture~r (if known) -/v/,-, t7• e&/9
6(C). Manufacturer's Serial Number ,&Zl& 442& •/329
6(D). National Board Number (if applicable)
6(E). Other IdeYti cation (subassembly number, hear number, etc.)

6(M). Year Built A//A 4•w•1 c/c/9c
6(G). Repaired 2"/ Replaced Cc Replacement Cd
6(H). ASME Code Stamped Yes 0 No G-
7. Brief description of repaid or re p2 cement waorc performed

8. Tests Conducted: Hydrostatic 0
-4A 6  ,4 Nominal operating pressure 0

Pressure psi
9. Remarks:

Pneumatic 0
Other 0

Test Temperature __ "F

r, .S- A ~ ~ -1 -- -~

(A/,V) Applicable manufacturer's "ý"a-a 0poe to be attached. I ,/=ýjb

Ao 2/1d o-1 f Responsible Engr - / -i •r'Date __

Date /__S__'i

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or equivalent).
dReplacement (modification). pAGE ý OF
eWhen required by Construction Code.

ARII I / .'



APPENDIX D

Page I of I

SUMART R RPOrT-FORMN IS-2 ATTACUNKMr

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P: 0. Box 2000
Spring City, Tennessee

W'N

AI-9.15
Revision 11
Page 26 of 33

Date _ _ _ _

Sheeta of
Unit

aeport iracking rNo. V3. Work Performed by: "_ "_,_ Type Code Symbol Stamp b

Comp /

c~t/vey7iz* ci7" / Authorization No.b jI
AddIess/-•/*"/4 i M ,9 Expiration Date b A/zfA 0/(e-;/•/

'City aZd State
4. Identification of System - 5'c/k cJS 03
5(A). Applicable Constr tIn Code tio ý919

Edition 7-pzio-' . Addenda mrn -- 735(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- t, (6 /

6(A). Name of Component(s) and description (include size, capacity,m~~~pial, and location as needed to aid in identification)/- c 3 - 0 3 3-A 1-&.x 124 7

6(B). Name of Manufacturer /1W Z••
Address of Manufacturer/ (if known) c/,VA6 0/PEZO

6(C). Manufacturer's Serial Number /IV/b' •F
6(D). National Board Number (if applicable) &5. 0
6(E). Other Identification (subassembly number, heal numbertc.)

6(F). Year Built go
6(G). Repaired -Er1& Replaced M101 Replacement Od
6(H). ASME Code Stamped Yes 0 No 2-
7. Brief description pf epair or replacement work performed.

8. Tests Condu ted: Hydrostatic 0 Pneumatic 0/,4''e x• Nominal operating pressure 0 Other 0c2/•o290 Pressure psi Test Temperature OF
9. Remarks:

) Applicable manufacturer' s&, orte to be attached.• o/•vo Responsible Engr A(/- / /).X •

Organization
Date 41/

ANII It[? Date 31/3/
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor york performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). PAGE caSOFeWhen required by Construction Code.

W9c
2/9o



APPENDIX D
Page 1 of 1

SUMART REPfrl-FORH NIS-2 LT1ACHWENT

1. (Owner) TENE SSEE VALLEY AUTHORITY
Nuclear Pover

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _ -_ _ _

,,/ //o2 lu

Address

• City ad State

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /23/9t

Sheeta - of
Unit -1

Report Tracking No. fA 1W

Type Code Symbol Stampb

Authorization No.b

Expiration Dateb VI

4. Identification of System 63e----'. ?* c• £ 6
5(A). Applicable Constrijction Code 56-W cifec 197/

Edition s- 2 -6 Addenda jeweg=- 735(B). Applicable Edftion of Section XI utilized for Repairs or
Replacements 1980- W &/

6(A). Name of Component(s) and description (include size, capacity,
material, an44ocation as needed to aid in ti ftcatton)

6(B). Name of Manufacturer f 0
Address of Manufacturer (if known)

6(C). Manufacturer's Serial Number A'Y4 /,•
6(D). National Board Number (if applicable): , & -•'k//•o . ?...6(E). Other Identiication (subassembly number, heat number, etc.)

6(F). Year Built F 0
6(G). Repaired 8- Replaced Oc Replacement Od
6(H). ASME Code Stamped Yes 0 No G

7. Bref descrition of rep ir or replacement work perfomed.

8. Tests Condupted: Hydrostatic 0 Pneumatic 0
IV'o " i e:4( Nominal operating pressure 0 Other 0,,/Q•/ Pressure psi Test Temperature OF

n' ' . .
7. Remarks:

,•p/•'Q O• I03- -,R ••7'
V'/14) Applicable manufacturer's ,aj.renorte to be attached.
40"12f Responsible Engr A=TJ--!JPl n.7~'

Organization

MU I Date I T-z/-
aSheet Nos. filled in by Testing and Diagnostic Programs Btanch.
bFor work performed by certificate holder
cReplaced (like or dquivalent). PAGE
dReplacement (modification).
eWhen required by Construction Code.

GOF S

•f A.•~,47 •,- •-Tf T9

I To



APPENDIX D
Page 1 of 1

SMIRAEY REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: 7-V A
Company

AddresssP~t•t•f_ vr-y'/ 7-I-NKeSS

City and State
Identification of System O(g3 SAFr(

Applicable Construction Code A.SC_
Edition J"UNG lH*73 Addenda

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 2- / 2/

Sheetas- of
Unit I

Report Tracking No. -_____
Type Code Symbol Stampb _WA 9/z/j0

Authorization No.b W/A rU o 2- 28(9

Expiration Dateb r4/'p IZLO 2/_z/qo

W/A P..L-0L/=1_0
* Applicable Edition of Section XI utilized for R~pairs or
Replacements 1980 -W e &

. Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6 5uPPoP-r 47AO(aO -(3-77. JP-S r-ptrnoHAtiHtok A. -
Ami T-Ypr I W./O STANC.HION ,2-f1 X 11 -X Y4. TZS.. WELP6L) Tr A LA46..AL 44 PIPE

.• e of Manufacturer PS 4N 05-TAIES =Mc. r
Address of Manufacturer (if known) 60'm Atn&W44Mr P0..S5CAOC•ii, •,J o709+

" Manufacturer's Serial Number -AWCHD - " f6ZO r-
" National Board Number (if applicable) AP L.-O 20'?Z •
" Other Identification (subassembly number, heat number, etc.).

Impare.P.ItL-~ T-iPe Fiok 7vu SteeL A 506~ 69' ES
" Year Built SupPOT-F INSTALL-j> LjO
" Repaired 0 Replaced O c Replacement 0 d
" ASME Code Stamped Yes 0 No
Brief description of repair or replacement work performed.
IN$L-AL P-b t4SL.J PIPE SUPPOPAT- AS AQSV1mneb P64;' bGS1614 e-tI4AN&V

Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 0
Pressure "0t psi Test Temperature e ! F

Remarks: W ORP L.AM V-- p 47 14 A -I

(N/A) Applicable manufacturer'-ata repore to be attached.
o Responsible Er /M A c

Organization

ANII ______- _

3•S. filled in by Testing and Diagnostic Programs Brz'nch.
work performed by certificate holder
Laced (like or dquivalent).
Lacement (modification). P
i required by Construction Code. WP k-100

PAGE-J•

Date V-8Z/ "

Date •-5•_So

GE ILOF 5(,



W'BN
AI-9.15
Revision ii
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APPENDIX D

Page I of 1

SU17 REPOTr-FORM NIS-2 AITACam=T•
I. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power Date
2. (Plant) Watts Bar Nuclear PlantP. 0. Box 2000 

Sheeta of.Spring City, Tennessee 
Unit -

Report Tracking No. c _lc-
3. Work Performed by: . Type Code Symbol Stampb

CompanyýAJit~ ý) - Zt7~ Authorization N0 .bAddress
& \ Expiration Dateb

City and S'tate4. Identification of System - -- , -5(A). Applicable Construction Code~h ~ .1-zrr 9..fEdition T-•h:t Addenda N g- 0n:•-5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 -We ut6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identifJcation)
U2!4_' .- I 

-- 

.
L ICa.6LýQ --

L--•-6(B). Name of Manufacturer 
7-7u,

Address of Manufacturer (if known) 
-.-------'-__-_

6(C). Manufacturer's Serial Number ____6(D). National Board Number (if applicable)6(E). Other Identification (subassembly number, heat num etc.)

6(F. Year Built rM6(G). Repaired 8' Replaced Oc Replacement 
0

6(H). ASME Code Stamped Yes 0 No a-7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic ONominal operating pressure 0 Other E ie._.--Pressure 9.__rk_____ psi Test Temperature OF9. Remarks: 4ý >A~ \A 42-._1 
ý--"z i• D--- -- : " --

(AJ/4 Applicable manufacturersdaarot e o be attac-"d -7 
-

espnsile r. 
Date

Organization

ANI I 
DateaSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder orCReplaced (like or equivalent).

dReplacquire (modification).
e~hen required by Construction Code. 440PLANM

1g,6



WBN
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Revision i1
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APPENDIX DPage I of I

SUMMtAR~Y EREP-FORM KIS-ý2 ATTACflMMN

I. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date

Sheeta. - ofUnit , I - --

Report Tracking No.9p-- •S3. Work Performed by: 7 Type Code Symbol Stampb _
CompanyAddre ssK V Authorization No.bAddress ,•/

-• (b i t-- ,m.- Expiration Dateb)City and 'State4. Identification of System R-4.?-•q L5(A). Applicable Construction Code Atx-f _. r 19 k1Edition IC-_ _ -___ Addenda '- \ ?V:3k-a.5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980--JJ5 k6(A). Name of Component(s) and description (include size, capacity,material and location as needed to aid in identification)
L .. -..... 

at.r4 (TV) -6 zrO.O Z>#-)
6(B). Name of Manufacturer p . __cAddress of Manufacturer (if known) 

"____ -_ -___6(C). Manufacturer's 5erial Number6(D). National Board Number (if applicable) -J/I--6(E). Other Identification (subassembly number, heat number, etc.)6(F). Year Built 

-JJA- ---

1-"
6(G). Repaired EBý Replaced Dc Replacement D6(H). ASME Code Stamped Yes 0 no Br7. Brief description of repair or replacement work p dP --- . •... . . -.- V.. P... . T- e .

8. Tests Conducted: Hydrostatic o Pneumatic 0Nominal operating pressure o Other _ ,Pressure 
Tes Temperature

9 . R e m a r k s : _ T e p r u r -_ _ -•"

( Applicable manufacturer's datrot 9 to be attaqhedResponsible Engr .! Date •)- 5 -- 7_
I f'
7 6 /' Organization

ANII .. Date

--•heet ros. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holdercReplaced (like or equivalent).dReplacement 

(modification).
eOhen required by Construction Code.of

page

- ".1921, - %W A 3-71 P- I

rj



APPENDIX D
Page 1 of 1

AI-9.15
Revision 11
Page 26 of 33

WP K--r'T779A -I -
PARGE ]T-3I OF 'T.•:.1

SUPMARY REPORT-FORM NIS-2 ATTACHMEM

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: L .-.
Company

Date 4/,.A
Sheeta ofunit 7___,,.__._

R ep or t T r a ck ing N o . & .. ,, " v'

Type Code Symbol Stampb IN filo
Authorization No. b Al' "t 4-/11/?O

qariy Cib. 71U Expiration Date b s A
-•/ 'City and State

4. Identification of System 062,r C.V.C. !, A ýSg C/ pf. t
5(A). Applicable Construction Code" A/6C 19_Z.5

Edition U-mne . 1775 Addenda W11;6
5(B). Applicable Ediltion of Section XI utilized for Repairs or

Replacements 1980 - W i'
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
Pe supfor + I O&Z -A~ot- & 2- 1; AfP5 ng J~ni Asichoe' (Sr-Ag -I--"

6(B). Name of Manufacturer _'rV , AP5 .Tyu
Address of Manufacturer (if kno )r•

6(C). Manufacturer's Serial Number
6(D). National Board Number (if app~lcable) 46(E). Other Identification (subassembly number, heat number, etc.)

1777,2 N"*0, -riC+4" 'io2n q ,ar"-
6(F). Year Built A5az ,,-t ;n"aI/r/4/. r d /,/g/o
6(G). Repaired 0 "' Replaced DC " Replacement
6(H). ASME Code Stamped Yes a No
7. Brief description of repair or replacement work performed.

Fa6ýca~e ;%,Al !A!ýAkattA mnu dine Iupo gair W L-eO472SA-(

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating Irpssure 0 Other 0
earks Pressure / j h psi Test Temperature KJA :F

9. Remarks:

(/A) Applicable manufacturer's da r otto be attached.
Responsible Enr 11tW- Date .I22

Organization

ANII / Date4/
aSheet Nos. filled in by Testing and Diagnostic Prpgrams Branch.
bFor work performed by certificate holder
cReplaced (like or equivalent). 

""dReplacement (modification). PAGE 2 3Jr
e~hen required by Construction Code.

:2.

L-6-1. 150,( zoo/?
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APPENDIX D
Page 1 of 1

SJIARY REPO~r-FORM NIS-2 ATTACMUNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date .57-90

Sheert - ofUnit 1

Report Tracking No. -3. Work Performed by: TVA Type Code Symbol Stampbv/! 7?
P.O. R30x 2000 Company Authorization No.b

Addressf
SPRIiuJ& Ciry, 17~,/Expiration Dateb _,JAJt q7?City and State4. Identification of System -070,EC C .4SME - c-LASs• A). Applicable Construction CodenASC- 197Edition JotjE. /97-3 Addenda ./I 5-7.9 -5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-vjIq•J

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PPF '~~~~~u~~p,~r io7p-/-7o-oygj )E-L-~rar Fp.V~-~~~r

6(B). Name of Manufacturer *rVA
Address of Manufacturer (if known) SpRilc.. Cir-' 77-.6(C). Manufacturer's Serial Number '-/IA L"- -7-100O6(D). National~ Board Number (if applica le) A0/A _6, -240"6(E). Other Identification (subassembly number, heat number, etc.))0J M - -- -A %RE4'IE6(F). Year Built SuppogAr HOfIpj---- /AS/4-A(G). Repaired 1 epaed

0  Replacement Ell6(H). ASME Code Stamped Yes 0 No-7. Brief description of repair or replacement work performed.F-viplC. S'AA.PO&7- De-L-eEj- PER, bC-A)J PA12-oig,' A,.r Clv! AJ.?. Pr-4PD2IMI-#4
8. Tests Conducted: Hydrostatic 13 Pneumatic 0

Nominal operating pressure 0 Other 09. Remark: Pressure A/I&Jf5-t psi Test Temperatureyl -F

Applicable manufacturer's data reporte t b d.
Responsible Engr 

A - Date 5--74 L
Organization

ANI 
Date....-_

ateet Nos. filled in by Testing and Diagnostic Programs'bFor work performed by certificate holder
CReplaced (like or dquivalent). P AG E
dReplacement (modification). W P 29eWhen required by Construction Code. WPK P 0 291

qd- ý (.9

4 A--I



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

aA-(1

SUMMARY R PO~r-FORZ, NIS-2 A"TACHNE

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date 2 .7-90

Sheeta  ofUnit .

Ueport Tracking No. .0-G, 13. Work Performed by: ri/A Type Code Symbol StampbcN. 3-7/P..(o~ o o Company T~ oeSmo

Adr. Roy oC Authorization No.b ZA _ _57
Address

.PkJma c& y , rxp&rat&on DatCeb  eyA 7 -P/
City and State x Dae4. Identification of System 070 C-6 4SNE-CijL-A S•A). Applicable Construction Code' A 5c-

Edition JoJ, /973 Addenda A.-IA5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-w '-Ii6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE S PPO__-_ DL-r-n ERO, 7 srSrSM

6(B). Name of Manufacturer 7YAAddress of Manufacturer (if known) Sp c r 7"74-----.6(C). Manufacturer-s Serial Number A/A ,P _ _ _-_ _ _ _6(D). National~ Board Number (if applc le i/AIy1A9~6(E). Other Identification (subassembly nlmber, heat number, etc.)
'-Z20 ArEAI1AL- RE4UIR{ED etnmbr t.

6(F). Year Built supporý,r FLEU i /AJ'4(C). Repaired W Replaced 13c Replacement od6(H). ASME Code Stamped Yes 0 NoN7. Brief description of repair or replacement work Performed.
E-1J~1-5r7AJUC ... T ~U A o p f7L-E PE .. k5C-A ) P - 019. 1 As..o A #L H YET) a R . to.?. PT..PO M -A /

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure o Other 0

9. Remarks: Pressure ,!A ý-5- o psi Test Temperature,/vgooy

( 1/-1- Applicable Manufacturer' data re orte to be attached.
Responsible ufaturer _ Date ....- "Organization

ANII /4.(? )Date
aSheet Nos. filled in by Testing and Diagnostic Pro~ra Branch.bFor work performed by certificate holder
cReplaced (lmke or dquivalent).

eW.ien required by Const:rution Code. WpK P 0 2 9 1 4 A - 1

5/7/1'1



APPENDIX D
Page 1 of 1

NUMEARY REXPT0-FORM NIS-2 ATTACHMEMT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date .57-90

Sheei a  ofUnit I

Ueport Tracking-No. EO- L3. Work Performed by: 71/A Type Code Symbol Stampb/jArS-7-.
Company Cl

.P.0. Rox 2000 Authorization No.b '/AN 5•-7-0
AddressI.

SEP.kIC, Ciry, n:-,,/. Expiration Dateb J/A J.- 5-7"F,0

City and State ID4. Identification of System _070, C-C SA E-CLASS ?`(A). Applicable Construction Code' A -E--5 e_--9--'7
Edition JiotE. /972 Addenda J/A 44 -5--7o165(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-w~ ili6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)Pipp _P~pipr O70-/o 7pD- -pg7 rq EL-E7-E,1 " 7-).-

6(B). Name of Manufacturer 7VA
Address of Manufacturer (if known) Sv&,M C.r'w- .6(C). Manufacturer's Serial Number A/A ItJ -7-o6(D). National Board Number (if applicable) AP/A .LpyV 27-fO6(E). Other Identification (subassembly'number', heat number, etc.)

NJO "LArERIAt- RE4OIR{ED6(F). Year Built SuPPOr- HO F1 tij J• /I qJ6M(.) Repaired 1 Replaced Dc Replacement 
0 d6(H). ASME Code Stamped Yes 0 NoR7. Brief description of repair or replacement work performed.F-$/j,Ay.je_ ýrippo,&7 np-L-E?-E PER. L~ PI-OZ-,g ANo ALEHOYEA &If 10.?. PT-P10Z11V4../

8. Tests Conducted: Hydrostatic 0 Pneumatic a
Nominal operating pressure 0 Other 0 o/ow
Pressure / -/ -10o psi Test Temperature-Ai-o F

9. Remarks:'

(A//) APplicable manufacturer's data Teporte to be attached.4W Responsible Engr 0IV / M - F 4 Date 5-?-?dOrganizat on

ANII ~ 9)C Date

bFo tl le d in by Testing and Diagnostic Programs Branch.or work performed by certificate holder
CReplacd (like or dquivalent). pAGGE FdReplacement (modification). 

pKP 29 1 4A
e~hen requ~ired by Constr-uctioni Code.

2@
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SUU REPORT-FORM NIS-2 ATTACMUMT
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

Date 6-7-90

Sheet* ofUni t 1----

Report Tracking No. 90 -42q3. Work Performed by: 711A Type Code Symbol Stampb!44 -7.-.P.O. L•oxc 2coD Company
Address Authorization No.b ±/A47 5-7-90

City and State E Dateb 4 1224. Identification of System 7. SA1- Cr S P7-). Applicable Construction Code' A-r"c1•- 3
- -

.Edition JotjE 1973 Addenda /,A .7.j 5-•-9i)5(B). Applicable Edition of Section ZI utilized for Repairs orReplacements 1980 -wLil6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
PDFtpo~ o?O-/ 7-p -to IE-Erj ;:ation) Y~~

,6(B). Name of Manufacturer 
_T._AAddress of Manufacturer (if known) Sl C,ic Pr .6(C). Manufacturer's Serial Number ,'/A ufi 5-7.4.6(D). National Board Number (if applicable)6). Other Identification (subassembly Uumber, heat number, etc.)MO MAIAERfAL- R C--Q 0R E 06(r). Year Built sujPPp[r&J HODIFIjE-0 JM /14?96MG. Repaired 9 Replaced Oc Replacement 

0dJ6(H). ASMt Code Stamped Yes 0 NoRe7. Brief description of repair or replacement work performed.E-%/s-Y 7 r SUAPpo) D L-Er~,j PEk 15C. -A) , ~ Pvj i' ~~ PI/I.
8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 03
9. Remarks: Pressure / s -Q psi Test Temperature•O9, -F

(1l/A) Applicable manufacturer's data reportve to be attached.Responsible Eng- b / . Date "-DOrganizat)on

ANII ý,ij•f• nýJ- Date

TN1fr c

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent). PdReplacement (modification). P A EeWhen required by Constzuction Code. Wp'{P 0
LOF S

99 4A-I

qt)- 6q
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APPENDIX D
Page 1 of 1 9V7t

SUfLRY REPORT-FORK NIS-2 ATTACHME

I. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7-1/A
Cmnrnllal

Date 2.-7-2 0

Sheetat_- of
Unit I

Report Tracking No. Io-o"40
Type Code Symbol Stampbj/ 5x.

P.O. Rox 2000 Authorization No.b 
J,/• 5-7-96

Address
-SPRI MG ITrY, 7"-i/ Expiration Dateb .lA a 5-2-a

City and State4. Identification of System 070 CC, 4SHE- c-ss 2(A). Applicable Construction Code' ALs c- 1973
Edition jotE, /173 Addenda e /A-5(B). Applicable Edition of Section XI utilizea for Repairs or
Replacements 1980-k1u116(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
P#Ps= yyppO&r /o7o-Ave9Y!. S.nT Yi-K,,Xq" TS X 3 '1 7"XS ": "

6(B). Name of Manufacturer TYA
Address of Manufacturer (if known) SpCit,= Cr .- j.6(C). Manufacturer's Serial Number 9/IA 7

6(D). National Board Number (if applicable) &•/ý/A-7-?Q6(E). Other Identification (subassembly number, feat number, etc.,) )Vr-*s

6(F). Year Built A'PPOkr O -LHootrP /9706(G). Repaired a Replaced 'c Replacement Wd6(H). ASME Code Stamped Yes 0 No )7. Brief description of repair or replacement work performed.

A_~ Ir ,MpI rjjs APo',e8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other r0

9. Remark: -0 psi Test Temperature j OoF

(A//A ) Applicable manufacturer' data reporte to be attached.
1*--7) Responsible Engrt ¶ ./ L r/ A /C-AIFA Date 2--•Organization

ANII •ZL W %Y•/ Date hI!- o

Sneet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). ppGCeWhen required by Construction Code. WpK P 0 2 91 4A-
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7v--

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date 5-7-90

Sheetas ofU n i t I- - - -

Ueport Trackin. no.3. Work Performed by: 7-i/A Type Code Symbol Stampbc/o 7
P.O.Authorization 

No.b
Address

-PRIM& cirT" 7--, Expiration Dateb tlA .5-7-9Z)City and State4. Identification of System . . SNE &•$S74(). Applicable Construction Code' A r <r 1973Edition jotE, I173 Addenda /'4 -5(B). Applicable Edition of Section XI utilizef for Repairs orReplacements 1980- w19316(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)Pop: TV -•0-aP p /'?0-A 7-? .a '-/ Xi" 75 3// 3z .
6(B). Name of Manufacturer TYAAddress of Manufacturer (if known) SPRttCr_,_Crr m.6(C). Manufacturer's Serial Number Ad- 5.LL¶ -7- Q -6(D). National Board Number (if applicalile) a/6(E). Other Identification (subassembly number h eat number, etc.) A
6(F). Year Built SOPPo&-i• I ,nIF/D D9.6(G). Repaired 0 Replaced Dc Replacement6(H). ASME Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.0 I/pF, ALACD ruIPPoAT ...... BER 70o PAoVlDE. pAOPEK AE.EFrRA/,47
8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 0

Pressure -* tt' -s'7-90 psi Test TemperatureiIo OF

9. Remarks :

011.) Applicable manufacturer's data reporte to be attached.
Responsible Eng / "EA Date S-7-9

0rganizat on

ANI I __________Date___

a~heLI
........ .±ea in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or equivalent).

eReplacement (modification) oAGE 1e.ewhen required by Construction Code.

wpKPO 914A-1
m A
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-al0), ;
SUIMIARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date 5-7-90

Sheeta , ofUnit1

epu L IracKing No. L073. Work Performed by: 7"11A Type Code Symbol StampbgZA ,?,sCompany

P.O. 0 2000 Authorization No.b ý/AJM 5-74DAddress
sPmImc •l~ --ci/,rj Expiration Date b ila.4ZAýS-?-90

City and State
4. Identification of System 0701. cic- 4SHE -ciss;(A). Applicable Construction Code' -A c - 197Edition joti s 1973 Addenda gI, • S-7-•019_7_)_5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980-wiltI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIp~r SPPOi'r i o7o -A Y&Y-2o,~ 2-0 T5 1"x'' ?f -3/f" ~ ~A4
6(B). Name of Manufacturer TYA

Address of Manufacturer (if known) SPai• C r' Tr.6(C). Manufacturer's Serial Number A/A-i q J C- 7-6(D). National Board Number (if applicable) v/A A--6(E). Other Identification (subassembly number, eat number, etc.) .!,,..

•0755 -2 "r 4,-36 (?/ , a,% ub, t.)

6(F). Year Built /?1'(G). Repaired 0 Replaced O c  
Replacement l6(H). ASME Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.A -I "M r' 7-S 7"r PFO•VDF ADDEO • p OP A/ OF 7WE P)

8. Tests Conducted: Hydrostatic o Pneumatic 0
Nominal operating pressure 0 Other 0[Pressure /AA1 jii 5-1, psi Test Temperature 5-71?o OF

(A//A ) Applicable manufacturer's data reporte to be attadhed.lo.0 Responsible Engr /VC-F, Date 67V V Organization

ANII 9A' & /' Date
ac.-z- -iae n yTsig n igosi rgam rnh

.... mos. . filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder P
CReplaced (like or dquivalent). p GdReplacement (modification). pAGEeWhen required by Construction Code. WPK P 0 2 9 14 A

W t. t, 
~ I - C

i



APPENDIX D
PagelI of I

BURY RKPOI-MM N xIS-2 AmmLm

1. (Owner) BmESI VALLEY ADTH
Nuclear Power

2. (Plant) Watt. Bar Nuciar plant
P. 0. Buz 2000
Spring City, To ee

3. Work Performed by: TV'_4

AI-9.15
Revision 1•
Page 26 of 33

Date 3!/Y? _

SBheta of
Unit f

Report Trackidn No.. 'OQ-IType Code Symbol Sramapb 16ý

Pea. 3 e~ ~o~e ~Authorization, No. b
City m State - at

4. Identification of SyguM or3 0 l" (A5M/, • "5(A). Applicable Consatr=cti Coda aZsr-
Edition _Tti4.r_ i97, Aemdaz Jr •Y_ .,,, ?V5(B). Applicable dition of Section XI utilized -for Raepai orleplIacenen? 1980 - W II a6(A). Name of Comnpon,_t() end deScription (iclude size, capacity,maturial, and location an needed to aid In identification)

6(0C). Maufacore' a Serial lim berv"
6(D). Naiofnal Boeaurer (if cabl) 2'A,

6(3). Other Identification." (assembly nbs-t heat nmber, et@.)
6(F). Tear Built ¾ý' 'y-i W

6(g). Repaired 13 Replaced DEC place nt ad6 (H)..ASHE Code Stamped 'Yun a No JNo7. Brief description Of repair or replacement work performed.
-

ic4&)r z~4e Ii~D 9Er'Z it F2% 4-7o,$AA-8. Testa Conducteds NydrostaLtic 1 Pnaumatic 0
Nomi-nal operating, jpessure 13 Other 13 .yz7Pressure 1 psi Test Temperature --'p9. Remarks: /U ~7--aA T 4 u rJr -

rkpy Alicable man~acturerms data reports to be attached.Z'~ 3z/~~ Responsible 
IMIgr--AlQ -j-DateOrganization

ANII
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.byor work performed by certificate holder
dReplaced (like or 4quivalent).dReplacement (modification). pAGE " ' (i

p . -

Date E__I M_4_0

(: K f -

II

I

)0
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APPEBDIX D
Page .1 of 2

SMIJUIA MMM-F M-2 A!TACBHIU
1. (Owner) TENNESim vALLlY AUTHOIT

2. (plant) Watts Bar Nuclear Pl=n
P. 0. Buz 2000
SpriU9 City, Tammea

3. Work perfazmid by: ______7__

Date __3/_2_'__0

Sheet&a- of
Unit -

Report Tracking No.. 'o-4~

A-dAuthorization 
Nob * b A

r- t7-Y. Z~zpiration Dateb n agM
4. Identification of System or;5 ts (A5HI!, C-LiAZ .a3)5(A). Applicable Construction Cods Am. sC.Edition 77aws- i 7R Addenmda &jA - )5 (B).- Applicable ]gdition of BecinXutlzdfrRpiso

Replacaemuts 1930 -W 1i aI Wc2 rUL~ze o gro6(A).- Nsms of C~mq~wlt(s) and dasscription (invcluda size# capacity,materia3L, ad locationi an masded to aid In identification)

NB.amn of Manuffacturer 7-V-4 
,- 7Address 'if Namufacturear-- known) C, 76(C). Manufacturr~ 'a Seril Number '-/ At .~ z3/z,¼6(D). National Board Rmbinr (it applicable) 64A(,4. Al~6(Z). Other Identificaion (subasuml yumber, heat Inmmhro t. A~

6(r). Year Built 1c 9 i X46(G). Repaired 13 Replacedo ReplacentD6(H). ASHE Code Stamped "ren 11 NoýI7- Brief description of repair or replacement work performed.

8. Teants Conducted: fydroastatc a Pnem~atic 0Nominal operating pressure D3 Other 013.i
9. Remarks: 7A~.eae AlA 

I<0 
3/-.p i T n eprtr S/

(4AI) Applicable manufactue. at qoý ob atahd
2~.Responsible Engr h.' 'ja - A/ C~- D a t e ZL4!F-

Organ~izatio 7

teet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work Performed by certificate holder
tReplaced (lIke or 4qxuivalezit). Or
eWhen required bY Construction Code. A EU',

Date 5L.Iv-G0

(S

I 1-i
U1IL

I



APPENDIX D
Page I of I

SMUNIRu _PM TM NIS-2 A!TACB=

I. (Owner) TUNKMEM VALLEy A.uzo=Rr.
Nuclear Paoer2. (Plant) Watts Bar Nuclear Plant
P. 0. Bax 2000
Spring City, TUemAsae

3. Work Performed by: -7-A
C,,

AI-9.15
Revision 11
Page 26 of 33

Date 1

Sheeta of

unit y l2
Report Tracking No.. 4 D-1• f

Type Code Symbol Stampb .
so Iddrm Authorization No.b • y..
k~in, r-CT . . Expiration Dateb"d, A

4. Idntificatio of System C - . CL/D !a5(A). Applicable Construction Code AtQc.. 19..-Edition Njm7 • 11972 Aand -•t/ .46.5(B). Applicable Edition of section Xf utilized for Repairs orReplacements .1980 - V•S i c S I6(A). Name of Coq~ongt(g) and dascription (include size, capacity,material, and location as meeded to aid in identification)

(B). Name a anufacturer
Address of Nanufactu~zC kon6(C). Mmufacturergs Neral iI'ber /, .-6(D). National Board N=mber (if applicab- - ) . .. . '6(Z). Other Identification (..as•b,• nmhb•r, heat mmber, etc.)

6(F). Year Built6(C). Repaired 13 Replaced Mc Replacement 0(16(H). AS= Code Stampeg 7ye 1 No%7. brief description of repair or replacement work performed.

8. Tests Conducted ydrostati 1 Pneuatic 13Nominal operating 0e Other a 2M
9. Remarks? P si Test Temperature *o

Appl-icable man" factur er's da77n Reponsible Engr -"''L
to be attachd--

Organization
4f~ 

~ ~

heaT .D

Ikeet Nos. filled in by Testing and Diagnostic Programs Branch.bpor work performed by certificate holderCReplaced (like or dquivalent).
dReplacement (modification). 

K - 0 7 jeWhen required by Constructian Code.

Date 5-ý--zcj o

E
-' A.
~3OF

I )

I

Organization
I I I i

t-.3 0OF;E



APPENDIX D
Page I of I

SUMMARY REPORT-FORK Nrs-2 AITACHENET

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _ _ _ _

Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 5-/L 10

Sheeta of
Unit J

Report Tracking No. 9 0-7 Lgr
Type Code Symbol Stampb A
Authorization No b -I(-/

Address
SmU\)I r c 17iTY. Expiration Dateb /ousr5"(?/

City and State
4. Identification of System - 3 (SAF/-7 IFAE--TZTtoj 5YsVr9\ A9I- CZA!S 25(A). Applicable Construction Code ASME • , <zri1 -1,Jt -rr 19L7/

Edition I1W0061* Addenda -SyV1mEk /97r5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 w,,rAv I ?i &

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
Piio, su*Pv'R7T Y7,4060 - e. 3 - 7 -Z ~"0( Pi PE) M *r".A L A 7-rkcA,/lie Tro 4 04X yy 4 -7ý , Am r)AfPl (6&T Yt)7 552) P,1- ~L73 1 A-?=pn.q 5'6(B). Name of Manufacturer "-VA
Address of Manufacturer (if known) 5r941 .crTy .7w6(C). Manufacturer's Serial Number 44g• (M £-/t(-O

6(D). National Board Number (if applicable) N/A Amg 5-n-,o6(E). Other Identification (subassembly number, heat number, etc.)
q X 0 K Yq 77S. 14 500 cr_15 I 7- $9r- V 07! 26(F). Year Built I'?0

6(G). Repaired 0 Replaced D c Replacement
6(H). ASME Code Stamped Yes 0 No%
7. Brief description of repair or replacement work performed.

._~q'5T---* sopr --Y7,4 6 4 (SO - ( :5- 7 0  Aurok, 7-E.Ž 6, C ,. P-og760R, AEPLA.E a<,Ipogy q7-9,93C ---. PL- o&/4-I)8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure Ij/^A $•. 1-•"si Test Temperature #, 9A16 F9. Remarks: -AI S -FpyoR- /T- ST 1 ATMAn. /FIDI) A -A I IN T7A-&t,4=.1l A /- / A -o" 02. --o- F• & (,fp 1JJv T

-Z - A/v6 -i R7
kJO&PLAeI W5~~- ~ILL- COuV" T-0,- HIAKO-U-A7C rCSr ,REf?'I AY7V50(d/A ) Applicable manufacturer's porte to be attached.

£110 Responsible Engr Org Anzt ioeae___

ANII otDate t

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). 

r7

eWhen required by Construction Code.

)

OF
`7-A- I



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTAcMqMT
I. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

.3. ~ ~ ~ ~ ~ ~ '-k~. WokPrfrgd y 14 o 6Ta g 140.L1 =3c •. -oric kerformad by: 7-Type Code-Symbol Stampb •
Company

a. 0oX •20 (7)Authorization 
No.b .AAddress

Ciy 'd• •/TVTe 
Expiration Dateb kj L 0 S! A4. Identification of System 0(oa e 14,FEMICAL ,LJAJV r 01"N ,* 5(A). Applicable Construction Code AS e 1445 19_Edition 7., , ,q, I/N 7 e-Addenda _V/4 & t/5/gD5(B). Applicable Edition of Section ZI utilized for R "pairs orReplacements •1980 - a ta_ Iti :6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

).Name of Maniuf;acturer6ho7- 
Z;ZAddress of Manufacturer (if 3mown)

Manufactureres Serial N"°ber6(D). National Board Number (if appli4ýbba )L
. 6(G).
6(E. Other Identification (subassembly number, heat numbdr /, etc. )

:f6(F). Year Built M P

6(). Repaired Replaced cReplacement6(H). ASME Code Stamped Yes 0 No eA7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumnatic 0
Nominal operating pressure 0 OtherKPressure 4.k ps:i Test Temperature • j9. Remarks: Ie&Kk.PL-ANAM

F3,

(ti/A-) Applicable manufacturer ata repo e to be attached.A Responsible Engr orgn / /4t a,4 DateY- 0rgan zation

ANII _ - __ Date/o/
S t Nos. filled in by Testing and Diagnostic Programs Branch.r ~work perfoted by certificate holder PAG E

CReplaced (like or dquivalent). 
WP _-P 4_7__-_

dReplacement (modification).)
eWhen required by Construction Code. PAE -1 -O=

WBZTAI-9.15
Revision 11
Page 26 of 33

Date ..

Sheeta ofUZIt

11/

ii

I I/.

)F
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APPENDIX D
Page I of 1

SUMN&R REPORT-F0IRM HIS-2 AITACHNEN

(Owner) TENNESSEE VALLE AUTHORITY Date _-_,- __

Nuclear Power
i (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheeta j ofi• Spring City, Tennessee Unit J ,,AReport Tracking No.

Work Performed by: _7"A Type Code Symbol Stampb / - -qV Company

kJ•" W 8.- A, p CompaAuthorization No.b -
Address

C.,.**- ,- 77. Expiration Dateb ¶
City and State

I4. dentification of System D 72 ., A5M -C/as 2-
5,7(A). Applicable Construction Code 197/

Edition _ ___ Addenda u /975
M5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- WI',I
:,6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
floe ~ 47A4& -c3`s'9•~

*(C). Name of Manufacturer 7-VA-
1W Address of Manufacturer (if known) frj t>I .

".6(C. Manufacturer's Serial Number N/67 (-1-
ý6(D). National Board Number (if applicable) &/,/,4#-I,--4: -'-j V
(E). Other Identification (subassembly number, heat number, etc.)

Ff6(F). Year' Built /'1'0
16(G). Repaired 0 Replaced • Replacement od
'p6(H). ASME Code Stamped Yes 0 NoX
.1ý7. Brief description of repair or replacement work performed.

j,-p/,rd h- :7, r*-,-,,-n ori l 3`45 epee.
:8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 d
Pressure /-40 psi Test Temperatureý _F

!9. Remarks: Apcb manfat••urr' dt rep rt tooe(4be a c-d

(••Applicable manufacturer's data r~eport e to be attached.-Responible Engrjo . J7- -- - -

\ 1 Organization

- I I I

~.0eet Nos. filled in by Testing and Diagnostic Programs Branch.
or work performed by certificate holder

,.cReplaced (like or equivalent). PAGE
dReplacement (modification).

eWhen required by Construction Code.

Page

Date 6-

Date ____ .

P -OF
PLAN C-W'fP"99 334-1I

g7.T- _Z3
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APPIMDIZ D
Page 1 of I

SUMARX IMErO-FODK NIS-2 A=ZhMM

1. (Owner) TE17SSEE V4LLE AUTHORI=
lNucrlear Power

2. (Plant) Watts bar Ntuclear Plant
P. 0. box 2000
Spring City, Tennessee

3. Work Performed by: -________
Company

Date o,- -7- d?

Sheet*a - of
unit f

Report Tirak~izi N~o.
Type Code Symbol Stampb 1,.,4

Authorization Bo.b A1 - ,4A-'-/

Address
<~/~i4-~--~- rJ - 7 --3 B xpiration Dateb 4L1

City amn State

4. Identification of System ,-7-,_ ' , /A/K- /'.)')

5Wk. Applicable Construction Codec --v 5-;?4 19 7ZL
Edition r / Addends, '7az-75

5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980

6(A). N~ame of Component(s) and description (include size, capacity,

material, and location as needed to aid in isentification)
e,- " RI4 AF--1 9 -- -316 ý2-rWAZ Y' 11Y9L 11•5 I-oo 7Y fA'Q A2 6- 6 4

6(B). Name of Mlanufacturer -AJ'

Address of Muanufacturer (if known) ,z.1R ,,e. rzLL

6(C). Mwanufacturer's Seria1 Niumber -5f 4 7-
6(D). National board Number (if applicable) AJ,]-

6(E). Other Identification (subassembly number, heat number, etc.)
i/AL /• ~ o~t/AA/K2 EA' /Z-#eLXT -7 /6-Y

6(F). lear built l/,1A

6(M). Repaired 1 .' Replaced tc Replacement M
6(H). LSME Code Stamped 'es M-' No D
7. Brief description of repair or replacement work performed.

Z7QLL/ _ 4" Z/AL v,-R ,S 'QA ,,, , a• ,"7-/ q 7 -X 5-

Z. Tests Conducted: Hydrostatic /* Purelmatic C
Nominal operating pressure 0 Other 0

Pressure +22 . ps: Test Temperature e OF
9. Remarks; /

i
Y ' "Fn *ý'L -r/.5A/_ ,,ý, i-,-.,.7g-/-2-/z

05 LM/,•lr7 i•J,?- 2-A--, / ///5 71.92-/

A) pplicable manufacturer a Oatre&po~teo be attached.

(-' Organization

AVI m_ _ _

Date 1.- 7-

Date ______

aSheet Nos. filled in by Tes:in4 and Diagnos:ic Programs Branch.
byo: work performed by certificate holder
Lileplaced (l.ike or dquivalenz).
dkeplacement (mod-Ification.). ? a

aWhen required by Construction Code.

Page -/6'
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S!5A.EX KEPO=-r0RM N15-2 AMCMUM

1. (Owner) TENESSEE VALILE ADTHORITY
N•uc.lear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring Cit'y, Tennessee

3. Work Performed by:
Company

Address

City mand State
4. Identifica~tion of System
5(A). Applicable Construction Code /

Edition rq•-•/4A Addenda

Date -7- -,9n

Shee 5a  of
unit

Report Tracking Ro. 90-93/ 4'
Type Code Symbol Stampb J

Authorization No-b A_/-L A-/

Ex~piration Dateb ql/

5(M). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980

6(A). N~ame of Component(s) and description (include size, capacity,

material, and location as needed to aid in ideniificati~on)

6(M). N9aime of Manufacturer A,-'-•••"A 1,'7'
Address of ftanufacturer (if known) •z!/C•. I

6(C). M~anufacturer's Serial Numzber Vri/--
6(D). National Board Jumber (if applicable) -//A

6(E). Other Identification (subassembly number, heat number, etc.)

6(M). Year Built 9 715
6(G). Repaired 0 Replaced Dc Replacement W

6(H). ASME Code Stamped Ies M"' o D

7. Brief description of repair or replacement work performed.

A//,./T"/ /_.•• ,< - i/L 1/•Z ," Z1Z ,RAK C Aj4A. z- . 7-

a. Tests Conducted: Bydrostatic V' Pneumatic D
Nominal operating pressure D Other D

Pressure 2 9 psi Test Temperature ef OF

9. Remarks: AY.0-/120 7" /4A4•' A/',',., /-- -,-

) Applicable manufacturer's da• report ,o be attached.
R e s p o n s i b l e E n g r O r g a n i z a t i o nv •/ • rganiztation

A!NII

Date .t7Z:

Date 60ý

aSheet Aos. filled in by Testing and Diagnostic Programs Branch.
bFo: work performed by cert-iicate holder F :

CReplaced (like or iquivL..ent). PAGE OF 4
dReplacement (modification).
eWhne requ'ýared by Construction Code. WORKPLAN e::X'2-4

Page !K-- 1,6-5



APPrDI•X D
Page I of 1

sIJmfIAZ REPmr-oRM K15-2 A=IA CHMT~
1. (Owner) TENNESSEE VLILEY AUTHOR•TY

lIuclear Power
2. (Plant) Watte Bar huclear Plant

P. 0. box 2000
Spring City, Tennessee

A.-5 .15
kevision 12

Page 26 of 33

Date ~/-e-c

Sheet9 / o. /
.report Trackin go. Do. '73. Work Performed by: -T-p Type Code Symbol Stmpb /

/ddres i, I/L,-t Authorization Do.b
Address

T,,e-,, , -P-1 Expiration DatebCilfy aLd State
4. Identification of System
5(A). Applicable Construction Code Mf) 197_Edition 7 -. Addenda _V1-•.r /7735(B). Applicable Edition of Section ZI utilized for Repairs orReplacements 19806(A). Name of Component(s) and description (include size, capacity,

mate.-ia, , and locatiq as needed to aid in iden ification) . _

6(B). Name of Manufacturer
Address of Mlanufacturer (if )~own) JA6(C). Manufacturer's 5trial Number 

_/__"'6(D). National Board Dumber (if applicable) t./f)6(E). Other Identification (subassembly number, heat number, etc.)
/ D3- q - -C--- -" ",n t r t . -- _

6(M). Year Built 1\1/4
6(G). Repaired I! " keplaced Cc Lep-acemen D76(E). ASME Code Stamped Yes 0 Ros7. Bri descr p:ion cf repair or replacement work erformed

8, ests Conducted: Eydrostatic 0 Pnelmazic CNominel operatin,, pressure 0 Other 0Pressure psi Test Temperature9. Remarks: 

-0-----/

( ) Appica~.e manuf&.rurer's data repr- to be attachhae.Respo~.sble Engr ./: 41.t) C- Date j ,
Orgarization

iANII DL -.e .. ..

bQQ6= ,10s. f•illed in by Testi4ng and Diagnos:ic Programs BX"91rh. &4--beor work performed by certificf e holder
.1RePlaced (like or eguivtalent). 

02
•replacement (modification). PA E IvIRKPLAN C Wep/30I-eTaen required by Const-uction Code.

Pg __

&
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APPENDIX D
Page 1 of 1

SUJEL=~ ZEPOM-FOK NI'S-2 A=Al C3MMzf
1. (Owner) TENNESSEE VALLEY AUEODRITY Date 4 /6- 90

Ruclear Power
2. (Plant) Watts bar Auclear Plant

P. 0. box 2000 Sheera ---._ ofSpring City, mennessee Dnit -
Report Tracking ? o.2. Work Performed by: - -7/4 Type Code Symbol Sampb ,C anyl

j,*4f~ ~ AJ 7?)-/- Authorization ]NO0b
__42r r,)! Z_ . E-xpiration Dateb ,SCirf and State

4. Identif ication of System 75(W). Applicable Construction Code ....... .
Edition 7 i Addenda M, I'7Z5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements .1980

6(A). Name of Component(s) and description (include size, capacity,material and location as needed to aid in identifica:

6(B). Name of-- 
. .6).Name of anuf acturer 1?_______-A______11Q_____

Address of Manufacturer (if known) A//IA6(C). Manufacturer's Serial Number Wl/A6(D). National board Number (if applicable) Al/A6(E). Other Identification (subassembly number, heat number, etc.)74--RU- G 143 -t-) 1C-,j " "A) 2
6(F). Year Built
6(G). RepaLred ,jr Replaced DR Replacement Do6(E). ASME Code Stamped Yes E IO07. Bri f description of repair gr repi cement work performed.

S -Tests Con ucted: Eydrostatic 0 Pneumatic C
Nominal operating pressure 0 Other D
Pressure psi Test Temperature OF---9. Remarks: o C - _3 R F-

( ) Applicable manufacturer's data repo_--e to be attached.Responsible Engr fi-r / 1"'tc Date L--/ o
Organization

aSheet Nos. filled in by Testing and Diagnostic Programs BranbFor work Performed by certificate holdercPeplaced (like or dcu-'v-len•). 
m" -dneplacement (modificat&ion ode.[.AN 

Ce~rhen regu llred by Con.struction code. P g



APPErNDIX D
Page 1 of I

MM~AEI KEPOIU-rO 115-2 LTACHM=n

I. (Owner) TENNIESSEE VALLEY AUtT"ORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WMI
kI-9 .15Revision 11
Page 26 of 33

Date d-/4-_O

Sheer.a _ of L
Dult /

Report Tracking No. 70--fA2. Work Performed by: -Type Code $yool Stampb N /9M
.ICompa 

d NotpAddS cress,4l~r l~ Authorization No~bAddress

IT - xpirat ion Dateb
ciy/&37dState4. Identification of System 0/Ir1oi i t "otI ltrja C- ,5(A). Applicable Constr=uction Code _4e:ýME Sk-ot 19 71_Edition c-7o% Addenda v -K , 19735(M). Applicable Edition of Section ZI utilized for RepEirs or

Replacements 1980 - LtJ)B6(A). Name of Component(s) and description (include size, capacity,material, and location as neede to ai in identification)

) Fr-wr.S1: r4f,213 GA~6(B). Name of Manufacturer B7s 2 -7  Te3Address of Manufacturer (if kn1own) 1U-/,-6(C). Manufacturer's Serial Number N /6(D). National Board Number (if applicable) WA/6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built
6(C). Repaired Z" Leplaced Mc keplacement D-
6(E). ASME Code SampeC yes 0 qo'W
7. Briefdescr~p__jon cf' repair or replacement wor, erfcr-med.

S- Tests Conducted: Eydros:atic 0 ?neuma:ic M
Nomina; operatir4- pressure 0 Other 0Pressure _ psi Tt-s: Temperature9. Remarks: 1Z a/". G- Wj P--Pe 5-q-0 - I

) Applicable m.nufacturer's da-a report: be Ettate*
k e s p o is ib l e E n gr -7 --C U E- , Z c . b e - , ' a, hC D aadl= / AJC-'1_*-C- Date ,±-/3-to

Orsanization

AKI1 &/5' 7 Date
aSheet lios. filled in by Testing and Diagnostic Programs Branch.bFor work performed by cer:jficate holder
cieplaced (like or dquivalen:;. O '£eplacement (modification). 

'ORI. _______-ew-nn rc.-red by Cc:_s.rUt.-uc::L Coca_. 
-



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACEWT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date (P,1/d//qo

Sheeta. of

Report Lracking No. L'U-/UC3. Work Performed by: 7- VA Type Code Symbol Stampb 1Aj/A
Company0. O.xLO?( ZO3 Authorization No.b /

Address

-Expiraton Date b  d(2,11
City and State p4. Identification of System 6 ,Zcic, A i- C s 4 5

A). Applicable Construction Code Adr- 5c 1973
Edition -•N eI13 Addenda _ •/" g' /z/¶vd5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-\ 19•616(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
P/ P6- SuLa pon-r b -- 6 Z- / c, C--R2Z b eegrr-d A4A ;,!-c

6(B). Name of Manufacturer f --VA
Address of Manufacturer (if known) 'p•n•,j Cd,. ,-- .6(C). Manufacturer's Serial Number A//A '

6(D). National Board Number (if applicable) A//4 q /z,,/j,6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built L. F- oX', 19 aP5(G). Repairei Replaced 1c Replacement
6(H). ASME Code Stamped Yes 0 NoX7. Brief description of repair or replacement work performed.X, S77,.., E" OCT ioeei TL- ef ~I)C( P-A04rn3. A i eoc
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 03Pressure A/A g/L4Fbpsi Test Temperature L• Fi9. Remarks:

(A) Applicable manufacturer' data report e attached.
&/w/so Responsible Engrg re.j : to be atta Dtedu/ /-,W6 Date 4,/41fo

Organi ationUg1ation

i __DZat Date
aSheet Nos. filled in by Testing and Diagnostc Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent).
dReplacement (modification). K 4693A-1eWhen required by Construction Code. °

' 'L 7J-3. ..... --

/ (I-."



APPENDIX D
Page 1 of 1

SULR! REPORT-FORK NIS-2 ATTACHNENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date &(z//jo

Sheeta.' ofUnit J- -- --
3. Work Performed by: -1VA Report Tracking No.

CooPe o mp-A Type Code Symbol Stampb // . O /• ,• • o •Compan y. _
Address 

Authorization No.b Al/A a/ /10.. k•'• C,• o' -r•A/ Expiration Dateb  4A #0/•

City and State
4. Identification of System O&2 f 

-e Ct Cc- 2.d(A). Applicable Construction Code -C 973Edition -3 e, 9-13 Addenda d atJ/ / Z''I" j/05(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-W 15'uI6(A). Name of Component(s) and description (include size, capacity,material, and location as ne% Wj..q,aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) 411hii , C- r6(C). Manufacturer's Serial Number W7WA "'_ q -6(D). National Board Number (if appl cablle) A - Id' !,ZLI .•t6(E). Other Identificatio ( number, heat number, etc.)

6(F). Year Built S•LkApJ6,rr Mo A ,6(G). Repaired.. V~l Replaced 13cRelcmn
6(H). ASME Code StOae Yes 0 NoK7. Brief description of repair or replacement work performed.EXI T-AJ 5 L4 ~ oi(F Dr=L-T-P ~ ~A .4~,.A~e ~ e.~
8. Tests Conducted: Hydrostatic • Pneumatic DNominal operatin• pressure o Other 09. Remarks: Pressure !2 4J .'j"q/P. psi Test Temperature 0__ OF

(A#1) Applicable manufacturerljata reporte to be attached.g•//•Responsible Engr• NC / D -a te
Organization

ANII /5. 1 Date 6/2//aSh . .. 
-m- ---

.. ,,us. &1_ý.ed in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or equivalent).
dReplacement (modification).
eWhen required by Construction Code. "' 2 - O i

qo

_E7_OF
-'7



APPENDIX D
Page 1 of 1

SUIMARY REPORT-FORK NIS-2 ATTACHMENT

I. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power2. (Plant) Watts Bar Nuclear Plant
ID n U

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 61'c

U. 4 .uuu Sheeta____ ofSpring City, Tennessee Unit I ------
Report Tracking No. 96-,qxi •.'3. Work Performed by:, -7-A Type Code Symbol Stampb ,b. 8¢• Ioo • Company

Ce o a Authorization No.b //A /z,/'o
~~e/A./ dress

CAi- and Stat Expiration Dateb 6A A//9oCity'and State

4. Identification of System . O•, Z vc A ME -C(ags1(A). Applicable Construction Code AI-F C 1973
Edition -k , i93 Addenda t/L Z4 A -5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - 19 616(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)P~ie ~.~po~ i~~-C-C-RS1 IW6T-ed FkaMm e syTAC5.STl

6(B). Name of Manufacturer 1VA
Address of Manufacturer (if known) RiLj C•4 -/"r6(C). Manufacturer's Serial Number kJ/A VAW 6,4$1406(D). National Board Number (if applicable) A/A 9" /Iho6(E). Other Identification (ubassembly number, heat number, etc.)A'l/40o •r-•,eft le'. 0d.

6(F). Year Built 5L P otT Aola , MN6(G). Repaire.A Rep
6(H1). ASME Code Stampedi Yes 0 Repaceen7. Brief description of repair or replacement work performed6- 1s ri A .LýPPzbT £ELtr-Ed PER DcJ L-o4 ,3o AN ýE MovEd 19WoR-k LAN -Q43-8. Tests Conducted: Hydrostatic 0 Pneumatic 03Nominal operating pressure 0 Other 09. Remarks: Pressure Test Temperature 4*416F

9. W RemArks cbl:mnu

)Applicable manufacturer' atareporte to be attached.
6of Responsible Engr • -U. L.... //C- AIEA Date L4LI/o

Organization

ANII /~Date 
_____aSheet Nos. fi:led in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder FCReplaced (like or ,quivalent). O4  A .•0 FdReplacement (modification). : P 0 4eWhen required by Construction Code. , lf__ _or ._:.Q



APPENDIX D
Page 1 of 1

SII& REPORT-FORK NIS-2 ATTACMpE=T

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 4/Z-49/eo

Sheeta'- of
Unio t rc kin---o.

Report Tracking No.3. Work Performed by: - Type Code Symbol'Stampb _•
B .Companyd .Authorization 

No.bAddress

L7eIn n, &tt - Expiration Dateb t/a
City and State4. Identification of System O062. c/ S 4 6 -•L as-&g,(A). Applicable Construction Code A-5C 19 73Edition 'tt, e ,I-1-73 Addenda DW-,/ /AI5(B). Applicable Editi6n of Section XI utilized for Repairs orReplacements 1980-W 010i6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)Io -4Z- 1vCe- 4q o 2-- id Roo We•T A/-C1/000-4 S7Z1eT 1 q~k 8312jqCkE6(B). Name of Manufacturer 13e"i .

Address of Manufacturer (if known) 6o0S .-6(C). Manufacturer's Berial Number __/ _-_,_-f !,/o__,'-__,_,___6(D). National Board Number (if appl (a le)_ 
_ _ __ _ _6(E). Other Identificatin (subassembly number heat number, etc.)

6(F). Year Built P-oeWA1OdZol'-- MA. 9 0o6(G). Repaired a ReplacedX Replacement.)L_•/w//,
6(H). ASME Code Stamped Yes 0 NoA7. Brief description of repair or replacement work performed.

AA'd tmek& )"P44914-1 -8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 09. Remarks:9Wrssre111 

-,- psi Test Temperature t ý,--F

(I) Applicable manufacturer's data report• to be attached.g,* Responsible Engr ~ 
Date

Orianization

ANII / Y• A( Date

. ...... .ta-- in oy Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). E 04 OFdReplacement (modification). . P0 F -7Ae.hen required by Construction Code. : - r 0 __" • J_

S7-Aj

6'.211



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page I of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7714
Company

w/,' --;7 3k, z A cl -AL A.' Pt.o"A),
Address

•'f,5/kk/nL t-117-Y -7-J _-37ý-3R/
City' and State

4. Identification of System _
5(A). Applicable Construction Code /q51y2,•Edl:ition 7ý,A-y/•l_/I/- Add enda

Date -

Sheeta of
Uniit I 4 -Report Tracking .o '

Type Code Symbol Stampb IA"

Authorization No.b

Expiration Dateb AL//• .99/

,, /2 lg.'6 Z1 71

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- k,/8 /

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

-5- -~½ ,45-d '56 i S Z2 R 0? lk/d,'? /A/-AA-rz/ 7 ,výZ'
6(B). fiame of Manufacturer A4;-A_ , )-, PAT"T z'!S.

Address of Manufacturer (if known) ALIA'zA4. 2ZL
6(C). Manufacturer's Serial Number P-,/-,-•
6(D). National Board Number (if applicable) AJ/.
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 197
6(C). Repaired 0 Replaced Dc Replacement
6(H). ASME Code Stamped Yes 8-ý No 0
7. Brief description of repair or replacement work performed.

zA4J /RP,"` 32 AC~~/ I~/

8. Tests Conducted: Hydrostatic • Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 212 psi Test Temperature 7/ Z F

9. Remarks: .- YDRý,) za: • .- A/,L 1,1:.;A /-!27-47A/,4"5-o-2-7
R=-V 4 RA 1 A'29RVZrDLA/E•' /,4F0. /17 6_7117 -

Vu4AVV: Z5 ,4'5ht4,5 ,2 1 A2AJL2 -7-V4? K'F35
(V-) Applicable manufacturer's d a re be attached.

Responsible Eng Date
- Organization

ANI I Date %-7-co

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder O
cReplaced (like or dquivalent). PAGE.
dReplacement (modification). WORKPLAN
eWhen required by Construction Code.

Page TX-21



APPENDIX D
Page 1 of 1

SUIJYARY REPORT-FORM NIS-2 ATTACHMKNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by:, 77V?
Company

b/77T M IAj A ZL-_/ C-L-A g R4' P1?A r

WBN
AI-9.15
Revision 11
Page 26 of 33

Date - 9

Sheet a  of
Unit t

Report Tracking No. - 5-0
Type Code Symbol Stampb k/ 4.2.2.9 0

Authorization No.b Aj-1*jg0_j
Address

f•/2 t''/17-Y 7'-A 37-3R/ Expiration Dateb Ai/,.. 12,q/
City/and State

4. Identification of System •'S /F-//'4Z A//L6Z/L/ A/,,T/_,
5(A). Applicable Construction Code A-v/i, 19 71_

Edition 7T-//•R,)L_//-/ Addenda -q3 I7.ý5
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- kS./8/
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

57A' 1 -'½ 45~ A5. L ZQP 0 .5IA -41 Z~ 1 'ArAa ze
6(B). Name of Manufacturier _/A-JgYP9A-F-p%.

Address of Manufacturer (if known) ALI•/A?9. IZZ
6(C). Manufacturer's Serial Number -,4 -6-6
6(D). National Board Number (if applicable) A/,
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 197 -
6(G). Repaired 0 . Replaced Cc Replacement 91
6(H). ASME Code Stamped Yes 3- No 0
7. Brief description of repair or replacement work performed.

'?U57JALL6. ,<~,,,, .Y W,. V,5 r-••, y / 7I-1 X/4

8. Tests Conducted: Hydrostatic M- Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 2/2 psi Test Temperature 7 OF9. Remarks: 41/y r 75T . J/4A'-•A? /-Z-7-47A /'4 3_2.

ArZý14 ,Ri2zp LL /,~{ 4A/" 7t-9

(t.- Applicable manufacturer's t a r o:rý •, b ttchd

•J Organization

ANI I _hx~ Date A-\'7_C~c_
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder

CReplaced (like or dquivalent). - AGE OF a -dReplacement (modification). 
WORK LAN _-_ý__ 3-eW-en required by Construction Code.

Page =-2_-2_4

2.



WBN
AI-9.15
Revision 11

SAPPENDIX D Page 26 of 33

Page I of 1

SUMMoARY REPOR-FORM KIS-2 ATTACHMUNT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date h•--
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant¶ P. 0. Box 2000 Sheeta  of
Spring City, Tennessee Unit I'

Report Tracking No. -
3. Work Performed by: TV! Type Code Symbol Stampb LJA .2,2

Company

MA/7"7 I3AF AJL-'LA?,? P/.-.AJ,7 Authorization No.b U
Address

: 4.P,/ 141"Y -?-A z•7'/ Expiration Dateb A4/4I, 19q1
CitI- and State

4. Identification of System !5/• /z-/FLL ._! t1A/LM /J4 L _XA/
5(A). Applicable Construction Code Aý5/y7i •-5-- 227 19 71

Edition -/- i/ 6Ii' Addenda 1 2/73
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980-k-1/81
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

6(B). Name of Manufacturer A!;/R'92 5 4AT"2-,,.
Address of Manufacturer (if known) ALA•'•zR4. /Z

6(C). Manufacturer's terial Number D-t•,5/-c-I
6(D). National Board Number (if applicable) J/1A
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 1976
6(G). Repaired 0 . Replaced Cc Replacement U
6(H).. ASME Code Stamped Yes M1 No 0

*7. Brief description of repair or replacement work performed.
PL5~ALLQ,_ ' •,,Y, r,7-.5.v-2 v4,L.. A; E/01/A /6 ,~~~~
PZ ALI Z7- Jk-/,P C9•-2 94A A/t'/

8. Tests Conducted: Hydrostatic B• Pneumatic 0
Nominal operating pressure 03 Other 0
Pressure -1 psi Test Temperature 7/ OF

9. Remarks: /-'Y,2q, 7 P/•a4• / /-2 5-4,,/, -9-2- "

0/4LI1/,r /-'! A•9-514G L'z_ AA.tý 7VA? 6'1A•• M3

(-)Applicable mauatrrsraemt obe attached.J Responsible Engr / Date 41ýC / - Organization

ANI I ZT

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
W ~bFor work performed by certificate holderPA E 3..OF (~PAGE OIL OF !%Or

cReplaced (like or dquivalent). M-100
dReplacement (modification). WORKPLAN -- M-7
eWhen required by Construction Code.

Page X-27
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APPENDIX D
Page 1 of 1

S1MLRY REPORT-FORM NIS-2 ATTACHMER

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7-TVA
Company

14A"7-5 I;Af ,'JLhfL1 gA7 P/_.,x}
Address

City' and State
4. Identification of System /
5(A). Applicable Construction Code /

Edition 7-! L!//-/ Addenda

Date -

Sheera of

Report Tracking No. 1 p9
Type Code Symbol Stampb kJj

Authorization No.b J- I +A2 -L

Expiration Dateb ALJI,_ tl

277 - 19L 71

<~, / 4, ,~ 107 --1

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- k,1/8

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

L," ag•' -"Zy&/z f ' A v4,,qL ' -o 0 /), ^1,47"/I _

6(B). Name of Manufacturler e-/4AJV PAT-/',,.
Address of Manufacturer (if known) A/Iz' 2!L

6(C). Manufacturer's 5erial Number D-r•4•-,-/L
6(D). National Board Number (if applicable) A&/A
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 19:
6(G). Repaired 0 .. Replaced rc Replacement
6(H). ASME Code Stamped Yes B-' No 0
7. Brief description of repair or replacement work performed.

Z,_/57ArLL -"' Md77 Z A•T /V L/#/- V6 i3Y"i_ J ,• t/•g-
P/ ,Q,. 6'. ZLPE 7ee .5 -12 1:11,,,0o , 1/1/6o/

8. Tests Conducted: Hydrostlatic 0 Pneumatic D
Nominal operating pressure 0 Other 0
Pressure L2-2 . psi Test Temperature z71 oF

9. Remarks: a/-/'DR, 2 75 . . " A/L/i-7f• I--7-47 /•4'-3-2-,

vllVF 15 1AT ,LP45SS 2 141,10r4ii '~F
( v) Applicable manufacturer's •a reupt be attached.

Responsible Engr Date 4-_-24
I" (/ -- Organization

Date jL- 7-.ýc,

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor.work performed by certificate holdercReplaced (like or dquivalent). PAGE '2-j.O
dReplacement (modification). WORKPAN

eWhen required by Construction Code.

Page .. r-- .0

ANI I --AVT-Zssýý
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APPENDIX D

Page 1 of 1

SIMIARY IZPORT-FORM 1IS-2 AMTLACH!ZiT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
-Spring City, Tennessee

3. Work Performed by: 7T/A
CompanyJAIA7"T'5 I3Ai9 JMLE/gA'•, PLI-A2r

Address

City and State

Date /

Sheeta of

U n i t I '
Report Tracking No. - .1/1, go

Type Code Symbol Stampb kA!L6.. -...

Authorization No.b  J-&2z-L

Expiration Dateb .A_/1-L..2/

4. Identification of System •"5 J-f/-A L AA/,/' LL/k/_ L4,f7TE
5(A). Applicable Construction Code A'5A',=r =,, 197/_

Edition 7/-/,'if/4*/ Addenda /,.ltv - /2Z3
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - k/B I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
41 IV~p,~ ry,4:7Cý Z9 L v Z1q1:ýY L1'44 Ll-:7 /q/" IZ?,-, 14 4v n,'?72A Z.

-5 5 , 4 X 6 1&52 6' C' Z, / -5 n /q &•g ,'2A L 4,/R < J 7vr Z 4 ' .
6(B). Name of Manufacturer Y-•JJ" PeAT-L%.

Address of Manufacturer (if known) AzLA2PA'A'. rlL
6(C). Manufacturer's Serial Number 0-gon/-5 l-,<-2
6(D). National Board Number (if applicable) ý/•A
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 1916
6(G). Repaired E3 . Replaced Dc  Replacement
6(H). ASME Code Stamped Yes B No 0
7. Brief description of repair or replacement work performed.

Y/J5n&LL649 4" '76A ' V,49LV, 5 ),3Y 1qy7?1A /6P LjAgd-
-Z L i - - |-

8. Tests Conducted: Hydrostatic E Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 2! _ psi Test Temperature O F

9. Remarks: /-/41)fr 7- P/?,-47,f4 --.3,--

VAI-th,' /5 A'5A14;F ZIA1A1 2 9AII29 rL-54,z z,'q
(%,-) Applicable manufacturer's d a re or~eto be attached.

Responsible Enigr(;: T! // Date --
7 - O rganization

ANII

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). WORJFg4!_£
eWhen required by Construction Code.

Date ~IL-7AZo

06~Q

Page 3Y_- 5'0
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AI-9.15
Revision 11
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APPENDIX D

Page 1 of 1

SIUMARY RELP0T-IORM NIS-2 ATEACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
'Spring City, Tennessee

Date t z-/-20

Sheeta of __

Unit t L.

Report Tracking No. 90-, '//• "'ao
3. Work Performed by: 7-VA Type Code Symbol Stampb _

Company
oz/a7- 5 i3AF A./L/A'e-,,R P-Ae2!ZT Authorization No.b t'/-I2O-/

Address
, 117•/Y -7- 1 7/ L4/ Expiration Dateb ALJI// 94 /

City and State
4. Identification of System hE5S?/ZiL 4,k '/ /'ý'6L/A.J,/i Z"/A4A7

5(A). Applicable Construction Code ,5,v?, 5",-f -27 19 71
Edition 7-/•DA1L/•I-/ Addenda .,".')p1", Z.-K

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-k-./191

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

.;A -' /i•4Jg XT. L, Z P2o 5dPPL)Y =c IL,/P ?
6(B). Name of Manufacturer /-/A,.g*eY" P .AT>-%.

Address of Manufacturer (if known) ALA?,i'jA. rZZ
6(C). Manufacturer's Serial Number D-6 14 ,-4 "
6(D). National Board Number (if applicable) &I/1
6(E). Other Identification (subassembly Uumber, heat number, etc.)

7-vAI "I4/,=- Llxu•Cl• /.#" 9E , /F,"•, -=/ •-•

6(F). Year Built 197 -
6(G). Repaired 0 .. Replaced Dc Replacement
6(H). ASME Code Stamped Yes M- No 0
7. Brief description of repair or replacement work performed.

/k_5-,,L L6. D i./, V 6 ,W v i/,/ P3ra / tAaa---eL .•?./ 6'- •Y,,PP, 7"C 2, g -2•,.. A'•T •.,.A/ AW/~/•//,
8. Tests Conducted: Hydrostatic • Pneumatic 0

Nominal operating pressure D Other 0
Pressure 20t psi Test Temperature g "F

9. Remarks: .IKDRI,- 7"=--57" .P-Ak2 4,, . /-17-475 /,445-3 -2-'
AF 45'-)~ iA/, ý A-)Aq/,Ci:<,q.4/ A' -//-)

I A

V,?1V,- p'5 APst4/" ~ Ag/S2 2 / -?-VA IV •,ý,56 _M
( -') Applicable manufacturer's 9ta re orteo be attached.

Responsible Engr Date A/A1'-/-- Organization

ANI I Date Lt-.7.D•

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). WORKPW ý ý0_-_
eWhen required by Construction Code.

Page J-S
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APPENDIX D

Page 1 of 1

SUMARY REPORT-FORM HIS-2 ATTACH=ENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date /
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit "

Report Tracking No. 'O-I/5 "
3. Work Performed by: T-IM Type Code Symbol Stampb _Lj 64

Company
lw47-T75 eAE AJL/hI"L-?A PL.RZAJi Authorization No.b ,

Address
1 fAI/ / 17-Y -1rA/ -- 37ý5,R/ Expiration Dateb AL-/• ,, 1/99/

City' and State

4. Identification of System zf!21ZA?/ t'// L /A_/ 4/1A r:4ýL&
5(A). Applicable Construction Code A'5A7r 5-• 7 19 71

Edition 7?-/IAL'J6J-/ Addenda - /.t_3
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- -/8 /
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
" i'/16'0/25 17")/ ,-d-r•Rý--v L/'lg .-/• f,o/"?:" , iv4775AI L."

6(B). Name of Manufacturer 4 1-A PJA9-e%.

Address of Manufacturer (if known) AAL/,,•'A'J'. LZ
6(C). Manufacturer's Serial Number 0-nn/-5 -,4-9
6(D). National Board Number (if applicable) 4J/1A
6(E). Other Identification (subassembly number, heat number etc.)

6(F). Year Built 197 -
6(G). Repaired 0 .. Replaced rc Replacement E
6(H). ASME Code Stamped Yes M-- No 0
7. Brief description of repair or replacement work performed.

/k.fJWiLLi~r {"w 0re7-725'A,-Z L1/4L V25 J-3Y " 1:72& /,!! AdCý : AV
Lz ,;k/ z 7'- &,xqPA 7•-•-3• -- . A'L 7 •./ xo 5/ /y/ /

8. Tests Conducted: Hydrostatic M Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 2 P psi Test Temperature OF

9. Remarks; g/D'r, 7 P7" ./ I? . Al ALlkýQP I-I• 7- Pk-44%z 5--3-2-
AEV 6P, A ZJkZ eý k/QA~kir,:l4JA?'71-

VAL,15 1-5 A,,)t"5 2, AA•L 5 2 fhD -,'ýq /"VA_55
( -) Applicable manufacturer's dtya report be attached.

Responsible Engr /--9/:= Date e '/6

(V •Organization

ANI Date oL-A7ZAC

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder OF
cReplaced (like or dquivalent). PAGE _ _
dReplacement (modification).eWhen required by Construction Code. WORKPLAN _

Page 1K-5
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APPENDIX D
Page 1 of 1

SUMMIARY REPORT-FORM HIS-2 ATTACHM1TT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7fl/
Company

Md/A17-7 I3A I AJ ALLL,4' PL 1 '?

Date e

Sheeta of
Unit L 0

Report Tracking No. 90
Type Code Symbol Stampb kJA )-Z

Authorization Ro.b UJ &2LJ.
Address

'qSZlý ///77Y 7A 1 -;3-/ " 7_6/ Expiration Dateb A/,/1 4 /
•City'and State

4. Identification of System A'•,•AI,', .,?i/A/ 6)L/A,4 /A"
5(A). Applicable Construction Code •,SA-2, " 2 19L71

Edition 7-/-///J-/ Addenda 1! /23
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- k,8 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

- ýt 'Th6 P- ~ Z60,0A 1-9~ #/~A1 ~'2A Lt,/ /-'A/7ý4rk XYZAA'•
6(B). Name of Manufacturer A/4-A P,•oAT 6,,.

Address of Manufacturer (if known) AL/A,'AA'. r21
6(C). Manufacturer's terial Number D-#29/-.-4
6(D). National Board Number (if applicable) &41A
6(E). Other Identification (subassembly number, heat number, etc.)

' 7- v /V,4 /_ " ,' I .x LA 14 #/ E ,t -' / • • / , ' -• -•

6(F). Year Built .9AP
6(G). Repaired 0 Replaced Dc  Replacement
6(H). ASME Code Stamped Yes B-' No 0
7. Brief description of repair or replacement work performed.

/J.5-7AILL•9 ,-" 01/.•-2'E••,c.•,L /_ 'Y Y J1L 7"/• /3) /f YA_7-

8. Tests Conducted: Hydrostatic • Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure .20 psi Test Temperature OF

9. Remarks: /-/y'D•q9 72E.57' P 4 " A.&Iz//:;/i /-F -- 7M/i' -3-2-,
A=-V '5 kZ~~),- • Q -/Pjq-<EtaAJ1 I'? ,T7/J- 2

( -) Applicable manufacturer's d ta report. be attached.
Responsible Engr - Date

k_"1 /"Organization

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or iquivalent). PA t
dReplacement (modification). W K LAN -
ewhen required by Construction Code.

D ate -A.L!Z_-\ o

OF
Sý :)37-?

Page -_Z-2-5

-
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APPENDIX D
Page 1 of 1

SUP*IAI REPOM•-FORN NIS-2 AITACHMNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Bot2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

Date _7-/0-_

Sheeta of
Unit I

Report Tracking No..9e-/•3, ,J-
Type Code Symbol stampb 7

Authorization No.b /Z/

Address
Sprin C;4i 7en5•-t Expiration Dateb

V Cfty and State
4. Identification of System o 9 3 (5I) As/1 - C/4 -.
5(A). Applicable Construction Code A IS C 197Z__

Edition 5t ven-nr, _/ 17 Addenda •A1
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W I le /
6('" Name of Component(s) and description (include size, capacity,. material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) W/NV>,, 5t • 1,e Ci.*e?% ,A

6(C). Manufacturer's Serial Number A/V 1 V
5(D). National Board Number (if applicable) A,/A
5(E). Other Identification (subassembly number, heat number, etc.)H-t. /. 4,1&3v ( Z "'- "K. k,' .X. -/'? , ).

i(F). Year Built .i $4eeor-t MP64,P' 4'j Jffo
5(G). Repaired e 'Replaced Oc  Repla ement 1d
S(H). ASME Code Stamped Yes D No P
7. Brief description of repair or replacemenj work performed.

A-U~e4 t.4-f q4cs -1 /W gp~- f~s'reI/t '4 4epi.

Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 1A - psi Test Temperature VIA F

Remarks: prk' CompIf,4 oti 10).

(/A) Applicable manufacturer's data repo t e to be attached.
/ Responsible Engr -•1q 0 / /t6A -A( C

Organization

ANII Z3~ , &=i

Date 7-/0- 0

Date ___

Sheet Nos. filled in by Testing and Diagnostic Programs Branch. PAGE o
For work performed-by certificate holder A . /5pn

Replaced (like or dquivalent). O e,,-t-ee' t3 pf,
Replacement (modification). . ;n sf k. 1 b;p 'nj/•i'.
i4hen required by Construction Code.



APPENDIX D
Page 1 of 1

SUMAR REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: "7"1/6
Comnnn'q

WEN
AI-9.15
Revision 11
Page 26 of 33

Date 71-(- 90

Sheeta _ of
unit 1 0

Report Tracking No. .2 -/,?5
Type Code Symbol Stampb

P.j. A'D < ;1 0 -00 Authorization No. b
Address •ed

SP&/IN 2. ,17 , 7 /V, Expiration Dateb 4Zd &C0
City slid State

4. Identification of System
5(A). Applicable Construction Code AS M _

Edition MWO /19V W 7P. Addenda 19/A Lc' 7 /er/q
5(B). Applicable Edition of Section XI utili'zed for Repaiis or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)-kLPE. soUp-p•.-ni- 1 __-A.3_g- -R4• . A P 2-4/0- .0 ,3 /. a ,7,

6(B). Name of Madufacturer TV ;-NI)-,AEL
Address of Manufacturer (if known) spp Q1;.7"r.pN. - CORPM,/IQ ; MAS

6(C). Manufacturer's 'Serial Number .3 4-7A
6(D). National Board Number (if applicable) _/A R-- 7/1&/106(E). Other Identification (subassembly number, heat number, etc.)

ThAd s7ee;(. tfr., 75 7L PLAT1 4r#-77( 4(, ,, Lj(j .1 7~6(F). Year Built IN S T cA{.5 !9',p I6(G). Repaired 0 Replaced Cc Replacement 1d6(H). ASME Code Stamped Yes 0 No a7. Brief description of repair or replacement work performed.
I(Y5ThPtP sQj ~ Y A cApA7- ca I/AL~ ~47'Q oVIAL VE ~I -PCV- Cc3- 98. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 3 Other 0 00Pressure A• AftA/*Isi Test Temperature c9. Remarks: ue&V 0 ,A N 1 t0 e ' 47 oI - I

R(A/) Applicable manufacturerldata repute to be attached.ALO 7/1W0 Responsible Engr •'_ Date
Organization

ANII __________Date 
_____

-Sheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). PAGE \0
eWhen required by Construction Code. _OF A-

!



APPENDIX D
Page I of I

BMRUU mo -7OM NIS-2 ATTIA ZMU

1. (Owner) TENNESSE VALLEY AflmoR
Nuclear Pover

2. (Plant) Watts Bar Nuclear Plant
P. 0. Boz 2000
spring City, TMeMMeee

3. Work Performed by: "VA
' • Jrv~f AMIgum,,l

Revision 11
Page 26 of 33

Date

Shasta of

Unit L C
Report Tracking No. 9 ,0-/14? -"'ý

Type Code Symbol S'tampb 4A 4

ZC>,nd, Authorization No.b .t .Zb- ,
Addres
ciyn~s-' sE•,.piration Dateb ,/1 M •. 3/q'!,/

4. Identification of Sygti n ~z CWMIrM%C.AL j VO&-'I'- coatvjzn~ (AsJt CLaSI );5(A). Applicable Construction Coda ._ A.., r. 19_7.L
Edition Mu 4r- " Jq [ad3d I A5(B). Applicable Edi]ti of Section fl utilized for Repairs or
Replacommnt 1930 -WIIa6(A). Name of CompaOMuMt(S) and description (include size, capacity,material, and location as -aeeded to aid in identification)

6(B). Name of HE facturr £A .X.M.Address of Manmfacturer (ijf , .M,6(C). Manufacturer I a Soeial Ukmber .J 4 t .xA /g n6(D). National Board NUmbe (if applicable) 3I/1 /.4vv.6(E). Other Identification (oubanaiamy xmwbar, heat ber, etc.)

6(F). Year_ Built "/ Ign.6(r). Repaired ea Replacement ad6(H). AS= Code Stamiped -yoea 0 No/7. Brief description of repair or replacement work performed.
1T4E. ~ I_1 upt- - D- L r LEtr~r VN~f Dr t' P-c)4-44 - AE tA~jp

8. Tests Conducted. H-ydrostatic 1 Pnumatic a
Nominal operating pressure 1 Other 0 j..

9. Rp.nnv-u. Pressure .A "... psi Test Temperature 1
- - ' . _______________________

W _Applicable mannfactu.errodat,,a renore to be attarhxd.Z-0- 3/110t Responsible E ifr4JiK/ AA - jc~ ' Date 3AZ22
Organization

*See Ns flldinbyTstng £U.LA- Date jO ~het os filedinby estngand Diagnostic Programs Bran-L~,%.bFor work performed by certificate holder
CReplaced (like or d.quivalent)... K - •_04 6 9 1 AdReplacement (modification). C.
e~hen required by Construction Code.. -1

a

a

CZNT___ý,



APPENDIX D
Page I of I

MUIR21 UPEfl=-TM3 MS-2 ATJLMM

1. (Owner) 7MEESSEE VAI AUHORI
Nucl-Iear Power

2.. (Plant) Watts Bar Nuclear plant
P. 0. Box 2000
Spring City, T eaneasee

3. Work Performed by: -TVA

A-L- .±5
Revision 11
Page 26 of 33

Date # U!

Sheeta __ of

Unit Io- S It IioReport Tracking N~o.9O/~'
Type Code Symnbol Sj*amb

TX: MCIe- oaan- MrEA AuthoriLzat:ion No.ob MIA ý4Z-M ;I/,•
s Flmid h t" -r~k c

Cit '= S.d Expiration Date g/,A Z- Mw. 3/1/7-4 Identification of System e CG . .c,4m c-AL. i'."E Ca&fr7 c (*sivEo ce , ,5(A). Applicable Construction Code a9_7._
Edition - f'ult4r wqT3 Add a..•/45(B). Appitcable Eition of Suction XI utilized for Ripairs or
Replacemisn 1980 - w- 19 &1i6(A). Na=e of CaqomIOant(S) and description (incl-ude size, capacity,material, end location as eauded to aid in identification),,.,,-~~~ / C-VC- 2_, (R "€ - ,4s -_ -,, / v (0)/'' .. " 6•

i(B). Maae of Manufacturer Z. P. 3, " "( Addzem of Mufacturer (if known). .//6C.Manufacturer'. 5eriaj number q r1. ''6(D). National Board Number (if applicabe) d6(E). other Idaification (suba y mber, heat mmber, et.) ------

6(F). Y' Built
6(G). Repaired D Replaced M Replacement ad6(H). AMM Code Stamped ye 1 No%.7. Brief description of repair or replacement (york performed.

?'-eC LA/P /j-- Pn624( , /,q..g. Tests Conductedso ydroatatic " pneumatic MNol mia operating pressure 0 Other 13
9. Remarks: -j// psi Tet Temperature' o. F

ý.'1/(.) Applicable manufacturer'sot&r rte to be attached.e,• ., .8196 Responsible Engrr. •L 4, 1 M2 /AM -(%J t Date A,,-
Organization

ANII-&-- tý -s
heet Non. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (Ilke or dquivalent).dReplacumat (modification). Cod. 

u-t hn reurd by Construction Code.

Date - Cn

I4 1IpF 50-
4 t T-1



APPENDIX D
Page I of 1

BDIAK IRPOZy NE US-2 ALA W

1. (Owner) TESSE VSim AORITTY
ft-l ler Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, T ennaee

3. Work Performed by: T7VA_
C=mpW

-4 -- . 1.
Revision 11
Page 26 of 33

Date

Sheeta of
Un it lfj f ,•,o

Report Trackip No.. -/2f r'
Type Code Symbol Stumpb . 7

Aut:horiLzati:on No. b M/ _ ,.,

Aeuth .....i............. IA .... -t'vAddres g4UI1"

Cit, ' a' d S Expiration Dateb r4/A Z. m. •/ ,/c.,
4. Identification of Sytg= n,(Z C-rt4M~C_..AL_ j ViOWi.14E CODr~ (t'E At$5(A). Applicable Construction Codea

Edition . t"ut4F- I'--ei-
5(3). Applicble Edition o•f Section Xr utilized for Repairs or

Replascmazita .1930 - W~# 19 a~t6(A). Name of Compuz(.) ind description• (iclude siza, capacity,
material., and an=- %. seded to aid in identificationi)

,ir --)a'I• A - 0 7 -

i(B). lame of .anufactur, ',w, I/a/'
Addema oif -rufa• • (if known) , ,-.6(C). Manufacturer.I Serial lImber ' , '.-6(D). C tional Board Rmbe (if applicable) A/A e. W I,/196(M). Other Identification (aubamembiy number, heat mnebz, eate.)

6(F). Year Built 3t/i/ "is.' ,3/,0
6(G). Repaired 0 Replaced Oc R ----ent ad6(H). AMC Code Stampd -ye 13 NoX7. Brief description of repair or replacement work performed.

M1Ls -guppt','- 1-5 0Y 3 ,ZC-AI P'-04'727-,4 ,1A/t7 A
A- -- Rio66 - g= g

8. Tests Conducted.- -ydroatatic 0 Pneumatic D3
Nominal operating pressure 0 Other ,
Pressure ~L 4~pi Test Temperature _____

9. kemn Aea

(,/R) Anplicable manufacturer'. da a epo 1:o be attached.•"1 3/i/9 •Responsible Engr • •••/ 4 -A i ]

Organization
Date

heet Nos. filled in by Testing and Diagnostic Programs'Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent). PAGEdReplacement (modification). K-P 0 4eWhen required by Construction Code.

Date en__

W0'ýOF '5`0

6 9 1. A - 1

I

0



APPENDIX D

Page 1 of 1

SUMARY REPORT-FORM KIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -LIV A
COMD~an

Ro%, Qnx Addoor Authorization No.b A1/A L&0 5-rq-Address 0

C,1EII .7 TIj, Expiration Dateb MA iaI IA .2,4.?o
City and State

4. Identification of System A 7/4 KW7 h5me, - c 1As5 z_5(A). Applicable Construction Code A15e. 19 73
Edition .Xoe_ 1973 Addenda A//. qo• ,foZ•/---105(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- LJ %c191

6(A). Name of Component(s) and description (include size, capacity,
material, and location as ne ded to ai in identification)

6(B). Name of Manufacturer ANlA wa" 6-Z,-ao
Address of Manufacturer (if known) *'IA WC1% S -- o6(C). Manufacturer's Berial Number 4MA &oor 5-zq-fa,6(D). National Board Number (if applicable) AL4 W -T-5O6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built ,V/A4 qoN - 9_6
6(G). Repaired 0 Replaced Dc Replacement [d
6(H). ASME Code Stamped Yes 0 No 17. Brief description of repair or replacement work performed.

Sop~ upeT \oJe-A k.. Dc tj ?"- d l 9 -6 4 EmpA Pe 'e-
8. Tests Conducted: Hydrostatic al Pneumatic 0

Nominal operating pressure 0 Other 0
9. Remarks: Pressure AUI wo -al-'1o psi Test Temperature AII' OF

(N/A) Applicable manufacturer's data repgrte to be attached.

6.41-1o Responsible Engrziy4. 2  ,cZ /M•A-A/c- Date S. z-.o
Organization

ANII /3 f T Date 2O1Lý

WEN
AI-9.15
Revision 11
Page 26 of 33

Date .5Z4-90

Sheeta' of
Unit -t

Report Tracking No. 90-/J__O Jl5

Type Code Symbol Stampb "M_" 1

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder PAGE Ic.2 OF 5_(?0Fr
CReplaced (like or dquivalent). W4
dReplacement (modification). 99A- 1eWhen required by Construction Code.

90



APPENDIX D
Page 1 of 1

SUIMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
-P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: T-A•
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 5-Z-90

Sheeta ' of
Unit J- ,Jt9

Report Tracking No. __-_/_

Type Code Symbol StampbNI .=I o

R2.. 0 0op Authorization No b d/A wag . • _,Address
• C'-\ 1 T-I . Expiration Dateb NIA tj 5-2..-

City and State U4. Identification of System 0 74 Kdg 451nen- c & z-5(A). Applicable Construction Code Alsez 19 73Edition _oe- %9 V 73 Addenda &Lh/ •o. g-z5-?o5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- L %816(A). Name of Component(s) and description (include size, capacity,material, and location as needed to ai in identification)
/,2t.6" d• yO /-l ,- at" /

6(B). Name of Manufacturer Y/Vj wal% 6-z4-91O
Address of Manufacturer (if known) w/IA t 5 -Z4-16(C). Manufacturer's Serial Number A/IA u3 5-z•-y6(D). National Board Number (if applicable) N/A W05 T- Z- o6(E). Other Identification (subassembly number, heat number, etc.)

L)4 Yr u, 5-Z9-96
6(F). Year Built AV//A LA.-) N y _q6(G). Repaired 0 Replaced Oc Replacement 1d6(H). ASME Code Stamped Yes 0 No I7. Brief description of repair or replacement work performed.

8. Tests Conducted; Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 so

9. Remarks: 'Pressure NA-ig w .io psi Test Temperature vi OF

(VIA ) Applicable manufacturer's datp reporte to beattached.
wer Responsible Engr t L,. / A - AjC•b Date d.z.Organization

ANI /I Date ,&/o

"Sheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder 0
CReplaced (like or 4quivalent). PAGE F
dReplacement (modification). 

WP ' _\eWhen required by Construction Code. 0 A--% • .... - -

go



APPENDIX D

Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: L-7 A

Comnanv 1P1 - X 2 0 o Authorization No.b

Address
5Q ••C' i-T - . Expiration Dateb -
City and State 

U

4. Identification of System 1) 7,L/ KH" hSme- - r,4s z-.5(A). Applicable Construction Code 1, 5e 19 73
Edition .Žýcowe_ 1973_ Addenda LA/I4 z4' . - 9--05(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- %11R

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
3• 4-/ tr.rco ) Al Q

6(B). Name of hanufacturer AlA W't 6 ZL-zfo
Address of Manufacturer (if known) ijA wa%0 •5-zq-jo6(C). Manufacturer's Serial Number IJA• •1 5-z14-fo

6(D). National Board Number (if applicable) N/-6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built A PIA q• -.,•6
6(G). Repaired 0 Replaced Oc Replacement od6(H). ASME Code Stamped Yes 0 No g7. Brief description of repair or replacement work performed.

P0,5 f%. 99 9 9 -8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 wo

9. Remarks: Pressure i•j1.•4zjo psi Test Temperature yA F

(AA ) Applicable manufacturer's data repprte to be attached.a'I? Responsible Engr),
1 -?116- 6- Date 5.z.1-9O

Organ zattion

ANII at3 62 DateA12
aSheet Nos. filled in by Testing and Diagnosticd Program's BrPAGE k It OFbFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
eWhlen required by Construction Code.

WBN
AI-9.15
Revision 11
Page 26 of 33

Date .-S-Z4-90

Sheeta __ of
Unit Y J/ p

Report Tracking No. - .p'
Type Code Symbol Stampb &An fr

'S (. Or



APPENDIX D

Page 1 of 1

SIUMA.RY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -I-V A

ComnanvRd ()I dr Z 0- 0s Authorization No.b e/ Wa --Address _T
V_ ot C, -\ -I- . Expiration Dateb A lol 5'24-?o

' City and State U4. Identification of System 0 7)- gHg 4fle--C/455 Z-5(A). Applicable Construction Code Q1Ac. 19 73

Edition oe_ 0i7J Addenda i// , •-/-?'5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- Io l%9I

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

P-&_ " SLv 0#.A_.g 4' - /
6(B). Name of lanufacturer AIlA wa% 6-z -fo

Address of Manufacturer (if known) */A wca. •-z-I-lo
6(C). Manufacturer's Serial Number ,lA & 5-zd-yo
6(D). National Board Number (if applicable) y/AwP -T-Z o6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built /1//A -r e- -9
6(G). Repaired 03 Replaced nc Replacement 0 d6(H)..ASME Code Stampel Yes 0 No I
7. Brief description of repair or replacement work performed.

%~e Su oeT *VAe_1 v_!± 1C-1VN _:j0Y AtoA W~~ enipyCA 19er-
k- 5,/ , -/8. Tests Conducted: Hydrostatic o Pneumatic 0

Nominal operating pressure 0 Other 0
9. Remarks: Pressure 9/,dJw% ±1.zio psi Test Temperature A•_ OF

(N•/A) Applicable manufacturer's data reporte to be attached.
Responsible Engr • e/MA- A)c- Date S-t4.9Organization

AI 
Date .

WBN
AI-9.15
Revision 11
Page 26 of 33

Date E-Z4-9O

Sheeta of----of
Unit _t j

Report Tracking No. 1_2L1i .
Type Code Symbol Stampb •AI•hI~s.Zaf.o

?0

a•neet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent). PAGE F
dReplacement (modification). WP V-O '(DiA-IeWhen required by Construction Code. P OF Z (-'PAGE-1• LOF. z



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACUMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
4pring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 5-Z-L 90

Sheeta of
Unit !L YO

L J.LF ng~L1 HO*71 / ' '

3. Work Performed by: .- A Type Code Symbol Stampb' f.V-,oCompany

ipo a- x Z6 Cp Authorization No.b 4 J1 j 3 90Address 
Gý 0 -TJ Expiration Dateb Lj ý ý9

City and State
4. Identification of System Q 74 Cj1e f5 -CIJs z-5(A). Applicable Construction Code 1l fr 197,3Edition u#je PI 7 Addenda -3//90
5(B). Applicable Edition of Section XI utilized foruRepairs or

Replacements 1980- W %496(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)•Pip- 'iýý.JITQFT 74-le'.r-ets'/,•••••.r /IY•"gý', q7L 5 4, • ,•1 7"S3- *

6(B). Name of Manufacturer AJI6, -Z- ,Address of Manufacturer (if known) /I.v •-•- % -y-2-56(C). Manufacturer's Berial Number N/// " 0kO 5- Z q-1f6(D). National Board Number (if applicable) J/ w0c- r-- 2•--•1 o6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built V/IA CL2Z 5-Z -6(G). Repaired D Replaced OC Replacement Od6(H). ASME Code Stamped Yes 0 No M7. Brief description of repair or replacement work performed.

rIR9 I~~qA An%)a Z., uA PC?- k- P,4 S( ,f F48. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other o 10a S-1
Pressure Rema psi Test Temperature NIA OF

9. Remarks :

(4/1) Applicable manufacturer's data reporte to be attached.
Responsible Engr 

Dx . aA_ t e 52)-
Organization

ANIIDate

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). A F
eWhen required by Construction Code. WP --

PAGEfQ I eOFEe



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date •-Z'1-•c
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit 90

Report Tracking No. 45/Y' -63. Work Performed by: V_ V A Type Code Symbol Stampb*/VA UA 5-2-
Company U

, Zr Z 0 oo Authorization No.b N/a, i 5.zq-vo
Address

-IAg'rL.• ,--J Expiration Dateb AI• 1of S-Zq-96
City and State 0

4. Identification of System aT4 i4je 4e4 -C/5m: Z
5(A). Applicable Construction Code 41__ 19_ _.Z

Edition ge Ijc-7- Addenda Vl/ ,ao' !-Z4-16
5(B). Applicable Edition of Section XI utilized For Repairs or

Replacements 1980-w ies
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P,'Pe. Sue•.o-r 7-Al (0 ,7c.(V•i'••_00- B? Z•oo-I,•5 cLA.I -,g-
Srma-r :Aqe pJgre..

6(B). Name of Manufacturer -11 ^A t3 i P -rs,• AA ,
Address of Manufacturer (if known) --u

6(C). Manufacturer's Serial Number N/IA 01y 5.z'-•v
6(D). National Board Number (if applicable) ' S/IA, -Z&-
6(E). Other Identification (subassembly number, heat number, etc.)

Al/A •Up',- .q-i-i-c
6(F). Year Built suteeT 1- A:SAcx Ickil
6(G). Repaired 0 Replaced bc Replacement [d
6(H). ASME Code Stamped Yes D3 No a
7. Brief description of repair or replacement work performed.

:91 ,•, .srj ps fi Pe- I STtuTI CIAong AsA I PI4r5AucA1uLt

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure D Other 0 4o
Pressure "/Id *Z -90 psi Test Temperature A&IJA F9. Remarks: V

(OV/4) Applicable manufacturer's data reporte to be attachied.
S-Z Responsible Engr(JI1J - /- c- Date 5`24-9o

Organization

ANII / Date
aSheet Nos. filled in by Testing and Diagnostic. Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent). PAGE IZO..dReplacement (modification).
eThen required by Construction Code. WP i•-)OŽ •-9(.-

PAGE I OF. 6',
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Revision 11
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM iIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 S1
Spring City, Tennessee Ur

Report3. Work Performed by: TVA Type Code S
U,"?

Leeta of
Lit 

ITracking No. 96'-/J- •zc•;ymbol Stamp b • A •* 7z -

R So x ZnO Authorization No.b Al/A 4M'7-2,.JAddress
-5PR,116 r-T //, 7-/J Expiration Dateb  •• •72

City and State
4. Identification of System 00o A/Uk-. FCE ASmE. C LAS-_,(A). Applicable Construction Code Aa:sc_ 19 73Edition 3 Addenda NI A eO 7 -L.s--o5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identif cation)BP- Z60oO-i.5 PIPE CLAAP - o'B-lIAFk-RJ1,qRox. 5ZZ - -3 'A Z . 5 -'/z" Z ;-E.7D6(B). Name of Manufacturer F-_R_______E__-______________ 

_ _r_Address of Manufacturer (if known.) "NIA Pf 7.7c-I.6(C). Manufacturer's Serial Number / A.P 7.75-vo6(D). National Board Number (if applicable) . IA W 7.?•-?5o6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built supeop- MoDID I_0.o6(G). Repaired 1 Replaced 1c Replacement Ca6(H). ASME Code Stamped Yes 0 No 37. Brief description of repa•j or reglacement work performed.

•LTs r DJ G TVA a o2 (, 7 G
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other aPressure t'JIA I 7-Z-?o psi Test Temperature9. Remarks:

(N/A) Applicable manufacturer's t e to be attached.
Responsible Engr '• 1 -• be Date -7-755

"1.1~~l r / zMAt Dte-7onf
~zation

ANII Date
Sneet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder

cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE iOF 5-c

0

a
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APPENDIX D
Page 1 of 1

SUMMARY R PORT-FORM KIS-2 ATTACMIiENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

r. u. oox 2uuu Sheeta ofSpring City, Tennessee Unit 1
Report Tracking No. I'O-/L o13. Work Performed by: T-V11 Type Code Symbol Stampb / 1/13.-

Company
.]c Rr ./ech- Maint. Authorization No.b N/B

Address
-Ci , h Expiration Dateb -Win -2 - Cit• y and State

4. Identification of System 5(5. - CL5(A). Applicable Construction Code R .5/ M ec- 5t7n=1 J 19-71Edition 197 1 Addenda Surnrnme- '73,5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980- ,4.);nteY 1q98 Pcddenda..6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification);s ýAd- SIP r -. t .f --• _. ,. .y ,

6(B). Name of Manufacturer ,
Address of Manufacturer (if known) ct•, Vi • N.."6(C). Manufacturer's Serial Number A// "6(D). National Board Number (if applicable) ,. l/f6(E). Other Identification (subassembly number, heat number, etc.)5"-qd 14Tit 4W•8i• . N-t5 HT& 507o04

6(F). Year Built
6(G). Repaired D Replaced • Replacement 

0d6(H). ASME Code Stamped Yes 0 No E7. Brief description of repair or replacement work performed.R•ep!ced bolt~~ e~( NF -cP. M4-
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure D Other 0Pressure psi Test Temperature OF9. Remarks:...._, No Pressur• h t 2 eq4e. L a Fest_. w'Jj /

( ) Applicable manufacturerisoata te to be attached.
Responsible Engr nn Phrni Date l .

Organiza ion

IAKI I &an Date 4//
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder IkCReplaced (like or dquivalent). PAGE OFdReplacement (modification).

Date _/ _/ _ _

r~ 7,41jvI1
U

I,4

{

* 
I.1

I,
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VWB? A660042
AI-9.15
Revision 11
Page 26 of 33

Pap,.1 of .-7
I

I

2.
)1
-I
.1

1. (owner) TEN•EiSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: We ' " "r

Date •-/-9o

Sheeta of
Unit _]j_ -

Type Code Symbol Stampb A_1
-Adt Authorization No.b"°Address

City and State
4. Identification of System -(oB 0c4,t0. _ 14 4&5(A). Applicable Construction Code A•/'E, n 19.2_

Edition - 17/ 1171 Ae,.' 77 Addenda 5pyfr jqg,5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980/wRI

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to Aid in identification)

6(B). Name of Mi~nufacturer -We5A,4,-o
Address of Mlanufacturer (if Icown)

6(C) Manufacturer'u I erial Number - 151 I)f .1) 3/'•-. )6(D). National Boar'd Number (if applicable)
6(E). Other Identification (subassembly number, heat number, etc.)• + _ ,, . ,, l . , _ -/ t , . _. . . .,
6(M). Year Built ' Iqg75"
6(G). Repaird+d -•1 r Replaced *c 0- Replacement 3d6(H). ASME Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.

8. Tests Conducted: }ydro'static a 0 Pneumatic 0
K- omi-a]..o erating 'pressure 0 Other 8 NDIJt "(2b'D
Pressure _ _ 7 psi Test Temperature - F9. Remarks: W LrA p erf Atr. I y • . T, fva'r RtP Vfi, rl re.t,' oruýC I~ -C/0Ct?. g ift4 H' 6#ee ~iire- re1pl(&e,4q.sr

( ) Applicable manufacturer's data repor, to be attached.
Resronsible Engr 924;V t/JI/$,- Date E-11

or anization Dt

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by ýertificate holder
cReplaced "(like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code.

PAGE U.OF S
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P.O. Box 2QO0
Spring City, Tennessee

Work Performed by: TvA
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date __ _o___O

Sheeta of I
Unit -I l' 1 /qo

Report Tracking No. I-tW ,
Type Code Symbol Stampb -!L ii 14gs1o
Authorization No.b N/ 341 L IA IP/9,

Address I
rfmkt.- C,-( 'r " A Expiration Dateb -NA 8fi &,24/7

City and State
Identification of System (06) R1A8xc CPnLA'T

A). Applicable Construction Code Asy SEC. 1L 19-71Edition -171 Addenda 5uvumg 71 Cem'C. L G SS I)B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 \ #4-mk e1

A). Name of Component(s) and description (include size, capacity,O terial, and location as needed to aid in identification)

B). Name of Manufacturer VJE-T%,GR• SE ES F4"7c% C-cp
Address of Manufacturer (if V=MkrAht A,..

C). Manufacturer's Serial Number IT 1 'Z1 3 -j itD). National Board Number (if applicable) nIV28 J2S7. "•JI o o% %NJI DaE). Other Identification (subassembly number, heat number, etc.)

F). Year Built 19-l
G). Repaired 0 -. Replaced Oc Replacement M
H). ASME Code Stamped Yes 3 No 0
Brief descripti6nkof repair or replacement work performed.

ffiwV- ri- ?Pf' Ai MW-jy I W~ZESr Au FLA~Ný TF0
A.cwrtwfohk-ryE LC4 A WJMls~kT- F~r~zlTests Conducted: Hydrostatic [3 Pneumatic 0

Nominal operating pressure 0 Other aroNV. W b
Pressure psi Test Temperature __O_ FRemarks: W yc P y:•=PI•Antý, Tv- Mmci MAiw •

-PEP,-- Wo_ {_ k-o8'-----7 -
E~c~s : i2%'- hM. Q-0r68!f-7-6 t=. Vc J \EMr-107o

( ) Applicable manufacturer's data reporte to be attached.
Responsible Engr 0. W. Q /ES. Date

Organization

ANTII /3 & Date 2_

b-eet Nos. filled in by Testing and Diagnostic Programs Branch.
or work performed by certificate holder
eplaced -(like or dquivalent). WPK-O0Zc
eplacement (modification).
den required by Construction Code.....

PAGE k
P A r1 -~

LOF

t-- 10• :_•- - -----•r•
+

•_,v•cl-1-1



APPENDIX D
Page 1 of I

SU?!KARY REPORT-FORM NIS-2 -AI.ACMM=
I. (Owner) TENNSSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

•- -1 -

AI-9.15
Revision 11
Page 26 of 33

Date A

Sheeta of

eport Tracking No. 'O".-OrK Performed by: -Type Code Symbol Stampb !0L,. P's F)Company

• ! A d d r es s A u th o r i z a ti on N o .b ti - --*L cY.,.iration 
Dateb ,v/A e'2 o

City 
and State7.4. Identification of System e)Go A..H eMZAL L 0.5(A). Applicable Construction Code A5 19. • .. , ' gl015(B). Edition T -pot H 19R1t,(iJ NTE Addenda -/A f Lo /Applicable Edition of Section XI utilized for Repars'or6(A). Replacements 1980- Wt -• %g atRName of Component(s) and description (include size, capacity,

material, and location as needed to aid in ipentificati

)" Name of Manufacturer A .O I 570P 15Address of Manufacturer 
(if known)(C). Manufacturer's Serial Number6(D) Nationa Board Number (if appli.cable) jWa4 dLa6(E)- Other Identification (subassembly uumbe4 heat number, etc.)

|6() ). Year Built N 0 1
6(C). Repaired D Replaced Oci-i 6(1). ASME Code S-amped Yes 0 NoetBrief description of repair or replacement o7. U~iW~ ~A-S 

0~L7E if,& 7/P~ m*_ fC=E PLAN k-Po4 7 j 9S8. Tests Conducted: Hydrostatic 0 Pneumatic UNominal operating pressure 1 Other 09. Rmarcs~Pressure 
_ _____psi Test Temperature ORemarks

(I/A-) Applicable manufacturera _ta repo e to be attached.
Responsible Engr<'• 9 /  CA Date ZAOrg ization

/ AII Date 21
t Nos fern an Diosj Prgas rnh

b.. . ..- -y e s t n g a n d D i a g n o s t i c P r o g r a m s B r an c h D EL OLW work performed by certificate holder
Re uraced (like or Cquivadent). WP -I<- P - 9 •-E 4 OFWeplacement (modification). 

PAGE•- 
_L OF. uZ

eWhen required by Construction Code. '' - OF -

A

ANK!

t a



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

S•IMARY REPORT-FORM SIS-2 ATTACHMUT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date __-____ -_
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta- ofSpring City, Tennessee Unit

Report Tracking No. 9-/L,. sifr3. Work Performed by: 74V( Type Code Symbol Stampb _ 140,
CompanyWJWT - l/ii kJL) EAA PL/•AJT Authorization No.b liP ( -- j

Address
C T - 3 I Expiration Dateb V-"

City and State 
....

4. Identification of System 0 6 3 (AFPT•Y JXC'flo - /J'$) 4CE C2LAIS ;L5(A). Applicable Construction Code ASIME SECTIOAJM = 19 7#
Edition 7WHR O1$t- Addenda WJI/7"-R I?2.5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 W 11 ,i6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)w t T r Ue-1..•/AJC TF7" Sr~RT• E 7-•AJ.

6(B). Name of Manufacturer PI7-7-J' g/- ý /OIA/eS* 11V

Address of Manufacturer (if known) l 01 , A)-Y-VAM
6(C). Manufacturer's Serial Number . -6(D). National Board Number (if applicable)6(E). Other Identificati n (subassembly number, heat number, etc.)

6(F). Year Built
6(G). Repaired R' Replaced Dc Replacement 0 d6(H). ASME Code Stamped Yes 0- No 07. Brief description of repair or replacement work performed.AIDE /yJTP 0E1 QAJE , jQ-V7P-- P,-< RI 7-, / 0 -I /
8. Tests Conducted: Hydrostatic 0 " Pneumatic 0

AJ/A Nominal operating pressure 0 Other 0Pressure psi Test Temperature OF
9. Remarks: Jp • [ ' tAf 7-grF 7- PeRFO_. A '•) ba-L

) Applicable manufacturer's d-ta r port• to be attached.
Responsible Engr / C-/- Date -/'Dt'" O Organization

ANII •.Date 
_ _

aSheet Nos. filled in by Testing and Diagnostic Programs Brp-r(-E Lt OF F-bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
e•hen required by Construction Code. WORKPLAN C-)eP• I'I-/

S9-3



APPEIMIX D
Page I of 1

SMARy REPORT-IoRM NIS-Z AITACBM=i

(Owner) IZESS= VALLEY AUTHORIY Dz
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sh
Spring City, Tennessee UM

ReportWork Performpd by: TVA Type Code S

P O Y 0 Authorization o. b 920-1
_SPRING Cirr 7-i Expiration Dateb NIA Q 9-zo-qo

City-and State A74. Identification of System0 -/A7AM, .5T. BVPis A5v-EcLAss L-5(i). Applicable Const-- ion code ACode
Edition Jpie t973 Addenda A c4.zo.905(B). Applicable Edition of Section I utilized for Repairs or
Replacmets 1980-wi'q?L6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)Pipe 3LJppf)Ig-'I /' 5 0/-.44co -//-Z& (INV4IJL &M,4-E7 734-'7_ /-'/'/Z"Nx All ~ /g2 ," ,9 ' .,P E

..PS). Name df Nanufacturar Ti/.A
Addresu of Manfacturer (if Imown.) LA r C7-.^6). _ma acturer's Serial Nmber A14 s - .-0

5(D). Nationa Board Number (if applicable) s 2 o-~().Other ldentificatio4 ýuasaembjy Tm~ber, heat number, etc.)
. Year ult
().Repaired 13 Replaced~ Relaemn

-. ASM Code Stamped Yes 13 ,- m~.Brief description of repair or replacyzent work performed.

*. ests Conducted: Hydrostari .4

WBN
AI-9.15
Revision 11
Page 26 of 33

P'GE WK!. o; Z -

Lte D ~20 - 4 (

Leeta of -

T~racking No . ~

0

Nominal opee presaure 1 ore r tic -I

R- ,/ P r e s s u r e _.o- - o P s i T es t T em p e r a tu r e -_I" "':. Remarks: I• IS -&rfoj-4•~ -'•. "-71 .L•. VAA_

.. 'm/,A) Appli.cable Manufacturer's d.at r rt to be attached.
9L,20,90 Responsible Engr / ~4 ~ N. Date 929

eet Nos. filled in by Testing and Diagnostic Programs Branch.7, Work Performed by certificate holder
.Ilaced (like or iquivalent). p

Rlaement (modification). \GE\j~OF S01c

-IC7

0

/o



WBT
AI-9 .L5

Revision 1i
Page 26 of 33

APPENDIX D
Page I of 1 WP

SU1&RT IZEPOI=-FG2H NIs-2 A=cn PA GE jjj3 ae )
I. (Owner) •NESSZE VALLEY AflTHO=IY Date S 2 0- -ý)

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of -1Sprin' City, Tennessee unit

Report Tracking No. -' g3. Work Perfomed by: TVA Type Code Symbol StampbA4 )0c . o
company0AP0. BOY 20-0 Authorization No.b , 9-zo-go

AddressSPRpIN. CITr,,. 77 Z:,iratio. Dateb 9-2_o-9O '
City. and State4. Identification of System n) I-Ml Sr Z/..A._* _ l.) 25(A). Applicable Construction Code AZS•_ 4-• 19-3

Edition jvNF- M.73 Adde,,., d-2-,ao -5(B). Applicable Edition of Section I utilized for Repairs or
'Replacets 1980-&ilqkj" Name of Component(s) and description (include size, capacity,

material, =nd location as needed to aid in identification) N-pipp SLJPP ,IA.--9FICC)-101 4o6 - //-Z6g Al V,#Luk-em 
7-, I -7 ~l

6(B). Name of Nannufacturer '•/A
AdrMes5 of Maufacturer (if kovn)6(C). Manufacturer.,a 'erial N.e /7/WNube C3- zn 906(D). Natiomal Board Number (if applicable) MIA( 9•9 -z90-go6(E). Other Identification (iubasW ly "Umbe-r, heat number, etr.)6(r). - ~/V A 9" Z•-0 - -7-D" -- -

6(F).Year Built 5. _Pok7- V1 /19906(G). Repaired 1 Replaced C Replacement
6(E). ASME Code Stamped Yes 13 0O)ý
7- Brief description of rep& r or replacement work performed.5pop PR2r-Z5L E P E2p- /'-I/< 1,"0t 1!5~..
8. Tests Conducted: Hydrostatic 0m

Nominal operttgn Pressure m Ote-r
,.,Pressure /A -go Psi OeFTmprtre• "

9. Remarks: *P -- 0-s -r / 10I .1,.0

(m/A) Applicable manufacturer's ata Aeporte to be attached. 
-o-90 Responsible Engr ! " - ,0 Date 9-ZO-)0

g0-Izatio' 0
ANTI A___Abate____I

'Sheet Nos. filled in by Testing and Diagnostic Programs Branch. "')D~rwork Performed by certificate holder D

-Re~n. 
/;••

-- '* /- '*,
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Revision 11
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APPENDIX D
Page 1 of I

SM•ARYA REPORT-FOR NIS-Z AT&!ECHM

1. (Owner) MMSSX VALLEY AUMhORITY Da
Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sb
SpringCity, Tennessee Un

Report3. Work Performed by: TVA Type Code S

Bo) -2 000 Authorization No.b A1--
Address

_SPR, .C,7Irri 7 E-piration Dateb _L 0 9"
C yit. and State

4- Identification of Syste __/- ) ___.__ _ 5-r__8/P ASI__-A. _ _/--5(A). Applicable Construction Code _ AS- / 1973
Edition jvNff /1.73 Addenda 9 o-45(B). Applicable Edition of Section Zr utiIzed for -Repair• or
Replacements 1980-w iqgip
Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)-PtPp- 5opPPI•T-7rI /Don/- p/n -11-3o, L•v. -7350 -o, 2-'1 JI"

- /Z I -Z ý,/-' PC-- " 1
6(B). lame of 1 Nia-=dacturer 71/

Address of Maxfacturer (if )Prown)6(C). Mann.acturer's Serial Nber -9o6(D). National Board N=be (i apVl A/ 9 -2p-ego 56(E). Other Identification. (absembly number• heat-.er, etc.).-
6(F). Year Built •dP rv- Qzt /9970O
6(g). Repaired a Replaced DCr Replacemet fid6(H). ASME Code Stamped Yes 0 No-7. Brief description of rep or replacment work performed.

AZPc12Y 7 5 LAAS7 
Q 4 -Tb-9ý8. Tests Conducted: _ ydrostatic 0 Pne• aiic 0

Nominal operating pressure 0 Other
.Pressure 

Test Temperature . ,

(N/A) Applicable .manufactuurer _a a ore t batce.

Responsible Engr .-,9-IC Date 2L..
(:ý rganization

) -2-0-90o A

PAG(E __ _ o_-__ -

tCe 9.2D-9D

eea - of
t IJ. -

Tracking No. U-

90

'Sheet Nos. filled in by Testing and Diag c ProgramsBrn
'For work performed by certificate holder Pras ch.

PAG EIH
PAG-I

0ý-~
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Revision 11
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- •!APP2MI D
Page 1 of 1

SU!¶AR- REPO=-FOR NIS-2 A=TTAChL

1. (Owner) SENES VALLEY AUTHORITY Di
7 Nucl.ear Power

2. (Plant) Watts Bar Nuclear Plant
P.O. Box 2000 S0
Spr-!.g City, Tennessee Ur

Report3. Work Performed by: TVA Type Code S
Compay

t, (o. ffox 2 060

SPRING, C17- ZExpiration Dateb )o-9a

City and State
4. Identification of System bI-HAIN 57, Bv pAs ASME-CLAcSS 2Z
5 (A). Applicable Consrtruction Code A IýSr_ 1973

)Edition JVNE 19731 Aded 1ýý 9705(B). Applicable Edition of Section r utilized for Repairs or
Replacements 1980-WIqV/

- '(A). Name of Compoanen(s) and description (include size, capacity,
material, and location as needed to aid in identification) -

P, p- 5UppogrfT /Do -A4oo-, //- - E,,3v -73 'o," I " ,/x, ,'S"i-/,

6(B). Name of ,lrmfiacturer 7-VA
ALdreas of Man=facturer (if knon) 5•A, Crrr, Tp.

6(C). Manufacturer"s Serial N=ber N,4A_/A 9-ZO-,6
6CD). National Board Number (if applicable) 'AI - 5-20
6(E). Other Identification (subasse m nber, et-at rMtber, etc.)

C6(F). Year Built 4UPO-1/r oID-- /o 
___0906(G). *Repaired 0 Replaced Or Replac t X"

- 6(H). ASKE Code St=ped Yes 0 Noe "=
7. Brief descriptien of repair or replacement work performed.

•7 UPPoP• r" J_ E T•E7-• ---p 1<P-IO&,C_.5A-/
L-Aq)/?,, _ LAA1L1TA /,/P-/,-/Fl) .5 uPPorz-r H,=,eo 9.- o Z___8. Tests Conducted: Eydrostatic 0 Pne-matc .

Nomnalope t'4 pressure 13O0eý
9.Pressure 9-2-9Opsi Test Temparnre -

(m/A) Applicable manfacrurerv t orte tCo be attached.
Responsible Engr !S-U"/- /v C~ fnn- t.1 3 0-r

WAe _4LO- t 5R-
GE~~i

te -

ierta -of

ut
Tracking No.

ymbol Stampb 9Z-e

If)aSbheet Nos. filled in by Testing and DiagibFor work performed by certificate holder
cReplaced (like or dquivalent).

Programs Branch.

PAGE \~kOF~I



WEN

AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMLEY REPO~r-FORM NIS-2 AT=ACT

1. (Owner) ' ', "SSEE VALLEY AUTH0RTY
Nuclear Power

2. "(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed 'by: TVA

P.Q.Be 2Company

Date J-02-90

Sheeta of -----
Unit 1

Report Tracking No. _______16

Type Code Symbol Stampb 6 f..V

Authorization No.b 6/A 1 .z-9o
Address

SPRNIN Ciryr2, , Rpiration Dateb . VIA
City and State 

go

4. Identification of System -62, CVCS ASME-cLA5' (4 'y'pe-
S(A). Applicable Constriction Code ArSII, "

Edition jv.g 1 97,3 Addenda /A 9- -

5(B). Applicable Edition of Section = utilized for Repairs or
Replacements 1980-"VI P

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
PPE weper&- Aoc -•62-/4Vc-Rs2 ,L3I l. F6,.7/3ý--o",

6(B). Name of manufacturer 7',A
Address of Manufacturer (if known) 5pgja CQrr.rg 7-vy.

6(C). Manufacturer's serial Number 5n',&Ws-s UA-/jQ&1& 0 ~~1Z/
6(D). National Board Number (if applicable) "&/A 4 v-oz-ge
6(E). Other Identification (subassembly nmmber, heat nnmber, etc.)

# 24IA P54 1-
6(F). Year Built I1/1,
6(G). Repaired 3 Replaced 0= Replacement W'a
6(H). ASME Code Stamped Yes M NoW
7. Brief description of repair or replacement work performed.M• gxý t'•' ý, U•eT igi K- P64 -p 72-JA --
8. Tests Conducted: Hydrostatic 1 Pneumatic 0

Nominal operating pressure U Other 0
Pressure / - psi Test Temperature q 'F9. Remarks:

/K
/4 zz,

-/y,'j Applicaobe nmnu acturer d-ata reporte to be attached.
Responsible Engr - -on

•" /.Organization Date 9-Z2 z-

ANII 5 Date ______

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or iquivalent). wP K PO 40 A-
dRePlacement (modification). PAG`.7 LFpeA0E
eWhe, rebyired bv Construction Code.

O
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N r 1 IRY REPORT-FOR IS--2 A.TZI

1. (Owner) TNMSS•E VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA

R. Be( 2 00 Q Company

AddressSPRING Cr,, -Ft4

Date 0-/5-¶o

Sheeta of
Unit L

- Report -Tracking No. 90-/5/

Type Code Symbol Stampb 6y

Authorization No.b A/• V 9-I-?D

Expiration Dateb & o
City and State

4. Identification of System O2- CVC- ASME-CLASS
5(A). Applicable Construction Code A_ - _ _ 1973

Edition .MVhJF 1973 Addenda C!4•ha•4-1-
5(B). Applicable Edition of Section Xr utilizeA for Repairs or

Replacements 1980- W 1q11
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PIPE 5U4','-D4EM'S E-AJU (4•"7-AP) 7?y~oED

jzk o1 ý t 4 U 7 "5 / 6 ý- 7 ..- 1 l I V C r

6(B). Name of Manufacturer TV'A
Address of Manufacturer (if known) SPRI& Ci-rr, M/

6(C). Manufacturer's Serial Number /')/,,- J 9-/S-f 0o
6(D). National Board Number (if applicable) ,/A J0N 0
6(E). Other Identification (subassembly ymmber', fi.at mm er, etc.)

SA43 07 CR A 77hIRPED.r*,c b ' SA,.r& I C-K A , Li7-,
6(F). Year Built 0i'o
6(C). Repaired 1 Replaced ; Replacement-
6(H). ASME Code Stamped Yes 0 No K - )

7. Brief description of repair or replacement work performed.
-SPLAUFD WC-Logo rYz- ROD ý/WýZJE•LpLJ-aS -y-:tiOD ,oU,

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 1 Other 0 A
Pressure ./. .2 •-L: -'Xsi Test_ emperature t,&-j/DOF9. Remarks: Cpt- -•-• - • PM Q=( •?• •

(N/A) Applicable manufacturer's data report e to be attached.

fResponsible Engr - 1,P7 ", I" D, L 0/

ANII r__ _-.. _ _.. .. Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacemnt (modification). PAGE
eWhen required by Construction Code.

APPENDIX D
Page 1 of 1
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WORKPLA / -

Pan_
APPENDIX D
Page 1 of 1

SU•Am&Y REPOr-FoRM 31S-2 A=T'&CI

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Apring City, Tmeessee

Work Performed by: -TVA

P. 020Company

Date 9-/5-10

Sheeta of
Unit 1

Report Tracking No. 90-1-T5'
Type Code Symbol Stampb

Authorization No.b A/ll&(^ 9.-)S-?D
•"'AddressISPRING Ctr I Expiration Dateb 0_______-__

City and State I v
4. Identification of System 063- s-ZS; ASME-cLAESs 2,
5(A). Applicable Construction Code ALS/ 1973

Edition .vrje Mq73 Addenda &/AJ4v9-t5- ?o
5(B). Applicable Edition of Section XI utilizie for Repairs or

Replacements ,1980- .iqkI
: 6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PIPE 2SUPPO~AT -/0&6 3-&3~-1SZS-VY'Y- OY'E AJVur(3/q/"rAP3 3/4"rARD. Rop fNU7;5

6(3). -Name of Manufacturer 7T'A
AdA ess of Manufacturer (if known) SPRIM. CiT-r. 77J

6(C). Manufacturer's Serial NMber 4/1- 44W 1-/15-p
6(D). National Board Nuber (if appljcable) 141A * I-(s-- 0

v 6(E). Other Identification (uibassembly mhber', bneat nMber, etc.)
S A -4G3 6 A r.Jv 075fA193 &F, V R-0OO

,6(F). year Built 1 q0o
.6(). Repaired 0 Replaced Jc Replacement•_-1
"6(H) ASME Code Stamped Yes a No Q -
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pnemsatic a
Nominal operating pressure 0 Other 0
Pressure WA.J•7L-L 0pasi Test Temperature t.A-6 F9. Rema,]~ SPijr CAPJ S~irv-/4da. Z-ArP-rl. JtEIF. £tU/AJ 1-00-If-56772

- t.ZI-)ý = /-'Z-7 -

(•) Applicable manufacturer's data reporte to be attached.
Responsible Engr A•. -,'oEA

1" Organization

ANII

Date ý'-Zv- f

Date •

aaeet Nos. filled in by Testing and Diagnostic Programs Branch.
Tor work performed by certificate holder
keplaced (like or dquivalent). PAGE OF1Replacmn (modification). P G a O

ART,

I

IA-k
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APPENDIX D
Page 1 of 1

SM l REPOMT-FOR HIS-2 A.ThC]MIET

1. (Owner) NESSEE VALLEY AUTHORITY
Nuclear Pover

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA

P.. BOY 2Company

Address
SPRJNG, Crr 7-it

City and State
4. Identification of System QZ-CS

Date ?-6-- 0

Sheeta of
unit L 1

Report Tracking No. 9O-S16
Type Code Symbol Stampb ,Aj/7

Authorization No.b

Epiration Dateb b6el 0

ASME- LAs
.5 (A) . Applicable Construction Code A r-SC 19.-73

Edition Jvir: M93 Addenda &4 -1-?0
5(B). Applicable Edition of Section XI utili4- for Repairs or

Replacements 1980- lqkl
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in itentification)
PIPE SuPPoIPkr 1!7?-7E-ICS-FJI' " 8P1 q ,- 3,.
,kJRDEQ- kn ? NUTS

6(B). Name of Manufacturer 71/A
AAAress of Manufacturer (if ounn) SPAigN Cirr. )-A)

6(C). Manufacturer's Serial Niinber l/-/A-->o
6(D). NationaA Board Number (if applicable) W,1A i2* 9-/5
6(E). Other Identification (subassembly nndbei, heat nmber, etc.)

6(F). Year Built /I 10
6(G). Repaired 0 Replaced ;F ReplacementAA• 9',6(H). ASME Code Stamped Yes r No 1"
7. Brief description of repair or replacement work performed.

-RgPL.Ac-ez W&EL~DE ffr AP) .0b t~ PI/r ELDLESS EYP 1 AjCJ7: 714*?EADE.O ^DOD.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 Aj
Pressure / -_5 -?-psi Test Temperature I _LOF9. Remrks: - _n -. D _ - • n mn -

,c•- f 4Z F - q-

(/) Applicable manufacturer's data rporte to be attached.
Responsible Engr A4,..- /C- tgM-

Organization

ANII~ 7

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder
cdkeplaced (like or dquivalent). pA
dReplacement (modification).

eWhen required by Construction Code.

Date ýC5-e!-

Date ~~

~ ~OF

V

a.

7. r5ý

ASIA '~~J - -L?74,,

½x.~

Gj

I

I



WEN
AI-9 .125
Revision 11
Page 26 of 33

APPENDIX D WORKPLAN M-5/ 5 Z-3
Page 1 of 1 6

SNUUA MPODE-FORM NI5-2 ATILCBP.M Page -zz+ Z' 7- f

1. (Owner) TENESEE VALLEY AUTHORITY Date 8-2O0-9
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta  of
Spring City, Tennessee Unit

Report Tracking no. 90-152
3. Work Perfrmmed by: TvA Type Code Symbol Stampb

CompanyP.O. Box( Z000 Authorization No~b 4A-j-?--
Address V

SPR I MC, j y'. T/. Expiration DatebLoZ
City and State

4. Identification of System p&3, -TSS. 4,51 c-tASs Z
*.. 5(A). Applicable Construction Code A-XS .C 1973

Edition jur F-. 1573 Addenda A?/Z f 0
5(B). Applicable Edition of Section XI utilized' for Repairs or

Replacements 1980- w 19 ?I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
:IiP' S3-PPoR T /o6(3-c,3-iSXs-R19&(,--P PAR7-ATo. 0 ,OA0-1,5-&(F& 3'"PP

6(B). Name of Manufacturer 7VA .• ap P, stj ff P, P/..bppoA rCO& /P.

Address of Manufacturer (if known) Sed•o C,7, . ,c_ W o~v& Axr.
6(C). Manmfacturer's Serial Nu•er A/A • 7-2_0-"

V:=. 6(D). National Board Number (if applicable) -A/A- jt&) I-2O-%
6(E). Other Identification (subassembly number' hat number, etc.)

B-P PART itIO. 2POO-1.5~ Fog~ 3'J9 C-L-A?1P
6(F). Year Built q9 9
6(C). Repaired 1 Replaced IF Replacement 06
6(E). ASKE Code Stamped Yes 1 NoER
7. Brief description of repair or replacement work performed.

CHiAAmwmI otr pipgE rCL.Amp

. 8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0

9. ressur-e N1AjW84Zv psi Test Temperature g ,"i :Fk .9o: . Remarku:-*-----

(X/A) Applicable manufacturer's data report • to be attached. ?-ZI-90
* ~~Responsible EnL L.fi0a.-/ 'C/1A Date4 -y~.f-?j-

Organization

AVII -•- Date q--9

0 aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
1'2.:k- bpor work performed by certificate holder
N cReplaced (like or dquivale0. lick OF

dReplacement (modification). ___

'hen required by Construction Code.

lwpM - 58 802-3



i

I
.1.
I

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheeta - of
Spring City, Tennessee Unit 1
.Report Tracking No. 90-"15-

3. Work Performed by: TVA Type Code Symbol StampbCompany

P.0. &o( 2 0' Authorization No.b ,1/AJVJ 9.1f5-*.
SPRIN Address

NG CIT 'r -q Expiration Dateb N/A j-15 "- ?o
City and State I V

4. Identification of System ..OCZ -Cv$C 'S ASM'1E-cz..A.s 2
5(A). Applicable Construction Code A St 1973

Edition JvNe t973 Addenda &4/A.• 9. S-?o
5(B). Applicable Edition of Section XI utilizea for Repairs or

Replacements 1980- WIV
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PinE sppear lo~z - 1-&A-373: _gP4/v/ ýIlpip&. Cc4.4tipk)yI Lj i X/3

-o03). name o Manufacturer TV/I
Address of Manufacturer (if known) SPRVAI. Crr7 rA)

6(C). Manufacturer 'a Serial lumber WA/,. 9ý 1-/S'- "
6(D). National Board Number (if applicabtle) 41A 4#L 9JJ- - 0
6(E). Other Identification (subassembly umfber, heat nmber, etc.)AW04IO, 87.01_,..-5097 IwIJ'X 13') 1 A7- IP3. 7)/3"? 10i¥"k)

6MF. Year Built 19?0
6(G). Repaired 0 Replaced OC 9eplaement' .,
6(H). ASME Code Stamped Yes 0 No N./3-
7. Brief description of repair or replacement work performed.

-IP4AC.F iPIP& CLAM-P AN~D Av9I0VT7-,gyr&j7s 0LA ý "IDE F"W-EG) rO
PIPE CiAHP

8. Tests Conducted: Evdrostatic, a- & ...-..
Nominal operating pressure a Other 0
Pressure /A,4LfJ 1-154osi Test Temperature l2I1O-F

Remarks:

(t/A,) Applicable manufacturer' s data report •

Responsible En gr..,L4.T• ..
to be attached.

/ Ac- LEA
Organization

Date ?-ZY'-?

A1II _ ___Dat e 1-4-•
8'Sheet Nos. filled in by Testing and Diagnostic ProgramfT Branch.
bpor work performed by certificate holder

'Replaeed (like or iquivalent).
dReplacement (modification). PAGE OF
eWkhnn required by Construction Code.

WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D WORKPLAN , A5 86o0 ý3
Page 1 of 1 -Ppae

NSIS-VALEYT Date F-R- 0 =
:SSE VALLEY AUTHORITY Date 9i-

C

1. (Owner) E



•11J,,P..LAN Ml -58oz -
/21.

Page -7 -/"*- A ••--"• -'
Page APPENDIX D

Page 1 of 1

SWMLRY REPORT-FORM NIS-2 ATT &E

1. (Owner) TE1IESSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 SI
Spring City, Tennessee U,

WBN
AI-9.15
Revision 11
Page 26 of 33

Rte - 0

ieeta of=t •
Report Tracking No. 90-1I93. Work Performed by: TVA Type Code Symbol Stampb

Comnanv
P.O. Boa 29 0--

Address
SPR,,.V& Cnlry 774i

City and State
4. Identification of System 06*3 - SQZ

Authorization No.by, fil9S'-?

Eniration Dateb 0

5(A). Applicable Construction Code - A rlS97
Edition .-jwe Mq.3 Adenda -/sý- ?05(B). Applicable Edition of Section XI uti lize& for Repairs or
Replacements 1980-W IV/I

6(A). Name of Component(s) and description (include size, capacityy,
material, and location as needed to aid in identification)

- _ lArm, [•v• -z2e-• -. . ..
6(B). Name of Manufacturer 7-/A1 SepG,&F 0 ^--sti? PF UPR OAdAdess of M annfacturer (if novn) SPRA, C177-r. rA)N VoBULMA,"S5.6(C). Manfacturer's Serial Nimber .... .,- , , t, %'.o sN-1'737
6(D). National Board Number (if applicabl') P/ - -
6(E). Other Identification (subassembly =mbeX, at number, etc.)

P-56-3 SNUJ~BBER, 4 J3 PcZ00C3-3RMAKS gRACAcET-
6(F). Year Built i'iO
6(G). Repaired 13 Replacedob Replacement-.X _^, i&
6(H). ASE Code Stamped Yes 13 No It
7. Brief description of repair or replacement work performed.

RPL.AC.E-p SIV0,6BEPL t- -E& 8/l.ACktrF-7

8. Tests Conducted: Hydrostatic 1 Pneunatic 1
Nominal operating pressure 0 Other 0
Pressure #v&JA ..Jh% j.-1970psj Test Temperature qkA2:dO-F9. Remarks: A/p -} 5

A

0

4

0

r

(•) Applicable manufacturer's da~. reporte to be attached.
Responsible Engrq am\&,-/ gc-1mAY 4 VOrganiZation

ANII ____________ _

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacemet (modification). PAGEeWhen recuired by ConstwuctJon Code.

N

Date I-Z-O

Date

SOF_



APPENDIX D
Page 1 of i

SUJARy REPORT-FO. N NIS-2 ATTACWWww
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. w -1.erfomed y: eport Tracking No. -

.r er zo rlled by, T. .Type Code Symbol Stamp b _v
e-.-). .E3C 2 €ZDC Company

Ade Company 
Authorization 

No.b
" E•g~ A~ 1.~7 g Expiration Dateb •/Aci' ' •/•7•A-City 

and State4. Identification 
of System RF.N.R, •_-.•. 75(A). Applicable Constructio - d 4

Edition TEumeo H •uN - Add 19enda_5 ( B ) . A p p l i c a bdl e E d i t i o n o f S e c t i o n t i R7ir
• u~ on Of Secto X t-- --"Replacements .198/w o lized-for Repairs or6(A). Name ofComponent(s) and descriptin (includ. capacity,mterial, and location as needed to aid in identification)

6(B). Name Of ManufacturerAddress Of Manufacturer 
(if known) 

E 
LA

6(C). Manufacturerin . erial Number N_00 - eE A ogS6(D). Nationa Board Number (if applicable) 

-

6(E). Other Identification 
(subassembly 

heat nubSnumber,-:5 
o r etc.)

6(F). Year Built V 7 
767_.6(G). Repaired 0 Replaced 

' Replacement6(H). ASME Code Stamped Yes a' do-
7.Brief description ofr--No 

0of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 
Pneumatic 

c

Nominal operating pr e s stic "3
Pressure 

9 Other -G- &

9. Remarks: 
psi Test Temperature " •- o

)Applicable manufacturersdata 
eporte to be attached.

Responsible Engr s .. M / -- Date
Organization

WBN
AI-9.1s
Revision 11
Page 26 of 32

JAC* \-•(o22z"

Date

Sheeta -__of
Uni t - - -

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holdercReplaced (like or equivalent).he n re q e d (modification) o-pe~hen required by construction Code. 'tP 1'0A

Date -= x

V

-- v• •! db
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APPENDIX D
Page 'A of I

SM-kly JREPO]R -kAf XIS-2 ATTACinyar
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by:

Date

Sheeta of
Unit ______6Report Tracking No. qz"4•, "'Type Code Symbol StamnDb J•.>

9 Loowpany Tp oeSmo tmb. ~~.RAAddressr_ Authorization No.b

City and State Expiration Dateb
4 City and State4. Identification of System -ys'cNA -74 R.14.R.5(A). Applicable Construction Code ! AE SRc1fE 19_L_Edition T-Ar oum 5M'•Ai=-,. Addenda kq 7 35(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980/kV716(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)nip f A ̂  R6 0-s<3 .Asmie scunov

6(B). Name of Manufacturer W Z !>rf44
A d d r e s s o f M a n u f a c t u r e r ( i f k n o w n ) ,/ qMA 0 E _ _-- - - " - -- -- -

6(C). Manufacturer's Zerial Number &Aso CA.6(D). National Board Number (if applicable) iAp6(E). Other Identificatiqn (subassembly rnmber, heat number, etc.) A
6(M). Year Built A _1_ •o './.A s/A ._.____-6(G). Repaired D Replaced Replacement d6(H). ASME Code Stamped Yes 3 No M"7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic [3 Pneuatic 0ANominal operating pressure Other u t
Pressure psOet t he r

9. Remarks: P r . psi Test emperature

( ) Applicable manufacturer'sdata reporte to be attached.Responsible Engr 'i)( )c / Ma la-, Date
Organization

ANII " Date I/-A AiA

'I "~

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced '(like or Equivalent).- ..dReplacement (modification). 
S 2 -eWhen required by Construction CodeSP " f

PAGE_ ýOF 45ei

- 1ý"T. A.

- - V '-I

. ..4 'd
V"i3r--
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
.Spring City, Tennessee

3. Work Performed by: T VKj
Comnanv

P 0. 0 T-,nX 7r o - Authorization No.b /L--AddressU

• Pr' 0  n -Fa t Expiration DatebQ CitY'and Stt a
4. Identification of System 7"i 4 • (,' 5-- - /5(A). Applicable Construction Code AT'sr. 19 73Edition U tNe_ 11173 Addenda A/IA u A/-,5-'5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- w \6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer MA . - -)Address of Manufacturer (if known) IA L0 T6.'6(C). Manufacturer's serial Number A/)A Lo-_ /6- -'I6(D). National Board Number (if applicable) 11// 1A_ /•.-I _
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built V/4 Z ! o-i-6(G). Repaired 0 Replaced Oc Replacement6(H). ASME Code Stamped Yes 0 No B7. Brief description of repair or replacement work performed.EP LP~ SSpC.eT~-r -\j 9!.,:) 54c'?,q q P-0o -:5 e 7,AA.JA 1Ee mnrVI.A '1 L -414, P. • /91 A71 ?j-j8. Tests Conducted: Hydrostatic 03 Pneumatic 0
Nominal operating pressure 0 Other 0]Pressure 

a-,-psi Test Temperature A&,-rF9. Remarks: 
s T.

( ) Applicable manufacturer's data reporte to be attacied.Responsible Engr),j. Lz /Ao_ be'aa Dated.
Organization

ANII zv5'.ý Date LŽh

Date /6 - 6 - 7

Sheeta of Z__
Unit 'N /ff

Report Tracking No. •7-/,U / 0- 27 ,
Type Code Symbol Stampb N

aSheet Nos. filled in by Testing and Diagnostic Programs pj E 134- OFbFor work performed by certificate holder
CReplaced (like or dquivalent). 5- 6dReplacement (modification). 

8 A " 1eWhen required by Construction Code. PAGE MAJOQF_______

5(Ar



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACMIMNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
.Spring City, Tennessee

3. Work Performed by: A-Ž-

WBN
AI-9.15
Revision 11
Page 26 of 33

Date \

Sheeta of
Unit 

AReport Tracking No.Type Code Symbol Stampb _MLýL

A d dsos Authorization No.b -
Address 

Expiration Dateb
"City and'State -4. Identification of System 7'-/ 9FI½- 2f 5e 55(A). Applicable Construction Code G-T ' C. 197_13Edition 0-W \' 1I2 Addenda A1/A 1 IO-l•.7o5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980-v,ý8\6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification

6(B). Name of MM1nufacturer I41,4 L o). /,0-/,i-9a
Address of Manufacturer (if known) t/i/A 1Oo- J06(C). Manufacturer's Serial Number _/!4 -- o_ /t, •_ ) O- 26(D). National Board Number (if applicable) •/4•--6(E). Other Identification (subassembly number, heat number, etc.),,y / 1A .. I ,'- , I II - 1 *_ _ - D

6(F). Year Built #,j i N -13-506(G). Repaired 0 Replaced, Replacement 0d6(H). ASME Code Stamped Yes D No9
7. Brief description of repair or replacement work performed.pipe I, pvTP~ pmt111',, P -17-411111 P'eg- £ r-AJ /:-i//0 (pq
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 '1 a-,-0
9. Remarks: Pressure A/// •'64s psi Test Temperaturelj__ oF

) Applicable manufacturer's data reporte to be attached.Responsible Engrip.•w / ' A Date

Organization

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder KP 5 698A -CReplaced (like or dquivalent).dReplacemen t (modification). 
_P _ E POF-___9__ A"eWhen required by Construction Code.

DAPrC \2Cpnl 5 0-Q

go



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7_ _ _ _

- _ Company
/Po A'ox .2C C 0

WBN
AI-9.15
Revision 11
Page 26 of 33

Date Z7-27-.5

Sheeta _ of
Unit L .

Report Tracking No. ' -/79J*'0
Type Code Symbol Stampb •4 aof

Address
-Spti'4J9 C/ii., 7•tJA, Expiration Dateb N/4f-ew --27-6

City and State
4. Identification of System o0 AS,2 C/ -Z Z
5(A). Applicable Construction Code .4Z sc 19 73

Edition . /573 Addenda AhJ eZ41 7-a.2-fa
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 W/191l
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
AA2 C',. 4.2 - /cuC-,?'2/7 F c 7y " 7.,"7rf (/./w '-,'N C

6(B). Name of Manufacturer - -1', e 7-2;-ro
Address of Manufacturer (if known) "A f4ew 7-2 7-gr

6(C). Manufacturer's Serial Number - 14a (-. -27 e
6(D). National Board Number (if applicable) -Al'oe' -f
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built Z/# -.a 7- I d-JO
6(G). Repaired 0 Replaced Dc Replacementgtd
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

M/aod,','e4 Iv u,-P A2O9J.5<A -/ &4-,v 0.oj7.?7<4

8. Tests Conducted

9. Remarks:

d: Hydrostatic 0
Nominal operating pressure 0
Pressure A/: . -re psi

Pneumatic 0
Other 0•7-27

Test Temperature .*j OF

(/ ) Applicable manufacturer's data reporte to be attached.
Responsible Engr ,•1. / I/'&i A'I Dat

Organization

AII 'Dat

aSheet Nos. filled in by Testi-- -1 1'-1--nostic Programs Branch.

dReplacement (modification).
eWhen required by Construction Code. W i p __'_

PAGEY___7_

:e 7-275-6

:e /

,5G A

I



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 71
Company

2~ooe5

WBN
AI-9.15
Revision 11
Page 26 of 33

Date _ -/-__

Sheeta of
Unit -4"4-

Report Tracking No. 9_-___
Type Code Symbol Stampb -/If

Authorization No. b vl,4,oe;-.-r

Address
S/'R"A/6 CI/) 7V t. Expiration Dateb I - -

City and State
4. Identification of System O 62 5oE C-/A ;Z
5(A). Applicable Construction Code 4/1S 1923

Edition 19,#. i973 Addenda A;t A1t// 7-27 -7e
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 IF/'l1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
)0 ,P Y4~d ý .2 -/v ACU C / f ASX/e&,1 7 -Z -'lc' a 1,7k wA f
4Lr~F 44

6(B). Name of Manufacturer b/A A'• 7-.27-,F6
Address of Manufacturer (if known) -/1 e'' 7-27-Fd

6(C). Manufacturer's Serial Number /-er./ 72;-,F6
6(D). National Board Number (if applicable) A/d '-1.r*
6(E). Other Identification (subassembly number, heat number, etc.)

V/AL- e-e/ 7-Z7- 0
6(F). Year Built V1- /1# 1 -A 7-V
6(G). Repaired 0 Replaced Oc Replacement,
6(H). ASME Code Stamped Yes 0 NoX
7. Brief description of repair or replacement work performed.

'9p44-,l: &9 -S lJ f Od9?Jý-/ .~ ,- cv o- AO•/73?Se

8. Tests Conducted: Hydrostatic 0
Nominal operating pressure 0
Pressure - psi

9. Remarks:

Pneumatic 0
Other 0

Test Temperature A'1,; -F

(N/d) Applicable manufacturer's ata re orte to be attached.
7_ Responsible Engr v //c//4 -

Or~gnization
ANII /ý3, /•-

Date 7-.7-&

Date ///ZA/i
aSheet Nos. filled "' '- • .ing and Diagnostic Programs Branch. 50
- ..... -Ore O F- --, . -

dReplacement (modification). 
- WP - -/eWhen required by Construction Code. PAGt7Y23 OF

/-, /o A 0 0o0



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date 7-.2 7- Fo
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit ,,, / 7.°'/.

Report Tracking No. 9-/7& .jyl3. Work Performed by: 7'/V,4 Type Code Symbol Stampbf/_Company

/00 90X 2000 Authorization No.b ol* ,-A7-7
Address

ZadfZrV6 CITY. 7%'. Expiration Dateb •2•,ee 7'..-FV
City and State ,, 7-- P44

4. Identification of System 001-2 q4sA. C24 6s6 gýZ
5(A). Applicable Construction Code A/." 19 73

Edition 4,,ve /f7- Addenda Z/÷ ed/ 7-• ,-ý
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 Wi991
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P, E*p'o 62 -2 I-L/c -:f2/3 f//Uj a721?-; • /9,

6(B). Name of Manufacturer A/4 e/ '?-ft
Address of Manufacturer (if known) % l-

6(C). Manufacturer's Serial Number A/4/1 * -,-,y
6(D). National Board Number (if applicable) 14'•eC 7.4•-,P
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built !t4 " >,-
6(G). Repaired a Replaced Oc Replacement •d
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

Ac c/,' ff ed -by tL-,d)/&QL "C 971.7"A/ OCAI/ - ý'72j 9

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 Z-•r•
Pressure / psi Test Temperature -/' OF

9. Remarks:

(P/4 ) Applicable manufacturer's ata, rporte to be attached.
•ez Responsible Engr A/Z/ / "' Date 7-2?-

Organization

ANII /___--
_______ Date //1"O

aSheet Nos. f4'-A.47 by Testing and Diagnostic Programs Br=--hX" 'E OF '
d - .. .- . .. P". . . ..
dReplacement (modification). wr ._ (17
eWhen required by Construction Code. PAC, ..-



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 711/4

P. -&, 2 Ono o-p-,y Authorization No.b -
Address

•7'A'"/5 f,7-)'. 7;-WAl. Expiration Dateb A1 fe*/ 7-27 -f
City and State

4. Identification of System 063 /6'2 C/ASS
5(A). Applicable Construction Code 4/5• 19.73

Edition -Tve- /97•3 Addenda %A•A'9# 7- 7-F6
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 Wi/qti
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
'a 0

-Z - /op/4 U '~C /-F'/ 72e'9' Y/0 A'a 0k

6(B). Name of Manufacturer 1 ,44/ 7-..f•j
Address of Manufacturer (if known) -A415o 2 7-;F

6(C). Manufacturer's Serial Number A 7 0
6(D). National Board Number (if applicable) 'Xil-,6. uj7-to
6(E). Other Identification (subassembly number, heat number, etc.)

7-,2-fe7
6(F). Year Built ý/IA f'-/e 7-A7 -J-f
6(G). Repaired 0 Replaced Oc Replacement od
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 7-2 7- -F

Sheeta 0 f
Unit .... I7..

Report Tracking No. 1-/OLZZ
Type Code Symbol Stampb _ y_ ., . -Vd

8. Tests Conducted: H:
Nomin
Pressi

9. Remarks:

ydrostatic 0
al operating pressure 0
ire v r ;-,°Psi

Pneumatic 0
Other 0 7

Test Temperature _4 °OF

(v/A) Applicable manufacturer's atare orte to be attached.
Responsible Eng 9 /7• .

Organization

ANI I /,~
aSheet Nos. filled in "" m--. and Diagnostic Programs Branch.

dRe;lacement (modification). \v r . 'P 6
eWhen required by Construction Code. PAGEOFAGEAL

Date -

Date /_i____'•

e73 3A-(

_ _ O F ----

fe
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM IIS-2 ATTACHMENT

1I. (Owner) TENNESSEE VALLEY AUTHORITY D

Nuclear Power

ý2. (Plant) Watts Bar Nuclear Plant s
p. O. Box 2000 S

Spring City, Tennessee RepoU

7-,v1A
3. Work Performed by: - ompany

Company
Typeh.r Code

ate / I- '2"96

heeta - of -___-- c

nit ?0 -4 /1, 1/90

t Tracking No. -

Symbol stampb ,V17A?0

zion No~b ,4;d 6 J ,/z9
__ /jv9

;,Z• .. '•'/,A• OT zqe it"VV'5•~ Expvirzation Dateb J117/fe
Address .b

.12rd' ?}Y Expiration Dateb-ý

City and State C5 NA

i4. Identification of System 
197- c2'e

Construction Code __ 19..-•5 5(A) -ApplicableAdea

Edition 
7 9? ddenda7

p^ 5(B). Applicable Edition of 
Section XI utilized for Repairs 

or

Replacements 1980 --
pacitI

•), 6(A). Name of Component(s) and description 
(include size, capacity,6(A) Nam aof n ienification) .. •/ufi /

material, and location 
as needed to aid in ientification)

.• • .••i 7 ............... .............. ... ... .... i A / .•

w'0 40L L kZA' 7Ay

7-6(B). Name of Manufacturer 
....A A1, 1 A

Address of Manufacturer (if known) - W)N" .a) ." o

Manufacturer's 'erial Number A1,9
[•6(D). National Board Number (if applicab.-le) r,

6(E). Other Identification 
(subassemblynumber, 

a er, etc.)

1-1v-ý4147 llzl ,a 1

6 (F). Year Built 7-'/' ' " A -- . . . . l

6(G). Repaired 0 Replacedl Replacement

6(H). ASME Code Stamped Yes 0r No

7. Brief description of repair or replacement work performed.

g.XP Id- 
ltq -P.7-C- '977 AC;_-'-----

8 Tests Conducted: Hydrostatic 
Pneumatic 0

~8 Tests Nominal operating r rss)Ir 0 Other 0[

Pressure • Test Temperature

9. Remarks: ... ... .. .

Applicable manufacturer's dt • Ort o be attached.

Responsible En Or a ization

i2&,~i/4___Date 11.J

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate 
holder

cReplaced (like or dquivalent).

dReplacement (modification).

eWhen required by Construction Code. 
PAGGE W\OF



APPENDIX D
Page I of 1

SUMURY REPORT-FORK NIS-2 A!TACMIUT

1. (Owner) TENNESSEE VALLEY AUTHORITy
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBR
AI-9.15
Revision 11
Page 26 of 33

Date //-7-

Sheeta of
Unit 1 04

3eport Tracking No. -&-//.l13. Work Performed by: VA Type Code Symbol Stampb 4g,ýf _
P. 0O e ; 0 1 o Company Authorization No.b

Address
SPRI14& CITYe, TN1 

Expiration Dateb 19City and State4. Identification of System -e; Fa) AS E-.CLAS .5(A). Applicable Construction Code- A rS,Edition -- UEe 1973 Addenda A//A j AJ--a5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980- •VI96(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Hanufalcturer U'VAddress of Manufacturer (if known) SPFtAJC. Carr,3 r.6(C). Manufacturer's Serial Number A., JI9D60D). National Board Number (if applica-ble) -O/A er.a -,-46(E). Other Identification (subassembly numbear, heat number, etc.) ..i__i-•-o
6(F). Year Built SO C-,A~

1 /~,/9776(M. Repaired o3 Replaced Cc Replacement IF~6(M. ASME Code Stamped Yes 0 No-7. Brief description of repair or replacement work performed.. s 7;1 u-b s o op7zOT - IW g .. . -,
8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 1 Other 0 V ,-6O9. Remarks: Pressure -- psi Test Temperature j /. F

(M/I) Applicable manufacturers data reporte to be attached.) /-v..'-6 •.....Responsible Engr•M= 
,-A#C Date 'V Organization

aAIl • -I. - Date 1 _•2'Sheet Nos. filled in by Testing and Diagnostic Programs B 814
bFor work performed by certificate holder W - ) 14Cd eplaced (like or dquivalent). , - ý t& O F . -P f•dReplacement (modification) PAG F• 

.eWhen reauirpd bv rnntrl-n rn1ý

, I



APPENDIX D
Page 1 of I

SUMMMAY REPORT-FoRm NIS-2 'IAMCM

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBNAI-9.15
Revision 11
Page 26 of 33

Date C/.- - 1-O

SheetS __ of_ Unit _ -1 -

eepot Tackng No. ?&4-/.
3. Work Performed by: TVA Type TraokiSymb No.tampb _

Company
Address Authorization No~b

SPRING CITYI-, T•4 Expiration DatebCity and State
4. Identification of System ASIIE-Cj_&
5(A). Applicable Construction Code -_-__"_--'_Edition -AyIIII 1273 -_Addenda 'I?,5(B). Applicable Edition of Section ,I utilized for Repairs orReplacements 1980-wIqpr6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE-5UPh9Ar1' 4 ! fe~1/-/-6/ 7'- AZ ýwh , . J&
6(B). Name of Manufacturer TI/AAddress of Manufacturer (if Imown) S-.6(C). Manufacturer's Berial Number -'04/" • •T"•Tp..6(0). National board Number .(if applicable) ./A -6M. Other Identification (subassembly number, heat number, etc.) _.4_'-U-•o
6 (F) . Year Built -Se-I /A/e.S7XI / 77.6(G). Repaired o Replaced DC Replacement6(H). ASME Code Stamped Yes 0 No 97. Brief description of repair or replacement work performed.'M.-7-• L•-•---b S u T - .. ~toc.. P 1 med. -~~4
8. Tests Conducted: Bydrostatic n Pneumatic 0Nominal operating pressure 0 Other 039. Remarks: Pressure & psi Test Temperature &/Aro OF

(ml/A) Applicable manufacturer's data reporte to e ataced).•-&-0o Responsible Engr >"----" / 6=4.r-a. Datea.
Organization

ANII - Date ia :•CaSheet Nos. filled in by Testing and Diagnostic Programs B *anc'8 14 9bFor work performed by certificate holder 
__"_I__cReplaced (like or dquivalent). .-

" JOFdReplacement (modification). t 1- ' --P""



APPENDIX D
Page 1 of 1

SUMMARYI RPORT-Fain NIS-2 ATTACHMENT

1. (Owner) TEI'ESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -TVA

WBN
AI-9.15
Revision 11
Page 26 of 33

Date

Sheeta of
Uni t -

Report Tracking No.
Type Code Symbol Stampb ./.hl

-P. O. Rox v2_000 AuthriztionN,.Address Iuh r z t o ob dA ••/--

SPRING CrFY, 774 Expiration Dateb ,6 , --
City and State4. Identification of System '3 rlw) ASME-c4ASI A5(A). Applicable Construction Code Ar-.S, 123L..Edition J0!e 171 - Addenda 4/A >, 1/-e --95(B). Applicable Edition of Section XI utiliized for Repairs or

Replacements 1980- w pI6(A). Name of Component(s) and description (include size capacity,material, and location as needed to aid in identification)Pgp£ 3upp'nir•j" • 4"14f•/ -/-/J/,C /7"-/O-'•" Lip AZ /2P
_.PE5 -- P #Z*rf 47 4 1-7~

6(B). Name of Manufacturer 1/
Address of Manufacturer (if known) Sp-rT. rw6(C). Manufacturer'. Serial Number A-J/A a-e -~ I6(D). National Board Number (if applicable) Pdt/A •/1-1.- In6(E). Other Identification (subassembly number, heat number, etc.) .

6(F). Year Built -4;: INS Amb 19276(C). Repaired 0 Replaced M Replacement p6(H). ASlE Code Stamped Yes 1 No,)7. Brief description of repair or replacement work performed.

_ /VL

8. Tests Conducted: Hydrostatic D Pneumatic 0
Nominal operating pressure 0 Other 0

9. Remarks: Pressure Z ". psi Test Temperature ei2

('/A) Applicable manufacturer's data .re.rte to be attached.- 9- 0- Responsible Engr ;6- /'1I"-AP. Date LZ--7/
Organization

ANII~
'Sheet Nos. filled in by Testing and DiagnosticbFor work performed by certificate holder
cReplaced (like or iquivalent).
d~eplen rqieb(modification). O-F.
eWben required by Constructin pC6h1r

Date A

Programs Branch.

5 E 5814 -1
600 -t
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APPENDIX D
Page 1 of 1

SUMMARY IMPORT-FORM NIS-2 AtTTAC1MZ

1. (Owner) TNmESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date

Sheeta ofUni t 1,1--- /

eeport Tracking No. ZO-•JI'3. Work Performed by- CTVA Type Code Symbol Stampb 44 " .1
P.A. Bo d 2 Authorization Nofb 9,

S•IRNG Cir',,- T-- Expiration Dateb /_
City and State4. Identification of System 63 t ACLA5(A). Applicable Construction, Code A 11-1 l9Z3Edition iuv~e t973 Addenda A/5(). Applicable Edition of Section XI utili'zed for Repairs orReplacements 1980-WIqp6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE 

.5 ý'- k ii & -,d i': /a 1 dl/
- E- _ -.-7 3 P /OP - " I- 0 •

6(B). Name of Nanufahturer _-Address of Manufacturer (if kown) SPAtNA C17y. Td.6(C). Mamifactnzrers Serial Number ) ) -6(D). National Board Number (if applicable)6(E). Other Identification (subassembly number, heat number, etc.) kw.w ± 4-f0
6(F). Year Built eg-r :7,
6(C). Repaired 0 Replaced 0i Replacement6(H). ASNE Code Stamped I Ye 0 No R7. Brief description of repair or replacement work performed.

8. Tests Conducted: Nydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 ))_V10

g. Rerk: Pressure o h. -16psi Test Temperature O F

("NA) Applicable manufacturer's data reporte to be attached.S'J-4-7o Responsible Engr A /I•'IA -AJC- Dateatae"
(Organization

aSheet Nos. filled in by Testing and DiagnosticbFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification)

.... .... t -( O F

Programs Branch.

"- PAGE 2'S
. -I.,J

Flo



APPENDIX D
Page 1 of 1

SUMAR REPORT-FORM NIS-2 ATT!ACH¶ET

1. (Owner) ETENSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
rq m~ m

WBN
AI-9.15

Revision 
11

Page 26 of 33

Date _/-/D- •

Sheeta of e0
Unit t jH/.' o

Report Tracking No. -• f__A
Type Code Symbol Stampb & •J--e

_P.o RBo 20o6 )0v - -.A0ddress Authorization No.b
SPRING CITYr 7N Expiration Dateb

City and State4. Identification of System _03. F -AS EcLAS ,5(A). Applicable Construction Coda Alsc, 19.U_Edition d-jv~ 0973 Addenda P.41A N-4-750). Applicable Edition of Section XI utili'zed for Repairs orReplacements l980-WIqp,6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE ppc.JrvaT-, 4 2d .6 -J3) /7 "~ Z~
60B). Name of Manufacturer _TVAAddress of Manufacturer (if known) 5PRu_. Crry. Trm.6(C). Man"facturer's serial Number A/ V/, o60D). National Board Number (if applicasle) ~/a t.6(E). Other Identification (subassembly 2nnber, heat number, e
6(F). Year Built 

D J5776(G). Repaired o Replaced M Replacement6(0). ASM Code Stamped Ye 13 NoU7. Brief description of repair or replacement work performed.
)ZAJ~TA /L~ Z Aw-~~ i'4 Aj -rIII

8. Tests Conducted: Bydrostati 0 Pneumatic 03Nominal operating pressure M Other 09. Remarks: Pressure N&/A M4 )'H-f_ psi Test Temperature /4 "F

(N/A) Applicable manufacturers data reporte to be attached.>. a 1/-4- 6 .Responsible Engr ____ _._/__ _ _ __ _Date /__--74
Organization

ANII 
Date 1AZ/Z>Sheet Nos. filled in by Testing and Diagnostic Programs B 81 4bFor work performed by certificate holder 8 14 1cReplaced (like or dquivalent). "- WpdReplacement (modification). YJA .

e~~hpr~ -P ii r-



APPENDIX D
Page I of 1

SITARY REPORT-FORM NIS-2 AT'ACH?=T

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: IVA
P.O. ) Authorization No.b

SPRING Ciry, -4 Expiration Dateb  ,,
City and State4. Identification of System - i1 w A-,rv1E-CLASS L5(A). Applicable Construction Cods A2.S/•

Edition -juJe 073 Addenda Ad. -. 0i(-~5(B). Applicable Edition of Section ZI uitilized for Repairna orReplacements 1980-wi"qa6(A).Name of Component(s) and description (include size, capacity,material, and location as needed to aid in Identification)PIPE 5 UPPrf 4 7,4 401 -d1 in identi ft'on)

6(B). Name of Manufact-'- /AAA•dze of Manufacturer (if known) SPAk C, Th.6(C). Manufacturer's Serial Number .6(D). National Board Number (if applicable) /// -•-O6(E). Other Identification (subassembly nmbler, heat number, etc.)V -U
6(. Year Built 

19 Z-76(C). Repaired 0 Replaced EF Replacement -6ME. ASHE Code StampedI Yea 0 No if7. Brief description of repair or replacement work performed."is Il~eq --0 7- 09AE er PUz 0 e_ e'4~ AO1 'Ar, A
8- Tests Conducted: Bydrostatic 0 Pneumatic.0

Nominal operating pressure o Other 0Pressure z/ w*j,( --?0psi Test Temperature air9. Remarks:

(m/A) Applicable manufacturer's data reporte to be attached.
>v~ ' OResponsible Engr rd&6An4 -N/ Date 7 -

" Orgmnization

AI-9.15

Revision 11Page 26 of 33

Date //-•--,

Sheeta of

Report Tracking No.Type Code Symbol Stampb 4/,1AA,,j-4-41

* ~~ANTI I .- - DateaSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder wp E 5 8 14cReplaced (like or dquivalent). 
.P 5 4-%eplacement (modification) P AGE t LOF PAGEi 7I ..evhpr 

)p

N



APPENDIX D

Page 1 of 1

SUP! t&1 REPORT-FORM NS-2. AMICHPENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

AI-9.15

Revision 
11

Page 26 of 33

Date /-4-5

Sheeta__ o____ of$Unit .. I H .

Uniot ofckn No. __-_P,3. Work Performed by: _7VA Report Tracking No. e d b S pY

JP. 0._ Bo ie .2 0111)Company T Code Symbol StampbA ),d4LY0

A r 0, BO• 200Authorization No b 4ý- -

Address

Cirty, S-at Expiration Dateb A
City and Stateý 

W &
4. Identification of System - -Fi SME-CLA"SS5(A). Applic.ble Construction Code A1.5 192Edition dUiJE I07'3 Addenda -.- - -5(B). Applicable Edition of Section .. utili'zed for Repairs orReplacements 1980-Wqpo6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

7(s ) .
--" ------6(B). Name of Manufacturer t1/:Add aen of Manufacturer (if known) SPA•INJ Cir.T6(C). Manufacturer's Serial Number AJL4.. i,•-,..6 .6(D). National Board Number (if applicable) '/A1"1-A-6(). Other Identification (subassembly number, heat- number etc.) -d i • -4-6M.) Year Built , S1AM7 1 A1.5 T&J

6(G). Repaired a Replaced Me Replacement .Q6(H). ASNE Code Stamped Yen a No H7. Brief description of repair or replacement work performed.
Z> 0  op /4-...........

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure o Other 0Pressure 6V psi Tent Temperature Z *F9. Remarks:

(N/A) Applicable manufactureras data reporte to be attached.?-' W Responsible Engr 2-i ScM•,//' _,4d ,' Date 7
Organization

ANII . Date t..-2_Q-aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder - = 5CReplaced (like or dquivalent). OF ) "h h8 4dReplacement (modification). PAGE PAGE.' '2- -e•p PAG .?n,

-0



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTAcMnrn

1. (Owner) MENESSEE VALLEY AUThORITy
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 'TVA

AI-9.15
Revision 11
Page 26 of 33

Date 4-!00

Sheeta of
Unit 90

Report Tracking No. •-/'Type Code Symbol Stamnb•,•••__

_P. O. Bo, 2 00 0 ua mpany-• - '-. . . r-,,Address 
Authorization No.fb

SPRING CiT•v, 7"4 
Expiration Dateb

City and State4. Identification of System t3 FW E'CLAS5(A). Applicable Construction Coas AT.SrEdition IVNF- I173 Addenda ,•/A 2 /5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-WIWqp6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)Pip SUFPO"A7-0t - -  / U h I

6(B). Name of Manufactur' 7-VArddress of Manufacturer (if kown) .r6(C). Ma n du'-c-r-"- Berial Number-tdydro t
6(D). National Board Number (if appicable) t4,&/A.6(E). Other Identification (subassembly umber, heat number etc.)
6(F). Year Built es se -L pTe e r-6(G). Repaired o Replaced IF Replacement ~6(H). ASE Code Stamped Yes 

__
7. Brief description of repair or replacement vork performed.

v4s7 -&v ~ --• ..... q ~J "7--/i Uat !/-

8. Tests Conducted: HYdrostatic 0 Pneumatic 0 1Nominal operating pressure o Other 0 1,9. Remarks: Pressure iz.L~ psi Test Temperatu~re *Afýr all

(N/A) Applicable manufacturer's data reyret beeattached.
>-^.a '- 4- 90 Responsible Engr )7~Date 

11-4-9dOrganization

AMIl ,,- . Date t2 - )C3aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). 
58 1dReplac- (modification). p No-o PAGEA•E: ..-

eWhP, wrl nwfrn4-, .U- P k

)



AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATIAcHMZMT

1. (Owner) TENNSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA

Date 1/-4-70

Sheeta of -0
Unit L , ,j,•-

Report Tracking No. ZO-//Type Code Symbol Stam1)b../j4--A

Company Authorization no. b /4 -h-"
•P•iNG Addres Ts1 

Expiration Dateb
City and State4. Identification of System d 3. • w - cLAs .-5(A). Applicable Construction Code A_,_____19.U

Edition _JjVeNF*ipJ173 Addenda Al/A , •-/--05(B). Applicable Edition of Section nI utilized for Repairs orReplacements 1980"W19pI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)U -'f d -f - J* ,

O 6(B). Name f Manufacturer
Address of Manufacrer (if known) Splan Crr.T.6(C). Manufacturer's fBerial Number iV)A JiW

00D). National Board Number (if applicable) '/)-t.JJ-,96(E). Other Identification (subassembly number, heat number, etc.)--
6(F). Year Built SuooAQ= 1ij AL-Ub / 9P-76(G). Repaired 3 Replaced EC Replacement6(H). ASME Code Stamped Yes 0 No a7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic
Nominal operating pressure 0 Other 0Pressure /Ad J)-.-46 psi Test Temperature OF9. Remarks:

(NA/) Applicable manufacturer's data report- to be attached.)%,41 .,-9o Responsible Engr 7_9Z04/ A e --AC-. Date 2 g
Organization

ANII 
Date •.-2_haSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent). E_58 14_-_dReplacement (modification) OF W E4

eh E %AEMI~, __

f



APPENDIX D

Page 1 of 1

SM1Mi REPO~r-FoRM NIS-2 ATTACHNENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WRN
AI-9.15
Revision 11
Page 26 of 33

Date / -. L- &

Sheeta of

3eport Tracking No..50-/'/3. Work Performed by: VA Type Code Symbol Stampb _
P. 0. Box Y Company Authorization No.b

Address
MPRING C1TiY. T-F Expiration Dateb

City and State4. Identification of System 21 2FQbs AS-IE-CLASS .2.5(A). Applicable Construction Code' _

Edition Awn 0973 Addenda A/A t /v-S-o5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-wiqP/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer TA
Address of Manufacturer (if known) 5PRIAr& Cir . T.6(C). Manufacturer's Berial Number Ada& A-- //.-r7o6(D). National Board Number (if applicable) 14/A ,-.-'-.6(E). Other Identification (subassembly number, heat number, etc.) •

6(F). Year Built -UP-PO MOZE D ----7-76(G). Repaired 0 Replaced -r Replacement Xd6(H). ASME Code Stamped Yes a No ;7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 other 0
9. Rerk: Pressure WA Ing v-.--6 psi Test Temperature I

(N/A) Applicable manufacturer's data reporte to be attached.Responsible Engr _4_-___ A10-_ Date _ _-s-__ Organization

ANII ,<. Date _/____

b.et mos. filled in by Testing and Diagnostic Programs Branch
bFor work performed by certificate holder Wp :_ (ranch.cReplaced (like or dquivalent).dReplacement (modification). PAGE OF ,. -,e~frni 

i

70

•B



WEN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 A=IACENN

1. (Owner) TENNESSEE VALLEY AUTHORITY Date V'/- -
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta - ofSpring City, Tennessee Unit 1 'M

Report Tracking No. '-/933. Work Performed by: IVA Type Code Symbol Stampb dy/hw -6-5b

P. 0 .B Company Authorization No.b
Address

SPRIG CITYr -•N Expiration Dateb 11-4-16
City and State4. Identification of System _94 ASZV1E-ci-AS A5(A). Applicable Construction Code - A_.__ 1_____Edition AVNI! 1173 Addenda UI/A 1 /1--,905(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980-WIqpI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE SUPPOATf/021- - 910-JId /1AA 0 o- d 8&074-bi11 .jcC7AIS
24. 6 '- 7 j""e P6Z. T-o r6(B). Name of Nanufacturer 71A

Adidress of Nanufacturer (if known) 5PRIAI& C1ir 1 Ta.6(C). Manufacturer's Serial Number -jL/ &4 /-6-706(D). National Board Number (if applicable) "1/A (.-76(). Other Identification (subassembly number, heat number, etc.) z &-'
6(F). Year Built "5p ox-7 i n'o?-6(0). Repaired a Replaced -C Replacement pd6(H). ASNE Code Stamped Yes 0 No W7. Brief description of repair or replacement work performed.Ai d.A-7- 

44At 6 _-
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 Or9. Remarks: Pressure N9A .J-&-?opsi Test Temperature 4 A F

(m/A) Applicable manufacturer's data reporte to be attached..M -G.-?o Responsible Engr &•• - ,..- Ne Date //--•
Organization

ANII dDate
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or dquivalent \64L0f GE-'_'WdReplacement (modification). AG %air--
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SMMhnREPo r-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date I/-e-W
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta  of
Spring City, Tennessee Unit - -

Report Tracking No. )-/93. Work Performed by: .. A Type Code Symbol Starpb " .&-?6O.o~~Company

A0d d20ress Authorization No.b
-5pp Address

_?RING C/r-c 7w Expiration Dateb
City and State4. Identification of System y4 • A5tE-CLA•S .5(A). Applicable Construction Code A1.S,- 192__

Edition •JQe, 1073 Addenda _JIA ')•,/-6-905(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 19B0-Wiq'p/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE SUPPOArI, 01-1-76-101,~ C.L / 

rf-: J C/.iu o

6(B). Name of Manufacturer T
Address of Manufacturer (if known) .PReAI& Cirr, T.6(C). Man facturer's Serial Number / =A -'6 ).National Board Number (if apliabe)'IA

6(E). Other Identification (subassembly number, heat number, etc.) N&w _-

6(F). Year Built - jtybý ý '1276(C). Repaired [ Replaced Oc Replacement pd6(g). ASME Code Stamped Yes 13 No 27. Brief description of repair or replacement work performed.-- oe7- re Aldýe4 IAS-4ar6-/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0

9. Remarks: P s 1-(-- psi Test Temperature OF

(N/A) Applicable manufacturers. data reporte to be attached.1i ,j-•-9o Responsible Engr )2n,•4 •iA w .i/4-•e. Date .J-4-M
Org ~zation

ANII /2"t Date _____/

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder -%ip 
____-6_7 _

CReplaced (like or dquivalent). 1Jj 1'dRepacemt (modification).GE :

ePAG. UAG..AZ..



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
p n u... difl

WEN
AI-9.15
Revision 11
Page 26 of 33

Date //-,-7 -

.. . . & . U u S h e e t & - - o fSpring City, Tennessee Unit 1 ,___/__-¢o
Report Tracking No. YV-1/9,3. Work Performed by: -TvA Type Code Symbol Stampb 4A_0_1-4--rCompany

P.O. BOY 2000 Authorization No.b L/A ft //-1-10

AddressSCNG CiTY "T' Expiration Dateb /b --
City and State4. Identification of System 9-f• •F.& AStIE-CLA5S 95(A). Applicable Construction Code A 1.t 192..

Edition JUN 1VF 73 Addenda g4/A " j/-.o5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980- W I9fI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
P-/_ 

1- /o - /. 5-0 -' & 4JiA Z. 0' cL a2t.
6(B). Name of Manufaciurer =V/A 

.Address of Manufacturer (if knovn) 5 Pgjy& Car, TH6(C). Manufacturer's Serial Number A-'/Ag J,• o •-6(D). National Board Number (if applicable) i'd/A &z i_•-6(E). Other Identification (subassembly number, heat number, etc.) A .d/1

6(F). Year Built sarpy- j- - -9_76(C). Repaired 0 Replaced DC Replacement Xd6(M). ASME Code Stamped Yes 0 No &7. Brief description of repair or replacement Work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 13 Other 0

9. Remarks: Pressure .i •- -Opsi Test Temperature • "F

(N/A) Applicable manufacturer's data reporte to be attached..>" -',-6-90 Responsible Engr 
0 S-/A_•_• / ,-t/ Date .

Organization

ANII ," Date J///IJ3Jj'

eeroa. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). 
" •LZ44 6-/-dReplacmn (modification). PAGE \O F' h w l

8
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APPENDIX D

Page 1 of 1

SuMJMR RPO~r-FORM NIS-2 AT-cmqTnT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date j)-4-5FO
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta ofSpring City, Tennessee Unit t- ///--- o

Report Tracking No. .Z-/43. Work Performed by: -TVA Type Code Symbol Stampb A/•md -i-z

P. 0 Company Authorization No.b
Address

SPRING CiTr, 7H- Expiration Dateb IA
.City and State4. Identification of System 924._xFbs -ASME-CLAS a55(A). Applicable Construction Coae

Edition -wvNe T1,73 Addenda JJ/A -5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-wiqp I

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
PIPE 5VupplotIT-F 116 4- / - Ie 9/-2 6#W6 2 d 4.0

6(B). Name of Manufacturer -W7
Address of Manufacturer (if tnown) SP#~iA1N Cirr. T.6(C). Manufacturer's Berial Number ia •,4  / /s--O6(D). National Board Number (if applicable) _L4A ,u t.--%o6(E). Other Identification (subassembly number, heat number, etc.) 114.-9V

6MF. Year Built .5 0", 10J R.-T oic, 4 -'6(G). Repaired a Replaced CF Replacement6(H). ASNE Code Stamped Yea 0 No)7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic aNominal operating pressure 0 Other 0 J14Pressure m--g. psi Test Temperature I eF9. Remarks:

(N/A) Applicable manufacturer's data reporte to be attached.•, ,j-(,-•0 Responsible Engr .-)_,-.(,• ./ ,",--'J. Date L3-V
Organization

ANII ____________ Date ______baSheet Nos. filled in by Testing and Diagnostic Pro ram Branch.bFor work performed by certificate holder _ 0  &CReplaced (like or dquivalent)...frbl O.
dReplacement (modification). PAGio
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FOmR NIS-2 AT&CEmqENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date I2-e-9O
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta  ofSpring City, Tennessee Unit of I

Report Tracking No.'3. Work Performed by: . M Type Code Symbol Stampb -Company

P.O. Bog 2000 Authorization No,b
Address

SPRI1G Car.v- '54 Erpiration Dateb 6-7City and State4. Identification of System --9-4. .z S -A5MF-cLA-s P5(A). Applicable Construction Code A_____r.______
Edition JVNE 1973 Addenda )v/ 4-705(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 9a0-wi9qpi6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE :SUPP6Afk-r/ 4 -/-L?0/e~4f <;.2'/ "h2zd 9-

4~ 71, 7016~ -6(B). Name of Manuftcturer TI/A
Address of Nanufacturer (if known) 5PRINAC~ CITYJ T6(C). Manufacturer's Serial Number 

11/t g /-6-106(D). National Board Number (if applicable) ?I/A _6(E). Other Identification (subassembly number, heat number, etc.) .

6(F). Year Built- - 9 76(G). Repaired 1 Replaced De Replacement6(H). ASME Code Stamped Yes 1 No M
7. Brief description of repair or replacement work performed.

10 . )o A-, D 
O4 j~ ~'r -j

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 0 -61
Pressure W psi Test Temperature .1/i9. Remarks:

(NlA) Applicable manufacturer's data reporte to be attached.•-•'-.o Responible Engr •a I -A•rYod A-ACI Date //--O
Organizaton

ANII /'. Date ////zlaSheet Nos. filled in by Testing and -ago-- o BranchbFor work performed by certi..,ate[• , •.der
cReplaced (like or dquivalent).
dfleplacement (modification). OF~ .i+:26eWher r~m7r~,irp~



AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMEM
1. (Owner) TENNESSEE VALLEY AUTHORITY Date /I-(-Fo

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheets' ofSpring City, Tennessee S--t -
Report Trackin o3. Work Performed by: • Type Code Symbol Stampb _

CompanyP.O. BRoxe P 0/ Authorization No.b _
Address

SEPRING cirly 7N- - Expiration Dateb LCity and State4. Identification of System _gq4 .r- ASM E-CLA.SS 92S(A). Applicable Construction Code_ AX153 19.LLEdition dU- e 1?73 Addenda &/A ( 1-95(B). Applicable Edition of Section Zr utilized for Repairs orReplacements 1980-wiq1j6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
P!IPE :SUP? Q i7-'", wia A

6(B). Name of Manuficttirer TAddress of Hufacturer (if known) SPBAIN& Ciry1 Tl6(C). Manufacturer's Serial Number_.. . . . -- :6(D). National Board Nuber (if plcbe i/A,.. - -96(E). Other Identification (subassembly number, heat number, etc.) .
6(F). Year Built JP#'ie.7, iEb J7F76(G). Repaired 0 Replaced Dc Replacement pd6(H). ASME 'Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic a Pneumatic 0
Nominal operating pressure 1 other 0

9. Remarks: tp rese -7 psi Test Temperature • F

(N/A) Applicable manufacturer's data reporte to be attached.V)w. "/-6 -.7 Responsible Engr o SA4*,./ # -01 -,. Date -/-C
, o . Orgization

PAGE OF 6 DataSheet Nos. filled in by TestM and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent). W ..dReplacement (modification). 
PAGE...
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APPENDIX D

Page 1 of 1

SUMAlRl REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date &/-6-70
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta  ofSpring City, Tennessee Unet of 7--Unit 4 S /p/5 0

Report Tracking No. Y0-/f3. Work Performed by: TVA Type Code Symbol Stampb A(& --
P.O.Bov Company Authorization No.bAddress
SPRING CITY, TI"4 Expiration Dateb

.City and State4. Identificatio of System 94-r-c-cs A 511f-ctAss a-5(A). Applicable Construction Coae Al1.S/,Edition iUyg 1173 Addenda _/1 , -5(B). Applicable Edition of Section XI utililed for Repairs or
Replacements 1980- Wqp/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identificati
_ - 1 -.

9, 1'.
6(B). Name of Manufaurer 1/Address of Manufacturer (if )Mown) 5PRI& Csirr, Tpl.6(C). Man:facturer's Berial Number -- &.,IA6(D). National Board Number (if applicable)-------6(E). Other Identification (subasseably umbe) , heat umber', etc. ) 4•.-j

6(F). Year Built " / 76(C). Repaired 0 Replaced DCr Replacement6(M). ASNE Code Stamped Yes E NOg7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 0
9. Rerk: Pressure a psi Test Temperature .4_/w OF

(N/A) Applicable manufacturer's data reporte to be attached.?>V I-6-q'6 Responsible Engr b _ Ua__/ LAiU_ Date zlje

A EO Ors yiization

PAGE F___I -/-A,•- DateaSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or Equivalent). 
WP -dRepla-ement (modification). 
PAGE..--h. .



APPENDIX D
Page 1 of 1

SIUfARY REPORT-FORM, NIS-2 ATTACH?=N

1. (Owner) TENNESSEE VALLEY AUTmORIT
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 2•VA

WEN
A1I-9.15
Revision 11
Page 26 of 33

Date //1-4-0

Sheeta of
Unit Takn No.f9 /Report Tracking No-. -

Type Code Symbol Stempb • . o

P.O.Bog P-vo UAuthorization No.b y__
Address

SPRING Cirri -F Expiration Dateb
City and State4. Identification of System __9ýf -AS EL e5(A). Applicable Construction Code _QA_)S

Edition J NE i?73 Addenda Ad/A , -4-'o5(B). Applicable Edition of Section XZI utilized for Repairs orReplacements 1980-wiqgp6(A). Name of Component(s) and description (include size, capacity,material, and location as needed eo aid in identification)
PIPE 

1.0 '6- w oo 42.6 ii f29A54, 7/,%~~~ 7'e 04b Tja,
6(B). Name of manufactuzrer -TI/A-

Address of Manufacturer (if ktnown) 5prgujy&.CIT-T6(C). Manufacturer's Berial Nmber 41.+ )* 11-4_6(0). National Board Number (if applicable) 'IAMA6(E). Other Identification (subassembly number, heat number, etc.) •.LL-,o-%
6(F). Year Built 29" 10 /9', P 76(M). Repaired 0 Replaced De Replacement Vd6(H). ASMt Code Stamped Yea 0 Xbo 07. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 
Pneumatic 0

Nominal operating pressure 0 Other 0
9. Remarks: Pressure & psi Test Temperature &_C - "F

("/A) Applicable manufacturer's data rpeorte to be attached.>0 1-'--fo Responsible Engr 4ý7 -ha S A, 4JC/ Date .
Organization

PAGE e OF / (3. Date IL/2P
Sneet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or Aqulvalent). 

WP .
dReplacement (modification).



APPENDIX D
Page 1 of 1

SUMMARY REPO~r-FORN NIS-2 ATTACMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -TVA

P. 0. BoY 2 Authorization No.bAddress
SIPjY ,r -FN Expiration Dateb x LZCity and State4. Identification of System -4 rAP-s ASME-cL-A -S o5(A). Applicable Construction Coae -_A1_____34 

_

Edition dtr48 0173 Addenda _&IA -- '~--~5(B). Applicable Edition of Section XI utiliied for Repairs or
Replacements 1980-weqp/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
PIPE 

i 4'. c/ Zt- 1 )~
6(B). Name of Manufacturer T

Address of Manufacturer (if known) ,eAgj(f. CiZ'r, "W.6(C). Manufacturer's Berial Number 4ULA ' //-•-?i6(D). National Board Number (if applicable) ,//A 7- /-.-96(E). Other Identification (subassembly number, heat number, etc.) 4)-49
6(F). Year Built SD P r n ,e- /epaedIF76(G). Repaired 3 Replaced De Replacement V6(H). ASHE Code Stamped Yes d No %7. Brief description of repair or replacement work performed.-... • .S,~j'~e PC id,e~ ,•~ V -i&---/

B. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0Pressure il k-- psi Test Temperature o F9. Remarkts:

(N/A) Applicable manufacturer's data re to be attached.> '-. -- o Responsible Engr = AALl• # _ -AZ. Date P-6-70
0Orga zation

WEN!AI-9.15
Revision 11
Page 26 of 33

Date //- -9O

Sheeta - of
unit -J1

Report Tracking No. 9)-a•0/Type Code Symbol Stampb 4ý/# •tI

Date _&97p A G E _ __

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdereReplaced (like or dquivalent). WP _ 4__ý_dReplacement (modification). -
eWher rernuirpdi mv rmzritr rorirp
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHlMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
.P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _-T V -

Date _I 11 bch

Sheeta of
Unit

Report Tracking No. -yo- J
Type Code Symbol Stampb n.I a ,

'I £ -%, o m p a in y" - "I "I.o. - [qess Authorization No.b i i L /I rAddress tp

Expiration Dateb ./A ESkCity and State4. Identification of System ______ ..__ _. __5(A). Applicable Construction Code AU'TE, 19_7_L
Edition Ajl Addenda m P 13

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980

6(A). Name of Component(s) and description (include size, capacity,material, and lo ation as needed to aid In identification)

6(B). Name of Manufacturer L i
Address of Manufacturer (if known) ti P-kki iLt ( 9Q6(C). Manufacturer's Berial Number N6(D). National Board Number (if applicable) N6(E). Other Identification (subass mbly number, heat number, etc.)

6(F). Year Built
6(G). Repaired 0 Replaced c Replacement ti6(01). ASME Code Stamped Yes 0 No.7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0r-
Nominal operating pressureX %- Other 0Pressure _77 - psi Test Temperature OF9. Remarks: ýý~ ,V[jWk' \YJ&-Aicj hifiLJ0P.Ht~ifI 

..*- J~r *ru RE Fa ax o,• •• A t'

( ) Applicable manufacturer's data reporte to b• itacfied. ' i&k O
Responsible Engr I-L L. . /ijLC- __ Date _ -0

ANII 1 . anizaton Date

-bneet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. n Af•I=E

rtaUL i %Jr



9;

~3i~2.(Pl~

'in-r

WBN
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Revision 11
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM HIS-2 ATTACHME.T

ner) TENNESSEE VALLEY AUTHORITY

Nuclear Power

ant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

k Performed by: 7-;V '/ ,
Company

g,ýý ;5"-, e.. o5 ,

KPO5 S7 A- 0

Date I) - -4--/

Sheeta  of "_"
Unit /

Report Tracking No. q

Type Code Symbol Stampb t . /"// "

Authorization No.b A/1/) ////4-/•

Address
.5 J Z- 017 /7 1,7,i',EL i.e Expiration Dateb /j4•jj/& /-/

City and 
State

.4. Identification of System &/5 57-eA •//jftyZ•& 't•2? 6 P/•r CZ-45_5-

.5(A). Applicable Construction Code 19 7

Edition ý-Jt l /7 7- Addenda A//,v 1A-J4-"•

5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification) -

1511rr-Wfax7 - ,'g- I-4-V a2 - 4P 1 -33,2- .A .916 /~

6(B). Name of Manufacturer 7T/V AA/ , 2'"-,Sd,/75E5T2, 7-J e/F -•-}/3/4T f
Address of Manufacturer (if known)-flRJ/Q C/ A1  ,41J 7)6ýl .55.4: J -

6(C). Manufacturer's Serial Number 11/1,A" 22K_
6(D). National Board Number (if applicable) A/-A
6(E). Other Identifica ion (subassembly number, heat number, etc.)

:6(F). Year Built J Z-,Y -89 /:- 1- -7

6(H). ASME Code Stamped Yes 0 no X
7. Brief description of repair or replacement work performed.

__________________ 7-_IA16Z______CZ -- ,7 l -1.9/

Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operatingI pressure 0 Other 0

Pressure /714 11ý// psi Test Temperature/A
Remarks: // 14-"€o/

A AGC 2-71.9'

(/A) Applicable manufacturer's/da a porte to be attached., Responsible Eng rrvanizatin D a t e J-
_

/
_ 4 -_

#AN-II Pl-, - . Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder *- /' P@ I" •/9
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE OF

C'.
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/2 e7



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACBMX1

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: -7, V, X

WBN
AI-9.15
Revision 11Page 26 of 33

DaT -87 A7(;6Date/

Sheeta 014 ý'.c-o? of fýA L A;1
Uni t/

Report Tracking No..•0 O0 /Type Code Symbol Stampb It/4 :ZJ J•• - :

•i~i . ' , D , E :• .•- O g O ompany- -- , , . , -
A d d r e s u o p a n yA u t h o r i z a t i o n N o b .. 2

! "':i: " A d d r e s s" 
-

5PA /A"6 C /77 /~ J ~ Expiration Date _ ____

City and State4. Identification of System .2/ / - -- 4 - -:IVC ,• -'W,/7/C•s p
5(A). Applicable Construction Code , 197-5

Edition 7.--5)- / 
1---E i7 Addenda /- - // -/ -.705(B). Applicable Edition of Section XI utilized f r Repairs orReplacements 19806(A). Name of Component(s) and description (include size, capacity,material,, and location as needed to aid in identification)PI/'. Of,`-~ 6,- -,Z .; - Pr z roc-Iz57e-

6(B). Name of 

-Manufacturer 
< 

: 5i..4CAddress of Manufacturer (if known) .5 / ' - ' /ý,~ l-5.6(C). Manufacturer's Berial Number Aý16(D). National Board Number (if applcbe6(E). Other Identification (subassembly number, heat umber, etc.)

6(F). Year Built 7 D - / A-- -6 (G .) r . D R/
6(H). ASME Code Stamped Yes 0 NoX7. Brief description of repair or replacement work performed.

P~'~j T 1~A ~ A 6 T-7 I- - 4 &8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other [

9. Remarks: Psi Test Temperature / F

N

(//)Applicable manufacturer's dt•epor -to be attached.

qo Responsible Engr 0 ,-4 Date/L)14-D
Organization

I po ~ANII Il
aSheet Nos. filled in by Testing and D o P -ga. Branch.• bFor work performed by certificate holder

OcReplaced (like or equivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE OF

ZO
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

(owner)

(Plant)

TENNESSEE VALLEY AUTHORITY
Nuclear Power
Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Viork Performed by: 7-- VA,
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date d/-14--__

Sheetatqk of NA
Unit /

Report Tracking No. __O-__O "
Type Code Symbol Stampb •/ //-)L-

Authorization No. b ,// ///4-•
Address

, C / 7Yz A4 -5fý Expiration Dateb 11-J4- -Y

City and State
I.. Identification of System 6/•j• .7"A, A/-.•7-2 ? W/IV4/'f , 69-2-

p(,) 1Applicable Construction Code 5 C- 19_
v'"i -Edition j /_ Addenda,
5(B). Applicable Edition of Section XI utilized for Repairs or

'Replacements 1980
6(A). :IName of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

Of 7-44-e-e,3,6 4y_; Z f 72 . 5 -7-L
603) Name of Manufacturer 771/ ~i/f 4"

Address of Manufacturer (if known)_ 4 A 5,v/JvI:/• '
6(C). Manufacturer's Berial Number A1/Z-1•F ¢s • /CI1,7 ,X gZjPX Ke-F4-.,

6(D)0'. Jlational Board Number (if applicable) A/A- / /) /0
t(E).ý'Other Identification (subassembly number, hea number, etc.)

6(F).,: Year Built "-U'i/:/P-7 -  V/""- 7-2---9
6(C). Repaired 0 Replaced Replacement [d
6(9).`ASME Code Stamped Yes 0 No•
7. Brief deseription of repair or replacement work performed.

VJPZ:::9. / f'2,g -~v :9f...,v7 i--• /,.7"j~ ~~

8..Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operati ressure 0 Other r
Pressure // psi Test Temperature A/ZA.,,! -F

9.".Remarks: "________________---_____/___}_

Applicable manufacturer's/d t port to be attached.

Responsible Engr / / -- I6
" " "Organization

.Sheet Nos. filled in by Testing and Diagnostic Programs Branch.
yFor Work performed by certificate holder
•"Raeplaced (iike or dquivalent).
-dReplacement (modification).
e'"er- required by Construction Code. PAG

,• . .-

Date ______

Date • 2•L -

E IOF
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WBN
AI-9.15
Revision 11
Page 26 of 33

SUMMARY REPORT-FORM NIS-2 ATTACM MENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Perfqrmed by: 77 V/, A,
CompanyP, 0, •oZ 9o9

Date //___-___

Sheet a  of
Unit

Report Tracking No. •2n•?e? -
Type Code Symbol Stampb lil•aI •

Authorization No.b </• /

.CJA/• CI77/1  7--ViI-5/ F-e Expiration Dateb j/Vt• h1/ All//,>10
City and State

4. Identification of System 0/, 5--7-•A1 •M6'7B 5Mk49 A/./ ql.5ý.%-Z
5(A). Applicable Construction Code' X -T 19_5

Edition ,7.1Z'/vO /? '15 Addenda Y/// i 1 -
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PI 5 IM/J 7 /129/ -4 4---0 Z a 9ý Z7~ 22.5&-/ DVI .7,UF 11

~F6~i'-*- cLzrýf ,o C'/,;we-i RJalcT 4L ,7-5~ - ~~
6(B). Name of Manufacturer -/A 4Ai.0' -,5qyf•)-wf..

Address of Manufacturer (if known)-5fýA)N1-7XTA, T-,V k/& M
6(C). Manufacturer's Serial Number 6?9'7 6
6(D). National Board Number (if applicable) 1i7 /4A•X?7
6(E). Other Identification (subassembly number, Keat number, etc.)

SIVA •s¢ "7-'792

6(F). Year Built :57k•'a7 ., v/v -z,6-2 ( a 7--id)
6(G). Repaired 0 Replaced~ c  Replacement 0d
6(H). ASME Code Stamped Yes 0 No)K
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operatinlgpressure 0 Other 0
Pressure A, , psi Test Temperature O °F

9. Remarks: v",J//1/f / ,//4/
iv~,V~- P &P CJ~ 6~

N/A ACc 2~7-~2~
(A/A) Applicable manufacturer's ata/re orte/to be attached.

Responsible Engr /4'77iZ / CL•4-A/C
,/ Organization

ANII S' J

CiA l-

~.z5

Date J//-t

Date __

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
e°en required by Construction Code. PAGE OF

SKP 0 5 7A-1
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Page 1 of 1

SUMMARY REPORT-FORM WTIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta
Spring City, Tennessee Unit

Report Trackin3. Work Performed, by: Type Code Symbol St~
Company

1.
1 ' " / ' ••Z9D Authorization No.b(.7- Address

." ./a/X•jA - Ci- 7 -' '-/A/7 '0 - Expiration Dateb A
City and State? 4. Identification of System 

02- e-•5-'/9 &7/•C Idi' 5(A). Applicable Construction Co e -T5 C_- 19_7-5Edition l•T-A/• /l7- Addenda /-$5(B). Applicable Edition of Section XI utilized'for Repairs or
Replacements 19806(A). Name of Component(s) and description (include size, capacmaterial, and location as needed to aid in identification

'B). Name of Manufacturer 5M-19
Address of Manufacturer (if ,. -V 7_V 9,9,

• m(C). Manufacturer's Serial Number 3___ 7 '__ _ ---------':.6 (D ) •N a-,t--Naional Board Number (if applicable) 
0/2, ":),:4/>

6(E) Other Identification (subassembly nlumber,. eat number, et

6(F). Year Built 0,P:i C?- 7-/i- ,6(G). Repaired 0 Replaced,, Replacement ..6(H). ASME Code Stamped Yes 0 NoBrief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic
Nominal oper tin ressure 0 OtherPressure . psi Test TemperatuO9. Remarks: , .Tte ru

Lv62g ~ -WIJA-AGC 't-7:ý9a

N/A FAc C-7-92.(//) Applicable manufacturer' dat eport e to be attached
Responsible Eng d4 , 'I/

AOrgani ation
l•.•i;:. AN I

' eet Nos. filled in by Testing and Diagnostic Programs Branch.r work performed by certificate holder
f(:i-•Placed (like or equivalent).

Replacement (modification).
ý.e n required by Construction Code."PA

'4- -762

g~Co. f W 1-43,-sq

g No. 516-YOi9 / -/,amp b  _

-ity,

c.) __ _ _

e / F

Date .8

GE 26OF

-wnen required by Constr-uction Code.

17, vo

710

5ý4_



APPENDIX D
Page 1 of 1

SUMIMARY REPORT-FOR KIS-2 ATTACHMENT

1. (Owner) TErNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _JIŽ

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 11-l G-qO

Sheeta of
U n i t _ '-- -

Report Tracking No.Type Code Symbol Stanvb

CTy e C de y m b l S a bom pan yAddress u yAuthorization No.b 4- 2-
S CITY. 77 Expiration Date b N/A .-qCity and State x4. Identification of System _i-Z C. S. AS, A-C-Aas 25(A). Applicable Construction 

1 1973Edition jmgE 1273 Addenda, 9'ih5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-WiqlI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIE u~pf r \O07Z-!1J4.3 7 - 3d Z_~ A~& P1 Cý1Vp13P 0 o C- f ataor,6(B). Name of Manufacturer 1/Address of Manufacturer (if known) SPRIN& C-T--. --
6(C). Manufacturers Serial Number NI A - ?6(D). National Board Number (if applicable) !4/A .6(E). Other Identification (subassembly number, heat number, etc.)V'IA -g
6(F). Year Built k-Al 0o6(G). Repaired 0 Replaced Dc Replacement6(M). ASNE Code Stamped Yes 0 No B'7. Brief description of repair or replacement work performe

8. Tests Conducted: nydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 0Pressure 
W psi Test Temperature 

_ .F9. Remarks: N

Applicable manufacturer's data reporte to be attached.Responsible Engr w1,•JL_ r / z eýt Date ijjjao_9_. Organization

aSheet Nos. in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced 
(like or dquivalent).dReplacement (modification). 

J 6eWlhen required by Construction Code. WP 6 -

L
i~AGE~7T-~ OF
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WBN

AI-9.15

Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUJMMARY R-EPORT-FORM~ IIIS-2 ATTACHMEMj
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: VA

Date l\i -ý9-O

Sheeta of
Unit 7 -• • 1-7--90

Report Tracking No. / _.Type Code Symbol Rtm.b

pompany ... e... ,. - -

Addess------------- - - - - - -- JqAddress Authorization lo.b pjvý%býS%
City and State Expiration Dateb LJ; q4. Identification of System . /. AStIE-L--s 25(A). Applicable ConstructionCode Ar

Editio 19 _7 __
Editin~on JNE i?-73 Addenda I/A o -- \

5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-wiqpl6(A). Name of Component(s) and description (include size capacity,material, and location as needed to aid in identifizcation

6(B). name Of Manufacturer e I/A 
IubAddress of Mlanufacturer (if known) SRJ grn6(C). Mlanufacturer's 

Serial niumber___________________6(D). National Board number (if applicable) a/A .
6(E). Other Identification (subassembly number, heat number, etc.)
6(F). Year Built6(G). Repaired a Replaced Oc Replacement g6(H). ASMIE Code Stamped Yes D No f7. Brief description of repair or replacement work performed.Sei~1 Pe e-t,u T w-
8- Tests onducted: Hydrostatic 0I Pneumatic UNominal operating pressure U Other 0Pressure 4 psi Test Temperature .°9. Remarks: 

.

(N/A) Applicable manufacturers data reporte to be attachedResponsible Engr a•cchnA, / Dated
rD ateOrganization

e sb.PAe in by Testing and Diagnostic Programs Branch.
bFor work performed 

by certificate 
holder

CReplaced 
(like or dquivalent).dRejaceme,, (modificatiol,). 0o 6 1 AeWhen required by Construction Code. 

WP. -PAGEIX- q •_OF



APPENDIX D
Page 1 of 1

SUM&RY REPOR-FORK NIS-2 ATIACHHENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

'Spring City, Tennessee

3. Work Performed by: TVA
r6~~

WBN
AI-9.15
Revision 11
Page 26 of 33

Date \\-U, -jO

Sheeta. of
Unit I / //

Report Tracking No. 9&-,213Type Code Symbol Stampb " a A4-10 -91.

Type.Coda Sybol st-inpbP.0.E0o 200 Authorization No.bAddress
_eP'liNG CITYJ 7/4 Expration Dateb _,I/A

City and State4. Identification of System 72, i AStE'CM.S 2-5(A). Applicable Construction Code -_A_2:._S_ __ 19_ _
Edition jure 0'73 Addenda A//A "0 ,-zE.•,5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-W1q17j6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PP up~ ~ 72 - 2- Iel5 - a

6(B). Name of Manufacturer 1/.
Address of Manufacturer (if known) SPRIN Cirr". r7"N.6(C). Manufacturer's Serial Number ...S,"Ljer= /-,31( -6(D). National Board Number (if applicable) t/A LJ 4 -6o-96(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built I 716(C). Repaired 0 Replaced Dc Replacement Xd6(H). ASME Code Stamped Yes 0 No I-7. Brief description of repair or replacement work performed.

D 7iA 
13r'r~ .~ lb AIV V ?Z8. Tests Conducted: Hydrostatic 1 Pneumatic 0Nominal operating pressure 0 Other 0Pressure V/A wo A-1-'i psi Test Temperature 4A16 F9. Remarks: NhN~_

N/A) Applicable manufacturer's data report • to be at'tached.Responsible Engr _,L ). / N. Date 3u.l po
Organization

PAGE tAKI Date iZ4ý4c,3
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent). Wp --. ( 16--q0 L-AzdReplacquire (modification) Code .
e~hen required by Construction Code. 

-00

I
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APPENDIX D
Page 1 of 1

SUMUARY REPORT-FORM NIS-2 &TTACMIET

I. (Owner) TENNESSEE VALLEY AUTUORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

WBN
AI-9.15
Revision 11
Page 26 of 33

Date '•-7 -10

r. U. Dox AUUU Sheet& ofSpring City, Tennessee Unit 1
Report Tracking No. f/O-A/3. Work Performed by: TVA Type Code Symbol Stampb

Company
r-. . LW)( 06 000

Address I "
T C Yir 7FN Expiration Dateb J•j/,A . - -7 0
City and State

4. Identification of System 07 Z' C-S A,5ME'-CLASS5(A). Applicable Construction Code _ 191Z
Edition -ime i'073 Addenda t4/A,-J 9. 05(B). Applicable Edition of Section XI utilded for Repairs or
Replacements 1980-u Iq1j6(A). Name of CoG mponent(s) and description (include size, capacity,
material, and location as needed to aid in identification)
-PIPE A UPP6(- / . );,-f-2-IC-5-,R/(. ' PI (I ~-L /0 OkPfPE C4 4,p fp 4P~5f 0-4

6(B). Name of Manufacturer TVA f BEkr.-VArE.Q PE /'pr- Co^.
Addrels of Manufacturer (if )Iovn) 2PRIAI Ciz- fU _4 & , ros .'4 1A&A".6(C). Manuufacturer'. Serial Number /560-T6(D). National Board Number (if applicable) _!/A* 1-Z 06(E). Other Identification (subassembly =beir beat number, etc.)iPez¢.,o-. ,o"'Pipa c,-,A"P _8P LSio-&, wP•pA -_3

6(F). Tear Built I I 1 0
6(G). Repaired n Replaced Cc Replacement Xd6(H). AMNE Code Stamped Tea 0 No U7. Brief description of repair or replacement work performed.

F E_/oVe -ST"vr 'C&AMP fI-AI-L JtPU813E &t jP

8. Tests Conducted:
N
P:

9. Remarks:

Bydrostatic 0
ominal operating pressure 0
ressure O&I I- .OL•-7si

Pne=ati c 0
Other 0

Test Temperature #AjO0

(N0) Applicable manufacturer's data repo te to be attached.Responsible Engr j,/ •Y. Date 1-l1-'t

Organization

PA GE tlOF 
_ _ _ _ _ _ DateIZ,aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate holder
CReplaced (like or dquivalent). 5.dReplacemt (modification). WP 0 5 (301 A-i

re~hnrpii4rpri 1w, r~nn-;-rir r 4 nr niPAGELX-_t OF.

Authorization No. b A//A /?0 9 -9



APPENDIX D
Page 1 of 1

SUMIARy REPORT-FORMI IS-2 A"TACHMMIIF
1. (Owner) TENNESSEE VALLEY AUTHORITY

nuclear Power
2. (Plant) Watts Bar nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision II
Page 26 of 33

Da te A\ ~- ~c 0

Sheeta 0of
Uni t I --- -?,-

3. Work Performed by: Report Tracking No. •?-L/
3O. •Work Performed CopV a ny Type Code Symbol StampbCompany

AddresAuthorization No0 b

S$JG Address
5rK•C17-Y, T, Expiration Date b •/ .. q

City and State4. Identification of SystemOk ,- 11 
PA r- CL 25(A). Applicable Construction Code 1973Edition r4E. '?73 Addenda "i/A t. o ' "•0-•5(B). Applicable Edition of Section XI utilized for Repairs orReplacements j980-Wjqj/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)-E 0 L s ,E_ 

L jr ,I .0

6(B). flame of Manufacturer UIAddress of Manufacturer (if known) ,PRJN& CitY. nJ6(C). Manufactureris Berial Number q 1
-

6(D). National Board number (if applicable) 41/A &e. I-zo-¶6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built .._ 1 O ------6(G). Repaired 0 Replaced 1c Rep m6(1). ASM4E Code Stamped g Yes 0 Rplacemento7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 
Pneumatic onominal operating pressure 0 Other 0

Pressure • • • • . . , s
9. Remarks: Peu Psi Test Temperature

(T"/A) Applicable manufacturer.
8 data reporte

Responsible Engr re)p ort to b7 / ta Daed.

pAGE Organizat

Sheet Non r411..2a

b .. in Dy Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). 
tp 0dReplacement (modification).eWhen required by Construction Code. 

WP
PAGE14JO

601 A- 1
_0F_'

11119"q'



WBN
AI-9.15
Revision ii
Page 26 of 33

APPENDIX D
Page I of I

SUMMARY REPORTr-FORKp RIS-2 AflAC~inIEj
1. (Owner) TENNESSEE VALLEY AUTH.ORITY

nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

Date \-••

Spring City, Tennessee Sheeta of• o~~~ni t -- - J3. Work Performed by: 
Report Tracking No. b

Type Code Symbol Stampb0.Company

Address 
Authorization no.b _A//A

City and State Expir nDateb4. Identification of System 7A - A 25(A). Applicable Construction Code A_ __ _Edition 7urE 1973 ' Addenda 19/A5(B). Applicable Edition of Section X1 Utilized for Repai oReplacements 1980-wiip/ for Repairs or6(A). flame of component(,) and description (include size, capacity,material, and location as needed to aid in Identification)

6(B). name of Manufacturer 1.
Address of Manufacturer (if known)

6(C). Manufacturer's Berial number A w -ý -V-iC6(D). ]National Board number (if applicable) __/A -
6(E). Other Identification (subassembly number, heat number, etc.)
6(F). Year Built 06(G). Repaired 0 Replaced Oc  

Replacement6(11). ASM'E Code Stampedi Yes 0 flo 0
7. Brief description of repair or replacement work performed.a I Ho 

-
[4]I-

8. T•.•. .e .... .

8 .. s-uuudcted: Hydrostatic oPneumatjcNominal operating pressure [0 Other 0[Pressure /L psi Test Temperature9 . R em a r k s : • 
,?Je.

(N/A) Applicable manufacturer's data re ort t e
Responsible Engr 

to b ched. Date JJF 
/ 

-
_ 

O-- Organization

aSheet bos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holderCReplaced (like or dquivalent).
dReplacement (modification).eWhen required by Construction Code. 

AiD

Date to

)5601 A-*

PAGETU EX~3OF___

PAGE LUvr -n,, _
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AI-9 .15
Revision 11
Page 26 of 33

APPENDIX Dpage 1 of I

S UMMARY REPORT-FORM HIS-2 ATTACWEMir
1. (Owner) TENNESSEE VALLEY AUTHORITYfNuclear 

Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: VA

. Loompany . ... .. .A
SPRING Address Authorization Nob / L.•o . q ,PI ~ C iry -p 

Exiato 
D tLe

City and State EXpiration Dateb ,A4. Identification of System p79 C_ S A "" L 2.5(A). Applicable Construction Code Ar19 _Edition fl, 7•? Addenda iu/,A 61• •om 0 --_L o5(B). Applicable Edition of Section XI Utilized for Repairs orReplacements 1980-Wlqpl6(A). name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer 
--. -.Address of Manufacturer (if known) C6(C). Manufacturer's Serial number A w- - I-o96(D). national Board Number (if applicable) '41/A L&... '. -L .9,

6(E). Other Identification (subassembly number, heat number, etc.)
6(F). Year Built .Vj .- 

-
6(G). Repaired [] Replaced Dce Replacement6(H). ASKE Code Stamped Yes [ noOBrief description of repair or replacement work performed.

8. Tests'Conducted: 
Hydrostatic 0 Pneumatic 0Nominal operating pressure 0. Other aPressure 

Oh 
( psi Tes Tsi F9. Remarks: NoA~

9 . R em a r k s : • •! p s i T e t T e m p e r a t u r e d _ o .e

(te/) ApPlicAble manufacturer's 
data reporte to be att

•
chResponsible Engr ,I. toA.. / o Date dI.7-fc

Organization

pAGE OF 
DateaSheet os. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate holder 
. 1CReplaced (like or dquivalent).

dReplacement (modification). 
W P 0L

e~hen required by Construction 
Code. 

WP___ 
_ ... .IOFPAGE3• OF_1___

Date 11LEI65

Sheeta of
Unit . - --- JReporat Ttracking No. &04-H'

Type Code Symbol Strn ~b
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WBN
AI-9.15
Revision 11
Page 26 of 33

MR A-573486

SUMMARY REPORT-FORM NIS-2 ATTACIIMVMI
1. (Owner) TENNESSEE VALLEY AUTHORITY Date

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 
Sheeta ofSpring City, Tennessee Unita

Report Tracking No. • •6-Z23. Work Performed by: j7j- Type Code Symbol Stampb • /j~Company
Authorization No.b &A

Address

a n d S t a e • i r a t i o n D a t e b
Ctey and State

4. Identification of System 6.•/. ,, 5s-2-5(A). Applicable Construction Code /4I_<. 1973Edition f-Ti, t T-3 Addenda N/4-,• 11-/7•---5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 198o-W1,I8(6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer ............
Address of Manufacturer' ('if known)6(C). Manufacturer's Serial Number 4I-Z6(D). National Board Number (if applicable) Z//_ I

6().Otejd .entification (subassembly number, heat number, etc.) ___

6(F). Year Built
6(C). Repaired 0 Replaced Replacement [0d6(H). ASME Code Stamped Yes 07. Brief de iption of repair or replacement work performed.

8. Tests Cond-cted: Hydrostatic .0 Pneumatic 01
Nominal operating pressure 0 Other 0

9.ssr Remarks ýJ- psi Test: Temperature A4L4~O

(//A)Applicable manufacturer' •/ eporte to be attached.b 740 Responsible Engr /Fý A/f4 -AI , Date e -7J
Orga ization

MNIlI• Date

.. . ti±ed in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or equivalent).
dReplacement (modification).
e~hen required by Construction Code.

PAGE ILhOF

) ,~/C

a



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page I of 1

SUMMARY REPORT-FORM NIS-2 AITACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7VA
Company

Date /_/__/__0

Sheeta of _____

Unit L .
Report Tracking No.

Type Code Symbol Stampb .NAJWL 11)2.)qo

/~0

/'C

8. Tests Conducted: Hydrostatic 0
S -. Nominal operating pressure 0

A•c,,-•-l Pressure A1V4L ,/2Z%/ psi
9. Remarks: I /

Pneumatic 0 f.
Other0

4  ") 
,

0
°

I'D

Test Temperature A_•_ oF

(NA ) Applicable manufacturer's data rporte to be attached.
ujv,/z,/ Responsible Engr -Lo0a!y L / NA -49,F4

Organization

aSheet PAGE 0A __

tNos. iled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent). K 0
dReplacement (modification). WP
eWhen required by Construction Code. PAGEJ-•

Date "7f

Date 1__101

o 4 A -

-P 0 R) Y_ O00 Authorization No.b AI wpL 4 2
Address

spizGy. (,1 , I--m Expiration Dateb A/A to4 L /WDL
City and State

4. Identification of System MAIAISr7,FAM 01 4,5NF eass 2
5(A). Applicable Construction Code A,15 1973

Edition ' uvie jqq-c Addenda A/A4 ly e/Z7/fe
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- k l3I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

-74k oF 4/. /S'V5o0 '• 4 729. 0
6(B). Name of Manufacturer -1A

Address of Manufacturer (if known) S?2-i2 CoN. T--
6(C). Manufacturer's Serial Number A/4 /O /// 27 /
6(D). National Board Number (if applicable) _/,# e /,P z7
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 5uppoigAe ,512Aro /9
6(G). Repaired [3 1 Replaced Oc Replacement
6(H). ASME Code Stamped Yes 0 No W
7. Brief description of repair or replacement work performed.

MODIF1?rn Su p~e~iR "yVyz Ptoyt K-?oC.o1'4Al /'CA K-/~ e5 jZ-o6-t0



0
4,

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

..-Spr4.ý -Teymeesee

3. Work Performed by: TVA

-P- ox200 Company

AddressSRwNG Ca,-• Y-1 7

WEN
AI-9.15
Revision 11
Page 26 of 33

Date 9-18- c(O

Sheeta _ of

Unit IjReport Tracking No.

Type Code Symbol Stampb •Io

Authorization No.b At

Expiration Dateb f4/A • •,n.k

City and State
4. Identification of System O 0)M.S. A5ME-aLASs 25(A). Applicable Construction Code --- _A______ 1973

Edition JUNE 1973 Addenda -&/A ,
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- Wa IVJI
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PtPE SUPP kT()r9 Ino -A4.oo-i1-48 /NV.. X1. 729'.;"..'-I"..1, //'-/"

6(B). Name of Manufacturer TI/A
Address of Manufacturer (if Inown) 5PRINi Ci,-rr.7.

6(C). Manufacturer's Serial Number • '-t - ,x1-?
6(D). National Board Number (if applicable) L/1A -zi -,9-io6(E). Other Identification (subassembly number, heat number, etc.) ,

6(F). Year Built _SOPPoRr MoD,,iEO 19qO
6(G). Repaired 0 Replaced Oc Replacement Xd
6(H). ASME Code Stamped Yes 0 No3a
7. Brief description of repair or replacement work performed.

tMDDIFIED SUPPORT P.R WORK PLAN'4' K-J.O60I4A- 1

8. Tests Conducted: Hydrostatic 1
. ,, ....A.. -•S- Nominal operating pressure 0

Pressure •./rA- t-,?a psi
9. Remarks:

Pneumatic 0

Test Temperature AA ' F

S ('/A) Applicable manufacturer's data reporte to be attached.
99 •e,,oResponsible Engr r / M A- Nc Date 9- l'-9O

Organizati

'Seet Nos. filled i by Testing and Diagnostic Programs Branch.bPor work performed by certificate holder
-d.: "paced (like or dquivalent).
&heelatemeno (mlodification). D a"e

e When required by Construction Code. ;,, 7 t" ,., .. ,,

APPENDIX D
Page 1 of 1

SU!&RY REPO=-F0RM NIS-2 ATI=ACMMT
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WBN

,Page 26 of 33
APPENDIX Di4i Page I of I

SUHZ1 4REPORT-.FORM NIS-2 ATTACIj1. (Owner) TENNESSEE 
VALLEY AUTHORITY

Nuclear Powqr Date2. (Plant) Watts Bar NUclear PlantP. 0. Box 2PO0Spring City !i Tennessee 
Sheeta of3. Work Perfo~ e by'~1'Report 

Tracking No. 49 -2 AWork Peformed y: rV14Type Code Symbol Stampb_Address •, 
Authorization No.b 'ity ad iS eExpiration 

DatebCity and-,State%" Identification of System 6  
S .ZS4 5 ,v •AS ";(A). Applicable ConstrUction CodeE d i t i o n :A , / 9 - - -1 _ _ _EdiBio. 

__p_______a___ 
Addenda A/' -- /2---?o

Applicable Edition of Section XI utiReplacements 1 ,'., tlized for Repairs or(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PWCEZI- _.p, - 8- :E.Z!5 -As

oB e Of Manufacturer 

-O ------9 ,mesof Manufacturer (if known) &&e.4o;6 el'--~~AO
C). Manufacturer's Serial Number A A/e. A"

4 '
D). National Board Number (if applicable) 

.
E). Other Identification (subassembly number, heat number, etc.
F). Year Built 15,V.4-r V101106-0G). Repaired . Replaced Dc Replacements). ASME Code Stamped! Yes 

R No ABrief description of repair or replacement work performed.

Tests Conducted: Hydrostatic I 
Pneumatic 0Nominal operating pressure 0 Other 0Pressure A 's •/* -s~ 7opsi Tt hera [ , F7-Remarks: 

OFL

Remarks : psi Test Temperature i/ ___ F

G'411A) Applicable manufacturer's data eporte to be attached.7 -fo Responsible Engre_ 
_ _ _ _ DateOrganization 

e
A N I I , ,

eW. filled in by Testing and Diagnostic Program Branch.w erformed by jertificate holderlaced (like or equivalent),
lacement (modificat4on).
I required by Construction Code.

wp.L
PA 

7

PAGE IV-OF io

4 . 6
v- 6

Date !L-_A _-Oo -



WBN
AI-9.15
Revision 11

A P I Page 26 of 33

SUMMAR •'REPORT-FORM HIS-2 ATTACHMNENz
(Owner) TENNESSEE V'LLEY AUTHORITY Date I25' -5O

NuclearPow F(Plant) Watts Bar N clear PlantP. 0. Box 20O0 
Sheeta ofSpring Cityi' Tennessee 
Unit

Report Tracking No. OWork Performed by: Type Code Symbol Stampb ,/
i, HxGCompany

A dde ss0 4 A u t h o r i z a t i o n N o .b , iA • .- " / 2 - 5 - ? CAddress ,

End, t te Ex p ira tion D a teb ' F .I /Z -9 -,
.di y and'[State

Identification of System 
543, r-•.. 4A5AI6 Cl•.5S5Applicable Construction Code " ZS " 19 73Edition 4 uA) ,1I19 Addenda A/ I 1--2----f-Applicable Edition of Section XI utilized for Repairs orReplacements 1980,;- W/?/Name of Component(s) and description (include size, capacity,material, and locition as needed to aid in identification)l'4o f  rs- 4  4 • Saoo" ! - Y4 -A 3 49 SD, AI L dES 76 3 -7ýJ M,of Manufacturer 

PRA",A e. "tAdress of Manufacturer (if known) 'P'4,J P-/'.F .A W0JA.*1AS"Manufacturer's Beiial Number wo .V-,A 4-,v, 0,assugo 70- -National Board Number (if applicable) A// 4 12-.-oOther Identification (subassembly number, heat number, etc.)

Year Built "5r2"& /" "",Repaired [ Replaced J c  
Replacement MASME Code Stampeda4: Yes 0 No Crief description of repair or replacement work performed.¢ / ,r . -,, ,. A '•6 • r, -r ... . 0 p er ormed .

ests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 0 X/1.Uor
Pressure A//454o.-12-S-o psi Test Temperature N/ __ -F

emarks :

L/4) Applicable manufacturers atareport e attached.
Responsible Engr 

t/ •-#Date /2"-?60
"/Organization

ANII ____-______ 
Date - ý iOeWfilled in b, Testing and Diagnostic Programs Branch.'Ork performed by `cfertificate holder PAGErah,Ced (like or dqui alent). PAGE O•cement (modificatrin). 

--,,required by Construction Code. 46

PA(e rP 77 . -

&-ý -L . -. :
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WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page I of I

SU!!5AR REPOT-Po~m Nis-2 -A~Tcmzýn

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date 1Z -J-.J

Sheetas _ of_/
Unit / A-

epJ-M L Tacki1ng No0. YY~13. Work Performed by: . T,4 Type Code Symbol Stampb ,
S., Company

P 0 - O~2 p Authorization No~b -?j <ZS.
Address

• np[•@ •)/-v 7- • .Expiration Date b  
A/#.ZK/ -2/

Cftj' and State
4. Identification of System o R I ' /J5 1 C/, /5(A). Applicable Construction Code AI5e 19_ 7. Edition Tj 0 --- Addenda / - T-o 1gA 7-3-•.,,
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements .1980 W// 816(A). Name of Component(s) and description (include size, capacity,material, and ltio , v eeded to aid in identification)

6(B). Name of Manufacturer W 2Address of Manufacturer (if known) K--6(C). Manufacturer's Serial Number __ N/1.4 -_ _ __-_-6(D). National Board Number (if applicable) -4d T7&-a-9o6(E). Other Identification (subassembly number, heat number, etc.)41 -& 12-S- f'o-----
6(F). Year Built 014 7k n-S-9o6(G). Repaired 0 Replaced dc Replacement D6(H). ASME Code Stamped Yes 0 No7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 03Nominal operating pressure 0 Other 0Pressure 7K tz-gf-g psi Test Temperature 4 °F9. Remarks:

/

/•A) Applicable manufacturer's'data rep te to be attached.-rK z-:-re" Responsible Engr - j4_ //)i • /C Date 6E-5-3;
rganization

AWII 
--- - Date .Z~

~7~)

a-bneet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). PAGE tOFdReplacement (modification). WP _ P 0U5922A"eWhen required by Construction Code. PAGEJ c- '-R - 2

*h



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 1/2 - w - 90

Sheeta ofUni 1. 0.
3.=Work Pracking No. 7U-*4Vu3. Work Performed by: 7- Type Code Symbol Stampb -

ICompany Authorization No.b _

Address•/Z ý- / Z ,rA-t7- Expiration Dateb / /e 1;-/-City And State
A. Identification of System /5'(A). Applicable Construction Code 4/ /c 19_73Edition Zý /-0` 9 Addenda A j,5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980/i'•ej6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)A 5,"p f If Vo0 -V " . Z /_<X(I -' 1'j-, I/
6(B). Name of Manufacturer - /I--&7

Address of Manufacturer (if known) - '/f L-2 go 7-•. -• -9-,6(C). Manufacturer's Serial Number "/AI- 4X. - o/6(D). National Board Number (if applicable) A/T, /7 _ 7q - -#d.gI6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built _ _ 1 .?. .6(C). Repaired 0 ., Replaced Dc Replacement "6(H). ASME Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.
8 y '4,1 0 1 3 F4 -IA'c/ e -/422o~

8. Tests Conducted: Hydrostatic o Pneumatic 0
Nominal operating pressure 0 Other 0Pressure '5,•x'/ psi Test Temperature9. Remarks: -epr

(0A) Applicable manufacturer's ,yata ;•ort• to be attached.Responsible Engr # A/. 4' Date LL-__9MOr anization

ANII / .Date_///'

-Sheet ros. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). wr
e~hen required by Construction Code. WP Iff

-. 0

f 6

OF
PAG&%j_5rjA

r



PAGE- --• AI-9.15
' •'-•'• . Revision 11

Page 26 of 33

APPENDIX D

Page I of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: L../ .
Company

Date 1__- L__/- _

Sheeta _j__ of __L___

Unit I
Report Tracking No.•40-._

Type Code Symbol Stampb N

A9 .2i 0,0 Autnorization iio.- LL 2-f L I-
Address

.64/•Ni A ddres sA O 35J Expiration Dateb * -7--;L/

City and State
Identification of System _2167 HL6•D IAý7'1- 7IV 6111-71ý

Applicable Construction Co 1 , 19

Edition . ddenda

). Applicable Edition of Sction XI utilized for Repairs or

Replacements 1980 t0/77-,•v crH-.06-1? OFT-/ U7Td' AaAOwVO' 4

Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

I. Name of Manufacturer T-V4A
Address of Manufacturer (if known) 0O0 Zzu ý2egm 56/0 Vlr 1-7-1 7-Wv

Manufacturer's 5erial Number A/A P*i /l-l''-f,6

). National Board Number (if applicable) ALd 9 /-¥-

). Other Identification (subassembly number, heat number, etc.)

bY. - 1-/

6(F). Year Built / I9 '9 D

6(G). Repaired 03 Replaced 13c Replacement Ud X t/Et LY

6(H). ASME Code Stamped Yes 0 No 0 NX
7. Brief-description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pres re 0 Other 03

Pressure psi Test Temperature °F

9. Remarks:
Z ZiA' 77"' IP :

&AMr0AAM0

) Applicable manufacturer'
Responsible Engr

sda reporte to be attached.

Organization

ANII -3.&, ;/ -

Date / -'•fe

Date _ _

aSheet Nos. filled in by Testing and Diagnostic
bFor work performed by certificate holder

CReplaced (like or dquivalent).

dReplacement (modification).

eWhen required by Construction Code.

Programs Branch.

U/., 0, eý /.-/,

I



APPENDIX D
Page. 1 of 1

SUMMARY REPORT-FORM 1NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 114,
Company

AI-91
Revision 11
Page 26 of 33

Date -l-/Y- fT

Sheeta -,of

Unit /
Report Tracking No.'EL-1

Type Code Symbol Stampb Al.#.

A . Authorization No.b jyS-/
Address

-. 'V L/7" T1/V 32.3 •/, , Expiration Date b .-
City and State

4. Identification of System 1iPi E/4 /EAD /N.T' 7YC' sV S T4 --Al
5(A). Applicable Construction Code

'Edition Addenda Al) A
5(B). Applicable Edition of ction XI utilized for Repairs or

Replacements 1980 EOJ'7s,n t/,*xo#fs- rw- t/ti £'/A

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)_AZ L." .421.// 11ys1,QZ 7"//Vz • 7-,6,•.. 4,4g.,r• 7-Y •kC SA:

6(B). Name of Manufacturer
Address of Manufacturer (if known) P eo, dgx 77W

6(C). Manufacturer's Serial Number - , ..
6(D). National Board Number (if applicable) A .
6(E). Other Identification (subassembly number, heat number,,:,etc.)

6 Y5 -:-
6(F). Year Built -4/f
6(G). Repaired 0 Replaced Dc Replacement, d A i"
6(H). ASME Code Stamped Yes 0 No a All,#"..
7. Brief description of repair or replacement work performed.'

WEe7.0,X e.A~rV
8. Tests Conducted: Hydrostatic -M- -AN Pneumatic 0•.

Nominal operating ressureh Other 0 3
Pressure L -,l• psi Test Temperature ý._4. °F

9. Remarks: /)L2AA e Y-",OiI2 IAJ)•-"e'/t,/V ..S'i•/67T6A /IA _•F.fl 7,
,•A',. ?1 l ',.-y A/s . .
gL /L kAA FA r-0&4 1 ~, 1'APC _ivy U4,0, A jL ,2 %

ashe
bFor
CRep
dRep
e~he

( ) Applicable manufacturer's t.reporte to be attached.
Responsible Engr- A)t W/ , i". Date L2- IVZo

( org ization_

ANII D__ _ _ _ _ _ _ _ _ _ D te _ _ _ _

et Nos. filled in by Testing and Diagnostic Programs Branch.'.""
work performed by certificate holder
laced (like or dquivalent)., .
lacement (modification).
n required by Construction Code.

PAGE 1[7OF

• s

0#



wpKPO 5603 A-1
PAGE I-V-o o4 --

APPENDIX D
Page 1 of 1

SUMMARY REPORI-FORM NIS-2 AITACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Companyp. p. Box ,•

WBN
AI-9.15
Revision 11
Page 26 of 33

Date _-I_-- _ .

Sheeta of
Unit L.... ..

Report Tracking No.
Type Code Symbol Stampb _WA -

Authorization No.b AJ/A ,/14,
Address
(f 1t7 A , -7A/ 3.73c I Expiration Dateb A//1A -49,•-J/ 4)

CityVend State
4. Identification of System o7.1 Conl+4LP7,flt) t 5At.q.•AS1M6-C1,5S.-.
5(A). Applicable Construction Code 15 1 VZA

Edition 5.fV'nl/A . ff73 Addenda
5(B). Applicable Edition 'of Section XI utilized for Repairs or

Replacements 1980 &-vra- •-r • tpg, rvg /AE. /-A, i-L,-4,

6(A). Name of Component(s) and description (include size, qapacity,
material, and location as needed to aid in identification)
P!e S1Vfo 4-27A437-r- - . ,, V-1; AS-30'030,4# R=ft //f ;

li.(B). Name of Manufacturer ist i .'u e f~ "-Ot'i
Address of Manufacturer (if knlwn)

6(C). Manufacturer's Serial Number A A 4-I5A1
6(0). National Board Number (if applicable) __ A A •;-l
6(E). Other Identification (subassembly number, heat number, etc.) ,.11%r..1, 7 (A/') S+r,+' Ass'ff,.- kliol- 7 Ce/€") V.1-p (tv"O').nubr

6(F). Year Built P A/b ,'.

6(G). Repaired 0 Replaced Oc Replacement Ed
6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or replacement work performed.

M-111PW -1D MSul mov,4 lj* .11 ZCAL- -- 4-
8. Tehts Conducted': Hydrostatic 03 Pneumatic 0

Nominal operat nig ressure 0 Other 0 . ý-J)
Pressure TA psi Test Temperature A__ OF

9. Remarks: I A t - Ti
,/ ( Ic --- fo

• I / 7

(iA) Applicable manufacturer's.data repo~re to be attached.
Responsible Engr -2a" 3,'•4.• / -M•-ASC

Organization

ANII e g--=i--

Date/- -At-- fe

Date __.___

*heet Nos. filled in by Testing and Diagnosti-c Programs Branch.
or work performed-by certificate holder

cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE

0



Wp'KPO5603Ai-n
PAGE 1•qV V3

APPENDIX D
Page 1 of 1

SUMMARY REPO~r-FORM NI.-2 ATTACHMET

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

WBN
AI-9.15
Revision 11
Page 26 of 33

Date f a.-/ __- __

P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit /J--
-Report Tracking No. •..3.1 1 -C3. Work Performed by: TVA Type Code Symbol Stampb _./yA

Company O Ai0. x' ý X 0-0V Authorization No .b IJIA ,,..,

I Address
Arr I7A 3 73 I Expiration Dateb At/A

VCityVand State
4. Identification of System 07.1- C0). 7i- nt 5p-q , As M cc- - C/,S -,
5(A). Applicable Construction Code A 119 V7A

Edition 5-v.e'n-tA 10 ?7- Addenda 4 9 j),.•
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 dvolwOj r7eDuMY /,•- •q m•g " 4D'Uo~A.
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P~4 mpo- 4- 7A 43 Iý_ Un; -.~ -I;. 2 7-"

6(B). Naamn of Manufacturer A//1A _ _ _ _ _ _ _-_ _
Address of Manufacturer (if known) A/ /A 4.A NI•

6(C). Manufacturer's 5erial Number NIA 4 #i•ql
6(D). National Board Number (if applicable) 1A 1-k
6(E). Other Identification (subassembly number, heat number etc.)

6(M). Year Built ,V/A M 4-_..4i
6(G). Repaired 0 Replaced Dc Replacement ad
6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of ;epair or replacement work performed.

"LS 5tAppoI'-t- ;Z 4le kl-.f•e ('Re-+. Z> cAJ f-9t o3 -A1-,3
cn4 Re e,,.vei/ b •- L I', - p o6, 33A - / .

8. Tests Conducted: H-rdrostatic 0 Pneumatic 0
Nominal operating pessure U Other 0
Pressure PIA psi Test Temperature

9. Remarks: -
l7 'AZ 1 i-J1-f 0,_ 7

(A/A) Applicable manufacturer's!_Aata ;epo te to be attached.
Responsible Engr /P0Y(,'a / MEA-A1C

Organization

ANII

D a t e _ -/ _ _

Date
*aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed--by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). PAGE
eWhen required by Construction Code.

ý2 OF



WPKP056034-iPAGE •i 4t' •

APPENDIX D
Page 1 of 1

SUMARY REPORT-FORM NIS-2 ATTACHB1JIT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by:

Comnanv
O'. O. B o Authorization No.b V/A/ A0 qLI IAddress

51!'/'4 , "k! 37,f I Expiration Dateb Al/A • q2
VCity vand State4. Identification of System o7.)" Con 7 4itr'•p 1 7 71  Ypr-• ASMk16- c1•ss5(A). Applicable Construction Code A j jc 19_ _3

Edition 5V-en4 I ?74 Addenda 4,1"15(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 41W I.€eOU&,/ J &.•Ar4 Aooe., J,&* sa.uA,6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
t, - .- ,7 . A n/L .03 P;p/eA•B - 03 4-R -,

16(B). Name of Manufacturer 
1__ _A _ ___,15_.. 

___Address of Manufacturer (if known)
6(C). Manufacturer's Serial Number /V/A
6(D). National Board Number (if applicable) A6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 
I//A 4-i-416(G). Repaired 0 Replaced Dc Replacement6(H). ASME Code Stamped Yes 0 No U7. Brief description of •epair or replacement work performedI P I earorrelcent rk ýpe.rf~ored.

8. Tests Conducted: Hýdrostatic 0 Pneumatic 0
Nominal operat ng pressure [ Other 0Pressure _. IJ/A 4 psi Test Temperature A OF9. Remarks: 7 4-,

WBN
AI-9.15
Revision 11
Page 26 of 33

Date __-/__-___

Sheeta of
Unit /

Report Tracking No.
Type Code Symbol Stampb ACX->

(A//A) Applicable manufacturer's data ýepote to be attached.
Responsible Engr 7J s• f / /44ý -VC

Organization

heet Nos. filled in by Testing and Diagnostic Programs Branch.or work performed--by certificate holderCReplaced (like or dquivalent).
dReplacement (modification). PAGE
eWhen required by Construction Code.

Date /-f-N

)ate

<e

1I

L.J.)(

ipjo)(

., 7 VA



WpKPO 5603A-l
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENTp.
I
I

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /.-/J-- o

Sheeta of
Unit L

ort Tracking No. _/_/_o

e Symbol Stampb WL/IA

ation No.b A-/A J 4IA'

on Dateb A/,A /A

4. Identification of System 07-). 5 et-44 f.,*:5mf - i5-t-1
5(A). Applicable Construction Code A. 19V7J

Edition 5,- V'e,7n t 77 Addenda VA// 4 A-15-fl
5(B). Applicable Edition 'of Section XI utilized for Repairs or

Replacements 1980 ronj• -mes• 4 qi• • -
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification),,
P;P.C ,fp,,,•- 4-?7A 437 - J- T.; ,T . ./4-!; ei. ,#'--. .; /'P;.
-Ai=3•0• 3 v 6,/;4 R = ýt '- i1t

6(B). Name of Manufacturer . 1__A __ _ _-__ _

Address of Manufacturer (if known) A' /A .1
6(C). Manufacturer's Serial Number /V1A W4-15f
6(D). National Board Number (if applicable) V//A
6(E). Other Identification (subassembly number, heat number, e c.)

AJ/A I
6(F).
6(G).
6(H).

Year Built A//A A I-,c-a
Repaired 0
ASME Code Stamped

Replaced Oc
Yes 0

Replacement W•
No 0

7. Brief description of repair or replacement work performed.... Z,;1. -5•,k"Pft ;S X/• .'¢4 fe , 9.- Z>CAJ - q ,o - ..

8. Tests Conducted: Hrdrostatic 03 Pneumatic,[]
Nominal operat ing pressure 01 Other 0 __ 4-)5-1
Pressure A psi Test Temperature OF9. Remarks : Z 4-KA'q

,/Az p-IsV-fo

(VIA) Applicable manufacturer's data reporte to be attached.
Responsible Engr 7 40 Clisi / 5 -A/C Date __/__

Organization

ANI I Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed-by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). 0
eWhen required by Construction Code.

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

4, Rep
3. Work Performed by: T-VA Type Cod

Company

0. 0. 6 oX 0 Copn Authoriz
Address

Citvand State

• , | -- .
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMUT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by:

. x o0. 0 ---"r Authorization Nob 1  j AJ/A P,44-15'I
Address

leg -f,7it 373ý Expiration Dateb 404/ *' 4 -10'
'CityFa~nd State4. Identification of System 07- Coi•t;iti-.p,'l Ypr' ,A5(A). Applicable Construction Code A I-sc l9  ,-

Edition 5-f 4 , I ? j73 Addenda - AKA5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 •w-iorm" 9• ,,.qg' •,.'jrp 0,0,0,VPj0-*, . ii.•i6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identificaon) ,

5(B) . Nainý of Manufacturer &*.8.et-x el - PoSsrl f$4P'-f COt-,"fiiAddress of Manufacturer (if known) A/ A 4-i --6(C). Manufacturer's lerial Number ,fIA ++5l
6(D). National Board Number (if applicable) '//A .4-14-916(E). Other Identification (subassembly number, heat number, etc.) Ec-L pS•

6(F). Year Built Sip0tr--f t gue/ /lqo6(G). Repaired 0 Replaced Oc Replacement ad6(H). ASME Code Stamped Yes 0 No a7. Brief description of repair or replacement work performed.

;_ I~. ý_l~ qr-ts; C j,'Lrei ,2Z-~C~ 3 o o -or-8. Tedts Conducted, Hydrostatic 0 Pneumatic 0
Nominal operat ng •r ssure 0 Other 0Pressure A V psi Test Temperature / 0F9. Remarks: Z 4-1911., A +/ -bJ'-fo ""W+s+

('i/A) Applicable manufacturer's data eporte to be attached.
Responsible Engr 746 YC•1qz? /A'1,/-AJC Date

Organization

WBN
AI-9.15
Revision 11
Page 26 of 33

~~1

Date /-'/_J-- fa

Sheeta - of

Unit J
Report Tracking No. _117- f

Type qode Symbol Stampb /, A

heet Nos. filled in by Testing and Diagnostic Programs Branch.lor work performed-by certificate holderCReplaced (like or dquivalent).
dReplacemen t (modification). 

PheWhen required by Construction Code.

Date i

E OF

-T-VA

gA-

ANII
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHE

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TvA
Company

Date ___-__"-__

Sheeta / of
Unit / Jt¢

Report Tracking No. 'e-• 3 Y -
Type Code Symbol Stampb _'7.

f, V. POX Zul VV Authorization No.u rV__ __-_-_ _

Address
5Pr'ir7 C >I , 7 4) 3 7 cP /a Expiration Dateb MI//A Q -'1-/

V City and State
4. Identification of System ob.) C. V, C, • , A A I VIE C/4. Is
5(A). Applicable Construction Code A 7. C 197-4

Edition -evenA , /F73 Addenda Aj1A •-/r-
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)S;A PiSH~~t/O/-A-e R.S. Unt*-t- 1EL.-730ý- 1"-; -1"4!• ip;•3 Aa.=13o0 J3f'; -&l=#r--7 "

(B). Name of Manufacturer 8-e treli - Patel-s On p;D.e 5"UPfl..-t Corhto
Address of Manufacturer (it known) ' -:/ I c -s- i1

6(C). Manufacturer's Serial Number -5L/A cq- 2-'o/
6(D). National Board Number (if applicable) MA g.-
6(E). Other Identification (subassembly number, heat nupber, etc.) 6-•/4"6

_101'- -r h 4oN-,r _t )f r/~ A
6(F). Year Built Avif,4/f
6(G). Repaired 0 Replaced rc Replacement ad
6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or replacement work performed.

_MoV4;, PF' SA(Ppoj-f Lig remo'py*Ve t Sfhnr _Vh1*r), qm 1/i-ýe 5:5 4ý k ?e-e/e f4 e~v

8. Te~rs Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0" Other 0 to' 1 I

Pressure N/A 114 ¶•'i Test Temperature / °F
9. Remarks:

I-I A
'C-

y

--

-..a

(•/A) Applicable manufacturer's data repvte to be attached.
Responsible Engr __ý 9 60 /M/VIA --M

Organization

ANII 113_
*eet Nos. filled in by Testing and Diagnostic Programs Branch.
'or work perfbrmed--by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. P)

Date _1-_ r-__

Date L½22./

GE ý23OF S
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APPENDIX D
Page 1 of 1

SUM!ARY REPORT-FORM NIS-2 AITAC•H T

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /__- _'_- _

r. u. Box 2000 Sheeta .L ofSpring City, Tennessee Unit
Report Tracking No. 9Ž- ,2;'t -3. Work Performed by: TVA Type Code Symbol Stampb =_.A***••.I.

.9V

-91

P, o, 13x D.(-t'1z k=J Authorization No.b A/ /A -xv -/
Address

'V Ci•IAn 3 73 Ja Expiration Dateb N/A L -VCitY and State.
4. Identification of System o0 - , C.V.C.S. : A lA4.- E /5 I5(A). Applicable Construction Code AZ-S. 19_7_Edition ___en__/_ /17-3 Addenda A(/A z .5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 19806(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
• / ~, . ,^ ",f-t; f .A/-,. 7e ,3"

7B). Name of Manufacturer 
/- A --•e- •- j-qAddtess of Manufacturer (if known) Al/A •tL.•-,•.q/06(C). Manufacturer's Serial Number A/,'/A; ?// -'?/6(D). National Board Number (if applicable) _A//1A =_I-__ _-_ /6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built 
A -/,v-A a6(G). Repaired 0 Replaced 13C Replacement6(H). ASME Code Stamped Yes 0 No X7. Brief description of repair or replacement work performed.

8. Tests Conducted: H drostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0Pressure e kAM Test Temperature OF9. Remarks:

(fl/A) Applicable manufacturer's data repote to be attached.Responsible Engr 2 e ; -oI /a A-AJ Date//-IT-If
Organ zation

AI_ Date
".9'

heet Nos. filled in by Testing and Diagnostic Programs Branch.~~r work performed--by certificate holder
placed (like or dquivalent).

Replacement (modification). p
eWhen required by Construction Code.

AGE L__4OF
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APPENDIX D 
- /

Page I of I

SUMMA REPORT-FORM HIS-2 ATTACHMENT

1. (Owner) TENNESSEE VLLEY AUTHORITY Date
Nuclear Pow r

2. (Plant) Watts Bar Ndclear Plant
P. 0. Box 2000 Sheet a  / of jSpring CityTennessee Unit4 Report Tracking No.3. Work PerfArmed by: ,V/ Type Code Symbol Stampb /

1 Company
6 woAuthorization No.b A/ -/--

Address
/!/ 5,/ ,I! Expiration Dateb

dity and State4. Identification of System e .62. S.S A3 A CxA.5 25(A). Applicable Constrdction Code A.S C_- l9qL_Edition rOVA"6r . '/ 93 Addenda A/1 4r 12- -/ -05(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - W191/?

6(A). Name of Componentis) and description (include size, capacity,material, and location as needed to aid in identification)

~A 24"p~p~ ~ 'oc ~5 'A3 tA 44 "'s6(B). Name of Manufactu~er rVA
Address of Manufacturer (if known) SP/1AJ c-y-,7V,6(C). Manufacturer's Serial Number S.4wbe s,4/'62S

6(D). National Board Number (if applicable) A/A11 1.- 2-S-F-96(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built _SoP0*, a7"^o,,r.*O /Fo
6(G). Repaired 0 Replaced R- Replacement A
6(H). ASME Code Stampedi" Yes 0 No
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hyd'rostati 0 Pneumatic 0 "
Nominal operating pressure 0 Other 03 .F.0Pressure "Of// ./.' - psi Test Temperature -14i.. OF9. Remarks: i

w.,P, kPo47/5A- /

(01/,4) Applicable manufacturer's data reporte to be attached.
,26" Responsible Engro W /- Date 12_-__-_

Organization

i'. ANI I _Date 4-7- Z
aSheet Nos. filled in by, Testing and Diagnostic Programs Branch.bFor work performed by "ertificate holdere '9
CReplaced (like or dqui,alent).
dReplacement (modification). PAG_\1"OF .,'Wen required by Construction Code. PAGE



WBN
AI-9.15
Revision 11
Page 26 of 33

q
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APPENDIX D
Page I of 1

Page • -•s// g
SUMMAR i REPORT-FORM NIS-2 ATTACHMENT

- (Owner) TENNESSEE V` LEY AUTHORITY Date /__/_-___
Nuclear Pow r

(Plant) Watts Bar Nuclear Plant
* P. 0. Box 2000 Sheeta / of

Spring Cityi Tennessee Unit J--
Report Tracking No.

Work Performedlby: V A Type Code Symbol Stampb /

CompanyoAuthorization No.b !

Address'
0"6eisJ& C171-, /,A Expiration Dateb /

City and State
Identification of System A • 5,.Z,, ASA/41, CxA 5 s

i). Applicable Construction Code •4'SC 19_j.
Edition q7"JJ6ý .01973 Addenda A/A -- /2-G-'o
Applicable Edition of Section XI utilized for Repairs or
Replacements 1980OK Wa//

L). Name of Component(s) and description (include size, capacity,
• material, and location.asgeeded to aid in identification)

#PSOAeT~~'?5 -,~-7P24 -4ý -s~4wvdA& 46 2 Z-7 C.A*e
ce4 /i 1` /0 /A d' V

B). Name of Manufacturer 7-VA
Address of Manufacturer (if known) 7,PR/A1, ,C2",/7V.

). Manufacturer's Berial Number :Ayp" C ,-. /5,y.
)). National Board Number (if applicable) -
) Other Identification (subassembly number, heat number, etc.)

25 PCjAAA7~A16, 16d) / -06- Q5
). Year Built SVP• Iz"s•A -6-O /? eF
;). Repaired 0 Replaced Dc ReplacementA
I). ASME Code Stamped 'i" Yes 0 No N
#,Brief description of repair or replacement work performed.

e-Tes ACondu P5ed . y P a
ýý. Tests Conducted: Hydrostatic [I Pneumatic 0

Nominal operating pressure 0
Pressure W/0 ______ _Psi

Other 0
Test Temperature U/4 -F

0V1/4) Applicable manufacturer's data reporte

Ac,"_ . Responsible E,22"6 .7
to be attac•.
/Ai-/?4•-0- ' Date I2-/ --oOrganizationif24e,"t

.ANII Date • _ý-Z--,

.et Nos. filled in by Testing and Diagnostic Programs Branch.
,work performed by •ertificate holder
)aced (like or dquilalent).
lacement (modification).
1i1 required by Construction Code. PAGE OF

Remarks:
,'~ *, 6 o47/SA-/

~A~Ac~CA?~D ~ P~~iC TZ 56A
'A6-X- 7-Z ff6A
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APPENDIX D " -M Page 1 of 1

S REPORT-FORM HIS-2 ATTACIIMENT P

1. (Owner) TENNESSEE V, LEY AUTHORITY Date .i.-6-
Nuclear Pow

:,2. (Plant) Watts Bar N-clear PlantP. 0. Box 2000 
Sheeta / fSpring City,;i.Tennessee 
Unit

R e p o r t T r a c k i n g N o . _ - •__/_ _
/

_
'1 7!•-3. Work Performecy: 

Type Code Symbol Stampb -
CompanyP-/ L&V• 14, 

Authorization No.b
Address6P/&AJ e- .. A ,& Expiration Dateb _±2/ 2/ 70
tity andState 12-6-1o.... Identification of System 

AS-j- 2,•5 (A) Ap l c b e'- - X •sSApplicable Construction Code Ars._Edition )/ 73 Addenda'•5()" nApplicable Edition of Section XI utilized for Repairs orReplacements 1980.- £,Q/•6'/A,6(A. Name of Componentls) and escription (include size, capacity,material, and location as e ded to aid in identification)

006e r, -i zo 5. Name of Manufactu;er *VAAddress of Manufacturer (if known) .l.,/Ao,6- ezr 7,-y,ý:6(C). Manufacturer's Serial Number $u S,/V. 357S.O(D). National Board Number (if applicable) 1-4 -. 96,
;6(E). Other Identification (subassembly number, heat number, etc.)?s c 0,1/?7Ad 8,,~o•6(F) Year Built 

/?o.6(G). Repaired 0 Replaced Oc Replacement V!6(H). ASME Code Stamped i' Yes 0 NoMKk-. Brief description of repair or replacement work performed.

•8 , Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 0
Remarks: Pressure . •* ,jOpsi Test Temperature O F

(• Re Applicable manufacturer's dat reporte to? 0 Responsible Engr 
D b tee a2-t-tache

Organization

ANII _______Date 4 -V-
t Nos. filled in by Testing and Diagnostic Programs Branch._ work performed by giertificate holder[Replaced (like or dqui alent).

Replacement (modification). G-When required by Construction Code. PAGE OF
"I. 

. .
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1.

2.

3.

': APPENDIX D
Page 1 of 1

SUIM1AR. REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE V'lLEY AUTHORITY Di
Nuclear Pow&r

(Plant) Watts Bar N ,clear Plant
P. 0. Box 2000 SI
Spring City';, Tennessee U

11C Repori
Work Performed by: ' VA Type Code

•ii• Company

9/, 160A 'woo " ma Authorizat:
Address

heeta L of I
lit /
t Tracking No.
Symbol Stampb gIa .1 '  C)

ion No.b /
"

.PA,0IA)& Ci V. rEA, ; Expiration Dateu A-'// !'.'-"
'City and 1State

4. Identification of System d $Z,5- AS/1• CXAS 2
5(A). Applicable Construction Code Ar"sC- 191_3

Edition c7"WA' ./973 Addenda e4/) -- e,
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- W19•/I/
6(A). Name of Component(s) and des ption (include size, capacity,

material, and location as ieed• to aid in identification)
i,,/£ 7-p47,, i'-r - 74 /- 5 S %9P .9 5/40 3-5 5,,,,,,,6e',g 2,S 46 -f.35

5,4: 4 k7 ' 'A5 at U eo. /41A/6

'B). Name of Manufacturer T-VAh Address of Manufacturer (if known) SRI/A*-Lr27".'5V,
(C). Manufacturer's Serial Number duc&6 5.A, 2596Z

6(D). National Board Number (if applicable) A/1A &-f- 12-4-j
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built SOP.R , ,•/f 199o
6(G). Repaired 0 Replaced Ic Replacement Wd
6(H). ASME Code Stampeai"' Yes [ o Xo
7. Brief description of repair or replacement work performed.

1/.S7TAAL _SMUJAAq-R ýA."6 rc4AqAP1 gg7mipi 6~AfAA4d 3-/s_&5. 425f_

Tests Conducted: Hydrostatic 0
Nominal operating pressure 0
Pressure 44114,_12-"_PSi

Remarks:

Pneumatic 0
Other 0-

Test Temperature ,V14 OF

id, P. k~e;7j5-

(A•4/) Applicable manufacturer's datareporte

Responsible Engr
to be attached.
Orgn54 -. zatC
Organization

ANI I

Date _2_1/-O

Date z•-- -z,

1heet flos. filled in by Testing and Diagnostic Programs Branch.'or work performed by 'ertificate holder

d' Replaced (like or dquilalent).
dReplacement (modification). PAGE

e en required by Const]uction Code.

Page V')

ate

B.

9.

5ý,Gr-
000-ý



APPENDIX D
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SU :ARj REPORT-FORM HIS-2 ATTACIMVr

(Owner) TENNESSEE VAiLLEY AUTHORITY D
Nuclear Powjr

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 

SiSpring City,"!. Tennessee Ux

Work Performed4y:
Report

Type Code S

Au thorizati n n b l/ A 4 ' .,, ?6Address'..... ,- C/ A', Expiration Dateb x4•-.'t/2-6-/ •
TCity and ,State'4. Identification of System 3 5Z.•.. AS1E 4A

5(A). Applicable Construction Code A.-X - 19_L9 _Edition cU-' . /973 Addenda ,/A •.-/.-4-& _5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 -O6(A). Name of Component(s) and d e-iption (include size, capacity,material, and location a nee ed to aid in identification)

Name of Manufacturer rVA
Address of Manufacturer (if known) •9RA}6- CJ7"y,

• Manufacturer's Ierial Number A1O S /. AoAd5t1/d,4O -g -6(D). National Board Number (if applicable) A4,/• •/2#_ •;6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built S VP " /7?o,6(G). Repaired 0 Replaced& Replacement6(H). ASME Code Stamped. Yes 0 NoN7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 01
Nominal operating pressure 0 Other 0
Pressure psi  Test Temperature 0 F9. Remarks: 

pe

(.AJ/4) Applicable manufacturer'siata reporte to be attached.
Responsible Engr ___1__C/D__ate_/-2 

-/0 -90
Organization

WBN
AI-9.15
Revision 11
Page 26 of 33

WORKPLAN/ 2 /

ate

heeta / of /

li t
Tracking No. _ __

;ymbol S tampb

[on No b /A . ,,- # .• '

.ANI I Date - -Z
•:1 Nos. filled in by Testing and Diagnostic Programs Branch.

ork performed by Certificate holderdRe ced (like or dquivalent).Replacement (modification). PAGEehen required by Construction Code.

Li'

rQ~
S.-' if-

I~zI
I!

V)
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DPage 1 of 1

SU REPORT-FORM HIS-2 ATTACHMNT..
ft. (Owner) TENNESSEE VALLEY AUTHORITY Date /--/0-•6)

Nuclear Power
!2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 
Sheeta / ofSpring City'p Tennessee 
Unit _

Report Tracking No. 
_ _ _ _

Work Performed by.7 Type Code Symbol Stampb /

]. Company 1 StmPc~ Addres ' Authorization No.b ,-o
Address!:PA'/A)6 CI? V /W, Expiration Dateb 

- ?0ti-ty and State- Identification of System 0,3 $ . ,-5,. SilE CA As0 2(A). Applicable Construction Code 1973_Edition _ 'A5 .1O 97 Addenda _______________-__(B). Applicable Edition of Section XI utilized for Repairs or•/• Replacements 1980 -- l94j'/(A). Name of Component(s) and description (include size, capacity,material, and location as -d to aid in identification)

, iame of Manufacturer rvA
Address of Manufacturer. (if known) SPAIAOk,- e-rV ,Manufacturer's Beerial Number 

' re(D). National Board Number (if applicable) .J/l'A"-2-•-PoE). Other Identification (subassembly number, heat number, etc.)

YF). ear Built 4S7',4," "C)- Repaired 0 Replaced 1. Replacement WE)" ASME Code StampeO1 Yes 0 No[
1ý:"Brief description of repair or replacement work performed.

.Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure [ Other 0Pressure J •psi Test Temperature k2j OF;Remarks: Ii L, ,~ kx"~,5 4 -

C.I/IA) Applicable manufacturer's data reporte,to be attached.
Responsible Engr • / Date /2-/0-9'

Organization

ANIl 
Date 4L_-R z_

=US. filled in by Testing and Diagnostic Programs Branch.Performed by certificate holder-ed (like or equivalent).
Iement (modification).
.eqired by Construction Code.

#1 JI

;70

PAGE i-ýOF
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APPENDIX D K.OPL r, A
Page 1 of 1

SUMMAR REPORT-FORM NIS-2 ATTACHMENT .

(Owner) TENNESSEE VALLEY AUTHORITY Date
Nuclear Pow r

'(Plant) Watts Bar Ndclear Plant
P. 0. Box 2000 Sheeta of
Spring City:,ýi Tennessee Unit J

Report Tracking No. -, J;3 Work Perform• by: i."A7"V Type Code Symbol Stampb -
•: Company

rj_ C-', • wc-'c• .' ~Authorization No.b A i//r/ .o
Address`

••P,•is)& "/JY~ JWA Expiration Dateb -
c:ity and State

.. Identification of System 0 -3 - . A SALE eAX 5S2

.(A). Applicable Construction Code A.-c- 19 _" Edition 1•9"6 1 J 7i-3 Addenda C/r,-- /•Z-e,-;70
(B). Applicable Edition' of Section XI utilized for Repairs or

Replacements 1980!- W//
(). Name of Componentrs) and de cription (include size, capacity,material, and location as e d to aid in identification)

C 6 A A /-' 6 S 2 - Q C - D/ -

'B). Name of Manufacturer TVA
•; Address of Manufacturer (if known) ZVI-_& 2 -A,(C). Manufacturer's 5erial Number w/ w.", As/•/-, 7-) 7•-'MD). National Board Number (if applicable) A1/A14 - , -S-POE). Other Identification (subassembly number, heat number, etc.)

(F). 'Year Built /s,,?9a /#ieo,.''o /9t96
6(G). Repaired [I Replaced [1c Replacementxý0(). ASME Code Stamped;i Yes 01 No [

" Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic E Pneumatic 0
Nominal operating pressure 0 Other 03 F-0Pressure W Test Temperature * F

49 Remarks:

(.i/,) Applicable manufacturer's ata report, to be attached.
Z . • Responsible Engr _ _ _4_-_Date_'70____

Organization

4 
""ANTT . Date___

eet Nos. filled in by Testing and Diagnostic Programs Branch.
r work performed by 9ertificate holder

...,Placed (like or dquiyalent).
Ren c -nt (modification). PAGE OF O-eln required by Construction Code.

•:...

1-
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•':! APPENDIX D

~~4Pag I of D1~g•:•:- t age
SUMMARi REPORT-FORM NITS-2 ATTAC]IMI

':' (Owner) TENNESSEE V4LLEY AUTHORITY Date L_____-- __

Nuclear Pow r
-(Plant) Watts Bar N~Iclear Plant

P. 0. Box 2000 Sheeta / of
Spring City',; Tennessee Unit j* :•5 1il Report Tracking No. ____'_

Work Performed by: i"A Type Code Symbol Stampb _

: Company
L Authorization No.b t11A

* Address.,
"<W 7 P,-AJ IV, Expiration Dateb /
-V 'City and !State
4. Identification of System a3 5 ,AI.,$ •S/1• CXAS5 2
7(A). Applicable Construction Code A4r-SC. 19__Edition , Addenda A//4 v?-/2--,

ý(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 :.-

6(A). Name of Component(s) and descrl ion (include size, capacity,
material, and location as ne ed to aid in identification)

A5 tu~ - 355-049 P~c
6(B). Name of Manufacturer

.-•' Address of Manufacturer (if known) (j3/AI6- C" .K2"7W.
6(C). Manufacturer's Berial Number .- . 7-e ,E&7 -0_(D). National Board Number (if applicable) AI/I ;14--' ;- -$Pa6(E). Other Identification (subassembly number," heat number, etc.)

6,(F) Year Built SVPP1,f,.7- vw':-, /&0 'l
6(C). Repaired [I Replaced Dc Replacement,ý1
6(11). ASME Code Stamped i': Yes 0 No 0

. Brief description of repair or replacement work performed.

7 ZS4 -1/

Tests Conducted

Remarks!

: Hydrostatic 0
Nominal operating pressure 0
Pressure A4V 4ff(,*;.1/2--'psi

Pneumatic 0
Other 0•r; -,-F0

Test Temperature L/,4 OF

La1 2, 71 !'547/A-/
__ 'I

.(A//) Applicable manufacturer's data reporte to be attached.
Responsible Engr C D•ated.

OrganizationAI-
ANII __'_____ Date

'!Sheet Nos. filled in by' Testing and Diagnostic rograms Branch.For work performed by certificate holder
.PePlaced (like or dqui~alent).
.-eplacement (modification).
en required by Constr-uction Code. P E

PAGE ZO'-4

1; -/ .9,. qu
.. :-PC)

-5..0

0
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APPENDIX D
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SUMMAR REPORT-FORM IIS-2 ATTACIIME1T

(Owner) TENNESSEE V ,LEY AUTHORITY D
Nuclear Pow r

(Plant) Watts Bar N clear Plant
P. 0. Box 2000 SI
Spring Cityii; Tennessee U:!i Repor•

Work Performed by: V' Type Code
Company

0 LA tS.S, U 4. '.0 5..

WBN
AI-9.15
Revision 11
Page 26 of 33

Page /.Z /i~~

ate____ _

ieeta / of I
nit I J
t Tracking No.
Symbol Stampb .

ion No. b 4///q '"-,Z--O
Address

'• •1 7 6 C_ /, .1W Expiration Dateb -

City and 'State
• Identification of System .. &3 SZS. A 54? S r CxAs5 5
5(A). Applicable Construction Code A.Z-SC- 197_

Edition c;L0,A/6 , OZ973 Addenda •/,9 '-,/a-c-po
5(B). Applicable Edition of Section XI utilized for Repairs or

8,- Replacements 1980 :, t•Q/94 /
i(A). Name of Componentls) addescription (include size, capacity,

material, and locatio a• needed to aid in identification)
2~~\.'~ o - /, 5-f/,S RI~D /?ea 05 r4f'r,' 26,0~-/.0Cd.OA",VP Ae• 4' "#'•#,•

.(B). Name of Manufactu.erK,ý.7- VA
Address of Manufacturer (if known) S•tR/?At'l6o C1<,2/ý,
Manufacturer's Serial Number -A1,0 Sg, A/a?1 , 5/c-1, /•SS-6:0t 7-V,

i(D•.National Board Number (if applicable) A&/A 4-"-,/2-S -ye
C(E). Other Identification (subassembly number, heat number, etc.)

(F). Year Built SP4,'
(G). Repaired 0 Replaced M Replacement 9
(H). ASME Code Stamped;i Yes 0 NoK
. Brief description of repair or replacement work performed.

F40

Tests Conducted

Remarks:

L: Hydrostatic 0
Nominal operating pressure 0
Pressure All,./ /2spsi

Pneumatic 0
Other 0

Test Temperaturev.l. OF

(A1/A,) Applicable manufacturer's,_ata reporte
Responsible Engr42 0

to be attached.

Organization
Date /Z-/,o-9o

ANII _ --_ -___Date 4-±23/2.
sheet Nos. filled in by Testing and Diagnostic Programs Branch.
r work performed by qertificate holder
!laced (like or dqui'alent).
!placement (modification).

When required by Construction Code. PAGE
•PAGE ,..O 5jf,

#
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APPENDIX D
Page 1 of 1

REPORT-FORM HIS-2 ATTACHMENT

(Owner) TEHNNESSEE V'LLEY AUTHORITY Date ____--/___

Nuclear Pow'r
(Plant) Watts Bar Nhlear Plant

P. 0. Box 2000 Sheeta . of
Spring City;: Tennessee Unit 1

'ji' Report Tracking No. ______
Work Performed by: 7VA Type Code Symbol Stampb •

e,, Company Authorization No.b /

Address'
SAP/'i4 C(I'Z". -4W, Expiration Dateb /

"City and ýState
Identification of System -3 5 -X., - -A SAL c:XA5 2

0. Applicable Construction Code l-SC 1979_
Edition c7"VA16 *1973 Addenda ,/4q•-,2--c-

). Applicable Editioni of Section XI utilized for Repairs or
Replacements 1980 ,- W1/9"/

). Name of Component~s) ana-diption (include size, capacity,
material, and location a" ne ded to aid in identification)

_" Rx 3 s 7 -4 5 L 5 S '-; 4 . 6 3 kg x 1 Y 2 2 A
DX•nr ,e• x e1£•,"92 "• yx c~e'.,4 650• # '5) ' ,Z4 6L 8 $",'A4 St ,Z•c.Let.s,

). ie of Manufacturer 7"VA
ress of Manufacturer (if known) Si//•A'C-- ý 7y,-tV,

1).W'dnufacturer's Serial Number "l• s4e,,4 /,4.z.sy. Ale, A'-
). National Board Number (if applicable) A//A A•.-- i• .2- -96

1). Other Identification (subassembly number, heat number, etc.)

). Year Built 7-,P, 4g,1•R6,o ,,
). Repaired 0 Replaced OF Replacement Md

1). ASME Code Stamped i' Yes 0 No)
Brief description of repair or replacement work performed.
A4,wil, 5sJu*A ME .4 &gAhO A 4~A,.o 9,5Z.44 e ~ atl~ w-, s 7-

I: Hydrostatic 0
Nominal operating pressure 03
Pressure A1/,fXo1'fpsi

Pneumatic 0
Other 0

Test Temperature A11j OF

p-I

0V//4) Applicable manufacturer'sdatA reporte to be attached.
;F'.- Responsible Engr --...; /A -?6 -.,#e' Date/•A-2-?0

Organizatioro n•.

ANII I

ýer •s. filled in by Testing and Diagnostic Programs Branch.
r i performed by ýertificate holder
plaW (like or equilvalent).
placement (modification).
en required by Construction Code.

.I

Date 4-7-9

?AGE Zo0 OF

Remarks:

i~J, e kAi 42/5A

lests Conducte
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APPENDIX D
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SUMRREPORT-FORM HIS-2 ATTACMVM
1. (Owner) TENNESSEE V4LLEY AUTHORITY 

Date
Nuclear Pow r2. (Plant) Watts Bar 1N1clear PlantP. 0. Box 2000 

Sheeta __s/__ ofSpring City'! Tennessee 
n"4#-

Report Tracking No. - / /Type Code Symbol Stampb -e I P
Autnrh ,-4 -P.,#-.4 ^ . h ,/ -.• _

A d d r e s s ! . . 11 . h ,-

City and State Expiration Dateb .4. Identification of System 6 -, S A s5(A). Applicable Construction Code .r-c 1._.._Edition _ ,'-'_ /.9 Addenda _Z -el -FO/5(B). Applicable Edition of Section X1 utilized for-Repairs orReplacements 1980 
f.6(A). Name of Component(s) and description (include size, capacity,materials and location as needed to aid in identification)

9 . Name of Manufacturer r ------
Address of Manufacturer (if known)_ e 7 7 r T•i..- ' ,C). Manufacturer's 5erial Number w 

rO ,r-446(D). National Board Number (if applicable) A -'6, 2 -'/ _6(E). Other Identification (subassembly number, heat number, etc.).. ...... 7'4-"
6(F). Year Built 0ap 7 C ,, I? f06(G). Repaired 0 Replaced20 

ReplacementIS6(H). ASME Code Stamped * Yes 0 No7. Brief description of repair or replacement work performed.
•.,V0.ap 04,IDV) REA( A).#,, 7,.-A,, s 4.

8. Tests Conducted: Hydrostatic o Pneumatic 0Nominal operating pressure 0 Other 09. Remarks: Pressure ' Test Temperature • OF

(,/4) Applicable manufacturer,
5  reportt be attached.Responsible Engr to

12 "• '•  • //•2 4 -•V •D a t e I ,.-1i2 -9 O

Organization

ANII 
Date 2

N os. filled in by Testing and Diagnostic Programs Branch.L'W ork performed by 9ertificate holdercReplaced (like or ,quivalent).
dReplacement (modification).e~hen required by Construction Code. PAI

iE ýoOF

-I

0
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SUMMAR

1. (Owner) TENNESSEE V41
Nuclear Pow.r

2. (Plant) Watts Bar Nuic
P. 0. Box 200
Spring City,!;

3. Work Performed by: i.
P, IBo 2'woo

APPENDIX D
Page 1 of I
Paig 1

REPORT-FORM HIS-2 ATTACIIMEMiT

LEY AUTHORITY Date -

lear Plant
0 Sheet _ of
Tennessee Unit L..

Report Tracking No. ______

2 :A Type Code Symbol Stampb g // " ,  '

Company Authorization No. b •/;•••z&•

Address b
C./ 7,:/. , ,,Expiration Dateb

"City and ;State
$ 4. Identification of System i: •ZS AS/V CE ASS Z
5(A). Applicable Construction Code AZrs c- 191.3.

Edition 7W5" :'197?3 Addenda A/1A ,'/Z-C-9
• 5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980ý- 19X/I'/
;:6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
7. P,6sipesom r 63-ws.Z~ -A-Z5s _;,& 6V' P_ -45 cdA4.- ,%rw/ A--/P~

.20 15 - 15 RZ 0,0R6fl Sr~vr.'Af4FAR6 eo ,~e, .1e#,ogs 1;Z A A7ý?,",'A St4k 6CZ~ -i4-46
3(B). Name of Manufacturer rVA "

Addre'ss of Manufacturer (if known) (P/A)& C2-y7/-,,
6 (C). Manufacturer's Berial Number yo xegR/R4L Ai. ,4Si/eM6-eO ?", o'7-e-ý,

6(D). National Board Number (if applicable) A4// A'"12-ý-9O
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built S.ROP •,4A4'ovo/p,/o6 /?5o
6(G). Repaired 0 Replaced 2 Replacement E

~s6(H1). ASME Code Stamped; Yes 0 No A
7. Brief description of repair or replacement work performed.

R&M V, srf 4,-40 CkA4-1, 0 /A' 7,Y6 X 01tecr.'4 oAl AANO 1AIS7A414. A/jAM.) .rRr ori
8•7 IA. Tess C o Hr acPui.v.• 8. Tests Conducted: Hydrostatic 03 Pneumatic 03

Nominal operating pressure 0
Pressure :V.ý/-941psi

9. Remarks:

Other 0 /,a.. -o
Test Temperature Ai/1. OF

- , 4', /•,42/5A- /

(Al//) Applicable manufacturer's data reporte to be attached.
Responsible Engr 4$ /,,4 -,,VC

Organization

ANII <z--- G-L3--

Date I F-O2-9'O

Date _/_AZ

rSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquiyalent).
dReplacement (modification). -E
eWhen required by Construction Code. PAGE

1



.. ... , DP?, lPT,'flDMA %S*&.L-- %,IA.LL *IJ&.,.

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Powjr

(Plant) Watts Bar Ndclear Plant
P. 0. Box 2000
Spring City,;!. Tennessee

Work Performed by: VA
Company

4, 5,5v 200 0

WBN
AI-9.15
Revision 11
Page 26 of 33

VPaReP-'.tk.LW-/-7 - /

Lz Z&.L.L J, . LIJ.

Date _________

Sheets _ of
Unit "r 5/*

Report Tracking No. -___/_
Type Code Symbol Stampb .

Authorization No.b Al/•1A '/Z--
Address

Expiration Dateb ,
'City and ':State

Z4. Identification of System 6 -T .5, ASAIZ' CdA55 2
.5(A). Applicable Construction Code A r c- 197_

Edition .VOJ5 - 2 9 7 3  Addenda e//A >- /,Z-4.-10
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 W-- ?X
`6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

Aaff a2 V Pi/pe C-4~'~ 6,90! cc.w-,pe h /",'A5 t V co 4~S
i6(B). Name of Manufacturer r VA
T. es.Address of Manufacturer (if known) .,/L4kr, C1'r7,V,
ý6(C). Manufacturer's Serial Number A/o S'-,A le, #s54s-,-6Q r4 /72:-,
6(D). National Board Number (if applicable) .JS/ 1'.2-Z--o
-6(E). Other Identification (subassembly Tumber, heat number, etc.)

6(F). Year Built .7,P/•iqr
6(0). Repaired 0 Replaced Ec. Replacementad
6(H). ASME Code Stampedi Yes 0 NoN
7. Brief description of repair or replacement work performed.

Tests Conducted

Remarks:

Hydrostatic 0
Nominal operating pressure 0
Pressure AV/ YV psi

Pneumatic 0
Other 0 ".2-fo

Test Temperature OF

(A/A•) Applicable manufacturer's 4ata reporte to be attached.
Responsible Engr /. /A46A-A/c Date -:ZF-o

Organization

ANII •---- Date 4z-742
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
;For work performed by 4ertificate holder
1CReplaced (like or dquiyalent).
$Replacement (modification). PAGE ZO OF,Wheni required by Construction Code.

I APPENDIX D
Page 1 of 1
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APPENDIX D

Page 1 of 1

SUI1NAR- REPORT-FORM HIS-2 ATTACHMENT-

1. (Owner) TENNESSEE VALLEY AUTHORITY DaNuclear YowT Y
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 ShE
Spring City; Tennessee UnJ

Report
3. Work Perftrmed by: 7" VA Type Code S3

i. Company

WBN
AI-9.15
Revision 11
Page 26 of 33

VIGNCRKPLAN

te

ietaj__of /
LtJ
Tracking No.
rmbol Stampb ,

n No.b }/A /z-?-•
Address!

•PA'OIAJ& , Expiration Dateb -
"City and :,State

4. Identification of Sy.,stem 46.3 5,_S- AS/1• CzAS 2
5(A). Applicable Construction Code A rs c- 197_

Edition "E, 26,973 Addenda AA t,4 12- -_-F0-o
5(B). Applicable Edition of Section XI utilized forRepairs or

Replacements 1980 -- v196'/
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
A1,Rs 50A4" T44753-3 6/e2440' -IS 1.1/75-,? 14M

6(B). Name of Manufacturer - rM
Address of Manufacturer (if known) S ,9RM-'6- C2Ty- W7V,

6(C). Manufacturer's Berial Number .. v'ud36e - ~e,, ' ý 7f76(D). National Board Number (if applicable) &/A ' ,2-I-'O
6(E). Other Identification (subassembly number, heat number, etc.)

_&5C 0,49r-t.A10 /B86O/1o_;-,o 7
6(F). Year Built ••P r,• , 0  7?
6(G). Repaired 0 Replaced Oc Replacement
6(H). ASME Code Stampedi4 Yes 03 No K
7. Brief description of repair or replacement work performed.

-I/,4i74~ VC-&j gapOe,7. cx*_R CL A 1P ?976 gr h.1godr, 6jegrs

o. lests uonductec

9. Remarks:

1: Hydrostatic 0
Nominal operating pressure 01
Pressure A/0*--"'•psi

Pneumatic 0
Other 0

Test Temperature ±114 OF

('/A,) Applicable manufacturer's data reporte to be attached.
Responsible Engr V64 W/C-'/ Date/2-Z-•

Organization

ANI I _____________ __

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by 'ertificate holder
CReplaced (like or dquiyalent).
dReplacement (modification).
e.fen required by Construction Code.

IPAGE

Date 4AZ3 c-:

-: oOF 5_ -

ar• u t•AA%• A A•A•

.Fa

e



APPENDIX D

Page 1 of I

SUfM1A1 JREPORT-FORM NIS-2 AT7TACDIEMr

(Owner) TENNESSEE VALLEY AUTHORITY D
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 SI
Spring City;!: Tennessee Uli Reporl

Work Perfomed by: iVY A Type Codep
1I• Company "Pi.J A II r 2x3)90__ wo I n~lh'l4,

WBN
AI-9.15
Revision 11

wo'fm -2A0 1)Y7r4 I

page

ate 10-l-- e•i./

heeta / of /
nit L ./.
t Tracking No. g- qe
Symbol Stamp b

ion No.b -W F
Address

7it, a St Expiration Dateb ,•, "City and ',;State

i. Identification of System A13 .. aX1S. gSA1• CeA4s 2
5(A). Applicable Construction Code A Sc 19_-_

Edition ej-7)gf ,. y?l 3 Addenda 1At •,,'2- -4O
i(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 ,- W•,9'/
I(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
tvlpe6 S voax -,4 ?%ý5 -,f548 2 6 4. - 65 rx*Ao'Cox /o ,"4~O6 /

44:46-ýS? sre1 / 4 S6d646 .',87 J?"'A 5 ý 4 al 4./&
(B). Name of Manufacturer ri'A

Addre~ss of Manufacturer (if known) .SYRA)&- Cr• 27yA.
(C). Manufacturer's Berial Number 5;Vy8A -5-,•-z^ "-?441
(D). National Board Number (if applicable) AI/& -"-412-4-fV
(E). Other Identification (subassembly number, heat number, etc.)

(F). Year Built SyPPA4.r' 1*p1,scye /1?9
(G). Repaired 0 Replaced • Replacement j d
(H). ASME Code Stampedi; Yes 0 No A

Brief description of repair or replacement work performed.
R6eoo 5ýrAvr ex.4A."P 4-vO 1A15 .AA~ ABl4 5W " VA66A. CA

Tests Concucte

Remarks:

i: Hydrostatic [0
Nominal operating pressure 0
Pressure 1 l/90psi

Pneumatic 0
Other 0 € e

Test Temperature A/. °F

IA.LA Xd49715-4

! (,/A) Applicable manufacturer's data reporte to be attached.
i~i?.  •'•" " Responsible Engr _.%• . I/,i -/c

Organization

ANII -_-- _ ____--_

jaSheet Nos. filled in by Testing and Diagnostic Programs Branch.
'bFor work performed by c'ertificate holder
'CReplaced (like or dquiý.alent).
kbdheplacement (modification). PA
{e.hen required by Construction Code.

!<!.

Date

Date :2

ýE ZOF OF

m A A i
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W APPENDIX D A
Page 1 of 1
• I, Page

SUMMARi REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE V6LLLEY AUTHORITY Date
Nuclear Power

(Plant) Watts Bar N clear Plant
P. 0. Box 2000 Sheeta // ofSpring Cityi, Tennessee Unit

:o. Report Tracking No.-Work Performed by: " Type Code Symbol Stampb ,
Company- Box Z000 1 Authorization No.b !

Address•A/A6 CIi. rW-, Expiration Dateb -

'City and ;StateIdentification of System 463 5:rC5 A5,A " CZAs 2A). Applicable Construction Code A _rS C 197_
Edition 4VA,7jile • i973 Addenda . A/' 29."-/-C -voB). Applicable Edition of Section XI utilized for ,Repairs or
Replacements 1980 W-19/

A). Name of Component(s) and description (include size, capacity,"naterial, and location as needed to aid in identification)
'A6 o Pb Rý4 Z 4. 9 I /n, 1 P 5'40-9 "e)~ /400/ _=41VArr e1106vr-S,'W3A

A4 4 4 '04t VB). Name of Manufacturer
Address of Manufacturer (if known) SPR/A1V- c, 'y ,',C). Manufacturer's Berial Number ..S/0a86S 5seAh,4- /5 $ S /13727Tý7D). National Board Number (if applicable) AA14 1-4 -VaE). Other Identification (subassembly number, heat number, etc.)

PIA7e!2 " #l. r 4 4~ Cc
F). Year Built SoP 7" 64,1e 1-19
2). Repaired 01 Replaced4g Replacement 84-1). ASME Code Stamped i Yes 0 NoA
Brief description of repair or replacement work performed.

Tests Conducted: Hydrostatic 11 Pneumatic-0
Nominal operating pressure 0 Other 0] ;.~..4-•oF0
Pressure x-psi Test Temperature 1 OFRemarks: psi -r " " " A'I4, ,k, '41 •7/-5A- /

(A1/,4) Applicable manufacturer's .... .e to b
,_g~at rtepr to be attached.

Responsible Engr Date/Z 3
,. Organization

_ _j1 -

. ANII _ --_ ____Date

,eet Nos. filled in by Testing and Diagnostic Programs Branch.r work performed by qertificate holder
-placed (like or dquiyalent). L) OF o
placement (modification).
en required by Construction Code.



WBN
AI-9.15

Revision 11
Page 26 of 33

APPENDIX D
4 Page 1 of 1

S A REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VLLEY AUTHORITY Date
Nuclear Pow r

2. (Plant) Watts Bar Niclear Plant
P. 0. Box 2000 Sheeta ofSpring City',,' Tennessee Unit J

A Report Tracking No. -_-_. -3. Work Performed by: Type Code Symbol Stampb -
/•,/• , • 0) ,Z~ ( Company

Authorization No.b 4L/l*-'/Z_-5.O

AddressiPA'/ C/l.7 V. I-,. Expiration Dateb , / 2/--'
'City and'State4. Identification of System 6 3 5.Z$5 AS5/1,E CeAS55(A). Applicable Construction Code A.Z•-s 19Edition V-45 , :'/ 73 Addenda y r// ,- -6,-

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 :- W19SI

6(A). Name of Component(s) and scription (include size, capacity,material, and locatio n ns nded to aid in identification)

6(B). Name of Manufacturer VA 
LrA /7•-Address of Manufacturer (if known) lPRIa,- c.ry",y-",6(C). Manufacturer's Berial Number w6 S6e1,Z-, V6, voS.4 % $ 2.---,6(D). National Board Number (if applicable) AIA Ac-- 1-2g.706(E). Other Identification (subassembly number, heat number., etc.)A3t. .OIAr_0MTPW .0 P -1,6-L KS. /#rf/.585 976(F). Year Built 5PP" 4 ,6(0). Repaired 0 Replaced•._ Replacement

6(H). ASME Code Stamped Yes 0 NoA7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0Pressure psi  Test Temperature 4 OF9. Remarks: •,~ ~ 47 2, , €. A -/

(A/,4) Applicable manufacturer's -ata reporte to be attached.
Responsible Engr o6-,V-_ DateOrganization

ANII ___ ___
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or equivalent).
dReplacement (modification). PAGEeWhen required by Construction Code.

Responsible Engr I

Organization

AaI'I _

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PA(

Date 4- 7--,

_! OF 5-

Date /m-/.>-T'•

Date 4--7 --z

E OF

B



APPENDIX D
Page 1 of 1

STJOM RERT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: \1-R

S-SCompany

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 1Z-I-' -TO

Sheeta of
Unit I

Report Tracking No. ,o
Type Code Symbol Stampb M

Authorization No. b AJJA AIM. IZ-)7-50

Address - "-- Q CaT d Stt Expiration Dateb //4) , /7-:
1 City ad State0

4. Identification of System _0 I S -g\bhuJ A•uii - C\Ps• _.5(A). Applicable Construction Code 4,1" S 19.Zf
Edition, \yme- 1973 Addenda 4J/A ti...o /Z.-17-lo

5(B). Applicable Edition of Section XI utilized for"Repairs or
Replacements .1980 / L4 I

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid n identification)

Lp% i Az 

,z 
/ 5

6(B). Name of Manufacturer A/-/IA . Loo IZ.-1-)' .
Address of Manufacturer (if kno*wn) -iJIA Po, I•1-Pi 5

6(C). Manufacturer's Serial Number -A/JA wo' 12-)7.70
6(D). National Board Number (if applicable) A/P L o•_ & /- 17- q6
6(E). Other Identification (subassembly number, heat umber, etc.)A11/. woe IZ-11-9o
6(F). Year Built AJ1-0 u.ob. I Z-17- o
6(C). Repaired 0 '% Replaced Dc Replacement 1d
6(H). ASME Code Stamped Yes 0 NoA
7. Brief description of repair or replacement work performed.

W2 - P 396,q
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0
Pressure A /jo 1o 4 7z9opsi Test Temperature AiL. OF9. Remarks: r•jo -

) Applicable manufacturer's data report• to be attached. IZ-"/-176
Responsible Engr .AQ,ý AV,. / e4 -ljt. Date- .o.

Organization

ANII ,l•Z. Date_

Iz.I)-q a

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). . -eWhen required by Construction Code. pAGE PAG!a:O

'90



APPENDIX D
Page 1 of I

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: T
1*'mp=~y

-, X- ZnA / Authorization No.b  1A % -j-qo
AddressSe-Wc -r L%--r-N Expiration Date b A11A U-im I17.-1-1

•-' City and State U4. Identification of System e W •AS M&* -C. IAs Z_.
5(A). Applicable Construction Code At T 197..

Edition -y-uc. t1 '?1 Addenda 4//A -&P. IZ-17-75(B). Applicable Edition of Section XI utilized fof Repairs or
Replacements 1980/W o I

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid ir identification)

6(B). Name of Manufacturer N4\hq wo*;,• 17-11-1O
Address of Manufacturer (if known) IJIA L.0 IZ-•-m-o

6(C). Manufacturer's Serial NumberIJIA u o ILL-. go
6(D). National Board Number (if applicable) A W 1 -1906(E). Other Identification (subassembly number, heat number, etc.)AJIA v-3aoý- /Z-17-F'd

6(F). Year Built iA -J IZ-17-7-o
6(G). Repaired 0 ,, Replaced Dc Replacement Cd6(H). ASME Code Stamped Yes 0 No M7. Brief description of repair or replacement work performed.P 1  - :E I In ,PA bL C A P64,AA AA)MA 2e-A d -

R-
8. Tests Conducted: Hydrostatic o Pneumatic 0

Nominal operating pressure 0 Other 0Pressure A/4 J!£'-,- si Test Temperature O F9. Remarks: A) A

) Applicable manufacturer's dat reporte to be attached.
Responsible EngrL 4.t. . IMpA -A) . Date/2I77•0

Organization

ANII ,I _ 1 Date 2 7/t
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE OF

PAP.7WP K-1 6 -sW

WBN
AI-9.15
Revision 1i
Page 26 of 33

Date 1-1-7-5a5

Sheeta of
Unit I

Report Tracking No. .
Type Code Symbol Stampb •1• W
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APPENDIX D
Page I of 1

AVVI& REPORT-FORK HIS-2 A=ACHMT

1. (Owner) fESSEE VA= AUORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7VA
Company

U. B.ov 2 00
Address

SPRIN& CT-r. 774

Date 9 -20- -'ý

Sheeta • of r' .>.,Uni t Ig :s

Report Tracking No.?-Jg1Y
Type Code Symbol Stampb -18 -9.2o.qo

Authorization No.b /o

S..City and State
4. Identification of System 15 ,SQ5 AtSME-CLA5Ss
5(A). Applicable Construction Code A 1:. __ l973

* Edition imaUE 1q73 Addmlena 1//A Zaf g-to-qo
5(B). Applicable Edition of Section XI utili ed for Repairs or

Replacements 1980-wIqPJ
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

S r. o C) /23-7 sp r7 (4P SpZ7) "
6(B). Name of Manfacturer -7-AV

Address of ManUfactUrer (if 3oon) 5pRAI&t Ci-r1 Tf-.6(C). Manufacturer's Serial Nimber 0VA ; ,.,o-qo
6(D). Nation.al Board Niber (if applicable) t4&A 7r g-7Lo-o6(E). Other Identification (subassembly wmhber, heat -eber, etc.) Al/A ~ -9.zt-o

6(F). Year Built Stpo MODIFILDIN/'NIo
6(G). Repaired 13 Replaced Cc Replacement Md
6(H). ASM Code Stamped Yes 13 No
7. Brief description of repair or replacement work performed.

PlODI/PEl SuPPoRT PrR VWoRK PLANfK-P05,c,,40Au ,J.,L(l'

Tests Conducted: Hydrostatic 0 Pneatic 0
Nominal operating pressure 1 •-0ther i q
Pressure oý/A z -90 psi Test Temperature 1  "F

Remarks: VI BRATION Tws\

(N/A) Applicable ma*mfacturer', dta reporte to be attached.
n -1o.0o Responsible Engr/ z " LEA - NC

Organization

ANTI _S ýk
kheet Nos. filled in by Testing and Diagnostic Programs Branch.
or work performed by certificate holder
Ieplaced (like or dquivalent). P
ePlacemen,. (modification). PAGE

'I hen - r - _ * .

Date 9-20-90

Date "5 - IT_

.OF

Exzpiration Date b _M/A .•.
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SMIARM REPORT-FORM NIS-2 ATTACBT

-. (Owner) 7=SSEE VALLEY AUTHOR=
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Worký'Performed by: TVA

POE Company

Address

WEN
AI-9..15
Revision 11
Page 26 of 33

Date q-20-iO

Sheeta -W,_o

Un:it
Report Tracking .o.-

Type Code Symbol Stampb ,4yA £eq.zo.9o

Authorization No.b t!A -t i-o-o

.. rNN&C..iTExp iration Datbeb
City and State

i4. Identification of System.J5 5 A15, E-CSSG Z
•-5(A). Applicable Construction Code A 1973

Edition .jUI4: 1173 AddedAx .7/A 8> 9-7to-q 0 >r,,(B). Applicable Edition of Section X1 Utilized for Repairs or
S.. Replacements 1980-wiqPJ
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

6 (B). sine of ?larufacturer 7I/
6C.Arddress of Manufacturer (if kn.own) -2PiN&v~ C17-ri7.

Mamn facturer 's Serial N umber - 1A q- 7 0- q0
N6(D). National Board Nmber (if applicable) -&/& Z o-o"6(E). Other Identification (subassembly m ber, heat mbex, etc.) I/IA Z3 2.0oo

6(F). Year Built surrPOi- voIDrDEOj 19, 6(G) . Repaired 3 Replaced Cc  Replacememt X
6(H). ASM? Code Stamped Yes 0 No t
7. Brief description of repair or replacement work performed.

SUPPOT olrF- vpiC 9* W0RKL,4v'~ K- P05(0 40A-l 6 1~f

8. Tests Con

9. Remark•:

ducted: Hydrostatic 0
Nominal operating press-
Pressure N/AE4 '1o.?o pý

VIBRATION TrST"

Pneumatic 0
are M -OOther S
si Test Temperature 4 5t

('/A) Applicable manufacturer's data reporte to be attached.ble Egr EA -N Date 9-2o-'o
?:~r Or • /0z zation

a
h

Sheet Nos. filled in by Testing and Diagnostic Programs Branch.
For work performed by certificate holder
Sepllaced (like or dquivalent). PAGE OF& 1ý- Placement (modification).Pn narcuiem •• c.''s _".: -"t"" ">"-

il; i

I I
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STUI¶RY MRTP0-FORM NIS-Z A=A 1CEN

i. (Owner) f SSEE VALLEY AUTHORITY Date 9-2 0-3
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 1&__________
Spring City, Tennessee Unit 1_,_,_ _-

Report Tracking No. 96-2'03. Work Performed by: TVA Type Code Symbol Stampb •4lA E.9o.9o
Company

-P, P.O. Y ox t 0o0 Authorization j0.b _•!A --11
Address

-SPRING c~rn' 7/ xiration Dateb -A2-r -O9" - -  City. and State
. 4. Identification of System 15, SG S  /45/1-GAS5 2A- 5(A). Applicable Construction Code A_-r- S

Edition -uNE 1973 Addanda,5(B). Applicable Ed=tion of Section ZI utilized for Repairs or
Replacemets 1980-W,9?j

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
21PEE UPPQTp lop I-A 40-•,, oo - 82/RO/EL. 7 .Z'- _ / 45- 0,/AZ 33F3s'

6(B). Name of Minufacturer TV A
Arid ess of Manufacturer (if k3own) 5pjgj. C r Th.6(C). Manufacturer-s gerial Nimber 1A ; .o.5.'6(D). National Board Number (if applicable) ,I/ -6(E). Other Identification (subas3ebly "Mmber, heat number, etc.) ,VA zis 9-Z•-o0

6(F). Year Built SUPPORT voirc ,w 1990
6(M). Repaired 1 Replaced "-- Replacement X•.6(H). AS Code Stamped Yes 0 No7. Brief description of repair or replacement work performed.

SUPPORT VOID .C P&R JoRKPiAPj K-Po5(.o40A-1
.. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 3 •-0ther i"
.. eiark. Pressure 6V/A &•- ro-Ro psi Test Temperature '4

9- Reak: •IR7olTS

(N/A) Applicable manufacturer's da reporte to be attached.SResponsible Engr / A - N c Date 9-20-90

ANII 2 Date __
SSheet Nos. filled in by Testing and Diagnostic Programs Branch.
rbFor Work performed by certificate holder

p..eplaced (like or dquivalent).
(modification). PAGE 7-I OF S'
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SUI EY REPORT-FORM NIS-2 ATTACHMENT

y(Owner) rrNNESSEE VALLEY ATHORIT
Nuclear Power

'(pjant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: TVA
SP000Company•ii• •/ 2_oiW .

Address
SPRING Cia',- 7-4

Date -O2- 90

Jý,Z .,,- 3 it I-'; z-

Sheeta- ,,A! fl
unit 1• . ,./-,-o

Report Tracking No. I -J
Type Code Symbol Stampb WA r'q.zo.,o

Authorization No.b A!A "2 j,.0.q0

Expiration Dateb _/A
City. and State If

•.Identification of Sys5em 15 SG3 AS1E-cAss 20
.- 1A . Applicable Construction Code A__=__S __r-

•i Edition iaJ M3 Addenda d/A z --, 0
5(B). Applicable Edition of Sectlix uttilized for Repairs or

Replacements 1980-wI"pj
i(lA). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PRIPE 5 PJ PQAr7 100) - A -400 - Q• - 8/RJ9"/zVa. 7354 /Az 1.6 331.o o'/PR 4s5

5(N). Name of anufacturer T74
AAA ess of..M ufacturer (if known) 5prlt, Cr. T7,q.

i(C). Nrm:facturer's Serial Number -1A zz ,•zo-.o
N(D). National Board Number (if applicable) t/(& Z8 ,--z.- oo
OtE). ther Identification (subassembly rmmber, heat "Tmher, etc.) ,4'A Z3 9-Z-o.

(F). Year Built SUPPo-T mqDiFlFD IN I,?qo.
(G). Repaired o Replaced Cc Replacement led
(E). ASME Code Stamped Yes 13 3o
. Brief description of repair or replacement work performed.

* OViFr, SiPPRr PE? WORK PLA'J'I'K-PO,.4A-(.•. -

Tests Conducted: Nydrostatic 0 Pne'tatic 0
Nomina. operating pressure 0 -- O*ther i '
Pressure OVAZE ,--o-qo psi Test Temperature

kemarks: * VIBRATIOri Zs-r

k. ",'t) App±1ca le manufacturer's d•a reporte to be attached.,zo.,o Responsible Engrl-,!) / / MEA- NC

Organization

ANII

Date 9-20-90

Date__ _

ieet Nos. filled in by Testing and Diagnostic Programs Branch.
)r work performed by certificate holder
eplaced (like or dquivalent).
Placement (modification).PAGE OF
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SMMM REPORT-F0RM NIS-2 ATAEHC T

(Owner) TEMNESSEE VALLEY AUTHOUITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: TVA
Compamy

P0. Ro~ 2O~W

Date 9-. 2 0 "90

Sheet a  trýt,. a of 1
Unit 1 'd.;4-I2 -4 -9 "

Report Tracking No. -ýz
Type Code Symbol Stampb #1 5-69.Zo.q0o

Authorization No.b A1 -.

Address
Si&Cir'r TN- Exiration Dateb NuIA c_ q o~

City. and State
ý'4. Identification of System 15, SG5- ASIIE-aA-ASj z
5 (A). Applicable Construction Code A r173

Edition ,iP4e 19'73 Addenda 41A / z -.- zo-,co

ý'5 (B). Applicable Edition of Section XI utilized for'Repairs or
p' Replacements 1980-W1qp)

•6(A). Name of Cmpomnet(s) and description (include size, capacity,
material, and location as needed to aid in identification)

PIPE) 
V6(B). Name of manufacturer 7/

Add ess of Manufacturer (if k'ovan) SpiAI& CirrJ."
Ma).nufacturer's Serial Number J1 zZqzoq

p6(D). National Board Number (if applicable) &/A -8 -•o-qo
6(E) Other Identification (subassembly •rumer, heat rber, etc.) /A E 9Z -9o

6(). . Year Built 5uPPooRT mODFIED iw v-Iio
6(C). Repaired D Replaced T- Replacement 9d

AM6 ). A Code Stamped Yes 3 Nok
7. Brief description of repair or replacement work performed.

I m n •rmiir •, • • • r ; i•JP P L A N• • ] - P r-=; i, e(9 - I (n D c,£ ~ J i. R F R'•E • / • • , '

Tests Conducted: Hydrostatic 0 Pneuatic 0
Nominal operating pressure 0 -*Other i " .

Pressure /AL '-,o-,o psi Test Temperature •_• "
Remarks: -* VIBRATIOnr T7-,

,, •;• /

(,/A) Applicable mnnufacturer's orte to be attached.
-" Z-o.,o Responsible Engr f7 • f t,4"A -NC

Organization
Date 9-20-90

Date

ileet Nos. filled in by Testing and Diagnostic Programs Branch.
Or work performed by certificate holder
,eplaced (like or dquivalent).
eplacment (modification).AGE 'ZLOF

P 1). P Of) 0
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SMIMM REPORT-FORM NIS-2 AITA=LCMT

1. (Owner) TNNESSEE VALLEY AUTHORITY
nuclear Power

2. (Plant) Watts Bar Buclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7VA
Company

P,O .o)( 2.00
Address

SPRI,4 -ITr. JILF

Date 9-_2.O_90

Sheeta Pr "of ofeh
Unit 1

Report Tracking No.
Type Code Symbol Stampb fkA as,9.zo.,io

Authorization No .b e/j1Azoj

Expiration Dateb t,/A q.zo-9.

City and State
4. Identification of System 15, SG5 ASME-CLASS 2.

5(A). Applicable Construction Code A 1:3r- , 1973
Edition 3UNe 1 q73 ' Addenda &/A 6 9-Lo-qo

5(B). Applicable Edition of Section Xr utilized for Repairs or

Replacements 1980-W IqJ,
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PIpE 5 UPPaT;,"- ,001-A 400-- G- 5I/R•",/l.7-3'-&"/P =53'ý5 1/A Z 35o 3o0

6(B). Name of manufacturer 7"VA
Address of Manufacturer (if known) 5PRIN& CQ'r,7 YT.

6(C). Manufacturer's Serial Number 1-fA l Q.zo-qo

6(D). National Board NMber (if applicable) !//A -&
6(E). Other Identification (subassembly mm eer, heat nmber., etc.) /,A 2:s "•-.Zo-

6(F). Year Built SupPosT voipEOI 1&) 1990

6(C). Repaired D Replaced 0'
6(H). ASME Code Stamped Yes 1

7. Brief description of repair or repli
SuPPoRT VOIDCD P6E WQOKPLAJ "• P-fo:

Replarcement ga
No Zc

acement work performed.
5(•40A- I

Tests Conducted: Hydrostatic D Pneumatic 0
Nominal operating pressure 3 -k-Other i" .
Pressure 0(/A L q'0 -'?0 psi Test Temperature _ SF

Remarks: • VIBRATION TEST_

(.V/A) Applicable manufacturer's #s ta report e to be attached.
~it.9oResponsible Eng tEA N

Organization

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacemnt (modification). PAG
eWhen required by Construction Code.

Date 9-20-90

Date

E 2-_•OF S5.A.

9

9.

5&40A- t

I
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SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

Address

City and State
4. Identification of System MAW ST

Date /2.401)f

Sheeta of

Unit L
Report Tracking No.

Type Code Symbol Stampb AIA Lj

Authorization No.b tMA wL? i/f

Expiration Dateb NA wo L./m

5(A). Applicable Construction Code A1SC 1973
Edition -j U"- I'1> Addenda AI/9

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

P, &J L4A -~ VALUE ¶eOW_ 71 IV WOF
L -.!t Y/ S 0or X EL72.

6(B). Name of Manufacturer . TVA
Address of Manufacturer (if known) 5 otr r TA-)

6(C). Manufacturer's Serial Number A1A kyDL- / /z/9
6(D). National Board Number (if applicable) &A/,4 _1zhL,
6(E). Other Identification (subassembly number, heat number, etc.)

AJ A i i gq,
6(F). Year Built S j9' (8/10_o)
6(G). Repaired 0 nkeplaced OC Repla-cement •d
6(H1). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or replacement work performed.

5 L:?ýc y -ELET pp I V.- o v-P cvK- P6 6 oI t4A'I / Do A <-otole/- 0 -3 -

8. Tests Conductec

9. Remarks:

I: {Hydrostatic 0
Nominal operating pressure 0
PressureA ./ / psi

) Applicable manufacturer' datar,6porte
Responsible Engr 41oýzdj

Pneumatic 0
Other g

Test Temperature//% 4 pt °F

to be attached,

/ Ait'-k,%A
D a t e e _ _ _ _ _9, [v~giizaaLion

ANIIt~ Date___
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder PAGE Z25 OFcReplaced (like or dquivalent).
dReplacement (modification). W K-] QI4P'
eWhen required by Construction Code. PAGE 1:1_T

WBN
AI-9.15
Revision 11
Page 26 of 33

I

Jo

ASME (ýt ar-Q ?-

Allilýd
i 

-

/ NC-AIX,_4

AM 01
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APPENDIX D
Page 1 of l

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

1 Co 1?0) aoC
Address

City and State
4. Identification of System MAV STR1•AW

Date

Sheeta of
Unit I-

Report Tracking No. - /

Type Code Symbol Stampb NA ,t

Authorization No.b ýA 60p- L/l/Ao

Expiration Dateb A 10p, I A

01~ Aswi_ Ckas 7~'-
5(A). Applicable Construction Code AISC 19 7

Edition l 0 Addenda AM
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
?'pE vQ'povLtr '-7AYbo /) -'/4 Mokr// -srA 119111 'g 7,o " tV .0 AlI

Name of Manufacturer TVA
Address of Manufacturer (if known) G P. Arc., "-
Manufacturer's Serial Number AJA 1AOL )1/14 o
National Board Number (if applicable) /A to l 'Z/ ,
Other Identification (subassembly number, heat num ee, etc.)

Year Built_ 1Fo- oL
ok6). Repaired 0 Replaced Dc Replacement
6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or replacement work performed.

[V~~~~'r E R_~ clb t- : vi'¶ K.. oISCJ 1 -~ VLC 4 -. ,w -

Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other Z"
PressureAm ;oDz-4/R/A psi Test TemperatureNA Jwc OF

Remarks:

) Applicable manufacturer's data rep rte to be attached.
Responsible Engr / Alc ME

ANII • izat ion

Date iZo

Date__ _

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder SP,•lsL

cReplaced (like or dquivalent).dReplacement (modification). -OOIA
eWhen required by Construction Co.l- PAGE L)LZ.

II

WBN
AI-9.15
Revision 11
Page 26 of 33

6(B).

6(C).
6(D).
6(E).

6(F).

p
I

.

.

... 

....... 
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i 

t" 
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|

MA LovL rL / 14 1-4,%
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WBR
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

i•2. (Owner) TENNESSEE VALLEY AUTHORITY Date /- /q e
Nuclear Power

.2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta ofSpring City, Tennessee Unit /

Report Tracking No. _____-_'i 3. Work Performed by: TVA Type Code Symbol Stampb .fz/M4O

Company? o-r 2o00 Authorization No.b tJA )pc .
Address

"• IAVC LT\) I A) Expiration Dateb YJA 4xo,;/
City and State

? ,-•4 Identification of System )MAIj Srmn 0/ _A6Wi CZ4Z Z
S5(A). Applicable Construction Code ASc 19_7__

Edition 1ui U Addenda AM,• 5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6(B). Name of Manufacturer T-244

Address of Manufacturer (if known) 5,0p1,yr_ CA 4 7116(C). Manufacturer's Berial Number _,A 1110776(D). National Board Number (if applicable) A/A "6(E). Other Identification (subassembly number, heat number, etc.)
ý-JA 'OL, p ,/ ,6(F). Year Built 5p..o.et~r, O •//o. 6(G). Repaired 0 Replaced Oc Replacement pd6(H). ASME Code Stamped Yes 0 No 17. Brief description of repair or replacement work performed.

. 8. Tests Conducted: Hydrostatic 0 Pneumatic 0•-.-•; Nominal operating pressure 0 Other Jý'VIWA.Tl&• 7-grTRemaks:Pressure A)z !/I4 psi Test TemperatureN& ?., . -. . 9 . R e m a r k s :

( )Applicable manufacturer's data p e to be attached.
Responsible Engr / A/14 IV, Date

-•. .gO n ization

ARII Date /Z4~
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
SFor work performed by certificate holderS ~eplaced (like or 6quivalent).

Replacement (modification). C A E LEK- -e!hen required by Construction Code. pAG• "- - "E,./'<?•



APPENDIX D
Page 1 of I

SUMMARY REPORT-FORM HIS-2 ATTACHIMNT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spifig City, Tennessee

3. Work Performed by: _-rA

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /'q' /• )

Sheeta of
Unit

Report Tracking No. Z? laType Code Symbol Stampb LAbon,•Iq

oumpany :•? 0 •OOO n^^ Authorization No b _AkA/Jo
Address

City a S--tate Expiration Dateb NA
City an'dSae

4. Identification of System MA Ts 0% AS V V5(A). Applicable Construction Code 1 AI7C 39_Edition Ju" 51' Addenda AJ1q5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 19806(A!). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer 7k4Address of Manufacturer (if known) 5 • C 76(C). Manufacturer's 5erial Number 146(D). National Board Number (if applicable) "/4 IVOL /Z 2 .4
6(D)Z6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built •S
6(G). Repaired 0 Replaced Oc Replacement F'-6(H). ASME Code Stamped Yes 0 No 07. Brief description ofrepair or replacement work performed.

8. Tests Conducted: Hydrostatic [0 Pneumatic 0Nominal operating pressure 0 OtherZPar7 TsPressure- si  Test Temperature OF

( ) Applicable manufacturer's data Porte to be attached.Responsible Engr /,/-e & Date 2
Orga ation D t rV7

ILIy

7../,0

Sheet Nos. filled in by Testing and Diagnostic Program s Branch. PAGEbFor work performed by certificate holderCReplaced 
(like or equivalent) 

.dReplacement (modification) . WP .- E Lý D .14eWhen required by Construction Code. PAGE IY.L54 -

4
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APPENDIX DPage 1 Of I

SUtVILRY REPORT-.FORM KIS-2 ATTA&CHMENTr
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
*Spring City, Tennessee

3. Work Performed by: _ TVA

.mu pany - _ '

• Address Authorization No b

lty and State Expiration Dateb A/A
4. Identification of System .70 . Co, •en .5(A). Applicable Construction Code . ..

/C. 
. 7..Edition 5 e -en /y '7i da-A/

-- ,,A d d er da A / A 1 99 - --5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980- W//I .6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in ide-* •2,,0 id In'Io-e7... . ntificati on)
6(B). flame of Manufacturer

Address of Mlanufacturer (if known) kw'/8 -t~ C 7AJ6(C). Manufacturer's Serial Number6(D). National Board Number (if applicable) 
A/

6(E). Other Identification (subassembly number, heat number, etc.)- t4A'1V/ 5o9r-c r-VA Fi V Ao36 7 dl.6(F). Year Built ýl f6(G). Repaired 0 Replaced ac Repla ent6(H). ASME Code Stamped Yes 1 no e menht
7. Brief description of repair or replacement Work performed.

•"'• • "•b -r ... ...... . _ ,. .

8. Tests Conducted: Hydrostatic 13
Nominal operat ng pressure n Pneumatic 0Pressure - A vpA 

Test Temperature A3 F
9. Remarks: " -)ur/< amofiD/.,_ -Tp

)Applicable manufacturer-s data •eporte to be attached.
Responsible Engr -•,qe ) Mg(, to be Date L-t-h

Organization -

Date /J-l- •o

Sheeta-_ 
of

Unit /- -
Report Tracking No. -.__Q.Z2- oType Code Symbol Sr~m b A1A 1---" '-1--0

ANII _ _ _ _ _-_a Sheet nos. filled In by TestIng and Diagnostic Programs~ranch., R - fork performed--by certificate holder
.' " p l a c e d 

(like or equivalent)A

SCoc tion) ode.'PAGE
'•"!••l•eEen'required by Construction Cod. ' '

Date ~172

popF ~
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APPENDIX D

Page I of I

SUMMARY REPORT-FORM NIS-2 AT-AMIMEflT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
-Spring City, Tennessee

3. Work Performed by: T1A

WrBN
AI-9.15
Revision 11
Page 26 of 33

Date /)-/- ?o

Sheera. of
Unit

Report Tracking No. ?-1a.:Z6 ,/.jq.oType Code Symbol'SrLamvb N/A7A

9 - A vy :ddress 
Authorization No.b A

y n / A ndr s S/ Expiration Dateb li/A" tt - d S ate-------
4. Identification of System 7O& Conponetlt Cc -c 5S-5(A). Applicable Construction Code I_____S________

Edition ;ý, 'n#l .. -- l 7 A - 9 73--Edito VeI , t Addenda A//A
5(B). Applicable Edition of Section XI Utilized for Repairs orReplacements 1980 - W I1•i.6(A). Name of Component(s) and description (include size, capacity,material and location as needed to aid in identification)07o ,- o- / o . .A. y - . - ~ 4- ~ - C4n
6(B). flame of Manufacturer 

'n 
CAI-Address of tianufacturer (ifr known) WB/V :5 r,'¶n C. t k6(C). Manufacturer's Serial number6(D). National Board Number (if applicable) 

A/6(E). Other Identification (subassembly number heat number, etc.)
M(F) t'i I ourc, TI/A I •r' Ao03.74A. . hetnmbr t.

6(F). Year Built 5,/f A47 C170/* a6(G). Repaired 0 Replaced .0C Replacement6(H). ASME Code Stamped Yes 0 ' o a7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic u Pneumatic 0Nominal operatIng pressure 13 Other 03Pressure A psi Test Temperature9. Remarks: A- 19r/< - " / _-.T t e r u e*
• -- ------- p---

(Id/A) Applicable manufacturer's data repo,~t ob tahdResponsible Engr e-, > Cti •q v / 6 - C_ Date
.D 

/Organization

ANtI! a~ee Nsfilled i yT" S heset fill in by Testing and .DiagnosticPrograms 
Branch.

, _ .bFor work Performed-by certificate holder
Pe -laced (like or dquivalent).

..,,e, Replacement <modi fication).
l required by Construction Code 7AG

Date A_,-, /

SOF ýSoo



WP KPo2916A..l
PAGE IM O0 _L±41

WBN

AI-9.15
Revision 11
Page 26 of 33

APPENDIX DPage l'of I

SUMMALRY REPORT-FORM ftIS-2 AMrCHMqEyN-
I. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 200S0et oSpring City, Tennessee Sheeta of. .. vUnit /AV-
3 WokPrreby 1Report 

Tracking No. E2/72 -3_
3. Work Performed by: T-A Type Code Symbol Stampb N/A

Date /11 -/- ?"

_• ,o, ei njv- y -- "
3pr~ ni ,Address Authorization No~ b A/ /A

Ppr dr C andW Str e Expiration Dateb A
V RYand Stat e

4. Identification of System 0 7,P Cam C"111,, r ASAJC~- C4S -L.
5(A). Applicable Construction Code _cV

Edition ,.-event J Addenda 19/A5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 - W lie1.6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)S-1 0- 
/.-o

6(B). Name 'of Manufacturer 
)? n Ac 0p~oAddress of Manufacturer (f known) WS-V :AInCJ'6(C). Manufacturer's Serial Number A I;6(D). National Board Number (if applicable) 

A/6(E). Other Identification (subassembly number, beat number, etc.)P"~i 3 rce. .7A#a-3,6744.6(F). Year Built .1p oor A4e _ 7J / Lf'7o6(G). Repaired 1 Replaced 
0 c Replacement6(H). ASIE Code Stamped Yes 0 No U7. Brief description of repair or replacement work performed.

8. Tests Conducted: ydros atic 0 
Pneumatic ciNominal operatIng pressure 0 Other 0Pressure - :A .psi Test Temperature 

OF9. Remarks: 'r/< Wok- -e^

(AJIA) A•plicable manufacturer'sdataeoepo.re to be attached.

Responsible Engr -7dq 
- /4f //1'&1 A /C. Date /-/-P

Organization
AfIIII - -

. I

aShbet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work Performed--by certificate holder..CReplaced (like or equivalentd 
).,ntRep l a c m e n t (modification). 

EelChen required by Cnnsrriirrinn r-,.

Uj a t e _L:ýL-' c

OF 
r

~- ~~**
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AI-9.15
Revision 11
Page 26 of 33

5DI!1AY REPORT-FORM NIS-2 AI-XACHMnj
I. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

'P. 0. Box 2000
Spring City, Tennessee

Date -/- 'o

Sheeta of
Un -t

3. Work Performed by: TVA Report Tracking No. b-042-'27,
Aor ail-" Company Type Code Symbol Stampb _E --

Authorization Nob Al/A

C/ Add StaA e Expiration Dateb A/IIA4. Identification of System 0 CP._ nnt C '"//,I A / -5(A). Applicable Construction Code I S'"' 19 7"3Edition Sý-eV.en t/-7, /7. Addenda 
A//A

5(B). Applicable Edition of Section XiI utilized for Repairs or .Replacements 1980- W I' /.16(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer 
7 c A n P er-soAddress of Manufacturer (if known) WisVB IsCt ~6(C). Manufacturer's Seri al Number 

AI6(D). National Board Number (if applicable) A/6(E). Other Identification (subassembly number, heat number, etc.)M'4t'/ N'Mr-4 
4V r~ l0iS

.. ' ............. ..... .. .. ..... y..br.h.c n u b e , e t .6(F). Year Built 5'-vpof , r1 0,45•, • /---6(G). Repaired 11 Replaced rC Replacemen6(H). ASME Code Stamped Yes mo7. Brief description of repair or replacement work performed.•C4 Ch .- , -.4 
per or ed

8. Tests Conducted: Hydrostatic 
Pneumatic 0-Nominal operatIng pressure 0 Other a 3Pressure AA psi Test Temperature A F

9. Remarks: "A Wr/( 
49om / "•' T

( ) Applcable manuf ac turer a d ataý repq."rC to be attached.Responsible Engr 7,,€ )ý C I Date/,-- >, •f. Dar / -1 -.:, Organization

of
I- _4

S ose--N2 fle in by Testi A-DeShee filleding 
and Diagnostic Programs Branch.

, -Y., :For work performed--by 
certificate 

holderCReplaced like or dquivalent).

.. e rnt :(modification) . Cd PAGE,•When required by Constr-uCton Code.

A
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SUMIMARY REPORT-FORM 115-2 ATTACIMEZT

1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
.P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: "r 1VA
• nm• v11

P 7 -A )ddress 
Authorization No.b -//A

:3prli Adrs_ ~t y and StateJ Expiration Dateb ZA/
v C~tY an d S tate_ _f _4. Identification of System 0 7O? Com ncnt COr3/,d5(A). Applicable Construction 

Code _Edition v~e It /-f73 Addenda A/,/A 95(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 - W/ / lei..6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
4 Or-f-~ 0-R- 0.cc-P,~

4 0 ', ~ r- /. Nr4 -
6(B). Name Of Mlanufacturer 

I inCt
Address of Mlanufacturer (if known) J-a v C.*t 746(C). Manufacturer's Serial Number6(D). National Board Number (if applicable) 

A/
6(E). Other Identification (subassembly number, heat number, etc.)
6(F). Year Built •--------6(G). Repaired o Replaced Dc Replacement6(H). ASME Code Stamped Yes 3 NoU7. Brief description of, repair or replacement work performed

8. Tests Conducted: H drostatic 0 
Pneumatic 0Nominal operat ng pressure 0 Other 0Pressure Z' A, psi Test Temperature []

9. Remarks: Wirk Co / " /-"TF

Alicable manufacturer's data repo t to be
Responsible Engr-74o ) (j , / o be Date d.1-

Organization

ANII 
Date A2/,aSheet nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed--by certificate holdercReplaced (like- or dquivalent). PAGE Z1QFdReplacement (modification).

eWhen required by Construction Code.

Date /•-/ io

Sheeta of
Unit

Report Tracking No. •9__&I. 9Type Code Symbol 5tampb MIA'3

_.-.16



wP KPO 29 16 A - l
PAGELOF

WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX DPage I of I

SUMMARY REPORT-F'ORMl 111-2 ATTACHMENTI
I. (Owner) TENNESSEE VALLEy AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: T"11A

Address 
Authorization No.b __E LA_

VdPrtn and, Stre Exiration Dateb ___/A
(nYand Stat~e

4. Identification of System o0 C1P o... AS1w- 1 ........ CI iss -L.
5(A). Applicable Construction Code AIZc 

1 9'1Edition 
1vent/, /7.3 Addenda A//A "----5(B). Applicable Edition'of Section XI utilized for Repairs orReplacements 1980 - W /I/6(A). Name of Component(s) and description (include size, capac itymaterial, and location as needed to aid in Identification)

~~e 3 ~ 18 L Zp, ~ - c c : .~# A o ~ /~
6(B). Name of manufacturerAddresa of Manufacturer (if known) wBv . ' - - -J ',-6(c). tlanufacturer-s 'Serial Number 

t6(D). National Board Number (if applicable) 
A/6(E). Other Identification (aubassembly number, heat number, etc.)

AV -/,q 4  a 0 7 nuAbe46(F). ~Year Built 5vppr f ....6(G). Repaired 0 Replaced 0c Replacement Rd6(H). ASME Code Stampea Yes 0 h1o7. Brief description of repair or replacement work performed.

8. Tests Conducted: B drostatic 0 Pneumatic 0Nominal operating pressure 1n Other 0Pressure _ •A _ psi Test Temperature9. Remarks: LWork( o,-ol) TF

(s/) Aplcable manufacturer.s data repcffre to be attached.Responsible Engr 74/ .) ýC f ' 1 / 1/( - V'C Date /1 -1 -Y1
Organization

Date [- / 0

Sheet&a of
Unit / -

Report Tracking lo.Type Code Symbol kSinagmp~bo Ai. -., 7

v aSheet Nos. filled In by Testing and Diagnostic Programs Branch.bFor work Performed-.by certificate holdercReplaced (like or dquivalent).
:. Replacement (modification).

When required by Construction Code. PAGE..,.Code. PAGE24 e~ e

Imate..

L OF

a



APPENDIX D
Page 1 of 1

S Y REPORT-FORM NIS-2 ATTACHMERT

1. (Owner) TENNESSE VALLEY AUTHORITY DT
Nuclear P wer

2. (Plant) Watts Bar uclear Plant
P. 0. Box 2 00 S1
Spring City, Tennessee U,

Report
3. Work Perfo.rmed by: Type Code S

CCompany

WBN
AI-9.15
Revision 11
Page 26 of 33

•rB F 8905028
G - 3 .- /

ate e 0-.-90

ieeta of
it
Tracking No. P/- -6,

;ymbol Stampb -- -,I-ql

. _.Address \k I Expiration Dateb L5', , tii(

4. Identification of System T. 4 caVoue 4flAIE- rx5(A). Applicable Construction ode AM. 19__3.Edition 0_13 Addenda !NfW ,02/,•-10

5(B). Applicable Edit~ion of Sec on XI utilized for Repairs or
Replacements 1980- W 19SI

6(A). Name of Component(s) and de cription (include size, capacity,
material, and location as n eded to aid in identijication)

.^- A- job I

6(B). Name of Manu acturer
Address of Manufacturer (if kn wn)

6(C). Manufacturer's Serial Number
6(D). National Board Number (if ppli able)
6(E). Other Identification (,subassembl number, heat qumber, etc.)

VcA 01846 f 1 S 1 14 . &4b ( vSL T
6(F. Year Built bakyI4 ~ t
6(G). Repaired 0 RepDlaced Replacement 0 d6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or repla ement work performed.

8. Tests Conducted: Hydrostatic El
Nominal operating press e 0
Pressu e __. ps

9. Remarks: iJs V,, ir,, ,. i, tr..,

) Applicable manufacturer's
Responsible Engr

ANI I

aSheet Nos. filled in by Testing and Diagnostic
bFor work performed by certificate holder
CReplaced (like or equivalent).
dReplacement (modification).
eWhen required by Construction Code.

Pneumatic 0
Other3 /

Test Temperature _ OF

to e attached.
I /'jO NDate ___-o Dt
Org anization

Date__ _
Pograms Branch. P OF _-,o

rams. BrncpA E_ 3c ! 4o .__

\ - - -
rC

4W .

m m • on No.b HijEb-/
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WBN
AI-9.15
Revision 11
Page 26 of 33

SUEhI&Y REPORT-FORM NIS-2 AZAPHHiT

1. (Owner)

2. (Plant)

TENNESSEE VALLEY AUTHORITY
Nuclear Power
Watts Bar Nuclear Plant

Date _-___ __ __

P. 0. Box 2000 Sheeta - of
Spring City, Tennessee Unit .1

3. Report Tracking No. 9/-09,o-ao9
3. Work Performed by: TVA Type Code Symbol Stampb i ,.•-'

Company
Authorization No.b A/,4 11 -"<-r

Expiration Dateb -NIA i-/y-,/
City and State

4. Identification of System 0&2- Q" ASME-cLAS
5(A). Applicable Construction Code -_-_A___s_ 1973

Edition JONE 1973 Addenda it/ , '(4-•,
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980-Mi 9PJ
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in iientification)
PIPE 3LIPPDIT Ivo4,--,-C-/ zj.•: Yg4,7," 4vi- rm y.,r)

6(B). Name of Manufacturer TV/A
Address of Manufacturer (if known) 5Pailv& Ctr, Zy

6(C). Manufacturer's Serial Number J/k-! F-3/-90
6(D). National Board Number (if applicable) W/A /-7
6(E). Other Identification (subassembly number, hbeat number, etc.)

7-. 9- 353/34
6(F). Year Built 1/9
6(G). Repaired 0 Repli,.ced Cr Replacement Xd
6(H). ASME Code Stamped Yes 0 No Z
7. Brief description of repair or replacement work performed.

-A-DDF- C-.LUP AP.JCL.ES 70 PA.OVIOC LPL-uA&D REASMAiT7

8. Tests Conducted: Hydrostatic 0 Pneumatic U
Nominal operating pressure 0 Other 03 AA J

9. Ra/r:-3- psi Test Temperature *9. Remarks: ^O'

( /A) Applicable manufacturer."dat44 port e

HfLU Responsible Engr
to be attached,

Organization
Date /0- .

Date .2--A -et t.

if
I

'El)
Ia

-I
*1
i

I
~1

.1

'p

P.0. .6o,( 2 00 0
Address

SPRPIN4G CrY, 274

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). PAGE ?35OF
eWhen required by Construction Code.
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SUMKABY REPORT-FORK NIS-2 ATTACHMENT

I. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date S\ZS-•

Sheeta of
Un- t

Report Tracking No. •/-C'•-O/O3. Work Performed by: TVA Type Code Symbol Stampb 4< l •//0-.9
Company

P. 0. E( Cm0py0 Authorization No.b A/
Address oSPRING~ C17-'r.74 Expiration Dateb -NA'
City and State4. Identification of System 0,2- C V-S: --SECLA. "5(A). Applicable Construction Code A_____ 19_7_Edition jvNE 0973 Addenda 4 /Awý ?-_Zs-D5(B). Applicable Edition of Section XI utiliized for Repairs orReplacements 1980- W V6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)-PIPE ISOPMATf- /e ,2--1-CV--Ic c Z 2  ~'WEDGE- er-Ls. -7/-v Yxs /3'y4";q -7"X 

-'6(B). Name of Maufacturer T 
.

AAddress of Manufacturer (if known) SPR•A Cirr. 7'1v.6(C). ManufacturersI Serial Number 4 /A- + R. .5-lJ6(D). National Board Number (if applfcable) L/ow i-zs- 06(E). Other Identification (subassembly number, heat number, etc.) 7'-Cfj7P
.. .. . --v m - •7178VN S).- . M _. ,, .A .. . ..• . -,

6(F). Year Built I 1• 06(G). Repaired D Replaced Dc Replacement Xd6(H). ASME Code Stamped Yes 0 No 07. Brief description of repair or replacement work performed.
'.RFN'VEQ 4A)D COJ'-PL-E7-EL PRSQ017- SODPDOA7

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure psi Test Temperature &"j-APF9. Remarks: 4 Tee

(NA) Applicable manufacturerse to

Responsibleýr~ erstob e attached. / $/y-fl-? Responsible Engr 
Date• Aý i• / .- W

, ,, ~Date i6- rg i
'• \ U Organization

ANII _________ Date -, 7A,

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bpor work performed by certificate holder'Replaced (like or dquivalenr).
dReplacemant (modification). PAG
eWhen required by Construction Code.

•J¶f•H;'FA/ APPENDIX D
Page I of 1

ŽOF U

/
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APPENDIX D
Page 1 of 1

SUMMARY REPOET-FORM NIS-2 AT=ACHMERT

1. (Owner) TENNESSEE VALLEY AUTHORITY
.Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring Ctty, Tennessee

3. Work Performed by: 7W/ _

Company
SP.O. 8o, P)O

Address

Date /2 -S-- &

Sheeta / of J
Unit I

Report Tracking o. i.
Type Code Symbol Stampb !

Authorization No.b / " -

Expiration Dateb vl/j 77A-/2-.-3a

City and State
4. Identification of System 070 - /9 A5ft e/'ssI
5(A). Applicable Construction Code -r,5 9I.e..Z.L

Edition Tys Ip1q" Addenda -vJ/ , rKiz-s-4,

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 v4//I79l

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

,JIA~ fk,2..4--qo

iame of Manufacturer id/A Tr 12-5-9,0
Address of Manufacturer (if known) •/A 7,-/j-A
Manufacturer's Serial Number n)I4+ 2C z 2- f- 9o
National Board Number (if applicable) •/b 7-s-f-
Other Identification (subassembly number, heat number, etc.) A./z14 2p.r--"

raja 3 12 -KS- 5?,
(F). Year Built 101h fK,,-A--•,

(G). Repaired C Replaced Dc  Replacement 0d
(H). ASME Code Stamped Yes 0 no

Brief description of repair or replacement work performed.
US0 j7et Bpt4 10PA b-t:Z IZLLp

I I
OUl 1A 7ieZ-S-,t,

Tests Conducted

Remarks:

i: Hydrostatic 0
Nominal operating pressure 0
Pressure Add 72a-1-fo psi

Pneumatic 0
Other D r/</Z-f- 4

Test Temperature &__ -F

/

(u/A) Applicable manufacturer's data reporte to be attached.
7Ki2.5-;o Responsible Engr .-4• i / ir,•

Oranization
Date 12-5•-9o

0ill /'/7.// ("*4 -, Date //-I6"-(
ieet Nos. filled in by Testing and .Diagnostic Programs Branch.pAG, .i0FS'.•
)r work performed by certificate holder -3--
,placed (like or dquivalent). KP05922A- 2
.placement (modification). W P
ten required by Construction Code. n •. -^- ,.n o7
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APPENDIX D
Page 1 of 1

SU0U MEORT-FORM NIS-2 A MTACHMET

l. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

Date /-22-1/

F. U. Box 2000 Sheeta of
Spring City, Tennessee Unit /

Report Tracking No. '/-67/-0iA2- /-bg'913. Work Performed by: Type Code Symbol Stampb 4/ 7,-Z /
Company

f- U. - ?oo0
Sp I )~Address

Authorization No.b _!j4&32-?i
Expiration Dateb A)/ 7 /I- •-,z/?

City 'and State
4. Identification of System -R R (c7-4-) A:5 M E cU 5 /5(A). Applicable Construction Code AISL' 19.Z

Edition CJwop t q 7; Addenda )JA rK,-23-o/5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements .1980 W /9q3

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
-sijp ' , !t# 74--14- - L"P/j* F lfqxe w;tA A~ RP e1 ?4:0 -6 & r,)A

6(B). Name of Manufaciturer Su q,,R 2 70:
Address of Manufacturer (if known) t/i 7 ,_2'_-/

6(C). Manufacturer's Serial Number
6(D). National Board Number (if applicable) 7/ - /6(E). Other Id ntification (subassembly number, heat number, etc.) 4-_I.-3-•/

rJ k /- 23-V,
6(F). Year Built A)/,4 Tk f-2.-9/
6(C). Repaired 0 Replaced Oc Repla ement,*
6(H). ASME Code Stampe4 Yes 0 NoZ
7. Brief description of reair or replacement work performed.

54;Vu DIA+E-S A P 4. a r replacMement workperfrmd
8. est Cnduted IJA 7-K1--23 - 17

B. Tests Conducted:
N
P.9. Remarks:

Hydrostatic 0
ominal operating pressure 0
ressure 7-ALt,-,.Lql psi

Pneumatic 0
t Other 0 T.ZF-/

Test Temperature OF

(0/A) Applicable manufactu:'rer's qata reporte to be attached.
Responsible Engr ,- , • .,i Date /-23--9

Organization

iAq'NI / , Date 11-1--c

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent). PAG
dReplacement (modification). K P 0
eWhen required by Construction Code. --K-P-0 E ,3 O

5G4- -
2-



APPENDIX D
Page I of I

SUMMARY REPORT-FORM NIS-2 A£TACHNE

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /-/7-9/

Sheeta of
Unit /L

Repprt Tracking No. _- -/._
Type Code Symbol Stampb . T/h7,-,-q,

go. 2oo Authorization No.bAddress

Sp71v .-. Expiration Dateb _p/44 r*< 1-/7-V
City and State4. Identification of System 0 7'4-RN 1APjS' Ck.,' sp-55(A). Applicable Construction Code - AlSet 1_7

Edition - oLg Iq73 Addenda e/I 7& t-,r)-9/5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 W /9166(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

W -de; 1 227/9-" ,4:1.~o
6(B). Name of Manuiacturer " I :--

Address of Manufacturer (if known) NA 7-l ./6(C). Manufacturer's Serial Number A, r/• I-r?-,9-9/6(D). National Board Number (if applicable) A.J4 ri--76(E). Other Identification (subassembly number, heat number, etc.) ./.. -.z'-'-

6(F). Year Built IJIA 7k 1-'7-9/
6(G). Repaired 0 Replaced 0C Replacement
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure /644 psi Test Temperature 4d OF9. Remarks: -/-/

A/•/'••' '- -_ .
/ -

(wJ4) Applicable manufacturer's data reporte to be attached.
,-,k -t-Responsible Engr M / efl±4 Date /-17-9/

Organization

ANII Date J.l-jl

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. K P 0

AŽCLX~

,GE 3OF
59 22A- 2

S



APPENDIX D
Page 1 of 1

SUIfARY REPORT-FORM NIS-2 ATTACMENT
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7-VA
*I 

r

WBN
AI-9.15
Revision 11
Page 26 of 33

Q

7 _1

V!
DateO(-)b- -

Sheeta of

unit /
Report Tracking No. 

'/: •- % / f
Type Code Symbol Stampb _-/f- L

"umpany -P.Ad Box eoos Authorization No.b 44 ,-q¼ l

.'Pew C ti-Tý7JAJ. Expiration Dateb 4/4/A-Izs-9
and State4. Identification of System 07?_2 _•C S/-E-CLRsS 25(A). Applicable Construction Code' A.1-SC 1973

Edition J, 1i9-73 Addenda 7-5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 19806(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PPE- .u o T A-- 4:3-7 - L-1-0o e5 S.--7 -" - r

6(B). Name of Manufacturer TVq
Address of Manufacturer (if known) S-PiiiL'~Ctt,-rV1 J6(C). Manufacturer's Serial Number A'Z/W '6(D). National Board Number (if applicable)-6(E). Other Identification (subassembly number ', heat number, etc.)

6(F). Year Built AJ&W 5LpptgLj- t 5 /O6(G). Repaired 6- Replaced Oc Replacementd-6(H). ASME Code Stamped Yes 0 Nog7. Brief description of repair or replacement work performed.I&P-rALL _62CW S-LPPoCF L~eE DC~q O4C
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal opera ting pressure 0 Other 0 .'-•.

V'i-/

1.

0

-N

9 er:=. IV.! -- /-z~9t, psi Test Temperature L F

WA ) Applicable manufacturer' ta reporte to

Responsible Engr 11 ,/6-A1 //A-A/e. Date -
Organization

ANII - Date JI- *_gýSheet Nos. filled in by Testing and Diagnostic Programs Branch.AGE z 01For work performed by certificate holderReplaced (like or dquivalent). Wp KP044911-1Replacement (modification).When required by Construction Code. 
0-1-

V
I



WEN
AI-9.15
Revision i!
Page 26 of 33

APPENDIX D
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SUMMM REPORT-FORM NIS-2 AITACHENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

Date i--391

Sheeta - of __

Unit 1..L9
Report Tracking No. /- t43-6/•

Type Code Symbol Stampb 6_(A -Zý-91

PO. 6o0( •C9O Authorization No.b !/A OZLo 1-aý-59
Address

SPSIN6 CrT-/ 4 7•M. Expiration Dateb NWA PLO I-Z4-91
City and State

4. Identification of System 02 99,D;bWAT 7-ER
5(A). Applicable Construction Code AS ME S-77oM1= 19_5,o

Edition mocrsN -/ 9~'/ OhIFX7-Addenda i'.'A keLO /-24--91
5(B). Applicable Edition of Section ZI utiliied for Repairs or

Replacements 1980
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PtPG s;jPPoP-= /-o3A-506. 91rcIr, Rd-SCA1W7N /U- IISCIAR- ) PIA5

m At. (" Pie£R~-n,6-6 - SZ 7-o7ý 0". Ffk -,rr!t#&/ AZt?.a(B). Name of Manufacturer T VA

Address of Manufacturer (if known) Po SoX Z0Oo, StPReIrm (ItY, T-14,
6(C). Manufacturer's Serial Number hj/61 A-Lo 1-2 (0-a)
6(D). National Board Number (if applicible) N/A •L /-pL-9[
6(E). Other Identification (subassembly x umbe, heat number, etc.)

'/ZZ mg4. s,-rtFFEdEP. PL19ES A -(o HT7 'e> (
6(F). Year Built I i"0 I.-5-9 0
6(M). Repaired 0 Replaced Oc Replacement 1
6(H). ASME Code Stamped Yes 0 No 0
7. Brief description of repair or replacement work performed.

Avpeb t~bV=?r7.Ut7L4 WLL>JC Agrt, -5FP(EjaaP.-. PL.,'S:ý
Abb rIr oNIAL 0 ALD-.G-9

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 .
Pressure ý,A PLO I-Z7-9I psi Test Temperature OF

9. Remarks: JL16-V- P nel~ W~ OOIK4 PL.A/ 9-P04-5-2A-l

(0[4)A) Applicable manufacture• -•ta repor,1 to be attached.
AR , Responsible Engr t ._L 'W ,/ meI,
," e IfOrzanization

Date /-24-9/

V

/Q /QJJ;

Sheet Nos. filled in by Testing and Diagnostic Programs BrancPAGE
bFor work performed by certificate holder PAG
CReplaced (like or dquivalent). W EPO 4529A
dReplacement (modification).
eWhen required by Construction Code. PAGE2 -

79
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM HIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Perfdrmed by: 7-VA

0.. R ?- 0o~o Company

Address
5 City9 and Stat

C and State

WBN
AI-9 .15
Revision 11
Page 26 of 33

Date /-2?-9/

Sheeta - of ____

Unit ~,t-
RepQrt Tracking No. 9//6/-O,,O

Type Code Symbol Stampb //A7I.-9-#

Authorization No.b LA -

Expiration Dateb -ri N 7-k, ?-,9/

k
~j

6(C). Manufacturer's Serial Number ,v/A rI-t9-g.6(D). National Board Number (if applicable) *V/,h9 r,-29-q76(E). Other Identification (subassembly number, heat number, etc.)

, 6(F). Year Built NJJA r, .9 -qI
6(g). Repaired D Replaced Oc Replacement

; 6(H). ASME Code Stamped Yes D N0o9
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure 4A TA-2q-i, psi Test Temperature -0F

9' 9. Remarks: Zo) " e

(ta/A) Applicable manufacturer's aarepot tobatchd

Responsible Engr / m 11 Date _/-29-91
Organization

. W aSheet Nos. filled in by Testing and Diagnostic Programs Branch. "

bpor work performed by certificate holderI CReplaced (like or dquivalent). OF .06013A-
Replacement (modification). ?AGEeWhen required by Construction PcGEode.n PA G E:

4. Identification of System Mfai/ AS/Y E -CLISt5 25(A). Applicable Construction Code "119 '
Edition T.Xup 91l3 Addenda -,JIA rk-•?-

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements .1980 wvl/qGI

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
471.n-1-t". ' ,"' P ,I'/)e .C OR 4,,As ,oo-i,-,4, ,. 7A4oo-11-g JAoo-1

6(B). Name of Manufacturer WA 7",k rk -zg-g,
Address of Manufacturer (if known % ,/i -f,_

/Ofs
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APPENDIX D
Page 1 of 1

SUM1Wy REPORT-FORM NIS-2 ATTACwiHE

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Date

Sheeta ofS Uni t ,[_ "-- - 0

Keport Tracking No. 9'/-c7 -3. Work Performed by: "- Type Code Symbol Stam•b bCompany bA
- Address , Authorization No.bAddre..s 

jr•e.- 1 .&...... z.-"
- Pp. BoX •OOio s' /G C •:ry. TA•/ Expiration~ateb • '--

City and State 
- _ ,

4. Identification of System
5(A). Applicable Construction Code 5 l9_L

E(ditin App.fl , Addenda _-/L5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 f/o'o/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in Identification) 
.o

6(B). Name of Manufacturer VA . .I . . "7 * " ......
Address of Manufacturer (if known) r_ 

• r6(C). Manufacturer's Berial Number S0 //00 96(D). National Board Number (if applicable) A/A •e'y ,z•_•-i/6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built -016(G). Repaired R ReplacedV Replacement 
0d6(H). ASKE Code Stamped Yes A No 07. Brief description of repair or replacement work performed.~f/~b -ro6 epl~e- 

257. 
9 oA. SX D 7

-Z ) .A ~A X, "~~ I --t •
r `:n 1 -r• - : '.

8. Tests Conducted: Hydrostatic - Pneumatic 0Nominal operating pressure o Other 0Pressure 
psi Test Temperature 6 F9. Remar s: T S .. T

Applicable manufacturer's data reporte to be attached.Responsible Engrc•e•. Z / . ,

Organization

AmL /0I,
Date .2-111

aSheet Nos. filled in by Testing and Diagnostic Programs BranchbFor work performed by certificate holder PAGcEcReplaced (like or dquivalent).
dReplacement (modification). Code.). 

,
eWhen required by Construction Code. 

.• .(
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORMI NIIS-2 &TTACWwffT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: _-7- A
Company

W14 rt5 1 ,9 41W / L AA/7-
- Address

R-, 3o0 Paw 41• ý • c 7T"/
City and Stante ~xiato ae4. Identification of System &-" 6, 15(A). Applicable Construction de C-6 , 19jZ/..Edition Addenda 19_/hZL/-- 7 ,

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 -WXi

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed ýto aid In identification)E A" Q ,,, .P 6o n ) ,•36 r-L, .. . - -w L,•-,
6(B). Name of Manufacturer ?,-ee- Jo 7/'.'F ,,x T " ) PAddress of Manufacturer (If known) ,lA'.~r ~/c6(C). Manufacturer's Serial Number
6(D). National Board Number (if applicable) "T"6(E). Other Identification (subassembly number, heat number, etc.)

sR L Pzqc p3"8-."p 7 0' br t.
6(F). Year Built A/
6(G). Repaired 8- Replaced Replacement 

0 d6(H). ASME Code Stamped Yes No 07. Brief description of r~pair or replacement work erformed

8. TssCnutd HydrosatPneumatic 
0

Datea- 4

Sheeta of
Unit t

Report Tracking No. L/603- a
Type Code Symbol Stampb bJ A-. •'

A u t o r i z a i o nN - - 7-Authorization No.b •#-1- -r-=i - 7,eH

Expiration Date b
- -7

( ) Applicable manufacturer's data report- to be attached.Responsible Engr~ Q5C~e, ecý Dat - -Y
Organization

• 
A II 

. .
Date 17

US .. . ed in by Testing and Diagnostic Programs Brakch.bFor work performed by certificate holder PAGECReplaced (like or equivalent).
dReplacement (modification). ;AeWhen required by Construction Code. 

.
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APPENDIX D
Page 1 of 1

SU1!lAEY REPORT-FORM NIS-2 ATTACHM05T

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 2-M-91'.2/

P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit - IS

Report Tracking No. 9/-) -.A o4 °

3. Work Performed by: EVA Type Code Symbol Stampb .
Company

- .C. Box 2000 Authorization No.b /V/.
Address

SPRItNa CITY TN. Epziration Dateb  NIA ... ,.-1.•/
City and State

4. Identification of System 62 (A1/C5 M E- &/
5(A). Applicable Construction Code dj S 19_1

Edition TJVNE 1973 Addenda -9/
5(B). Applicable Edition of Section XI utilize for Repairs or

Replacements 1980 -V41 19 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

•'.-0 "A,,,Q.F Uy-L1, JF i, - " .o p,= AS-.
6(B). Name of Manufacturer TrVA

Address of Manufacturer (if known) SPFRINGa CITW. TN-I
6(C). Manufacturer's Serial Number N//` 4 Z-/4-9/
6(D). National Board Number (if applicable) U/A
6(E). Other Identification (subassembly xnmber, heat number, etc.)

BA5* 6ZO-2 .7 -L-A-0- ý RPZZ-SZ -. 7 P-1411) s•7IT.
6(F). Year Built 0990
6(G). Repaired 0 Replaced Cc Replacement
6(H). ASHE Code Stamped Yes 0 No A
7. Brief description of repair or replacement work performed.

X 4A~n 1A <,Ae- .J~e A A . -' -r 25 '-,, 4'ý: e4-4-71-

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operat ingressure 0 Other 0 2-4.i/
Pressure N A -e0,o 1 i•/ _rTest Temperature . -*/F

9. Remarks: 5ý* -r- 'e.ci AoJA J~e')C 7-.7?O WA-

2-/---

(0/• Applicable manufacturer' s data pome to be Iattached.
VV4 Responsible Eng 07 C5A -g C/ d•'• " ' Orga-nization

/

Date z-,4-2//

Date 7- -

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent). A ot
dReplacement (modification). ,,'o P -0 4A"
eWhen required by Construction CopAGE PAGE 1 7 -e

- i



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 ATTACWHEHT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: T'VA
Company

E.©. WX2OO
Address

SPRiNIG CITY, -N,

WBNl
AI-9.15
Revision 11
Page 26 of 33

Date 2-14-9(

Sheeta of
unit J

Report Tracking No'/ -/
Type Code Symbol Stampb /_../

Authorization No.b /,/A 6g-z/4./

•Expiration Dateb N /A• -,9

City and State
4. Identification of System " <;,O. CVQ -e. A.r'7E e/-Aes 2•(.'•- plF)
5(A). Applicable Construction Code AI S 019_7Z

Edition JUNE 197-T Addenda r/A .F"-14-9/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - V4 198 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
-r . x. ,107Rz. E., 7/ 3 '-oAl,"H ,,,c l./•, F -'/"E A.

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING, C.mTY. TId.

6(C). Manufacturer's serial Number /4 A
6(D). National Board Number (if applicable) &/A A60'
6(E). Other Identification (subassembly number, heit number, etc.)RR. ZZS-_ -/- 5- ','°/o g/. A,"6,,<04-

6(F). Year Built -/9996
6(G). Repaired 1 Replaced 1c Replacement $
6(H). ASHE Code Stamped Yes a No 0
7. Brief description of repair or replacement work performed.

t ~'OAA~9 -XM7A/seer.od P 7- P.F/a K) .4 KPO-4, 25'A-/

8. Tests Conducted: Hydrostatic 0 Pneatic 0
Nominal operating pressure 0 Other 13
Pressure N/A ( psi Test Temperature

9. Remarks: <2ZpA~er 7 - ~~4-? ~ 6.-1jr6

X 1. j appi-caobe manufacturer's data poran to be attached.r F-/-9/ Responsible Engr ý ,42 • A-

Organization
Date 7-4-,-/

ANII Date_______________Dat

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cRe'placed (like or dquivalent).z6,O 5-4dReplacement (modification).
eWhen required by Construction Code. WP

PAGE '---A



APPENDIX D
Page I of 1

SUHM REPORT-F0RK NIS-2 ATTACMIENT

1. (Owner) TEMNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

P.O. Rcx 2000

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 2-/4- 91/

Sheeta _ of

unit L A
Report Tracking No. 9/-.2-36 a-/S

Type Code Symbol Stampb _!A ..

Authorization No.b ,j • -q4.7/
Address

SPRING CITY, T7 , Expiration Dateb  N/A-!•
City and State

4. Identification of System hZ c. C S 0 A ISM CLA-S5 2 -( ;0 FPOE
5(A). Applicable Construction Code "AT S r- 19_7

Edition JUNE 197-' Addenda NIA 6&-1-,91
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements .1980 - VW 19 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P/~" PAPp/A 7- 0e Z -A 4O6 -/ 7- ?p, AaX, 6 e. - 9-, 7/3 '-0 - '

-4 /

6(B). Name of Manufacturer -PVA
Address of Manufacturer (if known) SPING CIT*' p.

6(C). Manufacturer's Serial Number -- /A
6(D). National Board Number (if applicable) U/A 4 -/•-9/
6(E). Other I3entification (subassembly number, hedt number, etc.)

6(F). Year Built /,990
6(C). Repaired 0 Replaced Cc  Replacementa
6(H). ASME Code Stamped Yes 0 No A
7. Brief description of repair or replacement work performed.

A <zl4ee • A/PZi <4e'-7 _ - A-*ýP .4 7zRA - 1;,Ffvl 4;4. -Z- /-q •- Z.••
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 i //
.Re rsPressure N Test Temperature F

(NIA) Applicable manufacturer's dAa-rep e- to be attached.
Responsible / "XA/ Date •-__ /0n o•• rganization

ANII ~A Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent). wpK P 0 4 7
dReplacement (modification). G ITJ4,
eWhenrequired by Construction Code. _ jMiOF -PAGE_ O



APPENDIX D
Page 1 of 1

SUAKLRY REPORT-FORK NIS-2 AIT&CHNEMT

1. (Owner) TEMUSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

P.O. Bo x 2100
Address

SPRING CITY, TN,

WEN
AI-9.15
Revision 11
Page 26 of 33

Date Z-/4-59

Sheeta j of I

Unit /
Report Tracking No. _ -_-_

Type Code Symbol Stampb /

Authorization No.b ,

•Expiration Dateb NIA/• ./ -5,/

City and State
4. Identification of System &Z. eVeS. * _S M'L-ASS e (2"O P/P
5(A). Applicable Construction Code A C19

Edition JVNF 1973 ' Addenda P/A 2-14-11
5(B). Applicable Edition of Section Xr utilized for Repairs or

Replacements 1980 - •lI 9BI
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)/PIP-* P &/- 1062-A46/7-4.-, Ali. 81h6.,.- •-o

6(B). Name of Manufacturer TrVA
Address of Manufacturer (if known) SPRINCZ CITY. TN.

6(C). Manufacturer's Berial Number N 6/%rz-/4-9/ "
6(D). National Board Number (if applicable) &/At!-7.4/
6(E). Other Identification (subassembly nmber, heit nuber, etc.)

6(F). Year Built / 'q-0
6(G). Repaired 0 Replaced 0c Replacement
6(H). ASME Code Stamped Yes 0 NoV
7.- Brief description of repair or replacement work performed.

,r0.biFz' Ex'•/w' I/o2_r - W &ptp 47 z-f A -/ .t &-/4 ,/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operat, inpressure 0 Other a
Pressure N/4A 14•V'9/psi Test Temperature _eOF

11C b o r-&mE1 -- ý7 24-

4 1/A) Applicable manufacturer's data reporte to be attached.
,9/ Responsible Engr -1-6QzFi -N / e./

' / Organization
Date -

ANITI •5A • Date t-

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). P
eWhen required by Construction Code. -I P P 0

FAGE'"k-

•-.Z . . -/- a'

& 
PF.



APPENDIX D
Page 1 of 1

SU MMARYEPORT-FOR• NIS-2 ATTAChMEnT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: V/A
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /2.14-91
//

/Sheeta of I
Unit

Report Tracking No. 9I-6 -. 9 ./- U
Type Code Symbol Stampb ... ,4Z-./

P, O. 2Bo 20o0 Authorization No.b -
Address

SPRINC-- C.ITY T.L,' Expiration Dateb  N /A -4-S
City and State

4. Identification of System •z G ASI1SME-eLAG 2 (4"0 ,pjE
5(A). Applicable Construction Code A Sr- 19_7-

Edition JVNE I97_T Addenda 14:./-1/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - v4 I 81
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

F' k/. or A,4 4 6'.",V. OF U- 4 INF.
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known) S Y
6(C). Manufacturer's Serial Number A/ IA.
6(D). National Board Number (if applicable) e)/A , 4.-/
6(E). Other Identification (subassembly number, heit number, etc.)

6(F). Year Built 9,90
6(C). Repaired 0 Replaced Cc Replacementd
6(H). ASME Code Stamped Yes 13 NoX
7. Brief description of repair or replacement work performed.

/,1,7A/S7/L A NFar/ •5n0-Aer<7 PF &- A) "- K F,04 7Zý.4 -/ jbý;.7-/ -,9/

/

8. Tests Conducted: Hydrostatic 0 Pneumatic 1
Nominal operating_2ressure 0 Other 0 5./F.1/
9.rRemarks: Pressuepsi Test Temperature _y..9. Rem arks: -• /' -. • _ __ # , b u' / .0 •.t /

2-i- e~

(N A) Applicable manufacturer's da arorte to be attached.
Responsible Engr"-

,Organization

ANII 9ý4

Date 2.-/4-_/

Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent). K P04729 A
dReplaceme-t (modification).
eWhen required by Construction Code. PAGE "

-V

PAGE VW.iOF 0



APPEIDIX D
Page 1 of 1

Su M&RY REPOR-FORM NIS-2 AT&GHt

1. (Owner) TENIESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
CompanyP.O, Rox 2000

WBN
AI-9.15
Revision 11
Page 26 of 33

Date /--91

Sheeta__ of
Unit .1

Report Tracking No. 9/-6-d3 A-''
Type Code Symbol Stampb N,/•Fz,4-Yl

Authorization No.b _/V-/ -,4.9/
Address

SPRING CITY, TN, Expiration Dateb N/A A- /
City and State

4. Identification of System "2 9de. A ME-CLASS2 (2"• p
5 (A). Applicable Construction Code' ATS( 19 _ 7

Edition JUNE 1973' Addenda NIA
5(B). Applicable Edition of Section xi utilized for Repairs or

Replacements 1980 - W 198 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification),0/AF- `//eZ•"06 -• o o /7-• C- • 4te 940 . 73 7 L-o"

9 L&" OF AS 7 ",^- '" Pr &
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known) SPRINC; CITY. T.M-
6(C). Manufacturer's Serial Number
6(D). National Board Number (if applicable) NAA 4 -/W-f
6(E). Other Id5 tification (subassembly number, heg(t number, etc.)

6(F). Year Built 1,99.
6(C). Repaired 0 Replaced Oc Replacement j
6(H). ASME Code Stamped Yes 1 NoX
7. Brief description of repair or replacement work performed.

/A5"7ALL A ,/EW • ?5 ',U• /PC4Z/'-/ P -L-9/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 13
Pressure N/A psi Test Temperature b F/A OF

9. Remarks: a~~~ , .s- v r ,e /-

(N/A) Applicable manufacturer's data .,eoe to be attached.
-/*5/ Responsible En-7i4 ' / /7A-A/C- Date z-14-,/

7 Organization

ANII JXý Date #/0 "#-

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent). &
dReplacement (modification). WP11  P 0 412Ak
eWhen required by Construction Code. PAGE- -- ,%

IPAGE

77-ý

Z,50 OF 5(,4
60-ft
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APPENDIX D
Page 1 of 1

SUMLARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TMMSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
CompanyP.O. 2Box 2000

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 2-14-,9

Sheeta - of

unit I
Report Tracking No. 9/-4•6 - .X-j -

Type Code Symbol Stampb W Il- 1.,9

Authorization No.b .
Address

-SPRtIN• CITY' I, Expiration Dateb /A
City and State

4. Identification of System A, S , -S/ e 6s 2 (3 "9pP/19Qc
5(A). Applicable Construction Code A I 1973

Edition JUNE 1973' Addenda IVA ýOra /0-5/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - V4 19B I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P/,Sepp 5 'ee wp,,-orz -A 46-/-7-7, 4&,. Sz-. , r/. 7/--,/o'- o " 6 .ox A 4- .4 6•: "Al" 0 X: T- I-Mi4.

6(B). Name of Manufacturer "iTVA
Address of Manufacturer (if known) SPRINC4 CITY. T--.

6(C). Manufacturer's Serial Number /^/A, P_ -14-7/
6(D). National Board Number (if applicable) U/A 'g -•-z
6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built / 91
6(C). Repaired 0 Replaced Cc Replacement
6(H). ASME Code Stamped Yes 0 No A
7. Brief description of repair or replacement work performed.

/A'S7A ~ ~ ~ ~ ~ ~ -F- AI A4q) 7',e~~ Z 9 Ke7 /4 -/ •,.5

8i Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating_ pressure 0 Other 0
Pressure N/A V -14.•/psi Test Temperature a OF

9. Remarks: gwe •ocp- A.6 r6'j/•O,"'60 -/() - )

(N/A) Applicable manufacturer's data epor e to be attached.
A0'-;/' ~ 9/ Responsible !T 4(

Organization

ANII I

Date *-/0-1/

)ate E-1

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). wP P 0 4 72 A - r
eWhen required by Construction Code. PAGE -2

1'AGE

- . B- •T

l oF V



KP05922A- 1
PAGELL. ,, C,-

WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of I

SRU~fU REP0RT-PORM NIS-2 A=A~1

1. (Owner) NNESES VALLEY AUTORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -VA
Company

~L5ox 20(50

Date "2- 2 -9

Sheeta of
Unit 1 Al -22J-.I9 141

Report Tracking No."If-Z' '- N
Type Code Symbol Stampb ,,/,I %-67.t.?

AuhiatonN.... pj/" r .. I
SPiNG Cr 774 Epiration Dateb-NIA

City and State
4. Identification of System 74-. R14R ASME-C-LA S i
5(A). Applicable Construction Code AZ_,S_ _ _ 1973

Edition jvN'E t97-3 Addenda A/
5(B). Applicable =dtion of Section Xr utili'ed for Repairs or

Replacements 1980-wJ qpI
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PIPE- suPPelar; in74- -/-74 -12 l/,P' /EL. 7o0&-6-A?, A -: 33 °  , 7-o(,'o" P, r)" • '

6(B). Name of Manufacturer 7*VA
Address of Manufacturer (if kono) SPRiAJr_. C1 -T-. T".6(C). Manufacturer's Serial Number -/A A -Z.Qp.

6(D). National Board Number (if applicable) g&/A - i..z4i
6(E). Other Identification (subassembly nuber, heat nuber, etc.) 'r~g 1,9
6(F). Year Built -S•uPPo-r movirxEL 1l1o
6(g). Repaired 1 Replaced Oc Replacement d
6(H). ASPME Code Stamped Yes 13 No,)
7. Brief description of repair or replacement work performed.o40DIF)LD SLPPo.7- PER J wORK ?LANI K-PO 5,,.A- I

P5 ' INrPLdTIbNf PERFORMED )NeuNLjDQD VT- I OF N - VT- I PER TZ - 5 nA.8. Tests Conducted: Bydrostatic 0 Pneumatic 0
Nominal operating pressure a Other 01
Pressure W/A z •-z.-'/ psi Test Temperature _ F

9. Remarks:46 O

Organization

ANTII___________ Date L~
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalen:).
dReplacemnt (modification).OF
eWhen required by Construction Code.

(N/A) Applicable manufacturer's dat reporte to be attached.
'OZ-tsý? Responsible Engrg]f .- tobeattached

-J

P- 0. ff 0)( 0, 0

Date 2- /



APPENDIX D
Page I of 1

SUMMARY REPORT-FORN NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date ?- It-91

Sheeta I of !
Unit L

Report Tracking No. 9/-O•- J °/ ',

Type Code Symbol Stampb -

P.O. C ,cx Z000 Authorization No.b __I_ -a.r/.
Address

SPRING CITt - TN- Expiration Dateb / / *?/

City and State
4. Identification of System 6 7- C•IC5, S.>7&- M -A-• 2 (- "-A 'So 41C
5(A). Applicable Construction Code' AT 19$_17_

Edition JUNE 197 - Addenda 17 4-•o//.1/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W 198 1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
•,•/ý,7 '/O12-A,66-0 e- 2-/sZ . Ag,., D'oc; . gz . "T! " 7 " w ,orA&,- 9 " 'O/. •• / ,N

6(B). Name of Manufacturer T-VA
Address of Manufacturer (if known) SPRING CljT'. T•-

6(C). Manufacturer's Serial Number ^VA -T-//--/ "
6(D). National Board Number (if applicable) NZA A*-/,- 7
6(E). Other Identification (subassembly number, hedt number., etc.)

A/4 ?-//- V
6(F). Year Built "/9)

6(G). Repaired a Replaced Oc Replacement i
6(H). ASME Code Stamped Yes 0 no
7. Brief description of repair or replacement work performed.

ITr4.- LA A/'-k-J .sA2*0007 - A4!!'AA7,- -rYAXJ PF' 7,N9 zO-

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operat, ig•_ressore 0 Other 0 .'
Pressure Test Temperature

9. Remarks: sw€pec7 - , t • -' ' A'-/- A

(N/•A) Applicable manufacturer's data reportC to be attached.
Responsible Engr--2Z. Date •-//-6'

I D/ organization "'
ANII •. •Date -• Z_

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent). P 4
dReplacement (modification). WPe~hen required by Construction Code. PAGE I a:a

P AGA-E 7-3OF S-

I I

V

r_ T
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APPENDIX D
Page 1 of 1

SMCUU MEpOrr-FO~l NIS--2 A.TTCHNq'

1. (owner) TEIUMSSEE VALLEY AUTHORITY
rNuclear Power

2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work PerTormed by: T7- VA
Compamy

Sheeta I of _..-I-
Unit fý

Report Traccin o. -__-__

Type Code Symbol 
tPb -. ""

A..uPi4Y7tionl 0ob j

Address Expiration Dateb 6o 1991

4. Identification of System 
1 71

5(A). Applicable Construction Code -7"X

Edition _T-ROIJ Addend UI

5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 vIJ TEP% 192I%

6(A). Name of ComPonent(s) and description (include size, capacitY,

material, and location as needed to aid in identification)

- - -f 0./ ' AnrA'O rne / -4At r

6(B). Name of Manufacturer ---------
Address o .f Manuf acturer (if knxown) SPIrkl.Y 

t~1

6(C). Manufacturer's serial Number _ / .. "r--/-

6(D). National Board Number (if applicable)

6(E). Other Identification (subassembly -umber, hea number, etc.)
4ý ;1ý 0 7Z2. o! :'

6(F). Year Built 1 Replaent

6(G). Repaired 0 Replaced 0 
NoRpce

6(H). ASME Code Stamped Yes r twor
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic a Pneumatic

Nominal operatingr.ss1ure 0 Other 0 a'r//-9/

Pressur 
Test Temperature

9. Remarks: re

Applicable manufacturer's

./n 9/ Responsible Engr/.

Branch.
aSheet Nos. filled in by Testing and Diagnostic 

Programs

bFor work performed by certificate 
holder

cReplaced (like or dquivalent).

dReplacement (modification).

eWhen required by Construction 
Code.

O~ZrQ

4AGE 24ek.

D• ,//-g/ate ýi -
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AI-9 .15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUMMAM REPORT-FORM NIS-2 AITACHMENT

1. (Owner) TElE SSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

P.O. Box ZOO0
Address

SPRING 'IITY TN,

Date 91/,-?I

Sheeta of

Unit -
Report Tracking No. _-_-_ -

Type Code Symbol Stampb -L Po-//-9

Authorization No.b .V.4(6 ¢4Ed/,,"

Expiration Dateb N/A lT/- 9/
City and State

4. Identification of System &Z 'VCS A SP7E A 2LASS' 2
5(A). Applicable Construction Code Al S C 1973 /

Edition JUNE 1977 Addenda /A d•-//-2y/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W 198 1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
S1515Pr f - A6Kn- ,'7- 154 Aile-x .8z.ý Ft -7/,? 7'ý-6" x, oir AS~

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SFPRINa CITY. TK.

6(C). Manufacturer's Serial Number N I 3W-119 "
6(D). National Board Number (if applicable) N/A
6(E). Other Identifi tion (subassembly number, heit number, etc.)

6(F). Year Built /9$0
6(G). Repaired 0 Replaced Cc Replacement d

6(H). ASME Code Stamped Yes 0 NoA
7. Brief description of repair or replacement work performed.

/lA/7A41- A /ye,.j ,_, •p •or. A/MH':e 7bPA• "~e 7kj t)es

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pres ure 0 Other 0
Pressure N./A • ' si Test Temperature .4A. -F

9. Remarks: Sz-p- e Anr w•41 1A - Sg• -190 - goe:sno'
•',5Ae*1*A er )F-F-Penr A~n 1A17"4eveA4 Anr,- NAAC/ ,0/7- 7'6 ýP/E #bo/ BOA'

(NA) Applicable manufacturer's data reporte to be attached.
4ýW-1'-Y/ Responsible Engr •l/<~•.<./t764-. Organization

AMII -.. _____

Date

Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder

cReplaced (like or dquivalent). WP K P 047 29 A - 1
dReplacement (modification). P
eWhen required by Construction Code. PAGEGE __ O

PAGE z.sOF

All od



WEN
AI-9 .15
Revision 11
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APPENDIX D
Page 1 of 1

SMMARY REPOR-FORM NIS-2 AT&CHM0NT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date 3-1/-1 9/

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant J4

P. 0. Box 2000 Sheeta - of -, /9/

Spring City, Tennessee Unit _I
Report Tracking No. 9/-A•°1

3. Work Performed by: 7-VA Type Code Symbol Stampb j-1A9/
Company

C R0 -00 ZComp Authorization No.b .1j Q-1
Address

-dPdeINs Cr7ITY TR T . Expiration Dateb

City and State

4. Identification of System 6Z, cVeC, A$b dL5S 2 A "mc

5(A). Applicable Construction Code ASME SEC-TON ILL 19_72_

Edition THROL0iGN Addenda SUMMER 197-7

5(B). Applicable Edition of Section fl utilized for Repairs or

Replacements .1980 VYIN TER. 19,I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

/~'F~c~ ~4' ~ X 060O 2A Z(~-c' /5,? 86% AAr11/o l,/7Erre-A / A 77/ ,-W n

Aw•. ,)F W7. /,O , 7 "A" e. A -I;- i Z'/9A. or• - 4- 1A/

6(B). Name of Manufacturer T__A

Address of Manufacturer (if known) 'PIN IT TM.

6(C). Manufacturer's Serial Number 4/A IT!-

6(D). National Board Number (if applicable) N/A

6(E). Other Identification (subassembly umber, hean number, etc.) "T l
hr. m,,• .,,. Ps SAZ4 .r1--?p - a •;41, ,•,sIAc •.-s4 ;,,2- ,, o

6(F). Year Built /990
6(G). Repaired 0 Replaced Oc Replacement.

6(H). ASME Code Stamped Yes 0 No

7. Brief description of repair or replacement Zrk performed.

/A'67AI_ I ' #AW ' L• A/•J k' T.'. A~e W5V ICAs P W72964-/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating , ressu/.e 0 Other 0

Pressure /si Test Temperature

9. Remarks: Coy7,P4.F-^ d rkn/) -e -/-9o /I/ -•-I i

F/'04-?2A- 7o29-/5AA(if £,,,MJ./bgZ87
9 V1CZ &=/&6

(•)Applicable manufacturer'~s dala r po 
e to be attached.

("g.'i-•/ Responsible Engr . • -6A - 4/C Date ,-/4-1
-• •/Organization

ANIi .A Date

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate holder p

CReplaced (like or dquivalent).
dReplacement (modification). WP
eWhen required by Construction Code. PAGE- -

PAGE ?OF OF



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SIMARY REPORT-FORM NIS-2 ATTACHMET

1. (Owner) TEI SSEE VALLEY AUTHORITY Date I-/2-9/
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of _____
Spring City, Tennessee Unit I

Report Tracking No. 9 /-•-I9 I"
3. Work Performed by: TVA Type Code Symbol Stampb ,

Company
P.O, B2  x 2000 Authorization No.b VA

Address
SPRNGa CITYT TN 1  Expiration Dateb _ IA, /7/

City and State
4. Identification of System 6E cVCs ASmPE CLA " 2 (2 P/P)
5(A). Applicable Construction Code' AI S' 19.T.

Edition JUNE 1973 Addenda -5p
5(B). Applicable Edition of Section XI utilize for Repairs or

Replacements .1980 - W 198
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

c - '- I " W. er ,/ ,
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known) 5PRINa dlT¥. TN-
6C). Manufacturer's Serial Number 2s/- -t 9 5-$aee
6(D). National Board Number (if applicable) N/A
6(E). Other Identification (subassembly number, heit number, etc.)

6(F). Year Built /9 <'
6(G). Repaired 0 Replaced Dc Replacement~ 1

6(H). ASME Code Stamped Yes 0 NoV,
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operat~inigpress~ure 0 Other 0
Pressure NI-/Ž -,•'l psi Test Temperature NA F

9. Remarks: 4Z-7A Z1 AA 7- •- _9 -2- -ýo• • W-40

AA~ 1Ar fS7A,4/Z4t7A0,AJ 7V /)/FP( 1-04! 46- -AO?" 7'-iZ-Y/

(WA) Applicable manufacturer's data report• to be attached.
6P1-V Responsible En ZK IMFAN- Date ______9

Organization

ANII Ale__ " Date -

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder PAGE
cReplaced (like or dquivalent).
dReplacement (modification). WP If . -
eWhen required by Construction Code. PAG -7 - A 'm



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D

Page 1 of 1

SUM1ARY REPORT-FORM NIS-2 ATTACHMENT
I. (Owner) TEx ESSEE VALLEY AUTHORITY Date ?-/z- 9/

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheeta __Ij of tSpring City, Tennessee Unit I
Report Tracking No. L /-44,-&J'3. Work Performed by: _-VA Type Code Symbol Stampb -z--91

" ZCompany

Address Authorization No.b /

SPRING LI.I[ T"N' Expiration Dateb N /A •/
City and State -4. Identification of System r-, CVC - - rA '- CS•,k • - 2 p'5(A). Applicable Construction Code AT 17Edition JUNE 1973 Addenda , t/A -,2-9x5(B). Applicable Edition of Section XI utilized' for Repairs or

Replacements 1980 - v"J ly8 I6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVAAddress of Manufacturer (if known) SPRING C-ITY. TM.-6(C). Manufacturer's Serial Number /•ade9t•e- .4 9o "4d *A6(D). National Board Number (if applicable) " j/Ajr--/--/6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built -1990
6(C). Repaired 0 Replaced Dc Replacementol6(H). ASME Code Stamped Yes 0 no7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic [] Pneumatic [
Nominal operating pressure 0 Other 0[Pressure L /A •5L "'8is Test Temperature N9. Remarks: 

f---- " A. 2- /-rest e 4 eF

(kW Applicable manufacturer's data e to be attached.,3- 
r#/ 

Responsible Engr, - rL._A "/'c, Date J-/Ž-•/
.- Organization

ANII ~5A7I~Date__
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder
cReplaced (like or dquivalent).dReplacement (modification). W K P 04 M
eChen required by Construction Code. PAGE 4_Z-"- If



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D

Page 1 of 1

SUMMARY REPORT-FORM HIS-2 ATIACBNHT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date X-I2-9/
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta / of /
Spring City, Tennessee Unit i-

Report Tracking No. __ ,'"__
3. Work Performed by: .- VA Type Code Symbol Stampb •/4 ?°,•-9/

Company
PC PO 2c0 Authorization No.b N-Q14Jgo

AddressSPRINe CPITY T . Expiration Dateb

City and' State
4. Identification of System (-2, eI/6• e A 'St' Cc,'-s2- P,4 ,p
5(A). Applicable Construction Code ASME SEC-TIO 77 199 71

Edition T H ROUG00G1 Addenda StMtiM R 197-3
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 " IPNTEp, 192,1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)PO/,C9 "-4PtPT • /C:•' -t 2 1c kC- -~ EG- S• • /!7• Az_77"C// F• ~ PW_
A,/_A/, B'&- 4 . • /t.7'3 -" 4"'- "w WtfA(% # G'-4f"s. dE-z0A.£

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPIN CIT1 T M

6(C). Manufacturer's Serial Number " /AQ7o/Z- ",9
6(D). National Board Number (if applica 1e) N/64r• -/Z
6(E). Other Identification (subassembly number, heat number, etc.) "

1/?rA'2ge22 lrrz-. 5S. S1740 77r3C4 7-r,)j/P M7~7
6(F). Year Built I9-90
6(G). Repaired 0 Replaced Oc Replacement,;d
6(H). ASME Code Stamped Yes 0 Nox
7. Brief description of repair or replacement work performed./'-,o• •v., .<, P•e WP-• " /</T472/-/ -R- ./ #ne•,u//A,4 (4

,FX1 /A-1< ,O /(I - S 4AI-1 MIA X7AtLYA/c4 a-) Alic/cJ I-a6'1
8. Tests Conducted: Hydrostatic 0 Pneumatic 03

Nominal operating pres sure 0 Other 0
Pressure N ps Test Temperature

9. Remarks: -uPPe;7 •,/ ' ' ll- l• -9C) •T 7. At -/(4_1 / -40 2 •z- AI,•-, -D02S-• ,1.v/• 0 e,•c -0/c K_•e or.
lcqr .1 xr, ?. eFIN /T

04'8 f~ c, 6L!PAe7, -xke d eeA(N/k) Applicable manufacturer's data re o e to ýfe attached.
05izklZ Responsible Engr ril / OT A- 4z C Date J.'•-9/

Organization

ANII & /Date
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent). K P --0 -4
dReplacement (modification). WP 1
eWhen required by Construction Code. PAGE -

PAGE oF-0



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D P 0 4 7 2 9 -Page I of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMET PAGE

1. (Owner) TENNESSEE VALLEY AUTHORITY Date /3-5/-/.
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of /fSpring City, Tennessee Unit - . 34 qReport Tracking No. ý/7-6W 5o•

3. Work Performed by: - VA Type Code Symbol Stampb •/A~,.-/
Company

P.O. x ZOO0 Cma Authorization No.b , -

Address
]PRING lTYT T-N Expiration Dateb NI

City and State
4. Identification of System 6,2 ct/eS A<r-F,& Ci6sS 095' I PF_
5(A). Applicable Construction Code AI I1

Edition J- NE 1973 Addenda ý/ -,9/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - V4 I)8 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification?
7hE A ',Q 2- - e .- a 1x. &te, gt73 7 -0'

SA 9 2--'W. er4-l-
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known) $PRING CITX, Tu-
6(C). Manufacturer's Serial Number A11 ?-/-k
6(D). National Board Number (if applicable) A -7A6(E). Other Idetilication (subassembly number, heAt number, etc.)

S/2V Fj -,? . / L-
6(F). Year Bu'ilt /-9 90
6(G). Repaired 0 Replaced nc Replacement~ t

6(H). ASME Code Stamped Yes 0 NoI
7. Brief description of repair or replacement work performed.

7./

8. Tests Conducted: Hydrostatic 0 v Pneumatic 0
Nominal operating pressure 03 Other 0
Pressure kj// 'psi Test Temperature OF9. Remarks: /s•' 2 - AAQ • c a v-tr' -2- YO -'-CV 6/

(NIA) Applicable manufacturer's d t to be attached.1 Responsible Eng A/C- Date _Zu //'> Organization

ANII Ivil Date
aSheet Nos. filled in by Testing and Diagnostic rograms Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE OF 5Z-



APPENDIX D

Page 1 of 1

S1MMY REPOT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sh
Spring City, Tennessee UE

Report
3. Work Performed by: -VA Type Code S

Company
PO. R2x ZOO Authorizati

WBN
AI-9.15
Revision 11
Page 26 of 33

W~ylP 0O4 7 2 '~~
PAGE -Q.

ite

Leeta of

it I
T Tracking No. -

ymbol Stampb / .,

;on No. b _ V/A .- , -/

Address
SPRING (IITY T. , Expiration Dateb /4

City and State
4. Identification of System /- e, •C•.5 A sr,'lF C.LS 2 (s 7 " ,,3_)
5(A). Applicable Construction Code AIS C 197"3

Edition JUNE 197-T Addenda WA
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W' I9 1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification), .O~~ ./ -tZ/f#~,e/, A• ' 244 .7/5-

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING ClT). I-

6(C). Manufacturer's Serial Number A/
6(D). National Board Number (if applicable) N/A
6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built /9ý9
6(G). Repaired 0 Replaced 0c Replacement qd
6(H). ASME Code Stamped Yes 0 No0
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressje a Other 0
Pressure N/ - Test Temperature OF r9. Remarks: n< -, -:"-.9 zi -C A••, Z/ "=p '/ -,Q0.

(N/A) Applicable manufacturer's dat epg to be attached.

Responsible E -A/t-

3'-. rganizatin

ANII

Date ?-/-/

Date ______•

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code.PA E~ O

V



APPENDIX D
Page 1 of 1

SUTMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 St
Spring City, Tennessee Ur

Report
3. Work Performed by: -TVA Type Code S

Company
P.O. E,~x ZOO0

Address
Authorizati

WBN
AI-9.15
Revision 11
Page 26 of 33

p P0 4729-
PAGEiZ 'Z.9 S,

ite -

zeeta of I

it

Tracking No. •l3,'
bol Stampb ,

Ion No. b _IIA.;ý,?.R/

'S"RING --CITT, TN, Expiration Dateb  v 13- -
City and State

4. Identification of System Z,, CVCS ,ASME- CLA1S Z- (,3 e P L/e
5(A). Applicable Construction Code Al S C19__7_T

Edition JUNE 197' Addenda
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - KI 198 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
L'. £4 o- "- r F _- "Al. -o_7/o- 4"-1-JE •

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) INA cIT:ý, T•.

6(C). Manufacturer's Serial Number A ?,- / "
6(D). National Board Number (if applica6le) &/4• -/-E-
6(E). Other Id . ification (subassembly number, heit number, etc.),d/A 3 -/•-? 9
6(F). Year Built / 1990
6(G). Repaired 0 Replaced Dc Replacement,*
6(H). ASME Code Stamped Yes 0 No•0
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating.presnpre 0 Other 0 4!P ,/
Pressure N Test Temperature OF

9. Remarks: -- ,g1Fy Ce• 7 AQ^ '- -A-^:-, 6-Z 0-..

......................-.......-

(.N/A) App•licable manufacturer's data re'ore to be attached.
O zResponsible Eng a

ANII

Date •g-/3*-9/

Date___

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). PAGE 2L2_ OFeWhen required by Construction Code.

"_... ., -r



APPENDIX D
Page 1 of 1

SUMARY REPORT-FORM HIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Da
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sh
Spring City, Tennessee Un

Report3. Work Performed by: -T-A Type Code S
Company

r.o. =CDx 2OO0

WBN
AI-9.15
Revision 11
Page 26 of 33

Ail PO4729- -
PAGE x-

te - - 9

Leeta - of .L
Lit 2'P
Tracking No. /- 65d, 6 "il

ymbol Stampb /WA i-r-.,.?..9/

Address I .
SPRING CIT Ty TN. Expiration Dateb N/ACi ty andl State

4. Identification of System 60 C!S 4",*6 C, Z2- 2" , w
5(A). Applicable Construction Code A- Sd 197S

Edition. JVjE 1737 Addenda NIA -/,?-/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W 19, SI
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
--41,621- Ad Z- z/•&ve ye / AaX, 13,x £6, 7/,T "

2-~E.o,- 4 4 4:-cý l ,- ZI 6-
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known) QP`INC CIT4. TN
6(C). Manufacturer's serial Number - A)I.•
6(D). National Board Number (if applicable)
6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built /95;
6(G). Repaired 0 Replaced Cc Replacement) d
6(H). ASME Code Stamped Yes 0 No1 /7. Brief description of repair or replacement Vork performed f'/-9-
_ /011/• Y1T-71dd -f-94-- -&-f'9O~~ ,eZ(AAr,,W,.7

8. Tests Conducted: Hydrostatic 0
Nominal operating pressure
Pressure N/A r "1's

9. Remarks: Xapage" -- A•).

Pneumatic 0
0 Other 0

Test Temperature OI__K_-F2)e9CC-^,i0,A1.5; 4 ,_• _?/

1 /~ Organization

ANII

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). PAGE OF
eWhen required by Construction Code.

Date !L- ýO- I

Authorization No.b /V/Aý.,•..?

#



APPENDIX D
Page 1 of 1

SUMARY REPORT-FORM HIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 S1
Spring City, Tennessee Ur

3. Work Performed by:

P.C. R~m 7Zncn

TVA
Company

Report

Type Code S

Authorizati

Address
SPRING CITY - s Expiration Dateb

City and State

4. Identification of System 62 )leC ,4S'tir Cz-S 2 (z" p,,0)
5(A). Applicable Construction Code AI - 197_

Edition JUNE 1973 Addenda NIA - X.,'-,/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - N I y9 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)

9 '.-o0" k/ e,r A• 6 ' 'I' .•ý.-/./
6(B). Name of Manufacturer TVA

Address of Manufacturer (if Imown) -PRING CITY(. T.N.
6(C). Manufacturer's Serial Number -. 91
6(D). National Board Number (if applicable) N/A
6(E). Other Idnification (subassembly number, heit number, etc.)

6(F). Year Built -9.9 0 _S4E-'e--J
6(G). Repaired 0 Replaced Oc Replacement O
6(H). ASME Code Stamped Yes 0 Nox
7. Brief description of repair or replacement work performed.

17?- R4.. 9
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operatingypressure 0 Other 03 51ý'3
Pressure Test Temperature/A OF9. Remarks: i2/PA~e • •- ,v() • e.,C,6 _-7.9 0

WBN
AI-9.15
Revision 11
Page 26 of 33

WF QP 047 2 :A 1
PAGE :./,,' -

ate '-/?-9/

ieeta .  
- of

uit

Tracking No. 9/-I'-6-D% -6- • '
ymbol Stampb .

Lon No. b IV/A-_4 ,,.p

?W11 App1-7cao1 e manufacturer's data porte to be attached.
tf'-"' h ' / . Responsible Eng -Tr-,7ýg = / ' - C" Date 3-/?-/

Organization

ANII0 Date 6-40 1
aSheet Nos. filled in by Testing and Di o
bFor work performed by certificate holder sticrograms Branch.
cReplaced (like or dquivalent).
dReplacement (modification). • OF 5 0eWhen required by Construction Code. pAGE O-
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APPENDIX D
Page I of 1 Wp A ft

PAGE .SDPRI REPORT-FORM HIS-2 A-TACHN-NT

1. (Owner) TE SSEE VALLEY AUTHORITY Date ?-,.-9/
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta ofSpring City, Tennessee Uni t -- I--'

Report Tracking No. - 06Z "/3. Work Performed by: VA Type Code Symbol StampbCompany

P..d Zdr0es Authorization No.b ,Address--

SPRING cITlY TN, Expiration Dateb !A-9/
City and State4. Identification of System 6 . C-C$ ,/•AS- t __ C_4s: -2 ( / o'5(A). Applicable Construction Code AT 19__Edition JUNE 71771 Addenda -/-915(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W 1ya I6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)
A -Pý0,e -- - 4C6- Z- ?- 2 2 'A- x 1?Lo 6,4. 77/A' I'"/ w e.- ,I- & -/ " T- 1./A/6(B). nlame of Manufacturer TVA

Address of Manufacturer (if known) NG CIT]. _ l.6(C). Manufacturer's serial Number -/, /
6(D). National Board Number (if applicable).6(E). Other Ide tif cation (subassembly number, hedt number, etc.)

6(F). Year Built /9O 90
6(C). Repaired 0 Replaced Cc Replacement/d
6(H). ASME Code Stamped Yes 0 No Y7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic a Pneumatic 0
Nominal operating pressure 0 Other 03 _.Pressure - N/ j "psi Test Temperature NA °F9. Remarks: " Z - - " -/- o

(NA) Applicable manufacturer's data eporte to be attached.ýFT-r/ Responsible Engr - - -C Date e

aSheet Nos. filled in by Testing and Diagnostic Pgrams B .bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). PAGE '
eWben required by Construction Code. PAGOF_



APPENDIX D
Page l of 1

SUMiMARY REPORT-FORM NIS-2 ATTACIIMKH=r

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant

WB M Nrý. A-670V.70
AI-9. _ 01@_2j1j_ -Revision 11
Page 26 of 32

Date 3/.4>491

P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit I [ " -

Report Tracking No. j.
3. Work Performed by: "rV týý,Uk tw pe Code Symbol Stampb _ /L/'1

Company,

WKTTrSZ hktz' #\N* Authorization No.b :-/Z,/,t
Address

W , CitY . "T•I Eynirain nI.)..b /A hi. Ibu t- IQ

City-and State
4. Identification of System _ ta crCTt-(ZL A,,-T
5(A). Applicable Construction Code Asmr-- = 19_-71

Edition 1971 Addenda SjAM f 97
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 /W el
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
ST~~~J ~ ~ ~ - (ý .h4, -Y4" oP Z r o

6(B). Name of Manufacturer W•h•- c~d•$S. C•rZ c .4

Address of Manufacturer (if known) 7--Amtk4 L C• I-A
6(C). Manufacturer's Berial Number .1!91
6(D). National Board Number (if applicable) W Ip2.•3
6(E). Other Identification (subassembly number, heat number, etc.)

Er A G ATjPkr%0 NO -
6(F). Year Built 9- 5
6(C). Repaired e Replaced Cc
6(H). ASME Code Stamped Yes N
7. Brief description of repair or

I

Replacement 0 d
No 0

replacement work performed.
A GE r A -,G* Z rL Q CI-%

M b&- % r

8. Tests Conducted: Hydrostatic 0
Nominal operating pressure 0
Pressure psi

9. Remarks: *X-* RI-F->A _

DO D IA

Pneumatic"
Other it

Test Temperature *F
qr-(4JSV--M*u*qFEr

) Applicable manufacturer's data reporte to ba attached.
Responsible Engr . t*2.zuI Date

Organization

ANII F-..--.
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder
CReplaced "(like or dquivalent).
dReplacement (modification). tu
eWhen required by Construction Code. 6 K-

Date L -2- o9

R20 1991

Wi.1

-AZ

If:.
j | ]

IO.
PAGE OF

C, VI-1 - PVT-- ci

4 4- it

•J•t• I•!! l • U -- I1 I & • Ilk - • I - |IT "-'% F • -
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APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM HIS-2 ATTA-C'

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by: 7-v A
Company

Date 9/9i1

Sheet a  - of Ct 1 - os
Unit 

IReport .rracking No.
Type Code Symbol Stampb N/A -•LO•/'q

Authorization No. b NIA pjo /•o
Address ""

'SPP-INi C TY )TN Expiration Dateb &A &L0
City and State

A.Identification of System C (LMtMCAL_ VoLVAAN CON7TPL).5(A). Applicable Construction Code AýM s='Ta •7 19 
Io.' 

/9/./
Edition 7mPkr~os A 198/ wwNT l Addenda tv/A A' q 7/9/ - '- /

-5(B). Applicable Edition of Section fI utilized for Repai'rs or
-
:  Replacements 1980

_(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
_Pi P 6 u-P P oz I: o5-A440&-9-.42~ PLATE'S A3ý,' An6Lf A 36':ASS~~h's;Z RP#I 7A 3'- 1/I' ý A S.- 3c 0  P2QI• Name of Manufacturer 7e- V A
Address of Manufacturer (if known) P.o. 6A ,X(.ooZ0 9, SPLNy 1,, 7-Y, 7-6(C). Manufacturer's Serial Number t4/ /ZLo q/')Z/ '

M(D). National Board Number (if applicable) /A lz /9/6(E). Other Identification (subassembly number heat number, etc.)
5ARK' N 0c !9. ItlT K3s~p it) 1 h*. ff O 77#ý :55 ? 91,577R47) 8t~e~ 5 07.(0:6(F). Year Built mg o

p6(G). Repaired 0 Replaced C c Replacement Cd
(H). ASME Code Stamped Yes 0 No

L7 . Brief description of repair or replacement work performed.•" 77•t,5 0DP95 PPc_- t5 A v.iskJ /,-TT9LL-A"70,4/, IM,5-77AL e-. ,bAy
4p K PLAN Nn K-Po 47q (nA-I8Ho8. Tests Conducted: Hydrostatic Pneumnatic C

Nominal operating pressure 0 Other ]0
Pressure "VI &0 tj/ L.? psi Test Temperature V OF• Remarks:

Ii

U'

d Applicable manufacturer' data reporte to be attached.D41 (9) Responsible En__ Date_, ___/ ___
Organization

a Sheet Nos. filled in by Testin'g and Diagnostic Programs.Branch A~ 1For work performed by certificate holder PAG E __cReplaced (like or dquivalent). ItPO 479 A
dReplacement (modification).LWhen required by Construction Code. PAGE/1-&A&) _

OF 50

ý4 11 Ldý
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APPENDIX D
Page I of 1

SUMMARY REPORT-FORM IVIS-2 A.TTACHMENT
I. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performe' by: 7-VA

Date .4/18/ 9/

Sheeta of q1
Unit 1

Report Tracking No. •/-6'-O1/Type Code Symbol Sta,.b ,
SL0 uompany .. . _ _ ._Address 

Authorization No.b ,V/A 4 /

C• I t y a nd- S t a t eE x p i r a t i o n D a t e b A /A 4Uity and State
4. Identification of System OC0 C.V A I -CAI5(A). Applicable Construction Codje A 1973Editon dew I5q ,o 9 7Addenda N/A 

-5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-. v, jIS/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

S). Name of Manufacturer LVA A,,8 J A LL..S "5) o of.
Address of Manufacturer (if known) Spel. -. - a.4 .6(C). Manufacturer's Serial Number •o-- - :6(D). National Board Number (if applicable) N/ 7LJ/~q

6(E). Other Identification (subassembly number, heat number, etc.)
6(F). Year Built SLAP
6(G). Repaired 9 Replaced Dc Replacement96(H). ASME Code Stamped Yes 07. Brief description of repair or replacement work performed

8. Tests Conducted: Hydrostatic 
P Pneumatic 0Nominal operating pressure 9 Other 0

Pressure 1 psi Test Temperature 4jl9. Remarks: I

(O -115-~(W/A) Applicable manufacturer' I ata reporte to be attached.
(/10/41 Responsible Engr 4. / Mq .. r Date 418-n,

Organization

ANINo f;11 •'•' Date ..... .

1j I U..in by Testing and Diagnostic Programs Branch.A•ork performed by certificate holdercReplaced (like or dquivalent). - KPO4 601dkeplacement (modification).
eWhen required by Construction Code.

A- AGE

PAGS C.L C.,F 2

U08

LQOF$o

81-1 f

Fm



APPENDIX D
Page 1 of I

SUMMARY REPORT-FORM HIS-2 ATTACHMET

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: -\-V
cnwmnm•v

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 4/e/91 ,

Sheeta__ of
Unit 0 dj.__/

Report Tracking No. ý/-6ZI,9-t• -
Type Code Symbol Stampb I/Ag)•j,~1 q.

P.o x Zox0 ooo- Authorization No1 b NI/A ý4A/Ojci
Address

P1:tj .7Rii7 Expiration Dateb tWA
City and State

4. Identification of System 06 2 . VC/ ASA46- -C•ASs
5(A). Applicable Construction Code' AtC 1973

Edition vE P-73 Addenda h!A T 4I1%/%I
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- WJ1181
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
PiPc' SuDDo_,"- iOo6Z-_Z-1 cvC- L. ,A1 u- wx .-oLf Amc/AaOR (•CtuLCO)-W" 4) 1-7"V A&/d 4" X 4"YY2 AwLa I. Fý R_ 3". 0p ipL,-

• Name of Manufacturer TVA vd 'd b2,LLco AIYA-BOL.T
Address of Manufacturer (if known) AkldJ,1k I. AmdRRguPm ulg

6(C). Manufacturer's Serial Number ?AK-X _k M46- CZg--IZ.
6(D). National Board Number (if applicable) L4LA q-' 1••k/
6(E). Other Identification (subasqembly number, heat number, etc.)

-A- 4-1, 5 4 4 x4, Y p/ A jig (~~A 10
6(F). Year Built Slpgo • ioT- 1oa1 ,d 1990 /9 /Z0/
6(G). Repaired 0 Replaced Xc Replacement
6(H). ASME Code Stamped Yes 0 NoA
7. Brief description of repair or replacement work performed.

/jj Po 7-- A W.F. K-Po4•OlA-i ,
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0)
Pressure A//A •,f9ipsi Test Temperature PA4 IF

9. Remarks: A/

/

(NYA) Applicable manufacturer'sata.reporte to be attached.
Responsible Eng / .I .... /AfA C

Organization

ANII (!t_____

bet Nos. filled in by Testing and Diagnostic Programs Branch.
For work performed by certificate holder
CReplaced (like or dquivalent). KP 04601A
dReplacement (modification).
eWhen required by Construction Code. - i"r. I .

Date 4-1j1i 1

Date t///A2-/)9 i

.1PAGE _90F5

VA, UtIA:-" LOF
. A"•
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APPENDIX D
Page 1 of 1

SUMMAMY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date -4/____1 __

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit J1 .#

Report Tracking No. / _.-
3. Work Performed by: 7-4/1 . Type Code Symbol Stampb 4a ,ý

Company

RV D, & 0 2- 0 0 Authorization No.b '/A C4/'s/'!
Address

•'P-1I#jj C-IJ 7-e &, t Expiration Dateb 'A 1/9
dity and State

4. Identification of System Q6'Z CVC , ASME-CLAS- Z
5(A). Applicable Construction Code AZ " 1973

Edition 3uutf t1573 Addenda w46 4/•/l f
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W4 I9 =1I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P,?E SLjPoyrT mnoz-A4-Ob,-I-Z Added W,-Ld nJP'rAL 7"0

Name of Manufacturer -rEtv, S " VALLeY AuThojzi,7-
Address of Manufacturer (if known) SP/Z,6A' CRt Thy'. A/,

-6(C). Manufacturer's Serial Number A //A 4 s/e/q,4'
6(D). National Board Number (if appli'cable) &//A 'w- 4be1/1/
6(E). Other Identification (subassembly number, heat number, etc.)

A6A z ar 4 r o - W W &m e -AL Z C. 9 7- ZA & Q
6(F). Year Built Ilc•O9 (* .o-if -t o Eo1 ,,d) & /I/9C
6(G). Repaired 0 Replaced VO' ReplacemezitA
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

Added L76L4 MtFe-L T-o n-#,I "b ST--r& steeL r--m S 3 -7
PEP bcil P#•Zi(roI-A A&.A L),P. l-PoA-4(,01-I

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other E0
Pressure il/A It psi Test Temperature WA

A/A

(Ki/A) Applicable manufacturer's data reporte to be attached.
Responsible EngrýU*s.i.Z-. //WfA/&LC Date V/"/8_ /

Org~anization

AlqII 13 &, Date___

4oet Nos. filled in by Testing and Diagnostic Programs Branch.
or work performed by certificate holder oT O 4 601A APAG E O R'oý

cReplaced (like or dquivalent). WP
dReplacement (modification). 4-3
eWhen required by Construction Code. PAW X- "j! FJ f
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wp K P.O 5 64.n-1 A

PAGE j p -• I Y,

Date 4 - 9-

Spring City, Tennessee Sheeta __ ofU n i t 4 -- -~~Report Tracking No. •'6/T-•3. Work Performed by: S R-t T. --Zt4.;-_a ,

5yO En Company Type Code Symbol

Address Authorization No.b

4. City and State ,Expiration Dateb b -
4. Identification of System /.. .,A (5(A). Applicable Construction Code

Edition - JQiN[ 1973 .Addenda5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 - W 19,86(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)/ r/-, k- 72 A/f, f- -,? , C ." -o t, a Zn 9 ,/ , Lfcat io -
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known)6(C). Manufacturer's Serial Number 16(D). National Board Number (if applicable) 4 -, 46(E). Other Identification (subassembly' number, he t number, etc.)
6(P) . e-/. he

6(F). Year Built /y9- 
- -

6(G). Repaired r3 Replaced 1c Rep ementi6(H). ASME Code Stamped Yes 1 Noa07. Brief description of repair or replacement work performed

8. Tests Conducted: Hydrostatic 
Pneumati

Nominal operating pressure 13 Other 0Pressure / Test Temperature _ F9. Remarks: n 
"of . 9 , /

(N•A.) APp)icable manufacturer's data 2 9 e to be attached.Responsible Enr(ý_ý15ý-r 
Date I :

Organi tion

AheIet S' Date

b ...... N .-.aled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holdercReplaced (like or dquivalent).
dReplacement (modification).eWhen required by Construction Code. PAGE OF

1S
I

I

APPENDIX D
Page I of 1

SUfARY RZPORT'FORM NIS-2 AITACMpiM
1. (Owner) TENNESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000



APPENDIX D
Page I of 1

SUIMM REPORT-FORq NIS-2 ATTACnMT

1. (Owner) TENNESSEE VALLEY AUTHORITY DiNuclear Power
2. (Plant) Watts Bar Nuclear PlantP. 0. Box 2nnn

Spring City, Tennessee Sheeta of
Unit I.

Report Tracking No.
3.. Work Performed by: "-/A Type Code Symbol Stampb

Company
PAd. dresZoos Authorization No.b

Address 
-Z

SPRING Ty , Expiration Dateb  ! 4" -/P
City and State4. Identification of System /5 2c-c - <J [LAk< 2

5(A). Applicable Construction Code ATS 19.7-TEdition JUNE 1I97_ Addenda5(B). Applicable Edition of Section XI utilizes for Repairs orReplacements .1980 - W19J 8 16(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification) O-'9/
-•/Oc ~O-J/ -AQ - F- 70. 9nttain •p¢,g• orA2

-AI.'r A` .5"" Al. e. /-~A~v~ ~ elW f9/V145Z e ~6/ fo, ~~i6(B). Name of Manufacturer T
Address of Manufacturer (if known) P N_60C). Manufacturer's Serial Number 96(D). National Board Number (if applicable) 

'•'/ -"6(E). Other Identification (subassembly number, he t number, etc.)

6(F). Year Built 99C 06(G). Repaired o Replaced 3c Replacement -6(H). ASME Code Stamped Yes 0 no7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic [Nominal operating pressure 0 Other 0 d 2/Pressure N/A psi Test Temperature F
9. Remarks: 

A A Vz /-) •- /-- 7 /P 7 pat'-r _ -A F-91

(N/) Applicable manufacturer's data reporte to be attached.

Responsible Engr 
D/ O a te

Organization

ANII dK•.)aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
W 0 bFor work performed by certificate holderCReplaced (like or dquivalent).

dReplacement (modification).
eWhen required by Construction Code.

PAC

Date 2-•

E OF
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w9 pL~L~

SU MAR REPORT-FORK NIS-2 ATTACMUTI.

(Owner) TENNSSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Soring City, Tennessee

Work Performed by: 3-\A.
Company

Date .5-- /- F/

Sheeta of _

'Uni t L 4.*s-91
Report Tracking No. 9'1-07 z-i/

Type Code Symbol Stampb _IA -
.7

Re). Rwx ZOO Authorization No." 64M ýeE-'
A d d r e s s E x!ir a t

SPRING CITY TM, Expiration Dateb

City and State
4. Identification of System 74 . l, ASM -CL A• S Z "('; PiPE)

5(A). Applicable Construction Code AIT C. 197S
Edition JVNE 1973 Addenda t/A 4--/

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - W1 IY8 I

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPR cITy, TN.

6(C). Manufacturer's Serial Number /// AkS/-P/"
6(D). National Board Number (if applicable) &(/A g -tE
6(E). Other Identification (subassembly number, heatt number, etc.)

6(F). Year Built 090
6(M). Repaired 0 Replaced Dc Replacement,
6(H). ASME Code Stamped Yes 0 no x
7. Brief description of repair or replacement work performed.

V0,61/Fi-, •-O'-I-/l' 4 S4"*,0P,,• 7- W•,-" /,, -,••A - /

8. Tests Conducted: Hydrostatic 0 Pnematic 0
Nominal operating pressure 0 Other 0
Pressure . ./A s-Z psi Test Temperature & F

9. Remarks: 5a1Ao0,e- e/o -' A60 --. h AApE O -/ -7A: Q S-16
eE,'$oi7,#eY-, gg&PO-r oc-* LW7'&e4A2A4 477-11E.0rzZ3 4E

(t/* Applicable manufacturer's data rýkorV to be attached.5441/ Responsible Engr 4?;2! -&
OF -4*-ý ' -/ Organization

A _II _____--___--_

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE

Date

Date

"Z9 OF5

p
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-7/



WEN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D VIA P,0 571 3 A a I
Page 1 of 1 a

SMM REPOR-FORN NL5-2 ATTACHMUHT RAGE 'Z- -/C ;J

1. (Owner) TENNESSEE VALLEY AUTHORITY Date •-/-'/
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of

Spring City, Tennessee Unit I
Report Tracking No. ?/-67'-O75S.•-I

3. Work Performed by: T-VA Type Code Symbol Stampb /
Company

Address
!PFIN& CITY - TM.

Authorization No. b ]- 14. S0-1

Expiration Dateb (
City and State

4. Identification of System 7-4, A/Y• Asr,*. Ct-AsS ?_C •,
5(A). Applicable Construction Code ASHE SEC71ON 77r 19_7L

Edition THROQGkH Addenda USUMmEgR 1973
5(B). Applicable Edition of Section Xr utilized for Repairs or

Replacements 1980 YV4 IN TEi• 19M1
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
pl-, ýc"/A~o;e7' lo7z-437..4-6 F UA AA)lA 44A'6 D !'7-4A4 1N/4 "14_A;'r,*-11'ý1&A17 7-0 /Pl-, •1 •.U '--0" _4,F 38• •-0'-/Ig.'

6(B). Name of Manufacturer " "VA
Address of Manufacturer (if known) SPRINA CIT' T"rM.

6(C). Manufacturer's Serial Number .De-&' bM7•4 "' 7/

6(D). National Board Number (if applicable) NIA
6(E). Other Identification (subassembly number, haa number, etc.) • /"4S

#nW' 24812 .w'-r1. S9 s•qz4) TPx (4)eA .4 4A Zh-ArA ne pz,e- xp• 1(•.c)
6(F). Year Built I 5ý40

6(G). Repaired 0 Replaced Kc Replacement
6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement lork performed.

mnjrz,• £Xys/•A/r Au/•o• e w:• ,- *'XA0,5-7/.T4 -/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 ý ./.•/
Pressure N/A6f,9'ps Test Temperature °F

9. Remarks: 5A-At- A, -i AAV ,-Q7 -/. 8-1o&9 - Fa -

W5ZA - o 7 2 -P/0-0- 0 f . /4 01 R~:WryA-r27

-Alb wynn
(N/Ak) Applicable manufacturer's da apo. e to be attached.

WI-1-91 Responsible EN -Alc Date 2/
"" • x> • •/ Organization

ANII v-- I Date 'fli9-i

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or iquivalent).
dReplacement (modification).
eWhen required by Construction Code.

'AGE Z-OF 52
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APPENDIXD

Page 1 of I ....

SUIM(RI REPORT-FORK NIS-2 ATITA&•RNT

. i. (owner) TENNESSE. VALLEY AUTHORITY Date .
Nuclear Power

-. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of
Spring City, Tennessee Unit

Report Tracking No. E/Z7_/-p6•..--:'•" 3. Work Performed by: ..- LAType Code Symbol Stampb __• •
Company

P.O. :a~x Z000 Authorization No.b /vl•/A r-/-91
tz X!: Address

SPRING C.ITT, TC, Expiration Dateb
City an, State

4. Identification of System '7+. P-MI?-, A,5EL C4iAss Z P f Z
5j 5(A). Applicable Construction Code AISC 19

Edition- JUNE 197- Addenda ,
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- 1981
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
5;&APZý&7 At/7Z-A#37-4- 7 9,6 1A/. 99'0'40 3-ý _-,,1V

I

/--9/

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRINC T TX-

6(C). Manufacturer's Berial Number //A
6(D). National Board Number (if applicable) /A kx--5/
6(Z). Other dentification (subassembly number, heaft number, etc.)

6(F). Year Built / 9 _9
6(G). Repaired 0 Replaced 3c Repla ement,/ 1

6(E). ASME Code Stamped Yes 0 No T
7. Brief description of repair or replacement work performed.

'e-1 4040 0 / EV$ 7-AW P4-- Yet> 7 A ,5- 7/13- /
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating ressure 0 Other 0
Pressure N!AV -,ps i  Test Temperature 4L -9. Remarks: Sa^POlir CQL,7T-J5 A-kin t) 6cu Ersz g-/9--96)

rtcir- 5e, o5^-A -iY 44AP /Nnf,ýo4z. A CA/,Pto7.V-A_1 7 P10

(NU) Applicable manufacturer's da r p to be attached.
'i/-,-e Responsible E

: " - --/ Organization

ANII _____________ _

aheet Nos. filled in by Testing and Diagnostic. Programs Branch.
bpor work performed by certificate holder
cReplacd (like or dquivalent).
Replacement (modification).
When required by Construction Code. PAC

Date C--l-91

Date il-L.-

Ez OF



APPENDIX D
Page 1 of 1

SM21AIY REPORT-FORM NIS-2 ATACHM93T

1. (Owner) TENNSSEE VALLEY AUTHORITY Di
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 SI
Spring City, Tennessee Ur

Report3. Work Performed by: T-VA Type Code S
Company

r'c R04) 200O
Address

PRkING CITY TM.

Authorizati

WEN
AI-9.15
Revision 11
Page 26 of 33

KP0 571 3A. 1WP

ite S- /- /

aeet aC of
Lt .1

Tracking No. - 5
"
6
°qi

ymbol S tampb _A9/

on No.b N-14b0-1

C i t y a n d "S t a t e L Ll . . . . .L. .
4. Identification of System 74 • -H , PA-Srl. CasS 2 0; ' i5(A). Applicable Construction Code ASr- S-cTIO7 M .197/-

Edition THROu&AH Addenda SNUMmrR 19775(B). Applicable Edition of Section I1 utilized for Repairs or
Replacements 1980 WvIN7_F! 1961

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

Ru-1 r ,-o7.,-AA?7-4-7. 1~41S - INAT,'i-,yr O /4AA:

6(B). Name of Manufacturer' --TVA
Address of Manufacturer (if known) S. N CITY TM.

6(C). Manufacturer's Berial Number
6(D). National Board Number (if applicable)N/A
6(E). Other Identification (subassembly number, heai number, etc.) PtT 1"

•r. M 7-z-,SS S-4. 740 -) 7,-o34-(4-)•A. ', Ltl-.
6(F). Year Built /990
6(M). Repaired 1 Replaced Dc ReplacementW
6(H). ASME Code Stamped Yes 1 Noo7. Brief description of repair or replacement Zork performed.~~~.- ×)//1* ,,WA . . k .-• A/3 -/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating vressure 0 Other a
Pressure N/A W /psi Test Temperature F9. Remarks:- .g !ý A/ - /) 40 9-

.,"A 4 /c , -9 ( 4 A_..Q1 -€7Z8 - 1)o0 6• - 6>30 -o0"-.•3 • "3/j•. 0Z•/ K C/•,- E •2979

(NA) Applicable manufacturer's da ore to be attached.-:4•"-/-./ Responsible Enrl "/,C- A 4C Date
• •" / rganization

ANTII• ' --- _ Date fl ,
aSheet Nos. 'filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code. PAGE OF

I
I
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APPENDIX D
Page 1 of 1 WpKP0571 3 A-1

ST, A RXPORT-FORM NIS-2 ATTACmUMIPAGE- 2 -2Z?_• -t

(Owner) TE NSSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. O. Box 2000
Spring City, Tennessee

Work Performed by: -VA
P, x Z 0 Company

Date _-- 1-9/

Sheeta - of

Unit L
Report Tracking No. 9/'0•- e7$4 5•.9

Type Code Symbol Stampb /

Authorization fio. b •//A •/<--9

Address
Si.. •PRINGi .(ITY.. FLExpiration Dateb

City and State
4. Identification of System 76 • ,C,4W CLQ• 2 (•° /Z

j. .5(A). Applicable Construction Code AI SC 19. 2-
Edition' JUNE 1977 Addenda H/A

.i: 15(B). Applicable Edition of Section XI utilized for Repairs or
V . •- Replacements 1980 - ri IyB IV 6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

1 , 0 7 Z .4t ? - - R -8 4 6 1 - 9 4 G3 0 L
iI 6(B). Name of Manufacturer 7VA

!. :÷. Address of Manufacturer (if known) SPRING CITY, T•.
I '6(C). Manufacturer's Serial Number A A
...6(D). National Board Number (if applica6le) /A A'IC/-9/
6(E). Other Idenification (subassembly number, hedt number, etc.)

6(F). Year Built /9 0
•:6(C). Repaired 0 Replaced Dc Replacement~ 1

6(H). ASME Code Stamped Yes 0 No
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operatingpresaure 0 Other 0
Pressure. N 1W. psi Test TemperatureK9. R em arks: ~Pee 7;/ A A4Z~~~~- 7O~z.~

(N/A) Applicable manufacturer's datae eto be attached.
Responsible Engr_ /Organization

theet Nos. filled in by Testing and Diagnostic Programs Branch.
) For Work performed by certificate holder
0Replaced (like or dquivalent).
ýReplacement (modification).

i en required by Construction Code. PA'

Date 5`1 I

Date i___ .__

SE. ý_- qOF

p4

(',g

NZ-,

5 (. ý-
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APPENDIX DPage orlf I WPKP0571 A.1
PAGE -K~bra~-, 8SU19MUR REPORT-FORK NIS-2 ATTACMUNqT

1!" (Owner) T SSEE VALLEy AUTHORITY
Nuclear Power Date -a -/

(Plant) Watts Bar Nuclear PlantP. 0. Box 2000 
Sheets ofSpring City, Tennessee 
Unit

Report Tracking No0. /69o 
5 -~

:••3. Work Performed by: _ VA. 
eeotTakig1o -0y~-717 / 5-441. WoroPrfomeabyy 

Type Code Symbol Stampb -- tv
P20C aAuthorization NoPbAddress

SPRINpiration DatebLIITT
City and State

Identification of System 
AC - 4,4$S z:W. Applicable Construction Code _a T

Editon JPJF 973Addenda•j&5(B). Applicable Edition of Section XI utilizee for Repairs orReplacements .1980 -fr 
R r o() •Name of Component(s) and description (include size, capacity,-aterial, and location as needed to aid in identification)

.6(B). Name of Manufacturer
Address of Manufacturer (if known)ý.6(C). Manufacturer's Serial Number A~ :(D. ationajl Board Number (if applicable)•Ayr(X)* Other Identification (subassembly number, het numbe

6(F) Year Built /990c6(9). Repaired 0 Replaced Dc Replacement--66(H). ASME Code Stamped Yes 0 No n7. Brief description of repair or replacement work performed.
-;•7. /tI,,,- i; .",,A,,,Y E-. 7•44:F "' • perfrmed

S Tests conducted: Hydrostatic 0 Pneumatic 0Nominal operat ag5pressure 0 Other 0Pressure 
p/S-1-9 -si Test Temperature

9. Remarks: --- ""n .- ,es- e r
4190

(NIA) Pplicable manufacturer's data report e

Responsible Engr 
M /- Al Date $-/-Y/

./ Organization
-,__ 

_ __ _ __ _ __ _ Date
" heet nos. filled in by Testing and Diagnostic Programs Branch.
a. For work performed by certificate holder?eaced (like or Equivalent). 

PAGE'ý,%3.cemnt (modificatior).r



APPENDIX D
Page 1 of 1

SfSUMLfRT REPORT-FORM NIS-2 AIT I In;IT

WBN
AI-9.15
Revision 11
Page 26 of 33

WKýP0 7 SA-

TENIESSEE VALLEY AUTHORITY
Nuclear Power
Watts Bar Nuclear Plant
PI. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

P.O. 9ax ZOOO
Address

SPRING C-ITYI TN.
City and State

4. Identification of System 74, RNC,

Date L--.- ..

Sheeta _ of

unit j
Report Tracking No. •/-679- • -'-

Type Code Symbol Stampb /

Authorization No.b /V/A 91

Expiration Date
b t4

- a I 2 ( I ' I p11s )
5(A). Applicable Construction Code AI I 19..7-T

Edition JUNE !773 Addenda ý/A 4 --
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - W 19 8
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)•-•P•/0 7Z •/~ -,4 i47- 4 -Z£I i• L' -••A -TC60' A - 3' X

6(B). Name of Manufacturer "TVA
Address of Manufacture ifk& own) SPftING-CITY. TN.

6(C). Manufacturer's Serial ý'~" W, !*

6(D). National Board Number (if applicable) A •7s-/-9/
6(M). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built /1o
6(C). Repaired 0 Replaced [c Replacement
6(M). ASME Code Stamped Yes 0 No,0
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operatinX pressure 0 Other 0
Pressure N!A4,.e/ psi Test Temperature A °F

9. Remarks: •*',~c o 49 4 6) r 46,qAoAJ 757-) . -2? • ./-P

NA) Applicable manufacturer's data eporte to be attached.
•s'-9"' Responsible EngL;2ýrft-' / /'•.-A"/

, / Organization

ANII __________________

Date --/-?/

Date 'I_2_•

'aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
cReplaced (like or dquivalent).

-Replacement (modification).
,*!henrequired by Construction Code. PAGE 27 _ OF

1. (Owner)

2. (Plant)
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APPENDIX D 0
Page Ilofi1 WPI

SUII,.RY REPORT-FORM NIS-2 ATTACHMUENT
•." (Owner) TEIESSEE VALLEY AUTHORITY Date --
1.- (Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. M'. Box 2000 Sheeta ofSpring City, Tennessee unit - - -

Report Tracking No. 5-0 -/--,,3. Work Performed by: - Type Code Symbol Stampb - T  F'ril.i
Company

AdodreO Authorization No.b

SP•, RINcj T•-JT TN, Expiration Dateb N //A 4F% /9•:/• •h':City and State•
~(ii4.Identification of System 71C. e/.,-e ASM 1E ClA56 Z ~%f~S-:5(A). Applicable Construction Code AT S9

- Edition JA.JNn Ida7W Addea
`S .(B). Applicable Edition of Section XI utilized for Repairs orReplacements .l98O - w I yaIfW(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
0,ppe ;) 9 _4 437 -. Z6.1 s--z 7 A ?66 e -3 2

Sn(B). Name of Manufacturer TrVA
1:. Address of Manufacturer (if known) PRING CITX, TK.* C). Manufacturer's Serial Number
6(D). National Board Number (if applicable) a/A6(1). Other Identification (subassembly number, he(t number, etc.)

().Year Built /.99f(C). Repaired 13 Replaced Dc Replacement
W. ASME Code Stamped Yes 0 No,.

~Brefdescription of repair or replacement work performed.

" Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operatn0reFure Other 0--
Pressure Psi Test Temperature N O

) Apoplicable manufacturer's data roport • to be attached.
'' Responsible Engrýý 2Y. -A164 '- Date -/.

" Organization

ANIlzI ~ Date 1A k•t Noa. filled in by Testing and Diagnostic Programs Branch.
ork performed by certificate holder
ned (like or dquivalent).
em- n (modification) ,
Iequired by Construction Code. PAGE OF
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APPENDIX D WXiPO571 3A- 1
Page 1 of 1 pAG. 1b -E

S1MIAII REpORI-FORM NIS-2 ATACMGN

TENSSEE VALLEY AUTHORITY
Nuclear Power
Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: 7VA
Company

P.O. awx ZOOO

Date

Sheeta of -

unit I g
Report Tracking No. /-0 Z'- t "oZ"g

Type Code Symbol Stampb

Authorization No b 4 1 •-b /

Address
SPRING ..IT(, TN' Expiration Dateb N

City and State
4. Identification of System 27 , ,---.' A f,/• .,'5• 2 ("S"' ,'/1-4_-J

5(A). Applicable Construction Code AT SC 19 -2

Edition' JVNE 197- Addenda N /A / -/-?/

5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - Wd I 9 8
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification) 
. I7

4 P - 7/7 - 4 -3 e/31. EL-. f;7-' A-30e R-3Z7
w
6(B). Name of Manufacturer TVA

Address of Manufacturer (if known)

6(C). Manufacturer's Serial Number )/ --

6(D). National Board Number (if applicable) &/A 9

6(E). Other Idenion (subassembly nmber, hedt number, etc.)
-. /

6(F). Year Built' /99<0 D•Zs,- rwp
6(G). Repaired 0 Replaced Dc Replacemento

6(H). ASHE Code Stamped Yes 0 No A
7. Brief description of repair or replacement work performed.,-'),, ,.-/) •- ,•-" U//P •v/' KA/•?/JA•-/ ' "..

8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0
Pressure N -/A P9 1psi Test Temperature N/A OF

9. Remarks: -SIYPZ• • •••~• ; J ~ • • 72/93 _•.-/9

(N/ Applicable manufacturer's d ta epor to be attached.

~'791 Responsible Engrj =4;I IF-~4-4167
Organization

ANII ________________

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.

bFor work performed by certificate holder

cReplaced (like or dquivalent).
dReplacement (modification).. Code.

e•henl required by Construction Code.I

Date "-1-

Date I-i-ql

PAGE OF'

1. (Owner)

2. (Plant)

I

.41

CO
-C&
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APPENDIX D vrfX P.0 5 7 1 3-A -1
Page 1 of 1 PAGE~

SUPtIAR REPORT-FORM NIS-2 ATTACMWTjr

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power2. (Plant) Watts Bar Nuclear Plant

Date 5-1-9/

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent).
dReplacement (modification).
eWhen required by Construction Code.

Date \.\-\-GC

AGE zLŽOF 5

. . & X -UUu Sheeta ofSpring City, Tennessee Unit "/ -
Report Tracking No. T'/-6 -O33. Work Performed by: T-VA Type Code Symbol Stampb --- I-9/

Company

P,dds, 0 Copn Authorization No.b
Address

SPRING C l.TT A t1, Expiration Dateb
City and State4. Identification of System 2-/ / 4 •/' C's Z ( a "5(A). Applicable Construction Code 197.3Edition JVNE 1?7-4 Addenda 5'!9/5(B). Applicable Edition of Section XI utilize for Repairs orReplacements 1980 - VW 1981,6(A). Name of Component(s) and description (include size, capacity,k material, and location as needed to aid in identification)7 -A -4/Z- -O.eei 01 1 A• ,. E0

6(B). fiame of Manufacturer TV
Address of Manufacturer (if known) .6(C). Manufacturer's Serial Number6(D). National Board Number (if applicable)6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built /-9?
6(9). Repaired 0 Replaced Dc ReplacementU"6(H). ASME Code Stamped Yes 0 No57. Brief description of repair or replacement work pe ormed.

o ~x • fA' • A . ,•~ kV . • i-• ~ ~- ,' /34'. / /' 9-
8. Tests Conducted: Hydrostatic 0 Pneumatic o

Nominal operating pressure 0 Other .Pressuree -• Lt•:' psi Test Temperature OF9. Remarks: ( b 
-

(N/A) Applicable manufacturer's dat- e d.
SResponsible Engraa 

Date n



APPENDIX D
Page 1 of 1

SUMMAR REPORT-FORM NIS-2 ATTACENKT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
R. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

wiKP-0 571 3A- 1PAGE

Date s--/-9/

Sheeta - of
Unit 1

Repot-- --- 4 IVJ :?I- .'

3. Work Performed by: T-L A Type Code Symbol Stampb -/AA-.

_P.. XZ00 Company Authorization No.b /
Address

SPRING CLITY . TN, Expiration Dateb /A 4 -- 91
City and State' /04. Identification of System 71. e//R, S,-7 ehss 2- (5(A). Applicable Construction Code AT IS 192-

Edition _JVNF 1973 Addenda t/A5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements .1980 - W 198 16(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)-•'/=•' 0" 107 -/• .gr7 - I--,4-; -,.j 45-• 8-5,3 ý-- 7 X, -• 3 ° ,4 Z2 ý7 "

6(B). Name of Manufacturer "TrVA
Address of Manufacturer (if known) S[-RINC CITX. •-•.

6(C). Manufacturer's Berial Number d4 4 -_
6(D). National Board Number (if applicable) - /J ,,6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built 1P99
6(G). Repaired 0 Replaced 1e Replacement)d
6(H). ASNE Code Stamped Yes 0 No0
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operatin•j ressure 0 Other 0
Pressure /A _-V/ psi Test Temperature N -F9. Remarks: _Ae-• - AA' ) -/'f.or• 8- . ._

(NI Applicable manufacturer's data re to be attached.

6"-,- Responsible Engr ,... / A -4c• Date 5--I

Organization

ANII _ --________ . Date i i
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder
CReplaced (like or dquivalent).
dReplacement (modification). PAGE OFeWhen required by Construction Code.

7-

'-9/
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SUMMARY REPORT-FORM NIS-2 ATTACHMENT
i. (Owner) TENIESSEE VALLEY AUTHORITY Date 5-7-9/

Nuclear Power2. (Plant) Watts Bar Nuclear Plant 
-", -,P-. 0. Box 2000 

Sheets ' of 1,T1% W.N-fSpring City, Tennessee 
UnitReport Tracking No.•5-P 

Tofl
3. Work Performed by: aType Code Symbol Stampb S---__

CompanyLod, rce 2000 
Authorization No. b

Address 
'

SPRING IT F-T . F , Expiration Dateb -.City and State4. Identification of System I- • .1 s -- C-/ " s ,=
5(A). Applicable Construction Code 

19 7-TEdition J-1it 1N 73 Addenda 195(B). Applicable Edition of Section X1 utilize for Repairs orReplacements 1980 - VIJ I1BI6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)' 0 __9-40O- a , -e6, e7 
3A"

6(B). Name of Manufacturer TVAAddress of Manufacturer (if known) SPRIN CIT6(0). Manufacturer' Nberial Number 
Sl o. C s e / w6(D). Nationa Board Number (if applicable) /6(E). Other Identification subassemmbly number, he t num er, etc.)

6(F). Year Built /9o6(C). Repaired r Replaced Dc Replacement -6(N). ASME Code Stamped Tes 0 moi7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operatin pressure o Other 0 -"/Pressure N p~si Test Temperature N 0F9. Remarks: -:54 op,-r co70 
11-1917

(N/A) Applicable manufacturer', data report • to be attached.Responsible EngrCJ. • > be atta Date
Organization

ANII . DateaSheet Nos. filled in by Testing and Diagnostic Programs Branch. PbFor work performed by certificate holderPn
E

s t

Skr-Replaced (like or dquiv'alent). 
W P (P 4537 A i_dReplacement (modification).

e~hen required by Construction Code.

-

I
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APPENDIX D
Page I of 1

SUMARI RPORT-FORM IS-2 ATTACI•TIT

(owner)

(Plant)

TEINESSEE VALLEY AUTHORITY
Nuclear Power
Watts Bar Nuclear Plant

Date 5-7-9/

P. 0. Box 2000 Sheeta of
Spring. City, Tennessee Unit -

Report Tracking No. 9/ S--/- -1
Work Performed by: TVA Type Code Symbol Stampb t/l A-•-

Company

Authorization No.b AVML S-7-,
Address L/

SPRING C-ITY, TN. . Expiration Dateb 4. -
City and State

4. Identification of System /S , S&- 8 D'-JC)OV ,45me C Z (3 "aP4p")
S(A). Applicable Construction Code AIS C 197.

Edition JUNE 197T Addenda "/A 5-7-9/
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - Wl1 It I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
Sw Acooe-r z7*4•4, ,-6-- , --1P1 ? ./-e.. 7 -

6(). Name of Manufacturer TVAAddress of Manufacturer (if known) SPRINC, CITY, T•.
6(C). Manufacturer's Serial Number -/14 J_ 5--7--,/
6(D). National Board Number (if applicabl.') -- &/Ai . s-7-4t
6(1). Other Identification (subassembly number, hedt num er, etc.)

6(F). Year Built /qgo
6(c). Repaired 0 Replaced 1c Replacement V
6(H)° ASME Code Stamped Yes 0 no
7. Brief description of repair or replacement work performed.

W LP 'A- po4,s37,1 -/ -
S. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 eý4-'--"/
Pressure N/A - -r7pjsi Test Temperature 4 °F9- Remarks:• 17--Z-7-• ' ,•..•••.• • o,. •-90 T-

(Applicable manufacturer'y data reppr• • to be attached.
Responsible Engr A/-In&-- Date 5-7-1/

- t Organization

eet Nos. filled in by Testing and Diagnostic Programs Branch.E-For Work performed by certificate holder
•,'Replaced (like or dquivalent). p A OF
RePlace.ment (modification). P

V-hen required by Construction 'Code. P A G E
-.. ;.

I'

I

Kr
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RI REPORT-FORM HIS-2 ATTACHENME

,iES SEE VALLEY AUTHORITY
•.ear pPoer
iitt•Bar nuclear Plant
'jO. Box 2000

*ing City, Tennessee

6rmed by:
Company

Date _ -__ _-_/

Sheeta of
unit I- 1

Report Tracking No. 74/

Type Code Symbol Stampb L/• '&,•'

.1 w. b Al/A -4 6-2-q9f

Address Expiration Dateb. _. __ 7,
.,City andSte

hifcation of System 5 S. -LbJA cs .(4 ' 'p)

1icable Construction Code _AT S C 1975

neon JVNE- 1773 Addenda - WA ,.,iL s-7-4,.

Rlicable Edition of Section XI utilized for"Repairs or

W;0isciments 1980 - WU 1981
n of Component(s) and description (include size, capacity,

iiirial, and location as needed to aid in identification)

P-eo 400P 7 z -72.-7 5/

me of Manufacturer TVA

idress of Manufacturer (if known) SPRING CITYI, T9.

mnufacturer's Serial Number /577/ CP7j// /

itional Board Number (if applicable) /A 4-" 74t

6her Identification (subassembly number, hedt number, etc.)

~4IS^.h'i86a- C'/S.-' /s7.9/) , pZS40 -1/r.4s ASS &P Z&OD -1.S- CZA.*-iP

fi

!lepaired 0 Replaced 3c  Replacement.9

•4LS?2 Code Stamped Yes 0 No

'Brief description of repair or replacement work performed.

lests Conducted: Hydrostatic 0 Pneumatic 0 &14X*

Nominal operating ressure o Other 0 jk S- 74

I Pressure N ¶-4'psi Test Temperature OF

Remarks: 5Lepbae7 cc> -ZP~7 Q ~ eJe)AJ // -/( 0-fo

e-. . /

(N/A) Applicable manufacturer' data re to be attached.

Responsible Engr •
- - / k) m4-.Ve* - Date -;-/

~'Organization

AN.I " Date >-•Z\ 2

* iSheet Nos. filled in by Testing and Diagnostic Programs 
Branch. , _ O

F¶or work performed by tcertificate holder PAGE
:•!CReplac•d (like or dquivalent). wP KPG'453 7A-1
,dReplacement (modification).
-eWhen required by Construction Code. PAGE AL - -

q1,~

-Oro
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sume REPOrr-FORH HIS-2 A-TACHMKBT

-TENNESSEE VALLEY AUTHORITY
N. .uclear Power

,)Watts Bar Nuclear Plant

p. 0. Box 2000
!." pring CitY, Tennessee

erforMed by:A
Company

Date __ -_ - _ __

Sheeta of -

Unit / -A-.

Report Train .
Type Code Symbol tmb /

q.b Al/A J.v-&o-

Address Expiration Dateb

tification Of System -15) 197c' /$sC atA5 ('pplicable Construction-Code Al S C -1__

dition J)NF 1273 -. Addenda

*plicable Edition of Section XI utilize dfor Repairs or

pac of oments s) - an d dI ription (Jnclude size, capacity,lime of Component~s) and desac de oad nietiiai

material, and location as needed to aid in identification)

,Name of Manufacturer TVA

-Address of Manufacturer (if known) 
_SRIN( CIT. TK-

Mt~anufacturer's Serial limber P4A /
.'National Board Number (if applicable) IA

.other Identification (subassembly number, heit ni er, etc.)

- .Year Built 19?0

04! Repaired 0 Replaced 1c Replacement--

AtASME Code Stamped Yes 0 O Xo

.7.ýBrief description of repair or replacement work performed.

i/'• •'•' •-P -• -/Pneimatic 0

iTests Conducted: Hydrostatic 0 Pu i

N.ominal operating pressure 0 
Other .

Pressure p/J•APsi Test Temperature

O.9.'.WRemarks: 5, p~~e-r cnter -- c n,'' ,J '-/Io-c

•J--------------rte• to be attached.

ir(/)Applicable manufacturer' d t be a c D.

Responsible Engr 
Date

All I •-:-".Date _
h'.-,.i- ;

hee No. filled in by Testing and Diagnostic Programs Branch.DPAGE z11 OF [2:
..:ý-For work performed by certificate holder
. -Replaced (like or dquivalent). P 4537A -1
.Replacement (modification). EP

-%hen required'by Construction Code. 
PAGE -- l E-

-7 1

I

m
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APPENDIX D
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S SUMILE REPORT-FORK JIIS-2 AITACMUM~lT

WE KNESSEE VALLEY AUTHORITY Date 5-7-1•/
nu uclear Power
.Watts Bar Nuclear Plant

< P. 0. Box 2000 Sheeta of
1-*Spring City, Tennessee Unit -

Report Tracking No. 0/-1/5*- 40, 01'/
erforied by: TVA Type Code Symbol Stampb /A-.• -' C om p an y

Adrs Authorization NO.b  -1--

IN CExpiration Dateb /4 s-4/

City and State ' l

tification of System 15 S G.- oA-.IJ S clAs2 ~~pp
Applicable Construction Code AT SC 19_7Z

tion JUNE 1 73 Addenda _ /A J- 5-7-9/
pplicable Edition of Section XI utilized for Repairs or
ieplacements ,1980 - WJ IYB I
ame of Component(s) and description (include size, capacity,
terial, and location as needed to aid in identification)
:5, 7,#4(00-(6- /O ,e. 4L.OP Z. 0 731'4

,Name of Manufacturer TVA
.Addreas of Manufacturer (if known) SPRINC2 CITY. TNI.
oanufacturer's Serial Number /.q3S CPS-4 /)
iNational Board Number (if applicable) N/A 1 .16L-7-1
Other Identification (subassembly number, heit number, etc.)

l!isear Built /990
ý Repaired 0 Replaced Oc Replacement Od

)'ASME Code Stamped Yes 0 NoxE
Brief description of repair or replacement work performed.

~Tests Conducted: Hydrostatic 0 Pneumatic 0
uNominal operat in, ressure 0 Other 0 o-A-!/

' Pressure N/A 1-4psi Test Temperature r °F
9 Remarks: 5L4 tpooe7- CO4PLL.T .U d' e /-e.'

• (N/A) Applicable manufacturer' data repo•te to be attached.
" " Responsible Engr_4L.A Date

5 7-' Organization

Mll ':.$S:"--.NII , Date -

,Sheet nos. filled in by Testing and Diagnostic Programs Branch. PAGE OF
&or work performed by certificate holder'Replaced (like or dquivalent). W- -KP--4537AM1
~Rplacement (modification).
ahen required-by Construction Code. PAGE. OF
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APPENDIX DPage I of I

SUM=AR REPORT-FORM lNtS-2 A-TTAnjqW.T
) ~EESSEE VALLEY AUTHORITY
SNuclear Power

Mnt) Watts Bar Nuclear Plant
7"'- P. 0. Box 2000
, Spring City, Tennessee

c Performed by:

CyoC d-S m o t a o ' /res Authorization o.b -
PRINQ ir- I nd ST a Y •Expiration Dateb

dIentification of System - _ ' , - ",••pplicable Construction- Cod 1 9--- 4qs f

Edition ?Aendaa•Applicable Edition of Section XI utilize for Repairs orieplacements 1980 - KJ 1989 1A.Tame of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification).. ..........7o ... It2 e e , Z..1 1 1- 1-1V1III ...... .11 11 - .-.- 1

Name Of Manufacturer TVAAddress of Manufacturer (if known) 
-....-. ..... - --•f tManufacturer's Serial Number 19,710 P 7 / T0,,National Board Number (if applicab-Other Identification (subassembly umber, he tn ,

~.Year Built 1,,792. Repaired [ Replaced oc Replaceme).ASM Code Stamped Yes 13 No'ýwBrief description of repair or replacement work performed.
*7. •'-o•u.J ' S-•_/, •-..••,•,,. 

•P•,L-= J) p •'-P+A--t.4t , (- -• 
, •

Tests Conducted: Hydrostatic 0 
Pneumatic 0Nominal operating pressure 
. Other 0,Pressure -* ýý47 Psi Test Temperature iMiARemarks: 7 

-e-

Date _S-7-,g/

Sheeta of
Unit /

Report Tracking No. L-a/5Type Code Symbol Stamnb jj^

4.£7-1/

Ap Itaj mnfacturers data relo
Responsible

keet Hos. filled in by Testing and DiagnosticFor work performed by certificate holdereplaced (like or dquivalent).
Replacement (modification).
'hen required by Construction Code.

to be attached.

/ A .' _ -' 1 )- Date 5-E 7ffl
Org aniza ti on

Date

Programs Branch. PAGE ?,ci OF
WP AP 0A4. 7
PAGE 1•--1 I

- 1'> J -Q Z, (5f 2
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Page 1 of 1

SUMLLARY REPORT-FORM _IS-2 ATZACHM•NT

')' TUNIES SEE VALLEY AUTHORITY
Nuclear Power

Let) Watts Bar Nuclear Plant
P. 0. Bo 20
Spring City, Tennessee

SPerformed by: 7VA
Company

.0. Ber ZOOO

Date 5-7-9/

Sheeta" of
Unit t

Report Tracking No. 9//5-/,. '• - 1- q
Type Code Symbol Stampb -

Authorization I~o.b iV/A •.•..
Address -

PRING CITY TN, Expiration Dateb -4//A--
-. City and State

tification of System /5 3 .S 6. •9DW p; / c0 i, r"q-s zf4 -
plicable Construction Code Al $C 19iTT

dition JUNE 1773 Addenda d/A J 5-?-11
plicable Edition of Section XI utilized for-Repairs or

Replacements 1980- J l IYB
Bame of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

400. 4=-Z- -7 -21,. L-0

"Name of Manufacturer TVA
Address of Manufacturer (if known) SPRINC CITY, TN.
Nanufacturer's Serial Number /I CPS4 /z"

A-National Board Number (if applicable) - Q/A 4 -/-5 /
). Other Identification (subassembly number, hedt nimber, etc.)

P5 ,4 / ' , B / -S 6 - &z4 -,B
Year Built 1 1? 

P'90Io.4J-(). Repaired 03 Replaced Dc  Replacemen
()..ASME Code Stamped Yes 0 ep en-
iBrief description of repair or replacement work performed.

'-Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating, essure 0Oess OtherPressure N//A !-4/ psi Test Temperature "-
• Remarks: ,, - .- "9,V-r4.Z j /z-s e

......... .

/A) Applicable manufacturer's data e
Responsible En

to be attached.

/ Org-ania
Organization

Date 5-7-4/1

ANII __ _ _ _ _ _ _ _ _ Date

'Sheet Nos. filled in by Testing and Diagnostic Programs Branch.
TFor work performed by certificate holder
'Replaced (like or dquivalent).
IReplacement (modification). WP K P 0 4 5
Vhen required by Construction Code. PAGE_/ -" OF

PAGEz3 OF
7T -

11
)~fl



APPENDIX D

Page 1 of 1

SUARY REPORT-FORM NIS-2 ATTACMRU=ZT

,(Owner) TEESSEE VALLEY AUTHORITY
Nuclear Power

j(Plant) Watts Bar Nuclear Plant
-• P. 0. Box 2000

" Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date S-7-9/

Sheeta - of
Unit /

*~Woe Pefome by: .F.LL 110. -LV
'5.ý'Wok Prfomedby: TVAType Code Symbol Staxnpb

CompanyO R oP , AdX d000 Authorization No.b _V/_ • S-7-4/
•ii Address

i SPRING CITY "I"N, ExpirationDate b ,t/Aj,-
City and State

....Identification of System /5• S.& Low .j, AS,• C/ sS '
A). Applicable Construction Code AT $r 19_IS

Edition JUNE 1973 Addenda // 1A(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - 9 I1 I(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

.60). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING CITY. TN-.(C). Manufacturer's Serial Number •z " 'National Board Number (if applicable)' _A-'-q/... ). Othy Identification (subassembly number, he•t nuber, etc.) ,___ ,

'6(F). Year Built /9
6(Q). Repaired 0 Replaced Oc ReplacementgA
6(e) ASME Code Stamped Yes 0
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneuatic 0
Nominal operating pressure 0 Other 0
Pressure LL.A•-•'"psi Test Temperature _ 0-F9. Remarks: 

T_ .L • "

;;f (N/A) Applicable manufacturer's data reporte to be attached.
Responsible Engr, _# / Aic-m•- Date 5-4-9/

C/ F7 Organization '41

.a~~heet Ion fille in b e t n ate 7 Z - Z
.aSheet Nos. filled in by Testing and Diagnostic Programs Branch. *4. - //_bFor work performed by certificate holder
eReplaced (like or dquivalent). NP KrP 0 4 58dReplacement (modification) E OF yr
een required by Construction

/
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APPENDIX D
Page 1 of 1

SUtA REPORT-FORM NIS-2 ATTACHMENT

.01. (Owner) TEN ESSEE VALLEY AUTHORITY
Nuclear Power

•. 2. (Plant) Watts Bar Nuclear Plant
-P. 0. Box 2000

--"'Spring City, Tennessee

Date 5-7-91

Sheetas of
Unit ,

Cp3. Work Performed by: J- Type Code Symbol Stampb W-- Ot- -P.0O, Ax 7OOO Authorization No.b
Address•" SPRING •~ITW . T/h'1 +":•

-SPRIN Q L . TY TN, Expiration Dateb
City and State J

4. Identification of System /S SC'&.,j.owouv 46---4 . ,5(A). Applicable Construction Code AT Sr- 197X
Mi: Edition JUNE 1773 Addenda 57 -9/• 5(B). Applicable Edition of Section XI utilized for Repairs or(A) Replacements 1980 - W 198 16(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING CITY, TM.i6(C). Manufacturer's Serial Number /S-70z CP54 1 51

6(D). National Board Number (if applicable) / -'-7-'t• 6(E). Other Identification (subassembly number, hed(t number, etc.)

'6(F). Year Built /q• 6(G). Repaired 0 Replaced Dc Replacement•
6(H). ASME Code Stamped Yes 0 so7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic o Pneumatic 0Nominal operating pressure 0 Other 0Pressure N/A 6-7q, psi Test Temperature FI4 /9. Remiark:_'Pbe-0,~

(N/A) Applicable manufacturer' data re o;~ to be attached.
Responsible Eng s- -- e" Date O5-7--azi

6/ Organization

ANII ___ __--_-_._Date -zŽA-z
aSheet Nos. filled in by Testing and Diagnostic Programs BranchFbFor work performed by certificate holder
cReplaced (like or dquivalent).
dReplacement (modification). WP K P u 4 5 3 7 A " 1eWhen required by Construction Code. PAGE hc:!=Oyj-

71



APPENDIX D
Page 1 of 1

SUMMARY REPORT-F•RM NIS-2 AITTACHMEN

L,, (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0e Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date $6--•7/

Sheeta of
Unit /

j. worx Performed by: TVA Type Code Symbol Stampb _ -0-5~ Company
A.rC), e:1 Cop Authorization No.bAddress

SPRING IT - TN, Expiration Dateb N
City and State4. Identification of System /• • . sm- 6 ( 3'•,i• •r"

5(A). Applicable Construction Code AT S 1
Edition JvN[ 1973 Addenda A j-5(B). Applicable Edition of Section XI utilized for-Repairs or
Replacements 1980 - vi Iy I6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING CITY, TN.6(C). Manufacturer's Berial Number '•/- %'*-1--'/6(11). National Board Number (if applicable) _ (/A --S-,g6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built /?9O
6(G). Repaired D Replaced Dc Replacementw
6(0). ASME Code Stamped Yes 0 so--
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating.pressure 0 Other 0Pressure /A -v psi Test Temperature r DF9. Remarks: p , copo-w d,,Jb . 6j P- 7 - 9 o0

(N/A) Applicable manufacturer' daa reporte to be attached.
Responsible EngrJ s / ,,t-,s - Date •-'-•I

Organization

S -(U-¶ I

ANII -_.____Date"

bheet nos. filled in by Testing and Diagnostic Programs Branch;bFbor work performed by certificate holder PA E mOFSReplaced (like or dquivalent). WP PAE4 FAtdi"eplacement (modification). PAGE- &L- p•e~hen required by Construction Code. -.740 / -

A,

Efi



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 AITACIHMENT

1. (Owner) TENH•SSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee`ILL

3. Work Performed by: T A ..
Company

-P.O. ox m000

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 1-7-'7/

Sheeta - of

Unit I
Report Tracking No.2•L 9& i'

Type Code Symbol Stampb q/AL 4,m. s-7-'i
Authorization no. b /A• ,I__A

A d d r e s s I - - - - -
SPRING CQTY TN, Expiration Dateb  4 1A, 6-7-bq/

City and State4. Identification of System o 3 Sj•-Sv--o s Cs I Ce"'z',p)5(A). Applicable Construction Code A I _.S.r 197-T
Edition JUNE 1773 Addenda t/A I:.7-4/

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - WlJ I8 i

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRINtQ CIT., TN-.

6(c). Manufacturer's Berial Number iJ. 4-J:ý s-,i6(D). National Board Number (if applicable) _/A d..As_.7,-91G(E). Other Identification (subassembly number, heat numzber, etc.)
gp' Z015 -. 7 57-ne,47 4ss-y

6(F). Year Built - /79O
6(G). Repaired 0 Replaced Uc Replacement
6(9). ASME Code Stamped Yes E noX
7. Brief description of repair or replacement work performed.

.ZTE017 4 V-S W&RG- <A-~ ~~ P0~41-374-1 ,t. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating p5essure 0 Other 0
Pressure _N/A dt-7,psi Test Temperature L F9. Remarks: Sei gr p ." - . 'LJt O./ 

co-pt9-Oe.

rm/Al 14 S

•, uuw .c= maunuxaccurer s oata reporr, to be attached.
Responsible Engr L.. -• /vc-

( / " 6' Organization

ANI I _____________ 
_

Date 5-7-1/I

Date --'-A ý_3m

I"Sheet Nos. filled in by Testing and Diagnostic Programs Branch.PAGEb]or work performed by certificate holder PAGE .E'OCleplaced (like or dquivalent). KP0 45 37A -1dReplacement (modification).
eWhen required by Construction Code. PAGE __ _____

-. s . T_



WBN
AI-9.15

Revision ii
Page 26 of 33

APPENDIX D -P047 2-5-
Page 1 of 1

StlM REPO~R-FORM KIS-2 ATTACEMET Page • - -

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

•Spring City, Tennessee

3. Work Performed by: LVA
Company

Date _--9-1_/

Sheeta I of _

- Unit t 1
Report Tracking rio. /66/Q) q9

Type Code Symbol Stampb .9

. . . .- - . •/ ry-- . . ot

P.O. ao ?- 000 Authorization No.U v!-L
Address /A6/5_-9

SPRING CIITY TN' Expiration Dateb b

City and State

4. Identification of System AZ. 4V! S. mS rE 61-s - j

5(A). Applicable Construction Code AI'S C 19_7_Z
Edition JUNE 17.1 Addenda

5(B). Applicable Edition of Section X1 utilized for Repairs or

Replacements 1980 - VW 19 1
•' 6(A). Name of Component(s) and description (include size, capacity,

'~ material, and location as needed to aid in identification)• 9 /

S6(B). flame of Manufacturer TVA

Address of Manufacturer (if known) SPRINa CI.TY. TM.

-'ii 6(C). Manufacturer's Serial Number S•l - #9?(,
4 6(D). National Board Number (if applicable) /A 2Z

6(E). Other Identification (subassembly number, hedt number, etc.)

:, *¢ i6(F). Year Built /79C

6(C). Repaired 0 Replaced Cc Replacement"A

- 6(H). ASME Code Stamped Yes 0 no

- 7. Brief description of repair or replacement work performed.

/A/.•4Z 7 A I E '-. Z6 ,r -r,~ ' ~ z-5A

/

8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating ressure 0 Other ,3

9 R asPressure N//A• psi Test Temperature J4 .°F

(N/,,) Applicable manufacturer's data repo te to be attached.

S Responsible Engr, ,e ,-!' 1K-'t Date

/' organization

ARII W Date

aSheet Nos. filled in by Testing and Diagnostic Pog Branch.
-bFor work performed by certificate holder '<OF Y
-eReplaced (like or Pquivalent).

.-dReplacement (modification). 
PAGE

,When required by Construction Code.
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-. vwfer) TEMS. VMtiEy AUTR0~j~y2- ' nuclear Power.(Pant) Watts Bar nuclear PlantP. 0- DO 2000Spin C47y, Tenznefsee
-. urXc Performed by:

J'. .'~ ' Z p p ompaz~ y 
Sybol St z b~S R 1 & ddr e5 5  
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ra k j- _____

C I T Y iidr a 
A u t h o r i z a tion N ob 
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Date

SA Appli cable Consgtruction 
Code.Zs 

0

-Edition 

93
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o
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J-6 1oatIIIas needed to aid i 

I(..I.1 / - fniiainl().1 ame 
e'j Nanfatu

6,IC). planafufacue 
i M61D. addze:.og Serial niumbernatinal oard Number (Ir

6(Z). Other Identificatio 
fapIbl)' 

/
lei baPl icabl) h6((V-). Repaired 0 epacd6(Qr) - ASM~ Code Stamped Replac0 

Replacement
7*. Brief description 

Of repi rrpaeun 
work perforud

8. Testa r-4 -

A.1-9. 1.5

Date

Datet 
f______

N A) pplicable 
4 anufac

Respons!ible tu ne , dt rep o b e .. ..

a t.. 
!P S D a t e

9wlork Pefilled izn by Testing and 
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reu~~ y~Code.
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Revision 11
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APPENDIX D
Page I of 1

SUMMARY REPORT-FOIR NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY Date -- zz--qI
Nuclear Power

'. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta ofSprng City, Tennessee Unit / • ?-/-'Report Tracking No. -

1. Work Performed by: .. -Type Code Symbol Stampb ,Company

P.o. BCDX ? r00 Authorization No. b  !11A .-
Address

SPRING C.ITY TM, Expiration Dateb , --
City and State4. Identification of System o3 (C. ' P p•:

5(A). Applicable Construction Code Al S C 19_-
Edition JUN E I 973 Addenda - N _7.-ZZ-95(B). Applicable Edition of Section XI utilized forRepairs or
Replacements 1980 - W 18 1

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6(B). Name of Manufacturer -T-VA
Address of Manufacturer (if known) SPRINQ CITY, *•-6(C). Manufacturer's Serial Number A/ /S•/775

6(D). National Board Number (if applicable) _ i/A ý..'-z (-'i6(E)- Other Identification (subassembly number, hedt nuiber, etc.)
1P~4(a14LC.. $C*1&9N-J7,AC0:4rS-

6(F). Year Built ,qeo
6(G). Repaired 0 Replaced Or- Replacement 1d
6(M). ASME Code Stamped Yes D no M-
7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 06 I,Pressure t I/A &si Test Temperature 24 °F .. F9. Remarks: . A-/1 -,.AL , = aA,,'j-C..p, ., ',- •._,&o , '-,- ', .

(•A) Applicable manufacturer's data reporte to be attached.Responsible En Date 16-Z--9/
Organization

MAiTII ______--' ____Date \ z- -L
Sheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or dquivalent). WORKPLAN C 1 i P8 90 5 0 2 - 1

dReplacement (modification).
wen required by Construction Code. PAGE 2a- OF SIP"



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUPIRAY REPORT-FORM, IS-2 AI&CHMTNr
I. (Owner) TERIESSE VALLEY AUTHORITY Date 6-zz-q/

Nuclear Power2. (Plant) Watts Bar Nuclear PlantP. O.,Box 2000 
Sheeta ofSpring City, Tennessee 
Snh t

Report Tracking No. ?9 /1- -0-e73. Work Performed by: C-oa Type Code Symbol Stampb _• _•-Z-aCompany 4/
Address Authorization No.b

SPRING (4IT r TM , Expiration Dateb. ~~~city and State- 
, J -4. Identification of System 70 co •/ Coj 5"-g- c .* 5 2 "94905(A:). Applicable Construction Code AT C 197.3Edition JUNE 1973 Addenda -/ A 4-z-f/5(B). Applicable Edition of Section XI utilize for Repairs orReplacements 1980 - W IyB I F6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer --VAAddress of Manufacturer (if known) SPRING C---6(C). Manufacturer's Serial Number ,, 4 TM.6(D). National Board Number (if applicabl--  - •
.......

Ot•.er~~~~~~~ 
.I....caio ..

,._••_.e;: 
. ../ ,..--...

6(E). Other Identification (subassembly number, hed't number, etc.)

6(F)., Year Built -C?-9__ - -6(G),, Repaired a Replaced- C Replacement6(H). ASME Code Stamped Yes [3 No e7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure 0 Other 09 -. RemarksPressure / psi Test Temperature - . . ...
9 . R em a r k s : - -• • • • • • - _• • • A u P r r n - •

(0/A) Applicable manufacturer's ýata reporte to be/•t•>hed

Responsible Engr% ~ £z~1z ~-x.4 ate -ý-z-ql
~Z4 

Organizatjon•z7-a,,

ANII - -Date h8 O F L
leet Nos. filled in by Testing and Diagnostic Programs Branch. pbFor work performed by certificate holder B 50cReplaced (like or dquivalent). WORKPLAN C WdReplacement (modification).

eWhen required by Construction Code.

P.*g~ CFO



I

II
V.

P
1

I
WBN
AI-9 .15
Revision 11
Page 26 of 33

Date

Sheeta of

1 1 ~ . . . J -/ y3. Work Performed by : .r- '1 7/-? Tp- • .Performed by: R ep o r t T ra ck in g N o .
P p ~ o p a yType C ode Sym bol S tam p b -- --

CDomPany

SP RIN G A ddress Authorization No.b

4 -City and State Expiration DatebIdentificatiOn Of System 7,o ; U'5(A). Applicable Construction Code 
19J0

Edition _jV Co7de Addenda975(B). Applicable Edition of SectioAdn da tlz orRpisoReplacements 1980- K IYB O utilize for Repairs or
6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aidi i zen_o in identification)

6(B). lName of Manufacturer 
T--- :"ASAddress of Manufacturer (if known) AltIN. T .. .6(C). Manufacturerts 

Berial Number6(D). Natihe Board Number (if applicable) __
f6(). Other Identification 

(subassembly number, he t nuber, etc.
6(F). Year Built 1"9906(G). Repaired o Replacedc 

Replacementc6(H). ASME Code Stamped Yes 0 
Not&

7. Brief description of repair or replacement work performed.
8 . • .. --,_____ 

,'-- J z•-,,-8. Tests Conducted: Hydrostatic 1 
Pneumatic 

-
Nominal opera tin.ý_yPessure 0 Other 09. Remarks: PressN/A c 4 psi Test Temperature

(N/A) Applicable manufacturer datato beattaed

-/--?r' 0 ati oDateOrg anlza ti 'A o• ya-s. . -

ANII 
Dateheet Nos. filled in by Testing and Diagnostic Programs Bnh

ROr work performed by certificate 
_ _olde______ C W90Jn0

'Replaced (like or dquivalent). 
,,VrI . , C W0P8dReplaemn (modification).8 0 2--When required by Construction Code. Page _ , PAGE OF WA

APPENDIX D
Page 1 of 1

MIMAU REPO~rT-pOR IS-2 ATTACIM-M
1. (Owner) TENESSEE VALLEY AUTHOIITy

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
_qpring Cit-y, Tennessee

•qJ•



0:,,!!' EP 04 7 1 2 A I•-9 .1
WORKPLAN -

Revision 11
t) _Page 26 of 33

±EUJL& D

Page 1 of 1

SUMIURY REPOmr-FORm NIS-2 A TL=A

(Owner) TENIISSEE VALLEY A=TO=RITY Date 0
Nuclear Power

~; z. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 Sheeta of

--&Spring City, Tenessee Dnit 1
Report Tracking No. 1Lko3.io

*.3. Work Performed by: TVA Type Code Symbol Stampb " q.q 0

Company
P. 0. -Bo 2 no Authorization No.b _/A Z-.q 0•-q'¢•: •Address

SPRJING Ci7 'o-deA Expiration Dateb AA r-. '-zv'.V
City and SaeI4. Identification of System tS3 S)S ASME-CMSS 2

S(A). Applicable Construction Code Aj;S 1973
Edition .Wv4e Mq3 Addignda,1A

ý(S(B). Applicable Edition of Section XI utiliied for Repairs or
Replacements 1980"WI'qW

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid. in itentificati.on,) ,
PiPn 5sPpin7" ,o(,- a,3 - SS -s -3/AU4 /EA. 84'- -V/'94 "o.5 orV///

4 . orA5 4s5PP

6(B). Name of Manufacturer 7TVA
Address of Manufacturer (if kowvn) SpRAI Cir'T Tpi.

6(C).- Manufacturer' Seria1 Ni~ber '11A 4 -926
6(D). National Board Number (if applicable) L4/A -'• 'v-C--o
6(Z). Other Identification (ibass,-e 7 n"mber, heat nmber, etc.) ! Z'9

6(F). Year Built RE0vED AAJc R•.Isr4.t.- I/qqO
6(g). Repaired 1 Replaced Dc Replacement j
6(C). ASKE Code Stamped Yes 1 no ,if
7. Brief description of repair or replacement work performed.

D u L ro tEv. CI.AMPON Pi~L SUPPO9#/V~o&3-&,3-zlss-R3s WA1LLrt>, tw..As cur
AND R4~gL.J>LsF I/N e 'I,.j~ sA-rERliA.) 1INsveffPiA.j 'P'K- Po*71,ZA-/

8. Tests Conducted: Hydrostatic 0 Pneuatic a
Nominal operating pressure 0 -* Other % q

Pressure -/2 t.25-1o psi Test Temperature 4V _ OF
9. Remalrks: vI?,ATION Tr'_•TF" Tr-1o3.&3.o3

C (/A) Applicable manufacturer's data reporte to be attached.
Q •-%-0 Responsible Engr #E'/E - -j C Date •-C)

Organization

ANII 7-'~-•#,-~- -Date ~~i
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder
cReplaced (like or dquivalent).
d epi (modification). PAGE LoOF



WORKPLA4LeA. 1 2A -1

P-age D

Page 1 of 1

SUlKORY REP0-FOR NIS-2 AT, rZ

1. (Owner) TENIESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

•0 Spring City, Tennessee

3. Work Performed by: TVA
Camnnsv

WEB
A.I-9.15
Revision 11
Page 26 of 33

Date _9ý-2O -90

Sheeta  of
Unit. - I ___ lReport Tracking No. 1 9LType Code Symbol Stampb 1 •-A,

P.0. Bog 2 00 0 Authorization N.MIAArization o.b /o.

SPRING C-r T-,4 Mpiration Dateb -/A % "*"o'io
City and State

4. Identification of System a23 S15 AStIE-cLASS Z5(A). Applicable Cns=tru=tion Code -_A_______ __ 1973
Edition djvEr 1973 Addenda P.1/A -Z- .- 4o-Z01

5(B). Applicable Edition of Section rUtili.ed for Repairs or
Replacements 19s0-&.qJ 11

6(A). Name of Companent(s) and description (include size, capacity,
material, and location as needed to aid in identification)
P(PE 1UPP &~ op3-c-i,-R4/AUX. IE o 7 /7"7"' 0 &5w. A 5I3- 3 . V

6(B). N 'me of Planu-facturer -71/A
Address of Man=facturer (if known) SP~iAwI Crr,. Tq.6(C). Manufacturer'. Serial Number N/A -7 q.bo-qn

6(D). National Board Number (if applicable) &/A -I'Y -zo.-ý6(E). Other Identrification (subassembly, fImber, heat neher, etc.) -
IV/A tý\q -c ýf 

-6(F). Year Built SVpPogr MonIFI, Ir4 1440
6(G). Repaired 0 Replaced Or Replacement p
6(H). .ASIE Code Stamped Yes 13 No3
7. Brief description of repair or replacemet work performed.

Mq@gFjg.•SPPORTr PPR WnK PLN •K-PO4712A - DELCrE CM)RRERS)
/ 1A L; , -

Sesus Conducted: Hydrostatic d PneImatic 0
Nominal operating pressure 13 -*ther • ,Pressure 0/A"% q•.to-qo psi Test Temperature O F

RV/PrATiON ' TS -t-0-3. 4 3. 03

F - -

01A ) Applicable manufacturers dp;a reporte to be attached
Responsible Engr $l aC

Organization
Date -.2-207

ANTI•,5•'ý /L- Date Z/-,3-4/

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bzor work performed by certificate holder
Cieplaced (like or dquivalent).
dReplaP (modification).AGE c_ OF •Ž...



WBN REPAIR/REPLACEMENT OF ASME SSP-6.9

SECTION XI CONPONENTS Revision 0
Page 24 of 39

APPENDIX E
Page 1 of 1

Summary Report
Form NIS-2 Attachment

1. (Owner) Tennessee Valley Authority 
Date - 4'Nuclear Power Report Tracking Number~lL Jj S2-

2. (Address) % ' c• k ec,- tLLLA Sheet 1 of
-7-11-0× ýf•v 7Unit -- _

3. Work performed by: V--\C¾ Type Code Symbol Stamp 2 
____C>

C × o mpany Authorization No. 2 .• [
7- ]1 " Address 

et , 1 1
'-SQ Q Ct C Addr e•s - Expiration Date 2

City and State
4. Identification of system •--A, AX. < k oe Qb•,oL- a(wssc 3,
5. (A) Applicable Construction Code P'.l,-- C. 913 EditionhfV • Addenda ( Code Case : _ & -- 4,5. (B) Applicable Edition of Section XI utilized for repairs or replacements1980 Winter 1981 Addenda
6. (A) Name of component(s) and description (include size, capacity, material,and location as needed to aid in identfci ation) 4S -L -I k6. (B) Name of manufacturer 

.C ' S3-Address of manufacturer (if kn-w-) X1AA 9WiS96. (C) Manufacturer's Serial Number RA)k ý,Z. -Z5LA.tg6. (D) National Board Number (if applicable) t'Ao% ' i 90,6. (E) Other identification (Subassembly number, heat number, etc.) Z? .•
6. (F) Year built Code Class 1 [3 2 [XI6. (G) Repaired [ ] Replaced 3[$ Replacement4 [ ]6. (H) ASME Code Stamped YES [ ] NO [ ]

7. Brief d~scription of repair or replacement wor perfor d MoS Sk
8. Tests Conducted: Hydrostatic [ ] Pneumatic [ ]Nominal ope ati pressure Other 7 ( 4,(0(Pressure JL ,.,• psi T'st Temperature•J Ut-°• F
9. Remarks: P P"A-k C- 

e\ c \ , Q \Jtj\ .. j

(App1 a e e-ufacturer's Data Report 5 to be att ched.Prepa eby 
D a t e ý ý9"e/ (C) • Date " ( "

(App /3Organization

ANII -3' 
Date

1 Sheet nos. filled in by IS5I programs 4 Replacement (Modification)For work performed by certificate holder 5 When required by " U•3 Replaced (like or equivalent) PAGE -1-t1e,5 ý



.'~

ii

1. C(Owner) TEMMSSEE VALLEY ATOIT
Nuclear Power

2. (plant) Watts Bar Nuclear Plant
P. 0. Box 2000
1pring City, Tennessee

3. Work Performed by: 71 •A
Company

U
WBNA.I-9.1 5

Revision 11
Page 26 of 33

Date -25 9o

Sheeta of -

unit SmoS______.-
Report Tracking No.. 1161,11k

Type Code Symbol Stainpb '4/A 5.Si

P. 0. Hov 2ooo Authori~zation No0.

Address
SPRING Crr FA Expiration Dateb M-q

City and State
4. Identification of System r-. S1S AStE-aLA-S 2

5(A). Applicable Construction Code A I =-S _

Edition ,WiJe 19'73 Addenda ,/AiC -0;2 ¶

5(B). Applicable Edition of Section =l utilized for Repair or

Replacement•s 1980io-wq

6(A). Name of Compo t( a) and description (include size, capac-ity,

material, and location as needed to aid in identification)

6(B). Name of Manufacturer 7/A
Address of Manufacturer (if kownm) SP#tIANK Cc"-r1 7P/.

6(C). Manufacturer's Serial Number '4- E -2 9

6(D). National Board Nuber (if applicable) 4i/A 1l$ 9g2s-9o

6(E). Otbe Identification (subassembly mbei, heat mber, etr.) Y Xt 5.qo

6(Y). Year Built SUPPORr M, opjFcr, 1 ....

6(G). Repaired 1 Replaced rp Replacement

6(R). AS=E Code Stamped Yes 13 100

7. Brief description of repair or replacement work performed.

-MODIP/ED 5upPPoT WoR FJLATK PLAJ ^ K" PO 4712AJ (DD•C_.rEn SJvxB3rt

APPZV STKT

Tests Conducted: Bydrostatic 0 P1e"Atric 0

Nominal operating pressure - Other

Pressure i/l AZ-526-o-3 psi Test Temperature . F

lR........: k- Via&~ - f-Tr -io I -to

(m/A) Applicable manufacturer's data reportt- a at --

'•-z7.9 0 Responsible Engrf'75 - -  / --NC "
flwa'mi4 zation

2'
,/IA+¢U L.., .. , .

ANhII

I 6K~A{'~P~MIX D

Page 1 of i

SqnqAvy nEpo=-FRMN NIS-2 A&C]EHM

Date t/13-9c

Date ___

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bpor work performed by certificate holder

dReplaced (like or dquivalent).
d ,eplacemnt (modification). PAGE ++-• OF 5_..
E'- .. -- --- o Code. I

a

~1

4

L

111L4 
a -4

v Qw



~

I
1. (Owner) TENIESSEE VALLEY AUTHORITY

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000
Spring City, Tennessee

3. Work lerformed by: TVA

R .BOX 2 Company

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 2-30•l-

Sheeta 1Y, of ý )'- •.jJJ _
Unit 1 ft-

Report Tracking No. ;-/;6
Type Code Symbol Stampb ______

Authorization No.b .
Address I Q

SP&N C, iry 'j Epiration Dateb N/A_&ý k-31-24
City and State

4. Identification of System Q&-- CVCS. ASME-CLASS A
5(A). Applicable Construction Code A_ _ _ _ _ 1973

Edition oN3E IM?3 Addenda 0'1/A M g $/-9 o
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- WA IVJ
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
ePUPE PpIrT 1o_.-55-3-L-PI TS Y "x -

6(B). Name of Manufacturer TV/A
Address of Manufacturer (if known) 5PF, iN& Cirr. rm.

6(C). Manufacturer's Serial Number P/4 4A,*, •1i-4io
6(D). National Board Number (if applicable) .4/A & 3-9'0

"'6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built /9?0
76(. Repaired 3 Replaced 13c Replacement Ad
7"6 (H) . ASME Code Stamped Yes a No I
!,7. Brief description of repair or replacement work performed.

-~CUr DOWNA F-jrAC VEPr/TCAL. A164ek BER EPAC 1A1V7 24 CY
-Uv~tr LE4-s ý s7AKS". spqogew-~.~ orAR/AC

,.. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0 04%j

,9. R aPressure /A _JLj 91.10 psi Test Temperature 14liPF

IV

•9. Remarks: A/ 0*6

Z, •

• ,(.N/A) Applicable manufacturer's data reportýe to be attached.
Responsible Engr L. 'j-/ ML005 ,,P15CH Date 21f

*~ 3 ~ t . 3 J 1 O r g a n i z a t i o n

Date _

et Nos. filled in by Testing and Diagnostic Programs Branch.
•yOrk Performed by certificate holder
laced (like or dquivalent). -P,
lacement (modification). WP K P 6 4 6 2
e required by Construction Code. PA! Ic 1i

JA- 2

ix238i Fl~lt. I- ' z ' |I/$ - --

APPENDIX D
Page 1 of 1

SU! ERY REPORT-FORK NIS-2 A=TAcHMEHT

ANII -- __ _PAur.-



WBN
AI-9.15

-. Revision 11
Page 26 of 33

APPENDIX D
Page I of 1

SUo•-oRY IMPOR-FORM IS-2 ATTACHMENT 
- . '

I. (Owner) TENNESSEE VALLEY AUTHORITY Date _ _ __

Nuclear Power
2. (Plant) Watts Bar Nuclear Plant

P. 0. Box 2000 Sheeta (1 -ZZ f (Z__•Spring City, Tennessee Unit - --

Report Tracking No.
3. Work Performed by: CmA Type Code Symbol Stampb

AdCopssyAuthorization 
No.b ZV!n l ,ey-f,_5Pl Cl/- r•" -/,,/. Expiration Date b •/ gZ'f

Address

City and State4. Identification of System 0&zx-CVCS,: •4StE ctss 2,,5(A). Applicable Construction Code A, ZS c 19-73Edition AJuNE 1773 Addenda -)/A- __._-_'--5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-k)J58/6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

-PE 0 - -1o- o" "

6(B). Name of Manufacturer 7vA
Address of Manufacturer (if Itnown) SSPp,j NCit' 7'^1.6(C). Manufacturer's Serial Number AI/4A zir t-L i-o6(D). National Board Number (if applicable) ______ -Z_6(E). Other Identification (subassembly number, heat number, etc.)

6(M). Year Built 196(C). Repaired 0 Replaced Dc Replacement Rd6(H). ASNE Code Stamped Yes 0 No ;x7. Brief description of repair or replacement work performed.ADDED 31  ...F.FF.A.& FL ANC) _ADED P LP t1E74,t 7pr p erfo r/med .
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 oPressure - psi Test Temperature q4&-P.?MaF

(Ov/) Applicable manufacturer's data repor e toe b

Responsible Engr "7 W Date"/
Organization

ANII DateaSheet Nos. filled in by Testing and Diagnostic Programs BranchObFor work performed by certificate holder PA E 305 OFCReplaced (like or dquivalent). WdReplacement (modification). 
WP 2 3 Q 4 6 2 3 A -required by Construction Code. PAGE IX Jr OF1I '

22 - .. .



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORM NIS-2 A=TACMET

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision l!
Page 26 of 33

Date -3 Z_ 3 9

"rhe ta of.,

Report Tracking No. •/-/•3. Work Perforped by: /e Code Symbol Stampb A~ &~' Company

Ado d ors - a Authorization No.b _/"Address
.. ?/A•a T/f 7 / Expiration Dateb _AA,%,'e'/34 7

City and State
4. Identification of System C6 " • VC 55(A). Applicable Construction Code AZZ5 19-73Edition J/g- /1973 Addenda IVA ^,1141-, ,'/5(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 -W1/98,6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

6(B). Name of Manufacturer 7-kVAAddress of Manufacturer (if known) SP2,.g C/2 /, 7 -1/6(C). Manufacturer's Serial Number A/A A '*ZV "6(D). National Board Number (if applicable) AI7/A /;•jo2 z1y/6(E). Other Identification (subassembly number, heat number, etc.)A~(4 I. / 99573• dZ~o, e 1/35 1~// A3 $r"7 ,6(F). Year Built _.5@o
6(G). Repaired 0 Replaced Cc Replacement-"-6(H). ASME Code Stamped Yes 0 No I7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0Nominal operating pressure [0 Other 0Pressure :,/• y/ 7psi Test Temperature /A 49 -  
F  .9. Remarks: NO V6

(A'A) Applicable manufacturer's data repor e to be attached.
o y2 7 9/ R e s p o n s i b l e E n g r L u a. a - e' .-- t o b eDat t a c h e d .

rO g/a Date 7ti/o0_7Z 
Organization

ANII __.

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holdercReplaced (like or equivalent). PPA Fj ý 0 'dReplacemen t (modification). VepeWhen required by Construction Code. Res EJX:9- 15-9-
~ GF~{~2-3~

I.

,ýTý)

Date



'i.

APPENDIX D

Page I of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee'

WBN
AI-9.15
Revision l!
Page 26 of 33

Date 03 2Z 91/

Sheeta _.4 of . ,
Uni t /L'

3.Report Tracking No. 7 /-/ISO3. Wor• Performed by: ______________ Type Code Symbol Stampb -,00 Zo 2 Company
3,x Company Authorization No.b v;40ý4_)e32Z-/

AddressýP5R/ -/4PIA 74A/ Expiration DatebA/k/.Jt/"3ZZ5?/
City and State4. Identification of System 062 C 'c'S ;/65/, 4s Z5(A). Applicable Construction Code AZc. 19 73Edition 77YfA/6 /973 Addenda &4 o3zzv5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980- w/96/
6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

P,/Pe -/Pop7-T 006z -A A /o0 'z

6(B). Name of Manufacturer 71/-'
Address of Manufacturer (if known) .P_)?/A C/Ty rA/6(C). Manufacturer's Serial Number A/A 2 Z- 9• z.6(D). National Board Number (if applicable) /I,4 ;4Jj a73Z? 5/6(E). Other Identification (subassembly number, heat number, etc.)

? /f ?,4,e 7 Alb 2 00A .
6(F). Year Built 1990
6(G). Repaired 0 Replaced O c Replacement
6(H). ASME Code Stamped Yes 0 NoX7. Brief description of repair or-replacement work performed.

12- / 4 ITfA/,1443//, 7re8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0Pressure 1v/• A psi Test Temperature 111A OF9. Remarks: I/tOlEzq

(/IIA) Applicable manufacturer's data reporte to be attached.
Responsible Engr LXC' -' "i--4-ýý k, 6/ ta5. CH' Date JZjj/.

Organization

A L.111

ANTI I - - Date -
aSheet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder PAGE OFcReplaced (like or dquivalent). P (1 2FdReplacement (modification). W - A
ehen required by Construction Code. PAGE, 1X-32 O . -233

- -43•

I

I



APPENDIX D
Page 1 of 1

SUMMARY REPORT-FORK NIS-2 AITACHE=T

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 0 • 2 6 7/

. Sheeta (X-5 of of -Z3-Unit 
I

3. Work Performed by: J-V3 Type Code Symbol Stampb _N/A Jcompany -- 7-'T-n3 •<C 4

A.dress C o m p a n y A u th or i z a tion N o . b /A 1. 3 2 9 ,/Address-

SPRING CITT TN. Expiration Dateb
City and State

4. Identification of System 6 2j " -C
5(A). Applicable Construction Code .ATSr- 197-

Edition JUNF 1773 Addenda - /A 4/4%) e3 26915(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 - vq 1yB I6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRING; CITY. TM.6(C). Manufacturer's Serial Number A/A XkI1- oLo,9/ "6(D). National Board Number (if applicable) ____/__________- 

_6(E). Other Identification (subassembly number, hedt number, etc.)

6(F). Year Built
6(C). Repaired 0 Replaced Dc Replacement '6(H). ASME Code Stamped Yes D No X7. Brief description of repair Or replacement work performed.

8. Tests Conducted: Hydrostatic O Pneumatic 0
Nominal operating pressure 0 'Other 0
Pressure N /A " •ps Test Temperature OF

9. Remarks: • /

(N/A) Applicable manufacturer's data reporte to be attached.
Responsible Engr L" , '7";•-- / ,)0) ,,t -H' Date •/

Organization

AMII __ -__ .________ Date 11-3-R-
aSheet Nos. filled in by Testing and Diagnostic Programs Bra A6.A2bFor work performed by certificate holder Wp 4 6 2 00 A 2cReplaced (like or dquivalent). PA EO P GEPIJ MI OdReplacement (modification).
eWhen required by Construction Code. 5 ý- Tý 91

'I



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SUNNAY REPORT-FORM NIS-2 ArTACHMENT

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

AN,
3. Work Performed by: LJ'

Company
__.O. .o4 200)0

Date F-17-6L0

Sheeta _Lý- 5 '7of J-32 F
Unit L

Report Tracking No.
Type Code Symbol Stampb •'JO/)

Authorization No. b A-//J p-/7-7.0
Address / V

5P/1 Crry TA Expiration Dateb 44 .* q7ý-
City and State

4. Identification of System 0(oI' CVCS A5ME-cif.4ss Z-
3(A). Applicable Construction Code X'z- SC- 1973

Edition ýurjF. 1973 Addenda ___-___-/_-__

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980 "o wfq

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in identification)
EPsUPPOART /O&2-AS-S-/O-7"2 "'MICK Ps4rE

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) RaP#j&C,2ry,7-tj.

6(C). Manufacturer's Serial Number /J/4 ;LfLQ f-17-9-
6(D). National Board Number (if applicable) el/A ;ý, J-12-?
6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built /199
6(G). Repaired 0 Replaced Dc Replacement •d
6(H). ASME Code Stamped Yes 0 no ;
7. Brief description of repair or replacement work performed.

ADDEb I" 7-hICK IV 70 AE.DUC-f PIPE= 70 SrAUC-ruAt rCf4.
8. Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0
Pressure /J!.-,• -- o psi Test Temperaturel _7_• °F

(4.A) Applicable manufacturer's data reporte

Responsible Engr"f± -- Ž5
to be attached.
/ M0o25- M1H'
Organization

ANII _ -________ _,- _

heet Nos. filled in by Testing and Diagnostic Programs Branch.
ior Work performed by certificate holder
IePlaced (like or dquivaient).
RePlarement (modification). P
ihen required by Construction Code. = YiVLL ,

Date __-__

Date -

3A- 2

ki -Z
PAGiE 2L__• urj~r_ -.-PAGE G

II

=



WBN
AI-9.15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

1- 1. (Owner) TENSSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

Spring City, Tennessee

3. Work Performed by: -TVA

Date _-_,_______/

Sheeta iV ofUnit -
Report Tracking No. 51-1s_Type Code Symbol Stampb &IA ,E-. -4[-i

j
/'3

12

SUIHARY REPORY-FORN NIS-2 ATT c5I

P.0. E 2 o Authorization No. b .A/ '. T
AddressSPR, ING CT'ri' 71-q Expiration Dateb HIA'e" r'-r -
City and State4. Identification of System t -2. Av/5 ASvE-•c S.s 25(A). Applicable Construction Code A r,31Edition JVUNE 1 973 Adendia A•A &415(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980-&ZlqkJ6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)PIPE Suppor /)2-4555-I-Z .P-2 ,Bo.l.is-,i A w-u

6(M). time of Manufacturer 7
Address of Manufacturer (if known) 5PRiiN- Ci7"r. 7-NN.6(C). Manufacturer's Serial Nuber .6(D). National Board Number (if applicable) 41/A .6(E). Other Identification (subassembly number, heat number, etc.)

6(F). Year Built
6(C). Repaired 1 Replaced 1c Replacement Wd6(H). ASME Code Stamped Yes 13 No P7. Brief description of repair or replacement work performed.-.. V " e S 1"-6r K - P6,6 2A-Z

Q 42e ý-'t i~e- Ir 4 eida f
8- Tests Conducted: Hydrostatic 0 Pneumatic 0

Nominal operating pressure 0 Other 0 LC. -, i9. Remarks: O re 'ue i1A L", 5 1 f/9 , psi Test Temperature t OF

(i/mA) Applicable manufacturer's data repor,,te to be attached.
Responsible Engr L.D. 

a t-e--- /D

Organization

AMII 
Date A-.--%cLSheet Nos. filled in by Testing and Diagnostic Programs Branch.

'Poi work Performed by certificate holderReplaced (like or iquivalent) wp K P0 4 62 3 A- 2*epiacLmenl (modification) PAGE I. OF .
en required by Construction Code.~~~~~6 7 -- / , ."

; / tz



APPENDIX D
Page 1 of 1

SUMARY REPORT-FORM NIS-2 AITACHMEN
1. (Owner) TEi SSEE VALLEY AUTHORITy

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

4hSpring City, Tennessee

WBN
AI-9.15
Revision ii
Page 26 of 33

Date 03 Z& -0

Sheeta (•-*f of w-7, .,_ n u tx I . .-<,

Report Tracking No. 5L[6 '3. Work Performed by: TV A  Type Code Symbol Stampb L6z•.0,Type Code SymbonyStampbCompany Authorization No.b N/A /iF4J-¼Z'

SPRING C lTT .FNL, Expiration Dateb ____ _,-__
City and State4. Identification of System •6Z; C/VCS5(A). Applicable Construction Code A STC 19.-TEdition J- NE 177T Addenda 0/A , 65(B). Applicable Edition of Section XI utilized for Repairs orReplacements 1980 - N 19816(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

P/c •pp~ /c' Z - •2 - 37• _

6(B). Name of Manufacturer TVAAddress Of Manufacturer (if known) SPRfN( C iT6(). Manufacturer'. Serial Number AA6(D). National Board Number (if applicable) 
7--6(E). Other Identification (subassembly number, -he t ntmber, etc.)

/Awý,gcq C dbe h tntmbeet.
6(F). Year Built /9906(0). Repaired a Replaced Dc Replacemeuxt;W6(H). ASZIE Code Stamped Yes 03 no X7. Brief description of repair or replacement work performed.-'26 ---I ~ /17I,,- C4i q JAl 0XQCemn Aoll - .

8. Tests Conducted: Hydrostatic 0 Pneumatic o
Nominal operating pressure 0 :Other 0 4,F,-'sressure psi Test Temperature

(N/A) A plicable manufacturer's data reports to be attached.
114d 37 Responsible Engr LM, &-,-4/ i• , Date

Organization

~91

ANII ~ ~ z ,Date 1-~~aSheet Nos. filled in by Testing and Disgnosticbor Work ando - Di.......ic Programs Branch.
or work Performed by certificate holder 623A-2d.eP.aced (like or dquivalent) . .. F t3O A(eplacement (modification) *PAGE ti x ...--,hen required by Construction Code. -- " r

-7 4• -, ,9 • •



APPENDIX D
Page 1 of 1

SUMLYE REPORT-FORM HIS-2 AITACHMENT

1. (Owner) TEMIESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: TVA
Company

P.O. Rox ZOWO

WBN
AI-9.15
Revision 11
Page 26 of 33

Date e-?_7

Sheeta IX -90 o f i0( 23
unit i M

Report Tracking No. 1I-
Type Code Symbol Stampb .;,491 4 ,01o.

Authorization No.b /v/A,
Address E i "SPRING ITT, . Expiration Dateb N /A

City and State
4. Identification of System eZ , 71 C
5(A). Applicable Construction Code Al $C 197-

Edition JUNE 173' Addenda NIA 46•, .a-, /
5(B). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 - 19 I81 I
6(A). Name of Component(s) and description (include size, capacity,

material, and location as needed to aid in identification)
P/jE •~pA•.27 /O 2-2-/ -cv-7-

6(B). Name of Manufacturer TVA
Address of Manufacturer (if known) SPRINCZ CITY. TM-

6(C). Manufacturer's Berial Number A/#6 4oý, o•-6 9j
6(D). National Board Number (if applicable) N4/A e't-,' .U2.•
6(E). Other Identification (subassembly n-umber, hes(t nuber, etc.)

6(F). Year Built /0G O
6(C). Repaired D Replaced Oc Replacement 4d
6(H). ASME Code Stamped Yes 0 No0
7. Brief description of repair or replacement work performed.

''9 /

8. Tests Conducted: Hydrostatic 0
Nominal operating pressure 0
Pressure r 0i? Jg

9. Remarks: AIACh I

Pneumatic 0
ý Other 0

Test Temperature

(N/A) Applicable manufacturer's data report• to be attached.

46 VResponsible Engr ,-' -/'7 t2L/NO?.#"L•C/1 Date eL5f/
Organization

ANTI - Date XL-__

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
bFor work performed by certificate holder KP0o1622A- 2
CReplaced (like or dquivalent). !wp
dReplacement (modification).
eWhen required by Constructio I- -

3oiriq?

_AS -F



WEN
A.I-9.15
Revision 11
Page 26 of 33

APPENDIX Dpage I of 1

SUMgLRY REPORT-FORM 1115-2 ATTAGHM=T
1. (Owner) TEZNESSEE VALLEY AUTHORJITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

L . C 7'T

Sheete ''of 3Un .t -: - o
J. Work rformed by: -por racing No. T in&

C orm pom da n y- T y p e C o d e S y m b o l S t a m p b t 'O 3.o•. Z0r Company AO .

SPR' Address Authorization No. b

Uity and State Expiration Dateb4. Identification of System 652_
5(A). Applicable Construction Code ATEdition Ji)V 17! Addenda 7-/AT 1 95(B). Applicable Edition of Section XE utilized for Repairs orReplacements 1980 - Vq 19BIN(A). Name of Component(s) and description (include size, capacity,material# and location as needed to aid in identification)

6(B). Name of ManufacturerAddress Of Manufacturer 
(if known)6(C). Manufacturer-. Serial Nmber OVA ........6(D). National Board Number (if applicable) .. ý ""6(1). Other Identification (sub a."ly -abler h• _ _ in s u a s s e m b l y ntu b e r , h e ~t /t ý

6Clt. .- bs.6(F). Year Built I C/ _

6 (9). Repaired 0 ~ Replaced 13c6(H). ASME Code Stamnped Yes 03Rpacmn7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic 
- Pneumatic 1Nominal operating pressure 0 Other 039P Remarks: P 
Test Temperature

/A. Re arks: cbl A/Oa)• fct'el

plicable manufacturer,a data rpo to be attached.,1#0Z6--Responsible Engr LoE,'.& 
Date

Organization

a heet Nos. filled in by Testing and Diagnostic Programs Branch.wr work performed by certificate holderl_, (like or equivalent). P0d acement (modification). 
WP JKP046eWsen required by Construction Code. PAGEI1xJ7-a OF__

...... • F, ,

26 9,

AQ 3OF'S0Date•

A

p.

V

I.

ANII ý c-,, =-- .
Date 11-3--90



I

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Wort Performed by: TVA
Company

Address

SPRIN, Crl7-H-<TW
City and State

4. Identification of System 62 CV-5

WEN -
AI-9.15
Revision 11
Page 26 of 33

Date 9-18-O

Sheeta ki-k\Coof kX23
Uni t I

Report Tracking No. __/__

Type Code Symbol Stampb ,,/A.it

Authorization No.b tj/A EL 4J.t o

Expiration Dateb f/r 9.ls"2_

5(A). Applicable Construction Code AM.Sr 1973
Edition .juNE 1?73 Addenda /A-z t s.,

5(B). Applicable Edition of Section XI utilized for Repairs or
Replacements 1980-WIV'?

6(A). Name of Component(s) and description (include size, capacity,
material, and location as needed to aid in itentification)
PIPE SLuPPAT" F IOG2 -. 2 -ILCV- R2-3./ -Z. 718 "-2 5 " 2 oF .135'w.,orAJ4.
(ý 3 5d P/IPE'

6(B). Name of Manufacturer 7VA
Address of Manufacturer (if known) 5PRI&. CT-rTM -W.

6(C). Manufacturer's Serial Number N,/A ýK gis-go
6(D). National Board Number (if applicable) !4j/A l &i-4o
6(E). Other Identification (subassembly number, heat number, etc.)•>.va •qi-i_9

6(F). Year Built .SIJPPOgT MODIFIED 119o
6(G). Repaired 0 Replaced EF Replacement Xd
6(H). ASME Code Stamped Yes 1 No)
7. Brief description of repair or replacement work performed.

MODirIED SUPPoRT PER WoRK PLANA K-PO,-&23A.-.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0
Nominal operating pressure 0 Other 0
Pressure /A; 9 t,,.70 psi Test Temperature OF9. Remarks: DAJOE

(M/A) Applicable manufacturer's data report e to be attached.
• "•"o Responsible Engr -/ -- 9 MEA-C Date 9-18 -9o

Organization

aSheet Nos. filled in by Testing and Diagnostic Programs Branch.
•0r wore performed by certificate holder -

4eplaced (like or dquivalent).
Leplatement (modification). g Arr OF

k7hnrequired by Construction . ______-F

APPENDIX D
Page 1 of 1

SMIARV REPORT-FORM NIS-2 ATMCME!T

ASME-QLA'ý'ý 
2

ANII ,nni-a o_'z o%



APPENDIX D
page I. of 1

SUIM&RY REPOR...FORM lrIS-2 AIThACMWK
1. (Owner) TE1U ssEE VALLEY AUTHORITY

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

. Spring City, Tennessee

IngAI--.15
Revision ii
Page 26 of 33

Date 0326-91

. She t a L - 9•qof (4-2320,

jr- ~ Report Tracking No-
3. Work Perfoed by: VA Type Code Symbol Stampb

~Company
ddres 

y Authorization 
No.b Nei//A .'J??.. ... .C....y -n---- Expiration Dateb Nv/A ,k-o',

City and State4. Identification of System /- , 6 P c."5(A). Applicable Construction CodeEdition JVF 
193'Aded

u~~n • If 77• Addenda 
a a.•5(B). Applicable Edition of Section X, Utilize for Repairs orReplacements 1980 - j I If 

e r

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)

V 6(B). Name of Manufacturer 
V-VAAddress of Manufacturer 

(if known)6(C). Manufacturers
9 Serial Number /AIA1 o6(D). Natiou a Board Number (if applicable)6(l). Other Identification (subassembly number, he t number, etc.)

6(F). Year Built6(G). Repaired 1 Replaced Dc Replac6(1). ASBE Code Stamped Yes 
n

7. Brief description of repair or replacementyork 
performed,

8. Tests Conducted: Hydrostatic oNominal operating prespure 0 ;Ohtic

" "9 Remarks,: Pressure 
" f Other D /i/72€9e•Presu OTest Temperature 'F

(N/A) Applicable manufacturer's data reporte to be attached.R e s p o n s i b l e E n g r L E ' . D ae-1 //,ArV 
Date

Organization

A Ne oDate 
L -_ -i.ashee Non. f 4 11. --

'For work p _ oy Testing and Diagnostic Programs Branch.
WokPerformed by certificate holdercRepl- (like or dquivalent). w ( Po0 Q 3 F'e ph - ,acem en t (modification) . PO

,/ = eqirdby construction Code. PA'+•••-

I.



WBN
AI-9 s15
Revision 11
Page 26 of 33

APPENDIX D
Page 1 of 1

SO mtRY REPozr-FOr NIS-2 ATTACH=

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

3. Work Performed by: - 'VA
Company

rT Date L. -6

Sheeta ký-k of •'L38D/
unit L ...- "

Report Tracking No.

Type Code Symbol Stampb q)I

P.O ~Be 20o00 Authorization no. L-,_______ -

Address

SPRIM11 rITTY TM, Expiration Dateb - A

City and State 6
4. Identification of System " '

5(A). Applicable Construction Code AT S r 197-

5()Edition JUMNE 197-. Addenda tf/1A
' 5(1;). Applicable Edition of Section XI utilized for Repairs or

Replacements 1980 -W 18 I
6(A). Name of Component(s) and description 

(include size, capacity,

material, and location as needed to aid in identification)

02 - - 21- V- gel

-, ... :l6(C:).

6(11).
6 (Z).

Name of Manufacturer T-VA
Address of Manufacturer (if known) S INC;r CITY.r Tr.

Manufacturer's Serial Number $/A4 -'ý9 zC9, "

National Board Number (if applicable) Ni/A ýrA4- L 3691

Other Identification (subassembly numbert heit number, etc.)

4FA -r IO. - '/56~
'6(1). Year Built /990

. 6((€). Repaired 0 Replaced Cc ReplacementiF

*•6(R). ASME Code Stamped Yes 0 Noj42

7,-.7,,:. Brief description of repair or replacement york performed.

8. Tests Conducted: Hydrostatic 0 Pneumatic 0a

Nominal operating pressure o 'Other 0 Vdw 3 2,69(

Pressure N /A Test Temperature F
9A: 9. Remarks: A/ON/

(N/A) manufacturer's data r rts, to be attached.

Applicable maufctre' 
DatereorL, 6,! ; I-DS...H D t

Responsible Engr L'' - i ' eOrganization

•' . ....... AKI• I ---- "= = - • •Date \- - '

*aýheet Nos. filled in by Testing and Diagnostic Programs 
Branch.

v•. For work performed .by certificate holder K P 0 4 6 2 3 A -

.'tR1!placed (like or dquivalent).

S4deplacement (modification). 
PA

l.eWln required by Construction Code. 
-31 /s/:iPAGE 3o'QF OF



APPENDIX D
Page 1 of 1

StlAR REPORT-FORM IS-2 ATTACepqI

TENNESSEE VALLEY AUTHORITY
Nuclear Pover
Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WEN
AI-9.15
Revision 11
Page 26 of 33

Date 03 2cq

Sheet a 1ý-(M• of t-3Unit {,- • / ,

~1 f o r k P e r f o r m e d b y :R e p o r t T r a c k ci n g N o . ' /- /. t .~ /-C-Work Performed by: mTpVA  Type Code Symbol Stampb• ,,-Company 
-WA-C .I

• .S P R- N G A d d re s s A u th or iza tion N o .b

O Y- Expiration DatebCity State
•dentification of System 060; c VCs,)Applicable Construction Code A9T.
•Edition JUNF I973' Addenda,''pplicable Edition of Section Z utilized for Repairs orRfeplacements .l9g0vJIoRe e t 0Iame of Component(s) and description (include size, capacity,! material, and location as needed to aid in identification)

.. ~el ýIA- Ogg'Ini e ti i aio) y

'Name of Manufacturer
Addresu of Manufacturer (if knov..).,,- ....... ......-,0 t hManufacturerts Serial Number A- -7 Z_,XAationaj Board Number (if applicable)1,0ther Identification (uasbynmeti~~ 

u7ýýo ýAk~ 5 2 0 (sbbl r -br, h eft nuber, etc.)

.. . .... .. IC Z . / 7 2 7

'ý-Year Built 19940'Repaired 0 Replaced 3c eplacement--
•ASMf Code Stamped yes 13nBoxle•f description of repair or replacement y ork performed.

as Conducted: Hydrostatic 0 "-'-
Nominal operating pressure 1 P Other at 0Pressure 

Test Temperature -FWarks: A/t'0 P1Tepeatr

Applicable manufacturer's data reports to be attached.Responsible Engr 
UE• - .5 'D$ . ch Date

Organization

A I I -D a te A • -"5 -3 '08e filled in by Testing and Diagnostic Programs Branch.,ýPerformed by certificate holdere(like or dquivalent). 2•ent (modification). 
0,KP04622A,2uired by Construction CodP.AGE 

- K
.e 

GEPAGEIXý 
F X --?` 3 '5

F 7. 
• .,!< /•

15/
0L1V



SI [
p' jý '-

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 613 Z0 /

Sheeta -LLjilof 0X-?3S M
Report Tracking No. 9/- -Type Code .11••. _ R ", R ••

• ... -!; . -°i: .•..177

(k7

I

8-'~ I

heet NoT 
Date

bp ' filled in by Testing and Diagnost.j rorPwork Performed by certificate holder" e 'aced (like or dquivalent). . P 0 B4a6
e placement (modification). P04623 " OFWlen required by Construction Code. r)AGF-.J! 'OF !-Z3,9

."

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee'

WotA Performed by: 7 --.- A

* APPENDIX D
Page 1 of 1

SJMNAy REP0RT-FORM WNIS-2 ATTACMi 1

"3.

P ) ~6 13:x -o90 umy W-tmp -ýAddress Authorization No.b

E-XPiration Dateb AA~e/.jjCity and State Z J-4. Identification of System 06 Z C 5 ,.-5(A). Applicable Construction Code AsC
Edition *I'/A~j/ ' 3 Adea A 19- z c '73LApplicable Edition Of Section XI utilized for Repai
Replacements 1980 - /93/, P irs or6" (A). Nam of.....aactyS • Nameof Component(s) and description (include size,material, and location as needed to aid in ire ,caati ,

6(B). Name of Manufacturer AAddress of Manufacturer (if known)76(C). Manufacturer's Serial Number Al/A ... ...4". Z 8'.V6(D). National Board Number (if applicable) At1ý,1A6 Other 
(dent cation subassembly number heat number, etc.

6(F). Year Built -_-"_-) 
--.6(G). Repaired . Replaced Oc Replacement6(R). ASM Code Stamped Yes 0 No._

7- Brief description of repair or replacemnt wor performed.- ek 
---. .q z. Tests Conducted: Hyd ros t a c

Nominal operating pressure 
Other m c

K. Remarks : _j Pressure pi/4 •"- g _Psi . te /,• ,.e2c
psu Test Temperature

(11A) Applicable manufacturer~s data repore tb th
Responsible Engr L. r- No / o attaDaed.

HOPS "I•z n Date
" 

Organization

-- -F---



A-T-9.15
- Revision 11 "
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APPENDIX D
Page 1 of 1

SUMMAR REPORT-FORM~ 111-2 ATTACHMEN

. (Owner) TE NNESSEE VALLEY AUTHORITY Date D 3• 0
Nuclear Power

ý.,2 (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000 

Sheeta IX-151of I9-7.3Spring City, Tennessee' Unit - ( I
Report Tracking No. 91-/ 1(3. Work Performed by: •--•//A Type Code Symbol Stampb• "• 

Company

Address0 Authorization N0 *b 0/~443 Z;7,
" ~~Address '"_

C// Expiration Dateb W ~
C City and State

..... ?-` Identification of System C' _ C
•5(A). Applicable Construction Code A sc 197P4 0 ' 'Edition J7'oA'd6 /973 Addenda X A C. •'•c rJ('-rq / ("ýý5(B). Applicable Edition of Section XI utilized for Repairs or- Replacements 1980 -W/19a,6(A). Name of Component(s) and description (include size, capacity,

•" " ' Replacments c8ap-city,
material, and location as needed to aid .in identification).•-S 41p P_ : 7z-0 2 -6 ~___ 2

6(B). Name of Manufacturer VA ...
Address of Manufacturer (if known) -s A• uf p / 7 ^/., 7 'Manufacturer's Serial Number ,/V 'jO .0z3  - ".i'6(D). National Board Number (if applicable). AfA -v,/le o;- .f 9/6(). •Other Identification (subassembly number, heat number, ,etc.)

-•:0 BP g•r o •-oo -/.• 5" •3
M. Year Built / 

.
' afi(G).- Repaired o Replaced Cc Replacement--d- -A,,6(E). ASME Code Stamped Yes 0 No - .-7.. Brief description of repair or-replacement work .Performed. .

!i4. ". •P ••:-•• : , • ."::

Tests Conducted: Hydrostatic - - Pneumatic 0
Nominal operating pressure P 

Other 0 . ZVT1~9. emaks:Pressure&$44 ~~f 5  Test Temperature ~'

(A/A) Applicable maLnufacturer's data repor;e to be attached./40 ~/-'~O • •Responsible Engr L'" -/ i cO• .•'W 4, Date _7-47/

Organization

.IPAGE -O .F -Date \Sheet Nos. filled in by Testing and Diagnostic Programs .Branch..r- work performed by certificate holderVdReplaced (like or dquivalent). P2eplacement (modification). WilleWhen required by Construction Code. PAGELLF \V,- 2.._
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APPENDIX D
Page I of I

SMSURY REPORT-FORM NIS-2 ATTAcMET

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

WBN
AI-9.15
Revision i1
Page 26 of 33

Date

Sheeta (Y.-471 of •• 3 n" '

S"rP r o m byReport Tracking No ..Work Performed by: Type Code Symbol Stampb"•'!iii'" .O. oX 000Company

0Address Authorization No.b Li,
R N C. 

Expiration Dateb
ty and StateIdentification of System 6(/f -L S V!

(A). Applicable Construction Code ..> Edition , IS?3 Addenda A41/A .-ZL-(). Applicable Edition of Section XI utilized for Repairs or
• Replacements 19S0-WeRo
). Name of Component(s) and description (include size, capacity,Smand location as needed to aid in identificaticn)

R(). Name of Manufacturer 7 %C Address of Manufacturer (if known) Sp&CO Vrj.6(C*-- Manufacturerls 5erial Number AL/-A ktJ *-a -9Z5(). lNational Board Number (if appi:cable) A h/A- d -2-? 05(). Other Identification (subassembly number, heat number, etc.)

1(7). Year Built AlliCC)- Repaired r3 Replaced 0 c Replacement Nd(I). ASME Code Stamped Yes 0 No IFD•'}Brief description of repair or replacement work performed.*Cr.Z)w, - - AAo'y AA~ Ay AA~D/~A.,,~P~z~

'Tests Conducted: Hydrostatic 0 Pneumatic [
Nominal operating pressure [] Otherumatc[

Pressure p- te WRemarks: _lOr19 r Test Temperature / F

") iA p p licab le manufacturer's data repo~te to be attached.
Responsible Engr '. ' -f- i / ' oO• f1 " Date __ /

Organization

AKII ;.Date A,eet Nos. filled in by Testing and Diagnostic Programs Branch.Eiý°ork performed by certifica-e holder,-Placed (like or dquivalent). 
A 2

IKlio E".Placement (modification). 
W6P FP•: eguired by Construction Code. PAGE-X- 4-1'

17L14

I,



APPENDIX D
Page I of 1

SU! Y REPORT-FORM NIS-2 ATTACHMENT

(Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

(Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee

Work Performed by:. TV/A
Company

WBN
AI-9.15
Revision ii
Page 26 of .3

Date ?-Z14-9 D

Sheeta y-_- __7_of (X-Z3.6
Unit I

- Report Tracking No.
Type Code Symbol Stampb _

Authorizatio n . /-• -Z-D

:L, $ PR1~6 Address - -
SPI 6 67-Y, r-j Expiration Dateb 4Z4tFZ1F

City and State V
Identification of System 'o42-CVCS " ASAE CLASS 2.,A). Applicable Construction Code A S c- 197L.Edition • ujJE . 1I73 Addenda "/p%-j.s A-zs-qo

'3)i-Applicable Edition of Section XI utilized for Repairs or
i&' Replacements 1980-W1&.n5i
A)'.ý Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification)SPIPP•4 s.iPoR- /Oa-A5'5.-/o-5 ": 3-PP pRpF/OO-h/,5g REA-, RACE7 7"

SA 1)3I9 Y- LP, --?H 107-B) Name of Manufacturer 7 BEGYS-4, Pk PA7-TR•jAJ PiP gSUPPoAL CoAP'.C Address of Manufacturer (if known) S'Pjm&,- :, 79.,.ý WavRg •s•s.5C). Manufacturer's Serial Number J/A- • I-Z4-•)';•.National Board Number (if applicable) 4/1A .8Av41-Zg-?O
P.LOther Identification (subassembly number, heat number, etc.)

F). Year Built I T... .)..Repaired o Replaced Dc Replacement
Q!tASiE Code Stamped fYes No JZ.rief description of repair or replacement work performed..,B-P PApK-r*#/OD0  (REEAL. BRCK,%) -ZZC A~. 8LF.Fq2 VeNUr..S)

t-sts Conducted: Hydrostatic o Pneumatic CNominal operating pressure 0 Other 0
S, mar: Pressure V psi Test Temperature LF,111 r wo NA,-

Applicable manufacturer's data reporte to be attached.PtYD, Responsible EngrL'•'7g , -/' / oOA•- oC-e V Dated.
Organization

Nos. filled in by Testing and Diagnostic Programs Branch.
trk performed by certificate holder
ted (like or dguivalent).
- (m o d i f i c a t i o n ) . C dP.6 E - O A"e,- re by Construction Code. WP 39red by 

PAGEILI2 j ,T -- Its

ANII

/

Date io• q



WBN
AI-9.15
Revision 1!
Page 26 of 33

APPENDIX D
Page I of 1

SUMMARY REPORT-FORM NIS-2 ATTACHMET

At C*i I '.'.

Date e93 ?7/

Sheet a •-gof {-3 • V

Report Tracking No. _/-/_* 3. Work Performed by: E--IA Type Code Symbol Stampb' 4 •,
Company

eO sos 2000 Authorization No.b A1,4A-',KovzjAddress
-:..Y L. C,'rp/ T/t/ Expiration Dateb A/A •4•JO3z•9

City and State• .- ,4. Identification of System 06 r, 7- C C S55(A). Applicable Construction Code . A 197_
Edition JA/"/F 973 Addenda I/AI 5(B). Applicable Edition of Section XI utilized for Repairs or6(A). Replacements 1980 - W 198I

6(A). Name of Component(s) and description (include size, capacity,material, and location as needed to aid in identification):'-R- 7- - /Oio 2 ,- - 11- C - V_-A ,,ZZ 7

6(B). Name of Manufacturer 7-A
Address of Manufacturer (if known) ZP',= A/C C1/T 7-,A/6(C). Manufacturer's Serial Number IVA AI4 3 •96(D). National Board Number (if applicable) _ A6(E). Other Identification (subassembly number, heat number, etc.)

74. AP 0,,1- r / + Se,7•,Lr ?-/, A/.,.6(F). Year Built /157
• 6(G). Repaired 0 Replaced Oc Replacementd
'-6(H). ASME Code Stamped Yes 0 No'*
, 7. Brief description of repair or replacement work performed.

8. Tests Conducted: Hydrostatic o] Pneumatic []
Nominal operating pressure [ Other - $Remarks:ressure ,V4 ° 4feUo~z$si Test Temperature oF

(A'A) Applicable manufacturer's data re/porte to be attached.
Responsible/ ,ngr mv) CiCM Date J15111Organization

ANII _ ' _____ __ Date Ai 3-i- %a.Sheet Nos. filled in by Testing and Diagnostic Programs Braq=AGE 3_- OFLFor work performed by certificate holder K P 0 4 6 2 3A 2CReplaced (like or equivalent). W P
4Replacement (modification). WP.When required by Construction Code. PAGE1X J2gFA Z3PuI 

•.

1. (Owner) TENNESSEE VALLEY AUTHORITY
Nuclear Power

2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000
Spring City, Tennessee'

U

• i -: €



APPENDIX D
Page I of I

SUMMARY REPOrr-FORM NIS-2 AflACMUNT
1. (Owner) TErNEssEE VALLEY AUTHORITy

Nuclear Power2. (Plant) Watts Bar Nuclear Plant
P. 0. Box 2000

, Spring City, Tennessee

WBN
AI-9.15
Revision 11
Page 26 of 33

Date 6-2?q'F O

Sheeta ty-zo(,of (-aS"Unit I

Report Tracking No. 57-/•a•3. Work Performed by: T oA Type Code Symbol Stampb L
CompanyP.O.A s Authorization No.b A

Address

City and State-4. Identification of System O&Z -CV ' A "-cL- "5(A). Applicable Construction Code A__s___ 1973_Edition JuNrE 1973 Addenda v /A • •-9 - -*f5(B). Applicable Edition of Section ZI utilized for Repairs orReplacements 1980- wi qp)6(A). Name of Component(s) and description (include size, capacity,material. and location as needed to aid in identification)--.PE - 1 Y1 4-• I/ " ' IV "'rs 4,* A
6(B). Name of Manufacturer -T - -

Address of Manufacturer (if known) SptvwN& C7-7r 7•'.6(C). Manufacturer's Serial Number -- 4/4 t= b1-ZV-j"6(D). National Board Number (if applicable) -41A 4W R-e-1406(E). Other Identification (subasembl' number, heat number, etc.)
147. "P -5 77 -) f "A.b et ub r tc) --- -6(F). Year Built -/IF_0

6(G). Repaired 0 Replacect -c Replacement6(H). ASME Code Stamped Yes 3 No X7. Brief description of repair or replacement work performed.R >ovp Ex-is7-1Ar- So PAr~p~ 4Ab 1 A t7-AL. 7:~ S
8. Tests Conducted: Hydrostatic o Pneumatic 0Nominal operating pressure 0 Other 0,Pressure NA,' -Zv/-o psi Test Temperatureo q,*r9. Remarks: Ale 1•s 

pr

("/A) Applicable manufacturer's data reporte to be attached.V -• Responsible Engr L7 da e t be Dated.

Organization

PAGE OF 
Date

-eet Nos. filled in by Testing and Diagnostic Programs Branch.bFor work performed by certificate holder'Replaced (like or dquivalent). 
NP ¶dReplacement (modification). 

_P__, _

a

eWhen required by Construction Code. PAIGE "

.62 k- 2

'I

a



WBN REPAIR/REPLACEMENT OF ASME
SECTION XI COMPONENTS

APPENDIX E
Page 1 of 1

Summary Report
Form NIS-2 Attacbmeni

1. (Owner) Tennessee Valley Authority

Nuclear Power Repor

2. (AdesNT PA ,LAfA

Box, C2-0 1
1 TA

3. Work performed by:
Company

f~~p* &K ~GOO

SSP-6.9
Revision 0
Page 24 of 39

WORKPLAN K- Po61 33hI

Pa ge] 7 EI

Date
t Tracking Number/l-70-L• 7 N-ot

Sheet 1 of
Unit tWID No.K 0-po•\ 5 - t/i

Type Code Symbol Stamp2 j4a -Yci

Authorization No. 2 kIft -ell

Expiration Date 2 4. 3-9q

4; Identification of system \..bMV• ,b -." It VtK.kp-•,-\. ku-• t

5 (A) plicable Construction Pode _•_._______,__ __ L-k. on
Addenda Code Case j-o

.5.- (B) Applicable Edition of Section XI utilized for repairs or replacements

1980 Winter 1981 Addenda

6. (A) Name of component(s) and description (include si7, capacity, material,
and locatio.n as needed to aid in, dentiflcation) ,to 'Afl • 7--U

i (B) Name of manufacturer -V
Address of manufacturer (if known) \,Z C, T k A]

6 . (C) Manufacturer's Serial Number LOA i-4
•6. (D) National Board Number (if applicable) A3/AJ 4b'.-3-9(
6. (E) Other i entification (Subassembly number, heat number, etc.)

6. ý(F), Year built M31. Code Class 11 2 ~
6.()Repai red- 7 if q Replaced 3 [ Replacement 4  X

6:-(H) •ASIE Code Stamped YES [ NO

7Brief description of repair or replacement work performed: No)|P p 2-
P Mn Ahi Lh.wee Erl~zoA ru 5r-1 e"5 e"c

8 Tests Conducted: Hydrostatic /
[ydrotati Pneumati J44 ,.

Nominal operating pressure [ ] Other [ ]A 4  F

SPressure ~~3 psi LTest TemperatureAle • F

ýe'- 9. Remarks: C -e

.Prepared
to be attached.
Date 6-- -qI

-(,. (/" ,, ,, _ 0r, anizaty•nANII ,__.___ __ .__. _ ___ ___ __ , Date
k.Sheet nos. filled in by ISI programs 4 Refiacement (Modification)
ýPor work performed by certificate holder 5 When required by Construction

1 eplaced (like or equivalent) Code

PAGE Z!_._ OF

I,

--r\/A



WBN EPAIR/REMLAcDEMET OF ASME SSP-6.9

SECTION XI COMPONE TS Revision 0
Page 24 of 39

APPENDIX X C VcR.K Pl.
Page 1 of 1

Summary Report
Form NIS-2 Attacbment

owner) Tennessee Valley Authority Date 9-9-91_____

Nuclear Power R r ai

2. (Address) WA7-'S BAR Lt4, •,L_•. Sheet 1 of

.p.O ( 1Z36 Unit I

sppg 'A(2 C.Vý'(T 7 3781 WID No. K- P04-i3&1-

3. Work performed by: 
Type Code Symbol Stamp2

Company
R) ?lo x I "D* Authorization No.

2

i .,•-:"Address
P K 11, Jr. 07%(T. Adds-73 Expiration Date 2  N/ q q-.1

City and State

4; Identification of system AQX. -Q WATr (5s( s.3O)S &Si Cur••- )

5. (A) Applicable Construction Code AT.GC 19L.5 Edition

,LitRE |tI73 Addenda l -q-qk Code Case Wk O QA-q-

5. (B) Applicable Edition of Section XI utilized for repairs or replacements

1980 Winter 1981 Addenda

6. (A) Name of component(s) and description (include size, capacity, 
material,

and location as needed to aid in identification)Pe SIPPPoOK-VJ IAR-748: ý "5ýGY 4()kZ - -A2)
j:• 6. (B) Name of manufacturer TVA

Address of manufacturer (if known) 5PIM3N Q C.1Tr•.T-, .

6. (C) Manufacturer's Serial Number tt& 4q-'I

6. (D) National Board Number (if applicable) KJA? -q4•

6. (E) Other identification (Subassembly number, heat number, 
etc.)

6. (F) Year built IqW Code Class 1 [ ] 2 t(

6. (G) Repaired [ ] Replaced3 [ ] Replacement
4 [)•

6. (H) ASME Code Stamped YES [ ] NO [•

7. Brief description of repair or replacement work performed: 90FX FP

8. Tests Conducted: Hydrostatic [ 'Pneumatic [ /A
Nominal operating pressure [ ] Other [ ]

Pressure t4/A- q q4- psi A Test Temperature 0/A'- F
W~~A LUU-q

4 9. Remarks;: ý4 4(

, pga ( ) Aanufacturer's Data Report 5 to be attached.

Prepared by 1>•4A/'l.t / NDICAT1OS Date •--'

/..Organization

ANII Y$2 ?~ ~Date 4 ~
1 Sheet nos. filled in by ISI piiograms 4 Replacement (Modification)

2 For work performed by certificate holder 5 When required by Construction

3 Replaced (like or equivalent) Code

............ PAGE 3_2-0F 5o


