
      February 22, 2008 
 
 
Mr. Mark B. Bezilla 
Site Vice President 
FirstEnergy Nuclear Operating Company 
Davis-Besse Nuclear Power Station 
Mail Stop A-DB-3080 
5501 North State Route 2 
Oak Harbor, OH  43449-9760 
 
SUBJECT: DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO. 1 - REQUEST  
  FOR ADDITIONAL INFORMATION RELATED TO UPDATE TO B&W  
  PLANTS STANDARD TECHNICAL SPECIFICATIONS NUREG-1430  
  (TAC NOS. MD6399 AND MD6400) 
 
Dear Mr. Bezilla: 
 
By letter to the Nuclear Regulatory Commission (NRC) dated August 3, 2007, FirstEnergy 
Nuclear Operating Company submitted a request to modify the technical specifications (TSs) to 
be consistent with B&W Plant’s standard technical specifications (STS) NUREG-1430, for the 
Davis-Besse Nuclear Power Station, Unit No. 1. 
 
The NRC staff is reviewing your submittal and has determined that additional information is 
required to complete the review.  The specific information requested is addressed in the 
enclosure to this letter. 
 
The NRC staff considers that timely responses to requests for additional information help 
ensure sufficient time is available for staff review and contribute toward the NRC=s goal of 
efficient and effective use of staff resources.  If you have any questions regarding this request, 
please contact me at (301) 415-4037. 
 
 

Sincerely, 
 
 
 

/RA/ 
Thomas J. Wengert, Project Manager  
Plant Licensing Branch III-2 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 

 
Docket No. 50-346 
 
Enclosure:  
Request for Additional Information 
 
cc w/encl:  See next page



 
       February 22, 2008 
Mr. Mark B. Bezilla 
Site Vice President 
FirstEnergy Nuclear Operating Company 
Davis-Besse Nuclear Power Station 
Mail Stop A-DB-3080 
5501 North State Route 2 
Oak Harbor, OH  43449-9760 
 
SUBJECT: DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO. 1 - REQUEST  
  FOR ADDITIONAL INFORMATION RELATED TO UPDATE TO B&W  
  PLANTS STANDARD TECHNICAL SPECIFICATIONS NUREG-1430  
  (TAC NOS. MD6399 AND MD6400) 
 
Dear Mr. Bezilla: 
 
By letter to the Nuclear Regulatory Commission (NRC) dated August 3, 2007, FirstEnergy 
Nuclear Operating Company submitted a request to modify the Technical Specifications (TSs) to 
be consistent with B&W Plant’s standard technical specifications (STS) NUREG-1430, for the 
Davis-Besse Nuclear Power Station, Unit No. 1. 
 
The NRC staff is reviewing your submittal and has determined that additional information is 
required to complete the review.  The specific information requested is addressed in the 
enclosure to this letter.  
 
The NRC staff considers that timely responses to requests for additional information help 
ensure sufficient time is available for staff review and contribute toward the NRC=s goal of 
efficient and effective use of staff resources.  If you have any questions regarding this request, 
please contact me at (301) 415-4037. 
 
 

Sincerely, 
       /RA/ 

Thomas J. Wengert, Project Manager  
Plant Licensing Branch III-2 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 

 
Docket No. 50-346 
 
Enclosure:  
Request for Additional Information 
cc w/encl:  See next page 
 
DISTRIBUTION: 
PUBLIC    LPL3-2 R/F  RidsNrrDorlLpl3-2 
RidsNrrPMTWengert  RidsNrrLAEWhitt  RidsAcrsAcnw&mMailCenter 
RidsOgcRp   RidsRgn3MailCenter RidsNrrDorlDpr 
RidsNrrDeEicb 
 
ADAMS Accession Number:  ML080010001     NRR-088 

 
OFFICE 

 
LPL3-2/PM 

 
LPL3-2/PM 

 
LPL3-2/LA 

 
LPL3-2/BC 

 
NAME 

 
CGoodwin 

 
TWengert 

 
EWhitt 

 
SPSands for RGibbs 

 
DATE 

 
2/15/08 

 
2/19/08 

 
2/14/08 

 
2/22/08 

                                OFFICIAL RECORD COPY 



 
 
Davis-Besse Nuclear Power Station, Unit No. 1       
 
cc: 
Manager, Site Regulatory Compliance 
FirstEnergy Nuclear Operating Company 
Davis-Besse Nuclear Power Station 
Mail Stop A-DB-3065 
5501 North State Route 2 
Oak Harbor, OH 43449-9760 
 
Director, Ohio Department of Commerce 
Division of Industrial Compliance 
Bureau of Operations & Maintenance 
6606 Tussing Road 
P.O. Box 4009 
Reynoldsburg, OH  43068-9009 
 
Resident Inspector 
U.S. Nuclear Regulatory Commission 
5503 North State Route 2 
Oak Harbor, OH  43449-9760 
 
Stephen Helmer 
Supervisor, Technical Support Section 
Bureau of Radiation Protection 
Ohio Department of Health 
35 East Chestnut Street, 7th Floor 
Columbus, OH  43215 
 
Carol O’Claire, Chief, Radiological Branch 
Ohio Emergency Management Agency 
2855 West Dublin Granville Road 
Columbus, OH  43235-2206 
 
Zack A. Clayton 
DERR 
Ohio Environmental Protection Agency 
P.O. Box 1049 
Columbus, OH  43266-0149 
 
State of Ohio 
Public Utilities Commission 
180 East Broad Street 
Columbus, OH  43266-0573 
 
 
 
 

 
Attorney General  
Office of Attorney General 
30 East Broad Street 
Columbus, OH  43216 
 
President, Board of County 
Commissioners of Ottawa County 
Port Clinton, OH   43252  
 
President, Board of County 
Commissioners of Lucas County 
One Government Center, Suite 800 
Toledo, OH  43604-6506 
 
The Honorable Dennis J. Kucinich 
United States House of Representatives 
Washington, D.C.  20515 
 
The Honorable Dennis J. Kucinich  
United States House of Representatives 
14400 Detroit Avenue 
Lakewood, OH 44107      
 
Joseph J. Hagan 
President and Chief Nuclear Officer 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-19 
76 South Main Street 
Akron, OH  44308 
 
David W. Jenkins, Attorney 
FirstEnergy Corporation 
Mail Stop A-GO-15 
76 South Main Street 
Akron, OH  44308 
 
Danny L. Pace 
Senior Vice President, Fleet Engineering 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308 
 



 

 

Davis-Besse Nuclear Power Station, Unit 1     
cc: 
 
Manager, Fleet Licensing 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-2 
76 South Main Street 
Akron, OH  44308 
 
Director, Fleet Regulatory Affairs 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-2 
76 South Main Street 
Akron, OH  44308 
 
Jeannie M. Rinckel 
Vice President, Fleet Oversight 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH  44308 
 
James H. Lash 
Senior Vice President of Operations  
  and Chief Operating Officer 
FirstEnergy Nuclear Operating Company 
Mail Stop A-GO-14 
76 South Main Street 
Akron, OH 44308 



Enclosure 

REQUEST FOR ADDITIONAL INFORMATION 
 

DAVIS-BESSE NUCLEAR POWER STATION, UNIT NO. 1 
 

DOCKET NO. 50-346 
 
 
In reviewing the FirstEnergy Nuclear Operating Company=s (FENOC=s) submittal dated 
August 3, 2007, related to modifying the technical specifications (TSs) to be consistent with 
B&W Plant’s standard technical specifications (STS) NUREG-1430, for the Davis-Besse Nuclear 
Power Station, Unit No. 1, the NRC staff has determined that the following information is needed 
in order to complete its review: 
 
Beyond Scope Item - 1 “EDG Degraded Voltage & Loss of Voltage Relay Channel Check” 
 
1. The proposed TS change to limiting condition for operation (LCO) 3.3.8 is to delete every 

12-hour channel check surveillance requirement for the loss of voltage and degraded 
voltage emergency diesel generator (EDG) loss of power sequencing (LOPS) 
instrumentation.  These safety functions are performed by voltage relays.  The relays can 
be electro-mechanical or solid state design.   

 
To complete its review of the proposed changes to the TSs, the NRC staff needs to 
review the details of these relays and, therefore, requests the licensee to provide model 
and make information, and instruction leaflet references for each of these two types of 
relays. 

 
Beyond Scope Item - 2 “Steam and Feedwater Rupture Control System Instrumentation Trip 
Setpoints” (LCO 3.3.11) 
 
The proposed change revises the current TS Table 3.3-12  trip setpoint allowable values (AV) 
for Steam Line pressure – Low, Steam Generator Level - Low, and Steam Generator Feedwater 
Differential Pressure – High, functional units instrumentation.   
 
To determine the acceptability of the proposed TSs change involving revision of  instrumentation 
setpoints, the NRC staff generically requests all licensees who propose revision of 
instrumentation setpoint and/or setpoint AVs (conservative or non-conservative), to provide the 
following information (I&C Branch Guideline for Setpoint-Related TSs License Amendment 
Request – Agencywide Documents Access and Management System (ADAMS) Accession No. 
ML061810132):  
 
2. Provide documentation (including sample calculations) used for establishing the limiting 

setpoint (or NSP) and the limiting acceptable values for the As-Found and As-Left 
setpoints as measured in periodic surveillance testing.  Indicate the related analytical 
limits and other limiting design values (and the sources of these values) for each 
setpoint. 

 
3. Provide a statement as to whether or not these three setpoints are limiting safety system 

settings (LSSSs) for the variables on which a safety limit (SL) has been placed as 
discussed in Title 10 of the Code of Federal Regulations (10 CFR) Section 
50.36(c)(1)(ii)(A). These variables provide protection against violating reactor core safety 



 

 

- 2 -
limits, or reactor coolant system pressure boundary safety limits.  For each setpoint that 
you determined not to be SL-related, explain the basis for this determination. 

 
4. For setpoints that are determined to be SL-related, the NRC letter to the Nuclear Energy 

Institute Setpoint Methods Task Force (SMTF) dated September 7, 2005 (ADAMS 
Accession No. ML052500004), describes Setpoint-Related TS (SRTS) that are 
acceptable to the NRC for instrument settings associated with SL-related setpoints. 
Specifically, part “A” of the enclosure to the letter provides LCO notes to be added to the 
TS, and part “B” includes a check list of the information to be provided in the TS Bases 
for the proposed TS changes.  In this regard, please address items a, b, and c of this 
section. 

 
a. Describe whether and how you plan to implement the SRTS suggested in the 

September 7, 2005, letter.  If you do not plan to adopt the suggested SRTS, then 
explain how you will ensure compliance with 10 CFR 50.36 by addressing items b 
and c below. 

 
b.    Describe how surveillance test results and the associated TS limits are used to 
 establish operability of the safety system.  Show that the As-Found Setpoint 
 valuation is consistent with the assumptions and results of the setpoint calculation 
 methodology.  
  

            c. Describe the controls employed to ensure that the instrument setpoint is, upon     
   completion of surveillance testing, consistent with the assumptions of the   
  associated analyses.  If the controls document is other than the TS (e.g. plant test 
  procedure), explain how the requirements of 10 CFR 50.36 are met. 

5. For setpoints that are not determined to be SL-related, describe the measures to be 
taken to ensure that the associated instrument channel is capable of performing its 
specified safety functions, in accordance with applicable design requirements and 
associated analyses.  Include in your discussion the information on controls you employ 
to ensure that the as-left trip setpoint setting after completion of periodic surveillance is 
consistent with your setpoint methodology. 
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