
Containment Recirculation Drains
3.6.14

3.6 CONTAINMENT SYSTEMS

3.6.14 Containment Recirculation Drains

LCQ .61

APPLICABILITY:

The ice condenser floor drains, two refueling canal drains, one drain in
each Containment Air Recirculation/Hydrogen Skimmer System (CEQ)
fan room, and the flood-up overflow wall flow paths shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One ice'condenser floorý A. 1 Restore ice condenser floor 1 hour
drain inoperable,. drain to OPERABLE status.

B. One required refueling B.1 Restore required refueling 1 hour
canal drain inoperable. canal drain to OPERABLE

status.

C. One required CEQ fan C. 1 Restore required CEO fan 1 hour
room drain inoperable, room drain to OPERABLE*

status.

D. One flood-up overflow D. 1 Restore flood-up overflow 1 hour
waillflow path wail TIOW-path to
inoperable. OPERABLE status.

E. Required Action and E. 1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

E.2 Be in MODE 5. 36 hours
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