February 22, 2008
Mr. Robert E. Brown
Senior Vice President, Regulatory Affairs
GE-Hitachi Nuclear Energy Americas, LLC
3901 Castle Hayne Road MC A-45
Wilmington, NC 28401

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 155
RELATED TO ESBWR DESIGN CERTIFICATION APPLICATION

Dear Mr. Brown:

By letter dated August 24, 2005, GE-Hitachi Nuclear Energy Americas, LLC (GEH) submitted an
application for final design approval and standard design certification of the economic simplified

boiling water reactor (ESBWR) standard plant design pursuant to 10 CFR Part 52. The Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable

the staff to reach a conclusion on the safety of the proposed design.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’'s request for additional information (RAI) is contained in the enclosure to this
letter.
If you have any questions or comments concerning this matter, you may contact me at
301-415-3863 or mmc1@nrc.gov or you may contact Amy Cubbage at (301) 415-2875 or
aec@nrc.gov

Sincerely,

/RA A. Cubbage for:/

Manny M. Comar, Project Manager

ESBWR/ABWR Projects Branch 1

Division of New Reactor Licensing

Office of New Reactors
Docket No. 52-010

Enclosure: Request for Additional Information

cc: See next page



February 22, 2008
Mr. Robert E. Brown
Senior Vice President, Regulatory Affairs
GE-Hitachi Nuclear Energy Americas, LLC
3901 Castle Hayne Road MC A-45
Wilmington, NC 28401

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 155
RELATED TO ESBWR DESIGN CERTIFICATION APPLICATION

Dear Mr. Brown:

By letter dated August 24, 2005, GE-Hitachi Nuclear Energy Americas, LLC (GEH) submitted an
application for final design approval and standard design certification of the economic simplified

boiling water reactor (ESBWR) standard plant design pursuant to 10 CFR Part 52. The Nuclear
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable

the staff to reach a conclusion on the safety of the proposed design.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’'s request for additional information (RAI) is contained in the enclosure to this
letter.
If you have any questions or comments concerning this matter, you may contact me at
301-415-3863 or mmc1@nrc.gov or you may contact Amy Cubbage at (301) 415-2875 or
aec@nrc.gov

Sincerely,

/RA A. Cubbage for:/

Manny M. Comar, Project Manager

ESBWR/ABWR Projects Branch 1

Division of New Reactor Licensing

Office of New Reactors
Docket No. 52-010

Enclosure: Request for Additional Information

cc: See next page

ADAMS Accession No: ML080510096

OFFICE NGE2:PM NGE1:PM NGE1:BC
NAME MComar-AEC For: EOesterle-AEC For: MShuaibi
DATE 2/20/2008 2/20/2008 2/22/2008

OFFICIAL RECORD COPY




SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 155
RELATED TO ESBWR DESIGN CERTIFICATION APPLICATION
DATED DECEMBER 22, 2008

Distribution:
PUBLIC

Hard Copy
NGE1 R/F

MComar
ACubbage
EOQesterle
MShuaibi

E-Mail
RidsNroDnrINge1
RidsNroDnrINge2
RidsAcrsAcnwMailCenter
RidsOgcMailCenter
KWinsburg
JJolicouer
SMarshall

EForrest

RBeacom
CHarbuck
RidsNroDnrIDsra
RidsNroDnrIDbpb
RidsNroDnrlSrsb
RidsNroDnrlCcib
RidsNroDnrIColp
RidsNroDnrlEmb2
RidsNroDnrICib2
RidsNroDnrllce2
RidsNroDnrlSeb?2



Requests for Additional Information (RAls)
ESBWR Design Control Document (DCD), Revision 4

RAI Number

Reviewer

Question Summary

Full Text

RAI
14.3-43
Supplement 1

Forrest E

CRGAVS use for cooling
post accident.

In the response to RAI 9.4-39 (MFN 07-592) item D, it is stated that the
RTNSS function supported by the Control Room HVAC System (CRVS) is
to provide post 72-hour cooling for DCIS and Control Room Habitability.
The safety related DCIS are located below the CRHA and are normally
cooled by the CRGAVS. Although the CRGAVS is designated non-safety,
it must operate post accident to provide cooling as a RTNSS system.
ITAAC should be established to verify its capability. Please review your
response to RAI 14.3-43 and make appropriate changes to include the
CRGAVS in the ITAAC program.

14.3-124
Supplement 1

Beacom R

Functional arrangement of
the communication system

In MFN 07-164, the applicant committed to providing an ITAAC in DCD
Tier 1, Section 2.13.7, Revision 4 to ensure that the installation and
functionality of the Communications System is in accordance with its final
design. The lone ITAAC in Section 2.13.7 states "The functional
arrangement of the Communication System is as described in

Section 2.13.7." Section 2.13.7 does not state "a functional arrangement",
it also states "some" elements are site specific. The applicant is requested
to identify if a functional arrangement can't be identified at this time then a
process which will identify it be specified or strictly identify it as a COL
item.

16.2-42
Supplement 1

Harbuck C

Isolation Condenser System
(ICS) heat removal capacity
SR and why no SR to stroke
test ICS condensate return
and condensate return
bypass valves.

1. Explain how "required heat load" in SR 3.5.4.5 is determined from
Table 5.4-1 which states : ICS Performance Requirements: Heat
removal capacity of the ICS (with 3 of 4 IC trains in service) is at least
101.25 MWt when reactor is above rated operating pressure.

2. DCD 5.4.6.4 (Rev 4) states: During normal plant operation, a periodic
surveillance test cycles the normally-closed condensate return and
condensate return bypass valves (sequentially opening and closing




each valve) on the condensate line to the RPV. Why does TS 3.5.4 not
include a corresponding SR for this stroke test?

16.2-74
Supplement 3

Harbuck C

Clarifications for generic
technical specification (GTS)
3.5.1, LCO, ACTIONS, and
SR

1. How does an operator know the number of required SRVs/DPVs as a
function of the decay heat load? A table or figure should be added to
specify the required number of SRVs and DPVs as a function of decay
heat load or time since shutdown.

2. GTS SR 3.5.3.1 should state "For each of the SRVs and DPVs required

by [table or figure], verify the ADS function is OPERABLE by verifying
SR 3.5.1.1,SR 3.5.1.2, SR 3.5.1.3, SR 3.5.1.4, and SR 3.5.1.5, as
applicable, are met, to ensure RCS venting capacity is sufficient to allow
automatic GDCS injection following a loss of decay heat removal
capability."

3. Required Action 3.5.3.B.1.1 should say, "Establish RCS vent flow

path(s) with flow capacity equivalent to that of the SRVs and DPVs
required by [table or figure].
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CC:

Ms. Michele Boyd

Legislative Director

Energy Program

Public Citizens Critical Mass Energy
and Environmental Program

215 Pennsylvania Avenue, SE

Washington, DC 20003

W. Craig Conklin, Director

Chemical and Nuclear Preparedness &
Protection Division (CNPPD)

Office of Infrastructure Protection

Department of Homeland Security

Washington, DC 20528

Mr. Marvin Fertel
Senior Vice President
and Chief Nuclear Officer
Nuclear Energy Institute
1776 | Street, NW
Suite 400
Washington, DC 20006-3708

Mr. Ray Ganthner

Senior Vice President
AREVA, NP, Inc. 3315

Old Forest Road

P.O. Box 10935

Lynchburg, VA 24506-0935

Vanessa E. Quinn, Acting Director
Technological Hazards Division
National Preparedness Directorate

Federal Emergency Management Agency

500 C Street, NW
Washington, DC 20472

(Revised 02/14/2008)
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Email

APH@NEI.org (Adrian Heymer)
art.alford@ge.com (Art Alford)

awc@nei.org (Anne W. Cottingham)
bennettS2@bv.com (Steve A. Bennett)
bevans@enercon.com (Bob Evans)
bob.brown@ge.com (Robert E. Brown)
BrinkmCB@westinghouse.com (Charles Brinkman)
chris.maslak@ge.com (Chris Maslak)
CumminWE@Westinghouse.com (Edward W. Cummins)
cwaltman@roe.com (C. Waltman)
dan1.williamson@ge.com (Dan Williamson)
david.hinds@ge.com (David Hinds)
david.lewis@pillsburylaw.com (David Lewis)
David.piepmeyer@ge.com (David Piepmeyer)
dennis.chin@ge.com (Dennis Chin)
dlochbaum@UCSUSA.org (David Lochbaum)
don.lewis@ge.com (Don Lewis)

erg-xl@cox.net (Eddie R. Grant)
Eugene_Grecheck@dom.com (Eugene S. Grecheck)
frankg@hursttech.com (Frank Quinn)
Frostie.white@ge.com (Frostie White)
gcesare@enercon.com (Guy Cesare)
george.honma@ge.com (George Honma)
george.stramback@gene.ge.com (George Stramback)
george.wadkins@ge.com (George Wadkins)
GovePA@BV.com (Patrick Gove)
greshaja@westinghouse.com (James Gresham)
gzinke@entergy.com (George Alan Zinke)
hickste@earthlink.net (Thomas Hicks)
james.beard@gene.ge.com (James Beard)
jeurtiss@winston.com (Jim Curtiss)
jeff.waal@ge.com (Jeff Waal)
jgutierrez@morganlewis.com (Jay M. Gutierrez)
jim.kinsey@ge.com (James Kinsey)
jim.riccio@wdc.greenpeace.org (James Riccio)
jim.rogers@ge.com (Jim Rogers)
JUNesrsta@cpsenergy.com (James J. Nesrsta)
joel.Friday@ge.com (Joel Friday)
John.O'Neill@pillsburylaw.com (John O'Neill)
john.sorensen@ge.com (John Sorensen)
Joseph_Hegner@dom.com (Joseph Hegner)
junichi_uchiyama@mnes-us.com (Junichi Uchiyama)
kathy.sedney@ge.com (Kathy Sedney)
kathy.warnock@ge.com (Kathy Warnock)
kenneth.ainger@exeloncorp.com (Kenneth Ainger)
kimberly.milchuck@ge.com (Kimberly Milchuck)
KSutton@morganlewis.com (Kathryn M. Sutton)
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kwaugh@impact-net.org (Kenneth O. Waugh)
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mgiles@entergy.com (M. Giles)
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nirsnet@nirs.org (Michael Mariotte)
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Pat.Woodfin@ge.com (Pat Woodfin)
patriciaL.campbell@ge.com (Patricia L. Campbell)
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peter.jordan@ge.com (Peter Jordan)
phinnen@entergy.com (Paul Hinnenkamp)
pshastings@duke-energy.com (Peter Hastings)
randy.newton@ge.com (Randy Newton)
RJB@NEIl.org (Russell Bell)
RKTemple@cpsenergy.com (R.K. Temple)
roberta.swain@ge.com (Roberta Swain)
sandra.sloan@areva.com (Sandra Sloan)
SauerB@BV.com (Robert C. Sauer)
sfrantz@morganlewis.com (Stephen P. Frantz)
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steven.hucik@ge.com (Steven Hucik)
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