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Mike, 
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LICENSEE:  Entergy Nuclear Operations, Inc. 
 
FACILITY:     Indian Point Nuclear Generating Unit Nos. 2 and 3 
 
SUBJECT:    SUMMARY OF TELEPHONE CONFERENCE CALL HELD ON FEBRUARY 8, 

2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND 
ENTERGY NUCLEAR OPERATIONS, INC., CONCERNING RESPONSE TO 
AUDIT ITEM RELATED TO THE INDIAN POINT NUCLEAR GENERATING UNIT 
NOS. 2 AND 3, LICENSE RENEWAL APPLICATION—CABLE CONNECTIONS 

 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of Entergy 
Nuclear Operations, Inc. held a telephone conference call on February 8, 2008, to obtain 
clarification on Entergy’s response to audit item 63 the Indian Point license renewal application 
(LRA).  By letter dated December 18, 2007, Entergy submitted Amendment 1 to the LRA.  In 
response to audit item 63, Entergy stated, “…Inspection methods may include thermography, 
contact resistance testing, or other appropriate methods including visual based on plant 
configuration and industry guidance.”  The staff requested clarification regarding performing 
visual inspections instead of using thermography.  Entergy stated that plant personnel cannot 
open the enclosure of an energized bus due to safety concerns.  The staff stated that it would 
be acceptable to perform thermography through the bus enclosure.  Based on the staff’s 
clarification, Entergy stated that it will revise the response to audit item 63 after conferring with 
plant staff and if it would not conflict with any site procedures.  Entergy stated that the 
performance of thermography through the enclosure is not clear in the staff’s draft interim staff 
guidance on cable connections, and that such clarification would be helpful. 
 
The Enclosure provides a listing of the participants. 
 
The applicant had an opportunity to comment on this summary. 
 
 
 
 

Kimberly Green, Safety Project Manager 
Projects Branch 2 
Division of License Renewal 
Office of Nuclear Reactor Regulation 

 
Docket Nos. 50-247 and 50-286 
 
Enclosure:   
List of Participants 
 
cc w/encl:  See next page 



  

 
  

 



  

 
  

LICENSEE:  Entergy Nuclear Operations, Inc. 
 
FACILITY:     Indian Point Nuclear Generating Unit Nos. 2 and 3 
 
SUBJECT:    SUMMARY OF TELEPHONE CONFERENCE CALL HELD ON FEBRUARY 8, 

2008, BETWEEN THE U.S. NUCLEAR REGULATORY COMMISSION AND 
ENTERGY NUCLEAR OPERATIONS, INC., CONCERNING RESPONSE TO 
AUDIT ITEM RELATED TO THE INDIAN POINT NUCLEAR GENERATING UNIT 
NOS. 2 AND 3, LICENSE RENEWAL APPLICATION—CABLE CONNECTIONS 

 
The U.S. Nuclear Regulatory Commission (NRC or the staff) and representatives of Entergy 
Nuclear Operations, Inc. held a telephone conference call on February 8, 2008, to obtain 
clarification on Entergy’s response to audit item 63 related to the Indian Point license renewal 
application (LRA).  By letter dated December 18, 2007, Entergy submitted Amendment 1 to the 
LRA.  In response to audit item 63, Entergy stated, “…Inspection methods may include 
thermography, contact resistance testing, or other appropriate methods including visual based 
on plant configuration and industry guidance.”  The staff requested clarification regarding 
performing visual inspections instead of using thermography.  Entergy stated that plant 
personnel cannot open the enclosure of an energized bus due to safety concerns.  The staff 
stated that it would be acceptable to perform thermography through the bus enclosure.  Based 
on the staff’s clarification, Entergy stated that it will revise the response to audit item 63 after 
conferring with plant staff and if it would not conflict with any site procedures.  Entergy stated 
that the performance of thermography through the enclosure is not clear in the staff’s draft 
interim staff guidance on cable connections, and that such clarification would be helpful. 
 
The Enclosure provides a listing of the participants. 
 
The applicant had an opportunity to comment on this summary. 
 
 
 

Kimberly Green, Safety Project Manager 
Projects Branch 2 
Division of License Renewal 
Office of Nuclear Reactor Regulation 

 
Docket Nos. 50-247 and 50-286 
 
Enclosure: 
List of Participants 
 
cc w/encl:  See next page 
DISTRIBUTION: See next page 
ADAMS Accession No.: G:\ADRO\DLR\RPB2\Indian Point\Safety Review\Telecon 
Summaries\Telecon Summary 02-08-08 Thermography.doc 

OFFICE LA:DLR  PM:RPB2:DLR BC:RPB2:DLR 

NAME  KGreen RFranovich 



  

 
  

DATE 02/    /08 02/    /08 02/    /08 
   OFFICIAL RECORD COPY 



 

  ENCLOSURE 

TELEPHONE CONFERENCE CALL 
INDIAN POINT NUCLEAR GENERATING UNIT NOS. 2 AND 3 

LICENSE RENEWAL APPLICATION 
 

LIST OF PARTICIPANTS 
FEBRUARY 8, 2008 

 
 

PARTICIPANTS AFFILIATIONS
Kim Green U.S. Nuclear Regulatory Commission (NRC)
Duc Nguyen NRC
Bill Rogers NRC
Mike Stroud Entergy Nuclear Operations, Inc. (Entergy)
Roger Rucker Entergy
Alan Cox Entergy
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