February 27, 2008

Mr. David J. Bannister

Vice President and Chief Nuclear Officer
Omaha Public Power District

Fort Calhoun Station FC-2-4 Adm.

Post Office Box 550

Fort Calhoun, NE 68023-0550

SUBJECT: FORT CALHOUN STATION, UNIT 1 — CORRECTION TO AMENDMENT
NO. 251 AND ASSOCIATED SAFETY EVALUATION RE: MODIFY TECHNICAL
SPECIFICATION REQUIREMENTS TO SUPPORT ADDITION OF SAFETY-
RELATED SWING INVERTERS TO 120 VOLT AC BUSES (TAC NO. MD6221)

Dear Mr. Bannister:

On December 17, 2007, the U.S. Nuclear Regulatory Commission (NRC) issued Amendment
No. 251 to Renewed Facility Operating License No. DPR-40, to the Omaha Public Power District
(OPPD) for the Fort Calhoun Station, Unit 1. The amendment consists of changes to the
renewed facility operating license and Technical Specification (TS) 2.7(1), “Electrical Systems -
Minimum Requirements,” TS 2.7(2), “Electrical Systems - Modification of Minimum
Requirements,” and TS 3.7(5), “Emergency Power System Periodic Tests - Required Safety
Related Inverters.” The licensee proposed to add two safety-related swing inverters to the

120 Volt alternating current instrument buses. The TS changes reflect modifications being
made to the plant and were needed to take advantage of the additional operational flexibility the
swing inverters will provide.

On January 2, 2008, OPPD notified NRC of an inaccuracy in the implementation date for
Amendment No. 251 and of a typographical error in the associated safety evaluation. This
inaccuracy, on page 2 of the amendment, established a 90-day implementation date from
issuance of the amendment that was inconsistent with the OPPD request for “implementation
prior to startup from the 2008 refueling outage.” The typographical error involved a repetition of
“would revise” in the first sentence of second paragraph of Section 1.0, on page 1, of the safety
evaluation.

The NRC staff agrees that the modification to the amendment sets the record straight by
establishing the appropriate implementation date for the amendment. Likewise, deletion of the
repetitive language is an administrative change that should be made. These changes do not
change the NRC staff’s conclusion regarding Amendment No. 251. On page 2 of Amendment
No. 251, Item No. 3 is revised to state, “[tlhe license amendment is effective as of its date of
issuance and shall be implemented prior to startup from the 2008 refueling outage.” On page 1
of the safety evaluation, the repetitive language “would revise” is deleted. Enclosed is a
corrected page 2 of Amendment 251 and a corrected page 1 of the safety evaluation. Please
discard the associated pages from the prior amendment and safety evaluation and replace them
with the enclosed pages.
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If you have any questions, please call me at 301-415-5723.

Sincerely,

IRA/

Michael T. Markley, Senior Project Manager
Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-285
Enclosures: As stated

cc w/encls: See next page



D. J. Bannister -2-

If you have any questions, please call me at 301-415-5723.

Sincerely,

IRA/

Michael T. Markley, Senior Project Manager
Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-285
Enclosures: As stated

cc w/encls: See next page

DISTRIBUTION:

PUBLIC RidsNrrDirsltsb RidsNrrLAJBurkhardt
LPLIV Reading RidsNrrDorlDpr RidsOgcRp
RidsAcrsAcnwMailCenter RidsNrrDorlLpl4 RidsRgn4MailCenter
RidsNrrDeEeeb RidsNrrPMAWang

ADAMS Accession Nos. Pkg ML080560407, Ltr. ML080560214, Revised Amdt. pg 2 and SE pg 1 ML080560409

OFFICE NRR/LPL4/PM NRR/LPL4/LA NRR/LPL4/BC

NAME MMarkley JBurkhardt THiltz

DATE 2/27/08 2/27/08 2/27/08
OFFICIAL RECORD COPY




Ft. Calhoun Station, Unit 1

cc:
Winston & Strawn

ATTN: James R. Curtiss, Esq.
1700 K Street, N.W.
Washington, DC 20006-3817

Chairman

Washington County Board of Supervisors
P.O. Box 466

Blair, NE 68008

Mr. John Hanna, Resident Inspector
U.S. Nuclear Regulatory Commission
P.O. Box 310

Fort Calhoun, NE 68023

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011-4005

(11/26/2007)

Ms. Julia Schmitt, Manager

Radiation Control Program

Nebraska Health & Human Services R & L
Public Health Assurance

301 Centennial Mall, South

P.O. Box 95007

Lincoln, NE 68509-5007

Mr. Joe L. McManis

Manager - Nuclear Licensing
Omaha Public Power District

Fort Calhoun Station FC-2-4 Adm.
P.O. Box 550

Fort Calhoun, NE 68023-0550

Ms. Melanie Rasmussen

Radiation Control Program Officer
Bureau of Radiological Health

lowa Department of Public Health
Lucas State Office Building, 5th Floor
321 East 12th Street

Des Moines, IA 50319



ENCLOSURES

CORRECTION PAGES TO AMENDMENT NO. 251

FORT CALHOUN STATION, UNIT 1

AMENDMENT PAGE 2 AND

SAFETY EVALUATION PAGE 1
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