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Based on the Industry white paper and the 
sample evaluations performed by 
Westinghouse, the Industry position is that 
spectral accelerations at frequencies in 
excess of 25 Hz are of consequence only 
for high frequency (HF) sensitive 
components
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Structure Model Adequacy

• The industry position is that standard structural 
modeling has sufficient refinement to generate 
accurate ISRS up to at least 25 Hz 

• ISRS would be generated beyond the 25 Hz limit 
(up to 100 Hz) but the computed values might be 
less accurate

• Thus, the concept of screening of HF sensitive 
equipment by test input motions with 25-50 Hz 
content was proposed

• The 50 Hz upper limit was intended to be a filter 
where the amplitudes begin to decrease as a 
function of frequency   
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Refined Structural Models

• An alternate approach is to develop highly 
refined structural models that can generate ISRS 
with accuracy up to 50 Hz or greater 

• These ISRS can then be used as a Test 
Response Spectrum (TRS) for supplementary 
testing of HF sensitive equipment
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