
 
 
 
 

March 6, 2008 
Patricia Schroeder 
American Nuclear Society 
555 North Kensington Avenue 
La Grange Park, IL 60526 
 
Dear Ms. Schroeder: 
 
SUBJECT: ANS-15.16 N-17 COMMITTEE BALLOT 
 
Enclosed is my ballot for ANS-15.16-20XX, AEmergency Planning for Research Reactors.@   
I have voted "Approved with Comments."  Furthermore, I have reviewed the Scope of the 
standard, and have no objections.   
 
If you have any questions concerning this ballot, please contact me at 301-415-1127. 
 

Sincerely, 
 
      /RA/ 
 

Alexander Adams, Jr., Senior Project Manager 
Research and Test Reactors Branch A 
Division of Policy and Rulemaking 
Office of Nuclear Reactor Regulation 

 
Enclosure:  As stated  
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NRC Comments 
On ANS-15.16-20XX 

Emergency Planning for Research Reactors 
 
1. Foreword, paragraph 5, first sentence.  Suggest changing “…upon the potential 

radiological…” to “…upon the reactor power level and the potential radiological…” to 
reflect that some emergency planning decisions are based on reactor power level. 

 
2. Definitions, emergency action levels.  Suggest changing “…used as thresholds for 

establishing emergency classes and initiating…” to “…used as recognized conditions that 
result in actions such as (1) establishing emergency classes and (2) initiating…” to reflect 
that emergency action levels may have multiple uses in addition to those given in 
definition. 

 
3. Definitions, emergency planning zone.  Suggest changing “…The EPZ size depends on 

the distance…” to “…The EPZ size is dependent on reactor power level and the 
distance…” to reflect the use of reactor power level to establish the EPZ. 

 
4. Section 3.  The text states that emergency personnel are allowed to deviate from the 

emergency plan (EP) for unusual or unanticipated conditions.  Suggest adding reference 
to 10 CFR 50.54(x) if the deviation impacts license conditions or technical specifications. 

 
5. Section 3.3.  Suggest changing “…This organizational description shall include as 

appropriate:” to “…This organizational description shall include as applicable:”   
 
6. Section 3.3(2).  Suggest changing “…confirmed in writing where appropriate…” to 

“confirmed in writing and updated periodically where applicable…” 
 
7. Section 3.3(9).  Suggest changing “…dose assessments and recommended 

protective…” to “…dose assessments and recommendation of protective…” 
 
8. Section 3.3(12).  This section discusses radiation exposures in excess of normal 

occupational limits.  By this do you mean 10 CFR Part 20 or EPA PAG?  
 
9. Section 3.3.  Consider adding a statement about a frequency of review for the 

information in this section of the EP to maintain current. 
 
10. Section 3.5.  Please verify that the reference to ANS 15.7 is correct. 
 
11. Section 3.5, third paragraph.  Suggest changing “…members of the general public 

onsite.” to “…members of the general public and facility staff onsite.” 
 
12. Table 1, action levels.  Consider adding under NOUE “Credible security threat affecting 

the reactor facility,” under Alert “Security breach affecting the reactor facility,” under Site 
Area Emergency “Armed attack at the reactor facility,” and under General Emergency 
“Loss of physical control of the reactor facility” to reflect post September 11 focus on 
security.  



     BALLOT OF THE 
 AMERICAN NUCLEAR SOCIETY 

      N17 – Research Reactors, Reactor Physics,                     
Radiation Shielding and Computational Methods  

Proposed standard's  
*  Numerical Designation:  ANS-15.16-200x  
*  Version: Revision of ANSI/ANS-15.16-1982 (R2000)  
*  Title: Emergency Planning for Research Reactors  

 
Vote Closes: March 8, 2008 Please indicate your vote: 
 

Approved  
 
Approved with comments (Comments Appended) X 
Not Approved (Comments Appended)  
 
 

Indicate by asterisk (*) on the comment form those comments which require 
satisfactory resolution to effect change of your vote.  List those comments by number 
here: 
 
_______________________________________________________________________________ 

Not Voting (Reasons Appended)  
 
   
Date 3/3/08  Name Alexander Adams Jr. 

    [Please PRINT or TYPE] 

   Signature /RA/ 
 
 
Please return vote and comments:  Patricia Schroeder  

American Nuclear Society  
555 North Kensington Avenue  
La Grange Park, IL   60526  
Telephone:  708/579-8269 
FAX:   708/352-6464  
E-Mail:  pschroeder@ans.org 
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