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5.0  Tables and Indexes
This section provides information correlating departures to their respective and the 
impacted FSAR sections.

Table 5.0-1 - Provides cross-references of the Departure Number and affected 
Secondary Sections sorted on the departure number.

Table 5.0-2 - Lists all Sections with Departures.

Table 5.0-3 - Lists the impacted Chapter 21 Figures/Drawings by Departure 
numbers.

Table 5.0-4 - Lists the impacted Chapter 21 Figures/Drawings by Chapter 
numbers.
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Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
STD DEP T1 2.1-1 Tier 1 Section 2.1
STD DEP T1 2.1-1 Tier 2 Section 15.0
STD DEP T1 2.1-1 Tier 2 Section 15.1S
STD DEP T1 2.1-1 Tier 2 Section 16.3.4.2
STD DEP T1 2.1-1 Tier 2 Section 16B.3.4.2
STD DEP T1 2.1-1 Tier 2 Section 5.2
STD DEP T1 2.2-1 Tier 1 Section 2.15
STD DEP T1 2.2-1 Tier 1 Section 2.2
STD DEP T1 2.2-1 Tier 2 Section 10.1
STD DEP T1 2.2-1 Tier 2 Section 16.3.3.1.1
STD DEP T1 2.2-1 Tier 2 Section 16B.3.3.1.1
STD DEP T1 2.2-1 Tier 2 Section 7.2
STD DEP T1 2.2-1 Tier 2 Section 7.6
STD DEP T1 2.2-1 Tier 2 Section 7.7
STD DEP T1 2.3-1 Tier 1 Section 2.3
STD DEP T1 2.3-1 Tier 1 Section 2.7
STD DEP T1 2.3-1 Tier 2 Appendix 1A
STD DEP T1 2.3-1 Tier 2 Section 1.2
STD DEP T1 2.3-1 Tier 2 Section 15.2
STD DEP T1 2.3-1 Tier 2 Section 16.3.3.1.1
STD DEP T1 2.3-1 Tier 2 Section 16.3.3.6.1
STD DEP T1 2.3-1 Tier 2 Section 16B.3.3.1.1
STD DEP T1 2.3-1 Tier 2 Section 16B.3.3.6.1
STD DEP T1 2.3-1 Tier 2 Section 3.4
STD DEP T1 2.3-1 Tier 2 Section 5.2
STD DEP T1 2.3-1 Tier 2 Section 7.1
STD DEP T1 2.3-1 Tier 2 Section 7.2
STD DEP T1 2.3-1 Tier 2 Section 7.3
STD DEP T1 2.3-1 Tier 2 Section 7.5
STD DEP T1 2.4-1 Tier 1 Section 2.4
STD DEP T1 2.4-1 Tier 1 Section 2.6
STD DEP T1 2.4-1 Tier 2 Appendix 19L
STD DEP T1 2.4-1 Tier 2 Appendix 19Q
STD DEP T1 2.4-1 Tier 2 Appendix 1AA
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STD DEP T1 2.4-1 Tier 2 Appendix 3MA
STD DEP T1 2.4-1 Tier 2 Section 3.1
STD DEP T1 2.4-1 Tier 2 Section 3.9
STD DEP T1 2.4-1 Tier 2 Section 5.4
STD DEP T1 2.4-1 Tier 2 Section 6.3
STD DEP T1 2.4-1 Tier 2 Section 6.6
STD DEP T1 2.4-1 Tier 2 Section 7.3
STD DEP T1 2.4-1 Tier 2 Section 7.4
STD DEP T1 2.4-1 Tier 2 Section 9.1
STD DEP T1 2.4-2 Tier 1 Section 2.4
STD DEP T1 2.4-2 Tier 2 Appendix 19L
STD DEP T1 2.4-2 Tier 2 Section 10.2
STD DEP T1 2.4-2 Tier 2 Section 16.3.3.1.1
STD DEP T1 2.4-2 Tier 2 Section 16B.3.3.1.1
STD DEP T1 2.4-2 Tier 2 Section 5.2
STD DEP T1 2.4-2 Tier 2 Section 6.2
STD DEP T1 2.4-2 Tier 2 Section 7.3
STD DEP T1 2.4-2 Tier 2 Section 8.1
STD DEP T1 2.4-2 Tier 2 Section 8.3
STD DEP T1 2.4-2 Tier 2 Section 16.3.3.1.4
STD DEP T1 2.4-2 Tier 2 Section 16B.3.3.1.4
STD DEP T1 2.4-3 Tier 1 Section 2.4
STD DEP T1 2.4-3 Tier 2 Appendix 19K
STD DEP T1 2.4-3 Tier 2 Appendix 19M
STD DEP T1 2.4-3 Tier 2 Appendix 1A
STD DEP T1 2.4-3 Tier 2 Appendix 3B
STD DEP T1 2.4-3 Tier 2 Appendix 3MA
STD DEP T1 2.4-3 Tier 2 Section 14.2
STD DEP T1 2.4-3 Tier 2 Section 16.3.3.1.4
STD DEP T1 2.4-3 Tier 2 Section 16B.3.3.1.4
STD DEP T1 2.4-3 Tier 2 Section 19.11
STD DEP T1 2.4-3 Tier 2 Section 19.13
STD DEP T1 2.4-3 Tier 2 Section 19.3
STD DEP T1 2.4-3 Tier 2 Section 3.2
STD DEP T1 2.4-3 Tier 2 Section 3.9
STD DEP T1 2.4-3 Tier 2 Section 5.4

Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
Tables and Indexes 5.0-3



STP 3 & 4 Departures Report

Rev. 01
15 Jan 2008
STD DEP T1 2.4-3 Tier 2 Section 6.2
STD DEP T1 2.4-3 Tier 2 Section 7.3
STD DEP T1 2.4-3 Tier 2 Section 16.3.3.1.1
STD DEP T1 2.4-3 Tier 2 Section 16B.3.3.1.1
STD DEP T1 2.4-3 Tier 2 Section 19.9

STD DEP T1 2.12-1 Tier 1 Section 2.12
STD DEP T1 2.12-1 Tier 2 Section 7.7
STD DEP T1 2.12-2 Tier 1 Section 2.12
STD DEP T1 2.12-2 Tier 2 Section 8.1
STD DEP T1 2.12-2 Tier 2 Section 8.3
STD DEP T1 2.14-1 Tier 1 Section 2.11
STD DEP T1 2.14-1 Tier 1 Section 2.14
STD DEP T1 2.14-1 Tier 1 Section 2.15
STD DEP T1 2.14-1 Tier 1 Section 2.2
STD DEP T1 2.14-1 Tier 1 Section 2.3
STD DEP T1 2.14-1 Tier 1 Section 2.4
STD DEP T1 2.14-1 Tier 1 Section 2.7
STD DEP T1 2.14-1 Tier 2 Appendix 15A
STD DEP T1 2.14-1 Tier 2 Appendix 18A
STD DEP T1 2.14-1 Tier 2 Appendix 18B
STD DEP T1 2.14-1 Tier 2 Appendix 18F
STD DEP T1 2.14-1 Tier 2 Appendix 18H
STD DEP T1 2.14-1 Tier 2 Appendix 19A
STD DEP T1 2.14-1 Tier 2 Appendix 1A
STD DEP T1 2.14-1 Tier 2 Appendix 1AA
STD DEP T1 2.14-1 Tier 2 Appendix 3I
STD DEP T1 2.14-1 Tier 2 Appendix 3MA
STD DEP T1 2.14-1 Tier 2 Appendix 9A
STD DEP T1 2.14-1 Tier 2 Section 1.2
STD DEP T1 2.14-1 Tier 2 Section 14.2
STD DEP T1 2.14-1 Tier 2 Section 16.3.3.6.1
STD DEP T1 2.14-1 Tier 2 Section 16.3.3.6.2
STD DEP T1 2.14-1 Tier 2 Section 16.3.6.3.1
STD DEP T1 2.14-1 Tier 2 Section 16.3.6.3.2
STD DEP T1 2.14-1 Tier 2 Section 16.5.0
STD DEP T1 2.14-1 Tier 2 Section 16B.3.3.6.1

Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
5.0-4 Tables and Indexes 



STP 3 & 4 Departures Report

Rev. 01
15 Jan 2008
STD DEP T1 2.14-1 Tier 2 Section 16B.3.3.6.2
STD DEP T1 2.14-1 Tier 2 Section 16B.3.6.3.1
STD DEP T1 2.14-1 Tier 2 Section 16B.3.6.3.2
STD DEP T1 2.14-1 Tier 2 Section 3.2
STD DEP T1 2.14-1 Tier 2 Section 3.9
STD DEP T1 2.14-1 Tier 2 Section 5.2
STD DEP T1 2.14-1 Tier 2 Section 5.4
STD DEP T1 2.14-1 Tier 2 Section 6.2
STD DEP T1 2.14-1 Tier 2 Section 6.5
STD DEP T1 2.14-1 Tier 2 Section 6.6
STD DEP T1 2.14-1 Tier 2 Section 7.1
STD DEP T1 2.14-1 Tier 2 Section 7.3
STD DEP T1 2.14-1 Tier 2 Section 7.4
STD DEP T1 2.14-1 Tier 2 Section 7.5
STD DEP T1 2.14-1 Tier 2 Section 7.6
STD DEP T1 2.14-1 Tier 2 Section 9.2
STD DEP T1 2.14-1 Tier 2 Section 9.4
STD DEP T1 3.4-1 Tier 1 Section 2.2
STD DEP T1 3.4-1 Tier 1 Section 2.7
STD DEP T1 3.4-1 Tier 1 Section 3.4
STD DEP T1 3.4-1 Tier 2 Appendix 15B
STD DEP T1 3.4-1 Tier 2 Appendix 15E
STD DEP T1 3.4-1 Tier 2 Appendix 18C
STD DEP T1 3.4-1 Tier 2 Appendix 18E
STD DEP T1 3.4-1 Tier 2 Appendix 19K
STD DEP T1 3.4-1 Tier 2 Appendix 19L
STD DEP T1 3.4-1 Tier 2 Appendix 19N
STD DEP T1 3.4-1 Tier 2 Appendix 19Q
STD DEP T1 3.4-1 Tier 2 Appendix 7A
STD DEP T1 3.4-1 Tier 2 Appendix 7C
STD DEP T1 3.4-1 Tier 2 Section 1.2
STD DEP T1 3.4-1 Tier 2 Section 10.1
STD DEP T1 3.4-1 Tier 2 Section 10.4
STD DEP T1 3.4-1 Tier 2 Section 11.5
STD DEP T1 3.4-1 Tier 2 Section 12.3
STD DEP T1 3.4-1 Tier 2 Section 14.2

Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
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STD DEP T1 3.4-1 Tier 2 Section 15.0
STD DEP T1 3.4-1 Tier 2 Section 15.1S
STD DEP T1 3.4-1 Tier 2 Section 16.1.0
STD DEP T1 3.4-1 Tier 2 Section 16.5.0
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.1.1
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.4.1
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.5.1
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.6.2
STD DEP T1 3.4-1 Tier 2 Section 16B.3.8.4
STD DEP T1 3.4-1 Tier 2 Section 18.4
STD DEP T1 3.4-1 Tier 2 Section 18.6
STD DEP T1 3.4-1 Tier 2 Section 18.8
STD DEP T1 3.4-1 Tier 2 Section 19.11
STD DEP T1 3.4-1 Tier 2 Section 19.3
STD DEP T1 3.4-1 Tier 2 Section 19.9
STD DEP T1 3.4-1 Tier 2 Section 3.2
STD DEP T1 3.4-1 Tier 2 Section 6.2
STD DEP T1 3.4-1 Tier 2 Section 7.1
STD DEP T1 3.4-1 Tier 2 Section 7.2
STD DEP T1 3.4-1 Tier 2 Section 7.3
STD DEP T1 3.4-1 Tier 2 Section 7.4
STD DEP T1 3.4-1 Tier 2 Section 7.6
STD DEP T1 3.4-1 Tier 2 Section 7.7
STD DEP T1 3.4-1 Tier 2 Section 16.3.3.1.4
STD DEP T1 3.4-1 Tier 2 Section 16.3.3.3.1
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.1.4
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.3.1
STD DEP T1 3.4-1 Tier 2 Section 16B.3.3.6.1
STP DEP T1 5.0-1 Tier 1 Section 5.0
STP DEP T1 5.0-1 Tier 2 Section 2.2
STP DEP T1 5.0-1 Tier 2 Section 3.1
STP DEP T1 5.0-1 Tier 2 Section 3.4
STP DEP T1 5.0-1 Tier 2 Appendix 3H
STP DEP T1 5.0-1 Tier 2 Section 9.4
STP DEP T1 5.0-1 Tier 2 Section 19.3
STP DEP T1 5.0-1 Tier 2 Section 19.9

Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
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STP DEP T1 5.0-1 Tier 2 Section 19.11
STP DEP T1 5.0-1 Tier 2 Section 19.13
STP DEP T1 5.0-1 Tier 2 Appendix 19K
STP DEP T1 5.0-1 Tier 2 Appendix 19Q
STP DEP T1 5.0-1 Tier 2 Appendix 19R

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections

STD DEP 1.8-1 Tier 2 Section 1.8
STD DEP 1.8-1 Tier 2 Section 5.2
STD DEP 1.8-1 Tier 2 Appendix 7A

Table 5.0-1  Tier 1 Departures and All Affected Sections
Departure Numbers Sections
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Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections

STP DEP 1.1-1 Tier 2 Section 1.1
STP DEP 1.1-2 Tier 2 Section 1.1
STP DEP 1.1-2 Tier 2 Section 1.2
STP DEP 1.1-2 Tier 2 Section 3.1
STP DEP 1.1-2 Tier 2 Section 7.3
STP DEP 1.1-2 Tier 2 Section 7.4
STP DEP 1.1-2 Tier 2 Section 7.6
STP DEP 1.1-2 Tier 2 Section 8.1
STP DEP 1.1-2 Tier 2 Section 8.2
STP DEP 1.1-2 Tier 2 Section 8.3
STP DEP 1.1-2 Tier 2 Section 9.2
STP DEP 1.1-2 Tier 2 Section 9.5
STP DEP 1.1-2 Tier 2 Appendix 8A
STP DEP 1.1-2 Tier 2 Appendix 19L
STP DEP 1.1-2 Tier 2 Appendix 19M
STP DEP 1.1-2 Tier 2 Appendix 19Q
STD DEP 1.2-1 Tier 2 Section 1.2
STD DEP 1.2-1 Tier 2 Appendix 19M
STP DEP 1.2-2 Tier 2 Section 1.2
STP DEP 1.2-2 Tier 2 Section 12.3
STP DEP 1.2-2 Tier 2 Appendix 9A

STD DEP 1AA-1 Tier 2 Appendix 1AA
STP DEP 2.2-1 Tier 2 Section 19.3
STD DEP 2.2-5 Tier 2 Section 2.2
STD DEP 2.2-5 Tier 2 Appendix 19E
STP DEP 3.5-1 Tier 2 Section 3.5
STD DEP 3.8-1 Tier 2 Section 1.2
STD DEP 3.8-1 Tier 2 Section 3.4
STD DEP 3.8-1 Tier 2 Section 3.8
STD DEP 3.8-1 Tier 2 Section 12.3
STD DEP 3.8-1 Tier 2 Appendix 3H
STD DEP 3.8-1 Tier 2 Appendix 9A
STD DEP 3B-1 Tier 2 Appendix 3B
STD DEP 3I-1 Tier 2 Appendix 3I
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STD DEP 3I-2 Tier 2 Appendix 3I
STD DEP 4.4-1 Tier 2 Section 4.4
STD DEP 4.4-1 Tier 2 Section 16.3.3.1.1
STD DEP 4.4-1 Tier 2 Section 16B.3.3.1.1
STD DEP 4.5-1 Tier 2 Section 4.5
STD DEP 4.5-1 Tier 2 Section 5.2
STD DEP 5.2-2 Tier 2 Section 5.2
STD DEP 5.3-1 Tier 2 Section 5.3
STD DEP 5.4-1 Tier 2 Section 5.4
STD DEP 5.4-1 Tier 2 Section 7.7
STD DEP 5.4-1 Tier 2 Section 12.2
STD DEP 5.4-1 Tier 2 Appendix 19L
STD DEP 5.4-1 Tier 2 Appendix 19Q
STD DEP 5.4-1 Tier 2 Appendix 19QB
STD DEP 5A-1 Tier 2 Section 5.2
STD DEP 5A-1 Tier 2 Appendix 5A
STD DEP 5B-1 Tier 2 Section 5.4
STD DEP 5B-1 Tier 2 Appendix 5B
STD DEP 6.2-1 Tier 2 Section 6.2
STD DEP 6.2-1 Tier 2 Section 16.3.6.1.3
STD DEP 6.2-1 Tier 2 Section 16B.3.6.1.3
STD DEP 6.2-1 Tier 2 Appendix 1A
STD DEP 6.2-2 Tier 2 Section 6.2
STD DEP 6.2-2 Tier 2 Section 7.5
STD DEP 6.2-2 Tier 2 Section 16.3.6.1.6
STD DEP 6.2-2 Tier 2 Section 16.3.6.2.4
STD DEP 6.2-2 Tier 2 Section 16B.3.6.1.1
STD DEP 6.2-2 Tier 2 Section 16B.3.6.1.2
STD DEP 6.2-2 Tier 2 Section 16B.3.6.1.4
STD DEP 6.2-2 Tier 2 Section 16B.3.6.1.5
STD DEP 6.2-2 Tier 2 Section 16B.3.6.1.6
STD DEP 6.2-2 Tier 2 Section 16B.3.6.2.4
STD DEP 6.2-2 Tier 2 Appendix 3B
STD DEP 6.2-3 Tier 2 Section 6.2
STD DEP 6.6-1 Tier 2 Section 6.6
STD DEP 6C-1 Tier 2 Section 1.8

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections
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STD DEP 6C-1 Tier 2 Appendix 6C
STD DEP 6C-1 Tier 2 Appendix 19L
STD DEP 6C-1 Tier 2 Appendix 19Q
STD DEP 7.1-1 Tier 2 Section 7.1
STD DEP 7.1-1 Tier 2 Section 7.2
STD DEP 7.1-1 Tier 2 Section 7.3
STD DEP 7.1-1 Tier 2 Section 7.6
STD DEP 7.1-1 Tier 2 Section 11.5
STD DEP 7.1-1 Tier 2 Appendix 6B
STD DEP 7.1-1 Tier 2 Appendix 7A
STD DEP 7.1-2 Tier 2 Section 7.1
STD DEP 7.1-2 Tier 2 Section 7.6
STD DEP 7.1-3 Tier 2 Section 7.1
STD DEP 7.1-3 Tier 2 Section 7.6
STD DEP 7.2-1 Tier 2 Section 7.1
STD DEP 7.2-1 Tier 2 Section 7.2
STD DEP 7.2-1 Tier 2 Section 7.6
STD DEP 7.2-1 Tier 2 Section 11.5
STD DEP 7.2-2 Tier 2 Section 7.2
STD DEP 7.2-3 Tier 2 Section 7.2
STD DEP 7.2-3 Tier 2 Section 7.3
STD DEP 7.2-3 Tier 2 Section 16B.3.3.1.2
STD DEP 7.2-4 Tier 2 Section 7.2
STD DEP 7.2-6 Tier 2 Section 7.2
STD DEP 7.3-1 Tier 2 Section 7.3
STD DEP 7.3-10 Tier 2 Section 7.3
STD DEP 7.3-11 Tier 2 Section 5.2
STD DEP 7.3-11 Tier 2 Section 7.3
STD DEP 7.3-12 Tier 2 Section 5.2
STD DEP 7.3-12 Tier 2 Section 7.3
STD DEP 7.3-12 Tier 2 Section 16.3.4.3
STD DEP 7.3-12 Tier 2 Section 16B.3.4.3
STD DEP 7.3-13 Tier 2 Section 7.3
STD DEP 7.3-14 Tier 2 Section 7.3
STD DEP 7.3-15 Tier 2 Section 7.3
STD DEP 7.3-16 Tier 2 Section 7.3

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections
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STD DEP 7.3-17 Tier 2 Section 7.3
STD DEP 7.3-17 Tier 2 Section 16B.3.3.1.4
STD DEP 7.3-18 Tier 2 Section 7.3
STD DEP 7.3-2 Tier 2 Section 7.3
STD DEP 7.3-3 Tier 2 Section 7.3
STD DEP 7.3-3 Tier 2 Section 16B.3.3.1.1
STD DEP 7.3-4 Tier 2 Section 7.3
STD DEP 7.3-5 Tier 2 Section 7.3
STD DEP 7.3-6 Tier 2 Section 7.3
STD DEP 7.3-7 Tier 2 Section 7.3
STD DEP 7.3-7 Tier 2 Section 16B.3.3.1.4
STD DEP 7.3-8 Tier 2 Section 7.3
STD DEP 7.3-9 Tier 2 Section 7.3
STD DEP 7.4-1 Tier 2 Section 7.1
STD DEP 7.4-1 Tier 2 Section 7.4
STD DEP 7.4-2 Tier 2 Section 7.4
STD DEP 7.5-1 Tier 2 Section 7.5
STD DEP 7.5-1 Tier 2 Section 16.3.3.6.1
STD DEP 7.5-1 Tier 2 Section 16B.3.3.6.1
STD DEP 7.5-1 Tier 2 Section 18.4
STD DEP 7.6-1 Tier 2 Section 7.6
STD DEP 7.6-2 Tier 2 Section 7.6
STD DEP 7.6-3 Tier 2 Section 7.6
STD DEP 7.6-4 Tier 2 Section 7.6
STD DEP 7.7-1 Tier 2 Section 4.6
STD DEP 7.7-1 Tier 2 Section 7.7
STD DEP 7.7-1 Tier 2 Appendix 15B
STD DEP 7.7-10 Tier 2 Section 7.7
STD DEP 7.7-10 Tier 2 Section 16B.3.9.4
STD DEP 7.7-11 Tier 2 Section 7.7
STD DEP 7.7-12 Tier 2 Section 7.7
STD DEP 7.7-13 Tier 2 Section 7.7
STD DEP 7.7-14 Tier 2 Section 7.7
STD DEP 7.7-15 Tier 2 Section 7.7
STD DEP 7.7-16 Tier 2 Section 7.7
STD DEP 7.7-17 Tier 2 Section 7.7

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections
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STD DEP 7.7-18 Tier 2 Section 7.7
STD DEP 7.7-18 Tier 2 Section 16B.3.10.3
STD DEP 7.7-18 Tier 2 Section 16B.3.10.4
STD DEP 7.7-18 Tier 2 Section 16B.3.10.5
STD DEP 7.7-18 Tier 2 Section 16B.3.9.3
STD DEP 7.7-19 Tier 2 Section 7.7
STD DEP 7.7-2 Tier 2 Section 7.3
STD DEP 7.7-2 Tier 2 Section 7.7
STD DEP 7.7-20 Tier 2 Section 7.7
STD DEP 7.7-21 Tier 2 Section 7.7
STD DEP 7.7-22 Tier 2 Section 7.7
STD DEP 7.7-23 Tier 2 Section 7.7
STD DEP 7.7-24 Tier 2 Section 7.7
STD DEP 7.7-25 Tier 2 Section 7.7
STD DEP 7.7-27 Tier 2 Section 7.7
STD DEP 7.7-3 Tier 2 Section 7.7
STD DEP 7.7-4 Tier 2 Section 7.7
STD DEP 7.7-5 Tier 2 Section 7.7
STD DEP 7.7-6 Tier 2 Section 7.7
STD DEP 7.7-7 Tier 2 Section 7.7
STD DEP 7.7-8 Tier 2 Section 7.7
STD DEP 7.7-9 Tier 2 Section 7.7
STP DEP 8.2-1 Tier 2 Section 3.1
STP DEP 8.2-1 Tier 2 Section 8.2
STD DEP 8.3-1 Tier 2 Section 1.2
STD DEP 8.3-1 Tier 2 Section 3.2
STD DEP 8.3-1 Tier 2 Section 7.4
STD DEP 8.3-1 Tier 2 Section 7.7
STD DEP 8.3-1 Tier 2 Section 8.1
STD DEP 8.3-1 Tier 2 Section 8.2
STD DEP 8.3-1 Tier 2 Section 8.3
STD DEP 8.3-1 Tier 2 Section 9.5
STD DEP 8.3-1 Tier 2 Section 14.2
STD DEP 8.3-1 Tier 2 Section 15.2
STD DEP 8.3-1 Tier 2 Section 16.3.3.1.4
STD DEP 8.3-1 Tier 2 Section 16.3.3.6.2

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections
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STD DEP 8.3-1 Tier 2 Section 16.3.5.1
STD DEP 8.3-1 Tier 2 Section 16.3.8.1
STD DEP 8.3-1 Tier 2 Section 16.3.8.11
STD DEP 8.3-1 Tier 2 Section 16.3.8.4
STD DEP 8.3-1 Tier 2 Section 16.3.8.7
STD DEP 8.3-1 Tier 2 Section 16.3.8.9
STD DEP 8.3-1 Tier 2 Section 16B.3.3.1.1
STD DEP 8.3-1 Tier 2 Section 16B.3.3.1.4
STD DEP 8.3-1 Tier 2 Section 16B.3.3.6.2
STD DEP 8.3-1 Tier 2 Section 16B.3.8.1
STD DEP 8.3-1 Tier 2 Section 16B.3.8.11
STD DEP 8.3-1 Tier 2 Section 16B.3.8.2
STD DEP 8.3-1 Tier 2 Section 16B.3.8.7
STD DEP 8.3-1 Tier 2 Section 16B.3.8.8
STD DEP 8.3-1 Tier 2 Section 16B.3.8.9
STD DEP 8.3-1 Tier 2 Section 19.11
STD DEP 8.3-1 Tier 2 Section 19.3
STD DEP 8.3-1 Tier 2 Section 19.7
STD DEP 8.3-1 Tier 2 Appendix 19K
STD DEP 8.3-1 Tier 2 Appendix 19L
STD DEP 8.3-1 Tier 2 Appendix 19Q
STP DEP 8.3-3 Tier 2 Section 8.3

STD DEP 8A.1-1 Tier 2 Appendix 8A
STD DEP 9.1-1 Tier 2 Section 1.2
STD DEP 9.1-1 Tier 2 Section 3.2
STD DEP 9.1-1 Tier 2 Section 9.1
STD DEP 9.1-1 Tier 2 Section 12.4
STD DEP 9.1-1 Tier 2 Section 14.2
STD DEP 9.2-1 Tier 2 Section 9.2
STP DEP 9.2-2 Tier 2 Section 9.2
STP DEP 9.2-3 Tier 2 Section 9.2
STP DEP 9.2-5 Tier 2 Section 3.9
STP DEP 9.2-5 Tier 2 Section 9.2
STP DEP 9.2-5 Tier 2 Section 19.3
STP DEP 9.2-5 Tier 2 Section 19.8
STP DEP 9.2-5 Tier 2 Section 19.9

Table 5.0-1  Tier 2 Departures and All Affected Sections
Departure Numbers Sections
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STP DEP 9.2-5 Tier 2 Appendix 19K
STD DEP 9.2-7 Tier 2 Section 9.2
STP DEP 9.2-8 Tier 2 Section 9.2
STD DEP 9.3-2 Tier 2 Section 3.2
STD DEP 9.3-2 Tier 2 Section 3.9
STD DEP 9.3-2 Tier 2 Section 6.2
STP DEP 9.4-1 Tier 2 Section 9.4
STP DEP 9.4-1 Tier 2 Section 12.3
STD DEP 9.4-2 Tier 2 Section 6.4
STD DEP 9.4-2 Tier 2 Section 9.4
STD DEP 9.4-2 Tier 2 Section 9.5
STD DEP 9.4-3 Tier 2 Section 1.2
STD DEP 9.4-3 Tier 2 Section 9.4
STD DEP 9.4-4 Tier 2 Section 1.2
STD DEP 9.4-4 Tier 2 Section 9.4
STD DEP 9.4-5 Tier 2 Section 9.4
STD DEP 9.4-6 Tier 2 Section 9.4
STD DEP 9.5-1 Tier 2 Section 9.5
STD DEP 9.5-2 Tier 2 Section 9.5
STD DEP 9.5-2 Tier 2 Appendix 19E
STD DEP 9.5-3 Tier 2 Section 7.7
STD DEP 9.5-3 Tier 2 Section 9.5
STD DEP 9.5-4 Tier 2 Section 9.5
STP DEP 9.5-6 Tier 2 Section 9.5
STP DEP 9.5-7 Tier 2 Section 9.5

STP DEP 10.1-1 Tier 2 Section 10.1
STP DEP 10.1-2 Tier 2 Section 10.1
STP DEP 10.1-3 Tier 2 Section 10.1
STP DEP 10.1-4 Tier 2 Section 10.1
STP DEP 10.2-1 Tier 2 Section 10.1
STP DEP 10.2-1 Tier 2 Section 10.2
STP DEP 10.2-1 Tier 2 Section 10.3
STP DEP 10.2-2 Tier 2 Section 10.2
STP DEP 10.2-3 Tier 2 Section 10.2
STP DEP 10.2-4 Tier 2 Section 10.2
STD DEP 10.3-1 Tier 2 Section 10.3
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STP DEP 10.4-1 Tier 2 Section 10.3
STP DEP 10.4-1 Tier 2 Section 10.4
STP DEP 10.4-2 Tier 2 Section 1.2
STP DEP 10.4-2 Tier 2 Section 10.4
STP DEP 10.4-2 Tier 2 Appendix 19R
STP DEP 10.4-3 Tier 2 Section 10.3
STP DEP 10.4-3 Tier 2 Section 10.4
STP DEP 10.4-4 Tier 2 Section 1.2
STP DEP 10.4-4 Tier 2 Section 10.4
STP DEP 10.4-4 Tier 2 Section 12.2
STP DEP 10.4-4 Tier 2 Section 12.4
STP DEP 10.4-5 Tier 2 Section 10.1
STP DEP 10.4-5 Tier 2 Section 10.4
STP DEP 10.4-5 Tier 2 Section 16B.3.3.4.2
STD DEP 10.4-6 Tier 2 Section 1.2
STD DEP 10.4-6 Tier 2 Section 10.4
STD DEP 10.4-7 Tier 2 Section 10.4
STD DEP 11.2-1 Tier 2 Section 1.8
STD DEP 11.2-1 Tier 2 Section 11.2
STD DEP 11.2-1 Tier 2 Section 12.2
STD DEP 11.2-1 Tier 2 Section 14.2
STD DEP 11.2-1 Tier 2 Section 12.4
STD DEP 11.4-1 Tier 2 Section 1.2
STD DEP 11.4-1 Tier 2 Section 11.4
STD DEP 11.4-1 Tier 2 Section 12.2
STD DEP 11.4-1 Tier 2 Section 14.2
STD DEP 11.5-1 Tier 2 Section 7.5
STD DEP 11.5-1 Tier 2 Section 7.6
STD DEP 11.5-1 Tier 2 Section 11.5
STD DEP 12.3-1 Tier 2 Section 12.3
STD DEP 12.3-2 Tier 2 Section 12.3
STD DEP 12.3-3 Tier 2 Section 12.3
STD DEP 12.3-4 Tier 2 Section 12.3
STD DEP 14.2-1 Tier 2 Section 14.2
STD DEP 16.2-1 Tier 2 Section 16.2.0
STD DEP 16.2-1 Tier 2 Section 16B.2.0
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STD DEP 16.2-2 Tier 2 Section 16B.2.0
STD DEP 16.3-1 Tier 2 Section 16.3.0
STD DEP 16.3-1 Tier 2 Section 16B.3.0
STD DEP 16.3-2 Tier 2 Section 16B.3.0
STD DEP 16.3-3 Tier 2 Section 16B.3.1.7
STD DEP 16.3-4 Tier 2 Section 16.3.10.7
STD DEP 16.3-4 Tier 2 Section 16B.3.1.1
STD DEP 16.3-4 Tier 2 Section 16B.3.10.7
STD DEP 16.3-5 Tier 2 Section 16.3.4.1
STD DEP 16.3-5 Tier 2 Section 16B.3.4.1
STD DEP 16.3-6 Tier 2 Section 16B.3.4.1
STD DEP 16.3-7 Tier 2 Section 16B.3.4.2
STD DEP 16.3-8 Tier 2 Section 16B.3.4.9
STD DEP 16.3-9 Tier 2 Section 16B.3.4.7
STD DEP 16.3-9 Tier 2 Section 16B.3.4.8
STD DEP 16.3-9 Tier 2 Section 16B.3.9.7
STD DEP 16.3-9 Tier 2 Section 16B.3.9.8

STD DEP 16.3-10 Tier 2 Section 16B.3.5.1
STD DEP 16.3-11 Tier 2 Section 16B.3.4.3
STD DEP 16.3-12 Tier 2 Section 16B.3.9.7
STD DEP 16.3-12 Tier 2 Section 16B.3.9.8
STD DEP 16.3-13 Tier 2 Section 16B.3.9.8
STD DEP 16.3-14 Tier 2 Section 16B.3.9.2
STD DEP 16.3-15 Tier 2 Section 16.3.9.5
STD DEP 16.3-16 Tier 2 Section 16.3.7.1
STD DEP 16.3-16 Tier 2 Section 16.3.7.2
STD DEP 16.3-16 Tier 2 Section 16B.3.7.1
STD DEP 16.3-16 Tier 2 Section 16B.3.7.2
STD DEP 16.3-17 Tier 2 Section 16.3.10.12
STD DEP 16.3-17 Tier 2 Section 16B.3.10.12
STD DEP 16.3-18 Tier 2 Section 16B.3.10.8
STD DEP 16.3-19 Tier 2 Section 16.3.10.4
STD DEP 16.3-20 Tier 2 Section 16B.3.10.4
STD DEP 16.3-21 Tier 2 Section 16.3.10.5
STD DEP 16.3-22 Tier 2 Section 16.3.10.5
STD DEP 16.3-22 Tier 2 Section 16B.3.10.5
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STD DEP 16.3-23 Tier 2 Section 16B.3.10.5
STD DEP 16.3-24 Tier 2 Section 16B.3.10.3
STD DEP 16.3-25 Tier 2 Section 16.3.9.1
STD DEP 16.3-25 Tier 2 Section 16B.3.9.1
STD DEP 16.3-26 Tier 2 Section 16B.3.10.2
STD DEP 16.3-27 Tier 2 Section 16B.3.10.2
STD DEP 16.3-28 Tier 2 Section 16B.3.10.1
STD DEP 16.3-29 Tier 2 Section 16.3.6.4.1
STD DEP 16.3-29 Tier 2 Section 16B.3.6.4.1
STD DEP 16.3-30 Tier 2 Section 16B.3.6.4.1
STD DEP 16.3-31 Tier 2 Section 16B.3.6.4.3
STD DEP 16.3-32 Tier 2 Section 16.3.6.2.1
STD DEP 16.3-32 Tier 2 Section 16B.3.6.2.1
STD DEP 16.3-33 Tier 2 Section 16B.3.6.2.1
STD DEP 16.3-34 Tier 2 Section 16B.3.6.1.6
STD DEP 16.3-35 Tier 2 Section 16B.3.9.6
STD DEP 16.3-36 Tier 2 Section 16B.3.6.2.3
STD DEP 16.3-37 Tier 2 Section 16B.3.6.2.3
STD DEP 16.3-38 Tier 2 Section 16.3.3.4.1
STD DEP 16.3-38 Tier 2 Section 16B.3.3.4.1
STD DEP 16.3-39 Tier 2 Section 16.3.3.4.2
STD DEP 16.3-39 Tier 2 Section 16B.3.3.4.2
STD DEP 16.3-40 Tier 2 Section 16B.3.8.2
STD DEP 16.3-41 Tier 2 Section 16.3.8.2
STD DEP 16.3-42 Tier 2 Section 16B.3.8.4
STD DEP 16.3-43 Tier 2 Section 16B.3.6.1.1
STD DEP 16.3-44 Tier 2 Section 16B.3.6.1.1
STD DEP 16.3-45 Tier 2 Section 16B.3.6.1.1
STD DEP 16.3-46 Tier 2 Section 16.3.7.2
STD DEP 16.3-46 Tier 2 Section 16.3.7.3
STD DEP 16.3-46 Tier 2 Section 16B.3.7.2
STD DEP 16.3-46 Tier 2 Section 16B.3.7.3
STD DEP 16.3-47 Tier 2 Section 16.3.7.4
STD DEP 16.3-47 Tier 2 Section 16B.3.7.4
STD DEP 16.3-48 Tier 2 Section 16B.3.7.4
STD DEP 16.3-49 Tier 2 Section 16.3.8.1
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STD DEP 16.3-50 Tier 2 Section 16.3.3.1.4
STD DEP 16.3-51 Tier 2 Section 16.3.8.3
STD DEP 16.3-51 Tier 2 Section 16B.3.8.3
STD DEP 16.3-52 Tier 2 Section 16B.3.8.8
STD DEP 16.3-53 Tier 2 Section 16B.3.3.1.1
STD DEP 16.3-54 Tier 2 Section 16B.3.3.1.2
STD DEP 16.3-55 Tier 2 Section 16B.3.3.4.1
STD DEP 16.3-56 Tier 2 Section 16B.3.3.4.1
STD DEP 16.3-57 Tier 2 Section 16B.3.3.1.2
STD DEP 16.3-58 Tier 2 Section 16.3.8.6
STD DEP 16.3-59 Tier 2 Section 16.3.3.6.2
STD DEP 16.3-59 Tier 2 Section 16B.3.3.6.2
STD DEP 16.3-60 Tier 2 Section 16.3.3.6.2
STD DEP 16.3-60 Tier 2 Section 16B.3.3.6.2
STD DEP 16.3-61 Tier 2 Section 16.3.3.7.1
STD DEP 16.3-62 Tier 2 Section 16B.3.3.8.1
STD DEP 16.3-63 Tier 2 Section 16B.3.3.8.2
STD DEP 16.3-64 Tier 2 Section 16.3.3.5.1
STD DEP 16.3-65 Tier 2 Section 16.3.3.5.1
STD DEP 16.3-66 Tier 2 Section 16B.3.3.5.1
STD DEP 16.3-67 Tier 2 Section 16B.3.3.5.1
STD DEP 16.3-68 Tier 2 Section 16B.3.1.3
STD DEP 16.3-69 Tier 2 Section 16.3.6.1.2
STD DEP 16.3-70 Tier 2 Section 16B.3.6.1.2
STD DEP 16.3-71 Tier 2 Section 16.3.6.1.3
STD DEP 16.3-71 Tier 2 Section 16B.3.6.1.3
STD DEP 16.3-72 Tier 2 Section 16.3.6.1.3
STD DEP 16.3-72 Tier 2 Section 16B.3.6.1.3
STD DEP 16.3-73 Tier 2 Section 16B.3.6.1.3
STD DEP 16.3-74 Tier 2 Section 16B.3.6.1.3
STD DEP 16.3-75 Tier 2 Section 16B.3.7.6
STD DEP 16.3-76 Tier 2 Section 16B.3.7.5
STD DEP 16.3-77 Tier 2 Section 16B.3.3.6.1
STD DEP 16.3-78 Tier 2 Section 16.3.3.6.1
STD DEP 16.3-78 Tier 2 Section 16B.3.3.6.1
STD DEP 16.3-79 Tier 2 Section 16.3.3.1.1
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STD DEP 16.3-80 Tier 2 Section 16B.3.8.1
STD DEP 16.3-81 Tier 2 Section 16.3.3.1.2
STD DEP 16.3-81 Tier 2 Section 16B.3.3.1.2
STD DEP 16.3-82 Tier 2 Section 16B.3.3.1.2
STD DEP 16.3-83 Tier 2 Section 16B.3.3.1.3
STD DEP 16.3-84 Tier 2 Section 16.3.3.1.1
STD DEP 16.3-85 Tier 2 Section 16B.3.3.1.1
STD DEP 16.3-86 Tier 2 Section 16.3.3.1.4
STD DEP 16.3-87 Tier 2 Section 16B.3.3.1.4
STD DEP 16.3-88 Tier 2 Section 16B.3.3.1.4
STD DEP 16.3-89 Tier 2 Section 16B.3.1.2
STD DEP 16.3-90 Tier 2 Section 16B.3.1.3
STD DEP 16.3-91 Tier 2 Section 16B.3.3.1.1
STD DEP 16.3-92 Tier 2 Section 16B.3.3.1.1
STD DEP 16.3-93 Tier 2 Section 16B.3.3.1.1
STD DEP 16.3-94 Tier 2 Section 16.3.3.1.4
STD DEP 16.5-1 Tier 2 Section 16.5.0
STD DEP 16.5-2 Tier 2 Section 16.5.0
STD DEP 16.5-3 Tier 2 Section 16.5.0
STD DEP 16.5-4 Tier 2 Section 16.5.0
STD DEP 18.4-1 Tier 2 Section 18.4
STD DEP 19.3-1 Tier 2 Section 19.3
STD DEP 19.7-1 Tier 2 Section 19.7
STD DEP 19I.7-1 Tier 2 Appendix 19I
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Table 5.0-2  Tier 1 Sections and Affected Departure Numbers
Sections Departure Numbers

Tier 1 Section 2.1 STD DEP T1 2.1-1
Tier 1 Section 2.2 STD DEP T1 2.14-1
Tier 1 Section 2.2 STD DEP T1 2.2-1
Tier 1 Section 2.2 STD DEP T1 3.4-1
Tier 1 Section 2.3 STD DEP T1 2.14-1
Tier 1 Section 2.3 STD DEP T1 2.3-1
Tier 1 Section 2.4 STD DEP T1 2.14-1
Tier 1 Section 2.4 STD DEP T1 2.4-1
Tier 1 Section 2.4 STD DEP T1 2.4-2
Tier 1 Section 2.4 STD DEP T1 2.4-3
Tier 1 Section 2.6 STD DEP T1 2.4-1
Tier 1 Section 2.7 STD DEP T1 2.14-1
Tier 1 Section 2.7 STD DEP T1 2.3-1
Tier 1 Section 2.7 STD DEP T1 3.4-1
Tier 1 Section 3.4 STD DEP T1 3.4-1
Tier 1 Section 2.11 STD DEP T1 2.14-1
Tier 1 Section 2.12 STD DEP T1 2.12-1
Tier 1 Section 2.12 STD DEP T1 2.12-2
Tier 1 Section 2.14 STD DEP T1 2.14-1
Tier 1 Section 2.15 STD DEP T1 2.14-1
Tier 1 Section 2.15 STD DEP T1 2.2-1
Tier 1 Section 5.0 STP DEP T1 5.0-1
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Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
Sections Departure Numbers

Tier 2 Section 1.1 STD DEP 1.1-1
Tier 2 Section 1.1 STP DEP 1.1-2
Tier 2 Section 1.2 STD DEP 10.4-6
Tier 2 Section 1.2 STD DEP 11.4-1
Tier 2 Section 1.2 STD DEP 3.8-1
Tier 2 Section 1.2 STD DEP 8.3-1
Tier 2 Section 1.2 STD DEP 9.1-1
Tier 2 Section 1.2 STD DEP 9.4-3
Tier 2 Section 1.2 STD DEP 9.4-4
Tier 2 Section 1.2 STD DEP T1 2.14-1
Tier 2 Section 1.2 STD DEP T1 2.3-1
Tier 2 Section 1.2 STD DEP T1 3.4-1
Tier 2 Section 1.2 STP DEP 1.1-2
Tier 2 Section 1.2 STP DEP 1.2-1
Tier 2 Section 1.2 STP DEP 1.2-2
Tier 2 Section 1.2 STP DEP 10.4-2
Tier 2 Section 1.2 STP DEP 10.4-4
Tier 2 Section 1.8 STD DEP 1.8-1
Tier 2 Section 1.8 STD DEP 6C-1
Tier 2 Section 1.8 STD DEP 11.2-1

Tier 2 Appendix 1A STD DEP 6.2-1
Tier 2 Appendix 1A STD DEP T1 2.14-1
Tier 2 Appendix 1A STD DEP T1 2.3-1
Tier 2 Appendix 1A STD DEP T1 2.4-3

Tier 2 Appendix 1AA STD DEP 1AA-1
Tier 2 Appendix 1AA STD DEP T1 2.14-1
Tier 2 Appendix 1AA STD DEP T1 2.4-1

Tier 2 Section 2.2 STD DEP 2.2-5
Tier 2 Section 2.2 STP DEP T1 5.0-1
Tier 2 Section 3.1 STD DEP T1 2.4-1
Tier 2 Section 3.1 STP DEP 1.1-2
Tier 2 Section 3.1 STP DEP 8.2-1
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Tier 2 Section 3.1 STP DEP T1 5.0-1
Tier 2 Section 3.2 STD DEP 8.3-1
Tier 2 Section 3.2 STD DEP 9.1-1
Tier 2 Section 3.2 STD DEP 9.3-2
Tier 2 Section 3.2 STD DEP T1 2.14-1
Tier 2 Section 3.2 STD DEP T1 2.4-3
Tier 2 Section 3.2 STD DEP T1 3.4-1
Tier 2 Section 3.4 STD DEP 3.8-1
Tier 2 Section 3.4 STD DEP T1 2.3-1
Tier 2 Section 3.4 STP DEP T1 5.0-1
Tier 2 Section 3.5 STP DEP 3.5-1
Tier 2 Section 3.8 STD DEP 3.8-1
Tier 2 Section 3.9 STD DEP 9.3-2
Tier 2 Section 3.9 STD DEP T1 2.14-1
Tier 2 Section 3.9 STD DEP T1 2.4-1
Tier 2 Section 3.9 STD DEP T1 2.4-3
Tier 2 Section 3.9 STP DEP 9.2-5

Tier 2 Appendix 3B STD DEP 3B-1
Tier 2 Appendix 3B STD DEP 6.2-2
Tier 2 Appendix 3B STD DEP T1 2.4-3
Tier 2 Appendix 3H STD DEP 3.8-1
Tier 2 Appendix 3H STP DEP T1 5.0-1
Tier 2 Appendix 3I STD DEP 3I-1
Tier 2 Appendix 3I STD DEP 3I-2
Tier 2 Appendix 3I STD DEP T1 2.14-1

Tier 2 Appendix 3MA STD DEP T1 2.14-1
Tier 2 Appendix 3MA STD DEP T1 2.4-1
Tier 2 Appendix 3MA STD DEP T1 2.4-3

Tier 2 Section 4.4 STD DEP 4.4-1
Tier 2 Section 4.5 STD DEP 4.5-1
Tier 2 Section 4.6 STD DEP 7.7-1
Tier 2 Section 5.2 STD DEP 4.5-1
Tier 2 Section 5.2 STD DEP 5.2-2
Tier 2 Section 5.2 STD DEP 5A-1

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
Sections Departure Numbers
5.0-22 Tables and Indexes 



STP 3 & 4 Departures Report

Rev. 01
15 Jan 2008
Tier 2 Section 5.2 STD DEP 7.3-11
Tier 2 Section 5.2 STD DEP 7.3-12
Tier 2 Section 5.2 STD DEP T1 2.1-1
Tier 2 Section 5.2 STD DEP T1 2.14-1
Tier 2 Section 5.2 STD DEP T1 2.3-1
Tier 2 Section 5.2 STD DEP T1 2.4-2
Tier 2 Section 5.2 STD DEP 1.8-1
Tier 2 Section 5.3 STD DEP 5.3-1
Tier 2 Section 5.4 STD DEP 5.4-1
Tier 2 Section 5.4 STD DEP 5B-1
Tier 2 Section 5.4 STD DEP T1 2.14-1
Tier 2 Section 5.4 STD DEP T1 2.4-1
Tier 2 Section 5.4 STD DEP T1 2.4-3

Tier 2 Appendix 5A STD DEP 5A-1
Tier 2 Appendix 5B STD DEP 5B-1
Tier 2 Section 6.2 STD DEP 6.2-1
Tier 2 Section 6.2 STD DEP 6.2-2
Tier 2 Section 6.2 STD DEP 6.2-3
Tier 2 Section 6.2 STD DEP 9.3-2
Tier 2 Section 6.2 STD DEP T1 2.14-1
Tier 2 Section 6.2 STD DEP T1 2.4-3
Tier 2 Section 6.2 STD DEP T1 3.4-1
Tier 2 Section 6.2 STP DEP T1 2.4-2
Tier 2 Section 6.3 STD DEP T1 2.4-1
Tier 2 Section 6.4 STD DEP 9.4-2
Tier 2 Section 6.5 STD DEP T1 2.14-1
Tier 2 Section 6.6 STD DEP 6.6-1
Tier 2 Section 6.6 STD DEP T1 2.14-1
Tier 2 Section 6.6 STD DEP T1 2.4-1

Tier 2 Appendix 6B STD DEP 7.1-1
Tier 2 Appendix 6C STD DEP 6C-1
Tier 2 Section 7.1 STD DEP 7.1-1
Tier 2 Section 7.1 STD DEP 7.1-2
Tier 2 Section 7.1 STD DEP 7.1-3
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Tier 2 Section 7.1 STD DEP 7.2-1
Tier 2 Section 7.1 STD DEP 7.4-1
Tier 2 Section 7.1 STD DEP T1 2.14-1
Tier 2 Section 7.1 STD DEP T1 2.3-1
Tier 2 Section 7.1 STD DEP T1 3.4-1
Tier 2 Section 7.2 STD DEP 7.1-1
Tier 2 Section 7.2 STD DEP 7.2-1
Tier 2 Section 7.2 STD DEP 7.2-2
Tier 2 Section 7.2 STD DEP 7.2-3
Tier 2 Section 7.2 STD DEP 7.2-4
Tier 2 Section 7.2 STD DEP 7.2-6
Tier 2 Section 7.2 STD DEP T1 2.2-1
Tier 2 Section 7.2 STD DEP T1 2.3-1
Tier 2 Section 7.2 STD DEP T1 3.4-1
Tier 2 Section 7.3 STD DEP 7.1-1
Tier 2 Section 7.3 STD DEP 7.2-3
Tier 2 Section 7.3 STD DEP 7.3-1
Tier 2 Section 7.3 STD DEP 7.3-10
Tier 2 Section 7.3 STD DEP 7.3-11
Tier 2 Section 7.3 STD DEP 7.3-12
Tier 2 Section 7.3 STD DEP 7.3-13
Tier 2 Section 7.3 STD DEP 7.3-14
Tier 2 Section 7.3 STD DEP 7.3-15
Tier 2 Section 7.3 STD DEP 7.3-16
Tier 2 Section 7.3 STD DEP 7.3-17
Tier 2 Section 7.3 STD DEP 7.3-18
Tier 2 Section 7.3 STD DEP 7.3-2
Tier 2 Section 7.3 STD DEP 7.3-3
Tier 2 Section 7.3 STD DEP 7.3-4
Tier 2 Section 7.3 STD DEP 7.3-5
Tier 2 Section 7.3 STD DEP 7.3-6
Tier 2 Section 7.3 STD DEP 7.3-7
Tier 2 Section 7.3 STD DEP 7.3-8
Tier 2 Section 7.3 STD DEP 7.3-9
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Tier 2 Section 7.3 STD DEP 7.7-2
Tier 2 Section 7.3 STD DEP T1 2.14-1
Tier 2 Section 7.3 STD DEP T1 2.3-1
Tier 2 Section 7.3 STD DEP T1 2.4-1
Tier 2 Section 7.3 STD DEP T1 2.4-2
Tier 2 Section 7.3 STD DEP T1 2.4-3
Tier 2 Section 7.3 STD DEP T1 3.4-1
Tier 2 Section 7.3 STP DEP 1.1-2
Tier 2 Section 7.4 STD DEP 7.4-1
Tier 2 Section 7.4 STD DEP 7.4-2
Tier 2 Section 7.4 STD DEP 8.3-1
Tier 2 Section 7.4 STD DEP T1 2.14-1
Tier 2 Section 7.4 STD DEP T1 2.4-1
Tier 2 Section 7.4 STD DEP T1 3.4-1
Tier 2 Section 7.4 STP DEP 1.1-2
Tier 2 Section 7.5 STD DEP 11.5-1
Tier 2 Section 7.5 STD DEP 6.2-2
Tier 2 Section 7.5 STD DEP 7.5-1
Tier 2 Section 7.5 STD DEP T1 2.14-1
Tier 2 Section 7.5 STD DEP T1 2.3-1
Tier 2 Section 7.6 STD DEP 11.5-1
Tier 2 Section 7.6 STD DEP 7.1-1
Tier 2 Section 7.6 STD DEP 7.1-2
Tier 2 Section 7.6 STD DEP 7.1-3
Tier 2 Section 7.6 STD DEP 7.2-1
Tier 2 Section 7.6 STD DEP 7.6-1
Tier 2 Section 7.6 STD DEP 7.6-2
Tier 2 Section 7.6 STD DEP 7.6-3
Tier 2 Section 7.6 STD DEP 7.6-4
Tier 2 Section 7.6 STD DEP T1 2.14-1
Tier 2 Section 7.6 STD DEP T1 2.2-1
Tier 2 Section 7.6 STD DEP T1 3.4-1
Tier 2 Section 7.6 STP DEP 1.1-2
Tier 2 Section 7.7 STD DEP 5.4-1
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Tier 2 Section 7.7 STD DEP 7.7-1
Tier 2 Section 7.7 STD DEP 7.7-10
Tier 2 Section 7.7 STD DEP 7.7-11
Tier 2 Section 7.7 STD DEP 7.7-12
Tier 2 Section 7.7 STD DEP 7.7-13
Tier 2 Section 7.7 STD DEP 7.7-14
Tier 2 Section 7.7 STD DEP 7.7-15
Tier 2 Section 7.7 STD DEP 7.7-16
Tier 2 Section 7.7 STD DEP 7.7-17
Tier 2 Section 7.7 STD DEP 7.7-18
Tier 2 Section 7.7 STD DEP 7.7-19
Tier 2 Section 7.7 STD DEP 7.7-2
Tier 2 Section 7.7 STD DEP 7.7-20
Tier 2 Section 7.7 STD DEP 7.7-21
Tier 2 Section 7.7 STD DEP 7.7-22
Tier 2 Section 7.7 STD DEP 7.7-23
Tier 2 Section 7.7 STD DEP 7.7-24
Tier 2 Section 7.7 STD DEP 7.7-25
Tier 2 Section 7.7 STD DEP 7.7-27
Tier 2 Section 7.7 STD DEP 7.7-3
Tier 2 Section 7.7 STD DEP 7.7-4
Tier 2 Section 7.7 STD DEP 7.7-5
Tier 2 Section 7.7 STD DEP 7.7-6
Tier 2 Section 7.7 STD DEP 7.7-7
Tier 2 Section 7.7 STD DEP 7.7-8
Tier 2 Section 7.7 STD DEP 7.7-9
Tier 2 Section 7.7 STD DEP T1 2.12 8.3-1
Tier 2 Section 7.7 STD DEP 9.5-3
Tier 2 Section 7.7 STD DEP T1 2.2-1
Tier 2 Section 7.7 STD DEP T1 3.4-1
Tier 2 Section 7A STD DEP 1.8-1
Tier 2 Section 7A STD DEP 7.7-1
Tier 2 Section 7A STD DEP T1 3.4-1

Tier 2 Appendix 7C STD DEP T1 3.4-1

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
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Tier 2 Section 8.1 STD DEP 8.3-1
Tier 2 Section 8.1 STD DEP T1 2.12-2
Tier 2 Section 8.1 STD DEP T1 2.4-2
Tier 2 Section 8.1 STP DEP 1.1-2
Tier 2 Section 8.2 STD DEP 8.3-1
Tier 2 Section 8.2 STP DEP 1.1-2
Tier 2 Section 8.2 STP DEP 8.2-1
Tier 2 Section 8.3 STD DEP 8.3-1
Tier 2 Section 8.3 STD DEP T1 2.12-2
Tier 2 Section 8.3 STD DEP T1 2.4-2
Tier 2 Section 8.3 STP DEP 1.1-2
Tier 2 Section 8.3 STP DEP 8.3-3

Tier 2 Appendix 8A STD DEP 8A.1-1
Tier 2 Appendix 8A STP DEP 1.1-2
Tier 2 Section 9.1 STD DEP 9.1-1
Tier 2 Section 9.1 STD DEP T1 2.4-1
Tier 2 Section 9.2 STD DEP 9.2-1
Tier 2 Section 9.2 STD DEP 9.2-7
Tier 2 Section 9.2 STD DEP T1 2.14-1
Tier 2 Section 9.2 STP DEP 1.1-2
Tier 2 Section 9.2 STD DEP 1.8-1
Tier 2 Section 9.2 STP DEP 9.2-2
Tier 2 Section 9.2 STP DEP 9.2-3
Tier 2 Section 9.2 STP DEP 9.2-5
Tier 2 Section 9.2 STP DEP 9.2-8
Tier 2 Section 9.4 STD DEP 9.4-2
Tier 2 Section 9.4 STD DEP 9.4-3
Tier 2 Section 9.4 STD DEP 9.4-4
Tier 2 Section 9.4 STD DEP 9.4-5
Tier 2 Section 9.4 STD DEP 9.4-6
Tier 2 Section 9.4 STD DEP T1 2.14-1
Tier 2 Section 9.4 STP DEP 9.4-1
Tier 2 Section 9.4 STP DEP T1 5.0-1
Tier 2 Section 9.5 STD DEP 8.3-1
Tier 2 Section 9.5 STD DEP 9.4-2
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Tier 2 Section 9.5 STD DEP 9.5-1
Tier 2 Section 9.5 STD DEP 9.5-2
Tier 2 Section 9.5 STD DEP 9.5-3
Tier 2 Section 9.5 STD DEP 9.5-4
Tier 2 Section 9.5 STP DEP 1.1-2
Tier 2 Section 9.5 STP DEP 9.5-6
Tier 2 Section 9.5 STP DEP 9.5-7

Tier 2 Appendix 9A STD DEP 3.8-1
Tier 2 Appendix 9A STD DEP T1 2.14-1
Tier 2 Appendix 9A STP DEP 1.2-2
Tier 2 Appendix 9C STD DEP 1.8.1
Tier 2 Section 10.1 STD DEP T1 2.2-1
Tier 2 Section 10.1 STD DEP T1 3.4-1
Tier 2 Section 10.1 STP DEP 10.1-1
Tier 2 Section 10.1 STP DEP 10.1-2
Tier 2 Section 10.1 STP DEP 10.1-3
Tier 2 Section 10.1 STP DEP 10.1-4
Tier 2 Section 10.1 STP DEP 10.2-1
Tier 2 Section 10.1 STP DEP 10.4-5
Tier 2 Section 10.2 STD DEP T1 2.4-2
Tier 2 Section 10.2 STP DEP 10.2-1
Tier 2 Section 10.2 STP DEP 10.2-2
Tier 2 Section 10.2 STP DEP 10.2-3
Tier 2 Section 10.2 STP DEP 10.2-4
Tier 2 Section 10.3 STP DEP 10.2-1
Tier 2 Section 10.3 STD DEP 10.3-1
Tier 2 Section 10.3 STP DEP 10.4-1
Tier 2 Section 10.3 STP DEP 10.4-3
Tier 2 Section 10.4 STD DEP 10.4-6
Tier 2 Section 10.4 STD DEP 10.4-7
Tier 2 Section 10.4 STD DEP T1 3.4-1
Tier 2 Section 10.4 STP DEP 10.4-1
Tier 2 Section 10.4 STP DEP 10.4-2
Tier 2 Section 10.4 STP DEP 10.4-3
Tier 2 Section 10.4 STP DEP 10.4-4

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
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Tier 2 Section 10.4 STP DEP 10.4-5
Tier 2 Section 11.2 STD DEP 11.2-1
Tier 2 Section 11.4 STD DEP 11.4-1
Tier 2 Section 11.5 STD DEP 11.5-1
Tier 2 Section 11.5 STD DEP 7.1-1
Tier 2 Section 11.5 STD DEP 7.2-1
Tier 2 Section 11.5 STD DEP T1 3.4-1
Tier 2 Section 12.2 STD DEP 11.2-1
Tier 2 Section 12.2 STD DEP 11.4-1
Tier 2 Section 12.2 STD DEP 5.4-1
Tier 2 Section 12.2 STP DEP 10.4-4
Tier 2 Section 12.3 STD DEP 12.3-1
Tier 2 Section 12.3 STD DEP 12.3-2
Tier 2 Section 12.3 STD DEP 12.3-3
Tier 2 Section 12.3 STD DEP 12.3-4
Tier 2 Section 12.3 STD DEP 3.8-1
Tier 2 Section 12.3 STD DEP T1 3.4-1
Tier 2 Section 12.3 STP DEP 1.2-2
Tier 2 Section 12.3 STP DEP 9.4-1
Tier 2 Section 12.4 STD DEP 11.2-1
Tier 2 Section 12.4 STD DEP 9.1-1
Tier 2 Section 12.4 STP DEP 10.4-4
Tier 2 Section 14.2 STD DEP 11.2-1
Tier 2 Section 14.2 STD DEP 11.4-1
Tier 2 Section 14.2 STD DEP 14.2-1
Tier 2 Section 14.2 STD DEP 8.3-1
Tier 2 Section 14.2 STD DEP 9.1-1
Tier 2 Section 14.2 STD DEP T1 2.14-1
Tier 2 Section 14.2 STD DEP T1 2.4-3
Tier 2 Section 14.2 STD DEP T1 3.4-1
Tier 2 Section 15.0 STD DEP T1 2.1-1
Tier 2 Section 15.0 STD DEP T1 3.4-1

Tier 2 Section 15.1S STD DEP T1 2.1-1
Tier 2 Section 15.1S STD DEP T1 3.4-1
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Tier 2 Section 15.2 STD DEP 8.3-1
Tier 2 Section 15.2 STD DEP T1 2.3-1

Tier 2 Appendix 15A STD DEP T1 2.14-1
Tier 2 Appendix 15B STD DEP 7.7-1
Tier 2 Appendix 15B STD DEP T1 3.4-1
Tier 2 Appendix 15E STD DEP T1 3.4-1
Tier 2 Section 16.1.0 STD DEP T1 3.4-1
Tier 2 Section 16.2.0 STD DEP 16.2-1
Tier 2 Section 16.3.0 STD DEP 16.3-1

Tier 2 Section 16.3.10.12 STD DEP 16.3-17
Tier 2 Section 16.3.10.4 STD DEP 16.3-19
Tier 2 Section 16.3.10.5 STD DEP 16.3-21
Tier 2 Section 16.3.10.5 STD DEP 16.3-22
Tier 2 Section 16.3.10.7 STD DEP 16.3-4
Tier 2 Section 16.3.3.1.1 STD DEP 16.3-79
Tier 2 Section 16.3.3.1.1 STD DEP 16.3-84
Tier 2 Section 16.3.3.1.1 STD DEP 4.4-1
Tier 2 Section 16.3.3.1.1 STD DEP T1 2.2-1
Tier 2 Section 16.3.3.1.1 STD DEP T1 2.3-1
Tier 2 Section 16.3.3.1.1 STD DEP T1 2.4-2
Tier 2 Section 16.3.3.1.1 STD DEP T1 2.4-3 
Tier 2 Section 16.3.3.1.2 STD DEP 16.3-81
Tier 2 Section 16.3.3.1.4 STD DEP 16.3-50
Tier 2 Section 16.3.3.1.4 STD DEP 16.3-86
Tier 2 Section 16.3.3.1.4 STD DEP 16.3-94
Tier 2 Section 16.3.3.1.4 STD DEP 8.3-1
Tier 2 Section 16.3.3.1.4 STD DEP T1 2.4-2 
Tier 2 Section 16.3.3.1.4 STD DEP T1 2.4-3
Tier 2 Section 16.3.3.1.4 STD DEP T1 3.4-1 
Tier 2 Section 16.3.3.3.1 STD DEP T1 3.4-1 
Tier 2 Section 16.3.3.4.1 STD DEP 16.3-38
Tier 2 Section 16.3.3.4.2 STD DEP 16.3-39
Tier 2 Section 16.3.3.5.1 STD DEP 16.3-64
Tier 2 Section 16.3.3.5.1 STD DEP 16.3-65 
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Tier 2 Section 16.3.3.6.1 STD DEP 16.3-78
Tier 2 Section 16.3.3.6.1 STD DEP 7.5-1
Tier 2 Section 16.3.3.6.1 STD DEP T1 2.14-1
Tier 2 Section 16.3.3.6.1 STD DEP T1 2.3-1
Tier 2 Section 16.3.3.6.2 STD DEP 16.3-59
Tier 2 Section 16.3.3.6.2 STD DEP 16.3-60
Tier 2 Section 16.3.3.6.2 STD DEP 8.3-1
Tier 2 Section 16.3.3.6.2 STD DEP T1 2.14-1
Tier 2 Section 16.3.3.7.1 STD DEP 16.3-61
Tier 2 Section 16.3.4.1 STD DEP 16.3-5
Tier 2 Section 16.3.4.2 STD DEP T1 2.1-1
Tier 2 Section 16.3.4.3 STD DEP 7.3-12
Tier 2 Section 16.3.5.1 STD DEP 8.3-1

Tier 2 Section 16.3.6.1.2 STD DEP 16.3-69
Tier 2 Section 16.3.6.1.3 STD DEP 16.3-71
Tier 2 Section 16.3.6.1.3 STD DEP 16.3-72
Tier 2 Section 16.3.6.1.3 STD DEP 6.2-1
Tier 2 Section 16.3.6.1.6 STD DEP 6.2-2
Tier 2 Section 16.3.6.2.1 STD DEP 16.3-32
Tier 2 Section 16.3.6.2.4 STD DEP 6.2-2
Tier 2 Section 16.3.6.3.1 STD DEP T1 2.14-1
Tier 2 Section 16.3.6.3.2 STD DEP T1 2.14-1
Tier 2 Section 16.3.6.4.1 STD DEP 16.3-29
Tier 2 Section 16.3.7.1 STD DEP 16.3-16
Tier 2 Section 16.3.7.2 STD DEP 16.3-16
Tier 2 Section 16.3.7.2 STD DEP 16.3-46
Tier 2 Section 16.3.7.3 STD DEP 16.3-46
Tier 2 Section 16.3.7.4 STD DEP 16.3-47 
Tier 2 Section 16.3.8.1 STD DEP 16.3-49
Tier 2 Section 16.3.8.1 STD DEP 8.3-1
Tier 2 Section 16.3.8.11 STD DEP 8.3-1
Tier 2 Section 16.3.8.2 STD DEP 16.3-41
Tier 2 Section 16.3.8.3 STD DEP 16.3-51
Tier 2 Section 16.3.8.4 STD DEP 8.3-1
Tier 2 Section 16.3.8.6 STD DEP 16.3-58
Tier 2 Section 16.3.8.7 STD DEP 8.3-1
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Tier 2 Section 16.3.8.9 STD DEP 8.3-1
Tier 2 Section 16.3.9.1 STD DEP 16.3-25
Tier 2 Section 16.3.9.5 STD DEP 16.3-15
Tier 2 Section 16.5.0 STD DEP 16.5-1
Tier 2 Section 16.5.0 STD DEP 16.5-2
Tier 2 Section 16.5.0 STD DEP 16.5-3
Tier 2 Section 16.5.0 STD DEP 16.5-4
Tier 2 Section 16.5.0 STD DEP T1 2.14-1
Tier 2 Section 16.5.0 STD DEP T1 3.4-1

Tier 2 Section 16B.2.0 STD DEP 16.2-1
Tier 2 Section 16B.2.0 STD DEP 16.2-2
Tier 2 Section 16B.3.0 STD DEP 16.3-1
Tier 2 Section 16B.3.0 STD DEP 16.3-2

Tier 2 Section 16B.3.1.1 STD DEP 16.3-4
Tier 2 Section 16B.3.1.2 STD DEP 16.3-89
Tier 2 Section 16B.3.1.3 STD DEP 16.3-68
Tier 2 Section 16B.3.1.3 STD DEP 16.3-90
Tier 2 Section 16B.3.1.7 STD DEP 16.3-3
Tier 2 Section 16B.3.10.1 STD DEP 16.3-28
Tier 2 Section 16B.3.10.12 STD DEP 16.3-17
Tier 2 Section 16B.3.10.2 STD DEP 16.3-26
Tier 2 Section 16B.3.10.2 STD DEP 16.3-27
Tier 2 Section 16B.3.10.3 STD DEP 16.3-24
Tier 2 Section 16B.3.10.3 STD DEP 7.7-18
Tier 2 Section 16B.3.10.4 STD DEP 16.3-20
Tier 2 Section 16B.3.10.4 STD DEP 7.7-18
Tier 2 Section 16B.3.10.5 STD DEP 16.3-22
Tier 2 Section 16B.3.10.5 STD DEP 16.3-23
Tier 2 Section 16B.3.10.5 STD DEP 7.7-18
Tier 2 Section 16B.3.10.7 STD DEP 16.3-4
Tier 2 Section 16B.3.10.8 STD DEP 16.3-18
Tier 2 Section 16B.3.3.1.1 STD DEP 16.3-53
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Tier 2 Section 16B.3.3.1.1 STD DEP 16.3-85
Tier 2 Section 16B.3.3.1.1 STD DEP 16.3-91
Tier 2 Section 16B.3.3.1.1 STD DEP 16.3-92
Tier 2 Section 16B.3.3.1.1 STD DEP 16.3-93
Tier 2 Section 16B.3.3.1.1 STD DEP 4.4-1 
Tier 2 Section 16B.3.3.1.1 STD DEP 7.3-3
Tier 2 Section 16B.3.3.1.1 STD DEP 8.3-1
Tier 2 Section 16B.3.3.1.1 STD DEP T1 2.2-1
Tier 2 Section 16B.3.3.1.1 STD DEP T1 2.3-1
Tier 2 Section 16B.3.3.1.1 STD DEP T1 2.4-2
Tier 2 Section 16B.3.3.1.1 STD DEP T1 2.4-3 
Tier 2 Section 16B.3.3.1.1 STD DEP T1 3.4-1
Tier 2 Section 16B.3.3.1.2 STD DEP 16.3-54
Tier 2 Section 16B.3.3.1.2 STD DEP 16.3-57
Tier 2 Section 16B.3.3.1.2 STD DEP 16.3-81
Tier 2 Section 16B.3.3.1.2 STD DEP 16.3-82
Tier 2 Section 16B.3.3.1.2 STD DEP 7.2-3
Tier 2 Section 16B.3.3.1.3 STD DEP 16.3-83
Tier 2 Section 16B.3.3.1.4 STD DEP 16.3-87
Tier 2 Section 16B.3.3.1.4 STD DEP 16.3-88
Tier 2 Section 16B.3.3.1.4 STD DEP 7.3-17
Tier 2 Section 16B.3.3.1.4 STD DEP 7.3-7
Tier 2 Section 16B.3.3.1.4 STD DEP 8.3-1
Tier 2 Section 16B.3.3.1.4 STD DEP T1 2.4-2 
Tier 2 Section 16B.3.3.1.4 STD DEP T1 2.4-3
Tier 2 Section 16B.3.3.1.4 STD DEP T1 3.4-1 
Tier 2 Section 16B.3.3.3.1 STD DEP T1 3.4-1 
Tier 2 Section 16B.3.3.4.1 STD DEP 16.3-38
Tier 2 Section 16B.3.3.4.1 STD DEP 16.3-55
Tier 2 Section 16B.3.3.4.1 STD DEP 16.3-56
Tier 2 Section 16B.3.3.4.1 STD DEP T1 3.4-1
Tier 2 Section 16B.3.3.4.2 STD DEP 16.3-39
Tier 2 Section 16B.3.3.4.2 STP DEP 10.4-5
Tier 2 Section 16B.3.3.5.1 STD DEP 16.3-66
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Tier 2 Section 16B.3.3.5.1 STD DEP 16.3-67
Tier 2 Section 16B.3.3.5.1 STD DEP T1 3.4-1
Tier 2 Section 16B.3.3.6.1 STD DEP 16.3-77
Tier 2 Section 16B.3.3.6.1 STD DEP 16.3-78
Tier 2 Section 16B.3.3.6.1 STD DEP 7.5-1
Tier 2 Section 16B.3.3.6.1 STD DEP T1 2.14-1
Tier 2 Section 16B.3.3.6.1 STD DEP T1 2.3-1
Tier 2 Section 16B.3.3.6.1 STD DEP T1 3.4-1 
Tier 2 Section 16B.3.3.6.2 STD DEP 16.3-59
Tier 2 Section 16B.3.3.6.2 STD DEP 16.3-60
Tier 2 Section 16B.3.3.6.2 STD DEP T1 2.14-1
Tier 2 Section 16B.3.3.6.2 STD DEP T1 3.4-1
Tier 2 Section 16B.3.3.6.2 STD DEP 8.3-1
Tier 2 Section 16B.3.3.8.1 STD DEP 16.3-62
Tier 2 Section 16B.3.3.8.2 STD DEP 16.3-63
Tier 2 Section 16B.3.4.1 STD DEP 16.3-5
Tier 2 Section 16B.3.4.1 STD DEP 16.3-6
Tier 2 Section 16B.3.4.2 STD DEP 16.3-7
Tier 2 Section 16B.3.4.2 STD DEP T1 2.1-1
Tier 2 Section 16B.3.4.3 STD DEP 16.3-11
Tier 2 Section 16B.3.4.3 STD DEP 7.3-12
Tier 2 Section 16B.3.4.7 STD DEP 16.3-9
Tier 2 Section 16B.3.4.8 STD DEP 16.3-9
Tier 2 Section 16B.3.4.9 STD DEP 16.3-8
Tier 2 Section 16B.3.5.1 STD DEP 16.3-10

Tier 2 Section 16B.3.6.1.1 STD DEP 16.3-43
Tier 2 Section 16B.3.6.1.1 STD DEP 16.3-44
Tier 2 Section 16B.3.6.1.1 STD DEP 16.3-45
Tier 2 Section 16B.3.6.1.1 STD DEP 6.2-2
Tier 2 Section 16B.3.6.1.2 STD DEP 16.3-70
Tier 2 Section 16B.3.6.1.2 STD DEP 6.2-2
Tier 2 Section 16B.3.6.1.3 STD DEP 16.3-71
Tier 2 Section 16B.3.6.1.3 STD DEP 16.3-72
Tier 2 Section 16B.3.6.1.3 STD DEP 16.3-73
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Tier 2 Section 16B.3.6.1.3 STD DEP 16.3-74
Tier 2 Section 16B.3.6.1.3 STD DEP 6.2-1
Tier 2 Section 16B.3.6.1.4 STD DEP 6.2-2
Tier 2 Section 16B.3.6.1.5 STD DEP 6.2-2
Tier 2 Section 16B.3.6.1.6 STD DEP 16.3-34
Tier 2 Section 16B.3.6.1.6 STD DEP 6.2-2
Tier 2 Section 16B.3.6.2.1 STD DEP 16.3-32
Tier 2 Section 16B.3.6.2.1 STD DEP 16.3-33
Tier 2 Section 16B.3.6.2.3 STD DEP 16.3-36
Tier 2 Section 16B.3.6.2.3 STD DEP 16.3-37
Tier 2 Section 16B.3.6.2.4 STD DEP 6.2-2
Tier 2 Section 16B.3.6.3.1 STD DEP T1 2.14-1
Tier 2 Section 16B.3.6.3.2 STD DEP T1 2.14-1
Tier 2 Section 16B.3.6.4.1 STD DEP 16.3-29
Tier 2 Section 16B.3.6.4.1 STD DEP 16.3-30
Tier 2 Section 16B.3.6.4.3 STD DEP 16.3-31
Tier 2 Section 16B.3.7.1 STD DEP 16.3-16
Tier 2 Section 16B.3.7.2 STD DEP 16.3-16
Tier 2 Section 16B.3.7.2 STD DEP 16.3-46
Tier 2 Section 16B.3.7.3 STD DEP 16.3-46
Tier 2 Section 16B.3.7.4 STD DEP 16.3-47 
Tier 2 Section 16B.3.7.4 STD DEP 16.3-48
Tier 2 Section 16B.3.7.5 STD DEP 16.3-76
Tier 2 Section 16B.3.7.6 STD DEP 16.3-75
Tier 2 Section 16B.3.8.1 STD DEP 16.3-80
Tier 2 Section 16B.3.8.1 STD DEP 8.3-1
Tier 2 Section 16B.3.8.11 STD DEP 8.3-1
Tier 2 Section 16B.3.8.2 STD DEP 16.3-40
Tier 2 Section 16B.3.8.2 STD DEP 8.3-1
Tier 2 Section 16B.3.8.3 STD DEP 16.3-51
Tier 2 Section 16B.3.8.4 STD DEP 16.3-42
Tier 2 Section 16B.3.8.4 STD DEP T1 3.4-1
Tier 2 Section 16B.3.8.7 STD DEP 8.3-1
Tier 2 Section 16B.3.8.8 STD DEP 16.3-52

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
Sections Departure Numbers
Tables and Indexes 5.0-35



STP 3 & 4 Departures Report

Rev. 01
15 Jan 2008
Tier 2 Section 16B.3.8.8 STD DEP 8.3-1
Tier 2 Section 16B.3.8.9 STD DEP 8.3-1
Tier 2 Section 16B.3.9.1 STD DEP 16.3-25
Tier 2 Section 16B.3.9.2 STD DEP 16.3-14
Tier 2 Section 16B.3.9.3 STD DEP 7.7-18
Tier 2 Section 16B.3.9.4 STD DEP 7.7-10
Tier 2 Section 16B.3.9.6 STD DEP 16.3-35
Tier 2 Section 16B.3.9.7 STD DEP 16.3-12
Tier 2 Section 16B.3.9.7 STD DEP 16.3-9
Tier 2 Section 16B.3.9.8 STD DEP 16.3-12
Tier 2 Section 16B.3.9.8 STD DEP 16.3-13
Tier 2 Section 16B.3.9.8 STD DEP 16.3-9

Tier 2 Section 18.4 STD DEP 18.4-1
Tier 2 Section 18.4 STD DEP 7.5-1
Tier 2 Section 18.4 STD DEP T1 3.4-1
Tier 2 Section 18.6 STD DEP T1 3.4-1
Tier 2 Section 18.8 STD DEP T1 3.4-1

Tier 2 Appendix 18A STD DEP T1 2.14-1
Tier 2 Appendix 18B STD DEP T1 2.14-1
Tier 2 Appendix 18C STD DEP T1 3.4-1
Tier 2 Appendix 18E STD DEP T1 3.4-1
Tier 2 Appendix 18F STD DEP T1 2.14-1
Tier 2 Appendix 18H STD DEP T1 2.14-1
Tier 2 Section 19.11 STD DEP 8.3-1
Tier 2 Section 19.11 STD DEP T1 2.4-3
Tier 2 Section 19.11 STD DEP T1 3.4-1
Tier 2 Section 19.11 STP DEP T1 5.0-1
Tier 2 Section 19.13 STD DEP T1 2.4-3
Tier 2 Section 19.13 STP DEP T1 5.0-1
Tier 2 Section 19.3 STD DEP 19.3-1
Tier 2 Section 19.3 STD DEP 8.3-1
Tier 2 Section 19.3 STD DEP T1 2.4-3
Tier 2 Section 19.3 STD DEP T1 3.4-1
Tier 2 Section 19.3 STP DEP 2.2-1
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Tier 2 Section 19.3 STP DEP 9.2-5
Tier 2 Section 19.3 STP DEP T1 5.0-1
Tier 2 Section 19.7 STD DEP 19.7-1
Tier 2 Section 19.7 STD DEP 8.3-1
Tier 2 Section 19.8 STP DEP 9.2-5
Tier 2 Section 19.8 STP DEP T1 5.0-1
Tier 2 Section 19.9 STD DEP T1 2.4-5
Tier 2 Section 19.9 STD DEP T1 3.4-1
Tier 2 Section 19.9 STP DEP 9.2-5
Tier 2 Section 19.9 STP DEP T1 5.0-1

Tier 2 Appendix 19A STD DEP T1 2.14-1
Tier 2 Appendix 19E STD DEP 2.2-5
Tier 2 Appendix 19E STD DEP 9.5-2
Tier 2 Appendix 19I STD DEP 19I.7-1
Tier 2 Appendix 19K STD DEP 8.3-1
Tier 2 Appendix 19K STD DEP T1 2.4-3
Tier 2 Appendix 19K STD DEP T1 3.4-1
Tier 2 Appendix 19K STP DEP 9.2-5
Tier 2 Appendix 19K STP DEP T1 5.0-1
Tier 2 Appendix 19L STD DEP 5.4-1
Tier 2 Appendix 19L STD DEP 6C-1
Tier 2 Appendix 19L STD DEP 8.3-1
Tier 2 Appendix 19L STD DEP T1 2.4-1
Tier 2 Appendix 19L STD DEP T1 2.4-2
Tier 2 Appendix 19L STD DEP T1 3.4-1
Tier 2 Appendix 19L STP DEP 1.1-2
Tier 2 Appendix 19M STD DEP T1 2.4-3
Tier 2 Appendix 19M STP DEP 1.1-2
Tier 2 Appendix 19M STD DEP 1.2-1
Tier 2 Appendix 19N STD DEP T1 3.4-1
Tier 2 Appendix 19Q STD DEP 5.4-1
Tier 2 Appendix 19Q STD DEP 6C-1
Tier 2 Appendix 19Q STD DEP 8.3-1

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
Sections Departure Numbers
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Tier 2 Appendix 19Q STD DEP T1 2.4-1
Tier 2 Appendix 19Q STD DEP T1 3.4-1
Tier 2 Appendix 19Q STP DEP 1.1-2
Tier 2 Appendix 19Q STP DEP T1 5.0-1

Tier 2 Appendix 19QB STD DEP 5.4-1
Tier 2 Appendix 19R STP DEP 10.4-2
Tier 2 Appendix 19R STP DEP T1 5.0-1

Table 5.0-2  Tier 2 Sections and All Affected Departure Numbers
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Table 5.0-3  List of Drawings/Figures in Chapter 21 Impacted by Depa
eparture 

No. Chapter Figure
Sheet 
No. Title

1 2.2-1 7 7.6-2 9 Neutron Monitoring System IBD
1 2.2-1 7 7.6-2 9a Neutron Monitoring System IBD
1 2.2-1 7 7.6-2 9b Neutron Monitoring System IBD
1 2.2-1 7 7.2-10 1 Reactor Protection System IBD
1 2.2-1 7 7.2-10 11 Reactor Protection System IBD
1 2.2-1 7 7.2-10 12 Reactor Protection System IBD
1 2.2-1 7 7.2-10 13 Reactor Protection System IBD
1 2.2-1 7 7.2-10 14 Reactor Protection System IBD
1 2.2-1 7 7.2-9 1 Reactor Protection System IED
1 2.2-1 7 7.2-9 2 Reactor Protection System IED
1 2.2-1 7 7.2-9 3 Reactor Protection System IED
1 2.2-1 7 7.2-9 5 Reactor Protection System IED
1 2.2-1 7 7.2-9 6 Reactor Protection System IED
1 2.3-1 7 7.2-10 1 Reactor Protection System IBD
1 2.3-1 7 7.2-10 11 Reactor Protection System IBD
1 2.3-1 7 7.2-10 12 Reactor Protection System IBD
1 2.3-1 7 7.2-10 13 Reactor Protection System IBD
1 2.3-1 7 7.2-10 14 Reactor Protection System IBD
1 2.3-1 7 7.2-9 1 Reactor Protection System IED
1 2.3-1 7 7.2-9 2 Reactor Protection System IED
1 2.3-1 7 7.2-9 3 Reactor Protection System IED
1 2.3-1 7 7.2-9 5 Reactor Protection System IED
1 2.3-1 7 7.2-9 6 Reactor Protection System IED
1 2.3-1 7 7.2-10 39 Reactor Protection System IBD
1 2.3-1 7 7.2-10 40 Reactor Protection System IBD
1 2.3-1 7 7.2-10 41 Reactor Protection System IBD
1 2.3-1 7 7.2-10 42 Reactor Protection System IBD



5.0-40
Tables and Indexes 

STP 3 &
 4

D
epartures R

eport

T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T
T

rture
D

R
ev. 01

15 Jan 2008
1 2.3-1 7 7.2-10 69 Reactor Protection System IBD
1 2.3-1 7 7.3-5 3 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 8 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 11 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 12 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 15 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 16 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 19 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 20 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 23 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 39 Leak Detection and Isolation System IBD
1 2.3-1 7 7.3-5 40 Leak Detection and Isolation System IBD
1 2.3-1 7 7.2-10 47 Reactor Protection System IBD
1 2.3-1 7 7.2-10 48 Reactor Protection System IBD
1 2.3-1 7 7.2-10 49 Reactor Protection System IBD
1 2.3-1 7 7.2-10 50 Reactor Protection System IBD
1 2.3-1 7 7.2-10 51 Reactor Protection System IBD
1 2.3-1 7 7.2-10 52 Reactor Protection System IBD
1 2.3-1 7 7.2-10 53 Reactor Protection System IBD
1 2.3-1 7 7.2-10 54 Reactor Protection System IBD
1 2.3-1 7 7.2-10 71 Reactor Protection System IBD
1 2.4-1 5 5.4-10 2 Residual Heat Removal System P&ID
1 2.4-1 5 5.4-10 3 Residual Heat Removal System P&ID
1 2.4-1 5 5.4-11 2 Residual Heat Removal System PFD
1 2.4-1 5 5.4-11 1 Residual Heat Removal System PFD
1 2.4-1 7 7.3-4 12 Residual Heat Removal System IBD
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1 2.4-1 7 7.3-4 19 Residual Heat Removal System IBD
1 2.4-1 9 9.1-1 2 Site Grounding Plan
1 2.4-1 9 9.1-2 1 Fuel Pool Cooling and Cleanup System PFD
1 2.4-1 9 9.1-2 2 Fuel Pool Cooling and Cleanup System PFD
1 2.4-3 5 5.4-8 1 Reactor Core Isolation Cooling System P&ID
1 2.4-3 5 5.4-8 3 Reactor Core Isolation Cooling System P&ID
1 2.4-3 5 5.4-9 1 Reactor Core Isolation Cooling System PFD
1 2.4-3 5 5.4-9 2 Reactor Core Isolation Cooling System PFD
1 2.4-3 5 5.4-8 2 Reactor Core Isolation Cooling System P&ID
1 2.4-3 7 7.3-3 1 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 2 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 3 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 4 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 5 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 6 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 7 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 10 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 11 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 12 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 13 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 14 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 15 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 16 Reactor Core Isolation Cooling System IBD
1 2.4-3 7 7.3-3 17 Reactor Core Isolation Cooling System IBD
1 2.4-3 6 6.2-38 1 Group Classification and Containment Isolation Diagram
1 2.4-3 6 6.2-38 2 Group Classification and Containment Isolation Diagram
1 2.14-1 5 5.2-8 1 Leak Detection and Isolation System IED (shts. 1-10)
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1 2.14-1 5 5.2-8 3 Leak Detection and Isolation System IED (shts. 1-10)
1 2.14-1 5 5.4-10 4 Residual Heat Removal System P&ID
1 2.14-1 5 5.4-10 6 Residual Heat Removal System P&ID
1 2.14-1 5 5.4-10 1 Residual Heat Removal System P&ID
1 2.14-1 6 6.2-38 1 Group Classification and Containment Isolation Diagram
1 2.14-1 6 6.2-38 2 Group Classification and Containment Isolation Diagram
1 2.14-1 7 7.4-3 3 Remote Shutdown System IBD
1 2.14-1 7 7.3-4 1 Residual Heat Removal System IBD
1 2.14-1 7 7.3-4 3 Residual Heat Removal System IBD
1 2.14-1 7 7.3-4 20 Residual Heat Removal System IBD
1 2.14-1 7 7.3-5 46 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 47 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 74 Leak Detection and Isolation System IBD
1 2.14-1 7 7.4-2 Remote Shutdown System IED
1 2.14-1 7 7.3-5 1 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 2 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 45 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 51 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 52 Leak Detection and Isolation System IBD
1 2.14-1 7 7.3-5 53 Leak Detection and Isolation System IBD
1 2.14-1 9 9.4-3 2 Secondary Containment HVAC System
1 3.4-1 7 7.7-9 11 Feedwater Control System IBD
1 3.4-1 7 7.7-9 12 Feedwater Control System IBD
1 3.4-1 7 7.6-2 14 Neutron Monitoring System IBD
1 3.4-1 7 7.7-5 1 Recirculation Flow Control System IED
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1 3.4-1 7 7.7-5 2 Recirculation Flow Control System IED
1 3.4-1 7 7.3-5 1 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 2 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 45 Leak Detection and Isolation System IBD
1 3.4-1 7 7.2-10 1 Reactor Protection System IBD
1 3.4-1 7 7.2-10 11 Reactor Protection System IBD
1 3.4-1 7 7.2-10 12 Reactor Protection System IBD
1 3.4-1 7 7.2-10 13 Reactor Protection System IBD
1 3.4-1 7 7.2-10 14 Reactor Protection System IBD
1 3.4-1 7 7.2-9 1 Reactor Protection System IED
1 3.4-1 7 7.2-9 2 Reactor Protection System IED
1 3.4-1 7 7.2-9 3 Reactor Protection System IED
1 3.4-1 7 7.2-9 5 Reactor Protection System IED
1 3.4-1 7 7.2-9 6 Reactor Protection System IED
1 3.4-1 7 7.2-10 2 Reactor Protection System IBD
1 3.4-1 7 7.2-10 15 Reactor Protection System IBD
1 3.4-1 7 7.2-10 16 Reactor Protection System IBD
1 3.4-1 7 7.2-10 17 Reactor Protection System IBD
1 3.4-1 7 7.2-10 18 Reactor Protection System IBD
1 3.4-1 7 7.3-2 3 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 4 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 5 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 6 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 7 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 8 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 9 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 10 Nuclear Boiler System IBD
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1 3.4-1 7 7.3-2 36 Nuclear Boiler System IBD
1 3.4-1 7 7.3-2 37 Nuclear Boiler System IBD
1 3.4-1 7 7.3-5 4 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 5 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 6 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 7 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 24 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 41 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 42 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 43 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 48 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 49 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 50 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 54 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 56 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 58 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 59 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 60 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 61 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 76 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 59 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 60 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 61 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 76 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 77 Leak Detection and Isolation System IBD
1 3.4-1 7 7.6-2 25 Neutron Monitoring System IBD
1 3.4-1 7 7.6-2 26 Neutron Monitoring System IBD
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1 3.4-1 7 7.7-4 1 Control Rod Drive System IBD
1 3.4-1 7 7.7-8 1 Feedwater Control System IED
1 3.4-1 7 7.7-8 3 Feedwater Control System IED
1 3.4-1 7 7.7-9 1 Feedwater Control System IBD
1 3.4-1 7 7.7-9 2 Feedwater Control System IBD
1 3.4-1 7 7.7-9 3 Feedwater Control System IBD
1 3.4-1 7 7.7-9 7 Feedwater Control System IBD
1 3.4-1 7 7.7-9 8 Feedwater Control System IBD
1 3.4-1 7 7.7-9 9 Feedwater Control System IBD
1 3.4-1 7 7.7-9 10 Feedwater Control System IBD
1 3.4-1 7 7.7-9 13 Feedwater Control System IBD
1 3.4-1 7 7.7-9 14 Feedwater Control System IBD
1 3.4-1 7 7.6-1 3 Neutron Monitoring System IED
1 3.4-1 7 7.6-1 1 Neutron Monitoring System IED
1 3.4-1 7 7.3-2 2 Nuclear Boiler System IBD
1 3.4-1 7 7.3-5 44 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 51 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 52 Leak Detection and Isolation System IBD
1 3.4-1 7 7.3-5 53 Leak Detection and Isolation System IBD
1 3.4-1 7 7.6-2 1 Neutron Monitoring System IBD
1 3.4-1 7 7.3-1 14 High Pressure Core Flooder System IBD 
1 3.4-1 7 7.3-1 15 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-2 1 Nuclear Boiler System IBD
1 3.4-1 7 7.3-5 72 Leak Detection and Isolation System IBD
1 3.4-1 7 7.6-1 2 Neutron Monitoring System IED
1 3.4-1 7 7.6-1 4 Neutron Monitoring System IED
1 3.4-1 7 7.6-2 14 Neutron Monitoring System IBD
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1 3.4-1 7 7.3-1 7 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 2 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 8 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 9 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 10 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 11 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 13 High Pressure Core Flooder System IBD
1 3.4-1 7 7.3-1 17 High Pressure Core Flooder System IBD
1.1-2 8 8A-1 Site Grounding Plan
1.2-2 1 1.2-24 Turbine Building, General Arrangement at Elevation 5300 mm
1.2-2 1 1.2-25 Turbine Building, General Arrangement at Elevation 12300 mm
1.2-2 1 1.2-26 Turbine Building, General Arrangement at Elevation 20300 mm
1.2-2 1 1.2-27 Turbine Building, General Arrangement at Elevation 30300 mm
1.2-2 1 1.2-28 Turbine Building, General Arrangement, Longitudinal Section A-A
1.2-2 1 1.2-29 Turbine Building, General Arrangement, Section B-B
1.2-2 1 1.2-30 Turbine Building, General Arrangement, Section C-C
1.2-2 1 1.2-31 Turbine Building, General Arrangement, Section D-D
1.2-2 9 9A.4-17 Turbine Building Fire Protection, Section A-A
1.2-2 9 9A.4-18 Turbine Building Fire Protection at Elevation 5300 mm
1.2-2 9 9A.4-19 Turbine Building Fire Protection at Elevation 12300 mm
1.2-2 9 9A.4-20 Turbine Building Fire Protection at Elevation 20300 mm
1.2-2 9 9A.4-21 Turbine Building Fire Protection at Elevation 30300 mm
1.2-2 12 12.3-49 Turbine Building, Radiation Zone at Elevation 5300 mm
1.2-2 12 12.3-50 Turbine Building, Radiation Zone at Elevation 12300 mm
1.2-2 12 12.3-51 Turbine Building, Radiation Zone at Elevation 20300 mm
1.2-2 12 12.3-52 Turbine Building, Radiation Zone at Elevation 30300 mm
1.2-2 12 12.3-53 Turbine Building, Radiation Zone at Normal Operation Longitudinal Secti
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1.2-2 12 12.3-69 Turbine Building, Area Radiation Monitors at Elevation 5300 mm
1.2-2 12 12.3-70 Turbine Building, Area Radiation Monitors at Elevation 12300 mm
1.2-2 12 12.3-71 Turbine Building, Area Radiation Monitors at Elevation 20300 mm
1.2-2 12 12.3-72 Turbine Building, Area Radiation Monitors at Elevation 30300 mm
1.2-2 12 12.3-73 Turbine Building, Area Radiation Monitors, Longitudinal Section A-A
2.1-1 5 5.1-3 9 Nuclear Boiler System P&ID
3.8-1 1 1.2-23a Radwaste Building at Elevation -1700 rnm
3.8-1 1 1.2-23b Radwaste Building at Elevation 5300 rnm
3.8-1 1 1.2-23c Radwaste Building at Elevation 12300 mm
3.8-1 1 1.2-23d Radwaste Building at Elevation 18300 mm
3.8-1 1 1.2-23e Radwaste Building, Section A-A & B-B
3.8-1 9 9A.4-28 Radwaste Building Fire Protection, RWB Sections
3.8-1 9 9A.4-29 Radwaste Building Fire Protection at Elevation -1700 mm
3.8-1 9 9A.4-30 Radwaste Building Fire Protection at Elevation 5300 mm
3.8-1 9 9A.4-31 Radwaste Building Fire Protection at Elevation 12300 mm
3.8-1 9 9A.4-32 Radwaste Building Fire Protection at Elevation 18300 mm
3.8-1 12 12.3-37 Radwaste Building, Radiation Zone Map, Normal Operation at Elevation
3.8-1 12 12.3-38 Radwaste Building, Radiation Zone Map, Normal Operation at Elevation
3.8-1 12 12.3-39 Radwaste Building, Radiation Zone Map, Normal Operation at Elevation
3.8-1 12 12.3-40 Radwaste Building, Radiation Zone Map, Normal Operation at Elevation
3.8-1 12 12.3-41 Radwaste Building, Radiation Zone Map, Normal Operation, Section A-A
3.8-1 12 12.3-66 Radwaste Building, Area Radiation Monitors at Elevation 4800 mm
3.8-1 12 12.3-67 Radwaste Building, Area Radiation Monitors at Elevation 12300 mm
5.4-1 7 7.7-9 11 Feedwater Control System IBD
5.4-1 7 7.7-9 12 Feedwater Control System IBD
5B-1 5 5.4-11 1 Residual Heat Removal System PFD
6.2-1 6 6.2-39 1 Atmospheric Control System P&ID
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7.1-3 7 7.6-1 3 Neutron Monitoring System IED
7.2-1 7 7.2-10 19 Reactor Protection System IBD
7.2-1 7 7.2-10 20 Reactor Protection System IBD
7.2-1 7 7.2-10 21 Reactor Protection System IBD
7.2-1 7 7.2-10 22 Reactor Protection System IBD
7.2-1 7 7.2-10 67 Reactor Protection System IBD
7.2-1 7 7.6-2 3 Neutron Monitoring System IBD
7.2-1 7 7.6-2 3a Neutron Monitoring System IBD
7.2-1 7 7.6-2 6 Neutron Monitoring System IBD
7.2-1 7 7.6-2 9 Neutron Monitoring System IBD
7.2-1 7 7.6-2 9a Neutron Monitoring System IBD
7.2-1 7 7.6-2 9b Neutron Monitoring System IBD
7.2-1 7 7.2-10 1 Reactor Protection System IBD
7.2-1 7 7.2-10 11 Reactor Protection System IBD
7.2-1 7 7.2-10 12 Reactor Protection System IBD
7.2-1 7 7.2-10 13 Reactor Protection System IBD
7.2-1 7 7.2-10 14 Reactor Protection System IBD
7.2-1 7 7.2-9 1 Reactor Protection System IED
7.2-1 7 7.2-9 2 Reactor Protection System IED
7.2-1 7 7.2-9 3 Reactor Protection System IED
7.2-1 7 7.2-9 5 Reactor Protection System IED
7.2-1 7 7.2-9 6 Reactor Protection System IED
7.2-1 7 7.2-10 47 Reactor Protection System IBD
7.2-1 7 7.2-10 48 Reactor Protection System IBD
7.2-1 7 7.2-10 49 Reactor Protection System IBD
7.2-1 7 7.2-10 50 Reactor Protection System IBD
7.2-1 7 7.2-10 51 Reactor Protection System IBD
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7.2-1 7 7.2-10 52 Reactor Protection System IBD
7.2-1 7 7.2-10 53 Reactor Protection System IBD
7.2-1 7 7.2-10 54 Reactor Protection System IBD
7.2-1 7 7.2-10 71 Reactor Protection System IBD
7.2-1 7 7.6-1 3 Neutron Monitoring System IED
7.2-1 7 7.6-1 1 Neutron Monitoring System IED
7.3-1 7 7.3-1 6 Neutron Monitoring System IED
7.3-1 7 7.3-1 7 Neutron Monitoring System IED

7.3-10 7 7.3-1 5 Neutron Monitoring System IED
7.3-10 7 7.3-1 15 Neutron Monitoring System IED
7.3-10 7 7.3-1 2 Neutron Monitoring System IED
7.3-10 7 7.3-1 8 Neutron Monitoring System IED
7.3-10 7 7.3-1 9 Neutron Monitoring System IED
7.3-10 7 7.3-1 10 Neutron Monitoring System IED
7.3-10 7 7.3-1 11 Neutron Monitoring System IED
7.3-10 7 7.3-1 13 Neutron Monitoring System IED
7.3-10 7 7.3-1 17 Neutron Monitoring System IED
7.3-11 5 5.1-3 3 Nuclear Boiler System P&ID
7.3-11 5 5.1-3 4 Nuclear Boiler System P&ID
7.3-11 5 5.2-8 8 Leak Detection and Isolation System IED
7.3-11 5 5.2-8 10 Leak Detection and Isolation System IED
7.3-11 5 5.4-10 5 Residual Heat Removal System P&ID
7.3-11 5 5.4-10 7 Residual Heat Removal System P&ID
7.3-11 5 5.4-12 1 Reactor Water Cleanup System P&ID
7.3-11 5 5.4-10 1 Residual Heat Removal System P&ID
7.3-11 5 5.4-8 2 Reactor Core Isolation Cooling System P&ID
7.3-11 6 6.3-7 1 High Pressure Core Flooder System P&ID
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7.3-11 7 7.3-5 75 Leak Detection and Isolation System IBD
7.3-13 7 7.3-4 6 Residual Heat Removal System IBD
7.3-13 7 7.3-4 10 Residual Heat Removal System IBD
7.3-13 7 7.3-4 11 Residual Heat Removal System IBD
7.3-13 7 7.3-4 12 Residual Heat Removal System IBD
7.3-13 7 7.3-4 19 Residual Heat Removal System IBD
7.3-3 7 7.3-4 4 Residual Heat Removal System IBD
7.3-4 7 7.3-2 18 Reactor Protection System IBD
7.3-4 7 7.3-2 2 Reactor Protection System IBD
7.6-1 7 7.6-2 27 Neutron Monitoring System IBD
7.6-3 7 7.6-11 1 Suppression Pool Temperature Monitoring System IED
7.6-3 7 7.6-11 3 Suppression Pool Temperature Monitoring System IED
7.6-3 7 7.6-12 1 Suppression Pool Temperature Monitoring System IBD
7.6-3 7 7.6-12 2 Suppression Pool Temperature Monitoring System IBD
7.6-3 7 7.6-12 3 Suppression Pool Temperature Monitoring System IBD
7.6-3 7 7.6-12 4 Suppression Pool Temperature Monitoring System IBD
7.6-3 7 7.6-12 5 Suppression Pool Temperature Monitoring System IBD
7.7-4 7 7.7-7 1 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 2 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 3 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 5 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 6 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 7 Recirculation Flow Control System IBD
7.7-4 7 7.7-7 8 Recirculation Flow Control System IBD
7.7-7 7 7.7-2 1 Rod Control and Information System IED
7.7-7 7 7.7-2 2 Rod Control and Information System IED
7.7-7 7 7.7-2 3 Rod Control and Information System IED
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7.7-7 7 7.7-2 4 Rod Control and Information System IED
7.7-7 7 7.7-2 5 Rod Control and Information System IED
7.7-7 7 7.7-3 1 Rod Control and Information System IBD
7.7-7 7 7.7-3 2 Rod Control and Information System IBD
7.7-7 7 7.7-3 3 Rod Control and Information System IBD
7.7-7 7 7.7-3 4 Rod Control and Information System IBD
7.7-7 7 7.7-3 5 Rod Control and Information System IBD
7.7-7 7 7.7-3 6 Rod Control and Information System IBD
7.7-7 7 7.7-3 7 Rod Control and Information System IBD
7.7-7 7 7.7-3 8 Rod Control and Information System IBD
7.7-7 7 7.7-3 9 Rod Control and Information System IBD
7.7-7 7 7.7-3 10 Rod Control and Information System IBD
7.7-7 7 7.7-3 11 Rod Control and Information System IBD
7.7-7 7 7.7-3 12 Rod Control and Information System IBD
7.7-7 7 7.7-3 13 Rod Control and Information System IBD
7.7-7 7 7.7-3 14 Rod Control and Information System IBD
7.7-7 7 7.7-3 15 Rod Control and Information System IBD
7.7-7 7 7.7-3 16 Rod Control and Information System IBD
7.7-7 7 7.7-3 17 Rod Control and Information System IBD
7.7-7 7 7.7-3 17a Rod Control and Information System IBD
7.7-7 7 7.7-3 18 Rod Control and Information System IBD
7.7-7 7 7.7-3 18a Rod Control and Information System IBD
7.7-7 7 7.7-3 19 Rod Control and Information System IBD
7.7-7 7 7.7-3 20 Rod Control and Information System IBD
7.7-7 7 7.7-3 21 Rod Control and Information System IBD
7.7-7 7 7.7-3 22 Rod Control and Information System IBD
7.7-7 7 7.7-3 23 Rod Control and Information System IBD
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7.7-7 7 7.7-3 24 Rod Control and Information System IBD
7.7-7 7 7.7-3 25 Rod Control and Information System IBD
7.7-7 7 7.7-3 26 Rod Control and Information System IBD
7.7-7 7 7.7-3 27 Rod Control and Information System IBD
7.7-7 7 7.7-3 28 Rod Control and Information System IBD
7.7-7 7 7.7-3 29 Rod Control and Information System IBD
7.7-7 7 7.7-3 30 Rod Control and Information System IBD
7.7-7 7 7.7-3 31 Rod Control and Information System IBD
7.7-7 7 7.7-3 31a Rod Control and Information System IBD
7.7-7 7 7.7-3 32 Rod Control and Information System IBD
7.7-7 7 7.7-3 33 Rod Control and Information System IBD
7.7-7 7 7.7-3 34 Rod Control and Information System IBD
7.7-7 7 7.7-3 35 Rod Control and Information System IBD
7.7-7 7 7.7-3 36 Rod Control and Information System IBD
7.7-7 7 7.7-3 37 Rod Control and Information System IBD
7.7-7 7 7.7-3 38 Rod Control and Information System IBD
7.7-7 7 7.7-3 39 Rod Control and Information System IBD
7.7-7 7 7.7-3 40 Rod Control and Information System IBD
7.7-7 7 7.7-3 41 Rod Control and Information System IBD
7.7-7 7 7.7-3 42 Rod Control and Information System IBD
7.7-7 7 7.7-3 43 Rod Control and Information System IBD
7.7-7 7 7.7-3 43a Rod Control and Information System IBD
7.7-7 7 7.7-3 44 Rod Control and Information System IBD
7.7-7 7 7.7-3 45 Rod Control and Information System IBD
7.7-7 7 7.7-3 46 Rod Control and Information System IBD
7.7-7 7 7.7-3 47 Rod Control and Information System IBD
7.7-7 7 7.7-3 47a Rod Control and Information System IBD
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7.7-7 7 7.7-3 48 Rod Control and Information System IBD
7.7-7 7 7.7-3 49 Rod Control and Information System IBD
7.7-7 7 7.7-3 50 Rod Control and Information System IBD
7.7-7 7 7.7-3 51 Rod Control and Information System IBD
7.7-7 7 7.7-3 52 Rod Control and Information System IBD
7.7-7 7 7.7-3 53 Rod Control and Information System IBD
7.7-7 7 7.7-3 54 Rod Control and Information System IBD
7.7-7 7 7.7-3 55 Rod Control and Information System IBD
7.7-7 7 7.7-3 56 Rod Control and Information System IBD
7.7-7 7 7.7-3 57 Rod Control and Information System IBD
7.7-7 7 7.7-3 58 Rod Control and Information System IBD
7.7-7 7 7.7-3 59 Rod Control and Information System IBD
7.7-7 7 7.7-3 60 Rod Control and Information System IBD
7.7-7 7 7.7-3 61 Rod Control and Information System IBD
7.7-7 7 7.7-3 62 Rod Control and Information System IBD
7.7-7 7 7.7-3 63 Rod Control and Information System IBD
7.7-7 7 7.7-3 64 Rod Control and Information System IBD
7.7-7 7 7.7-3 65 Rod Control and Information System IBD
7.7-7 7 7.7-3 66 Rod Control and Information System IBD
7.7-7 7 7.7-3 67 Rod Control and Information System IBD
7.7-7 7 7.7-3 68 Rod Control and Information System IBD
7.7-7 7 7.7-3 69 Rod Control and Information System IBD
7.7-7 7 7.7-3 70 Rod Control and Information System IBD
7.7-7 7 7.7-3 71 Rod Control and Information System IBD
7.7-7 7 7.7-3 72 Rod Control and Information System IBD
7.7-7 7 7.7-3 73 Rod Control and Information System IBD
7.7-7 7 7.7-3 74 Rod Control and Information System IBD
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7.7-7 7 7.7-3 75 Rod Control and Information System IBD
7.7-7 7 7.7-3 76 Rod Control and Information System IBD
7.7-7 7 7.7-3 77 Rod Control and Information System IBD
7.7-7 7 7.7-3 78 Rod Control and Information System IBD
7.7-7 7 7.7-3 79 Rod Control and Information System IBD
7.7-7 7 7.7-3 80 Rod Control and Information System IBD
7.7-7 7 7.7-3 81 Rod Control and Information System IBD
7.7-7 7 7.7-3 82 Rod Control and Information System IBD
7.7-7 7 7.7-3 83 Rod Control and Information System IBD
7.7-7 7 7.7-3 84 Rod Control and Information System IBD
7.7-7 7 7.7-3 85 Rod Control and Information System IBD
7.7-7 7 7.7-3 86 Rod Control and Information System IBD
7.7-7 7 7.7-3 87 Rod Control and Information System IBD
7.7-7 7 7.7-3 88 Rod Control and Information System IBD
7.7-7 7 7.7-3 89 Rod Control and Information System IBD
7.7-7 7 7.7-3 90 Rod Control and Information System IBD
7.7-7 7 7.7-3 91 Rod Control and Information System IBD
7.7-7 7 7.7-3 92 Rod Control and Information System IBD
7.7-7 7 7.7-3 93 Rod Control and Information System IBD
7.7-7 7 7.7-3 94 Rod Control and Information System IBD
7.7-7 7 7.7-3 95 Rod Control and Information System IBD
7.7-7 7 7.7-3 96 Rod Control and Information System IBD
7.7-7 7 7.7-3 97 Rod Control and Information System IBD
7.7-7 7 7.7-3 98 Rod Control and Information System IBD
7.7-7 7 7.7-3 99 Rod Control and Information System IBD
7.7-7 7 7.7-3 100 Rod Control and Information System IBD
7.7-7 7 7.7-3 101 Rod Control and Information System IBD
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7.7-7 7 7.7-3 102 Rod Control and Information System IBD
7.7-7 7 7.7-3 103 Rod Control and Information System IBD
7.7-7 7 7.7-3 104 Rod Control and Information System IBD
7.7-7 7 7.7-3 105 Rod Control and Information System IBD
7.7-7 7 7.7-3 106 Rod Control and Information System IBD
7.7-7 7 7.7-3 107 Rod Control and Information System IBD
7.7-7 7 7.7-3 108 Rod Control and Information System IBD
7.7-7 7 7.7-3 109 Rod Control and Information System IBD
7.7-7 7 7.7-3 110 Rod Control and Information System IBD
7.7-7 7 7.7-3 111 Rod Control and Information System IBD
7.7-7 7 7.7-3 112 Rod Control and Information System IBD
7.7-7 7 7.7-3 113 Rod Control and Information System IBD
7.7-7 7 7.7-3 114 Rod Control and Information System IBD

7.7-20 7 7.7-5 1 Recirculation Flow Control System IED
7.7-20 7 7.7-5 2 Recirculation Flow Control System IED
7.7-21 7 7.7-8 2 Feedwater Control System IED
7.7-24 7 7.7-12 1 Steam Bypass & Pressure Control System IED
7.7-24 7 7.7-12 2 Steam Bypass & Pressure Control System IED
7.7-24 7 7.7-13 2 Steam Bypass & Pressure Control System IBD
7.7-24 7 7.7-13 3 Steam Bypass & Pressure Control System IBD
7.7-24 7 7.7-13 4 Steam Bypass & Pressure Control System IBD
7.7-24 7 7.7-13 5 Steam Bypass & Pressure Control System IBD
7.7-25 7 7.7-14 2 Fuel Pool Cooling and Cleanup System IBD
7.7-25 7 7.7-14 3 Fuel Pool Cooling and Cleanup System IBD
7.7-25 7 7.7-14 6 Fuel Pool Cooling and Cleanup System IBD
7.7-25 7 7.7-14 7 Fuel Pool Cooling and Cleanup System IBD
7.7-25 7 7.7-14 8 Fuel Pool Cooling and Cleanup System IBD
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8.2-1 8 8.2-1 1 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 2 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 3 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 4 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 5 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 6 Power Distribution System Routing Diagram
8.2-1 8 8.2-1 7 Power Distribution System Routing Diagram
8.3-1 7 7.4-3 3 Remote Shutdown System IED
8.3-1 7 7.4-2 Remote Shutdown System IED
8.3-3 8 8.3-1 1 Electrical Power Distribution System SLD
8.3-3 8 8.3-1 2 Electrical Power Distribution System SLD
8.3-3 8 8.3-1 3 Electrical Power Distribution System SLD
8.3-3 8 8.3-1 4 Electrical Power Distribution System SLD
8.3-3 8 8.3-2 Instrument & Control Power Supply System SLD
9.1-1 9 9.1-12 Plant Refueling & Servicing Sequence
9.2-5 1 1.2-32 General Arrangement, Reactor Service Water Pump House
9.2-5 1 1.2-33 General Arrangement, Reactor Service Water Pump House
9.2-5 1 1.2-34 General Arrangement, Reactor Service Water Pump House
9.2-5 1 1.2-35 General Arrangement, Reactor Service Water Pump House and UHS Ba
9.2-5 1 1.2-36 General Arrangement, Reactor Service Water Pump House and UHS Ba
9.2-5 1 1.2-37 Site Plan
9.2-5 9 9.2-7 1 Reactor Service Water System P&ID
9.2-5 9 9.2-7 2 Reactor Service Water System P&ID
9.2-5 9 9.2-7 3 Reactor Service Water System P&ID
9.2-7 9 9.2-2 HVAC Normal Cooling Water System P&ID
9.3-2 6 6.2-38 1 Group Classification and Containment Isolation Diagram
9.3-2 6 6.2-38 2 Group Classification and Containment Isolation Diagram
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9.4-1 9 9.4-1 2 Control Building HVAC Flow Diagram
9.4-2 9 9.4-1 3 Control Building HVAC Flow Diagram
9.4-2 9 9.4-1 4 Control Building HVAC Flow Diagram
9.4-2 9 9.4-1 5 Control Building HVAC Flow Diagram
9.4-2 9 9.4-1 1 Control Building HVAC Flow Diagram
9.4-2 9 9.4-1 2 Control Building HVAC Flow Diagram
9.4-4 9 9.4-2a Turbine Building Ventilation System Air Flow Diagram
9.4-4 9 9.4-2b 2 Turbine Building Ventilation System Control Diagram
9.4-5 9 9.4-10 1 Radwaste Building HVAC P&ID
9.4-5 9 9.4-10 2 Radwaste Building HVAC P&ID
9.4-5 9 9.4-10 3 Radwaste Building HVAC P&ID
9.5-6 9 9.5-6 Standby Diesel Generator Fuel Oil and Combustion Air Intake & Exhaus

10.1-3 10 10.1-2 Reference Heat Balance for Guaranteed Reactor Rating
10.1-4 10 10.1-3 Reference Heat Balance for Valves-Wide-Open (VWO)
11.2-1 11 11.2-1 1 Radwaste System PFD
11.2-1 11 11.2-1 2 Radwaste System PFD
11.2-1 11 11.2-2 1 Radwaste System P&ID
11.2-1 11 11.2-2 2 Radwaste System P&ID
11.2-1 11 11.2-2 3 Radwaste System P&ID
11.2-1 11 11.2-2 4 Radwaste System P&ID
11.2-1 11 11.2-2 4a Radwaste System P&ID
11.2-1 11 11.2-2 5 Radwaste System P&ID
11.2-1 11 11.2-2 6 Radwaste System P&ID
11.2-1 11 11.2-2 7 Radwaste System P&ID
11.2-1 11 11.2-2 9a Radwaste System P&ID
11.2-1 11 11.2-2 10a Radwaste System P&ID
11.2-1 11 11.2-2 11a Radwaste System P&ID
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11.2-1 11 11.2-2 11b Radwaste System P&ID
11.2-1 11 11.2-2 12 Radwaste System P&ID
11.2-1 11 11.2-2 13 Radwaste System P&ID
11.2-1 11 11.2-2 14 Radwaste System P&ID
11.2-1 11 11.2-2 14a Radwaste System P&ID
11.2-1 11 11.2-2 15 Radwaste System P&ID
11.2-1 11 11.2-2 15a Radwaste System P&ID
11.2-1 11 11.2-2 16 Radwaste System P&ID
11.2-1 11 11.2-2 17 Radwaste System P&ID
11.5-1 7 7.6-5 1 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 2 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 3 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 4 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 5 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 6 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 7 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 8 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 9 Process Radiation Monitoring System IED
11.5-1 7 7.6-5 10 Process Radiation Monitoring System IED
12.3-4 12 12.3-56 Reactor Building, Area Radiation Monitors at Elevation -8200 mm
12.3-4 12 12.3-57 Reactor Building, Area Radiation Monitors at Elevation -1700 mm
12.3-4 12 12.3-58 Reactor Building, Area Radiation Monitors at Elevation 4800/8500 mm
12.3-4 12 12.3-60 Reactor Building, Area Radiation Monitors at Elevation 23500 mm
12.3-4 12 12.3-62 Reactor Building, Area Radiation Monitors at Elevation 31700/38200 mm
Admin 5 5.4-14 2 Reactor Water Cleanup System IBD
Admin 5 5.4-14 3 Reactor Water Cleanup System IBD
Admin 5 5.4-14 7 Reactor Water Cleanup System IBD
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Admin 5 5.4-14 8 Reactor Water Cleanup System IBD
Admin 5 5.4-14 11 Reactor Water Cleanup System IBD
Admin 5 5.4-14 1 Reactor Water Cleanup System IBD
Admin 7 7.3-5 35 Leak Detection and Isolation System IBD
Admin 7 7.3-5 36 Leak Detection and Isolation System IBD
Admin 7 7.3-5 37 Leak Detection and Isolation System IBD
Admin 7 7.3-5 38 Leak Detection and Isolation System IBD
Admin 7 7.3-5 44 Leak Detection and Isolation System IBD
Admin 7 7.4-2 Remote Shutdown System IED
Admin 9 9.2-4 HVAC Normal Cooling Water System P&ID
Admin 12 12.3-1 Reactor Building Radiation Zone Map for Full Power & Shutdown Opera
Admin 12 12.3-3 Reactor Building Radiation Zone Map for Full Power & Shutdown Opera
Admin 12 12.3-6 Reactor Building Radiation Zone Map for Full Power & Shutdown Opera
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1 1.2-23a  Radwaste Building at Elevation -1700 rnm STD
1 1.2-23b  Radwaste Building at Elevation 5300 rnm STD
1 1.2-23c  Radwaste Building at Elevation 12300 mm STD
1 1.2-23d  Radwaste Building at Elevation 18300 mm STD
1 1.2-23e  Radwaste Building, Section A-A & B-B STD
1 1.2-24  Turbine Building, General Arrangement at Elevation 5300 mm STP
1 1.2-25  Turbine Building, General Arrangement at Elevation 12300 mm STP
1 1.2-26  Turbine Building, General Arrangement at Elevation 20300 mm STP
1 1.2-27  Turbine Building, General Arrangement at Elevation 30300 mm STP
1 1.2-28  Turbine Building, General Arrangement, Longitudinal Section A-A STP
1 1.2-29  Turbine Building, General Arrangement, Section B-B STP
1 1.2-30  Turbine Building, General Arrangement, Section C-C STP
1 1.2-31  Turbine Building, General Arrangement, Section D-D STP
1 1.2-32  General Arrangement, Reactor Service Water Pump House STP
1 1.2-33  General Arrangement, Reactor Service Water Pump House STP
1 1.2-34  General Arrangement, Reactor Service Water Pump House STP
1 1.2-35  General Arrangement, Reactor Service Water Pump House and UHS Basin STP
1 1.2-36  General Arrangement, Reactor Service Water Pump House and UHS Basin STP
1 1.2-37  Site Plan STP
5 5.1-3 3 Nuclear Boiler System P&ID 7.3
5 5.1-3 4 Nuclear Boiler System P&ID 7.3
5 5.1-3 9 Nuclear Boiler System P&ID 2.1
5 5.2-8 1 Leak Detection and Isolation System IED T1 
5 5.2-8 3 Leak Detection and Isolation System IED T1 
5 5.2-8 8 Leak Detection and Isolation System IED 7.3
5 5.2-8 10 Leak Detection and Isolation System IED 7.3
5 5.4-8 1 Reactor Core Isolation Cooling System P&ID T1 
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5 5.4-8 2 Reactor Core Isolation Cooling System P&ID T1 
5 5.4-8 3 Reactor Core Isolation Cooling System P&ID T1 
5 5.4-9 1 Reactor Core Isolation Cooling System PFD T1 
5 5.4-9 2 Reactor Core Isolation Cooling System PFD T1 
5 5.4-10 1 Residual Heat Removal System P&ID T1 
5 5.4-10 2 Residual Heat Removal System P&ID T1 
5 5.4-10 3 Residual Heat Removal System P&ID T1 
5 5.4-10 4 Residual Heat Removal System P&ID T1 
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7 7.7-3 114 Rod Control and Information System IBD 7.7
7 7.7-4 1 Control Rod Drive System IBD T1 
7 7.7-5 1 Recirculation Flow Control System IED 7.7
7 7.7-5 2 Recirculation Flow Control System IED 7.7
7 7.7-7 1 Recirculation Flow Control System IBD 7.7
7 7.7-7 2 Recirculation Flow Control System IBD 7.7
7 7.7-7 3 Recirculation Flow Control System IBD 7.7
7 7.7-7 5 Recirculation Flow Control System IBD 7.7
7 7.7-7 6 Recirculation Flow Control System IBD 7.7
7 7.7-7 7 Recirculation Flow Control System IBD 7.7
7 7.7-7 8 Recirculation Flow Control System IBD 7.7
7 7.7-8 1 Feedwater Control System IED T1 
7 7.7-8 2 Feedwater Control System IED 7.7
7 7.7-8 3 Feedwater Control System IED T1 
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7 7.7-9 1 Feedwater Control System IBD T1 
7 7.7-9 2 Feedwater Control System IBD T1 
7 7.7-9 3 Feedwater Control System IBD T1 
7 7.7-9 7 Feedwater Control System IBD T1 
7 7.7-9 8 Feedwater Control System IBD T1 
7 7.7-9 9 Feedwater Control System IBD T1 
7 7.7-9 10 Feedwater Control System IBD T1 
7 7.7-9 11 Feedwater Control System IBD 5.4
7 7.7-9 12 Feedwater Control System IBD 5.4
7 7.7-9 13 Feedwater Control System IBD T1 
7 7.7-9 14 Feedwater Control System IBD T1 
7 7.7-12 1 Steam Bypass & Pressure Control System IED 7.7
7 7.7-12 2 Steam Bypass & Pressure Control System IED 7.7
7 7.7-13 2 Steam Bypass & Pressure Control System IBD 7.7
7 7.7-13 3 Steam Bypass & Pressure Control System IBD 7.7
7 7.7-13 4 Steam Bypass & Pressure Control System IBD 7.7
7 7.7-13 5 Steam Bypass & Pressure Control System IBD 7.7
7 7.7-14 2 Fuel Pool Cooling and Cleanup System IBD 7.7
7 7.7-14 3 Fuel Pool Cooling and Cleanup System IBD 7.7
7 7.7-14 6 Fuel Pool Cooling and Cleanup System IBD 7.7
7 7.7-14 7 Fuel Pool Cooling and Cleanup System IBD 7.7
7 7.7-14 8 Fuel Pool Cooling and Cleanup System IBD 7.7
8 8.2-1 1 Power Distribution System Routing Diagram 8.2
8 8.2-1 2 Power Distribution System Routing Diagram 8.2
8 8.2-1 3 Power Distribution System Routing Diagram 8.2
8 8.2-1 4 Power Distribution System Routing Diagram 8.2
8 8.2-1 5 Power Distribution System Routing Diagram 8.2
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8 8.2-1 6 Power Distribution System Routing Diagram 8.2
8 8.2-1 7 Power Distribution System Routing Diagram 8.2
8 8.3-1 1 Electrical Power Distribution System SLD 8.3
8 8.3-1 2 Electrical Power Distribution System SLD 8.3
8 8.3-1 3 Electrical Power Distribution System SLD 8.3
8 8.3-1 4 Electrical Power Distribution System SLD 8.3
8 8.3-2  Instrument & Control Power Supply System SLD 8.3
8 8A-1  Site Grounding Plan STP
9 9.1-1 2 Site Grounding Plan T1 
9 9.1-2 1 Fuel Pool Cooling and Cleanup System PFD T1 
9 9.1-2 2 Fuel Pool Cooling and Cleanup System PFD T1 
9 9.1-12  Plant Refueling & Servicing Sequence 9.1
9 9.2-2  HVAC Normal Cooling Water System P&ID 9.2
9 9.2-4 HVAC Normal Cooling Water System P&ID Adm
9 9.2-7 1 Reactor Service Water System P&ID 9.2
9 9.2-7 2 Reactor Service Water System P&ID 9.2
9 9.2-7 3 Reactor Service Water System P&ID 9.2
9 9.4-1 1 Control Building HVAC Flow Diagram 9.4
9 9.4-1 2 Control Building HVAC Flow Diagram 9.4
9 9.4-1 3 Control Building HVAC Flow Diagram 9.4
9 9.4-1 4 Control Building HVAC Flow Diagram 9.4
9 9.4-1 5 Control Building HVAC Flow Diagram 9.4
9 9.4-2a  Turbine Building Ventilation System Air Flow Diagram 9.4
9 9.4-2b 2 Turbine Building Ventilation System Air Flow Diagram 9.4
9 9.4-3 2 Turbine Building Ventilation System Air Flow Diagram T1 
9 9.4-10 1 Radwaste Building HVAC P&ID 9.4
9 9.4-10 2 Radwaste Building HVAC P&ID 9.4
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9 9.4-10 3 Radwaste Building HVAC P&ID 9.4
9 9.5-6  Standby Diesel Generator Fuel Oil and Combustion Air Intake & Exhaust 

Systems
9.5

9 9A.4-17  Turbine Building Fire Protection, Section A-A 1.2
9 9A.4-18  Turbine Building Fire Protection at Elevation 5300 mm 1.2
9 9A.4-19  Turbine Building Fire Protection at Elevation 12300 mm 1.2
9 9A.4-20  Turbine Building Fire Protection at Elevation 20300 mm 1.2
9 9A.4-21  Turbine Building Fire Protection at Elevation 30300 mm 1.2
9 9A.4-28  Radwaste Building Fire Protection, RWB Sections STD
9 9A.4-29  Radwaste Building Fire Protection at Elevation -1700 mm STD
9 9A.4-30  Radwaste Building Fire Protection at Elevation 5300 mm STD
9 9A.4-31  Radwaste Building Fire Protection at Elevation 12300 mm STD
9 9A.4-32  Radwaste Building Fire Protection at Elevation 18300 mm STD
10 10.1-2  Reference Heat Balance for Guaranteed Reactor Rating 10.
10 10.1-3  Reference Heat Balance for Valves-Wide-Open (VWO) 10.
11 11.2-1 1 Radwaste System PFD 11.2
11 11.2-1 2 Radwaste System PFD 11.2
11 11.2-2 1 Radwaste System P&ID 11.2
11 11.2-2 2 Radwaste System P&ID 11.2
11 11.2-2 3 Radwaste System P&ID 11.2
11 11.2-2 4 Radwaste System P&ID 11.2
11 11.2-2 4a Radwaste System P&ID 11.2
11 11.2-2 5 Radwaste System P&ID 11.2
11 11.2-2 6 Radwaste System P&ID 11.2
11 11.2-2 7 Radwaste System P&ID 11.2
11 11.2-2 9a Radwaste System P&ID 11.2
11 11.2-2 10a Radwaste System P&ID 11.2
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11 11.2-2 11a Radwaste System P&ID 11.2
11 11.2-2 11b Radwaste System P&ID 11.2
11 11.2-2 12 Radwaste System P&ID 11.2
11 11.2-2 13 Radwaste System P&ID 11.2
11 11.2-2 14 Radwaste System P&ID 11.2
11 11.2-2 14a Radwaste System P&ID 11.2
11 11.2-2 15 Radwaste System P&ID 11.2
11 11.2-2 15a Radwaste System P&ID 11.2
11 11.2-2 16 Radwaste System P&ID 11.2
11 11.2-2 17 Radwaste System P&ID 11.2
12 12.3-1 Reactor Building Radiation Zone Map for Full Power and Shutdown 

Operation at Elevation - 8200 mm
Adm

12 12.3-3 Reactor Building Radiation Zone Map for Full Power and Shutdown 
Operation at Elevation 4800/8500 mm

Adm

12 12.3-6 Reactor Building Radiation Zone Map for Full Power and Shutdown 
Operation at Elevation 18100 mm

Adm

12 12.3-37  Radwaste Building, Radiation Zone Map, Normal Operation at Elevation -
1500 mm

3.8

12 12.3-38  Radwaste Building, Radiation Zone Map, Normal Operation at Elevation -
4800 mm

3.8

12 12.3-39  Radwaste Building, Radiation Zone Map, Normal Operation at Elevation -
12300 mm

3.8

12 12.3-40  Radwaste Building, Radiation Zone Map, Normal Operation at Elevation -
21000 mm

3.8

12 12.3-41  Radwaste Building, Radiation Zone Map, Normal Operation, Section A-A 3.8
12 12.3-49  Turbine Building, Radiation Zone at Elevation 5300 mm 1.2
12 12.3-50  Turbine Building, Radiation Zone at Elevation 12300 mm 1.2
12 12.3-51  Turbine Building, Radiation Zone at Elevation 20300 mm 1.2
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12 12.3-52  Turbine Building, Radiation Zone at Elevation 30300 mm 1.2
12 12.3-53  Turbine Building, Radiation Zone at Normal Operation Longitudinal Section 

A-A
1.2

12 12.3-56  Reactor Building, Area Radiation Monitors at Elevation -8200 mm 12.
12 12.3-57  Reactor Building, Area Radiation Monitors at Elevation -1700 mm 12.
12 12.3-58  Reactor Building, Area Radiation Monitors at Elevation 4800/8500 mm 12.
12 12.3-60  Reactor Building, Area Radiation Monitors at Elevation 23500 mm 12.
12 12.3-62  Reactor Building, Area Radiation Monitors at Elevation 31700/38200 mm 12.
12 12.3-66  Radwaste Building, Area Radiation Monitors at Elevation 4800 mm 3.8
12 12.3-67  Radwaste Building, Area Radiation Monitors at Elevation 12300 mm 3.8
12 12.3-69  Turbine Building, Area Radiation Monitors at Elevation 5300 mm 1.2
12 12.3-70  Turbine Building, Area Radiation Monitors at Elevation 12300 mm 1.2
12 12.3-71  Turbine Building, Area Radiation Monitors at Elevation 20300 mm 1.2
12 12.3-72  Turbine Building, Area Radiation Monitors at Elevation 30300 mm 1.2
12 12.3-73  Turbine Building, Area Radiation Monitors, Longitudinal Section A-A 1.2
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