with Task Force |

| superseded / withdrawn

Clarify NFPA 805 Chapter 4
and 3 relationship for
‘required’ FP
systems/features

How fire protection systems and features
transition is highly dependent on how they]|
are 'required’ to meet the nuclear safety
criteria of Chapter 4.

Note NRC was using NEI 04-02 Revision 2H figures and
not figures in FAQ 06-0004

NRC to re-review in appropriate context & provide
status on 10/26/06

Received NRC comments 11/29/06. Resubmitted to
NRC and returned with comments.

With NRC |
Submitter Reviewer ADAMS Reference Approval
FAQ # |Rev. Name Summary Actions and Notes Priority Plant Licensee NRC Submittal Date FAQ NRC Comments Technical Closure
Contact Agreement Memo
06-0001 0 |Alternate method for Add in clarification that fire affected train [NRC rejected the statements regarding SER approval
Engineering Evaluations manual actions are ‘allowed’ and therefore|without Exemptions

do not require evaluation. Harris WITHDRAWN WITHDRAWN

Tentatively approved. Nuclear Ertman Rev 0 - 4/25/2006 ML061440419 ML062060303 12/14/06 12/14/06
Plant ML063480169 ML063480169

Superseded by FAQ 06-0012.

(With Submitter for Revision
Will not be included in Rev 2 of NEI 04-02

Concept to be included in FAQ 06-0014

Began ML062060303
TF to resubmit in conjunction w/ B.3 tables M HNP Miskiiwicz Frumkin Rev 0 - 05/12/2006 ML061440430 ML063350442
With writing team - to be sent to task force by 11/21/07)
With Submitter for Revision
Awaiting input from Fire PRA results
Will not be included in Rev 2 of NEI 04-02
06-0005 2 |Guidance on FPP-related NEI 04-02 does not provide guidance FAQ has been revised.
changes what should be considered a FPP-related
change or not. Since failure to obtain Resubmit to NRC 11/30/06 - waiting for NRC response
NRC pre-approval for using risk reductions|as of June 07
from a non-FPP related change would be
contrary to the guidance in RG 1.205, NRC tentatively scheduling comments for July meeting
additional guidance should be provided to
clarify what is considered a FPP-related  [PE to provide revision by 9/30/07 to TF. Submitted rev.
change once NFPA-805 is implemented. |2 on 10/8/07 Rev 0 - 08/24/2006 ML062350095 ML072400021
M HNP Ertman Barrett Rev 1 - 11/30/2006 ML063180544 MLO73060462
NRC comments provided on rev 2 10/18/07 Rev 2 - 10/8/07 ML072820015

FAQ LOG - MARCH MTG 3-27-08.xls

Page 1 of 9




e “ petions and otes

06-0009 . NEI 04-02 Typo Corrections |Editorial changes to NEI 04-02

06-0010 Incorporate Regulatory
Guide 1.205 Baseline
concept into NEI 04-02

FAQ LOG - MARCH MTG 3-27-08.xIs

Based on changes to Regulatory Guide
1.205, NEI 04-02 needs to reflect the
baseline risk

\Will submit with overall revision at end of year
FAQ not necessary

NEI assigned FAQ on 9/20/07.

Concepts to be presented to TF by April 2008
Will not be included in Rev 2 of NEI 04-02

Wil include concept in 06-0014

Priority

| Submitter |

Plai

Contact

ADAMS Reference

Submittal Date -

FAQ

Agreement Memo
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| superseded / withdrawn

with Task Force

With NRC |
Submitter Reviewer ADAMS Reference Approval
FAQ # Rev. N Acti Not Priorit i i
Q ev. ame Summary ctions and Notes riority Plant Licensee NRC Submittal Date FAQ NRC Comments Technical Closure
Contact Agreement Memo
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06-0013 Clarify Chapter 4 \Will be presented at 2007 HNP Pilot meeting.
Methodology Transition
Process Bases on Pilot Plant Duke to submit end of Second Quarter 2007 SUPERSEDED
HNP Ertman
Results FAQ 07-0039
Superseded by FAQ 07-0039
06-0014 Cumulative Risk Regulatory Guide 1.205 requires tracking [With FPRA TF for comment - 12/14/06
of changes to assess cumulative risk. NEI
04-02 does not provide guidance on this |Concepts to be presented to TF by April 2008
Issue ) . . M HNP Miskiewicz
Will not be included in Rev 2 of NEI 04-02 Holder
Will include concepts of FAQ 06-0005 and FAQ 06-0010
06-0015 Guidance on not-red Process for determining if non- Sent to Task Force for review 11/30/06
determination compliances found during the transition
process are 'not red' needs to be \With FPRA TF for review 12/14/06
simplified.
Ken Heffner to provide regulatory input to this FAQ by
12/14/06
Amir Afzali to provide PRA screening criteria for 'not WITHDRAWN
red' determination by 12/14/06 NEI Masterlark 09/21/07
Amir Afzali to discuss with PRA Task Force to increase
focus
Jim Masterlark to provide revision to Task Force.
FAQ WITHDRAWN
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ADAMS Reference
FAQ# |Rev. Summary Actions and Notes Priority Pla Licensee Submittal Date NRC Comments Technical
Contact Agreement Memo
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| superseded / withdrawn

with Task Force

With NRC |
Submitter Reviewer ADAMS Reference Approval
FAQ# |Rev. Name Summar Actions and Notes Priorit i . i
Q Y 4 Plant Licensee NRC Submittal Date FAQ NRC Comments Technical Closure
Contact Agreement Memo
06-0022 2 |ldentify a list of typical 3.3.5.3 - Electric cable construction shall |Presented to Task Force 11/30/06
flame propagation tests comply with a flame propagation test as
\which are considered acceptable to the AHJ. Comments from Task Force to initiator by 12/14/06
acceptable. Submitted to NRC 12/19/06
Preliminary verbal comments provided by NRC.
Additional info on applicability of test requested by
NRC.
Rev 0 - 12/19/2006
MLO070030459 MLO072050222
Received NRC Review (7/19/07). Initiator reviewing - M ANO Holder Moulton Rev 1 - 08/21/2007 ML072340055 ML072740236
submittal to Task force by 7/27/07 Rev 2 - 12/21/2007
Received comments from NRC (9/20/07)
FAQ with Submitter for revision
Tentative submittal to NRC 12/7/07
Revision 2 sent to NRC 12/21/07
06-0023 0 |Grant exception for Diesel |3.3.8 Bulk Storage of Flammable and Presented to Task Force 11/30/06
Generator Day Tanks Combustible Liquids - Bulk storage of
located within Diesel flammable and combustible liquids shall ~ [Submitted to NRC 12/19/06
Generator Buildings. not be permitted inside structures WITHDRAWN WITHDRAWN
containing systems, equipment, or NRC questioned if issue warranted a FAQ since it is part] HNP Holder Igbal Rev 0 - 12/19/2006 ML070030470 5/17/07 10/3/07
components important to nuclear safety. [of plant systems ML071510425 ML072700552
As a minimum, storage and use shall
comply with NFPA 30, Flammable and WITHDRAWN 5/17/07

Define minimum acceptable
pre-plan scope.

3.4 Industrial Fire Brigade - 3.4.2.1 - The
plans shall detail the fire area
configuration and fire hazards to be
encountered in the fire area, along with
any nuclear safety components and fire
protection systems and features that are
present.

Suggest define more clearly what the
minimum acceptable pre-plan scope is.
Consider use of existing guidance.

Presented to Task Force 11/30/06 R1b updated 4/19
Closed July 19, 2007

Staff requested clarification on what was going into NEI
04-02.

Task Force to conduct a clarification call to ensure FAQ
is clear

Discussion held at public meeting (11/29/07). Items of
interest are NRC desires to include RG 1.189 Rev. 1
items for pre-plans and/or justify why current guidance
(based on CLB guidance) is acceptable.

Received NRC comments 12/12/2007

Submitted Rev 4 12/20/07

Additional comments on the scope of Nuclear Safety
Equipment discussed during 12/20/2007 public call

Submitted to NRC on 3/08/08

HNP Holder

Barbadoro

Rev 0 - 12/19/2006

ML070030476
Rev 1b - 05/08/2007

MLO071340194
Rev 2 - 11/16/2007

ML073400147

Rev 3 - 12/7/2007

Rev 4 - 12/20/2007 MLO73510082

ML073550021

Rev 5 - 03/09/2008

ML070300588
ML073510074

TECHNICAL
AGREEMENT
7/19/07
MLO72080246
(withdrawn)
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| superseded / withdrawn

with Task Force

With NRC

FAQ #

Rev.

Name

Summary

Actions and Notes

Priority

Submitter

Reviewer

ADAMS Reference

Approval

Plant

Licensee
Contact

NRC

Submittal Date

FAQ

NRC Comments

Technical
Agreement

Closure
Memo

06-0026

06-0029

Clarify NFPA code
requirements for gear
maintenance

Clarify zone of influence for
NUREG 6850 Task 8.

3.4.4 Fire-Fighting Equipment - Protective
clothing, respiratory protective equipment,
radiation monitoring equipment, personal
dosimeters, and fire suppression
equipment such as hoses, nozzles, fire
extinguishers, and other needed
equipment shall be provided for the
industrial fire brigade. This equipment
shall conform with the applicable NFPA
standards.

Clarify that intent is for design and
purchase of equipment. NFPA code
requirements for gear maintenance is not
applicable.

FDT spreadsheets are used to provide a
zone of influence.

Presented to Task Force 11/30/06

Comments from Task Force to initiator by 12/14/06
Submitted to NRC 12/19/06

Preliminary verbal comments provided by NRC.

WITHDRAWN 5/17/07

Submitted to the task force: 12/19/06

Discuss at January 24, 2007 FPRA meeting
Not discussed on 1/18/07

WITHDRAWN 6/21/07

Holder

Thompson

Oudinot

Rev 0 - 12/19/2006

ML070030480

ML071380194

WITHDRAWN
5/17/07
ML071510425

WITHDRAWN
6/21/07
ML071940375

WITHDRAWN
10/15/07
ML072560564

07-0030

Risk of recovery actions
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4.2.4 Clarification of risk impact of
recovery actions, to include extension of
existing HRA scenarios

Introduce to NRC at November Pilot
Discussed concepts at 11/07 Atlanta Pilot Mtg.

Decision for FAQ to be made after NRC review of Pilot
deliverables.

Parking lot items (61 - HRA and 62 - PRA
instrumentation req’ments) closed to this FAQ at 1/8/08|
Pilot Mtg.)

Awaiting results of Fire PRA

Fire PRA Task Force has FAQ for internal review - Fire
PRA TF to provide date

Will not be included in Rev 2 of NEI 04-02

Miskiewicz
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superseded / withdrawn with Task Force |
With NRC |

Submitter Reviewer ADAMS Reference Approval
FAQ# |Rev. Name Summar Actions and Notes Priorit Licensee . Technical Closure
Q Y Y Plant NRC Submittal Date FAQ NRC Comments
Contact Agreement Memo
07-0032 O |10CFR 50.48(a) and GDC 3 [Clarify that satisfying 10 CFR 50.48(c) will |Submitted to NRC 7/12/07
clarification satisfy 10 CFR50.48(a) and GDC3

Comments provided on rev 0 10/18/07
Back with TF. NRC (Harry Barrett) still has concerns
and would like TF to provide a rationale for how items
in 10 CFR 50.48(a) and GDC 3 (but not in NFPA 805)
are being addressed. M HNP Holder Barrett Rev 0 - 05/17/2007 ML071930378 ML073060492

Rev 1 - 03/10/2008

Target date of January 2008. Going through internal
review at Duke

Revision 1 sent 3/10/2008

Will not be included in Rev 2 of NEI 04-02

Determination of non- Clarification of guidance for determining if
vented Cabinets an electrical cabinet can be dispositioned
as non-vented FAQ submitted by June

Draft to NEI TF for May 2007

Afzali to PRA Task Force by 8/3. Due to NFPA 805 TF
by 8/13.

WITHDRAWN

M HNP Miskiewicz
Issues in the FAQ to be demonstrated in Pilot activities.

FAQ to be discussed at next Fire PRA Task Force

Withdrawn by Task Force before submittal to NRC

07-0035 0 |Bus Duct counting guidance |Split from FAQ 06-0017 - Bus duct July meeting between industry (PRA Task Force and
for High Energy Arcing NRC Task Force

Faults
Internal to Task Force - definition of Sealed cabinet
versus non-vented cabinet Task 11 versus Task 6

Discussed in expert panel meeting on 8/17/07
Resolution in process with Research

M HNP Miskiewicz Dinh Rev 0 - 06/01/2007 ML071650151 ML073540262
Discussed verbal comments 10/18/07

NRC Comments received 12/20/07

\With Risk Task Force for Review - Back to NFPA 805 TF
on 4/14/08

Will not be included in Rev 2 of NEI 04-02
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superseded / withdrawn with Task Force |
With NRC |

Submitter Reviewer ADAMS Reference Approval
FAQ# |Rev. Name Summary Actions and Notes Priority Plant Licensee NRC Submittal Date FAQ NRC Comments Technical Closure
Contact Agreement Memo

07-0037 Environmental Provide guidance regarding environmental [Draft FAQ for August 2007 TF Meeting
considerations for considerations of other equipment in the
equipment fire affected area Task Force withdraws FAQ since issue is already M HNP Ml WITHDRAWN
addressed in NUREG/CR 6850 Section H.2 (page H-10)
07-0038 0 [Lessons learned for MSOs |Incorporate pilot lessons learned for Draft FAQ for September 2007 TF Meeting
preemptive manual actions, MSO expert
panel and Fire PRA processes into NEI 04- |Revision 0 submitted to NRC 9/21/07
02
NRC comments on RO sent 10/18/07
Awaiting Pilot plant results - Task Force call 2nd week
of Dec
With TF. To review process and available results at
12/12/07 Pilot Observation meeting H3 HNP Miskiewicz Barrett Rev 0 - 09/22/2007 ML072740262 ML073060506
Discussed suggested NRC comment resolutions with TF
Awaiting PRA results to finalize FAQ
FAQ with Fire PRA Task Force - internal review to be
completed by 4/14/04
Will not to be included in Rev 2 of NEI 04-02
07-0039 0 [Provide update of NEI 04-02|NEI 04-02 update to include lessons Draft FAQ for September 2007 TF Meeting
B-2 and B-3 Processes learned on Table B-2 and B-3 processes
Revision 0 submitted to NRC 9/21/07
Comments received from NRC 11/29/07
H5 HNP Ratchford Rev 0 - 09/22/2007 ML072740268 MLO73330556
CSD strategies update received 2/19 and 2/20
comments in TF review
Will not be included in Rev 2 of NEI 04-02
07-0040 1f |Clarification on Non-Power |Provide clarification on non-power Send to NRC 10/22/07
Operations operations transition (e.g., high risk
evolution scope, scope of damage to Revision 0 submitted to NRC on 10/23/07 - note that
KSFs). FAQ had incorrect date on Revision 0
Comments received from NRC on Revision 0 - 11/14/07
Task Force Reviewing comments. X Rev 0 - 09/07/2007
H6 Duke Goforth Gallucci Rev 1 - 03/11/2008 ML073060550 ML073170227
Meeting on 12/7/07 in DC will discuss this topic
(ML073241052)
Submitted to Task Force 2/21/08
Will not be included in Rev 2 of NEI 04-02
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| superseded / withdrawn |

with Task Force

approved With NRC |
Submitter Reviewer ADAMS Reference Approval
FAQ# |Rev. Name Summar Actions and Notes Priorit Licensee . Technical Closure
Q Y Y| plant NRC Submittal Date FAQ NRC Comments
Contact Agreement Memo
07-0041 0 |Chapter 3 Codes and To support a post-transition FPP under a [Reviewed by the Task Force
Standards 10CFR50.48(c) licensing basis, for the
codes and standards described in Chapter |No comments received from TF - send to NRC
3 of NFPA 805-2001 M Areva Dible Rev 0 - 11/19/2007 ML073310447
FAQ cancelled - Code of Record discussion to be
included in LAR/TR
07-0042 0 [Vented Cabinets To correct Appendix G of NUREG 6850 Submitted to TF for review 1/23/07
In review with Fire PRA TF H13 NRC Hyslop
Back to Fire Protection TF by 4/14/08
08-0043 0 [Cabinet Fire Location Locate cabinet fires 1 foot below top if not|Fire PRA Task Force to initiate
. BWROG Henneke
inspected.
08-0044 o] Summgt.u?n of Hot Short Multiple cables c.ausmg a snr)gle Fire PRA Task Force to initiate BWROG Henneke
Probabilities component spurious operation
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