April 7, 2008
LICENSEE: DUKE POWER COMPANY LLC (DUKE)
FACILITY: OCONEE NUCLEAR STATION, UNITS 1, 2, AND 3 (OCONEE)

SUBJECT: SUMMARY OF MARCH 27, 2008, MEETING TO DISCUSS THE STEAM
GENERATOR WEAR ISSUE (TAC NOS. MD8244, MD8245, AND MD8246)

On March 27, 2008, the U.S. Nuclear Regulatory Commission (NRC) met with Duke (the
licensee) to discuss the steam generator (SG) wear issue at Oconee. The slides presented by
the licensee are available in the Agencywide Documents and Access Management System
under accession number ML0O80880076. Enclosed is a list of the meeting attendees.

The licensee and Babcock & Wilcox Canada (B&W), the manufacturer of the Oconee SGs,
have determined that the most probable cause of the tube wear is the tubes vibrating and
impacting the tube support plates. The licensee and B&W have developed a conceptual repair
that involves shifting several support plates to pin the tubes and reduce the amount of tube
vibration. The plugging projection model indicates that the Oconee SGs can meet their design
life without implementing this repair, although a number of tubes may have to be plugged. The
licensee will decide by August 31, 2008, whether to pursue the repair or continue with
inspection and tube plugging.

/RA/
Leonard N. Olshan, Project Manager
Plant Licensing Branch [I-1
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Oconee Nuclear Station, Units 1, 2, and 3
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Mr. Bruce H. Hamilton

Vice President, Oconee Site
Duke Power Company LLC
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Manager, LIS
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Mr. Michael A. Schoppman
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Regulatory Compliance Manager
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Senior Counsel
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