
 
May 9, 2008 

 
 
 
 
Vice President, Operations 
Entergy Nuclear Operations, Inc. 
Indian Point Energy Center 
450 Broadway, GSB 
P.O. Box 249 
Buchanan, NY  10511-0249 
 
 
SUBJECT: INDIAN POINT ENERGY CENTER, UNIT 1 - ISSUANCE OF AMENDMENT 

REGARDING USE OF A NON-SINGLE FAILURE PROOF CRANE FOR SPENT 
FUEL CASK HANDLING OPERATIONS, FINAL SAFETY ANALYSIS REPORT 
SECTIONS 3.5.1 AND 6.0 (TAC NO. J00293) 

 
Dear Sir or Madam: 
 
The Commission has issued the enclosed Amendment No. 53 to Facility Operating License No. 
DPR-5 for the Indian Point Energy Center, Unit 1.  The amendment consists of changes to the 
Final Safety Analysis Report (FSAR) in response to your application dated February 27, 2007, 
as supplemented by letters dated October 3, 2007 and February 27, 2008.   
 
The amendment enables the licensee to make changes to the FSAR to reflect the use of the 
non-single-failure-proof Fuel Handling Building crane main hoist for dry storage cask component 
lifting and handling operations, in support of transfer of spent fuel to dry storage in an 
Independent Spent Fuel Storage Installation. 
 
A copy of our related Safety Evaluation is also enclosed.  The Notice of Issuance will be 
included in the Commission's next biweekly Federal Register notice. 
 

Sincerely, 
 
       /RA/ 
 

Theodore B. Smith, Project Manager 
Reactor Decommissioning Branch 
Decommissioning and Uranium Recovery 
  Licensing Directorate 
Division of Waste Management  
  and Environmental Protection 
Office of Federal and State Materials and 
  Environmental Management Programs 

 
Docket No.:  50-003 
 
Enclosures:  
1.  Amendment No. 53 to DPR-5 
2.  Safety Evaluation 
 
cc:  Indian Point-1 Service List w/o Enclosure 2 
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Indian Point Energy Center, Unit 1 
 
cc: 
Senior Vice President & COO 
Regional Operations, NE 
Entergy Nuclear Operations 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Senior Vice President 
Entergy Nuclear Operations 
P.O. Box 31995 
Jackson, MS 39286-1995 
 
Vice President Oversight 
Entergy Nuclear Operations 
P.O. Box 31995 
Jackson, MS 39286-1995 
 
Vice President, Operations 
Entergy Nuclear Operations 
Indian Point Energy Center 
450 Broadway, GSB 
P. O. Box 249 
 
Senior Manager 
Nuclear Safety & Licensing 
Entergy Nuclear Operations 
P.O. Box 31995 
Jackson, MS 39286-1995 
 
Manager, Licensing 
Entergy Nuclear Operations 
Indian Point Energy Center 
450 Broadway, GSB 
P. O. Box 249 
Buchanan, NY 10511-0249 
 
Assistant General Counsel 
Entergy Nuclear Operations 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Mr. Charles Donaldson, Esq. 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY 10271 
 
Mr. Phillip Musagaas 
Riverkeeper, Inc. 
828 South Broadway 
Tarrytown, NY 10591 
 
 

 
 
 
 
Mr. Mark Jacobs 
IPSEC 
46 Highland Drive 
Garrison, NY 10524 
 
Mr. Peter R. Smith 
President 
New York State Energy 
Research & Development Authority 
17 Columbia Circle 
Albany, NY 12203-6399 
 
Mr. William DiProfio 
48 Bear Hill 
Newton, NH 03858 
 
Mr. William T. Russell 
PWR SRC Consultant 
400 Plantation Lane 
Stevensville, MD 21666-3232 
 
Mr. Garry Randolph 
1750 Ben Franklin Drive, 7E 
Sarasota, FL 34236 
 
Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 
 
Mr. Raymond L. Albanese 
Four County Coordinator 
200 Bradhurst Avenue 
Unit 4 Westchester County 
Hawthorne, NY 01532 
 
Senior Resident Inspector=s Office 
Indian Point 2 
U.S. Nuclear Regulatory Commission 
P.O. Box 59 
Buchanan, NY 10511 
 
Senior Resident Inspector=s Office  
Indian Point 3 
U.S. Nuclear Regulatory Commission 
P. O. Box 59 
Buchanan, NY 10511 
 
Mr. Jim Riccio 
Greenpeace 
702 H Street, NW, Suite 300 
Washington, DC 20001 
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