NRC proposed responses to FAQs
76.1

The downpower was caused by environmental conditions, beyond the control of the
licensee, which could not be predicted greater than 72 hours in advance. Procedures
were in place to address this expected condition; however, the magnitude of the algae
intrusion was unique in severity. Until the Travelling Water Screen improvements are
complete, additional downpowers due to algae intrusions of this magnitude will not be
counted as long as proactive procedures to lessen the severity of the event have been
implemented by the licensee. After the Travelling Water Screen improvements are
complete, algae intrusions of this severity will no longer be considered unique for the
purpose of this performance indicator and they may be counted.

76.2

The downpower was caused by environmental conditions, beyond the control of the
licensee, which could not be predicted greater than 72 hours in advance. Procedures
were in place to address this expected condition; however, the magnitude of the algae
intrusion was unique in severity. Until the Travelling Water Screen improvements are
complete, additional downpowers due to algae intrusions of this magnitude will not be
counted as long as proactive procedures to lessen the severity of the event have been
implemented by the licensee. After the Travelling Water Screen improvements are
complete, algae intrusions of this severity will no longer be considered unique for the
purpose of this performance indicator and they may be counted.

76.3
The EDG should not be considered unavailable in this situation.

The design basis function of Unit A EDGs supplying loads to the opposite unit, is not an
EAC MSPI monitored function. EDGs that can supply loads to both units during certain
accident scenarios are still monitored by MSPI with respect to their assigned train/unit
status (i.e., normally aligned unit.) For example, for a two unit site with 4 EDGs, Unit 1
will have two assigned EDGs (Unit 1 EDG-A and Unit 1 EDG-B) and Unit 2 will have
assigned 2 EDGs (Unit 2 EDG-A, Unit 2 EDG-B). The boundary that separates these 4
EDGs is the unit cross-tie breakers (see NEI 99-02, Rev 5, App F, page F-2, Unit Cross-
Tie Capability).

Test-mode failures of any EDG is counted as a failure, IF the licensee maintained the
EDG in an "available" status, and where the failure rendered the EDG from auto-starting
in emergency mode regardless of whether it would supply the ESF bus in either unit.
However, if the emergency mode start feature was unaffected by the test mode failure,
and the EDG would perform its PRA monitored function on the assigned unit, then no
failure occurred with respect to MSPI unreliability monitoring. Additionally, unavailability
on the other MSPI systems would need to be evaluated with respect to how the test
mode failure affected their status.



79.0

The downpower was caused by environmental conditions beyond the control of the
licensee, which could not be predicted greater than 72 hours in advance, and could not
have been mitigated by a proactive procedure. Therefore, this unplanned power change
does not count.

79.3

The downpowers, caused by environmental conditions and National Pollutant Discharge
Elimination System (NPDES) restrictions for plant thermal discharge, were beyond the
control of the licensee and could not be reasonably predicted greater than 72 hours in
advance.
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