
 

 
UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
REGION II 

SAM NUNN ATLANTA FEDERAL CENTER  
61 FORSYTH STREET, SW, SUITE 23T85 

ATLANTA, GEORGIA  30303-8931 

 
May 2, 2008 

 
 
Mr. J. D. Fuller 
Chief Executive Officer and Facility Manager 
Global Nuclear Fuels - Americas, L.L.C. 
P.O. Box 780 
Wilmington, NC 28402 
 
SUBJECT: NRC INSPECTION REPORT NO. 70-1113/2008-003 
 
Dear Mr. Fuller: 
 
This refers to the inspection conducted from April 14, 2008 – April 17, 2008, at the  
Global Nuclear Fuels – Americas, L.L.C. (GNF-A) facility.  The purpose of the inspection was to 
determine whether activities authorized by the license were conducted safely and in accordance 
with NRC requirements.  At the conclusion of the inspection on April 17, 2008, the inspectors 
discussed the findings with members of your staff. 
 
As a result of the inspection, the enclosed NRC Form 591FF, Safety Inspection Report, Parts 1 
and 3, is being issued.  The enclosed form indicates that no violations were identified during the 
inspection of your licensed activities.  Please retain the original form for your files. 
 
In accordance with 10 CFR 2.390 of the NRC's "Rules of Practice," a copy of this letter and its 
enclosure will be made available electronically for public inspection in the NRC Public 
Document Room or from the NRC’s document system (ADAMS), accessible from the NRC Web 
site at http://www.nrc.gov/reading-rm/adams.html. 
 
Should you have any questions concerning this letter, please contact us. 
 

Sincerely, 
 
/RA/ 
 
Daniel W. Rich, Branch Chief 
Fuel Facilities Branch 3 

      Division of Fuel Facility Inspection 
 
Docket No. 70-1113 
License No. SNM-1097 
 
Enclosure:  NRC Form 591FF Parts 1 and 3 
 
cc w/encl:  (See page 2) 
 



       
J. Fuller           2 

 

 
cc w/encl: 
Scott Murray, Manager 
Facility Licensing 
Global Nuclear Fuels - Americas, L.L.C. 
Electronic Mail Distribution 
 
Beverly Hall, Chief 
Radiation Protection Section 
N.C. Department of Environmental Commerce & Natural Resources 
Electronic Mail Distribution 
 
 
Distribution w/encl: 
D. Rich, RII 
R. Gibson, RII 
P. Habighorst, NMSS 
M. Adams, NMSS 
N. Baker, NMSS 
PUBLIC 
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NRC FORM 591FF PART 1 
(11-2005) 
10 CFR 2.201 

 U.S. NUCLEAR REGULATORY COMMISSION

SAFETY AND COMPLIANCE INSPECTION REPORT 
1.  LICENSEE OR CERTIFICATEE/LOCATION INSPECTED: 2.  NRC/REGIONAL OFFICE: 

Global Nuclear Fuels - Americas, L.L.C. 
P.O. Box 780 
Wilmington, NC   28402      

REPORT NO: 2008-003 

U.S. Nuclear Regulatory Commission 
Region II 
61 Forsyth Street, Suite 23T85 
Atlanta, GA 30303 

3.  DOCKET NUMBER(S): 4.  LICENSE OR CERTIFICATEE NUMBER: 5.  DATE(S) OF INSPECTION: 

70-1113 SNM-1097 April 14 – April 17, 2008 
 

NRC FORM 591FF PART 1 (11-2005)  Enclosure 

6.  INSPECTION PROCEDURE(S) COMPLETED: 88035, 86740, and 88025 

LICENSEE OR CERTIFICATEE: Global Nuclear Fuels – Americas, L.L.C. 

The inspection was an examination of the activities conducted under your license or certificate as they related to safety and/or 
safeguards and to compliance with the Nuclear Regulatory Commission (NRC) rules and regulations and the conditions of your license 
or certificate.  The inspection consisted of selective examinations of procedures and representative records, interviews with personnel, 
and observation by the inspector.  The inspection findings are as follows: 

 
1.  Based on the inspection findings, no violations were identified. 

 
2.  Previous violation(s) closed. 

 
3.  Reported events reviewed 

 
4.  The violation(s), specifically described to you by the inspector as non-cited violations, are not being cited because 
they were non-repetitive, licensee-identified, and corrective action was being taken, and the remaining criteria in the 
NRC Enforcement Policy to exercise discretion were satisfied. 

Non-Cited Violation(s) was/were discussed involving the following requirement(s) and Corrective Action(s): 

 
5.  During this inspection certain of your activities, as described below and/or attached, were in violation of NRC 
requirements and are being cited.  This form is a NOTICE OF VIOLATION, which may be subject to posting in 
accordance with 10 CFR 19.11. 

(Violations and Corrective Actions) 

 

Statement of Corrective Actions 
 

 I hereby state that, within 30 days, the actions described by me to the inspector will be taken to correct the violations identified.  This 
statement of corrective actions is made in accordance with the requirements of 10 CFR 2.201 (corrective steps already taken, corrective 
steps which will be taken, date when full compliance will be achieved).  I understand that no further written response to NRC will be 
required, unless specifically requested. 

Title Printed Name Signature Date 

LICENSEE/CERTIFICATEE    

NRC INSPECTOR Chad Cramer/Richard Gibson   



NRC FORM 591FF PART 3 
(11-2005) 
10 CFR 2.201 

 U.S. NUCLEAR REGULATORY COMMISSION

DOCKET FILE INFORMATION 
SAFETY AND COMPLIANCE INSPECTION REPORT 

1.  LICENSEE OR CERTIFICATEE/LOCATION INSPECTED: 2.  NRC/REGIONAL OFFICE: 

Global Nuclear Fuels - Americas, L.L.C. 
P.O. Box 780 
Wilmington, NC   28402      

REPORT NO: 2008-003 

U.S. Nuclear Regulatory Commission 
Region II 
61 Forsyth Street, Suite 23T85 
Atlanta, GA 30303 

3.  DOCKET NUMBER(S): 4.  LICENSE OR CERTIFICATEE NUMBER: 5.  DATE(S) OF INSPECTION: 

70-1113 SNM-1097 April 14 – April 17, 2008 

NRC FORM 591FF PART 3 (11-2005)  Enclosure 

6.  INSPECTOR(S): Chad Cramer and Richard Gibson 

7.  INSPECTION PROCEDURES USED: 88035, 86740, and 88025 

SUPPLEMENTAL INSPECTION INFORMATION 

EXECUTIVE SUMMARY 

Summary of Plant Status 
 
Global Nuclear Fuels Americas L.L.C (GNF-A) converts UF6 to UO2 and fabricates low-enriched fuel for use in 
commercial nuclear power reactors.  During this inspection, the plant was shutdown for a scheduled 
maintenance outage.   
 
This routine, announced inspection included evaluation of plant maintenance and surveillance of safety 
controls, transportation, and radioactive waste management programs.  The inspection involved observations of 
work activities, reviews of selected records, and interviews with plant personnel.  The inspection identified the 
following aspects of the licensee programs as outlined below:  
 
Radioactive Waste Management 
 
• The inspectors walked down the incinerator, storage pads, decontamination room, decontamination storage 

area, radioactive waste process area, waste treatment facility, and had no issues. 
 
• The inspectors looked at two licensee identified issues pertaining to the storage of radioactive waste.  The 

licensee promptly identified the issues and took appropriate corrective actions (e.g. retraining employees). 
 
• The inspectors reviewed the radioactive waste procedures.  The procedures were determined to be 

adequate.  Also, interviews with engineers and operators were conducted to determine their knowledge of 
the procedures and the facility and no issues were identified. 

 
• The radioactive waste management quality assurance program was in place and performed its intended 

function. 
 
• The inspectors reviewed the waste classification process, waste form and characterization process, waste 

shipment labeling, tracking of waste shipments and had no issues. 
 
• Storage areas for radioactive waste appeared to be adequate.  The inspectors also looked at the licensee’s 

management controls and surveys for solid waste storage.  No issues were identified. 
 
• The inspectors determined that the licensee was meeting requirements specified in 10 CFR Part 20 for 

caution signs, labeling, disposal requirements, disposal records, and incineration. 



 

NRC FORM 591FF PART 3 (11-2005)  Enclosure 

Executive Summary (Cont.) 

 
Transportation 
 
• Licensee procedures for shipping of fuel bundles, limited quantity samples, and TNF-XI containers were 

reviewed for adequacy.  Inspectors interviewed engineers, operators, managers, and contractors, on the 
procedures used for transportation and their knowledge of NRC and Department of Transportation (DOT) 
requirements.  No issues were identified. 

 
• The certificates of compliance for cylinders processed onsite as well as packages used for fuel bundle 

transportation were current, including all the necessary design information and packaging criteria.  
Inspections of cylinders, empty fuel packages, and over packs, received onsite, were being conducted in 
accordance with procedure requirements.  It was noted that the RA-3 (old fuel bundle package design) 
certificate of compliance expires in October of 2008, and is not renewable. 

 
• Inspectors watched select transportation activities, such as unloading, weighing, and scanning of incoming 

UF6 cylinders as well as loading fuel bundles into seavans.  No issues were identified. 
 
• Transportation activities involving the shipment and receipt of UF6 cylinders and reactor fuel products were 

conducted in accordance with the requirements of the license.  The licensee ensured the appropriate 
documentation accompanied the packages being shipped.  The licensee adequately recorded the required 
information on the packaging and shipping orders including the transportation index, package activity, 
labeling, and placards. 

 
• Quality assurance audits were conducted in accordance with license requirements.   
 
Maintenance and Surveillance of Safety Controls 
 
• The inspectors interviewed personnel responsible for conducting functional test instructions (FTIs) to ensure 

the adequacy of work orders, test frequency, maintenance and calibration of test equipment, and use of 
acceptance criteria.  During the performance of FTIs for the chemical laboratory and the fabrication areas, 
the inspectors determined that the maintenance workers demonstrated adequate knowledge of the 
instructions, and the surveillance test results met the acceptance criteria. 

 
• The inspectors observed field activities associated with the monthly testing/calibration of area oxygen 

monitors and moisture detectors.  In addition, the inspectors performed a walk through of a monthly 
calibration for the hydrogen fluoride detectors, a designated Item Relied on For Safety (IROFS), with the 
instrument technician.  The instrument technicians were unable to perform monthly calibration of the HF 
detectors during the inspection period because of a power outage.  The inspectors also observed 
maintenance work on various pieces of equipment during shut down and determined that the workers 
demonstrated adequate knowledge of the work order and performed work in accordance with the work 
procedures. 

 
• The inspectors reviewed maintenance records for a number of instruments which were designated as IROFS 

in the dry conversion process.  The inspectors noted the work orders were completed within the required 
time frames called out for these IROFS in the maintenance work management system.  The inspectors also 
noted the work orders contained adequate instructions to perform calibrations of the IROFS. 

 
 
 
 



 

NRC FORM 591FF PART 3 (11-2005)  Enclosure 

Executive Summary (Cont.) 

 
 

Emergency Response 
 
At 3:40 pm on 4/17/08 the licensee staffed the Emergency Control Center (ECC) in response to a fire on the 
property of GNF-A.  The fire was located in the wooded area approximately 0.25 miles outside of the controlled 
access area (CAA).  The Emergency Director (ED) declared off-normal conditions at 3:43 pm.  The fire was 
reported overhauled at 4:39 pm.  A fire watch was established at 4:47 pm to ensure that no flare ups occurred.  
The ECC stood down at 4:51 pm. 
 
The fire was apparently caused by a downed power line.  Due to this power line being down, offsite power was 
temporarily lost to non-vital equipment and facilities.  Power was restored shortly from another power source.  
The licensee made a courtesy call to New Hanover County and the NRC.  No injuries or property damage 
resulted from the fire.  The inspectors reviewed the operations of the staff in the ECC and the critique following 
the off-normal condition.  There were no issues identified. 
 
List of Items Opened, Closed, Discussed 
 
Item Number Status Description 
 
None 
 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


