May 9, 2008

Vice President, Operations

Entergy Operations, Inc.

Waterford Steam Electric Station, Unit 3
17265 River Road

Killona, LA 70057-3093

SUBJECT: WATERFORD STEAM ELECTRIC STATION, UNIT 3 - GENERIC
LETTER 2008-01, “MANAGING GAS ACCUMULATION IN EMERGENCY CORE
COOLING, DECAY HEAT REMOVAL, AND CONTAINMENT SPRAY
SYSTEMS,” RESPONSE TO EXTENSION REQUEST (TAC NO. MD7894)

Dear Sir or Madam:

Generic Letter (GL) 2008-01, “Managing Gas Accumulation In Emergency Core Cooling, Decay
Heat Removal, And Containment Spray Systems,” requests licensee’s to submit information to
demonstrate that the emergency core cooling, decay heat removal, and containment spray
systems are in compliance with the applicable regulatory requirements, and that suitable design,
operational, and testing control measures are in place for maintaining this compliance. In

GL 2008-01, the U.S. Nuclear Regulatory Commission (NRC) states that each licensee is
requested to submit a written response within 9 months to provide requested information and
that if a licensee cannot meet the requested 9-month response date, a 3-month written
response is required that describes the alternative course of action that it proposes to take,
including the basis for the acceptability of the proposed alternative course of action.

By letter dated April 10, 2008, the licensee stated based on Waterford Steam Electric Station,
Unit 3's (Waterford 3) current understanding of the potential scope of work involved in
addressing the GL, additional time will be needed to identify the scope of work and
corresponding schedule in sufficient detail to make an accurate projection of when the work
required to address the GL can be promptly completed and, therefore, requested an extension
to the 3 month response required. This was conveyed during a telephone call by your Licensing
Manager to Mr. Jerry Wermeil NRC Deputy Director of Safety Systems. Mr. Wermeil agreed to
an extension for the submittal of the "3-month response" to GL 2008-01 from April 11, 2008, to
May 11, 2008.



2.

This letter is to formally acknowledge the approval of the requested extension to the due date
for submitting the 3-month response to GL 2008-01 and to document the telephone call with the
NRC staff. Specifically, Entergy Operations, Inc. requested an extension for providing the
above 3-month response from April 11, 2008, to May 11, 2008, at Waterford 3. The NRC staff
finds that the justification to extend the due date for the 3-month written response to GL 2008-01
to May 11, 2008, is acceptable, and the extension request is granted. This letter does not alter
or change the required 9-month response date of October 11, 2008. The NRC staff will

evaluate the alternate plans (3-month response) for responding to GL 2008-01 after receipt and
will respond appropriately.

If you have any questions regarding this issue, please feel free to contact the Project Manager,
Kaly Kalyanam at 301-415-1480.

Sincerely,

IRA/

Thomas G. Hiltz, Branch Chief

Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Waterford Steam Electric Station, Unit 3
CC:

Senior Vice President
Entergy Nuclear Operations
P.O. Box 31995

Jackson, MS 39286-1995

Vice President, Oversight
Entergy Nuclear Operations
P.O. Box 31995

Jackson, MS 39286-1995

Senior Manager, Nuclear Safety
& Licensing

Entergy Nuclear Operations
P.O. Box 31995

Jackson, MS 39286-1995

Senior Vice President

& Chief Operating Officer
Entergy Operations, Inc.
P.O. Box 31995
Jackson, MS 39286-1995

Associate General Counsel
Entergy Nuclear Operations
P.O. Box 31995

Jackson, MS 39286-1995

Manager, Licensing

Entergy Operations, Inc.

Waterford Steam Electric Station, Unit 3
17265 River Road

Killona, LA 70057-3093

(2/25/08)

Mr. Timothy Pflieger

Environmental Scientist - Supervisor

REP&R-CAP-SPOC

Louisiana Department of Environmental
Quality

P.O. Box 4312

Baton Rouge, LA 70821-4312

Parish President Council
St. Charles Parish

P.O. Box 302

Hahnville, LA 70057

Chairman

Louisiana Public Services Commission
P.O. Box 91154

Baton Rouge, LA 70825-1697

Mr. Richard Penrod, Senior Environmental
Scientist/State Liaison Officer

Office of Environmental Services

Northwestern State University

Russell Hall, Room 201

Natchitoches, LA 71497

Resident Inspector
Waterford NPS

P.O. Box 822

Killona, LA 70057-0751

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


