
PAM Instrumentati on
3.3.3.1

SURVEILLANCE REQUIREMENTS

................................ ------ NOTE ...... ---- -- --- --- - --- --- ---- ---- -
These SRs apply to each Function in Table 3.3.3.1-1.
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SURVEILLANCE FREQUENCY

SR 3.3.3.1.1 Perform CHANNEL CHECK. 31 days

SR 3.3.3.1.2 Perform CHANNEL CALIBRATION. 18 months
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