
 
 
 

June 4, 2008 
 
 
Mr. John Conway 
Senior Vice President - Station 
  Generation and Chief Nuclear Officer 
Pacific Gas and Electric Company 
Diablo Canyon Power Plant 
P.O. Box 770000 
San Francisco, CA  94177-0001 
 
SUBJECT: DIABLO CANYON POWER PLANT, UNIT NOS. 1 AND 2 - AMENDMENTS RE: 

AUXILARY FEEDWATER AND CONDENSATE STORAGE TANKS (TAC NOS. 
MD8471 AND MD8472)  

 
Dear Mr. Conway: 
 
By letter dated April 3, 2008, Pacific Gas and Electric Company, the licensee, submitted a 
license amendment request for Diablo Canyon Power Plant, Unit Nos. 1 and 2 (DCPP).  The 
proposed amendment would revise Technical Specification (TS) 3.7.5, “Auxiliary Feedwater 
System,” to remove Surveillance Requirement 3.7.5.6, and revise TS 3.7.6, “Condensate 
Storage Tank (CST) and Fire Water Storage Tank (FWST),” to remove the FWST level 
requirements, revise the CST level requirements, and revise TS 3.7.6 to be consistent with the 
NUREG-1431 Standard Technical Specifications.  The purpose of this letter is to provide the 
results of the U.S. Nuclear Regulatory Commission (NRC) staff’s acceptance review of this 
amendment. The acceptance review was performed to determine if there is sufficient technical 
information in scope and depth to allow the NRC staff to complete its detailed technical review. 
The acceptance review is also intended to identify whether the application has any readily 
apparent information insufficiencies in its characterization of the regulatory requirements or the 
licensing basis of the plant. 
 
Consistent with Section 50.90 of Title 10 of the Code of Federal Regulations (10 CFR), an 
amendment to the license (including the technical specifications) must fully describe the 
changes requested, and following as far as applicable, the form prescribed for original 
applications.  Section 50.34 of 10 CFR addresses the content of technical information required.  
This section stipulates that the submittal address the design and operating characteristics, 
unusual or novel design features, and principal safety considerations. 
 
The NRC staff has reviewed your application and concluded that the information delineated in 
the enclosure to this letter is necessary to enable the staff to make an independent assessment 
regarding the acceptability of the proposed amendment request in terms of regulatory 
requirements and the protection of public health and safety and the environment. 
 
In order to make the application complete, the NRC staff requests that PG&E supplement the 
application to address the information requested in the enclosure by June 20, 2008.  This will 
enable the NRC staff to begin its detailed technical review.  If the information responsive to the 
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NRC staff’s request is not received by the above date, the application will not be accepted for 
review pursuant to 10 CFR 2.101, and the NRC will cease its review activities associated with 
the application.  If the application is subsequently accepted for review, you will be advised of 
any further information needed to support the staff’s detailed technical review by separate 
correspondence.   
 
The information requested and associated time frame in this letter were discussed with Mr. Ken 
Shrader of your staff on June 2, 2008. 
 
If you have any questions, please contact me at (301) 415-1445. 
 

Sincerely, 
 
 

/RA/ 
 

Alan Wang, Project Manager  
Plant Licensing Branch IV 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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Diablo Canyon Power Plant, Units 1 and 2     (3/10/2008 2007) 
 
cc: 
NRC Resident Inspector 
Diablo Canyon Power Plant 
c/o U.S. Nuclear Regulatory Commission 
P.O. Box 369 
Avila Beach, CA 93424 
 
Sierra Club San Lucia Chapter 
ATTN: Andrew Christie 
P.O. Box 15755 
San Luis Obispo, CA  93406 
 
Ms. Nancy Culver 
San Luis Obispo 
  Mothers for Peace 
P.O. Box 164 
Pismo Beach, CA 93448 
 
Chairman 
San Luis Obispo County 
  Board of Supervisors 
1055 Monterey Street, Suite D430 
San Luis Obispo, CA  93408 
 
Mr. Truman Burns 
Mr. Robert Kinosian 
California Public Utilities Commission 
505 Van Ness, Room 4102 
San Francisco, CA 94102 
 
Diablo Canyon Independent Safety 
 Committee 
Attn:  Robert R. Wellington, Esq. 
 Legal Counsel 
857 Cass Street, Suite D 
Monterey, CA 93940 
 
Regional Administrator, Region IV 
U.S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 400 
Arlington, TX 76011-8064 
Jennifer Post, Esq. 
Pacific Gas & Electric Company 
P.O. Box 7442 
San Francisco, CA  94120 

City Editor 
The Tribune 
3825 South Higuera Street 
P.O. Box 112 
San Luis, Obispo, CA 94306-0112 
 
Director, Radiologic Health Branch 
State Department of Health Services 
P.O. Box 997414, MS 7610 
Sacramento, CA  95899-7414 
 
Mr. James Boyd, Commissioner 
California Energy Commission 
1516 Ninth Street MS (31) 
Sacramento, CA 95831 
 
Mr. James R. Becker 
Site Vice President 
Diablo Canyon Power Plant 
P.O. Box 56 
Avila Beach, CA  93424 
 
Jennifer Tang 
Field Representative 
United States Senator Barbara Boxer 
1700 Montgomery Street, Suite 240 
San Francisco, CA  94111 
 
 



 

 
 
 

IDENTIFICATION OF INFORMATION INSUFFICIENCY 
 

BY THE OFFICE OF NUCLEAR REACTOR REGULATION 
 

REGARDING CONDENSATE STORAGE TANK AMENDMENT REQUEST FOR 

DIABLO CANYON POWER PLANT, UNIT NOS. 1 AND  2 

DOCKET NOS. 50-275 AND 50-323 

 
By letter dated April 3, 2008, Pacific Gas and Electric Company, the licensee submitted a 
license amendment request (LAR) for Diablo Canyon Power Plant, Unit Nos. 1 and 2 (DCPP). 
The proposed amendment would revise Technical Specification (TS) 3.7.5, “Auxiliary Feedwater 
System,” to remove Surveillance Requirement 3.7.5.6, and revise TS 3.7.6, “Condensate 
Storage Tank (CST) and Fire Water Storage Tank (FWST),” to remove the FWST level 
requirements, revise the CST level requirements, and revise TS 3.7.6 to be consistent with the 
NUREG-1431 Standard Technical Specifications.  As part of the acceptance review process the 
NRC staff has concluded that the information delineated below is necessary to enable the NRC 
staff to make an independent assessment regarding the acceptability of the proposed 
amendment request in terms of regulatory requirements and the protection of public health and 
safety and the environment:     
 

1) On page 2 of the LAR, the licensee states, “The revised CST minimum storage 
usable volume calculations are being performed by PG&E under 10 CFR 50.59, 
and NRC review of the calculations is not being requested.”  The NRC staff 
request that this calculation and supporting documentationbe provided for our 
review as it is the basis for the revised CST minimum volume. 

 
2) The licensee bases the TS change on the ability of the CST to hold an increased 

volume of water.  The calculations or documentation supporting this premise is 
needed by the NRC staff for performance of this review.  In particular, the NRC 
staff requests the licensee supplement the application with sufficient 
documentation and detailed analysis to justify how the CST usable volume has 
increased from 164,678 gallons to 220,600 gallons.   

 
3) The LAR mentions modifications adding plenum inside the tank to raise the 

intake level for this piping in the event of a downstream pipe break, but does not 
explicitly address the concern of rupturing the non-seismic connections to the 
tank wall due to a seismic event.  The licensee performed the modifications 
under 10 CFR 50.59.  The NRC staff request that sufficient documentation and 
design calculations for this modification be provided for review.  In addition to the 
design calculations, please include information regarding how the tank and piping 
connections were modified and explain by the seismic event, with the 
modification, will no longer render the necessary volume of water above the 
break unusable. 

 
 



 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


