
June 30, 2008 

Mr. Gordon Bischoff, Manager 
Owners Group Program Management Office 
Westinghouse Electric Company 
P.O. Box 355 
Pittsburgh, PA 15230-0355 
 
SUBJECT: REVIEW CANCELLATION OF PRESSURIZED WATER REACTOR OWNERS 

GROUP (PWROG) TOPICAL REPORT (TR) WCAP-15830-P, REVISION 1, 
ASTAGGERED INTEGRATED ENGINEERED SAFETY FEATURES AND LOSS 
OF OFF-SITE POWER TESTING AT CE NSSS PLANTS@ (TAC NO. MD6206) 

 
Dear Mr. Bischoff: 
 
By e-mail dated May 6, 2008 (Agencywide Documents Access and Management System 
(ADAMS) Accession No. ML081280245), the PWROG requested the U.S. Nuclear Regulatory 
Commission (NRC) staff halt the review of TR WCAP-15830-P, Revision 1, AStaggered 
Integrated Engineered Safety Features and Loss of Off-site Power Testing at CE [Combustion 
Engineering] NSSS [nuclear steam supply system] Plants” (ADAMS Accession 
No. ML072120207).  In its e-mail, the PWROG stated it understands that the NRC will be closing 
the original TAC number (MD6206) to ensure that no additional hours are charged to the 
PWROG.  In addition, should the PWROG decide to pursue this TR, a new TAC will be opened. 
The PWROG also understands that halting the review will impact subsequent review and 
available NRC resources, and will most assuredly delay the draft Safety Evaluation, should the 
review be resumed. 
 
On May 7, 2008 (ADAMS Accession No. ML081280347), the NRC staff verified receipt of the 
aforementioned e-mail, and agreed to close TAC No. MD6206.  The NRC staff will await the 
results of the PWROG review of Technical Specifications Task Force Traveler-425, and Risk 
Initiative 5b, Surveillance Frequency Control Program, with an expectation that a final decision 
on the review of TR WCAP-15830-P, Revision 1, will be made by August 1, 2008.   
 
If you have questions regarding this matter, please contact Holly D. Cruz at (301) 415-1053. 
 

Sincerely, 
 
      /RA/ 
 

Stacey L. Rosenberg, Chief 
Special Projects Branch 
Division of Policy and Rulemaking 
Office of Nuclear Reactor Regulation 
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cc: 
Mr. James A. Gresham, Manager 
Regulatory Compliance and Plant Licensing 
Westinghouse Electric Company 
P.O. Box 355 
Pittsburgh, PA  15230-0355 
greshaja@westinghouse.com 
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