
 

 
 
      September 15, 2008 
 
 
 
Vice President, Operations 
Entergy Nuclear Operations, Inc. 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA  02360-5508 
 
SUBJECT:   PILGRIM NUCLEAR POWER STATION - RE:  GENERIC LETTER 2008-01, 

“MANAGING GAS ACCUMULATION IN EMERGENCY CORE COOLING, 
DECAY HEAT REMOVAL, AND CONTAINMENT SPRAY SYSTEMS,” 
PROPOSED ALTERNATIVE COURSE OF ACTION (TAC NO. MD7863) 

 
Dear Sir or Madam: 
 
On January 11, 2008, the Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 
2008-01, “Managing Gas Accumulation in Emergency Core Cooling, Decay Heat Removal, and 
Containment Spray Systems” (Agencywide Documents Access and Management System 
(ADAMS) Accession No. ML072910759).  The GL requested licensees to submit information to 
demonstrate that the emergency core cooling, decay heat removal, and containment spray 
systems (hereinafter referred to as the “subject systems”) are in compliance with the current 
licensing and design bases and applicable regulatory requirements, and that suitable design, 
operational, and testing control measures are in place for maintaining this compliance.   
 
In accordance with Section 50.54(f) of Title 10 of the Code of Federal Regulations (10 CFR), 
GL 2008-01 required that each licensee submit the requested information within 9 months 
(hereinafter referred to as the “9-month submittal”) of the date of the GL.  The GL also stated 
that if a licensee cannot meet the requested 9-month response date, the licensee is required to 
provide a response within 3 months (hereinafter referred to as the “3-month submittal”) of the 
date of the GL, describing the alternative course of action it proposes to take, including the 
basis for the acceptability of the proposed alternative course of action. 
 
By letter dated May 7, 2008, Entergy Nuclear Operations (the licensee) submitted a 3-month 
response to GL 2008-01 for Pilgrim Nuclear Power Station (PNPS).  The NRC staff’s 
assessment of the responses for PNPS is contained in the enclosure to this letter.  
 
The NRC staff reviewed the licensee’s proposed alternative course of action and the 
associated basis for acceptance and concluded that for PNPS, with the exception of the 
clarifications and associated requests discussed in the enclosure, they are acceptable.  
This letter allows the licensee to implement its proposed alternative course of action 
provided that implementation is consistent with the clarifications and associated requests 
discussed in the enclosure.  
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If you have any questions regarding this letter, please feel free to contact James Kim at 
(301) 415-4125.  
 

Sincerely,  
 
/RA/ 
 
James Kim, Project Manager 
Plant Licensing Branch I-1 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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Pilgrim Nuclear Power Station 
 
cc: 
 
Regional Administrator, Region I   
U. S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA  19406-1415 
 
Senior Resident Inspector 
U. S. Nuclear Regulatory Commission 
Pilgrim Nuclear Power Station 
Post Office Box 867 
Plymouth, MA  02360 
 
Chairman, Board of Selectmen 
11 Lincoln Street 
Plymouth, MA  02360 
 
Chairman 
Nuclear Matters Committee 
Town Hall 
11 Lincoln Street 
Plymouth, MA  02360 
 
Chairman, Duxbury Board of Selectmen 
Town Hall 
878 Tremont Street 
Duxbury, MA  02332 
 
Office of the Commissioner 
Massachusetts Department of 
Environmental Protection 
One Winter Street 
Boston, MA  02108 
 
Office of the Attorney General 
One Ashburton Place 
20th Floor 
Boston, MA  02108 
 
MA Department of Public Health 
Radiation Control Program 
Schrafft Center, Suite 1M2A 
529 Main Street 
Charlestown, MA 02129 
 
 
 
 
 

Massachusetts Emergency 
Management Agency 
Attn:  John Giarrusso,  
Nuclear Preparedness Manager 
400 Worcester Road 
Framingham, MA  01702-5399 
 
Mr. William D. Meinert 
Nuclear Engineer 
Massachusetts Municipal Wholesale 
Electric Company 
P.O. Box 426 
Ludlow, MA  01056-0426 
 
Site Vice President 
Entergy Nuclear Operations 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA  02360-5508 
 
General Manager, Plant Operations 
Entergy Nuclear Operations 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA 02360-5508 
 
Director, Nuclear Safety Assurance 
Entergy Nuclear Operations 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA  02360-5508 
 
Manager, Licensing 
Entergy Nuclear Operations 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA  02360-5508 
 



 

 

Pilgrim Nuclear Power Station  
 
cc: 
 
Senior Vice President 
Entergy Nuclear Operations, Inc. 
P.O. Box 31955 
Jackson, MS  39286-1995 
 
Vice President, Oversight 
Entergy Nuclear Operations, Inc. 
P.O. Box 31995 
Jackson, MS  39286-1995 
 
Senior Vice President and COO 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Vice President, Operations 
Entergy Nuclear Operations, Inc. 
Pilgrim Nuclear Power Station 
600 Rocky Hill Road 
Plymouth, MA  02360-5508 
 
Mr. Michael Kansler 
President & CEO/CNO 
Entergy Nuclear Operations, Inc. 
P.O. Box 31955 
Jackson, MS  39268-1995 
 
Mr. John F. McCann 
Director, Nuclear Safety & Licensing 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY  10601 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
Senior Manager, Nuclear Safety & 
Licensing 
Entergy Nuclear Operations, Inc. 
P.O. Box 31955 
Jackson, MS  39268-1995 
 
Assistant General Counsel 
Entergy Nuclear Operations 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Ms. Stacey Lousteau 
Treasury Department 
Entergy Services, Inc. 
639 Loyola Avenue 
New Orleans, LA  70113 
 
Mr. James Sniezek 
5486 Nithsdale Drive 
Salisbury, MD  21801-2490 
 
Mr. Michael D. Lyster 
5931 Barclay Lane 
Naples, FL 34110-7306 
 
Mr. Garrett D. Edwards 
814 Waverly Road 
Kennett Square, PA  19348  
 
Mr. John Doering 
P.O. Box 189 
Parker Ford, PA 19457 



 

 

 
 

NUCLEAR REGULATORY COMMISSION 
 

ASSESSMENT OF 3-MONTH RESPONSE 
 

TO GENERIC LETTER 2008-01 
 

PILGRIM NUCLEAR POWER STATION 
 

DOCKET NO. 50-293 
 
1.  Background 
 
On January 11, 2008, the Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 
2008-01, “Managing Gas Accumulation in Emergency Core Cooling, Decay Heat Removal, and 
Containment Spray Systems” (Agencywide Documents Access and Management System 
(ADAMS) Accession No. ML072910759).  The GL requested licensees to submit information to 
demonstrate that the emergency core cooling, decay heat removal, and containment spray 
systems (hereinafter referred to as the “subject systems”) are in compliance with the current 
licensing and design bases and applicable regulatory requirements, and that suitable design, 
operational, and testing control measures are in place for maintaining this compliance.  
Specifically, the GL requested licensees to provide:  (1) a description of the results of 
evaluations that were performed in response to the GL; (2) a description of all corrective actions 
that the licensee determined were necessary; and (3) a statement regarding which corrective 
actions were completed, the schedule for completing the remaining corrective actions, and the 
basis for that schedule. 
 
In accordance with Section 50.54(f) of Title 10 of the Code of Federal Regulations (10 CFR), 
GL 2008-01 required that each licensee submit the requested information within 9 months 
(hereinafter referred to as the “9-month submittal”) of the date of the GL.  The GL also stated 
that if a licensee cannot meet the requested 9-month response date, the licensee is required to 
provide a response within 3 months (hereinafter referred to as the “3-month submittal”) of the 
date of the GL, describing the alternative course of action it proposes to take, including the 
basis for the acceptability of the proposed alternative course of action. 
 
2.  Licensee’s Proposed Alternative Course of Action 
 
By letter dated May 7, 2008, Entergy Nuclear Operations (the licensee) submitted a 3-month 
response to GL 2008-01 for Pilgrim Nuclear Power Station (PNPS).  The licensee stated they 
cannot meet the requested 9-month schedule for submitting the requested information because 
walkdowns of the GL subject systems cannot be completed.  The GL subject systems include 
the emergency core cooling system (high-head safety injection, intermediate head safety 
injection and low-head safety injection system), shutdown cooling system, and containment 
spray system.  The required walkdowns cannot be completed because portions of the GL 
subject systems are inaccessible during power operation for the following reasons:  (1) the 
walkdowns of these systems require entry into areas of high radiation or inerted atmosphere 
(less than 4% oxygen inside drywell); (2) restrictions on removal of insulation from piping 
prevent removal of sections of insulation needed to perform evaluation of the piping systems; 
and (3) erection of scaffolding may be prohibitive for locations over safety related equipment or 
if high radiation levels exist in the area of concern precluding scaffolding insulation. 
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The licensee also stated that all other system walkdowns will be completed during the 9-month 
timeframe prescribed in the GL (i.e., by October 11, 2008).  As an alternative course of action, 
the licensee plans to complete walkdowns of those areas only accessible during an outage 
during the next refueling outage (RFO) scheduled for April 2009.  The licensee’s letter dated 
May 7, 2008, listed the following commitments: 
 

1. Complete the detailed walkdowns of inaccessible sections of GL subject systems prior to 
startup from the next refueling outage planned for April 2009. 

2. Evaluate GL subject systems within 90 days following the completion of the next       
RFO 17. 

The licensee stated that the alternative course of action is acceptable based on the following: 
 

1. Previous surveillance testing performed on GL subject systems and interviews with 
operations personnel indicate that there are currently no gas voiding issues. 

2. Operating procedures include monthly venting of the GL subject systems to ensure that 
systems are maintained sufficiently filled.  No current issues have been identified in the 
performance of these procedures. 

3. Inservice testing of the GL subject systems are routinely performed and no known issues 
impacting pump operability have been identified during this testing.  PNPS has improved 
venting procedures to ensure adequate system venting and filling. 

Based on the above considerations, the licensee stated that it has confidence that the GL 
subject systems can perform their required design functions based on the above-described 
operating experience, surveillances, performance testing, and past corrective actions that 
included procedural changes to better facilitate venting the affected piping systems.  As such, 
the licensee concluded that completing performance of detailed walkdowns on a portion of 
subject piping systems that are inaccessible during power operation outside of the requested 9-
month timeframe is an acceptable alternative course of action. 
 
3.  NRC Staff Assessment  
 
The NRC staff finds that, with the exception of the clarifications and associated requests 
discussed below, that the licensee’s proposed alternative course of action is acceptable based 
on the above-described operating experience, testing, procedures and corrective actions 
associated with managing gas accumulation at PNPS.   
 
The NRC staff notes examples where the licensee’s 3-month submittal dated May 7, 2008, does 
not clearly describe the content and/or schedule for the 9-month submittals.  Specifically, the 
licensee does not provide information indicating if it will submit the walkdowns and evaluations 
of the accessible portions by the timeframe prescribed in the GL (i.e., by October 11, 2008).  In 
addition, although the submittal states that the licensee’s evaluations of the inaccessible 
sections of the subject systems will be completed within 90 days following completion of RFO 
17, it is not clear if that is the date the information will be submitted to the NRC. 
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The NRC staff requests the licensee to submit the information requested in GL 2008-01 as 
follows: 
 
(1) 9-Month Initial Submittal - For the portions of the subject systems that are accessible 

prior to the PNPS, April 2009 refueling outage, provide all GL requested information to 
the NRC by October 11, 2008. 

 
(2) 9-Month Supplemental (Post-Outage) Submittal - Except for the long-term items 

described below, provide all remaining GL requested information for the subject systems 
to the NRC within 90 days following the completion of the next RFO 17 at PNPS. 

 
For each of these two submittals (the 9-month initial and supplemental submittals), and 
consistent with the information requested in the GL, the licensees should provide:  (1) a 
description of the results of evaluations that were performed in response to the GL; (2) a 
description of all corrective actions that the licensee determined were necessary; and (3) a 
statement regarding which corrective actions were completed, the schedule for completing the 
remaining corrective actions, and the basis for that schedule. 
 
The NRC staff noted that the licensee’s submittal dated May 7, 2008, did not mention other 
potential long-term actions that are identified in the GL.  For instance, the industry is assessing 
whether it is necessary to perform pump testing to determine the allowable limits on ingested 
gas volume in pump suctions, as well as the need to develop an analysis capability to 
adequately predict void movement (entrapped gas) from piping on the suction side of the pumps 
into the pumps.  It is unlikely this industry effort will be complete for the 9-month initial or 
supplemental submittals.  Further, technical specification changes may be necessary to reflect 
the improved understanding achieved during response to the GL, but these cannot be fully 
developed for the 9-month initial or supplemental submittals.  A Technical Specifications Task 
Force traveler may provide a generic example that can be adopted by licensees.  The NRC staff 
requests that the licensee address in its 9-month submittal how it plans to track such long-term 
actions (e.g., Corrective Action Program and/or commitment tracking).  The NRC plans to 
perform followup inspections of licensee responses to GL 2008-01 at all plants using a 
Temporary Instruction inspection procedure. 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


