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July 7, 2008 
 
 
 
 
 
Ms. Andrea L. Sterdis 
Manager, Nuclear Licensing & Industry Affairs 
Nuclear Generation Development & Construction 
Tennessee Valley Authority 
1101 Market Street 
Chattanooga, Tennessee  37402-2801 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 066 RELATED TO 

SRP SECTION 01 FOR THE BELLEFONTE UNITS 3 and 4 COMBINED 
LICENSE APPLICATION 

 
Dear Ms. Sterdis: 
 
By letter dated October 30, 2007, as supplemented by letters dated November 2, 2007, January 
8, 2008 and January 14, 2008, Tennessee Valley Authority (TVA) submitted its application to 
the U. S. Nuclear Regulatory Commission (NRC) for a combined  license (COL) for two AP1000 
advance passive pressurized water reactors pursuant to 10 CFR Part 52.  The NRC staff is 
performing a detailed review of this application to enable the staff to reach a conclusion on the 
safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter. 
 
To support the review schedule, you are requested to respond within 45 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

 
If you have any questions or comments concerning this matter, you may contact me at 
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte 
combined license at 301-415-1132. 
 

Sincerely, 
 
 /RA/ 
 

Ravindra G. Joshi, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information 
 
 
 



 

 
If you have any questions or comments concerning this matter, you may contact me at 
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte 
combined license at 301-415-1132. 
 

Sincerely, 
 
 /RA/ 
 

Ravindra G. Joshi, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Bellefonte Units 3 and 4 

Tennessee Valley Authority 
Docket No. 52-014 and 52-015 

SRP Section: 01-Introduction and Interfaces 
Application Section: FSAR 1.9.1.1 

 
QUESTION from AP1000 Projects Branch 1 (NWE1)  
 
01-5 
Westinghouse DCD Appendix 1A provides an evaluation of the degree of AP1000 compliance with 
NRC Division 1 Regulatory Guides.  Westinghouse DCD Table 1.9-1 identifies the appropriate DCD 
cross reference for those regulatory guides applicable to AP1000. 
 
Bellefonte FSAR Section 1.9.1.1, “Division 1 Regulatory Guides-Power Reactors”, states in part, 
“Appendix 1AA provides an evaluation of the degree of compliance with Division 1 regulatory guides as 
applicable to content of this FSAR, or to the site-specific design, construction and/or operational 
aspects.” Section 1.9.1.1 also states that Table 1.9-201 identifies the appropriate regulatory guide to 
FSAR cross-reference and the cross-referenced sections contain descriptive information applicable to 
the regulatory guide positions found in Appendix 1AA. 
Bellefonte Appendix 1AA supplements the information in DCD Appendix 1A. 
 
Based on the above, for Bellefonte, compliance with Regulatory Guides consists of Westinghouse DCD 
Appendix 1A and Bellefonte Section 1.9.1.1 and Appendix 1AA. 
  
The result of our review of the above documents is provided below: 
 
1. Appendix 1AA lists the later version of the Regulatory Guides when compared with the DCD 
Table 1.9-1 {e.g., Reg. Guide 1.7, 1.13, 1.20, 1.26, 1.29, 1.97 (Table 1.9-201 lists  Revision 4 for 
Regulatory Guide 1,97 and cross references to Appendix 12AA of the FSAR (NEI-07-03).  NEI-07-03 in 
Section 12.5.3 states in part that the types and characteristic of instrumentation are consistent with 
guidance in Regulatory Guide 1.97. NEI-07-03 references Revision 4 of Regulatory Guide 1.97 but 
Appendix 1AA discusses Rev. 3)} but does not discuss compliance with the later version. Instead, a 
statement is provided to indicate that conformance with the earlier revision is documented in the DCD. 
There is no explanation or justification in Appendix 1AA to indicate why the latest version of the 
Regulatory Guide is not applicable or not within the scope of the COLA. Please clarify the apparent 
discrepancy between compliance discussions for different revisions of Regulatory Guides. 
2.  Bellefonte FSAR Section 1.9.1.1 states in part that any exceptions or alternatives to the 
provisions of the regulatory guides are identified and justification is provided (reference Appendix 1AA). 
However, for certain Regulatory Guides exception is provided but not justified. (e. g., R.G. 1.21, 
Position C.6, provides an exception and states that ANSI N13.1-199 is used. Provide a justification why 
the specific ANSI standard is an alternative method to meet the specific regulatory Position 0 (other 
examples are R.G. 1.152, R. G. 8.6). 
  
Please note that additional questions may be forthcoming relevant to the technical and/or 
regulatory adequacy of this part of the application as the technical staff completes its reviews in the 
various chapters. 
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