
July 11, 2008 
 
Mr. Keith J. Polson 
Vice President Nine Mile Point 
Nine Mile Point Nuclear Station, LLC 
P.O. Box 63 
Lycoming, NY 13093 
 
SUBJECT: REQUEST FOR ADDITIONAL INFORMATION REGARDING NINE MILE POINT 

NUCLEAR STATION, UNIT NO. 2, TWO INOPERABLE CONTROL ROOM AIR 
CONDITIONING SUBSYSTEMS (TAC NO. MD6352) 

 
Dear Mr. Polson: 
 
By letter dated July 30, 2007, as supplemented on April 7, 2008, Nine Mile Point Nuclear 
Station, LLC requested an amendment to the Nine Mile Point Nuclear Station, Unit No. 2 
Renewed Facility Operating License.  The requested license amendment would revise 
Technical Specification (TS) 3.7.3, “Control Room Envelope Air Conditioning (AC) System,” to 
add an ACTION to the TS for two inoperable control room envelope AC subsystems.  The 
proposed ACTION would allow 72 hours to restore one control room envelope AC subsystem to 
operable status and would require verification that the control room temperature remains  
< 90 degrees Fahrenheit (ºF) every 4 hours. 
 
The Nuclear Regulatory Commission (NRC) staff has reviewed the information provided in that 
letter and supplement and has determined that additional information is needed to complete its 
review.  Enclosed is the NRC staff’s request for additional information (RAI).  The RAI was 
discussed with your staff on June 30 and July 7, 2008, and it was agreed that your response 
would be provided within 60 days from the date of this letter.   
 

Sincerely, 
 
       
      /RA/ 

 
Richard V. Guzman, Senior Project Manager 
Plant Licensing Branch I-1 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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Nine Mile Point Nuclear Station, Unit No. 2 
 
cc: 
 
 
Mr. Michael J. Wallace, Vice-Chairman 
Constellation Energy  
100 Constellation Way, Suite 1800P 
Baltimore, MD 21202 
 
Mr. Henry B. Barron,  President, CEO & 
Chief Nuclear Officer 
Constellation Energy Nuclear Group, LLC  
100 Constellation Way, Suite 200C 
Baltimore, MD  21202 
 
Mr. Terry F. Syrell 
Director, Licensing 
Nine Mile Point Nuclear Station 
P.O. Box 63 
Lycoming, NY  13093 
 
Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA  19406 
 
Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 126 
Lycoming, NY  13093 
 
Supervisor 
Town of Scriba 
Route 8, Box 382 
Oswego, NY  13126 
 
Charles Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY  10271 
 
Mr. Paul D. Eddy 
New York State Department of  
  Public Service 
3 Empire State Plaza, 10th Floor 
Albany, NY  12223 
 

Mark J. Wetterhahn, Esquire 
Winston & Strawn 
1700 K Street, NW 
Washington, DC  20006 
 
Carey W. Fleming, Esquire 
Sr. Counsel - Nuclear Generation 
Constellation Energy Nuclear Group, LLC 
750 East Pratt Street, 17th Floor 
Baltimore, MD 21202 
 
Mr. John P. Spath 
New York State Energy, Research, and 
  Development Authority 
17 Columbia Circle 
Albany, NY  12203-6399 
 
Mr. Paul Tonko 
President and CEO 
New York State Energy, Research, and 
  Development Authority 
17 Columbia Circle 
Albany, NY  12203-6399 
 
Mr. Gary L. Detter 
Manager – Nuclear Safety and Security 
Constellation Energy Nuclear Group, LLC 
100 Constellation Way, Suite 200C 
Baltimore, MD  21202 
 
Mr. James R. Evans 
LIPA 
P.O. Box 129 
Lycoming, NY 10393 
 
 
 
 
 



 

Enclosure 

REQUEST FOR ADDITIONAL INFORMATION 
 

NINE MILE POINT NUCLEAR STATION, UNIT NO. 2 (NMP2) 
 

TWO INOPERABLE CONTROL ROOM AIR CONDITIONING SUBSYSTEMS 
 

DOCKET NO. 50-410 
 
 

The Nuclear Regulatory Commission (NRC) staff has reviewed the Nine Mile Point Nuclear 
Station submittal dated July 30, 2007, and the supplemental response dated April 7, 2008, in 
support of your request to revise NMP2 Technical Specification (TS) 3.7.3, “Control Room 
Envelope Air Conditioning (AC) System.”  The proposed revision would add an ACTION to the 
TS for two inoperable control room envelope AC subsystems.  The proposed ACTION would 
allow 72 hours to restore one control room envelope AC subsystem to operable status and 
would require verification that the control room temperature remains < 90 ºF every 4 hours.  The 
NRC staff has determined that additional information requested below will be needed to 
complete its review.  
 
Limiting condition for operation (LCO) 3.7.3 requires each control room envelope AC subsystem 
to be operable or have operability.  LCO 3.7.3, Condition A (two control room envelope AC 
subsystems inoperable with safety function maintained) specifies a plant condition for the LCO 
not met because both required systems are inoperable, yet functional.   
 
The concept of “safety function maintained” as separate and distinct from the concept of 
“operability” is not defined in the operating license TS.  The NMP2 Bases describe the 
requirements implied by Condition A; however, Title 10 of the Code of Federal Regulations 
(10 CFR) Section 50.36, states, in part, “the bases or reasons for such specifications, other than 
those covering administrative controls, shall also be included in the application, but shall not 
become part of the technical specifications.”  Therefore, TS requirements cannot be established 
by bases statements.   
 
The discovery of a degraded or nonconforming condition may call into question the operability of 
one or more LCO 3.7.3 control room envelope AC subsystem components.  A subsequent 
determination of operability should be based on the licensee’s “reasonable expectation,” from 
the evidence collected, that the control room envelope AC subsystem are operable and that the 
operability determination will support that expectation.  It should be noted that the standard of 
“reasonable expectation” is a high standard, and that there is no such thing as an indeterminate 
state of operability; structures, systems, and components are either operable or inoperable.  
Thus, a TS-required system cannot be both inoperable and maintain safety function.   
 
Please clarify TS 3.7.3, Condition A and B statements, regarding the indeterminate “functional” 
state of equipment that is required to be operable. 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


