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From: Adams II, Samuel L. [adamssl@westinghouse.com]
Sent: Wednesday, July 09, 2008 9:53 AM
To: Bill Gleaves
Cc: Perry Buckberg; Rhonda Carmon
Subject: FW: RAI-SRP 8.3-EEB-01 through 05
Attachments: RAI SRP8.3 draft.doc

Hi Billy, 
 
I acknowledge receipt of the attached RAIs on SRP Section 8.3. 
 
I will let you know as soon as possible if a clarification call is necessary. 
 
Thanks. 
 
Sam 
 

From: Bill Gleaves [mailto:Bill.Gleaves@nrc.gov]  
Sent: Tuesday, July 08, 2008 1:38 PM 
To: Adams II, Samuel L. 
Cc: Rhonda Carmon; Om Chopra 
Subject: RAI-SRP 8.3-EEB-01 through 05 
 
Sam, 
 
Attached is a new RAIs on Chapter 8.3.  Please respond when you have received this RAI.  This RAI is draft 
and subject to change, unless Westinghouse agrees to respond to this RAI as-is. 
 
Billy 
 
************** 
William (Billy) Gleaves 
Sr. Project Manager 
NRO/Division of New Reactor Licensing 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555 
Ph: (301) 415‐5848 
Fax: (301) 415‐5399 
Cell: (443) 756‐9019 
************** 
The contents of this message may be sensitive. 
Therefore, if this message has been sent in error, 
please delete it. Your receipt of this message is not 
intended to waive any applicable privilege. Please 
do not disseminate this message without the  
permission of the author. 
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RAI-SRP8.3-EEB-01: Regarding the following statement in TR79: "The calculated value 
of short circuit current which represents the DCD defined and calculation supported 
source equipment sizes (UAT and RAT at 70MVA), and with an impedance value low 
enough to allow for the starting of the largest pump is well in excess of 50KA (about 
58KA conservatively)."  Rewrite the sentence as per our phone discussion. Provide 
justification for this change as to why the interrupting rating changed from 40kA to 63kA.  
Does this change the onsite distribution system analysis? 
 
RAI-SRP8.3-EEB-02: Regarding the following statement in TR79: "Figure 8.3.1-1 (plant 
single line drawing) of the DCD did not show the air cooled chillers VWS-MS-02 and 
VWS-MS-03 being fed from the 6.9KV busses.  This is inconsistent with the design for 
this size motor load and the DCD was revised to reflect these loads being directly 
connected to the 6.9kV busses."  Provide background information on where the pumps 
were originally powered from and why this change was made.  Also, provide discussion 
on whether this change will affect the onsite distribution system analysis. If not, provide 
explanation. 
 
RAI-SRP8.3-EEB-03: Regarding the following statement in TR79: "The Revision 15 1-
line figure, DCD figure 8.3.1-1 shows 3 feeders for 3 raw water pumps.  The change is to 
have each of these three feeders support the respective raw water pump in addition to 
the auxiliaries of each pump (page 8.3-53)." Provide background information on where 
the pumps were originally powered and how in the revised design the pump auxiliaries 
will be powered.  Also, provide discussion on whether this change will affect the onsite 
distribution system analysis. If not, provide explanation. 
 
RAI-SRP8.3-EEB-04: Figures 8.3.1-1 and 2.6.1-1 with regard to unit auxiliary 
transformer ZAS-ET-2C do not match.  What is the purpose of DCD page 52--It shows 
the same line diagram as 8.3.1-1. 
 
RAI-SRP8.3-EEB-05: In DCD Revision 16, provide justification for the changes listed in 
Table 8.3.1-2 (Sheets 2, 3, & 4 of 4).   
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