PMNorthAnna3COLPEmails Resource

From: Thomas Kevern

Sent: Wednesday, July 23, 2008 5:00 PM

To: Dominion.Naps3ColaRAI@DOM.COM

Cc: Regina.Borsh@dom.com; NorthAnna3COL Resource
Subject: North Anna RAI 14.03.10-2

Gina:

Follow-up to your telephone request for clarification of RAI 14.03.10-2:

"Part 10, ITAAC Table 2.3-1 — COL application (Part 10) Table 2.3-1, “ITAAC for Emergency Planning,” addresses the
Technical Support Center (TSC) in planning standard 5.0, “Emergency Facilities and Equipment” (see pages 10-8 and 10-9).
The associated acceptance criteria do not address the availability of plant and environmental information in the TSC. Provide
an appropriate acceptance criterion, consistent with acceptance criteria 8.1.5 in Table .II.1.B1, “Emergency Planning —
Generic Inspections, Tests, Analyses, and Acceptance Criteria (EP-ITAAC),” of Regulatory Guide (RG) 1.206. Attached is
the subject RAI letter - includes questions re SRP Sections 02.03.05, 03.09.03, 05.03.01, and 14.03.10."

The staff provides the following clarification:

The RAI addresses North Anna COLA (Part 10) Table 2.3-1, and notes that the COLA ITAAC table did not include an
acceptance criterion that will verify that, after the new reactor and TSC are built, plant and environmental information is
actually available in the (as built) TSC. This is addressed in RG 1.206, generic ITAAC Table C.I1.1-B1, acceptance criterion
8.1.5 (page C.IL.1-B5), as follows: *8.1.5 The TSC has the means to receive, store, process, and display plant and
environmental information, and to initiate emergency measures and conduct emergency assessment. [The COL applicant
will adopt design certification criteria, if applicable, or otherwise identify specific capabilities.]

The purpose of EP ITAAC is to act as placeholders for various aspects of emergency planning (in an ESP or COL
application) that are not available, and cannot be evaluated prior to actual construction of the new reactor/facilities/systems.
The staff's EP reasonable assurance determination must include an evaluation of TSC data availability in support of the new
reactor. Generic acceptance criterion 8.1.5 was written to capture the TSC guidance in NUREG-0696, Section 2.8
("Instrumentation, Data System Equipment, and Power Supplies"), and Section 2.9 ("Technical Data and Data System"). The
necessary ITAAC can be individually crafted by a COL applicant, to reasonably address the basic aspects of Sections 2.8 and
2.9.

The comparable Vogtle COLA EP ITAAC (for U-3) is acceptance criterion 5.1.3, which states: 'The plant parameters listed
in Table Annex V2H-1, "Post Accident Monitoring Values," can be retrieved and displayed in the TSC' (publically available
at ADAMS No. ML071970283, page 13-124). This ITAAC, along with the referenced table, is an acceptable example, in
that it is sufficiently objective - without getting into procedure-level detail - and can be reviewed by the staff (or
stakeholders) prior to issuance of the COL. After construction of the reactor and new TSC, the actual availability of the
systems/equipment in the TSC can be verified - thus, confirming that the ITAAC acceptance criterion has been 'met.' In
short, the availability of TSC data capabilities cannot be verified prior to actual construction of the reactor (and new TSC);
hence, the need for an ITAAC.

Please contact me if questions.

Tom
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