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Your ref: Docket No. 52-006
Our ref: DCP/NRC2214

July 24, 2008

Subject: AP1000 Response to Request for Additional Information (SRP10.4.7)

Westinghouse is submitting a response to the NRC request for additional information (RAI) on SRP
Section 10.4.7. This RAI response is submitted in support of the AP1000 Design Certification
Amendment Application (Docket No. 52-006). The information included in the response is generic and is
expected to apply to all COL applications referencing the AP 1000 Design Certification and the AP 1000
Design Certification Amendment Application.

A response is provided for RAI-SRP 1O.4.7-ICE-01, as sent in an email from Dave Jaffe to Sam Adams
dated April 30, 2008. This response completes all requests received to date for SRP Section 10.4.7. A
response for RAI-SRP0O.4.7-SBPA-01 was submitted under letter DCP/NRC2165 dated June 20, 2008.

Questions or requests for additional information related to the content and preparation of this response
should be directed to Westinghouse. Please send copies of such questions or requests to the prospective
applicants for combined licenses referencing the AP 1000 Design Certification. A representative for each
applicant is included on the cc: list of this letter.

Very truly yours,

'Robert Sisk, Manager
Licensing and Customer Interface
Regulatory Affairs and Standardization
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API1000 TECHNICAL REPORT REVIEW

Response to Request For Additional Information (RAI)

RAI Response Number:
Revision: 0

RAI-SRP10.4.7-ICE-01

Question:
Within the AP1 000 DCD Revision 16, Tier 2, Chapter 10, Figure 10.4.7-1, Sheet 4, "Condensate
and Feedwater System Piping and Instrumental Diagram," the notes have been removed from
the figure. On page 8 of Technical Report 103, in the first paragraph it states that Note 3 and
Note 4 will be revised. Without the notes, Technical Report 103 is referencing notes in Figure
10.4.7-1 that do not exist. Update and/or correct.

Westinghouse Response:

The notes previously provided in DCD revision 15 were inadvertently omitted from the figure in
DCD revision 16. The original notes will be re-inserted as modified by Technical Report 103
(TR 103). This change will be incorporated in the next revision to the DCD.

Reference:
1. APP-GW-GLN-019, "Fluid System Changes", Technical Report Number 103

Design Control Document (DCD) Revision:

Re-insert DCD Rev.15 notes 1-9 on Figure 10.4.7-1 with the following modifications to Notes 3
and 4 as described in TR 103:

3. SEE DRAWINGS APP-PLS-J1-444-144 AND APP-PMS-Jl-110 FOR STARTUP
FEEDWATER PUMP AUTO START AND TRIP LOGIC.

4. SEE DRAWING APP-PLS-J1--1-15143 FOR STARTUP FEEDWATER HEADER PRESSURE
AND STARTUP FEEDWATER TEMPE•RATUJRE INPUTS TO STARTUP FEEDWATER
CONTROL.

PRA Revision:
None

Technical Report (TR) Revision:
None
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