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Dear Mr. 7'Reilly:
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M. Ticass an Bovesber 19, 1980, in sccordcnoe with 10 CFR 50.55(e).
Pacl-*~d is ocur first interis report. We expect to provide additional
aforstion by Pedruary 20, 1501.
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PTS 857-2581.
Very truly yours,
TENNESSEE VALLEY AUTHORITY
;.&M
NBuclear Regulation and Safety
Enclosure

cc: Mr. Victor Stello, Direntor (Enclosure)
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WATTS BAR NUCLEAR PLANT UNITS 1 AND 2
IMPROPER INSTALLATION OF BELLOWS
TYPE PENETRATIONS
NRC 2521 - 2782
10 CPR 50.55(e)

FIRST INTERIM REPORT

Description of Condition

Several bellows type containment penetrations in Watts Bar Nuclear
Plant wmit 1 have been found to be improperly installed. The bellows
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by TVA.

Corrective Action




