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Lear Mr. O'Reillys:

WATTS BAR NUCLEAR PLANT UNIT 2 - LACK OF WESTINGHOUSE QUALITY ASSUP4R":.
REVIEW ON FIELD CHANGE NOTICE - WBRD-50-391/81-28 - 1HIRD INTERIm REPC."

The subject deficiency was initially reported to NRC-OIE Iaspector

R. V. Crlenjak on Felrvary 27, 1981 in accordance with 10 CFR 50.55(e)
as NCP WBN 8103. TVA considers this deficlency to be potentially
reportable under 10 TFR Part 21. Interim reports were submitted on
April 3 and June 4, 1981. We expect to provide additisnal information
by November 19, 1981,

TVA is still in the proces: of evaluating this probles with Westinghouse.
A more detailed report of this evaluation will be providecd in our next
report.

If you have any questions, please get in touch with D. L. Lrmbert at
FTS 857-2581.

Very truly yours,
TYNNESSEE VALLEY AUTE KITY
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L. M. Miils, Manager
Nuciear Regulation and Safsty

ce: Mr. Victor Stello, Director
Office of Inspection and Enforcement

U.S. Nuclear Regulatory Commission
Washington, DC 20555
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