
TENNESSEE VALLEY AUTHORITY 
CHATTANOOGA TE'4NESSEE 3744 19% 
400o Chestnut Street To I 

ýi ýbýSt 7, 1981 
WBRD-5o-390/81-60 
WBRD-50-39 1/81-56'2.' 

Mr. James P. OtReilly, Director 
Office of Inspection and Enf'orcement j 
U.S. Nuclear Regulatory Comission 
Region II - Suite 3100 
101 Harietta Street 
Atlanta, Georgia 30303 t 

Dear Mr. O'Reilly: 

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2 -VENDOR WELDS IN TRITIATED AND FLOOR 
DRAIN COLLECTOR TAMK - WBRD-50 -390/81-60, WBRD-50 -39 1/81-56 - FIRST 
INTERIM REPORT 

The subject deficiency was initially reported to NRC-OIE Inspector 
P. Taylor an July 7, 1981 in accordance with 10 CFR 50.55(e) as 
NCR 3380R. Enclosed is our first interim report. The submittal date 
or this report was discussed with Inspector Taylor on August 3, 1981.  
We expect to submit our next report by September 30, 1981. We consider 
10 CFR Part 21 applicable to this deficiency.  

If you have any q'jestions, please get in touch with D. L. Lambert at 
FTS 857-2581.  

Very truly yours, 

TEFNNESS EE VALLEY AUTHORITY 

L. H. Mills, "aaer 
Nuclear Regulation and Safety 

E'ýClosujre 
cc: Mr. Victor 3telLo, Director (Enclosure) 

Off'ice of Inspection and Enforcement 
U.S. Nuclear Regulatory Coruission 
Washington, DC 20555 
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WATTS BAR NUCLEAR PLANT UNITS I AND 2 
VENDOR WELDS IN TRITIATED AND FLOOR DRAIN COLLECTOR TANKS 

WBRD-50-390/81-60, WBRD-50-39 1/81-56 
10 CFR 50.55(e) 

FIRST INTERIM REPORT 

Description of Deficiency 

A craft concern indicated that welds may be deficient on the seismic 1(L) supports to the tritiated drain collector tank and the floor drain 
collecior tank. Defective welds on the tritiaz~ed drain collector tank had previously been identified as nonconforming but dispositioneci, *use-as-is" by the site Westinghouse representative and site construction engineer.  

Other apparently deficient vendor welds have been reported to responsible 
engineers by field employees indicating a potentially inadequate vendor 
Inspection program.  

Interim Progress 

TVA is finalizing the study to determine the generic implications of the 
condition and to develop corrective action.


