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PMNorthAnna3COLPEmails Resource

From: NorthAnna3COL Resource
Sent: Friday, August 01, 2008 2:43 PM
To: NorthAnna3COL Resource
Subject: FW: RAI Telecon Summaries - telecons dated May 1, 8, 20, & 27 
Attachments: RAI PhoneSumm050108.doc; RAI PhoneSumm050808.doc; RAI PhoneSumm052008.doc; 

RAI PhoneSumm052708.doc

 
 
From: Thomas Kevern  
Sent: Tuesday, May 27, 2008 2:03 PM 
To: NorthAnna3COL Resource 
Subject: RAI Telecon Summaries - telecons dated May 1, 8, 20, & 27 <AE>  
 
 



 
 
Hearing Identifier:  NorthAnna3_Public_EX  
Email Number:  105  
 
Mail Envelope Properties   (21707AE0BEC04F4BB5502E2483D69D6A19E80E6056)  
 
Subject:   FW: RAI Telecon Summaries - telecons dated May 1, 8, 20, & 27   
Sent Date:   8/1/2008 2:42:59 PM  
Received Date:  8/1/2008 2:43:00 PM  
From:    NorthAnna3COL Resource 
 
Created By:   NorthAnna3COL.Resource@nrc.gov 
 
Recipients:     
"NorthAnna3COL Resource" <NorthAnna3COL.Resource@nrc.gov>  
Tracking Status: None 
 
Post Office:   HQCLSTR02.nrc.gov  
 
Files     Size      Date & Time  
MESSAGE    181      8/1/2008 2:43:00 PM  
RAI PhoneSumm050108.doc    24570  
RAI PhoneSumm050808.doc    24570  
RAI PhoneSumm052008.doc    24570  
RAI PhoneSumm052708.doc    25082  
 
Options  
Priority:     Standard   
Return Notification:    No   
Reply Requested:    No   
Sensitivity:     Normal  
Expiration Date:      
Recipients Received:     
  



May 23, 2008 
 
MEMORANDUM TO: File (Docket No. 52-017, North Anna Unit 3 COL Application)  
 
FROM:   Thomas A. Kevern, Senior Project Manager  

ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing  
Office of New Reactors  

 
SUBJECT:  Summary of Telephone Call with Applicant on May 1, 2008 
 
 
On May 1, 2008, NRC staff (T. Kevern, K. Gruss, N. Ray, E. Oesterle) participated in a 
telephone conference call with Dominion representatives (G. Borsh, J. Hayden, et al) regarding 
the staff’s detailed review of the North Anna Unit 3 COL application.  The purpose of the call 
was to discuss technical topics which may lead to requests for additional information (RAIs).   
 
The staff identified questions in the following areas:  1) reactor pressure-temperature limits, 2) 
inservice test program, 3) flow-accelerated corrosion protection, and 4) reliability assurance 
program.  The questions were discussed and the staff informed Dominion that RAIs would be 
forthcoming on the these topics.   
 
 



May 23, 2008 
 
MEMORANDUM TO: File (Docket No. 52-017, North Anna Unit 3 COL Application)  
 
FROM:   Thomas A. Kevern, Senior Project Manager  

ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing  
Office of New Reactors  

 
SUBJECT:  Summary of Telephone Call with Applicant on May 8, 2008 
 
 
On May 8, 2008, NRC staff (T. Kevern, R. Radllinski, E. McCann, D. Galvin) participated in a 
telephone conference call with Dominion representatives (G. Borsh, J. Hayden, et al) regarding 
the staff’s detailed review of the North Anna Unit 3 COL application.  The purpose of the call 
was to discuss technical topics which may lead to requests for additional information (RAIs).   
 
The staff identified a number of questions in the area of fire protection (SRP 9.5.1).  The 
questions were discussed and the staff informed Dominion that RAIs would be forthcoming on 
the fire protection program.   
 
 



May 23, 2008 
 
MEMORANDUM TO: File (Docket No. 52-017, North Anna Unit 3 COL Application)  
 
FROM:   Thomas A. Kevern, Senior Project Manager  

ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing  
Office of New Reactors  

 
SUBJECT:  Summary of Telephone Call with Applicant on May 20, 2008 
 
 
On May 20, 2008, NRC staff (T. Kevern, C. Munson, W. Wang, M. Snodderly, A. Pal, M. 
Morgan) participated in a telephone conference call with Dominion representatives (G. Borsh, J. 
Hayden, et al) regarding the staff’s detailed review of the North Anna Unit 3 COL application.  
The purpose of the call was to discuss technical topics which may lead to requests for additional 
information (RAIs).   
 
The staff identified questions related to stability of subsurface materials and foundations (SRP 
2.5.4 and 2.5.5), ESBWR containment isolation system (6.2.4), and plant startup test program 
(14.2).  The topics were discussed and the staff informed Dominion that RAIs would be 
forthcoming on these topics.   
 
 



May 27, 2008 
 
MEMORANDUM TO: File (Docket No. 52-017, North Anna Unit 3 COL Application)  
 
FROM:   Thomas A. Kevern, Senior Project Manager  

ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing  
Office of New Reactors  

 
SUBJECT:  Summary of Telephone Call with Applicant on May 27, 2008 
 
 
On May 27, 2008, NRC staff (T. Kevern, B. Musico, R. Foster) participated in a telephone 
conference call with Dominion representatives (J. Hayden, J. Costello, et al) regarding the 
staff’s detailed review of the North Anna Unit 3 COL application.  The purpose of the call was to 
discuss technical topics which may lead to requests for additional information (RAIs).   
 
The discussion focused on the staff’s inquiries regarding emergency planning.  The staff 
identified questions related to the evacuation time estimate, offsite emergency plans, and onsite 
emergency plans.  In addition, the staff identified two questions related to seismic analyses.  
The staff informed Dominion that RAIs would be forthcoming on these topics.   
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