
A TENNESSEE VALLEY AUTHORITY 

CHATTANOOGA. TENNESSEE 37401 
400 Chestnut Street Tower II 

004#401#16 g9g90O* 
111D-50-390/83-39 
NB3-50-391/83-39 

U.S. Nuclear Regulatory Commission 
Region II 
Aitta: r. Jame P. 0'Reilly, Regional Administrator 
101 Marietta Street, WN, Suite 2900 
Atlanta, Georgia 30303 

Dear !fr. O'Reilly: 

VATTS BAR NUCLEAR PLANT UNITS 1 AND 2 - SENS3NG OF PIPE BREW IN COMPOENT 
COOLI STSr - 1130-50-390/83-39, WBRD-50-391/83-39 - SUPP•NTAL 
WNODIATION 

The subject deficiency uas initially reported to NRC-OlE Inspector 
Linda Vatson on June 24, 1983 in accordance with 10 CPU 50.55(e) as 
NCR VWN NB 8301. Our first interim report and final report were submitted 
on July 22 and September 9, 1983, respectively.  

A typographical error vs identified in our final report on this 
matter. The error, under "Corrective Action," identifies that 
engineering change norioe .(EC) 235 usa issued us corrective action.  
The actual ECU number is and should be 1253. Please amend your 
records accordingly.  

If you have any questions, please get in touch with R. H. Shell at 

ITS 850-2688.  

Very truly yours, 

TENNSSEE VALLEY AUTHORITY 

A L. H. Mills, •aoager 
Nuclear Licensing 

ce: Ir. R.ohard C. DeToung, Director 
Office of Inspeotion and Enforcement 
U.3. Nuclear e latory Commission 
Vashington, D.C. 20555 

Records Center 
Institute of Nuolo#.- Pover Opemtions 
1100 Circle ?! rarlmay, Suite 1500 
Atlanta, S.orgia 30339 
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