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MFFFPEm Resource

From: Rex Wescott
Sent: Friday, July 25, 2008 1:37 PM
To: Kevin Morrissey
Cc: David Tiktinsky; James Downs
Subject: RE: Fire Protection RAI Clarification

The intent of the RAI is to assure that the SRS water supply will be adequate for water based suppression 
systems which could function to prevent a radioactive release from the MFFF.  The NRC staff recognizes that 
the SRS water distribution system is not seismically designed and could not be expected to function in a 
severe earthquake event.   The staff wants to know if there will be an adequate water supply for fire 
suppression during non seismic events such as heavy water usages at MFFF or DOE facilities; or water main 
failures.  The word "severe" should have referred to water supply conditions not water demand conditions.  
This aspect of the question may be answered using historical data on events, water supply design bases, 
ability to isolate sections of the distribution system (on both the MFFF and SRS), and/or other factors which 
provide confidence in the availability of the water supply.  The likelihood of water supply disruptions may also 
be considered, if such information exists. 
 
                           Rex 
 
-----Original Message----- 
From: Kevin Morrissey 
Sent: Thursday, July 24, 2008 1:04 PM 
To: Rex Wescott 
Subject: FW: Fire Protection RAI Clarification 
 
This one is all yours.  Any thoughts? 
 
-----Original Message----- 
From: Gwyn, Dealis W. [mailto:DWGwyn@moxproject.com] 
Sent: Thursday, July 24, 2008 12:59 PM 
To: David Tiktinsky; Kevin Morrissey 
Subject: Fire Protection RAI Clarification 
 
Dave, Kevin 
 
Could you please get some clarification from Rex his intent/expectations on the phrase "severe water demand 
conditions" in Fire Protection RAI 4, Item (b)?  We want to make sure we answer the question appropriately in 
our response. 
 
Thanks 
 
Dealis 
 
----------------------------------------- 
****Internet Email Confidentiality Footer**** 
 
Privileged/Company Confidential Information may be contained in this message.  If you are not the addressee 
indicated in this message (or responsible for delivery of the message to such person), you may not copy or 
deliver this message to anyone.  In such case, you should destroy this message and notify the sender by reply 
email. 
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Please advise immediately if you or your employer do not consent to Internet email for messages of this kind.  
Opinions, conclusions, and other information in this message that do not relate to the official business of Shaw 
Areva MOX Services LLC or its subsidiaries shall be understood as neither given nor endorsed by it. 
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