
TENNESSEE VALLEY AUTHORITY 

CHATTANOOGA. TENNESSEE 37401 

400 Chestnut Street Tower II 

July 21, 1983 

WBRD-50-390/81-73 
WBlRD-50-391/81-69 

U.S. Nuolear Regulatory Commission 
Region II 
Attn: Mr. Jams P. O'Reilly, Regional Administrator 
101 Marietta Street, NW, Suite 2900 
Atlanta, Georgia 30303
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Dear Mr. O'Reilly: 

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2 - DIESEL GENERATOR ROOM EXHAUST FAN 

MODIFICATION - WBRD-50-390/81-73, WBRD-50-391/81-69 - SUPPLEMENTAL 
INFORMATION 

The subject deficiency was initially reported to NRC-OIE Inspector 

R. V. Crlenjak on August 31, 1981 in accordance with 10 CFR 50.55(e) 
as NCR W-51-P. Interim reports were submitted on September 30 and 

December 2, 1981; February 17, March 16, July 12, and November 29, 1982; 

and February 23, 1983. Our final report was submitted on June 28, 1983.  

TVA's initial evaluations concerning reportability determined that 

10 CFR Part 21 was applicable to this nonconforming condition. However, 

due to oversight, our final report failed to identify this fact. The eight 

tans in the diesel generator room exhaust system were procured from the 

H. N. Porter Company, Warren, Ohio.  

If you have any questions, please get in touch with R. H. Shell at 

FTS 858-2688.  

Veiy truly yourt, 

TENNESSEE VALLEY AUTHORITY 

p SK .-.%^..^ 
A L. M. Mills, Manager 

Nuclear Licensing 

oo: Mr. Richard C. DeYoung, Director 
Office of Inspection and Enforcement 
U.S. Nuclear Regulatory Comission 
Washington, D.C. 20555
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Institute of Nuclear Power Operations 
1100 Circle 75 Parkway, Suite 1500 
Atlanta, Georgia 30339 
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