
 
September 30, 2008 

 
Mr. J. A. Stall 
Senior Vice President, Nuclear and  
     Chief Nuclear Officer 
Florida Power and Light Company 
P.O. Box 14000 
Juno Beach, Florida 33408-0420 
 
SUBJECT: TURKEY POINT, UNITS 3 AND 4 – NOTICE OF ISSUANCE OF AMENDMENTS 

REGARDING ROD POSITION INDICATION (TAC NOS. MD9229 AND MD9230) 
 
 
Dear Mr. Stall: 
 
The U.S. Nuclear Regulatory Commission is forwarding the enclosed ANotice of Issuance of 
Amendment to Renewed Facility Operating License,@ to the Office of the Federal Register for 
publication. 
 
This notice relates to changes to the Technical Specifications (TSs) in response to your 
application dated September 5, 2007, as supplemented by letter dated September 8, 2008.  
These amendments remove the notes associated with Turkey Point, Unit 4, License 
Amendment No. 221 regarding the inoperability of the Unit 4 Rod Position Indication (RPI) 
system for control rod F-8 in Shutdown Bank B and the notes associated with Turkey, Point 
Unit 3, Amendment No. 230 regarding the inoperability of the Unit 3 RPI system for control rod 
M-6 in Control Bank C.   
 
The RPI system for control rod F-8 was repaired during the Unit 4 Cycle 22 refueling outage in 
spring 2005; thus, the associated TS License Amendment No. 221 revisions are no longer 
required.  Similarly, the RPI system for control rod M-6 was repaired in June 2007; thus, the 
associated TS License Amendment No. 230 revisions are no longer required. 
 
If you have any questions, please contact me at 301-415-2020. 
 

Sincerely, 
 
/RA/ 
 
Brenda L. Mozafari, Senior Project Manager 
Plant Licensing Branch II-2 
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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Florida Power and Light Company  
 TURKEY POINT PLANT 

 
cc:

 
Mr. Mano Nazar  
Senior Vice President  
     and Nuclear Chief Operating Officer  
Florida Power & Light Company  
P.O. Box 14000 
Juno Beach, FL 33408  
 
M. S. Ross, Managing Attorney  
Florida Power & Light Company 
P.O. Box 14000 
Juno Beach, FL  33408-0420 
                                  
Marjan Mashhadi, Senior Attorney 
Florida Power & Light Company 
801 Pennsylvania Avenue, NW. 
Suite 220 
Washington, DC 20004 
 
William Jefferson, Jr. 
Site Vice President 
Turkey Point Nuclear Plant 
Florida Power and Light Company    
9760 SW. 344th Street 
Florida City, FL  33035     
 
County Manager  
Miami-Dade County               
111 Northwest 1 Street, 29th Floor       
Miami, Florida  33128         
 
Senior Resident Inspector 
Turkey Point Nuclear Plant 
U.S. Nuclear Regulatory Commission 
9762 SW. 344th Street 
Florida City, Florida 33035 
 
Mr. William A. Passetti, Chief 
Department of Health 
Bureau of Radiation Control 
2020 Capital Circle, SE, Bin #C21 
Tallahassee, Florida  32399-1741 
 
Mr. Craig Fugate, Director 
Division of Emergency Preparedness 
Department of Community Affairs 
2740 Centerview Drive    
Tallahassee, Florida 32399-2100 
 

Attorney General 
Department of Legal Affairs 
The Capitol 
Tallahassee, Florida 32304 
 
Michael Kiley  
Plant General Manager 
Turkey Point Nuclear Plant 
Florida Power and Light Company 
9760 SW. 344th Street 
Florida City, FL  33035 
 
Olga Hanek, Licensing 
Florida Power and Light Company 
Turkey Point Nuclear Plant        
9760 SW. 344th Street 
Florida City, FL  33035     
                                   
Don E. Grissette 
Vice President, Nuclear Operations, 
South Region  
Florida Power and Light Company  
P.O. Box 14000 
Juno Beach, FL 33408-0420 
 
Abdy Khanpour 
Vice President, Engineering Support 
Florida Power & Light Company 
P.O. Box 14000 
Juno Beach, FL 33408-0420 
 
Mark E. Warner 
Vice President, Nuclear Plant support 
Florida Power & Light Company 
P.O. Box 14000 
Juno Beach, FL  33408-0420 
 
Peter Wells, Acting VP, Nuclear 
Training and Performance Improvement 
Florida Power & Light Company 
P.O. Box 14000 
Juno Beach, FL  33408-0420 
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