
TENNESSEE VALLEY AUTH C Y 

CHATTANOOGA. TENNESSEE 37401' o . " 

400 Chestnut Street Tower II 

January , 8: 

WBRD-50-390/81-37 
MBRD-50-391/81-36 

Mr. James P. O'Reilly, Director 
Office of Inspection and Enforoeaent 
U.S. Nuclear Regulatory Commission- '3 
Region II - Suite 3100 
101 Marietta Street 
Atlanta, Georgia 30303 

Dear Mr. O'Reilly: 

WATTS BAR KLCLBAR ?PLNT UNITS 1 AND 2 - INCOMPLETE DRAWING CONTROL COMPUTER 
PRINTOUT - WBRD-50-390/81-37, MBRD-50-391/81-36 - FOURTH INTERIM REPORT 

The subject deficiency was initially reported to NRC-OIE Inspector 
R. V. Crlenjak on March 31, 1981, in accordance with 10 CFR 50.55(e) as 
NCR MBl MEB 8102. Our first interim report was submitted on April 30, 
1981; and our final report was submitted on June 9, 1981. As discussed 
with Inspector R. V. Crlenjak on October 13, 1981, TVA determined that 
further interim reports were necessary to resolve this item. Subsequently, 
our third interim report as submitted on November 13, 1981. TVA is 
continuing to work on resolution of this deficiency. We expect to provide 
further information by April 6, 1982.  

If you have any questimns, please get in touch with R. H. Shell at 
FTS 858-2688.  

Very truly yours, 

TENNESSEE VALLEY AUTHORITY 

L. . Mills, Manaer 
Nuclear Regulation and Scfety 

oo: Ar. Richard C. DeYoung, Director 
Office of Inspection and Enforoement 
U.S. Nuclear Regulatory Comission 
Washington, DC 20555 
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