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September 2, 1983I-) 

WBRD-50-390/81-26 SEP AG 8 
WBRD-50-391/81-25 

U.S. Nuclear Regulatory Ccuission 
Region II 
Attn: Mr. James P. O'Reilly, Regional Administrator 
101 Marietta Street, NW, Suite 2900 
Atlanta, Georgia 30303 

Dear Mr. O'Reilly: 

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2 - RETRIEVABLE INFORMATION USED IN 
PIPING ANALYSIS - WBRD-50-390/81-26, WBRD-50-391/81-25 - SUPPLEMENTAL FINAL 
REPORT 

The subject deficiency was initially reported to NRC-OIE Inspector 
R. V. Crienjak on March 16, 1981 in accordence with 10 CFR 50.55(e) as 
NCR WBN CEB 8104. Interim reports were submitted on April 10, June 11, 
and September 14, 1981; February 1, March 16, and August 5, 1982; and 
January 20, and May 11, 1983. Our final report was submitted on August 4, 
1983.  

As discussed with NRC-OIE Inspection Linda Watson on August 29, 1983, the 
date of September 1, 1983 for completion of corrective actions indicated in 
our final report on this matter was not met. While the valve list for the 
waste disposal system has been completed, 12 additional flow diagrams with 
obsolete information have been identified and are being revised. The 
corrective action on this matter will be completed by October 31, 1983.  

If you have any questions, please get in touch with R. H. Shell at 
FTS 858-2688.  

Very truly yours, 

TENNESSEE VALLEY AUTHORITY 

L. M. Mills, Manager 
Nuclear Licensing 

co: Mr. Richard C. DeYoung, Director 
Office of Inspection and Enforcement 
U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Records Center 
Institute of Nuclear Power Operations 
1100 Circle 75 Parkway, Suite 1500 
Atlanta, Georgia 30339 

8309090230 030902 OI4VCIAL U-) 
PDR ADOCA 05000390 

s PDR 
1983-TVA 50TH ANNIVERSAPY / 6 ) I 

An LquiAl Oppi tuwilty Imployei


