
TENNESSEE VALLIEY AUTHORITY 
CHATTANOOGA. TENNESSEI. 37401 

400 Chestnut Street Tower IT 
A A9 4 J 

August 7, 1-985 

U.S. Nuclear Regulatory Comission 
Region 11 
Atta:- Dr. J. Nelson Grace, Regional Administrator 
101 Marietta Street, M,. Suite 2900 
Atlanta. Georgia 30323 

Deew Der. Grace: 

WATTS MIAR NICAR PLANT UNIT 1 - SUPPLUIRUAL REPOKSI To DEIATIOg 
390/85-33-01 - FAILURE NAINTAIN 480 VOLT SHUTDO SOARD CIRCUIT MRAKER opEn 
AND MANNED It: COUTUL MONM WIMP THIS CONDITION IS NOT MIT 

TWA respondedl to D. U. Verrelli's letter dated Nay 7, 1965, report nmabers 
50390/85-33 and 50-391/85-28 concerning the suibject deviation,* by letter 
dated June 14. 1965. below is our supplmetal, response to the deviation.  

AS discussed With NEC-013 Region 11 Inspector A. 1Ipetoniw on July 29, 1985, 
the date of July 20. 1985 for cosple'.ion of corrective actions indicated in 
our response on this matter was not mit. The Safety Evaluation Report (533) 
review was mere extewuive than initially anticipated. As such, additionei 
tbe 1w~ neede" to complete the review. The corrective action on this matter 
will be cospleted by August 30, 1985.  

If you have any questions, please get in touch with I. X. Shell at MT 

To the best of my knowledge, I declare the stetwents contained herein are 

coslate we true.  

Very truly yours, 

TmIN*i-Eu VALLEY AIITHOEI 

iuc leer Licensing Breach 

as: Mr. Jams Taylor, Director 
off ice of Inspection and enforcemnt 
U.S. muclear' Regulatory Comission 
Washington, D.C. l"SSS 

Records Carter 
Institute of acleer Power Opeartions 
1100 Cicle 75 Parbtwa, suite 1500 
Atlenta, Georgia 34339 
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