
August 28, 2008 
 
PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE - PNO-I-08-010 
 
This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or public 
interest significance.  The information is as initially received without verification or evaluation, 
and is basically all that is known by the Region I staff on this date. 
 
Facility     Licensee Emergency Classification 
PSEG          X     Notification of Unusual Event 
Hope Creek Generating Station  _____ Alert 
Hancocks Bridge, NJ    _____ Site Area Emergency 
Docket: 50-354    _____ General Emergency 
      _____ Not Applicable 
 
 
Subject:  HOPE CREEK GENERATING STATION NOTIFICATION OF UNUSUAL EVENT 

DUE TO INDICATIONS OF INTERNAL FLOODING 
 
Hope Creek Generating Station (Hope Creek) declared an Unusual Event at 4:47 a.m. on 
August 28, 2008, based on receipt of a control room alarm and operator observations of 
approximately 1.5 inches of water on the floor of one of the service water pump bays.  The 
service water compartment sump pumps, which normally start and discharge the accumulated 
water from normal packing gland leakage, did not start due to a stuck level switch.   
 
Operators successfully activated the service water compartment sump pumps and reported 
water level trending down.  Operators verified through local observations that the sources of 
water leakage into the service water pump bays were from normal or previously identified 
sources.  Hope Creek operators exited the Unusual Event at 7:36 a.m. after determining that 
there was no indication of uncontrolled internal flooding.  Safety-related equipment was not 
adversely impacted during this event.  
 
The NRC Resident Inspector responded to the site to monitor this event.  The NRC will continue 
to evaluate the event.  The NRC Region I Public Affairs Office is prepared to respond to media 
inquiries.  
 
Region I received initial notification of this occurrence by telephone call from the licensee to the 
Headquarters Operations Officer at 5:33 a.m.  The information presented herein has been 
discussed with PSEG and is current as of August 28, at 1:30 p.m.   
 
This preliminary notification is issued for information only and no further action by the staff is 
anticipated.   
 
ADAMS Accession Number: ML082410922 
 
Contacts: Arthur Burritt 
  (610) 337-5069 
  Arthur.burritt@nrc.gov 
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BY FAX:  
DOT:Trans 
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RI Resident Office 
 
1.  NJ Dept  of Environmental Protection  
Bureau of Nuclear Engineering 
ATTN: Patrick Mulligan 
FAX# :  609-984-7513 
 
2.  NJ Radiological Emergency Response 
Planning 
ATTN: Tom Scardino 
FAX# :  609-530-4593 
 
3.  Delaware Div of Natural Resources and 
Environmental Control 
ATTN: Dr. Harry Otto 
FAX# :  302-739-7864 
 
4.  Delaware Emergency Management Agency 
ATTN: Janet Chomiszak 
FAX# :  302-659-6855 
 
Licensee:  PSEG  
                 Hope Creek Generating Station  
Region I Form 83  
(Rev. Nov. 21, 2006)  
 

 
 
SUNSI Review Complete:      JRR                 (Reviewer=s Initials) 

 
DOCUMENT NAME:  G:\DRP\PNS\PNO-I-08-010  HOPE CREEK FLOODING UE.DOC 
           ML082410922 
 After declaring this document AAn Official Agency Record@ it will be released to the Public. 
 
To receive a copy of this document, indicate in the box:  "C" = Copy without attachment/enclosure   "E" = Copy with attachment/enclosure   "N" = No copy     
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