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PMBelCOL PEmails

From: Tanya Simms
Sent: Monday, September 08, 2008 11:02 AM
To: 'rgrumbir@gmail.com'; 'alsterdis@tva.gov'; 'erg-xl@cox.net'; 'pshastings@duke-energy.com'; 

'Ray, Phillip M'; 'kslays@duke-energy.com'; 'Bob Hirmanpour'; 'tespink@tva.gov'
Cc: Joseph Sebrosky; PMBelCOL PEmails
Subject: Draft RAI 1144 Related SRP Section 9.2.5 for Bellefonte Units 3 and 4
Attachments: RAI 1144 draft.pdf

To All, 
 
Attached is Draft RAI 1144 related to the response provided for RAI 273 submitted in letter 49 for SRP Section 
9.2.5 for Bellefonte Units 3 and 4.  Please contact me if you desire a phone conference regarding this RAI.  If 
no response is heard by close of business September 10, 2008, the final RAI will be issued. 

 
 
Tanya Simms 
Project Manager 
New Reactor Licensing 
U.S. Nuclear Regulatory Commission 
11555 Rockville Pike 
Rockville, Maryland 20852-2738  
301-415-1387 
Tanya.Simms@nrc.gov  
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Request for Additional Information No. 1144 Revision 0 
Bellefonte Units 3 and 4 

TVA
Docket No. 52-014 and 52-015 

SRP Section: 09.02.05 - Ultimate Heat Sink 
Application Section: 9.2.1 

QUESTION from Balance of Plant Branch 1 (SBPA) 

09.02.05-***
The applicant's response to RAI 273/816 dated July 18, 2008, did not address adverse 
interaction considerations between the two mechanical draft cooling towers for the 
Bellefonte units.  The applicant should address whether the cooling capability of the 
SWS mechanical draft cooling towers for the Bellefonte units can be adversely affected 
by interactions that exist between the two mechanical draft cooling towers.  Adverse 
interactions can occur due to localized atmospheric influences caused by siting 
considerations, the locations of major structures, the locations of the mechanical draft 
cooling towers, mechanical draft cooling tower fan speed, and wind effects.  Because 
the AP1000 utilizes only one mechanical draft cooling tower in its design, interaction 
effects between the mechanical draft cooling towers of multi-unit sites were not 
evaluated by the staff as part of the review of the AP1000 design.  Therefore, provide 
additional information to address potential adverse interactions between the mechanical 
draft cooling towers for the two Bellefonte units, and revise the FSAR as appropriate to 
reflect this additional information.  
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