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From: Ravindra Joshi
Sent: Thursday, June 05, 2008 8:43 AM
To: BelCol Resource
Subject: FW: Potential RAIs (Draft) related SRP Section 5.2.4--Bellefonte Units 3 and 4 COL 

application
Attachments: RAI-SRP-5.2.4 .doc

 
 
From: Ravindra Joshi  
Sent: Tuesday, May 13, 2008 4:25 PM 
To: Timothy Steingass; David Terao 
Subject: FW: Potential RAIs (Draft) related SRP Section 5.2.4--Bellefonte Units 3 and 4 COL application 
 
Attached are the Potential RAIs that were submitted to TVA. These potential RAIs will be discussed at the 
Friday's conference call with TVA (May 16, 2008 at 11:00 AM). 
David,  
We will be using your office to initiate the call. 
Tim, 
I understand that you will be calling in for the call. The bridge number is 888-396-9178 and the pass code is 
2449733 #. 
Ravi Joshi 
 
From: Ravindra Joshi  
Sent: Tuesday, May 13, 2008 4:21 PM 
To: Ray, Phillip M 
Cc: Eddie R Grant 
Subject: Potential RAIs (Draft) related SRP Section 5.2.4--Bellefonte Units 3 and 4 COL application 
 
Attached are the potential RAIs for your information. Note that these potential RAIs will be discussed at the 
Friday's Conferemnce call (May 16, 2008 at 11:00 AM). 
Ravi Joshi 
Project Manager 
NRO/DNRL/NWE1 
US NRC 
301-415-6191 
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Request for Additional Information (DRAFT)  

 
 Bellefonte Units 3 and 4 

TVA 
Docket No. 52-014 and 52-015 

SRP Section: 05.02.04 - Reactor Coolant Pressure Boundary Inservice Inspection and Testing  
Application Section: 5.2.4 

 

QUESTIONS from Component Integrity, Performance & Testing Branch 1 

 

05.02.04-01 
The AP1000 DCD, Section 5.2.6.2, assigned a COL Information Item, providing a commitment that 
the COL applicant’s preservice inspection program will include specific preservice examinations of 
the reactor vessel closure head equivalent to those outlined in AP 1000 DCD Tier 2, Section 5.3.4.7. 
The Bellefonte FSAR adds supplemental information to the end of Subsection 5.2.4.3.1 describing 
the design of the RPV as it pertains to meeting the preservice inspection requirements for the RPV. 
Pursuant to Section 5.2.6.2 of the DCD, please discuss TVA’s plans with respect to preservice 
inspection of the RPV closure head consistent with the examinations outlined in Section 5.3.4.7 of 
the DCD.   

 

05.02.04-02 
The AP1000 DCD, Section 5.2.4 and 10 CFR 50.55a(g)(4) require that components be designed to 
enable the performance of ASME Code-required preservice and inservice examinations. Bellefonte 
FSAR Section 5.2.4.8 states, “[t]he specific areas where the applicable ASME Code requirements 
cannot be met are identified after the initial examinations are performed.” In addition, Section 
5.2.4.3.1 (page 5.2-4) states that a relief request will be submitted for NRC approval if accessibility is 
limited for nozzle-to-shell welds.  Because it is the staff’s understanding that the previously learned 
lessons are incorporated into the design and will enable the performance of inservice examinations 
required by the ASME Code, please explain why there would be areas on the reactor vessel nozzle-
to-shell welds where inservice examinations would be impractical and necessitate relief.  In this 
discussion, please address whether any RV nozzle-to-shell weld access issues are present at this 
time when using the latest edition and addenda of the ASME Code, Section XI that is incorporated 
by reference in 10 CFR 50.55a (i.e., the 2001 Edition up to and including the 2003 Addenda). If so, 
address whether TVA considers access from inside the pressure vessel to be an option.   

 

05.02.04-03 
Discuss the details of TVA's program regarding preservice and inservice inspection (ISI) of Class 1 
austenitic and dissimilar-metal welds, including with respect to monitoring for primary water stress-
corrosion cracking. Specifically address the method and type of nondestructive examination, number 
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and type of welds projected and two-sided access provisions. If two-sided access cannot be 
obtained to perform the same type of nondestructive examination method during inservice 
examination as performed during preservice examination, discuss how NRC regulations and the 
ASME Code ISI requirements will be met.  Note that the Staff assumes that any relief from ISI of 
these susceptible welds on the basis of design, geometry, or materials of construction will not be 
necessary, since these factors can be rectified at the design stage before the plant is constructed.  

05.02.04-04 
Regulatory Guide 1.206, Section C.III.1, Chapter 5, Section C.I.5.2.4.2 defines the Preservice 
Inspection (PSI) Program as an operational program, as described in SECY-05-0197, such that the 
program and its implementation milestones should be fully described in terms of the scope and level 
of detail to allow for a reasonable assurance finding of acceptability.  Bellefonte FSAR Section 
5.2.4.9 states that preservice examinations required by design and documentation are in 
accordance with ASME Section III, NB-5281, and that volumetric and surface examinations are 
performed as specified in ASME Section III, NB-5282. It also states that components described in 
ASME Section III, NB-5283 are exempt from preservice examination.  Please provide a more 
detailed description, including the scope of TVA’s Preservice Inspection Program for ASME Code 
Class 1 components and implementation milestones for commencing the PSI program.  (With 
respect to implementation milestones, the staff also notes that the ASME Code Section XI, IWB-
2200(a) specifies only when the Preservice Inspection program must be completed).    

 

05.02.04-05 
AP1000 DCD Section 5.2.6.1 states, “The Combined License applicant will address consistency of 
the design with the construction practices (including inspection and examination methods) of the 
later ASME Code edition and addenda added as part of the Combined License application. The 
Combined License applicant will address the addition of ASME code cases approved subsequent to 
design certification.” ASME Code Section III, NCA-1140, “Use of Code Editions, Addenda, and 
Cases,” provides criteria applicable to design and construction activities. It states that specific 
provisions within an Edition or Addenda later than those established in the design specifications may 
be used, provided that all the related requirements are met.  Discuss whether the methodology 
discussed under STD COL 5.2-1, including supplemental information (Bellefonte FSAR section 
5.2.1.1), is applicable or appropriate for ASME Section III design/construction activities.  Clarify 
whether TVA intends to use portions of ASME Code, Section III Editions and Addenda approved 
subsequent to those specified in the certified AP1000 design and, if so, address how TVA will 
ensure consistency of the design and construction practices when using such later Section III Code 
Editions and Addenda. Please revise STD COL 5.2-1 of TVA’s supplemental information (following 
the second sentence in the second paragraph of DCD Subsection 5.2.1.1) to ensure consistency 
between TVA’s use of the criteria in the ASME Code Section III, paragraph NCA-1140, “Use of Code 
Editions, Addenda, and Cases,” and use of the ASME Code Section XI repair/replacement 
methodology.        
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