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From: Ravindra Joshi

Sent: Friday, June 06, 2008 12:48 PM

To: BelCol Resource

Cc: Joseph Sebrosky

Subject: FW: RAI Letter No. 032 related to SRP section 6.4 for the Bellefonte Units 3 and 4 combined
License Application

Attachments: BEL-RAI-LTR-032.pdf

From: Ravindra Joshi

Sent: Friday, June 06, 2008 12:47 PM

To: andrea sterdis; Eddie R Grant; Hastings, Peter S; Ray, Phillip M; rgrumbir@gmail.com

Subject: RAI Letter No. 032 related to SRP section 6.4 for the Bellefonte Units 3 and 4 combined License Application

To All,
Attached is RAIl Letter No. 032 related to SRP Section 6.4 for Bellefonte Units 3 and 4. The ADAMS Accession
number is ML081580317.

Ravindra G. Joshi
Project Manager
NRO/DNRL/NWE1
US NRC
301-415-6191



Hearing Ildentifier: Bellefonte_ COL_Public_EX
Email Number: 702

Mail Envelope Properties (CEEA97CC21430049B821E684512F6ESE8525DF0432)

Subject: FW: RAI Letter No. 032 related to SRP section 6.4 for the Bellefonte Units 3 and
4 combined License Application

Sent Date: 6/6/2008 12:48:00 PM

Received Date: 6/6/2008 12:48:01 PM

From: Ravindra Joshi

Created By: Ravindra.Joshi@nrc.gov

Recipients:

"Joseph Sebrosky" <Joseph.Sebrosky@nrc.gov>
Tracking Status: None
"BelCol Resource" <BelCol.Resource@nrc.gov>
Tracking Status: None

Post Office: HQCLSTRO1.nrc.gov
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BEL-RAI-LTR-032.pdf 138717
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BellefonteRAIsPEm Resource

From:
Sent:
To:
Subject:

Attachments:

Ravindra Joshi
Friday, June 06, 2008 12:31 PM

BellefonteRAISPEm Resource
REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 032 RELATED TO SRP

SECTION 6.4 FOR THE BELLEFONTE UNITS 3 and 4 COMBINED LICENSE

APPLICATION
BEL-RAI-LTR-032.doc
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Email Number: 7

Mail Envelope Properties (CEEA97CC21430049B821E684512F6E5E8525DF03F 1)
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RELATED TO SRP SECTION 6.4 FOR THE BELLEFONTE UNITS 3 and 4 COMBINED
LICENSE APPLICATION
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Expiration Date:
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June 6, 2008

Ms. Andrea L. Sterdis

Manager, Nuclear Licensing & Industry Affairs
Nuclear Generation Development & Construction
Tennessee Valley Authority

1101 Market Street

Chattanooga, Tennessee 37402-2801

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 032 RELATED TO
SRP SECTION 6.4 FOR THE BELLEFONTE UNITS 3 and 4 COMBINED
LICENSE APPLICATION

Dear Ms. Sterdis:

By letter dated September 30, 2007, as supplemented by letters dated November 2, 2007,
January 8, 2008 and January 14, 2008, Tennessee Valley Authority (TVA) submitted its
application to the U. S. Nuclear Regulatory Commission (NRC) for a combined license (COL)
for two AP1000 advance passive pressurized water reactors pursuant to 10 CFR Part 52. The
NRC staff is performing a detailed review of this application to enable the staff to reach a
conclusion on the safety of the proposed application.

The NRC staff has identified that additional information is needed to continue portions of the
review. The staff’s request for additional information (RAI) is contained in the enclosure to this
letter.

To support the review schedule, you are requested to respond within 30 days of the date of this
letter. If changes are needed to the final safety analysis report, the staff requests that the RAI
response include the proposed wording changes.



If you have any questions or comments concerning this matter, you may contact me at
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte

combined license at 301-415-1132.

Docket Nos. 52-014
52-015

Enclosure:
Request for Additional Information

CC: see next page

Sincerely,
/RA/

Ravindra G. Joshi, Project Manager
AP1000 Projects Branch 1

Division of New Reactor Licensing
Office of New Reactors



If you have any questions or comments concerning this matter, you may contact me at
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte
combined license at 301-415-1132.

Sincerely,
/RA/

Ravindra G. Joshi, Project Manager
AP1000 Projects Branch 1

Division of New Reactor Licensing
Office of New Reactors

Docket Nos. 52-014
52-015
eRAI Tracking No. 327

Enclosure:
Request for Additional Information
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Bellefonte Units 3 and 4
Tennessee Valley Authority
Docket No. 52-014 and 52-015
SRP Section: 06.04 - Control Room Habitability System
Application Section: 6.4

QUESTIONS from Containment and Ventilation Branch 1 (SPCV)

06.04-2

The application concludes that “as permitted by Regulatory Guide 1.78, toxic gas monitoring for chlorine
is not included in the control room design.” Regulatory Guide 1.78 states that "human detection, i.e.,
smell, may be appropriate when no detection instruments are available in the control room for given
chemical types." According to the application, control room operators could sense the chlorine from the
identified chlorine event only 52 minutes before the concentration would reach the threshold for the onset
of health effects (Immediately Dangerous to Life and Health or IDHL). Also according to the application, if
it is assumed that the operators can don respirators in two minutes after the operators detect the smell of
a chlorine gas release, there would be only 3.5 minutes following that assumed action before chlorine
concentrations reach the IDHL level of 10 ppm. Please explain how the proposed Bellefonte procedures
can achieve the necessary operator actions within these time frames, and elaborate on the basis for
TVA'’s conclusion that chlorine monitors should not be included in the control room design.

06.04-3

Provide details of the analysis that generated Figure 6.4-201, including input conditions and assumptions,
in sufficient detail to permit independent confirmatory analysis. These details should include the size of
the spill, the wind conditions (speed and direction), the dilution of the chlorine, the normal air intake flow
rate of the ventilation system, the size of the control room, and the control room in-leakage rate.

06.04-4

The capability of the control room habitability systems to maintain a suitable environment for prolonged
occupancy throughout the toxic gas release, as well as during the other events identified in Chapter 15, is
based on a maximum of 11 operators in the control room. Do Bellefonte's plant procedures specify the
maximum number of operators allowed in the control room in circumstances when the habitability
systems are intended to protect the control room occupants?

06.04-5

Table 6.4-201 of the COL, Input Values Used in Analyses of Chlorine, states that the value assumed for
inleakage is 0.0023 m®sec. Will 0.0023 m*/sec be confirmed in control room air tightness testing, and
how will the effects of wind pressure and temperature differences (including expansion of outside cold air
after entering the control room) be accounted for?




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


