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From: Ravindra Joshi
Sent: Thursday, June 05, 2008 8:46 AM
To: BelCol Resource
Subject: FW: Draft E-RAI for Chapter 11 Bellefonte Units 3 and 4
Attachments: RAI 311.doc; RAI 301.doc; RAI 303.doc; RAI 304.doc; RAI 307.doc; RAI 308.doc; RAI 

310.doc

 
 
From: Ravindra Joshi  
Sent: Monday, June 02, 2008 7:52 AM 
To: 'Ray, Phillip M'; Eddie R Grant 
Cc: Steven Schaffer; Timothy Frye 
Subject: Draft E-RAI for Chapter 11 Bellefonte Units 3 and 4 
 
Phil, Eddie 
Attached are the draft RAIs (seven) related to Chapter 11. Joe Sebrosky sent you three draft RAIs related to 
Chapter 11 on May 28, 2008. If you think a conference call is needed to discuss these RAIs, we will be 
available to discuss with you. We propose this Thursday (June 5, 2008) at 10:00 AM (EDT) to have the call. 
 
Ravi Joshi 
301-415-6191 
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Request for Additional Information No. 311 
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.05 - Process and Effluent Radiological Monitoring Instrumentation and Sampling 

Systems 
Application Section: 11.5 

 
QUESTIONS 
 
11.05-*** 

With regard to FSAR Section 11.5.4.2, Representative Sampling, please provide a 
detailed description of how the applicant intends to ensure representative sampling of 
process and effluent liquids; please revise the FSAR to contain this description, or justify 
its exclusion.  
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Request for Additional Information No. 301  
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.01 - Source Terms 

Application Section: 11.1 
 
QUESTIONS 
 
11.01-*** 

Pursuant to SRP section 2.4.13, the dose consequence analysis for liquid radwaste 
system failures must consider the “most adverse” contamination in groundwater.  Tc-99, 
which is produced in the reactor core in amounts several orders of magnitude greater 
than I-129, becomes an important contributor to dose from groundwater because of its 
long half life and low retardation in soil.  Pursuant to SRP sections 11.2 (BTP-11-6) and 
2.4.13, please identify the Tc-99 concentrations in the primary and secondary coolant 
under design basis and realistic conditions. Please include these concentrations and the 
associated technical basis in FSAR Section 11.1, or justify their exclusion.  

 
 



1 
 

Request for Additional Information No. 303  
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.02 - Liquid Waste Management System 

Application Section: 11.2 
 
QUESTIONS 
 
11.02-*** 

Please explain how the application demonstrates that the site can meet the general 
environmental radiation standard in 40 CFR Part 190 (per 10 CFR 20.1301(e)), and 
provide sufficient information for the staff to evaluate the bases and assumptions used in 
the applicant’s analysis. Please incorporate this analysis into the FSAR or justify its 
exclusion. 
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Request for Additional Information No. 304 
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.02 - Liquid Waste Management System 

Application Section: 11.2 
 
QUESTIONS 
 
11.02-*** 

Please provide detailed information to enable the staff to validate and verify the 
estimated doses in FSAR section 11.2.3.5 with respect to the dose objectives of 
Appendix I to 10 CFR Part 50 and the dose limits in 10 CFR 20.1301(e); please revise 
the FSAR to include this information, or justify its exclusion. The information should 
include the following:  

• a complete description of how the applicant derived all the values listed in Tables 11.2-
201 and 11.2-202, including all assumptions made  

• citations to any reference material used (for documents not publicly available please 
provide a copy for staff’s use)  

• detailed breakdown of individual doses by pathway and organ  

• detailed breakdown of population doses by pathway and organ 
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Request for Additional Information No. 307  
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.03 - Gaseous Waste Management System 

Application Section: 11.3 
 
QUESTIONS 
 
11.03-*** 

Please provide detailed information to enable the staff to validate and verify the 
estimated doses in FSAR section 11.3.3.4 with respect to the dose objectives of 
Appendix I to 10 CFR Part 50 and the dose limits in 10 CFR 20.1301(e); please revise 
the FSAR to include this information, or justify its exclusion. The information should 
include the following:  

• a complete description of how the applicant derived all the values listed in Table 11.3-
201, including all assumptions made  

• citations to any reference material used (for documents not publicly available please 
provide a copy for staff’s use)  

• detailed breakdown of individual doses by pathway and organ  

• detailed breakdown of population doses by pathway and organ 
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Request for Additional Information No. 308  
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11-05 Branch Technical Position - Postulated Radioactive Releases Due to a Waste Gas 

System Leak or Failure 
Application Section: 11.3 

 
QUESTIONS 
 
11-05 Branch Technical Position-*** 

Consistent with the acceptance criteria of SRP Section 11.3 and Branch Technical 
Position 11-5, please provide with respect to FSAR section 11.3 an analysis of a 
postulated radioactive release due to a waste gas system leak or failure, including 
information to enable the staff to evaluate the bases and assumptions used. Please 
revise FSAR section 11.3 to include this analysis, or justify its exclusion. 
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Request for Additional Information No. 310  
 
  
 

Bellefonte Units 3 and 4 
TVA 

Docket No. 52-014 and 52-015 
SRP Section: 11.05 - Process and Effluent Radiological Monitoring Instrumentation and Sampling 

Systems 
Application Section: 11.5 

 
QUESTIONS 
 
11.05-*** 

The acceptance criteria in SRP Section 11.5 state that sampling from ducts and stacks 
should be consistent with ANSI/HPS N13.1-1999.  Please clarify whether the applicant 
has committed in FSAR Section 11.5.4.2 to follow ANSI N-13.1 -1999 to ensure 
representative sampling in gaseous ducts. If the applicant is committing to the entire 
standard, please revise the FSAR to so state; if not, please provide a detailed 
description of how the applicant intends to ensure representative sampling for gaseous 
systems and releases, and revise the FSAR to contain this description.  

 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /OK
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 450
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly true
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for compliance with 10CFR1, Appendix A.  Created PDF documents can be opened with Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


