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From: Ravindra Joshi

Sent: Monday, July 07, 2008 4:42 PM

To: Eddie R Grant; Ray, Phillip M; bob Hirman

Cc: David Terao; Timothy Steingass; BelCol Resource

Subject: RE: Draft RAls related to SRP Section 5.2.4, Bellefonte Units 3 and 4
Attachments: RAI 77.doc

To All,

Attached is the Draft RAI related to SRP Section 5.2.4. Please let me know if you would like to discuss the RAI
before it is made official.

Ravi Joshi

415-6191
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Request for Additional Information No. 77

Bellefonte Units 3 and 4
TVA
Docket No. 52-014 and 52-015
SRP Section: 05.02.04 - Reactor Coolant Pressure Boundary Inservice Inspection and Testing
Application Section: 5.2.4

QUESTION from Component and Integrity Performance and Testing Branch 1 (CIB1)

05.02.04-***

The supplemental information STD COL 5.2-2 added at the end of DCD Subsection
5.2.4.1 discusses Order EA-03-009 and ASME Code Case N-729-1, as amended by the
NRC staff, as guidance to the system boundary subject to inspection of the reactor
vessel head. Due to CRDM J-Groove weld cracking, the staff believes it is important that
the most recent inspection guidance be applied during operation. The current NRC
position applicable to inspection guidance for the reactor vessel is presented in the
proposed amendments to 10 CFR 50.55a(g)(6)(ii)(D) related to reactor vessel head
inspections (72 FR 16740). Discuss TVA’s plans for augmenting its inservice inspection
program for the reactor vessel top head by implementing ASME Code Case N-279-1 as
amended.
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