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From: Ravindra Joshi
Sent: Friday, June 27, 2008 10:14 AM
To: andrea sterdis; bob Hirman; Eddie R Grant; Hastings, Peter S; Kim Slays; Ray, Phillip M; 

rgrumbir@gmail.com
Cc: BelCol Resource
Subject: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 053 RELATED TO SRP 

SECTION 03.05.01.03 FOR THE BELLEFONTE UNITS 3 and 4 COMBINED LICENSE 
APPLICATION

Attachments: BEL-RAI-LTR-053.pdf

To All, 
Attached is RAI letter No. 053 related to SRP section 3.5.1.3 for Bellefonte Units 3 and 4. The ADAMS 
Accession number is ML081790160. 
 
Ravindra G. Joshi 
Project Manager 
NRO/DNRL/NWE1 
US NRC 
301-415-6191 
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June 27, 2008 

Ms. Andrea L. Sterdis 
Manager, Nuclear Licensing & Industry Affairs 
Nuclear Generation Development & Construction 
Tennessee Valley Authority 
1101 Market Street 
Chattanooga, Tennessee  37402-2801 

SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 053 RELATED TO 
SRP SECTION 03.05.01.03 FOR THE BELLEFONTE UNITS 3 and 4 
COMBINED LICENSE APPLICATION 

Dear Ms. Sterdis: 

By letter dated September 30, 2007, as supplemented by letters dated November 2, 2007, 
January 8, 2008 and January 14, 2008, Tennessee Valley Authority (TVA) submitted its 
application to the U. S. Nuclear Regulatory Commission (NRC) for a combined  license (COL) 
for two AP1000 advance passive pressurized water reactors pursuant to 10 CFR Part 52.  The 
NRC staff is performing a detailed review of this application to enable the staff to reach a 
conclusion on the safety of the proposed application. 

The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.

To support the review schedule, you are requested to respond within 45 days of the date of this 
letter.  If changes are needed to the final safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte 
combined license at 301-415-1132. 

Sincerely,

 /RA/

Ravindra G. Joshi, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-014 
52-015

Enclosure:
Request for Additional Information 



If you have any questions or comments concerning this matter, you may contact me at 
301-415-6191 or you may contact Joesph Sebrosky, the lead project manager for the Bellefonte 
combined license at 301-415-1132. 

Sincerely,

 /RA/

Ravindra G. Joshi, Project Manager 
AP1000 Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 

Docket Nos.  52-014 
52-015
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Bellefonte Units 3 and 4 
Tennessee Valley Authority 

Docket No. 52-014 and 52-015 
SRP Section: 03.05.01.03- Turbine Missiles  

Application Section: FSAR 3.5.1.3 

QUESTION from Component Integrity, Performance & Testing Branch 1 (CIB1)  

03.05.01.03-1 
The Bellefonte COL incorporates by reference Section 3.5.1.3 of the AP1000 DCD, with standard 
supplemental information (STD SUP 3.5-1).  STD SUP 3.5-1 states, “the potential for a turbine missile 
from another AP1000 plant in close proximity has been considered. As noted in DCD Subsection 
10.2.2, the probability of generation of a turbine missile is less than 1x10-5 per year. Given this 
generation probability and the protection provided by the reinforced concrete shield building and 
auxiliary building walls, roofs, and floors, the guidance of Regulatory Guide 1.115 is satisfied for two 
AP1000 plants side and [sic] side".  In order to complete the staff's review, the NRC staff requests 
additional information: 

a)      Given that Bellefonte Units 3 and 4 will be side by side, is each turbine orientated favorably with 
respect to the other plant's safety-related SSCs (i.e., Bellefonte Unit 3 turbine favorably orientated to 
Bellefonte Unit 4 safety-related SSCs, and vice versa)?  Provide details such as turbine orientation, 
angles with respect to SSCs, path of missiles trajectory and distances.  Will some of the nuclear island 
and SSCs such as the boric acid storage tank depicted in Figure 1.2-2 of the AP1000 DCD and Figure 
1.1-202 of the Bellefonte COL be within this missile strike zone defined in RG 1.115?  The orientation 
(favorable or unfavorable) of the turbine as defined in RG 1.115 should be specified in this standard 
supplemental information. 

b)      According to SRP Section 3.5.1.3, the probability of generating a turbine missile should be less 
than 10-4 per year for a favorably oriented turbine.  Explain the use of 10-5 per year if the two turbines 
are considered favorably oriented with respect to each other. 

c)      Based on your response to (a) and (b) above, discuss the need for an ITAAC that verifies the 
orientation of the turbine building to the nuclear island of the respective unit and to the co-located unit's 
nuclear island and safety-related SSCs is in accordance with Figure 1.1-202 of the Bellefonte COL.  
This ITAAC will confirm that the turbine building is orientated in the position denoted by the AP1000 
DCD and the Bellefonte COL to ensure that safety-related SSCs are protected against turbine missiles 
as required by GDC 4 to 10 CFR Part 50.   

d)      Discuss how the reinforced concrete shield building and auxiliary buildings walls, roofs, and floors 
provide protection from turbine missiles with respect to satisfying Regulatory Position 3 of RG 1.115. 
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